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DAM IS COMPRISED OF AN EARTHEN EMBANKMENT AND CONCRETE SPILLWAY
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• Increased Diversions through Shandaken 
Tunnel into Esopus Creek
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• Siphons

• Notch in Gilboa Dam
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Cold Brook 
Gage Height

1.7”Water reaches 
Phoenicia trailer park

18.0’

2.0”Begins to flood roads16.0’
2.75”2’ over banks13.0’

3.5”Begins to overflow 
banks

11.0’

5.25”Esopus is 2/3 bank 
full

9.0’

11.0”Normal Spring flow6.0’
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Estimated effect of 
tunnel immediately 

downstream of portal

Peak stage 
7.85’

8.68’



Esopus Creek Stage at Cold Brook
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Flood Stage 11’

Peak stage 
14.14’

Peak stage with tunnel off 
would have been 13.93’



SummarySummary

• Engineer analysis shows Gilboa Dam does 
not meet current safety standards.

• Water Supply operations must be altered to 
allow emergency repairs.

• While emergency construction underway, 
Shandaken Tunnel will be operated at 
maximum diversion to maintain drawdown.


