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Asset Name

Program / Asset #

Address
Borough

Areas Surveyed 

PELHAM BAY PARK  ORCHARD BEACH BATHHOUSE - 0046
EASTCHESTER BAY, HUTCHINSON RIVER AND L.I. SOUND

Print Date :

Date of Survey

Agency's Number
Yr Built/Renovated
Project Type
Landmark Status

30-Sep-2003

PARKS

DEPT. OF PARKS & RECREATION - FY 2004

1935 /  

Basement, Roof, Floors 1
NONE18-Mar-2003

BRONX

FY 2009 - 2014FY 2005 - 2008CAPITAL BUDGET
Exterior Architecture $1,368,300 $1,300,000
Interior Architecture $85,600 $46,600
Electrical $378,900
Mechanical $138,500 $943,900

$1,592,400 $2,669,300Total 

:

:
:

:
:

:
:

:
:
:
:

PAR0072.460 / 229
Area Sq Ft 158,570

X039-06E

$1,368,300 $1,300,000APriority  
$177,600 $1,322,800BPriority  

$46,600 $46,600CPriority  

$1,592,400 $2,669,300Total

FY 2008FY 2007FY 2006FY 2005EXPENSE BUDGET
Exterior Architecture $117,400 $15,200 $244,700
Interior Architecture $112,300 $8,100
Electrical $26,100 $62,400 $4,900 $62,200
Mechanical $38,900 $10,300 $3,300 $19,100

$294,600 $72,700 $31,400 $326,000Total

$117,400 $15,200 $244,700Priority A
$94,800 $72,700 $9,100 $81,300Priority B
$82,500 $7,100Priority C

$294,600 $72,700 $31,400 $326,000Total

Note :       All $ estimates are in current dollars and are not escalated for potential future inflation. 
                Maintenance $ are aggregated over a ten-year period.
          **  Replacement cost estimated to be beyond ten years is not included in this report.
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DEPT. OF PARKS & RECREATION - 846
PELHAM BAY PARK ORCHARD BEACH BATHHOUSE - 0046

Asset # : 229

Architecture
System

Component
Type

% of 
Total

Fail Date 
(Years)

Estimated Cost

Current Repair

Year 
FY

Estimated Cost

Future Replacement

Estimated Cost

Maintenance 

Cycle 
(Yrs)

Priority
Code

Exterior
Exterior Walls

* *Glazed Ceramic Panel %3 Now $21,500 LIFE 3-5 $39,100 A
Cracking/Crumbling, Extent : Moderate, Area Affected : 15%

Location : Dressing Areas
* *Masonry: Brick %20 Now $404,700 LIFE 5 $80,900 A

Broken/Missing Elements, Extent : Severe, Area Affected : 25%
Location : Dressing Areas

Cracking/Crumbling, Extent : Severe, Area Affected : 35%
Location : Dressing Areas

Diagonal Cracks, Extent : Severe, Area Affected : 25%
Location : Dressing Areas

* *Masonry: Brick %2 Now $67,400 LIFE 5 $8,100 A
Broken/Missing Elements, Extent : Severe, Area Affected : 50%

Location : Wall Adjacent To Overhead Door On East Facade
Diagonal Cracks, Extent : Severe, Area Affected : 25%

Location : Wall Adjacent To Overhead Door On East Side
Jnt Mortar Miss/Erod, Extent : Severe, Area Affected : 50%

Location : Wall Adjacent To Overhead Door On East Side
* *Masonry: Brick %45 Now $151,800 LIFE 5 $181,900 A

Efflorescence, Extent : Moderate, Area Affected : 10%
Location : West Facade

Jnt Mortar Miss/Erod, Extent : Moderate, Area Affected : 15%
Location : West Facade

* *Masonry: Limestone %25 Now $126,000 LIFE 3-5 $361,500 A
Cracking/Crumbling, Extent : Moderate, Area Affected : 10%

Location : Throughout
Efflorescence, Extent : Moderate, Area Affected : 10%

Location : Throughout
Jnt Mortar Miss/Erod, Extent : Moderate, Area Affected : 50%

Location : Throughout
Loose/Delam Surface, Extent : Moderate, Area Affected : 15%

Location : Throughout
* *Metal Sect. OHD %5 LIFE 3 $258,800 A

Note :       All $ estimates are in current dollars and are not escalated for potential future inflation. 
                Maintenance $ are aggregated over a ten-year period.
          **  Replacement cost estimated to be beyond ten years is not included in this report.
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DEPT. OF PARKS & RECREATION - 846
PELHAM BAY PARK ORCHARD BEACH BATHHOUSE - 0046

Asset # : 229

Architecture
System

Component
Type

% of 
Total

Fail Date 
(Years)

Estimated Cost

Current Repair

Year 
FY

Estimated Cost

Future Replacement

Estimated Cost

Maintenance 

Cycle 
(Yrs)

Priority
Code

Exterior
Windows

* *Aluminum %30 Now $151,800 2030 5 $4,700 A
Broken/Missing Elements, Extent : Severe, Area Affected : 50%

Location : North And South Wings
Glazing Broken/Cracked, Extent : Severe, Area Affected : 100%

Location : North And South Wings
* *Metal Louvers %45 2-4 $31,200 2022 5 $122,700 A

Broken/Missing Elements, Extent : Moderate, Area Affected : 25%
Location : Basement

Deformed/Dented, Extent : Moderate, Area Affected : 50%
Location : Basement

Deteriorated Finish, Extent : Moderate, Area Affected : 100%
Location : Basement

* *Steel %10 Now $61,400 2023 5 $3,200 A
Corrosion/Rusting, Extent : Moderate, Area Affected : 50%

Location : At Offices
Deteriorated Finish, Extent : Moderate, Area Affected : 100%

Location : At Offices
Unit Inoperable, Extent : Moderate, Area Affected : 50%

Location : OFFICES
$98,800Wood %15 2013 5 $6,700 A

Parapets
* *Masonry: Brick %70 0-2 $40,500 LIFE 3 $140,300 A

Efflorescence, Extent : Moderate, Area Affected : 10%
Location : North And South Wings

Jnt Mortar Miss/Erod, Extent : Moderate, Area Affected : 10%
Location : North And South Wings

* *Masonry: Limestone %30 Now $77,900 LIFE 3 $63,300 A
Cracking/Crumbling, Extent : Moderate, Area Affected : 15%

Location : North And South Wings
Jnt Mortar Miss/Erod, Extent : Moderate, Area Affected : 50%

Location : North And South Wings
Roof

$696,700Built-Up (BUR) %50 2014 A
* *Panel/Paver: Bluestone %45 Now $286,800 2017 5 $46,700 A

Miss/Damgd Flashings, Extent : Moderate, Area Affected : 25%
Location : Plaza Over Storage Areas In Basement

Water Penetration, Extent : Severe, Area Affected : 50%
Location : Basement

* *Skylight, Metal/Glass %5 2034 3 $45,600 A

Interior

Note :       All $ estimates are in current dollars and are not escalated for potential future inflation. 
                Maintenance $ are aggregated over a ten-year period.
          **  Replacement cost estimated to be beyond ten years is not included in this report.
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DEPT. OF PARKS & RECREATION - 846
PELHAM BAY PARK ORCHARD BEACH BATHHOUSE - 0046

Asset # : 229

Architecture
System

Component
Type

% of 
Total

Fail Date 
(Years)

Estimated Cost

Current Repair

Year 
FY

Estimated Cost

Future Replacement

Estimated Cost

Maintenance 

Cycle 
(Yrs)

Priority
Code

Interior
Floors

* *Cast in Place Concrete %50 LIFE 5 $60,200 C
* *Panel/Paver: Cer/Brk %10 2022 5 $14,200 C
* *Terrazzo %35 LIFE 8 $93,100 C
* *Vinyl Tile %5 2029 5 $1,700 C

Interior Walls
* *Cast in Place Concrete %30 LIFE 5 $34,200 C

Water Penetration, Extent : Moderate, Area Affected : 15%
Location : Storage Areas In Basement

* *Ceramic Tile %15 LIFE 5 $12,100 C
* *Plaster %55 Now $29,200 LIFE 5 $15,800 C

Cracking/Crumbling, Extent : Moderate, Area Affected : 5%
Location : Storage Area In Basement

Water Penetration, Extent : Severe, Area Affected : 5%
Location : Storage Area In Basement

Ceilings
* *AcousTileSusp.Lay-In %5 2017 5 $1,900 B
* *Exposed Concrete %35 Now $39,000 LIFE B

Cracking/Crumbling, Extent : Severe, Area Affected : 5%
Location : Storage Areas In Basement

Exposed Reinforcing, Extent : Moderate, Area Affected : 5%
Location : Storage Areas In Basement

Water Penetration, Extent : Severe, Area Affected : 5%
Location : Storage Areas In Basement

* *Plaster %60 Now $29,800 LIFE 5 $15,700 B
Cracking/Crumbling, Extent : Severe, Area Affected : 5%

Location : Storage Areas In Basement
Water Penetration, Extent : Severe, Area Affected : 5%

Location : Storage Areas In Basement

Electrical
System

Component
Type

% of 
Total

Fail Date 
(Years)

Estimated Cost

Current Repair

Year 
FY

Estimated Cost

Future Replacement

Estimated Cost

Maintenance 

Cycle 
(Yrs)

Priority
Code

Under 600 Volts
Switchgear

Not Accessible %100 D

Raceway
$66,700Conduit %100 2014 B

Panelboards
$39,200Molded Case Bkrs %90 2013 3 $5,900 B

* *Molded Case Bkrs %10 2030 3 $700 B

Note :       All $ estimates are in current dollars and are not escalated for potential future inflation. 
                Maintenance $ are aggregated over a ten-year period.
          **  Replacement cost estimated to be beyond ten years is not included in this report.
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DEPT. OF PARKS & RECREATION - 846
PELHAM BAY PARK ORCHARD BEACH BATHHOUSE - 0046

Asset # : 229

Electrical
System

Component
Type

% of 
Total

Fail Date 
(Years)

Estimated Cost

Current Repair

Year 
FY

Estimated Cost

Future Replacement

Estimated Cost

Maintenance 

Cycle 
(Yrs)

Priority
Code

Under 600 Volts
Wiring

* *Braided Cloth %50 2-4 $26,100 2039 B
Insulation Aged, Extent : Moderate, Area Affected : 100%

Location : Basement
* *Thermoplastic %50 2024 B

Motor Controllers
$58,200Locally Mounted %100 2012 5 $5,800 B

Ground
Grounding Devices

Not Accessible %100 D

Lighting
General Lighting

$150,400Fluorescent %70 2014 2 $217,500 B
$64,400Incandescent %30 2014 2 $93,200 B

Mechanical
System

Component
Type

% of 
Total

Fail Date 
(Years)

Estimated Cost

Current Repair

Year 
FY

Estimated Cost

Future Replacement

Estimated Cost

Maintenance 

Cycle 
(Yrs)

Priority
Code

Heating
Energy Source

* *Electricity %20 2030 3 $500 B
* *Natural Gas %40 2034 3 $800 B

Other Observation, Extent : Severe, Area Affected : 100%
Location : Basement
Explanation : OIL TANK ABANDONED

No Component %40 D
Other Observation, Extent : Severe, Area Affected : 100%

Location : Boiler Room
Explanation : STEAM BOILER ABANDONED AND PIT IS FLOODED

Conversion Equipment
$53,900Furnace %40 2009 3 $1,300 B
$97,000Unit 

Heater-Stm/HW/Elec
%20 2012 5 $2,600 B

No Component %40 D

Distribution
* *Steam Piping/Pump %100 Now $138,500 2024 3 $15,800 B

Not in Service, Extent : Severe, Area Affected : 100%
Location : 1st Floor

Note :       All $ estimates are in current dollars and are not escalated for potential future inflation. 
                Maintenance $ are aggregated over a ten-year period.
          **  Replacement cost estimated to be beyond ten years is not included in this report.
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DEPT. OF PARKS & RECREATION - 846
PELHAM BAY PARK ORCHARD BEACH BATHHOUSE - 0046

Asset # : 229

Mechanical
System

Component
Type

% of 
Total

Fail Date 
(Years)

Estimated Cost

Current Repair

Year 
FY

Estimated Cost

Future Replacement

Estimated Cost

Maintenance 

Cycle 
(Yrs)

Priority
Code

Heating
Terminal Devices

$213,900Air Handler %60 Now $21,400 2014 B
Not in Service, Extent : Severe, Area Affected : 100%

Location : Basement
$249,800Convector/Radiator %40 2012 2 $30,800 B

Not in Service, Extent : Severe, Area Affected : 100%
Location : 1st Floor

Plumbing
H/C Water Piping

$329,200Galv Iron/Steel %100 2012 3-5 $20,900 B

Hot Water Heater
$17,100Electric %100 2009 3-5 $33,700 B

Sanitary Piping
* *Cast Iron %100 2024 B

Storm Drain Piping
* *Cast Iron %100 2024 B

Sump Pump(s)
$5,400Submersible %100 2005 4 $2,000 B

Non-Water Piping
* *Natural Gas %100 2034 3 $1,900 B

Note :       All $ estimates are in current dollars and are not escalated for potential future inflation. 
                Maintenance $ are aggregated over a ten-year period.
          **  Replacement cost estimated to be beyond ten years is not included in this report.
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Asset Name

Program / Asset #

Address
Borough

Areas Surveyed 

PELHAM BAY PARK  SPLIT ROCK CLUBHOUSE - 0007
EASTCHESTER BAY, HUTCHINSON RIVER AND L.I. SOUND

Print Date :

Date of Survey

Agency's Number
Yr Built/Renovated
Project Type
Landmark Status

30-Sep-2003

PARKS

DEPT. OF PARKS & RECREATION - FY 2004

1901 / 1969

Basement, Roof, Floors 1,2
NONE18-Mar-2003

BRONX

FY 2009 - 2014FY 2005 - 2008CAPITAL BUDGET
Exterior Architecture $141,800 $36,700
Interior Architecture $132,800
Electrical $58,200
Mechanical $207,600

$482,200 $95,000Total 

:

:
:

:
:

:
:

:
:
:
:

PAR0072.070 / 228
Area Sq Ft 15,904

N/A

$141,800 $36,700APriority  
$207,600 $58,200BPriority  
$132,800CPriority  

$482,200 $95,000Total

FY 2008FY 2007FY 2006FY 2005EXPENSE BUDGET
Exterior Architecture $61,200 $6,300
Interior Architecture $19,700 $1,400
Electrical $38,700 $3,200 $4,700 $3,400
Mechanical $64,500 $100 $5,100 $4,400

$184,100 $3,200 $11,200 $14,100Total

$61,200 $6,300Priority A
$114,600 $3,200 $9,800 $7,800Priority B

$8,400 $1,400Priority C

$184,100 $3,200 $11,200 $14,100Total

Note :       All $ estimates are in current dollars and are not escalated for potential future inflation. 
                Maintenance $ are aggregated over a ten-year period.
          **  Replacement cost estimated to be beyond ten years is not included in this report.
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DEPT. OF PARKS & RECREATION - 846
PELHAM BAY PARK SPLIT ROCK CLUBHOUSE - 0007

Asset # : 228

Architecture
System

Component
Type

% of 
Total

Fail Date 
(Years)

Estimated Cost

Current Repair

Year 
FY

Estimated Cost

Future Replacement

Estimated Cost

Maintenance 

Cycle 
(Yrs)

Priority
Code

Exterior
Exterior Walls

* *Masonry: Brick %85 Now $30,600 LIFE 5 $36,700 A
Jnt Mortar Miss/Erod, Extent : Moderate, Area Affected : 15%

Location : At Stair To Basement
* *Masonry: Marble %5 LIFE 3-5 $11,400 A
* *Wood %10 Now $13,600 2024 3-5 $11,800 A

Deteriorated Finish, Extent : Moderate, Area Affected : 25%
Location : East Wing

Dry Rot/Decay, Extent : Moderate, Area Affected : 15%
Location : East Facade

Split/Cracked, Extent : Moderate, Area Affected : 100%
Location : East Wing

Windows
* *Wood %100 Now $65,900 2039 5 $2,200 A

Broken/Missing Elements, Extent : Moderate, Area Affected : 50%
Location : Basement

Deteriorated Finish, Extent : Moderate, Area Affected : 50%
Location : Throughout

Split/Cracked, Extent : Moderate, Area Affected : 50%
Location : Throughout

Parapets
* *Metal Rail %50 2-4 $3,500 2017 3 $2,300 A

Corrosion/Rusting, Extent : Moderate, Area Affected : 25%
Location : Low Roofs At East And West Wings

Deteriorated Finish, Extent : Moderate, Area Affected : 25%
Location : Low Roofs At East And West Wings

* *Wood Cornice %50 Now $9,900 2024 4 $700 A
Deteriorated Finish, Extent : Moderate, Area Affected : 50%

Location : At Upper Roof
Split/Cracked, Extent : Moderate, Area Affected : 25%

Location : At Upper Roof

Note :       All $ estimates are in current dollars and are not escalated for potential future inflation. 
                Maintenance $ are aggregated over a ten-year period.
          **  Replacement cost estimated to be beyond ten years is not included in this report.
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DEPT. OF PARKS & RECREATION - 846
PELHAM BAY PARK SPLIT ROCK CLUBHOUSE - 0007

Asset # : 228

Architecture
System

Component
Type

% of 
Total

Fail Date 
(Years)

Estimated Cost

Current Repair

Year 
FY

Estimated Cost

Future Replacement

Estimated Cost

Maintenance 

Cycle 
(Yrs)

Priority
Code

Exterior
Roof

* *Built-Up (BUR) %60 0-2 $40,100 2024 A
Gut/DS Non Func/Miss, Extent : Moderate, Area Affected : 50%

Location : Low Roofs Over East And West Wings
Water Penetration, Extent : Moderate, Area Affected : 10%

Location : Pro Shop
Worn/Eroded, Extent : Moderate, Area Affected : 25%

Location : Low Roofs Over East And West Wings
* *Modified Bitumen %40 Now $35,800 2024 A

Alligatoring, Extent : Moderate, Area Affected : 25%
Location : Upper Roof

Blisters, Extent : Moderate, Area Affected : 15%
Location : Upper Roof

Gut/DS Non Func/Miss, Extent : Moderate, Area Affected : 50%
Location : Upper Roof

Water Penetration, Extent : Moderate, Area Affected : 10%
Location : Main Lobby

Interior
Floors

$10,900Carpet %10 2013 3 $2,600 C
* *Cast in Place Concrete %20 LIFE 5 $3,100 C
* *Ceramic Tile %5 2042 5 $1,000 C
* *Panel/Paver: Bluestone %35 LIFE 5 $8,400 C
* *Vinyl Tile %30 Now $52,500 2054 5 $600 C

Broken/Missing Elements, Extent : Severe, Area Affected : 100%
Location : Basement

Cracking/Crumbling, Extent : Severe, Area Affected : 100%
Location : Basement

Water Penetration, Extent : Severe, Area Affected : 75%
Location : Basement

Interior Walls
* *Granite Panels %5 LIFE 5 $800 C
* *Plaster %65 LIFE 5 $4,500 C

Water Penetration, Extent : Moderate, Area Affected : 5%
Location : Second Floor

* *Plaster %25 Now $80,300 LIFE 5 $900 C
Broken/Missing Elements, Extent : Severe, Area Affected : 35%

Location : Basement
Cracking/Crumbling, Extent : Severe, Area Affected : 50%

Location : Basement
Water Penetration, Extent : Severe, Area Affected : 50%

Location : Basement
* *SGFT/Glazed Masonry %5 LIFE C

Note :       All $ estimates are in current dollars and are not escalated for potential future inflation. 
                Maintenance $ are aggregated over a ten-year period.
          **  Replacement cost estimated to be beyond ten years is not included in this report.
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DEPT. OF PARKS & RECREATION - 846
PELHAM BAY PARK SPLIT ROCK CLUBHOUSE - 0007

Asset # : 228

Architecture
System

Component
Type

% of 
Total

Fail Date 
(Years)

Estimated Cost

Current Repair

Year 
FY

Estimated Cost

Future Replacement

Estimated Cost

Maintenance 

Cycle 
(Yrs)

Priority
Code

Interior
Ceilings

* *AcousTileSusp.Lay-In %5 2-4 $100 2023 5 $100 B
Staining/Discoloring, Extent : Moderate, Area Affected : 10%

Location : Pro Shop
Water Penetration, Extent : Moderate, Area Affected : 10%

Location : Pro Shop
* *Exposed Concrete %25 Now $8,800 LIFE B

Paint Peeling, Extent : Moderate, Area Affected : 100%
Location : Basement

* *Plaster %70 LIFE 5 $4,700 B
Water Penetration, Extent : Moderate, Area Affected : 10%

Location : Main Lobby

Electrical
System

Component
Type

% of 
Total

Fail Date 
(Years)

Estimated Cost

Current Repair

Year 
FY

Estimated Cost

Future Replacement

Estimated Cost

Maintenance 

Cycle 
(Yrs)

Priority
Code

Under 600 Volts
Service Equipment

* *Fused Disc Sw %100 2-4 $1,400 2044 5 $600 B
On Extended Life, Extent : Moderate, Area Affected : 100%

Location : Basement
Raceway

$8,200Conduit %100 2014 B

Panelboards
* *Fused Knife Sw %50 2-4 $9,700 2039 3 $300 B

Obsolete Equipment, Extent : Moderate, Area Affected : 100%
Location : Basement

* *Fused Toggle Switch %50 2-4 $9,700 2039 3 $300 B
On Extended Life, Extent : Moderate, Area Affected : 100%

Location : Basement
Wiring

* *Braided Cloth %90 2-4 $6,900 2039 B
Insulation Aged, Extent : Moderate, Area Affected : 100%

Location : Throughout
* *Thermoplastic %10 2024 B

Ground
Grounding Devices

* *Metal Water Pipe %100 0-2 $6,400 2034 B
Corroded, Extent : Severe, Area Affected : 100%

Location : Basement
Lighting

Note :       All $ estimates are in current dollars and are not escalated for potential future inflation. 
                Maintenance $ are aggregated over a ten-year period.
          **  Replacement cost estimated to be beyond ten years is not included in this report.
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DEPT. OF PARKS & RECREATION - 846
PELHAM BAY PARK SPLIT ROCK CLUBHOUSE - 0007

Asset # : 228

Electrical
System

Component
Type

% of 
Total

Fail Date 
(Years)

Estimated Cost

Current Repair

Year 
FY

Estimated Cost

Future Replacement

Estimated Cost

Maintenance 

Cycle 
(Yrs)

Priority
Code

Lighting
General Lighting

$29,100Fluorescent %40 2009 2 $15,800 B
$29,100Fluorescent %40 2014 2 $15,800 B
$14,600Incandescent %20 2009 2 $7,900 B

Mechanical
System

Component
Type

% of 
Total

Fail Date 
(Years)

Estimated Cost

Current Repair

Year 
FY

Estimated Cost

Future Replacement

Estimated Cost

Maintenance 

Cycle 
(Yrs)

Priority
Code

Heating
Energy Source

* *Fuel Oil %100 Now $34,500 2044 4 $500 B
Buried Tank(s), Extent : Severe, Area Affected : 100%

Location : Tank Abandoned
Conversion Equipment

* *Steam Boiler %100 Now $68,100 2034 3 $5,300 B
Unit Inoperable, Extent : Severe, Area Affected : 100%

Location : Boiler Room
Explanation : Multiple Sump Pumps Are Needed To Get Rid Of Ground Water Seeping Into 
Basement

Other Observation, Extent : Severe, Area Affected : 100%
Location : Basement
Explanation : Boiler Submerged From Ground Water Seeping Into Basement

Distribution
* *Steam Piping/Pump %100 Now $97,700 2044 3 $2,000 B

Not in Service, Extent : Severe, Area Affected : 100%
Location : Throughout

Terminal Devices
* *Convector/Radiator %100 Now $13,200 2019 2 $7,800 B

Broken, Extent : Moderate, Area Affected : 10%
Location : Boiler Room
Explanation : Multiple Sump Pumps Are Needed To Get Rid Of Ground Water Seeping Into 
Basement

Ventilation
Distribution

* *Ductwork/Diffusers %100 LIFE 2 $15,500 B

Exhaust Fans
$15,500Interior %100 2009 3-10 $7,200 B

Plumbing
H/C Water Piping

* *Galv Iron/Steel %100 0-2 $41,800 2034 3-5 $2,500 B
Corroded, Extent : Severe, Area Affected : 100%

Location : Basement

Note :       All $ estimates are in current dollars and are not escalated for potential future inflation. 
                Maintenance $ are aggregated over a ten-year period.
          **  Replacement cost estimated to be beyond ten years is not included in this report.
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DEPT. OF PARKS & RECREATION - 846
PELHAM BAY PARK SPLIT ROCK CLUBHOUSE - 0007

Asset # : 228

Mechanical
System

Component
Type

% of 
Total

Fail Date 
(Years)

Estimated Cost

Current Repair

Year 
FY

Estimated Cost

Future Replacement

Estimated Cost

Maintenance 

Cycle 
(Yrs)

Priority
Code

Plumbing
Hot Water Heater

$2,200Electric %100 Now $2,200 2014 3-5 $2,900 B
Unit Inoperable, Extent : Severe, Area Affected : 100%

Location : Basement
Sanitary Piping

$30,400Cast Iron %100 2014 B

Storm Drain Piping
* *Cast Iron %100 Now $2,000 2024 B

Leak Evident, Extent : Moderate, Area Affected : 20%
Location : Basement

Sump Pump(s)
$5,400Submersible %100 2005 4 $2,000 B

Non-Water Piping
* *Natural Gas %100 2024 3 $200 B

Note :       All $ estimates are in current dollars and are not escalated for potential future inflation. 
                Maintenance $ are aggregated over a ten-year period.
          **  Replacement cost estimated to be beyond ten years is not included in this report.
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Asset Name

Program / Asset #

Address
Borough

Areas Surveyed 

PROSPECT PARK  BOATHOUSE - 0012
FLATBUSH, OCEAN & PARKSIDE AVES. PROSPECT PARK S.W. & W.

Print Date :

Date of Survey

Agency's Number
Yr Built/Renovated
Project Type
Landmark Status

30-Sep-2003

PARKS

DEPT. OF PARKS & RECREATION - FY 2004

1900 / 2002

Roof, Floors 1,2
EXTERIOR LANDMARK29-May-2002

BROOKLYN

CAPITAL BUDGET

Total 

:

:
:

:
:

:
:

:
:
:
:

PAR0020.012 / 1057
Area Sq Ft 6,050

B073-12

Priority  

Total

FY 2008FY 2007FY 2006FY 2005EXPENSE BUDGET
Exterior Architecture $300 $29,800
Interior Architecture $3,700 $1,700 $300
Electrical $2,800 $2,700 $400
Mechanical $800 $1,800 $1,100 $1,600

$3,900 $5,500 $5,600 $32,000Total

$300 $29,800Priority A
$3,700 $1,800 $5,600 $2,000Priority B

$3,600 $300Priority C

$3,900 $5,500 $5,600 $32,000Total

Note :       All $ estimates are in current dollars and are not escalated for potential future inflation. 
                Maintenance $ are aggregated over a ten-year period.
          **  Replacement cost estimated to be beyond ten years is not included in this report.
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DEPT. OF PARKS & RECREATION - 846
PROSPECT PARK BOATHOUSE - 0012

Asset # : 1057

Architecture
System

Component
Type

% of 
Total

Fail Date 
(Years)

Estimated Cost

Current Repair

Year 
FY

Estimated Cost

Future Replacement

Estimated Cost

Maintenance 

Cycle 
(Yrs)

Priority
Code

Exterior
Exterior Walls

* *Cast Stone/Terra Cotta %100 LIFE 3-5 $98,300 A
Recent Repair Evident, Extent : Moderate, Area Affected : 50%

Windows
* *Wood %100 2035 5 $500 A

Recent Replace Evident, Extent : Moderate, Area Affected : 100%
Parapets

* *Cast Stone/Terra Cotta %100 LIFE 3 $5,100 A
Recent Repair Evident, Extent : Moderate, Area Affected : 50%

Roof
* *Clay Tile %25 LIFE 5 $900 A
* *IRMA/Protected 

Membrane
%40 2018 5 $3,600 A

* *IRMA/Protected 
Membrane

%35 2018 5 $3,200 A

Paver Block Ballast, Extent : Moderate, Area Affected : 100%
Interior

Floors
* *Ceramic Tile %5 2048 5 $400 C
* *Panel/Paver: Cer/Brk %50 2021 5 $3,300 C
* *Vinyl Tile %10 2048 5 $200 C
* *Wood %35 2041 5 $3,900 C

Recent Repair Evident, Extent : Moderate, Area Affected : 35%
Interior Walls

* *Cast Stone/Terra Cotta %50 LIFE 5 $500 C
Recent Repair Evident, Extent : Moderate, Area Affected : 15%

* *Ceramic Tile %5 LIFE 5 C
* *Masonry: Brick %15 LIFE 5 $100 C

Recent Repair Evident, Extent : Moderate, Area Affected : 10%
* *Granite Panels %5 LIFE 5 C
* *Plaster %25 LIFE 5 $100 C

Ceilings
* *AcousTileSusp.Lay-In %5 2026 5 $100 B
* *Ceramic Tile %60 2022 5 $3,400 B

Recent Repair Evident, Extent : Moderate, Area Affected : 25%
* *Plaster %35 LIFE 5 $400 B

Electrical
System

Component
Type

% of 
Total

Fail Date 
(Years)

Estimated Cost

Current Repair

Year 
FY

Estimated Cost

Future Replacement

Estimated Cost

Maintenance 

Cycle 
(Yrs)

Priority
Code

Under 600 Volts
Note :       All $ estimates are in current dollars and are not escalated for potential future inflation. 
                Maintenance $ are aggregated over a ten-year period.
          **  Replacement cost estimated to be beyond ten years is not included in this report.
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DEPT. OF PARKS & RECREATION - 846
PROSPECT PARK BOATHOUSE - 0012

Asset # : 1057

Electrical
System

Component
Type

% of 
Total

Fail Date 
(Years)

Estimated Cost

Current Repair

Year 
FY

Estimated Cost

Future Replacement

Estimated Cost

Maintenance 

Cycle 
(Yrs)

Priority
Code

Under 600 Volts
Service Equipment

* *Fused Disc Sw %100 2043 5 $400 B
Recent Replace Evident, Extent : Moderate, Area Affected : 100%

Switchgear
* *Fused Disc Sw %100 2043 3-5 $300 B

Recent Replace Evident, Extent : Moderate, Area Affected : 100%
Raceway

* *Conduit %100 2043 B
Recent Replace Evident, Extent : Moderate, Area Affected : 100%

Panelboards
* *Molded Case Bkrs %100 2035 3 $300 B

Wiring
* *Thermoplastic %100 2039 B

Motor Controllers
* *Locally Mounted %100 2030 5 $200 B

Ground
Grounding Devices

* *Metal Water Pipe %100 2030 B

Lighting
General Lighting

* *Emergency %5 2021 2 $100 B
* *Exit %5 2021 2 $100 B
* *HID %20 2021 2 $2,900 B
* *Incandescent %70 2021 2 $10,200 B

Mechanical
System

Component
Type

% of 
Total

Fail Date 
(Years)

Estimated Cost

Current Repair

Year 
FY

Estimated Cost

Future Replacement

Estimated Cost

Maintenance 

Cycle 
(Yrs)

Priority
Code

Heating
Energy Source

* *Natural Gas %100 2033 3 $100 B

Conversion Equipment
* *Furnace %40 2023 3 $100 B

Recent Installation, Extent : Moderate, Area Affected : 100%
* *Hot Water Boiler %60 2033 3 $1,000 B

Recent Installation, Extent : Moderate, Area Affected : 100%
Distribution

* *Hot Wtr Piping/Pump %100 2029 3-4 $1,300 B

Note :       All $ estimates are in current dollars and are not escalated for potential future inflation. 
                Maintenance $ are aggregated over a ten-year period.
          **  Replacement cost estimated to be beyond ten years is not included in this report.
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DEPT. OF PARKS & RECREATION - 846
PROSPECT PARK BOATHOUSE - 0012

Asset # : 1057

Mechanical
System

Component
Type

% of 
Total

Fail Date 
(Years)

Estimated Cost

Current Repair

Year 
FY

Estimated Cost

Future Replacement

Estimated Cost

Maintenance 

Cycle 
(Yrs)

Priority
Code

Heating
Terminal Devices

* *Convector/Radiator %60 2026 2 $2,200 B
No Component %40 D

Ventilation
Distribution

* *Ductwork/Diffusers %100 LIFE 2 $4,600 B

Exhaust Fans
* *Interior %100 2018 3-10 $2,300 B

Plumbing
H/C Water Piping

* *Single Type %100 2026 3-5 $1,300 B

Hot Water Heater
$1,300Single Type %100 2014 3-5 $1,600 B

Sanitary Piping
* *Single Type %100 2033 B

Storm Drain Piping
* *Single Type %100 2033 B

Note :       All $ estimates are in current dollars and are not escalated for potential future inflation. 
                Maintenance $ are aggregated over a ten-year period.
          **  Replacement cost estimated to be beyond ten years is not included in this report.
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Asset Name

Program / Asset #

Address
Borough

Areas Surveyed 

PROSPECT PARK  CAROUSEL - 015B
FLATBUSH, OCEAN & PARKSIDE AVES. PROSPECT PARK S.W. & W.

Print Date :

Date of Survey

Agency's Number
Yr Built/Renovated
Project Type
Landmark Status

30-Sep-2003

PARKS

DEPT. OF PARKS & RECREATION - FY 2004

1952 / 2001

Roof, Floors 1
NONE29-May-2002

BROOKLYN

CAPITAL BUDGET

Total 

:

:
:

:
:

:
:

:
:
:
:

PAR0020.15B / 870
Area Sq Ft 3,800

B073-15B

Priority  

Total

FY 2008FY 2007FY 2006FY 2005EXPENSE BUDGET
Exterior Architecture $26,000 $10,500
Interior Architecture
Electrical $1,700 $7,000
Mechanical $100 $100 $100

$26,100 $1,800 $17,700Total

$26,000 $10,500Priority A
$100 $1,800 $7,100Priority B

Priority C

$26,100 $1,800 $17,700Total

Note :       All $ estimates are in current dollars and are not escalated for potential future inflation. 
                Maintenance $ are aggregated over a ten-year period.
          **  Replacement cost estimated to be beyond ten years is not included in this report.
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DEPT. OF PARKS & RECREATION - 846
PROSPECT PARK CAROUSEL - 015B

Asset # : 870

Architecture
System

Component
Type

% of 
Total

Fail Date 
(Years)

Estimated Cost

Current Repair

Year 
FY

Estimated Cost

Future Replacement

Estimated Cost

Maintenance 

Cycle 
(Yrs)

Priority
Code

Exterior
Exterior Walls

* *Masonry: Brick %50 Now $10,100 LIFE 5 $6,100 A
Diagonal Cracks, Extent : Moderate, Area Affected : 5%
Jnt Mortar Miss/Erod, Extent : Moderate, Area Affected : 25%

* *Metal Coiling Doors %45 2026 3 $39,000 A
* *Wood %5 2023 3-5 $2,300 A

Roof
* *Copper/Terne %5 2028 5 $200 A
* *Metal Panel %95 2030 5 $11,400 A

Recent Replace Evident, Extent : Moderate, Area Affected : 100%
Interior

Floors
* *Cast in Place Concrete %100 LIFE 5 $1,500 C

Interior Walls
* *Masonry: Brick %100 LIFE 5 $900 C

Ceilings
* *Exposed Struc: Wood %100 LIFE B

Electrical
System

Component
Type

% of 
Total

Fail Date 
(Years)

Estimated Cost

Current Repair

Year 
FY

Estimated Cost

Future Replacement

Estimated Cost

Maintenance 

Cycle 
(Yrs)

Priority
Code

Under 600 Volts
Service Equipment

$800Fused Disc Sw %100 2013 5 $300 B

Raceway
$18,600Conduit %100 2013 B

Panelboards
$9,700Molded Case Bkrs %100 2012 3 $200 B

Wiring
$13,000Thermoplastic %100 2013 B

Motor Controllers
$3,600Locally Mounted %100 2011 5 $100 B

Lighting
General Lighting

$5,300Incandescent %100 2008 2 $7,700 B

Mechanical
System

Component
Type

% of 
Total

Fail Date 
(Years)

Estimated Cost

Current Repair

Year 
FY

Estimated Cost

Future Replacement

Estimated Cost

Maintenance 

Cycle 
(Yrs)

Priority
Code

Note :       All $ estimates are in current dollars and are not escalated for potential future inflation. 
                Maintenance $ are aggregated over a ten-year period.
          **  Replacement cost estimated to be beyond ten years is not included in this report.
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DEPT. OF PARKS & RECREATION - 846
PROSPECT PARK CAROUSEL - 015B

Asset # : 870

Mechanical
System

Component
Type

% of 
Total

Fail Date 
(Years)

Estimated Cost

Current Repair

Year 
FY

Estimated Cost

Future Replacement

Estimated Cost

Maintenance 

Cycle 
(Yrs)

Priority
Code

Plumbing
H/C Water Piping

* *Single Type %100 2026 3-5 $700 B

Note :       All $ estimates are in current dollars and are not escalated for potential future inflation. 
                Maintenance $ are aggregated over a ten-year period.
          **  Replacement cost estimated to be beyond ten years is not included in this report.
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Asset Name

Program / Asset #

Address
Borough

Areas Surveyed 

PROSPECT PARK  LEFFERTS HOMESTEAD - 0028
FLATBUSH, OCEAN & PARKSIDE AVES. PROSPECT PARK S.W. & W.

Print Date :

Date of Survey

Agency's Number
Yr Built/Renovated
Project Type
Landmark Status

30-Sep-2003

PARKS

DEPT. OF PARKS & RECREATION - FY 2004

1777 /  

Basement, Roof, Floors 1,2,ATT
EXTERIOR LANDMARK29-May-2002

BROOKLYN

FY 2009 - 2014FY 2005 - 2008CAPITAL BUDGET
Exterior Architecture $79,700
Interior Architecture $53,200

$132,900Total 

:

:
:

:
:

:
:

:
:
:
:

PAR0020.028 / 182
Area Sq Ft 6,700

B073-28

$79,700APriority  
$53,200CPriority  

$132,900Total

FY 2008FY 2007FY 2006FY 2005EXPENSE BUDGET
Exterior Architecture $2,800 $1,900 $14,600
Interior Architecture $23,800
Electrical $2,700 $29,500
Mechanical $200 $1,100 $1,200 $900

$26,700 $3,800 $3,100 $45,000Total

$2,800 $1,900 $14,600Priority A
$11,700 $3,800 $1,200 $30,400Priority B
$12,300Priority C

$26,700 $3,800 $3,100 $45,000Total

Note :       All $ estimates are in current dollars and are not escalated for potential future inflation. 
                Maintenance $ are aggregated over a ten-year period.
          **  Replacement cost estimated to be beyond ten years is not included in this report.



Page : 507

DEPT. OF PARKS & RECREATION - 846
PROSPECT PARK LEFFERTS HOMESTEAD - 0028

Asset # : 182

Architecture
System

Component
Type

% of 
Total

Fail Date 
(Years)

Estimated Cost

Current Repair

Year 
FY

Estimated Cost

Future Replacement

Estimated Cost

Maintenance 

Cycle 
(Yrs)

Priority
Code

Exterior
Exterior Walls

* *Masonry: Brick %5 LIFE 5 $1,000 A
* *Wood %95 Now $79,700 2023 3-5 $49,700 A

Dry Rot/Decay, Extent : Severe, Area Affected : 5%
Location : SOUTHWEST CORNER

Paint Peeling, Extent : Moderate, Area Affected : 50%
Staining/Discoloring, Extent : Moderate, Area Affected : 25%

Windows
* *Wood %100 2035 5 $5,600 A

Recent Replace Evident, Extent : Moderate, Area Affected : 100%
Roof

* *Wood Shingles %100 2022 5 $3,900 A

Interior
Floors

* *Wood %100 Now $53,200 2028 5 $5,100 C
Dry Rot/Decay, Extent : Moderate, Area Affected : 25%

Location : FIRST FLOOR BEAMS
Split/Cracked, Extent : Moderate, Area Affected : 25%

Location : FIRST FLOOR BEAMS
Staining/Discoloring, Extent : Moderate, Area Affected : 35%

Location : FIRST FLOOR BEAMS
Interior Walls

* *Plaster %100 Now $12,300 LIFE 5 $1,200 C
Cracking/Crumbling, Extent : Moderate, Area Affected : 15%

Ceilings
* *Plaster %100 Now $11,500 LIFE 5 $1,100 B

Cracking/Crumbling, Extent : Moderate, Area Affected : 10%

Electrical
System

Component
Type

% of 
Total

Fail Date 
(Years)

Estimated Cost

Current Repair

Year 
FY

Estimated Cost

Future Replacement

Estimated Cost

Maintenance 

Cycle 
(Yrs)

Priority
Code

Under 600 Volts
Service Equipment

* *Fused Disc Sw %100 2023 5 $500 B

Raceway
* *Conduit %100 2023 B

Panelboards
* *Molded Case Bkrs %100 2021 3 $300 B

Wiring
* *Thermoplastic %100 2023 B

Note :       All $ estimates are in current dollars and are not escalated for potential future inflation. 
                Maintenance $ are aggregated over a ten-year period.
          **  Replacement cost estimated to be beyond ten years is not included in this report.
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DEPT. OF PARKS & RECREATION - 846
PROSPECT PARK LEFFERTS HOMESTEAD - 0028

Asset # : 182

Electrical
System

Component
Type

% of 
Total

Fail Date 
(Years)

Estimated Cost

Current Repair

Year 
FY

Estimated Cost

Future Replacement

Estimated Cost

Maintenance 

Cycle 
(Yrs)

Priority
Code

Under 600 Volts
Motor Controllers

* *Locally Mounted %100 2018 5 $200 B

Ground
Grounding Devices

$7,000Metal Water Pipe %100 2011 B

Lighting
General Lighting

$26,500Incandescent %100 2008 2 $13,100 B

Mechanical
System

Component
Type

% of 
Total

Fail Date 
(Years)

Estimated Cost

Current Repair

Year 
FY

Estimated Cost

Future Replacement

Estimated Cost

Maintenance 

Cycle 
(Yrs)

Priority
Code

Heating
Energy Source

* *Natural Gas %100 2033 3 $100 B

Conversion Equipment
* *Furnace %100 2018 3 $100 B

Ventilation
Distribution

* *Ductwork/Diffusers %100 LIFE 2 $4,100 B

Exhaust Fans
* *Interior %100 2018 3-10 $2,100 B

Plumbing
H/C Water Piping

* *Single Type %100 2018 3-5 $1,000 B

Hot Water Heater
$1,200Single Type %100 2011 3-5 $1,300 B

Sanitary Piping
* *Single Type %100 2033 B

Note :       All $ estimates are in current dollars and are not escalated for potential future inflation. 
                Maintenance $ are aggregated over a ten-year period.
          **  Replacement cost estimated to be beyond ten years is not included in this report.
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Asset Name

Program / Asset #

Address
Borough

Areas Surveyed 

PROSPECT PARK  LITCHFIELD (ENGINEERS)ANNEX-002B
FLATBUSH, OCEAN & PARKSIDE AVES. PROSPECT PARK S.W. & W.

Print Date :

Date of Survey

Agency's Number
Yr Built/Renovated
Project Type
Landmark Status

30-Sep-2003

PARKS

DEPT. OF PARKS & RECREATION - FY 2004

1913 /  

Basement, Roof, Floors 1,2
EXTERIOR LANDMARK30-May-2002

BROOKLYN

FY 2009 - 2014FY 2005 - 2008CAPITAL BUDGET
Mechanical $53,900

$53,900Total 

:

:
:

:
:

:
:

:
:
:
:

PAR0020.069 / 13452
Area Sq Ft 4,617

002B

$53,900BPriority  

$53,900Total

FY 2008FY 2007FY 2006FY 2005EXPENSE BUDGET
Exterior Architecture $10,800 $7,700
Interior Architecture $3,000 $10,600 $300
Electrical $2,100 $100 $2,100 $200
Mechanical $700 $1,400 $300 $900

$5,700 $22,900 $2,400 $9,100Total

$10,800 $7,700Priority A
$4,700 $1,500 $2,400 $1,000Priority B
$1,100 $10,600 $300Priority C

$5,700 $22,900 $2,400 $9,100Total

Note :       All $ estimates are in current dollars and are not escalated for potential future inflation. 
                Maintenance $ are aggregated over a ten-year period.
          **  Replacement cost estimated to be beyond ten years is not included in this report.
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DEPT. OF PARKS & RECREATION - 846
PROSPECT PARK LITCHFIELD (ENGINEERS)ANNEX-002B

Asset # : 13452

Architecture
System

Component
Type

% of 
Total

Fail Date 
(Years)

Estimated Cost

Current Repair

Year 
FY

Estimated Cost

Future Replacement

Estimated Cost

Maintenance 

Cycle 
(Yrs)

Priority
Code

Exterior
Exterior Walls

* *Stucco Cement %100 2021 3-5 $22,900 A

Windows
* *Wood %100 2021 5 $2,000 A

Other Observation, Extent : Moderate, Area Affected : 100%
Location : Throughout
Explanation : ALSO HAS ALUMINUM STORM WINDOWS

Parapets
* *Metal Cornice %100 2021 3 $3,800 A

Roof
* *Metal Panel %100 2018 5 $15,500 A

Interior
Floors

$9,700Carpet %30 2006 3 $2,200 C
* *Cast in Place Concrete %10 LIFE 5 $200 C
* *Ceramic Tile %5 2041 5 $300 C
* *Vinyl Tile %55 2028 5 $600 C

Interior Walls
* *Ceramic Tile %5 LIFE 5 C
* *Plaster %95 Now $1,100 LIFE 5 $500 C

Cracking/Crumbling, Extent : Moderate, Area Affected : 20%
Location : BASEMENT

Water Penetration, Extent : Moderate, Area Affected : 5%
Location : STAIR TO BASEMENT AND BASEMENT

Ceilings
* *Plaster %100 4+ $1,900 LIFE 5 $900 B

Paint Peeling, Extent : Moderate, Area Affected : 25%

Electrical
System

Component
Type

% of 
Total

Fail Date 
(Years)

Estimated Cost

Current Repair

Year 
FY

Estimated Cost

Future Replacement

Estimated Cost

Maintenance 

Cycle 
(Yrs)

Priority
Code

Under 600 Volts
Service Equipment

$1,500Fused Disc Sw %100 2013 5 $300 B

Raceway
$5,500Conduit %100 2013 B

Panelboards
$10,600Molded Case Bkrs %100 2012 3 $200 B

Wiring
$5,100Thermoplastic %100 2013 B

Note :       All $ estimates are in current dollars and are not escalated for potential future inflation. 
                Maintenance $ are aggregated over a ten-year period.
          **  Replacement cost estimated to be beyond ten years is not included in this report.
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DEPT. OF PARKS & RECREATION - 846
PROSPECT PARK LITCHFIELD (ENGINEERS)ANNEX-002B

Asset # : 13452

Electrical
System

Component
Type

% of 
Total

Fail Date 
(Years)

Estimated Cost

Current Repair

Year 
FY

Estimated Cost

Future Replacement

Estimated Cost

Maintenance 

Cycle 
(Yrs)

Priority
Code

Under 600 Volts
Motor Controllers

$4,900Locally Mounted %100 2011 5 $200 B

Lighting
General Lighting

$100Exit %5 2013 2 B
$20,700Fluorescent %95 2013 2 $10,200 B

Mechanical
System

Component
Type

% of 
Total

Fail Date 
(Years)

Estimated Cost

Current Repair

Year 
FY

Estimated Cost

Future Replacement

Estimated Cost

Maintenance 

Cycle 
(Yrs)

Priority
Code

Heating
Energy Source

* *Fuel Oil %100 2023 4 $100 B
Other Observation, Extent : Severe, Area Affected : 100%

Location : IN VAULT
Explanation : NO. 2 FUEL OIL

Conversion Equipment
* *Hot Water Boiler %100 2018 3 $1,300 B

Distribution
* *Hot Wtr Piping/Pump %100 2021 3-4 $900 B

Terminal Devices
* *Convector/Radiator %100 2018 2 $2,700 B

Air Conditioning
Energy Source

* *Electricity %100 2021 5 B

Conversion Equipment
$53,900Int Pkg Unit - Cool %100 2011 B

Distribution
* *Chilled Wtr Pipe/Pmp %100 2023 3-4 $900 B

Terminal Devices
$17,800Air Handler/Cool %100 2013 4 $500 B

Heat Rejection
$13,700Air Cool in Unit %100 2013 B

Plumbing
H/C Water Piping

* *Single Type %100 2018 3-5 $800 B

Hot Water Heater
$1,000Single Type %100 2011 3-5 $1,100 B

Sanitary Piping
* *Single Type %100 2023 B

Note :       All $ estimates are in current dollars and are not escalated for potential future inflation. 
                Maintenance $ are aggregated over a ten-year period.
          **  Replacement cost estimated to be beyond ten years is not included in this report.
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DEPT. OF PARKS & RECREATION - 846
PROSPECT PARK LITCHFIELD (ENGINEERS)ANNEX-002B

Asset # : 13452

Mechanical
System

Component
Type

% of 
Total

Fail Date 
(Years)

Estimated Cost

Current Repair

Year 
FY

Estimated Cost

Future Replacement

Estimated Cost

Maintenance 

Cycle 
(Yrs)

Priority
Code

Plumbing
Storm Drain Piping

* *Single Type %100 2023 B

Note :       All $ estimates are in current dollars and are not escalated for potential future inflation. 
                Maintenance $ are aggregated over a ten-year period.
          **  Replacement cost estimated to be beyond ten years is not included in this report.
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Asset Name

Program / Asset #

Address
Borough

Areas Surveyed 

PROSPECT PARK  LITCHFIELD MANSION
FLATBUSH, OCEAN & PARKSIDE AVES. PROSPECT PARK S.W. & W.

Print Date :

Date of Survey

Agency's Number
Yr Built/Renovated
Project Type
Landmark Status

30-Sep-2003

PARKS

DEPT. OF PARKS & RECREATION - FY 2004

1850 /  

Basement, Roof, Floors 1,2,3,4
EXTERIOR LANDMARK30-May-2002

BROOKLYN

FY 2009 - 2014FY 2005 - 2008CAPITAL BUDGET
Exterior Architecture $444,800
Electrical $57,800
Mechanical $149,900

$444,800 $207,700Total 

:

:
:

:
:

:
:

:
:
:
:

PAR0020.068 / 869
Area Sq Ft 17,500

B073-02A

$444,800APriority  
$207,700BPriority  

$444,800 $207,700Total

FY 2008FY 2007FY 2006FY 2005EXPENSE BUDGET
Exterior Architecture $40,500 $11,400 $10,600
Interior Architecture $7,600 $2,300 $2,200
Electrical $5,700 $3,000 $5,700 $27,900
Mechanical $2,700 $2,800 $2,300 $800

$56,600 $19,400 $8,000 $41,500Total

$40,500 $11,400 $10,600Priority A
$16,100 $5,800 $8,000 $28,700Priority B

$2,300 $2,200Priority C

$56,600 $19,400 $8,000 $41,500Total

Note :       All $ estimates are in current dollars and are not escalated for potential future inflation. 
                Maintenance $ are aggregated over a ten-year period.
          **  Replacement cost estimated to be beyond ten years is not included in this report.
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DEPT. OF PARKS & RECREATION - 846
PROSPECT PARK LITCHFIELD MANSION

Asset # : 869

Architecture
System

Component
Type

% of 
Total

Fail Date 
(Years)

Estimated Cost

Current Repair

Year 
FY

Estimated Cost

Future Replacement

Estimated Cost

Maintenance 

Cycle 
(Yrs)

Priority
Code

Exterior
Exterior Walls

* *Masonry: Brick %48 Now $16,900 LIFE 5 $18,600 A
Vertical Cracks, Extent : Moderate, Area Affected : 5%

Location : North Facade
* *Masonry: Schist/Gnies %10 Now $15,900 LIFE 3-5 $13,800 A

Caulking Deteriorated, Extent : Severe, Area Affected : 25%
Location : REAR ENTRACE TO BASEMENT

Water Penetration, Extent : Moderate, Area Affected : 10%
Location : REAR ENTRANCE TO BASEMENT

* *Granite Panels %2 Now $2,500 LIFE 3-5 $2,700 A
Jnt Mortar Miss/Erod, Extent : Moderate, Area Affected : 25%

Location : WINDOW SILLS
* *Stucco Cement %25 2021 3-5 $30,500 A
* *Wood %15 Now $75,900 2033 3-5 $15,800 A

Deteriorated Finish, Extent : Moderate, Area Affected : 50%
Location : West Facade,East Facade

Paint Peeling, Extent : Moderate, Area Affected : 50%
Location : BALCONIES, BALUSTRADE, AND CONNECTING CORRIDOR TO ANNEX

Split/Cracked, Extent : Moderate, Area Affected : 25%
Location : AT COLUMNS CONNECTING CORRIDOR TO ANNEX

Windows
* *Wood %100 Now $143,300 2038 5 $4,500 A

Deteriorated Finish, Extent : Moderate, Area Affected : 50%
Thermally Inefficient, Extent : Moderate, Area Affected : 100%
Split/Cracked, Extent : Moderate, Area Affected : 50%

Parapets
* *Masonry: Brick %5 Now $500 LIFE 3 $600 A

Jnt Mortar Miss/Erod, Extent : Moderate, Area Affected : 25%
* *Wood Cornice %95 Now $66,500 2033 4 $900 A

Deteriorated Finish, Extent : Moderate, Area Affected : 50%
Paint Peeling, Extent : Moderate, Area Affected : 75%
Split/Cracked, Extent : Moderate, Area Affected : 25%

Roof
* *Cast in Place Concrete %5 Now $1,700 LIFE 5 $300 A

Cracking/Crumbling, Extent : Moderate, Area Affected : 25%
Location : OVER REAR ENTRANCE TO BASEMENT

Water Penetration, Extent : Moderate, Area Affected : 5%
Location : AT REAR ENTRANCE TO BASEMENT

* *Metal Panel %90 2-4 $159,200 2026 5 $15,800 A
Corrosion/Rusting, Extent : Moderate, Area Affected : 25%
Gut/DS Non Func/Miss, Extent : Moderate, Area Affected : 25%
Miss/Damgd Flashings, Extent : Moderate, Area Affected : 15%

* *Skylight, Metal/Glass %5 Now $2,900 2023 3 $3,500 A
Glazing Broken/Cracked, Extent : Moderate, Area Affected : 10%

Note :       All $ estimates are in current dollars and are not escalated for potential future inflation. 
                Maintenance $ are aggregated over a ten-year period.
          **  Replacement cost estimated to be beyond ten years is not included in this report.
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DEPT. OF PARKS & RECREATION - 846
PROSPECT PARK LITCHFIELD MANSION

Asset # : 869

Architecture
System

Component
Type

% of 
Total

Fail Date 
(Years)

Estimated Cost

Current Repair

Year 
FY

Estimated Cost

Future Replacement

Estimated Cost

Maintenance 

Cycle 
(Yrs)

Priority
Code

Interior
Floors

$30,800Carpet %25 2009 3 $6,800 C
* *Cast in Place Concrete %15 LIFE 5 $1,200 C
* *Ceramic Tile %10 2028 5 $2,100 C
* *Vinyl Tile %50 2048 5 $2,200 C

Recent Replace Evident, Extent : Moderate, Area Affected : 100%
Interior Walls

* *Concr Masonry Unit %5 LIFE 5 $100 C
* *Plaster %85 LIFE 5 $1,800 C

Recent Repair Evident, Extent : Moderate, Area Affected : 10%
* *Wood %10 LIFE 5 $200 C

Ceilings
* *Plaster %90 LIFE 5 $3,100 B
* *Wood %10 Now $7,600 LIFE 5 $1,000 B

Broken/Missing Elements, Extent : Severe, Area Affected : 15%
Location : CONNECTING CORRIDOR TO ANNEX

Deteriorated Finish, Extent : Moderate, Area Affected : 100%
Location : CONNECTING CORRIDOR TO ANNEX

Split/Cracked, Extent : Moderate, Area Affected : 25%
Location : CONNECTING CORRIDOR TO ANNEX

Electrical
System

Component
Type

% of 
Total

Fail Date 
(Years)

Estimated Cost

Current Repair

Year 
FY

Estimated Cost

Future Replacement

Estimated Cost

Maintenance 

Cycle 
(Yrs)

Priority
Code

Under 600 Volts
Service Equipment

$1,500Fused Disc Sw %100 2013 5 $1,300 B

Raceway
$9,000Conduit %100 2013 B

Panelboards
* *Molded Case Bkrs %10 2029 3 $100 B

$19,100Molded Case Bkrs %90 2012 3 $600 B

Wiring
$8,400Thermoplastic %100 2013 B

Motor Controllers
$9,700Locally Mounted %100 2011 5 $600 B

Lighting
General Lighting

$57,800Fluorescent %70 2013 2 $28,600 B
$24,800Incandescent %30 2008 2 $12,300 B

Note :       All $ estimates are in current dollars and are not escalated for potential future inflation. 
                Maintenance $ are aggregated over a ten-year period.
          **  Replacement cost estimated to be beyond ten years is not included in this report.
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DEPT. OF PARKS & RECREATION - 846
PROSPECT PARK LITCHFIELD MANSION

Asset # : 869

Mechanical
System

Component
Type

% of 
Total

Fail Date 
(Years)

Estimated Cost

Current Repair

Year 
FY

Estimated Cost

Future Replacement

Estimated Cost

Maintenance 

Cycle 
(Yrs)

Priority
Code

Heating
Energy Source

* *Fuel Oil %100 2039 4 $500 B
Recent Repair Evident, Extent : Severe, Area Affected : 50%

Location : Boiler Room
Conversion Equipment

* *Steam Boiler %100 2018 3 $5,500 B

Distribution
* *Steam Piping/Pump %100 2023 3 $2,800 B

Terminal Devices
$149,900Convector/Radiator %100 2011 2 $10,100 B

Plumbing
H/C Water Piping

* *Single Type %100 2018 3-5 $3,200 B

Hot Water Heater
Not Accessible %100 D

Sanitary Piping
* *Single Type %100 2023 B

Storm Drain Piping
* *Single Type %100 2023 B

Note :       All $ estimates are in current dollars and are not escalated for potential future inflation. 
                Maintenance $ are aggregated over a ten-year period.
          **  Replacement cost estimated to be beyond ten years is not included in this report.
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Asset Name

Program / Asset #

Address
Borough

Areas Surveyed 

PROSPECT PARK  MAINT. BUILDING #2 (FORESTRY)
FLATBUSH, OCEAN & PARKSIDE AVES. PROSPECT PARK S.W. & W.

Print Date :

Date of Survey

Agency's Number
Yr Built/Renovated
Project Type
Landmark Status

30-Sep-2003

PARKS

DEPT. OF PARKS & RECREATION - FY 2004

1855 / 2001

Basement, Roof, Floors 1
NONE30-May-2002

BROOKLYN

FY 2009 - 2014FY 2005 - 2008CAPITAL BUDGET
Exterior Architecture $45,500
Interior Architecture $64,500
Mechanical $344,100

$110,000 $344,100Total 

:

:
:

:
:

:
:

:
:
:
:

PAR0020.023 / 887
Area Sq Ft 15,912

B073-23

$45,500APriority  
$64,500 $344,100BPriority  

$110,000 $344,100Total

FY 2008FY 2007FY 2006FY 2005EXPENSE BUDGET
Exterior Architecture $19,700 $6,800 $10,200
Interior Architecture $18,200 $1,200
Electrical $10,500 $100 $37,100
Mechanical $16,400 $1,500 $7,100 $4,500

$54,200 $13,100 $14,000 $51,800Total

$19,700 $6,800 $10,200Priority A
$16,400 $12,000 $7,200 $41,600Priority B
$18,200 $1,200Priority C

$54,200 $13,100 $14,000 $51,800Total

Note :       All $ estimates are in current dollars and are not escalated for potential future inflation. 
                Maintenance $ are aggregated over a ten-year period.
          **  Replacement cost estimated to be beyond ten years is not included in this report.
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DEPT. OF PARKS & RECREATION - 846
PROSPECT PARK MAINT. BUILDING #2 (FORESTRY)

Asset # : 887

Architecture
System

Component
Type

% of 
Total

Fail Date 
(Years)

Estimated Cost

Current Repair

Year 
FY

Estimated Cost

Future Replacement

Estimated Cost

Maintenance 

Cycle 
(Yrs)

Priority
Code

Exterior
Exterior Walls

* *Masonry: Brick %75 Now $45,500 LIFE 5 $27,300 A
Diagonal Cracks, Extent : Moderate, Area Affected : 15%

Location : West Facade
* *Wood %25 2023 3-5 $34,900 A

Other Observation, Extent : Moderate, Area Affected : 100%
Explanation : WOOD DOORS

Windows
* *Wood %100 Now $12,400 2038 5 $400 A

Deteriorated Finish, Extent : Moderate, Area Affected : 50%
Thermally Inefficient, Extent : Moderate, Area Affected : 100%
Split/Cracked, Extent : Moderate, Area Affected : 50%

Parapets
* *Copper/Terne %100 2028 3 $20,400 A

Roof
* *Slate %100 LIFE 5 $16,800 A

Recent Replace Evident, Extent : Moderate, Area Affected : 100%
Interior

Floors
$11,000Carpet %8 2012 3 $2,700 C

* *Cast in Place Concrete %90 LIFE 5 $8,700 C
* *Ceramic Tile %2 2041 5 $500 C

Interior Walls
* *Concr Masonry Unit %10 LIFE 5 C
* *Gypsum Board %5 LIFE 5 C
* *Masonry: Brick %85 Now $18,200 LIFE 5 $1,300 C

Diagonal Cracks, Extent : Moderate, Area Affected : 10%
Location : STORAGE AREA FACING WEST SIDE

Horizontal Cracks, Extent : Severe, Area Affected : 10%
Location : STORAGE AREA FACING WEST SIDE

Ceilings
* *Exposed Concrete %50 Now $64,500 LIFE B

Cracking/Crumbling, Extent : Moderate, Area Affected : 10%
Location : STORAGE SPACE ON WEST SIDE

Exposed Reinforcing, Extent : Moderate, Area Affected : 10%
Location : STORAGE SPACE ON WEST SIDE

* *Exposed Struc: Steel %35 LIFE B
* *Plaster %15 LIFE 5 $900 B

Electrical
System

Component
Type

% of 
Total

Fail Date 
(Years)

Estimated Cost

Current Repair

Year 
FY

Estimated Cost

Future Replacement

Estimated Cost

Maintenance 

Cycle 
(Yrs)

Priority
Code

Note :       All $ estimates are in current dollars and are not escalated for potential future inflation. 
                Maintenance $ are aggregated over a ten-year period.
          **  Replacement cost estimated to be beyond ten years is not included in this report.
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DEPT. OF PARKS & RECREATION - 846
PROSPECT PARK MAINT. BUILDING #2 (FORESTRY)

Asset # : 887

Electrical
System

Component
Type

% of 
Total

Fail Date 
(Years)

Estimated Cost

Current Repair

Year 
FY

Estimated Cost

Future Replacement

Estimated Cost

Maintenance 

Cycle 
(Yrs)

Priority
Code

Under 600 Volts
Switchgear

$17,000Fused Disc Sw %100 2013 3-5 $700 B

Raceway
$18,600Conduit %100 2013 B

Panelboards
$4,800Fused Disc Sw %50 2012 3 $300 B
$4,800Molded Case Bkrs %50 2012 3 $300 B

Wiring
$13,000Thermoplastic %100 2013 B

Motor Controllers
$7,300Locally Mounted %100 2011 5 $600 B

Lighting
General Lighting

$10,300Fluorescent %30 2008 2 $15,000 B
$2,900HID %30 2008 2 $15,000 B

$13,800Incandescent %40 2008 2 $19,900 B

Mechanical
System

Component
Type

% of 
Total

Fail Date 
(Years)

Estimated Cost

Current Repair

Year 
FY

Estimated Cost

Future Replacement

Estimated Cost

Maintenance 

Cycle 
(Yrs)

Priority
Code

Heating
Energy Source

$43,500Fuel Oil %100 2013 4 $900 B
Exposed Tank(s), Extent : Severe, Area Affected : 100%

Location : Boiler Room
Conversion Equipment

* *Hot Water Boiler %100 Now $11,900 2018 3 $5,800 B
Corroded, Extent : Severe, Area Affected : 40%

Location : Boiler Room
Distribution

$88,800Hot Wtr Piping/Pump %100 2012 3-4 $3,000 B

Terminal Devices
$33,400Convector/Radiator %20 2011 2 $2,500 B

$211,800Fan Coil Unit/Heat %80 2013 4 $1,700 B

Ventilation
Distribution

* *Ductwork/Diffusers %100 LIFE 2 $15,700 B

Exhaust Fans
$19,500Interior %100 2013 3-10 $7,900 B

Plumbing

Note :       All $ estimates are in current dollars and are not escalated for potential future inflation. 
                Maintenance $ are aggregated over a ten-year period.
          **  Replacement cost estimated to be beyond ten years is not included in this report.
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DEPT. OF PARKS & RECREATION - 846
PROSPECT PARK MAINT. BUILDING #2 (FORESTRY)

Asset # : 887

Mechanical
System

Component
Type

% of 
Total

Fail Date 
(Years)

Estimated Cost

Current Repair

Year 
FY

Estimated Cost

Future Replacement

Estimated Cost

Maintenance 

Cycle 
(Yrs)

Priority
Code

Plumbing
H/C Water Piping

* *Single Type %100 2026 3-5 $4,500 B

Hot Water Heater
$4,100Single Type %100 2011 3-5 $4,900 B

Sanitary Piping
* *Single Type %100 2033 B

Sump Pump(s)
$8,800Single Type %100 Now $1,800 2011 4 $1,300 B

Malfunctioning, Extent : Severe, Area Affected : 30%
Location : Boiler Room

Note :       All $ estimates are in current dollars and are not escalated for potential future inflation. 
                Maintenance $ are aggregated over a ten-year period.
          **  Replacement cost estimated to be beyond ten years is not included in this report.
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Asset Name

Program / Asset #

Address
Borough

Areas Surveyed 

PROSPECT PARK  MAINTENANCE BUILDING # 1
FLATBUSH, OCEAN & PARKSIDE AVES. PROSPECT PARK S.W. & W.

Print Date :

Date of Survey

Agency's Number
Yr Built/Renovated
Project Type
Landmark Status

30-Sep-2003

PARKS

DEPT. OF PARKS & RECREATION - FY 2004

1855 /  

Basement, Roof, Floors 1
NONE30-May-2002

BROOKLYN

FY 2009 - 2014FY 2005 - 2008CAPITAL BUDGET
Exterior Architecture $127,400 $84,900
Mechanical $117,800

$127,400 $202,700Total 

:

:
:

:
:

:
:

:
:
:
:

PAR0020.22A / 871
Area Sq Ft 8,850

B073-22A

$127,400 $84,900APriority  
$117,800BPriority  

$127,400 $202,700Total

FY 2008FY 2007FY 2006FY 2005EXPENSE BUDGET
Exterior Architecture $11,200 $14,300
Interior Architecture $24,800
Electrical $2,800 $3,100 $2,800 $3,100
Mechanical $1,500 $2,400 $3,800 $700

$40,300 $5,500 $6,600 $18,100Total

$11,200 $14,300Priority A
$4,200 $5,500 $6,600 $3,800Priority B

$24,800Priority C

$40,300 $5,500 $6,600 $18,100Total

Note :       All $ estimates are in current dollars and are not escalated for potential future inflation. 
                Maintenance $ are aggregated over a ten-year period.
          **  Replacement cost estimated to be beyond ten years is not included in this report.
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DEPT. OF PARKS & RECREATION - 846
PROSPECT PARK MAINTENANCE BUILDING # 1

Asset # : 871

Architecture
System

Component
Type

% of 
Total

Fail Date 
(Years)

Estimated Cost

Current Repair

Year 
FY

Estimated Cost

Future Replacement

Estimated Cost

Maintenance 

Cycle 
(Yrs)

Priority
Code

Exterior
Exterior Walls

* *Masonry: Brick %90 Now $81,000 LIFE 5 $24,300 A
Diagonal Cracks, Extent : Moderate, Area Affected : 15%

Location : East Facade
Horizontal Cracks, Extent : Moderate, Area Affected : 15%

Location : AT YARD
Jnt Mortar Miss/Erod, Extent : Moderate, Area Affected : 50%
Vertical Cracks, Extent : Moderate, Area Affected : 10%

Location : East Facade
* *Wood Overhead Doors %10 LIFE 3 $25,900 A

Windows
* *Wood %100 Now $9,200 2038 5 $300 A

Deteriorated Finish, Extent : Moderate, Area Affected : 100%
Thermally Inefficient, Extent : Moderate, Area Affected : 100%
Split/Cracked, Extent : Moderate, Area Affected : 75%

Parapets
* *Masonry: Brick %100 Now $46,500 LIFE 3 $10,700 A

Diagonal Cracks, Extent : Severe, Area Affected : 15%
Location : North Facade

Jnt Mortar Miss/Erod, Extent : Moderate, Area Affected : 100%
Misaligned/Bulging, Extent : Moderate, Area Affected : 25%

Location : North Facade
Roof

$84,900Built-Up (BUR) %90 2013 A
* *Skylight, Metal/Glass %10 2023 3 $8,200 A

Interior
Floors

* *Cast in Place Concrete %95 Now $18,700 LIFE 5 $5,100 C
Cracking/Crumbling, Extent : Moderate, Area Affected : 25%

* *Vinyl Tile %5 Now $6,200 2053 5 $100 C
Adhesion Failure, Extent : Moderate, Area Affected : 35%

Location : OFFICE
Cracking/Crumbling, Extent : Moderate, Area Affected : 25%

Location : OFFICE
Interior Walls

* *Masonry: Brick %100 LIFE 5 $800 C

Ceilings
* *Exposed Concrete %25 LIFE B
* *Exposed Struc: Wood %75 LIFE B

Note :       All $ estimates are in current dollars and are not escalated for potential future inflation. 
                Maintenance $ are aggregated over a ten-year period.
          **  Replacement cost estimated to be beyond ten years is not included in this report.
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DEPT. OF PARKS & RECREATION - 846
PROSPECT PARK MAINTENANCE BUILDING # 1

Asset # : 871

Electrical
System

Component
Type

% of 
Total

Fail Date 
(Years)

Estimated Cost

Current Repair

Year 
FY

Estimated Cost

Future Replacement

Estimated Cost

Maintenance 

Cycle 
(Yrs)

Priority
Code

Under 600 Volts
Service Equipment

$800Fused Disc Sw %100 2013 5 $600 B

Raceway
$18,600Conduit %100 2013 B

Panelboards
$2,900Fused Disc Sw %30 2012 3 $100 B
$6,800Molded Case Bkrs %70 2012 3 $300 B

Wiring
$13,000Thermoplastic %100 2013 B

Motor Controllers
$3,600Locally Mounted %100 2011 5 $300 B

Lighting
General Lighting

* *Fluorescent %50 2018 2 $13,900 B
$2,700HID %50 2013 2 $13,900 B

Mechanical
System

Component
Type

% of 
Total

Fail Date 
(Years)

Estimated Cost

Current Repair

Year 
FY

Estimated Cost

Future Replacement

Estimated Cost

Maintenance 

Cycle 
(Yrs)

Priority
Code

Heating
Energy Source

* *Fuel Oil %100 2023 4 $300 B
No. 2 Fuel Oil, Extent : Severe, Area Affected : 100%

Location : In Vault
Conversion Equipment

* *Hot Water Boiler %100 2018 3 $3,200 B

Distribution
* *Hot Wtr Piping/Pump %100 2021 3-4 $2,400 B

Terminal Devices
* *Convector/Radiator %20 2018 2 $1,400 B

$117,800Fan Coil Unit/Heat %80 2013 4 $1,000 B

Ventilation
Distribution

* *Ductwork/Diffusers %100 LIFE 2 $8,700 B

Exhaust Fans
$9,200Interior %85 2013 3-10 $3,700 B
$1,200Roof %15 2013 2-10 $800 B

Plumbing

Note :       All $ estimates are in current dollars and are not escalated for potential future inflation. 
                Maintenance $ are aggregated over a ten-year period.
          **  Replacement cost estimated to be beyond ten years is not included in this report.
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DEPT. OF PARKS & RECREATION - 846
PROSPECT PARK MAINTENANCE BUILDING # 1

Asset # : 871

Mechanical
System

Component
Type

% of 
Total

Fail Date 
(Years)

Estimated Cost

Current Repair

Year 
FY

Estimated Cost

Future Replacement

Estimated Cost

Maintenance 

Cycle 
(Yrs)

Priority
Code

Plumbing
H/C Water Piping

* *Single Type %100 2018 3-5 $2,200 B

Hot Water Heater
$2,300Single Type %100 2011 3-5 $2,700 B

Sanitary Piping
* *Single Type %100 2023 B

Storm Drain Piping
* *Single Type %100 2033 B

Note :       All $ estimates are in current dollars and are not escalated for potential future inflation. 
                Maintenance $ are aggregated over a ten-year period.
          **  Replacement cost estimated to be beyond ten years is not included in this report.
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Asset Name

Program / Asset #

Address
Borough

Areas Surveyed 

PROSPECT PARK  MAINTENANCE BUILDING # 3
FLATBUSH, OCEAN & PARKSIDE AVES. PROSPECT PARK S.W. & W.

Print Date :

Date of Survey

Agency's Number
Yr Built/Renovated
Project Type
Landmark Status

30-Sep-2003

PARKS

DEPT. OF PARKS & RECREATION - FY 2004

1855 /  

Basement, Roof, Floors 1,2
NONE30-May-2002

BROOKLYN

FY 2009 - 2014FY 2005 - 2008CAPITAL BUDGET
Exterior Architecture $216,100 $46,800
Interior Architecture $43,600
Mechanical $208,800

$259,700 $255,600Total 

:

:
:

:
:

:
:

:
:
:
:

PAR0020.024 / 888
Area Sq Ft 12,549

B073-24

$216,100 $46,800APriority  
$208,800BPriority  

$43,600CPriority  

$259,700 $255,600Total

FY 2008FY 2007FY 2006FY 2005EXPENSE BUDGET
Exterior Architecture $20,000 $5,500 $17,300
Interior Architecture $500
Electrical $100 $8,200 $8,400
Mechanical $8,300 $1,500 $2,300 $2,200

$28,400 $15,700 $2,300 $27,800Total

$20,000 $5,500 $17,300Priority A
$8,400 $9,800 $2,300 $10,500Priority B

$500Priority C

$28,400 $15,700 $2,300 $27,800Total

Note :       All $ estimates are in current dollars and are not escalated for potential future inflation. 
                Maintenance $ are aggregated over a ten-year period.
          **  Replacement cost estimated to be beyond ten years is not included in this report.
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DEPT. OF PARKS & RECREATION - 846
PROSPECT PARK MAINTENANCE BUILDING # 3

Asset # : 888

Architecture
System

Component
Type

% of 
Total

Fail Date 
(Years)

Estimated Cost

Current Repair

Year 
FY

Estimated Cost

Future Replacement

Estimated Cost

Maintenance 

Cycle 
(Yrs)

Priority
Code

Exterior
Exterior Walls

* *Masonry: Brick %90 Now $172,200 LIFE 5 $34,400 A
Jnt Mortar Miss/Erod, Extent : Moderate, Area Affected : 75%
Rusting Masonry Supt, Extent : Moderate, Area Affected : 25%

Location : East Facade
Spalling, Extent : Moderate, Area Affected : 15%
Vertical Cracks, Extent : Moderate, Area Affected : 15%

Location : East Facade
* *Wood Overhead Doors %10 LIFE 3 $36,700 A

Windows
* *Aluminum %10 2029 5 $100 A
* *Steel %25 Now $6,000 2028 5 $200 A

Corrosion/Rusting, Extent : Moderate, Area Affected : 50%
Deteriorated Finish, Extent : Moderate, Area Affected : 50%
Thermally Inefficient, Extent : Moderate, Area Affected : 100%

* *Wood %65 Now $8,400 2038 5 $300 A
Deteriorated Finish, Extent : Moderate, Area Affected : 50%
Thermally Inefficient, Extent : Moderate, Area Affected : 100%
Split/Cracked, Extent : Moderate, Area Affected : 50%

Parapets
* *Masonry: Brick %100 Now $43,900 LIFE 3 $15,200 A

Jnt Mortar Miss/Erod, Extent : Moderate, Area Affected : 25%
Location : West Facade

Misaligned/Bulging, Extent : Moderate, Area Affected : 10%
Location : West Facade

Spalling, Extent : Moderate, Area Affected : 15%
Location : West Facade

Roof
* *Asphalt Shingle %30 2016 5 $3,900 A

$46,800Built-Up (BUR) %35 2013 A
$29,200Metal, Corrugated %30 2011 5 $7,000 A

* *Roll Roofing %5 Now $5,500 2023 A
Seams Open/Split, Extent : Moderate, Area Affected : 25%

Location : OVER SHED
Worn/Eroded, Extent : Moderate, Area Affected : 100%

Location : OVER SHED
Interior

Note :       All $ estimates are in current dollars and are not escalated for potential future inflation. 
                Maintenance $ are aggregated over a ten-year period.
          **  Replacement cost estimated to be beyond ten years is not included in this report.
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DEPT. OF PARKS & RECREATION - 846
PROSPECT PARK MAINTENANCE BUILDING # 3

Asset # : 888

Architecture
System

Component
Type

% of 
Total

Fail Date 
(Years)

Estimated Cost

Current Repair

Year 
FY

Estimated Cost

Future Replacement

Estimated Cost

Maintenance 

Cycle 
(Yrs)

Priority
Code

Interior
Floors

* *Cast in Place Concrete %70 LIFE 5 $5,300 C
* *Ceramic Tile %5 2041 5 $1,000 C
* *Vinyl Tile %25 Now $43,600 2053 5 $500 C

Adhesion Failure, Extent : Moderate, Area Affected : 25%
Location : SECOND FLOOR

Cracking/Crumbling, Extent : Moderate, Area Affected : 30%
Location : SECOND FLOOR

Interior Walls
* *Masonry: Brick %65 LIFE 5 $800 C
* *Plaster %35 LIFE 5 $200 C

Ceilings
* *Exposed Concrete %50 LIFE B
* *Plaster %50 LIFE 5 $2,400 B

Electrical
System

Component
Type

% of 
Total

Fail Date 
(Years)

Estimated Cost

Current Repair

Year 
FY

Estimated Cost

Future Replacement

Estimated Cost

Maintenance 

Cycle 
(Yrs)

Priority
Code

Under 600 Volts
Service Equipment

$800Fused Disc Sw %100 2013 5 $900 B

Raceway
$18,600Conduit %100 2013 B

Panelboards
$3,900Fused Disc Sw %40 2012 3 $200 B

* *Molded Case Bkrs %30 2029 3 $200 B
$2,900Molded Case Bkrs %30 2012 3 $200 B

Wiring
$13,000Thermoplastic %100 2013 B

Motor Controllers
$7,300Locally Mounted %100 2011 5 $500 B

Lighting
General Lighting

* *Fluorescent %50 2018 2 $19,700 B
* *HID %50 2018 2 $19,700 B

Mechanical
System

Component
Type

% of 
Total

Fail Date 
(Years)

Estimated Cost

Current Repair

Year 
FY

Estimated Cost

Future Replacement

Estimated Cost

Maintenance 

Cycle 
(Yrs)

Priority
Code

Note :       All $ estimates are in current dollars and are not escalated for potential future inflation. 
                Maintenance $ are aggregated over a ten-year period.
          **  Replacement cost estimated to be beyond ten years is not included in this report.
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DEPT. OF PARKS & RECREATION - 846
PROSPECT PARK MAINTENANCE BUILDING # 3

Asset # : 888

Mechanical
System

Component
Type

% of 
Total

Fail Date 
(Years)

Estimated Cost

Current Repair

Year 
FY

Estimated Cost

Future Replacement

Estimated Cost

Maintenance 

Cycle 
(Yrs)

Priority
Code

Heating
Energy Source

* *Fuel Oil %100 2023 4 $500 B
No. 2 Fuel Oil, Extent : Severe, Area Affected : 100%

Location : ABOVE GROUND
Conversion Equipment

* *Hot Water Boiler %100 Now $6,300 2018 3 $4,600 B
Leak Evident, Extent : Severe, Area Affected : 20%

Location : Boiler Room
Distribution

* *Hot Wtr Piping/Pump %100 2021 3-4 $3,400 B

Terminal Devices
$208,800Fan Coil Unit/Heat %100 2013 4 $1,700 B

Ventilation
Exhaust Fans

$15,400Interior %100 2013 3-10 $6,200 B

Plumbing
H/C Water Piping

* *Single Type %100 2018 3-5 $3,100 B

Hot Water Heater
$3,200Single Type %100 2011 3-5 $3,800 B

Sanitary Piping
* *Single Type %100 2023 B

Note :       All $ estimates are in current dollars and are not escalated for potential future inflation. 
                Maintenance $ are aggregated over a ten-year period.
          **  Replacement cost estimated to be beyond ten years is not included in this report.
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Asset Name

Program / Asset #

Address
Borough

Areas Surveyed 

PROSPECT PARK  PICNIC HOUSE - 0003
FLATBUSH, OCEAN & PARKSIDE AVES. PROSPECT PARK S.W. & W.

Print Date :

Date of Survey

Agency's Number
Yr Built/Renovated
Project Type
Landmark Status

30-Sep-2003

PARKS

DEPT. OF PARKS & RECREATION - FY 2004

1932 /  

Basement, Roof, Floors 1
NONE29-May-2002

BROOKLYN

FY 2009 - 2014FY 2005 - 2008CAPITAL BUDGET
Exterior Architecture $50,800
Mechanical $37,600

$50,800 $37,600Total 

:

:
:

:
:

:
:

:
:
:
:

PAR0020.003 / 1055
Area Sq Ft 10,866

B073-03

$50,800APriority  
$37,600BPriority  

$50,800 $37,600Total

FY 2008FY 2007FY 2006FY 2005EXPENSE BUDGET
Exterior Architecture $14,200 $100 $1,600
Interior Architecture $6,100 $2,800 $4,700
Electrical $4,100 $800 $4,100 $2,700
Mechanical $900 $3,600 $2,900 $1,800

$25,300 $7,200 $7,200 $10,800Total

$14,200 $100 $1,600Priority A
$9,400 $4,400 $7,100 $4,500Priority B
$1,700 $2,800 $4,700Priority C

$25,300 $7,200 $7,200 $10,800Total

Note :       All $ estimates are in current dollars and are not escalated for potential future inflation. 
                Maintenance $ are aggregated over a ten-year period.
          **  Replacement cost estimated to be beyond ten years is not included in this report.
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DEPT. OF PARKS & RECREATION - 846
PROSPECT PARK PICNIC HOUSE - 0003

Asset # : 1055

Architecture
System

Component
Type

% of 
Total

Fail Date 
(Years)

Estimated Cost

Current Repair

Year 
FY

Estimated Cost

Future Replacement

Estimated Cost

Maintenance 

Cycle 
(Yrs)

Priority
Code

Exterior
Exterior Walls

* *Cast in Place Concrete %10 Now $3,700 LIFE 5 $400 A
Cracking/Crumbling, Extent : Moderate, Area Affected : 15%

Location : AT EXTERIOR STEPS
Water Penetration, Extent : Moderate, Area Affected : 15%

Location : AT EXTERIOR STEPS
* *Masonry: Brick %10 Now $1,900 LIFE 5 $1,200 A

Jnt Mortar Miss/Erod, Extent : Moderate, Area Affected : 25%
Location : EXTERIOR STEPS

Water Penetration, Extent : Moderate, Area Affected : 10%
Location : EXTERIOR STEPS

* *Masonry: Brick %70 LIFE 5 $8,100 A
* *Masonry: Limestone %5 Now $1,800 LIFE 3-5 $2,100 A

Jnt Mortar Miss/Erod, Extent : Moderate, Area Affected : 15%
* *Metal Coiling Doors %5 2026 3 $4,200 A

Windows
* *Wood %100 Now $1,800 2021 5 $600 A

Ctrwt/Balnc Not Funct, Extent : Moderate, Area Affected : 25%
Parapets

* *Wood Cornice %100 2023 4 $200 A

Roof
* *Cast in Place Concrete %10 Now $3,900 LIFE 5 $100 A

Broken/Missing Elements, Extent : Moderate, Area Affected : 20%
Location : EXTERIOR STEPS

Water Penetration, Extent : Moderate, Area Affected : 15%
Location : OVER REAR ENTRANCE BELOW EXTERIOR STEPS

* *Clay Tile %90 Now $50,800 LIFE 5 $1,800 A
Cracking/Crumbling, Extent : Moderate, Area Affected : 10%
Loose/Miss Fasteners, Extent : Moderate, Area Affected : 25%
Water Penetration, Extent : Moderate, Area Affected : 5%

Interior
Floors

$6,700Carpet %10 2012 3 $1,600 C
* *Cast in Place Concrete %5 Now $1,700 LIFE 5 $200 C

Cracking/Crumbling, Extent : Moderate, Area Affected : 20%
Location : STAIRS

* *Ceramic Tile %35 2041 5 $4,400 C
* *Wood %50 2028 5 $9,400 C

Note :       All $ estimates are in current dollars and are not escalated for potential future inflation. 
                Maintenance $ are aggregated over a ten-year period.
          **  Replacement cost estimated to be beyond ten years is not included in this report.
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DEPT. OF PARKS & RECREATION - 846
PROSPECT PARK PICNIC HOUSE - 0003

Asset # : 1055

Architecture
System

Component
Type

% of 
Total

Fail Date 
(Years)

Estimated Cost

Current Repair

Year 
FY

Estimated Cost

Future Replacement

Estimated Cost

Maintenance 

Cycle 
(Yrs)

Priority
Code

Interior
Interior Walls

* *Concr Masonry Unit %5 LIFE 5 $100 C
* *Gypsum Board %10 LIFE 5 $100 C
* *Masonry: Brick %40 LIFE 5 $3,400 C
* *Plaster %15 LIFE 5 $500 C
* *SGFT/Glazed Masonry %30 LIFE C

Ceilings
* *Exposed Concrete %10 Now $4,400 LIFE B

Cracking/Crumbling, Extent : Moderate, Area Affected : 15%
Location : UNDER EXTERIOR STAIRS

Water Penetration, Extent : Moderate, Area Affected : 10%
Location : UNDER EXTERIOR STAIRS

* *Exposed Struc: Steel %50 LIFE B
* *Plaster %40 LIFE 5 $800 B

Electrical
System

Component
Type

% of 
Total

Fail Date 
(Years)

Estimated Cost

Current Repair

Year 
FY

Estimated Cost

Future Replacement

Estimated Cost

Maintenance 

Cycle 
(Yrs)

Priority
Code

Over 600 Volts
Service Equipment

Not Accessible %100 D
Other Observation, Extent : Light, Area Affected : 100%

Explanation : ROOM LOCKED - NO KEY AVAILABLE.
Transformers

Not Accessible %100 D

Switchgear
Not Accessible %100 D

Feeders
Not Accessible %100 D

Raceway
Not Accessible %100 D

Under 600 Volts
Service Equipment

$800Fused Disc Sw %100 2013 5 $800 B

Raceway
$2,200Conduit %100 2013 B

Panelboards
$4,800Molded Case Bkrs %100 2012 3 $500 B

Wiring
$3,500Thermoplastic %100 2013 B

Note :       All $ estimates are in current dollars and are not escalated for potential future inflation. 
                Maintenance $ are aggregated over a ten-year period.
          **  Replacement cost estimated to be beyond ten years is not included in this report.
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DEPT. OF PARKS & RECREATION - 846
PROSPECT PARK PICNIC HOUSE - 0003

Asset # : 1055

Electrical
System

Component
Type

% of 
Total

Fail Date 
(Years)

Estimated Cost

Current Repair

Year 
FY

Estimated Cost

Future Replacement

Estimated Cost

Maintenance 

Cycle 
(Yrs)

Priority
Code

Under 600 Volts
Motor Controllers

$3,200Locally Mounted %100 2011 5 $400 B

Ground
Grounding Devices

$6,400Metal Water Pipe %100 2011 B

Lighting
General Lighting

$200Exit %5 2013 2 $100 B
$15,500Fluorescent %85 2013 2 $20,600 B

$1,800Incandescent %10 2008 2 $2,400 B

Mechanical
System

Component
Type

% of 
Total

Fail Date 
(Years)

Estimated Cost

Current Repair

Year 
FY

Estimated Cost

Future Replacement

Estimated Cost

Maintenance 

Cycle 
(Yrs)

Priority
Code

Heating
Energy Source

$37,600Fuel Oil %100 2013 4 $400 B
Buried Tank(s), Extent : Light, Area Affected : 100%

Conversion Equipment
* *Steam Boiler %100 2018 3 $3,300 B

Distribution
* *Steam Piping/Pump %100 2023 3 $1,600 B

Terminal Devices
$9,300Air Handler %20 2013 B

* *Convector/Radiator %80 2018 2 $4,800 B

Ventilation
Distribution

* *Ductwork/Diffusers %100 LIFE 2 $7,600 B

Exhaust Fans
$11,400Interior %100 2013 3-10 $3,800 B

Plumbing
H/C Water Piping

* *Single Type %100 2018 3-5 $1,900 B

Hot Water Heater
$2,000Single Type %100 2014 3-5 $2,600 B

Sanitary Piping
* *Single Type %100 2033 B

Storm Drain Piping
* *Single Type %100 2033 B

Note :       All $ estimates are in current dollars and are not escalated for potential future inflation. 
                Maintenance $ are aggregated over a ten-year period.
          **  Replacement cost estimated to be beyond ten years is not included in this report.



Page : 533

DEPT. OF PARKS & RECREATION - 846
PROSPECT PARK PICNIC HOUSE - 0003

Asset # : 1055

Mechanical
System

Component
Type

% of 
Total

Fail Date 
(Years)

Estimated Cost

Current Repair

Year 
FY

Estimated Cost

Future Replacement

Estimated Cost

Maintenance 

Cycle 
(Yrs)

Priority
Code

Plumbing
Sump Pump(s)

$8,800Single Type %100 2014 4 $2,000 B

Note :       All $ estimates are in current dollars and are not escalated for potential future inflation. 
                Maintenance $ are aggregated over a ten-year period.
          **  Replacement cost estimated to be beyond ten years is not included in this report.
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Asset Name

Program / Asset #

Address
Borough

Areas Surveyed 

PROSPECT PARK  REPAIR SHOP/TECHNICAL SERVICES
FLATBUSH, OCEAN & PARKSIDE AVES. PROSPECT PARK S.W. & W.

Print Date :

Date of Survey

Agency's Number
Yr Built/Renovated
Project Type
Landmark Status

30-Sep-2003

PARKS

DEPT. OF PARKS & RECREATION - FY 2004

1855 /  

Basement, Roof, Floors 1,2
NONE30-May-2002

BROOKLYN

FY 2009 - 2014FY 2005 - 2008CAPITAL BUDGET
Exterior Architecture $326,600 $57,900
Interior Architecture $154,400
Electrical $54,900
Mechanical $575,600

$481,000 $688,300Total 

:

:
:

:
:

:
:

:
:
:
:

PAR0020.025 / 889
Area Sq Ft 31,664

B073-25

$326,600 $57,900APriority  
$119,200 $630,500BPriority  

$35,200CPriority  

$481,000 $688,300Total

FY 2008FY 2007FY 2006FY 2005EXPENSE BUDGET
Exterior Architecture $65,600 $6,100 $47,300
Interior Architecture $8,800 $17,300
Electrical $19,800 $1,000 $20,100 $300
Mechanical $23,200 $6,000 $15,000 $48,600

$117,500 $7,100 $41,200 $113,500Total

$65,600 $6,100 $47,300Priority A
$43,000 $7,100 $35,100 $49,000Priority B

$8,800 $17,300Priority C

$117,500 $7,100 $41,200 $113,500Total

Note :       All $ estimates are in current dollars and are not escalated for potential future inflation. 
                Maintenance $ are aggregated over a ten-year period.
          **  Replacement cost estimated to be beyond ten years is not included in this report.
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DEPT. OF PARKS & RECREATION - 846
PROSPECT PARK REPAIR SHOP/TECHNICAL SERVICES

Asset # : 889

Architecture
System

Component
Type

% of 
Total

Fail Date 
(Years)

Estimated Cost

Current Repair

Year 
FY

Estimated Cost

Future Replacement

Estimated Cost

Maintenance 

Cycle 
(Yrs)

Priority
Code

Exterior
Exterior Walls

* *Masonry: Brick %80 Now $193,100 LIFE 5 $57,900 A
Diagonal Cracks, Extent : Moderate, Area Affected : 10%

Location : West Facade
Jnt Mortar Miss/Erod, Extent : Moderate, Area Affected : 75%

Location : East Facade,North Facade,South Facade,West Facade
Rusting Masonry Supt, Extent : Moderate, Area Affected : 25%

Location : West Facade
* *Metal Panel %10 Now $2,800 2023 5 $1,600 A

Deteriorated Finish, Extent : Moderate, Area Affected : 25%
Location : East Facade

Staining/Discoloring, Extent : Moderate, Area Affected : 20%
Location : East Facade

* *Wood Overhead Doors %10 Now $12,900 LIFE 3 $69,500 A
Deteriorated Finish, Extent : Moderate, Area Affected : 15%

Location : South Facade
Split/Cracked, Extent : Moderate, Area Affected : 15%

Location : South Facade
Windows

* *Wood %100 Now $24,600 2038 5 $800 A
Deteriorated Finish, Extent : Moderate, Area Affected : 100%
Thermally Inefficient, Extent : Moderate, Area Affected : 100%
Split/Cracked, Extent : Moderate, Area Affected : 100%

Parapets
* *Metal Cornice %100 Now $133,400 2021 3 $39,300 A

Broken/Missing Elements, Extent : Moderate, Area Affected : 25%
Location : West Facade,South Facade

Corrosion/Rusting, Extent : Moderate, Area Affected : 50%
Location : West Facade,South Facade

Deformed/Dented, Extent : Moderate, Area Affected : 25%
Location : West Facade,South Facade

Roof
* *Asphalt Shingle %25 2022 5 $12,200 A
* *Modified Bitumen %65 2018 A
* *Skylight, Metal/Glass %10 Now $25,200 2023 3 $33,200 A

Glazing Broken/Cracked, Extent : Moderate, Area Affected : 15%
Interior

Note :       All $ estimates are in current dollars and are not escalated for potential future inflation. 
                Maintenance $ are aggregated over a ten-year period.
          **  Replacement cost estimated to be beyond ten years is not included in this report.
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DEPT. OF PARKS & RECREATION - 846
PROSPECT PARK REPAIR SHOP/TECHNICAL SERVICES

Asset # : 889

Architecture
System

Component
Type

% of 
Total

Fail Date 
(Years)

Estimated Cost

Current Repair

Year 
FY

Estimated Cost

Future Replacement

Estimated Cost

Maintenance 

Cycle 
(Yrs)

Priority
Code

Interior
Floors

* *Cast in Place Concrete %50 Now $35,200 LIFE 5 $9,600 C
Cracking/Crumbling, Extent : Moderate, Area Affected : 15%

Location : FIRST FLOOR
* *Vinyl Tile %5 Now $8,800 2041 5 $300 C

Adhesion Failure, Extent : Moderate, Area Affected : 25%
Location : OFFICE

Broken/Missing Elements, Extent : Moderate, Area Affected : 15%
Location : OFFICE

* *Wood %45 2028 5 $34,500 C

Interior Walls
* *Concr Masonry Unit %10 LIFE 5 $100 C
* *Masonry: Brick %80 LIFE 5 $2,400 C
* *Wood %10 LIFE 5 $100 C

Ceilings
* *Exposed Struc: Wood %80 4+ $119,200 LIFE B

Split/Cracked, Extent : Moderate, Area Affected : 25%
Staining/Discoloring, Extent : Moderate, Area Affected : 25%

* *Gypsum Board %5 LIFE 5 $400 B
* *Plaster %15 LIFE 5 $1,800 B

Electrical
System

Component
Type

% of 
Total

Fail Date 
(Years)

Estimated Cost

Current Repair

Year 
FY

Estimated Cost

Future Replacement

Estimated Cost

Maintenance 

Cycle 
(Yrs)

Priority
Code

Under 600 Volts
Switchgear

$17,000Fused Disc Sw %100 2013 3-5 $1,400 B

Raceway
$18,600Conduit %100 2013 B

Panelboards
$2,900Fused Disc Sw %20 2012 3 $300 B

$11,600Molded Case Bkrs %80 2012 3 $1,000 B

Wiring
$13,000Thermoplastic %100 2013 B

Motor Controllers
$14,600Locally Mounted %100 2011 5 $1,200 B

Ground
Grounding Devices

Not Accessible %100 D

Lighting

Note :       All $ estimates are in current dollars and are not escalated for potential future inflation. 
                Maintenance $ are aggregated over a ten-year period.
          **  Replacement cost estimated to be beyond ten years is not included in this report.
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DEPT. OF PARKS & RECREATION - 846
PROSPECT PARK REPAIR SHOP/TECHNICAL SERVICES

Asset # : 889

Electrical
System

Component
Type

% of 
Total

Fail Date 
(Years)

Estimated Cost

Current Repair

Year 
FY

Estimated Cost

Future Replacement

Estimated Cost

Maintenance 

Cycle 
(Yrs)

Priority
Code

Lighting
General Lighting

$54,900Fluorescent %80 2013 2 $79,400 B
$3,800HID %20 2013 2 $19,800 B

Mechanical
System

Component
Type

% of 
Total

Fail Date 
(Years)

Estimated Cost

Current Repair

Year 
FY

Estimated Cost

Future Replacement

Estimated Cost

Maintenance 

Cycle 
(Yrs)

Priority
Code

Heating
Energy Source

* *Fuel Oil %100 2023 4 $1,200 B
No. 2 Fuel Oil, Extent : Moderate, Area Affected : 100%

Conversion Equipment
* *Hot Water Boiler %100 2018 3 $11,500 B

Distribution
* *Hot Wtr Piping/Pump %100 2021 3-4 $8,500 B

Terminal Devices
* *Convector/Radiator %20 2018 2 $4,900 B

$421,400Fan Coil Unit/Heat %80 2013 4 $3,500 B

Ventilation
Distribution

* *Ductwork/Diffusers %20 Now $12,100 LIFE 2 $6,200 B
Obsolete Equipment, Extent : Moderate, Area Affected : 20%
Other Observation, Extent : Moderate, Area Affected : 50%

Explanation : DUST COLLECTOR NEED TO BE REPLACED
No Component %80 D

Exhaust Fans
$19,400Interior %50 2008 3-10 $9,100 B

$7,000Roof %25 2008 2-10 $4,700 B
$13,300Wall Unit %25 2008 B

Plumbing
H/C Water Piping

$105,100Single Type %100 2011 3-5 $7,900 B

Hot Water Heater
$8,200Single Type %100 2007 3-5 $8,400 B

Sanitary Piping
* *Single Type %100 2023 B

Storm Drain Piping
$49,100Single Type %100 Now $4,900 2013 B

Leak Evident, Extent : Severe, Area Affected : 20%
Location : GARAGE, FROM ROOF LEADER

Note :       All $ estimates are in current dollars and are not escalated for potential future inflation. 
                Maintenance $ are aggregated over a ten-year period.
          **  Replacement cost estimated to be beyond ten years is not included in this report.
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DEPT. OF PARKS & RECREATION - 846
PROSPECT PARK REPAIR SHOP/TECHNICAL SERVICES

Asset # : 889

Asset Name

Program / Asset #

Address
Borough

Areas Surveyed 

PROSPECT PARK  TENNIS HOUSE - 0005
FLATBUSH, OCEAN & PARKSIDE AVES. PROSPECT PARK S.W. & W.

Print Date :

Date of Survey

Agency's Number
Yr Built/Renovated
Project Type
Landmark Status

30-Sep-2003

PARKS

DEPT. OF PARKS & RECREATION - FY 2004

1932 / 2001

Basement, Roof, Floors 1,2
NONE29-May-2002

BROOKLYN

FY 2009 - 2014FY 2005 - 2008CAPITAL BUDGET
Exterior Architecture $36,500

$36,500Total 

:

:
:

:
:

:
:

:
:
:
:

PAR0020.005 / 1056
Area Sq Ft 7,725

B073-05

$36,500APriority  

$36,500Total

FY 2008FY 2007FY 2006FY 2005EXPENSE BUDGET
Exterior Architecture $9,700 $400 $200 $6,800
Interior Architecture $7,300 $3,300
Electrical $28,800 $3,200 $3,900
Mechanical $1,200 $2,700 $1,400 $3,200

$47,100 $9,600 $1,600 $14,000Total

$9,700 $400 $200 $6,800Priority A
$30,000 $7,600 $1,400 $7,200Priority B

$7,300 $1,600Priority C

$47,100 $9,600 $1,600 $14,000Total

Note :       All $ estimates are in current dollars and are not escalated for potential future inflation. 
                Maintenance $ are aggregated over a ten-year period.
          **  Replacement cost estimated to be beyond ten years is not included in this report.
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DEPT. OF PARKS & RECREATION - 846
PROSPECT PARK TENNIS HOUSE - 0005

Asset # : 1056

Architecture
System

Component
Type

% of 
Total

Fail Date 
(Years)

Estimated Cost

Current Repair

Year 
FY

Estimated Cost

Future Replacement

Estimated Cost

Maintenance 

Cycle 
(Yrs)

Priority
Code

Exterior
Exterior Walls

* *Masonry: Brick %45 LIFE 5 $5,300 A
* *Masonry: Granite %5 Now $3,900 LIFE 3-5 $2,000 A

Jnt Mortar Miss/Erod, Extent : Moderate, Area Affected : 25%
Location : AT BUILDING BASE

Water Penetration, Extent : Moderate, Area Affected : 5%
Location : AT BUILDING PERIMETER

* *Masonry: Limestone %50 Now $36,500 LIFE 3-5 $20,900 A
Jnt Mortar Miss/Erod, Extent : Moderate, Area Affected : 15%

Windows
* *Steel %25 2022 5 $400 A
* *Wood %75 2021 5 $900 A

Parapets
* *Masonry: Limestone %100 Now $5,800 LIFE 3 $1,600 A

Cracking/Crumbling, Extent : Moderate, Area Affected : 2%
Location : CORNICE

Jnt Mortar Miss/Erod, Extent : Moderate, Area Affected : 25%
Location : CORNICE

Roof
* *Clay Tile %100 LIFE 5 $1,000 A

Recent Replace Evident, Extent : Moderate, Area Affected : 100%
Interior

Floors
$11,900Carpet %25 2012 3 $2,900 C

* *Ceramic Tile %5 2041 5 $500 C
* *Mosaic Tile %10 Now $7,300 2023 5 $1,100 C

Cracking/Crumbling, Extent : Moderate, Area Affected : 10%
Location : EXTERIOR TERRACE

* *Quarry Tile %5 2026 5 $400 C
* *Terrazzo %35 LIFE 8 $2,600 C
* *Vinyl Tile %20 2041 5 $400 C

Interior Walls
* *Concr Masonry Unit %5 LIFE 5 $100 C
* *Gypsum Board %60 LIFE 5 $600 C
* *Plaster %35 LIFE 5 $900 C

Recent Repair Evident, Extent : Moderate, Area Affected : 10%
Ceilings

* *Ceramic Tile %50 2016 5 $3,400 B
* *Gypsum Board %15 LIFE 5 $100 B
* *Plaster %35 LIFE 5 $500 B

Note :       All $ estimates are in current dollars and are not escalated for potential future inflation. 
                Maintenance $ are aggregated over a ten-year period.
          **  Replacement cost estimated to be beyond ten years is not included in this report.
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DEPT. OF PARKS & RECREATION - 846
PROSPECT PARK TENNIS HOUSE - 0005

Asset # : 1056

Electrical
System

Component
Type

% of 
Total

Fail Date 
(Years)

Estimated Cost

Current Repair

Year 
FY

Estimated Cost

Future Replacement

Estimated Cost

Maintenance 

Cycle 
(Yrs)

Priority
Code

Over 600 Volts
Service Equipment

* *Fused Disc Sw %100 2-4 $28,800 2043 5 $200 B
Other Observation, Extent : Moderate, Area Affected : 100%

Explanation : OBSOLETE OIL FUSE CUTOUTS.
Transformers

* *Dry Type %100 2018 5 $800 B

Feeders
* *Cable %100 2021 B

Raceway
* *Conduit %100 2023 B

Under 600 Volts
Service Equipment

* *Fused Disc Sw %100 2023 5 $600 B

Raceway
* *Conduit %100 2023 B

Panelboards
* *Molded Case Bkrs %100 2021 3 $300 B

Wiring
* *Thermoplastic %100 2023 B

Motor Controllers
* *Locally Mounted %100 2018 5 $300 B

Ground
Grounding Devices

* *Ground Rod %100 2018 B

Lighting
General Lighting

* *Emergency %5 2018 2 $100 B
* *Exit %5 2018 2 $100 B
* *Fluorescent %10 2018 2 $1,700 B
* *Incandescent %80 2018 2 $13,800 B

Other Observation, Extent : Light, Area Affected : 100%
Explanation : TRACK LIGHTING.

Mechanical
System

Component
Type

% of 
Total

Fail Date 
(Years)

Estimated Cost

Current Repair

Year 
FY

Estimated Cost

Future Replacement

Estimated Cost

Maintenance 

Cycle 
(Yrs)

Priority
Code

Heating
Energy Source

$26,700Fuel Oil %100 2013 4 $300 B
Buried Tank(s), Extent : Light, Area Affected : 100%

Note :       All $ estimates are in current dollars and are not escalated for potential future inflation. 
                Maintenance $ are aggregated over a ten-year period.
          **  Replacement cost estimated to be beyond ten years is not included in this report.
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DEPT. OF PARKS & RECREATION - 846
PROSPECT PARK TENNIS HOUSE - 0005

Asset # : 1056

Mechanical
System

Component
Type

% of 
Total

Fail Date 
(Years)

Estimated Cost

Current Repair

Year 
FY

Estimated Cost

Future Replacement

Estimated Cost

Maintenance 

Cycle 
(Yrs)

Priority
Code

Heating
Conversion Equipment

$13,800Hot Water Boiler %100 2011 3 $2,700 B

Distribution
$30,700Hot Wtr Piping/Pump %100 2012 3-4 $1,000 B

Terminal Devices
* *Convector/Radiator %95 2018 2 $4,100 B
* *Fan Coil Unit/Heat %5 2018 4 B

Air Conditioning
Energy Source

* *Electricity %100 2029 5 $100 B

Conversion Equipment
$31,500Int Pkg Unit - Cool %40 2014 B

No Component %60 D

Ventilation
Distribution

* *Ductwork/Diffusers %100 LIFE 2 $5,400 B

Exhaust Fans
* *Interior %100 2018 3-10 $2,700 B

Plumbing
H/C Water Piping

* *Single Type %100 2026 3-5 $1,600 B

Hot Water Heater
$1,400Single Type %100 2014 3-5 $1,900 B

Sanitary Piping
* *Single Type %100 2033 B

Storm Drain Piping
* *Single Type %100 2033 B

Sump Pump(s)
$8,800Single Type %100 2014 4 $2,000 B

Note :       All $ estimates are in current dollars and are not escalated for potential future inflation. 
                Maintenance $ are aggregated over a ten-year period.
          **  Replacement cost estimated to be beyond ten years is not included in this report.
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Asset Name

Program / Asset #

Address
Borough

Areas Surveyed 

PROSPECT PARK  WOLLMAN ICE RINK BLDG. - 026A
FLATBUSH, OCEAN & PARKSIDE AVES. PROSPECT PARK

Print Date :

Date of Survey

Agency's Number
Yr Built/Renovated
Project Type
Landmark Status

30-Sep-2003

PARKS

DEPT. OF PARKS & RECREATION - FY 2004

Roof, Floors 1
NONE29-May-2002

BROOKLYN

FY 2009 - 2014FY 2005 - 2008CAPITAL BUDGET
Exterior Architecture $92,600
Interior Architecture $39,600
Electrical $113,300
Mechanical $319,000

$564,400Total 

:

:
:

:
:

:
:

:
:
:
:

PAR0020.26A / 13455
Area Sq Ft 13,793

026A

$92,600APriority  
$471,900BPriority  

$564,400Total

FY 2008FY 2007FY 2006FY 2005EXPENSE BUDGET
Exterior Architecture $18,500 $18,200 $32,100
Interior Architecture $1,400 $900
Electrical $20,900 $400 $21,000 $600
Mechanical $10,700 $5,400 $41,500 $7,100

$50,100 $25,500 $62,500 $40,700Total

$18,500 $18,200 $32,100Priority A
$31,600 $5,900 $62,500 $7,700Priority B

$1,400 $900Priority C

$50,100 $25,500 $62,500 $40,700Total

Note :       All $ estimates are in current dollars and are not escalated for potential future inflation. 
                Maintenance $ are aggregated over a ten-year period.
          **  Replacement cost estimated to be beyond ten years is not included in this report.
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DEPT. OF PARKS & RECREATION - 846
PROSPECT PARK WOLLMAN ICE RINK BLDG. - 026A

Asset # : 13455

Architecture
System

Component
Type

% of 
Total

Fail Date 
(Years)

Estimated Cost

Current Repair

Year 
FY

Estimated Cost

Future Replacement

Estimated Cost

Maintenance 

Cycle 
(Yrs)

Priority
Code

Exterior
Exterior Walls

* *Masonry: Brick %20 LIFE 5 $15,600 A
* *Metal Panel %5 2033 5 $1,800 A
* *Metal Coiling Doors %10 2018 3 $41,800 A
* *Pre-Cast Concrete %50 LIFE 3-5 $102,500 A
* *Window Wall %15 2018 6 $8,500 A

Windows
$92,600Steel %100 0-2 $18,500 2009 5 $2,400 A

Corrosion/Rusting, Extent : Moderate, Area Affected : 25%
Deteriorated Finish, Extent : Moderate, Area Affected : 50%
Thermally Inefficient, Extent : Moderate, Area Affected : 100%

Roof
* *Built-Up (BUR) %100 2021 A

Recent Replace Evident, Extent : Moderate, Area Affected : 100%
Interior

Floors
* *Cast in Place Concrete %80 LIFE 5 $16,900 C
* *Ceramic Tile %5 2041 5 $2,900 C
* *Vinyl Tile %15 2028 5 $1,800 C

Interior Walls
* *Concr Masonry Unit %65 LIFE 5 $1,800 C
* *Plywood/Hardboard %30 LIFE 5 $300 C
* *SGFT/Glazed Masonry %5 LIFE C

Ceilings
* *Exposed Struc: Steel %15 LIFE B

$39,600Fiber Board %30 2011 B
* *Plaster %55 LIFE 5 $1,400 B

Electrical
System

Component
Type

% of 
Total

Fail Date 
(Years)

Estimated Cost

Current Repair

Year 
FY

Estimated Cost

Future Replacement

Estimated Cost

Maintenance 

Cycle 
(Yrs)

Priority
Code

Under 600 Volts
Service Equipment

$1,300Fused Disc Sw %50 2013 5 $500 B
$1,300Molded Case Bkrs %50 2013 5 $400 B

Switchgear
$63,900Molded Case Bkrs %100 2013 3-5 $600 B

Raceway
$15,400Conduit %100 2013 B

Note :       All $ estimates are in current dollars and are not escalated for potential future inflation. 
                Maintenance $ are aggregated over a ten-year period.
          **  Replacement cost estimated to be beyond ten years is not included in this report.
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DEPT. OF PARKS & RECREATION - 846
PROSPECT PARK WOLLMAN ICE RINK BLDG. - 026A

Asset # : 13455

Electrical
System

Component
Type

% of 
Total

Fail Date 
(Years)

Estimated Cost

Current Repair

Year 
FY

Estimated Cost

Future Replacement

Estimated Cost

Maintenance 

Cycle 
(Yrs)

Priority
Code

Under 600 Volts
Panelboards

$14,500Molded Case Bkrs %100 2012 3 $600 B

Wiring
$12,400Thermoplastic %100 2013 B

Motor Controllers
$5,300Locally Mounted %100 2011 5 $500 B

Lighting
General Lighting

$300Exit %5 2013 2 $500 B
$49,400Fluorescent %95 2013 2 $103,900 B

Mechanical
System

Component
Type

% of 
Total

Fail Date 
(Years)

Estimated Cost

Current Repair

Year 
FY

Estimated Cost

Future Replacement

Estimated Cost

Maintenance 

Cycle 
(Yrs)

Priority
Code

Heating
Energy Source

* *Natural Gas %100 2033 3 $700 B

Conversion Equipment
$124,900Unit Heater-Dir Fired %100 2014 3 $17,200 B

Air Conditioning
Energy Source

* *Electricity %100 2029 5 $400 B
Other Observation, Extent : Light, Area Affected : 100%

Explanation : REFRIGERATION FOR RINK USE ONLY
Conversion Equipment

* *Reciprocating Compr %100 2022 5 $57,100 B

Distribution
* *Chilled Wtr Pipe/Pmp %100 2033 3-4 $8,200 B

Heat Rejection
$194,100Water Cool Tower %100 2014 B

Ventilation
Distribution

* *Ductwork/Diffusers %100 LIFE 2 $34,400 B

Exhaust Fans
$30,800Roof %100 2013 2-10 $20,800 B

Plumbing
H/C Water Piping

* *Single Type %100 2026 3-5 $9,900 B

Hot Water Heater
$9,000Single Type %100 2014 3-5 $11,900 B

Note :       All $ estimates are in current dollars and are not escalated for potential future inflation. 
                Maintenance $ are aggregated over a ten-year period.
          **  Replacement cost estimated to be beyond ten years is not included in this report.
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DEPT. OF PARKS & RECREATION - 846
PROSPECT PARK WOLLMAN ICE RINK BLDG. - 026A

Asset # : 13455

Mechanical
System

Component
Type

% of 
Total

Fail Date 
(Years)

Estimated Cost

Current Repair

Year 
FY

Estimated Cost

Future Replacement

Estimated Cost

Maintenance 

Cycle 
(Yrs)

Priority
Code

Plumbing
Sanitary Piping

* *Single Type %100 2033 B

Storm Drain Piping
* *Single Type %100 2033 B

Sump Pump(s)
$8,800Single Type %100 2014 4 $2,000 B

Non-Water Piping
* *Single Type %100 2033 3 $700 B

Note :       All $ estimates are in current dollars and are not escalated for potential future inflation. 
                Maintenance $ are aggregated over a ten-year period.
          **  Replacement cost estimated to be beyond ten years is not included in this report.
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Asset Name

Program / Asset #

Address
Borough

Areas Surveyed 

RED HOOK RECREATION AREA  BATHHOUSE - BOYS AND GIRLS
OSTEGO/BAY/KICKS/HALLECK AVES BAY, CLINTON, HENRY ST.

Print Date :

Date of Survey

Agency's Number
Yr Built/Renovated
Project Type
Landmark Status

30-Sep-2003

PARKS

DEPT. OF PARKS & RECREATION - FY 2004

Basement, Roof, Floors 1
NONE15-Sep-1999

BROOKLYN

FY 2009 - 2014FY 2005 - 2008CAPITAL BUDGET
Exterior Architecture $641,100 $40,900
Interior Architecture $103,600
Electrical $62,900
Mechanical $140,000 $179,200

$884,700 $283,100Total 

:

:
:

:
:

:
:

:
:
:
:

PAR0110.02A / 1174
Area Sq Ft 26,364

B126-02A

$641,100 $40,900APriority  
$140,000 $242,200BPriority  
$103,600CPriority  

$884,700 $283,100Total

FY 2008FY 2007FY 2006FY 2005EXPENSE BUDGET
Exterior Architecture $9,100
Interior Architecture $16,600 $400
Electrical $10,000 $1,700 $9,900
Mechanical $58,800 $3,700 $6,200 $3,300

$85,300 $5,800 $16,100 $12,400Total

$9,100Priority A
$85,300 $5,400 $16,100 $3,300Priority B

$400Priority C

$85,300 $5,800 $16,100 $12,400Total

Note :       All $ estimates are in current dollars and are not escalated for potential future inflation. 
                Maintenance $ are aggregated over a ten-year period.
          **  Replacement cost estimated to be beyond ten years is not included in this report.
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DEPT. OF PARKS & RECREATION - 846
RED HOOK RECREATION AREA BATHHOUSE - BOYS AND GIRLS

Asset # : 1174

Architecture
System

Component
Type

% of 
Total

Fail Date 
(Years)

Estimated Cost

Current Repair

Year 
FY

Estimated Cost

Future Replacement

Estimated Cost

Maintenance 

Cycle 
(Yrs)

Priority
Code

Exterior
Exterior Walls

* *Masonry: Brick %5 LIFE 5 $2,100 A
* *Masonry: Brick %93 Now $129,700 LIFE 5 $38,900 A

Spalling, Extent : Moderate, Area Affected : 50%
Location : Throughout

Water Penetration, Extent : Moderate, Area Affected : 20%
Location : Throughout

Worn/Eroded, Extent : Moderate, Area Affected : 50%
Location : Throughout

* *Masonry: Granite %2 LIFE 3-5 $2,900 A

Windows
* *Aluminum %100 2019 5 $52,300 A

Parapets
* *Masonry: Brick %100 Now $358,600 LIFE 3 $24,900 A

Spalling, Extent : Moderate, Area Affected : 70%
Location : Throughout

Water Penetration, Extent : Moderate, Area Affected : 20%
Location : Throughout

Worn/Eroded, Extent : Moderate, Area Affected : 70%
Location : Throughout

Roof
* *Built-Up (BUR) %100 0-2 $152,900 2021 A

Blisters, Extent : Moderate, Area Affected : 25%
Location : Throughout

Debris Present, Extent : Moderate, Area Affected : 25%
Location : Throughout

Drains Clogged, Extent : Moderate, Area Affected : 25%
Vegetation Growth, Extent : Severe, Area Affected : 10%

Location : Upper Roof
Worn/Eroded, Extent : Moderate, Area Affected : 65%

Location : Throughout
Interior

Floors
* *Cast in Place Concrete %80 LIFE 5 $8,000 C
* *Ceramic Tile %5 2039 5 $1,400 C
* *Vinyl Tile %15 2026 5 $900 C

Interior Walls
* *Masonry: Brick %10 LIFE 5 $3,000 C
* *Plaster %45 Now $103,600 LIFE 5 $5,600 C

Cracking/Crumbling, Extent : Moderate, Area Affected : 30%
Location : Throughout locker rooms and lobby.

Water Penetration, Extent : Moderate, Area Affected : 20%
Location : Throughout locker rooms and lobby.

* *SGFT/Glazed Masonry %45 LIFE C

Note :       All $ estimates are in current dollars and are not escalated for potential future inflation. 
                Maintenance $ are aggregated over a ten-year period.
          **  Replacement cost estimated to be beyond ten years is not included in this report.
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DEPT. OF PARKS & RECREATION - 846
RED HOOK RECREATION AREA BATHHOUSE - BOYS AND GIRLS

Asset # : 1174

Architecture
System

Component
Type

% of 
Total

Fail Date 
(Years)

Estimated Cost

Current Repair

Year 
FY

Estimated Cost

Future Replacement

Estimated Cost

Maintenance 

Cycle 
(Yrs)

Priority
Code

Interior
Ceilings

$16,100AcousTileSusp.Lay-In %10 2014 5 $600 B
* *Exposed Concrete %65 LIFE B
* *Metal Panel %5 LIFE 5 $400 B
* *Plaster %20 Now $16,600 LIFE 5 $900 B

Cracking/Crumbling, Extent : Moderate, Area Affected : 30%
Location : Throughout locker rooms.

Water Penetration, Extent : Moderate, Area Affected : 20%
Location : Throughout locker rooms.

Electrical
System

Component
Type

% of 
Total

Fail Date 
(Years)

Estimated Cost

Current Repair

Year 
FY

Estimated Cost

Future Replacement

Estimated Cost

Maintenance 

Cycle 
(Yrs)

Priority
Code

Under 600 Volts
Transformers

$3,600Dry Type %30 2009 5 $800 B
* *Dry Type %70 2016 5 $1,900 B

Switchgear
* *Fused Disc Sw %100 2021 3-5 $1,200 B

Raceway
$18,600Conduit %100 2011 B

Panelboards
* *Molded Case Bkrs %50 2019 3 $500 B

Enclosure Corroded, Extent : Moderate, Area Affected : 30%
$5,800Molded Case Bkrs %40 2010 3 $400 B

Enclosure Corroded, Extent : Moderate, Area Affected : 30%
* *Molded Case Bkrs %10 2019 3 $100 B

Wiring
* *Thermoplastic %100 2021 B

Motor Controllers
* *Locally Mounted %100 2024 5 $1,000 B

Stand-by Power
Transfer Switches

* *Automatic %100 2016 3-5 $900 B

Generators
$62,900Diesel %100 2014 5 $200 B

Batteries
$500Lead/Acid %100 2005 B

Lighting

Note :       All $ estimates are in current dollars and are not escalated for potential future inflation. 
                Maintenance $ are aggregated over a ten-year period.
          **  Replacement cost estimated to be beyond ten years is not included in this report.
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DEPT. OF PARKS & RECREATION - 846
RED HOOK RECREATION AREA BATHHOUSE - BOYS AND GIRLS

Asset # : 1174

Electrical
System

Component
Type

% of 
Total

Fail Date 
(Years)

Estimated Cost

Current Repair

Year 
FY

Estimated Cost

Future Replacement

Estimated Cost

Maintenance 

Cycle 
(Yrs)

Priority
Code

Lighting
General Lighting

$1,300Emergency %5 2011 2 $200 B
$2,000Exit %5 2011 2 $200 B

$26,900Fluorescent %75 2011 2 $38,900 B
$1,500HID %15 2011 2 $7,800 B

Mechanical
System

Component
Type

% of 
Total

Fail Date 
(Years)

Estimated Cost

Current Repair

Year 
FY

Estimated Cost

Future Replacement

Estimated Cost

Maintenance 

Cycle 
(Yrs)

Priority
Code

Heating
Energy Source

* *Fuel Oil %100 2021 4 $1,000 B

Conversion Equipment
* *Hot Water Boiler %100 Now $8,300 2016 3 $6,000 B

Not in Service, Extent : Severe, Area Affected : 20%
Location : Boiler Room

Distribution
$92,400Hot Wtr Piping/Pump %100 Now $18,500 2010 3-4 $3,100 B

Corroded, Extent : Severe, Area Affected : 20%
Location : Basement

Terminal Devices
* *Air Handler %30 Now $29,700 2021 B

Not in Service, Extent : Severe, Area Affected : 100%
Location : Roof

$86,900Convector/Radiator %50 2009 2 $6,400 B
* *Fan Coil Unit/Heat %20 Now $55,100 2021 4 $300 B

Not in Service, Extent : Severe, Area Affected : 100%
Location : Various Locations

Air Conditioning
Energy Source

* *Electricity %100 2027 5 $200 B

Conversion Equipment
* *Ext Pkg Unit - Cool %100 Now $84,900 2026 B

Not in Service, Extent : Severe, Area Affected : 100%
Location : Roof

Ventilation
Distribution

* *Ductwork/Diffusers %100 LIFE 2 $16,300 B

Exhaust Fans
* *Interior %50 2016 3-10 $3,600 B
* *Roof %50 2016 2-10 $4,500 B

Plumbing
Note :       All $ estimates are in current dollars and are not escalated for potential future inflation. 
                Maintenance $ are aggregated over a ten-year period.
          **  Replacement cost estimated to be beyond ten years is not included in this report.
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DEPT. OF PARKS & RECREATION - 846
RED HOOK RECREATION AREA BATHHOUSE - BOYS AND GIRLS

Asset # : 1174

Mechanical
System

Component
Type

% of 
Total

Fail Date 
(Years)

Estimated Cost

Current Repair

Year 
FY

Estimated Cost

Future Replacement

Estimated Cost

Maintenance 

Cycle 
(Yrs)

Priority
Code

Plumbing
H/C Water Piping

* *Single Type %100 2024 3-5 $3,500 B

HW Heat Exchanger
$5,700Single Type %100 2014 B

Sanitary Piping
* *Single Type %100 2021 B

Storm Drain Piping
* *Single Type %100 2021 B

Sump Pump(s)
$8,800Single Type %100 2009 4 $2,000 B

Non-Water Piping
* *Single Type %100 2031 3 $300 B

Note :       All $ estimates are in current dollars and are not escalated for potential future inflation. 
                Maintenance $ are aggregated over a ten-year period.
          **  Replacement cost estimated to be beyond ten years is not included in this report.
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Asset Name

Program / Asset #

Address
Borough

Areas Surveyed 

RED HOOK RECREATION AREA  FILTER HOUSE
OSTEGO/BAY/KICKS/HALLECK AVES BAY, CLINTON, HENRY ST.

Print Date :

Date of Survey

Agency's Number
Yr Built/Renovated
Project Type
Landmark Status

30-Sep-2003

PARKS

DEPT. OF PARKS & RECREATION - FY 2004

Basement, Roof
NONE15-Sep-1999

BROOKLYN

FY 2009 - 2014FY 2005 - 2008CAPITAL BUDGET
Exterior Architecture $69,400 $43,200
Interior Architecture $57,900
Electrical $62,900 $153,200
Mechanical $249,700

$190,200 $446,100Total 

:

:
:

:
:

:
:

:
:
:
:

PAR0110.02D / 1175
Area Sq Ft 10,122

B126-02D

$69,400 $43,200APriority  
$120,800 $402,900BPriority  

$190,200 $446,100Total

FY 2008FY 2007FY 2006FY 2005EXPENSE BUDGET
Exterior Architecture $21,000 $16,000
Interior Architecture
Electrical $16,000 $3,800 $6,900 $400
Mechanical $700 $3,400 $4,100 $800

$37,600 $7,200 $11,000 $17,200Total

$21,000 $16,000Priority A
$16,600 $7,200 $11,000 $1,200Priority B

Priority C

$37,600 $7,200 $11,000 $17,200Total

Note :       All $ estimates are in current dollars and are not escalated for potential future inflation. 
                Maintenance $ are aggregated over a ten-year period.
          **  Replacement cost estimated to be beyond ten years is not included in this report.
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DEPT. OF PARKS & RECREATION - 846
RED HOOK RECREATION AREA FILTER HOUSE

Asset # : 1175

Architecture
System

Component
Type

% of 
Total

Fail Date 
(Years)

Estimated Cost

Current Repair

Year 
FY

Estimated Cost

Future Replacement

Estimated Cost

Maintenance 

Cycle 
(Yrs)

Priority
Code

Exterior
Exterior Walls

* *Masonry: Brick %100 LIFE 5 $43,200 A
Spalling, Extent : Light, Area Affected : 45%

Location : Throughout
Worn/Eroded, Extent : Light, Area Affected : 45%

Location : Throughout
Windows

* *Metal/Detention Type %10 2024 5 $3,900 A
No Component %90 D

Parapets
* *Masonry: Brick %100 Now $69,400 LIFE 3 $48,100 A

Cracking/Crumbling, Extent : Moderate, Area Affected : 10%
Location : Throughout coping.

Jnt Mortar Miss/Erod, Extent : Severe, Area Affected : 20%
Location : Throughout coping.

Roof
* *Cast in Place Concrete %90 Now $21,000 LIFE 5 $3,400 A

Vegetation Growth, Extent : Moderate, Area Affected : 25%
Location : Throughout

Water Penetration, Extent : Moderate, Area Affected : 20%
Location : Throughout

Not Accessible %10 D
Other Observation, Extent : Moderate, Area Affected : 100%

Explanation : no access to upper roofs.
Interior

Floors
* *Cast in Place Concrete %100 LIFE 5 $6,300 C

Interior Walls
* *Cast in Place Concrete %100 LIFE 5 $11,400 C

Ceilings
* *Exposed Concrete %100 Now $57,900 LIFE B

Exposed Reinforcing, Extent : Moderate, Area Affected : 15%
Water Penetration, Extent : Moderate, Area Affected : 10%

Electrical
System

Component
Type

% of 
Total

Fail Date 
(Years)

Estimated Cost

Current Repair

Year 
FY

Estimated Cost

Future Replacement

Estimated Cost

Maintenance 

Cycle 
(Yrs)

Priority
Code

Under 600 Volts
Service Equipment

* *Fused Disc Sw %100 2021 5 $700 B

Note :       All $ estimates are in current dollars and are not escalated for potential future inflation. 
                Maintenance $ are aggregated over a ten-year period.
          **  Replacement cost estimated to be beyond ten years is not included in this report.
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DEPT. OF PARKS & RECREATION - 846
RED HOOK RECREATION AREA FILTER HOUSE

Asset # : 1175

Electrical
System

Component
Type

% of 
Total

Fail Date 
(Years)

Estimated Cost

Current Repair

Year 
FY

Estimated Cost

Future Replacement

Estimated Cost

Maintenance 

Cycle 
(Yrs)

Priority
Code

Under 600 Volts
Transformers

* *Dry Type %100 2024 5 $1,000 B

Switchgear
* *Fused Disc Sw %100 2031 3-5 $400 B

Other Observation, Extent : Light, Area Affected : 100%
Explanation : FEEDS OTHER BLDGS

Raceway
$3,200Conduit %100 2011 B

Panelboards
$46,500Molded Case Bkrs %100 2010 3 $400 B

Wiring
$3,000Thermoplastic %100 2011 B

Motor Controllers
$45,100Locally Mounted %100 2009 5 $400 B

Stand-by Power
Transfer Switches

* *Automatic %100 Now $9,300 2031 3-5 $200 B
Suspect Water Damage, Extent : Moderate, Area Affected : 100%

Generators
* *Diesel %100 Now $62,900 2026 5 B

Suspect Water Damage, Extent : Moderate, Area Affected : 100%
Batteries

$500Nickel Cadium %100 Now $500 2007 B
Not Functioning, Extent : Moderate, Area Affected : 100%

Lighting
General Lighting

$61,600Fluorescent %95 2011 2 $30,700 B
$3,000HID %5 2006 2 $1,600 B

Mechanical
System

Component
Type

% of 
Total

Fail Date 
(Years)

Estimated Cost

Current Repair

Year 
FY

Estimated Cost

Future Replacement

Estimated Cost

Maintenance 

Cycle 
(Yrs)

Priority
Code

Heating
Energy Source

* *HTHW/HW %100 2031 5 $2,500 B

Distribution
* *Hot Wtr Piping/Pump %100 2027 3-4 $2,000 B

Terminal Devices
* *Fan Coil Unit/Heat %100 2016 4 $900 B

Ventilation

Note :       All $ estimates are in current dollars and are not escalated for potential future inflation. 
                Maintenance $ are aggregated over a ten-year period.
          **  Replacement cost estimated to be beyond ten years is not included in this report.
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DEPT. OF PARKS & RECREATION - 846
RED HOOK RECREATION AREA FILTER HOUSE

Asset # : 1175

Mechanical
System

Component
Type

% of 
Total

Fail Date 
(Years)

Estimated Cost

Current Repair

Year 
FY

Estimated Cost

Future Replacement

Estimated Cost

Maintenance 

Cycle 
(Yrs)

Priority
Code

Ventilation
Distribution

* *Ductwork/Diffusers %100 LIFE 2 $10,200 B

Exhaust Fans
* *Interior %100 2016 3-10 $4,500 B

Plumbing
H/C Water Piping

* *Single Type %100 2024 3-5 $2,200 B

Storm Drain Piping
* *Single Type %100 2021 B

Sump Pump(s)
$8,800Single Type %100 2009 4 $2,000 B

Pool Filter/Treatment
$249,700Single Type %100 2014 B

Note :       All $ estimates are in current dollars and are not escalated for potential future inflation. 
                Maintenance $ are aggregated over a ten-year period.
          **  Replacement cost estimated to be beyond ten years is not included in this report.
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Asset Name

Program / Asset #

Address
Borough

Areas Surveyed 

RED HOOK RECREATION AREA  OLYMPIC POOL
OSTEGO/BAY/KICKS/HALLECK AVES BAY, CLINTON AND HENRY STREETS

Print Date :

Date of Survey

Agency's Number
Yr Built/Renovated
Project Type
Landmark Status

30-Sep-2003

PARKS

DEPT. OF PARKS & RECREATION - FY 2004

Basement, Roof
NONE15-Sep-1999

BROOKLYN

FY 2009 - 2014FY 2005 - 2008CAPITAL BUDGET
Exterior Architecture $50,600
Interior Architecture $238,100
Mechanical $81,100 $405,500

$369,800 $405,500Total 

:

:
:

:
:

:
:

:
:
:
:

PAR0110.002 / 1172
Area Sq Ft 46,240

B126-02

$50,600APriority  
$81,100 $405,500BPriority  

$238,100CPriority  

$369,800 $405,500Total

FY 2008FY 2007FY 2006FY 2005EXPENSE BUDGET
Exterior Architecture
Interior Architecture
Mechanical $400 $1,300 $1,100

$400 $1,300 $1,100Total

Priority A
$400 $1,300 $1,100Priority B

Priority C

$400 $1,300 $1,100Total

Note :       All $ estimates are in current dollars and are not escalated for potential future inflation. 
                Maintenance $ are aggregated over a ten-year period.
          **  Replacement cost estimated to be beyond ten years is not included in this report.
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DEPT. OF PARKS & RECREATION - 846
RED HOOK RECREATION AREA OLYMPIC POOL

Asset # : 1172

Architecture
System

Component
Type

% of 
Total

Fail Date 
(Years)

Estimated Cost

Current Repair

Year 
FY

Estimated Cost

Future Replacement

Estimated Cost

Maintenance 

Cycle 
(Yrs)

Priority
Code

Exterior
Exterior Walls

* *Cast in Place Concrete %85 Now $50,600 LIFE 5 $11,000 A
Water Penetration, Extent : Moderate, Area Affected : 10%

* *Stainless Steel %15 LIFE A

Interior
Floors

* *Cast in Place Concrete %100 Now $238,100 LIFE 5 $20,200 C
Cracking/Crumbling, Extent : Moderate, Area Affected : 10%
Water Penetration, Extent : Moderate, Area Affected : 10%

Mechanical
System

Component
Type

% of 
Total

Fail Date 
(Years)

Estimated Cost

Current Repair

Year 
FY

Estimated Cost

Future Replacement

Estimated Cost

Maintenance 

Cycle 
(Yrs)

Priority
Code

Plumbing
H/C Water Piping

* *Single Type %100 2016 3-5 $7,000 B

Storm Drain Piping
$405,500Single Type %100 Now $81,100 2011 B

Leak Evident, Extent : Severe, Area Affected : 20%
Location : In tunnel under pool

Note :       All $ estimates are in current dollars and are not escalated for potential future inflation. 
                Maintenance $ are aggregated over a ten-year period.
          **  Replacement cost estimated to be beyond ten years is not included in this report.
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Asset Name

Program / Asset #

Address
Borough

Areas Surveyed 

RED HOOK RECREATION AREA  WADING POOL
OSTEGO/BAY/KICKS/HALLECK AVES 

Print Date :

Date of Survey

Agency's Number
Yr Built/Renovated
Project Type
Landmark Status

30-Sep-2003

PARKS

DEPT. OF PARKS & RECREATION - FY 2004

Roof
NONE15-Sep-1999

BROOKLYN

FY 2009 - 2014FY 2005 - 2008CAPITAL BUDGET
Interior Architecture $51,400
Mechanical $174,300

$51,400 $174,300Total 

:

:
:

:
:

:
:

:
:
:
:

PAR0110.N01 / 1176
Area Sq Ft 9,984

N/A

$174,300BPriority  
$51,400CPriority  

$51,400 $174,300Total

FY 2008FY 2007FY 2006FY 2005EXPENSE BUDGET
Interior Architecture
Mechanical $60,000 $300

$60,000 $300Total

$60,000 $300Priority B
Priority C

$60,000 $300Total

Note :       All $ estimates are in current dollars and are not escalated for potential future inflation. 
                Maintenance $ are aggregated over a ten-year period.
          **  Replacement cost estimated to be beyond ten years is not included in this report.
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DEPT. OF PARKS & RECREATION - 846
RED HOOK RECREATION AREA WADING POOL

Asset # : 1176

Architecture
System

Component
Type

% of 
Total

Fail Date 
(Years)

Estimated Cost

Current Repair

Year 
FY

Estimated Cost

Future Replacement

Estimated Cost

Maintenance 

Cycle 
(Yrs)

Priority
Code

Exterior
Exterior Walls

* *Stainless Steel %100 LIFE A

Interior
Floors

* *Cast in Place Concrete %100 Now $51,400 LIFE 5 $4,400 C
Cracking/Crumbling, Extent : Moderate, Area Affected : 20%
Vegetation Growth, Extent : Moderate, Area Affected : 20%

Mechanical
System

Component
Type

% of 
Total

Fail Date 
(Years)

Estimated Cost

Current Repair

Year 
FY

Estimated Cost

Future Replacement

Estimated Cost

Maintenance 

Cycle 
(Yrs)

Priority
Code

Plumbing
H/C Water Piping

* *Single Type %100 Now $15,600 2016 3-5 $1,400 B
Leak Evident, Extent : Severe, Area Affected : 20%

Location : Basement
Sump Pump(s)

$8,800Single Type %100 2005 4 $2,000 B

Pool Filter/Treatment
$174,300Single Type %100 Now $34,900 2014 B

Corroded, Extent : Severe, Area Affected : 20%
Location : Basement

Note :       All $ estimates are in current dollars and are not escalated for potential future inflation. 
                Maintenance $ are aggregated over a ten-year period.
          **  Replacement cost estimated to be beyond ten years is not included in this report.
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Asset Name

Program / Asset #

Address
Borough

Areas Surveyed 

RIVERSIDE PARK  COMFORT & STORAGE - 011A
RIVERSIDE DR. TO HUDSON RIVER W. 72 ST. CLAIR PL.

Print Date :

Date of Survey

Agency's Number
Yr Built/Renovated
Project Type
Landmark Status

30-Sep-2003

PARKS

DEPT. OF PARKS & RECREATION - FY 2004

1937 /  

Roof, Floors 1
NONE10-Jun-2002

MANHATTAN

CAPITAL BUDGET

Total 

:

:
:

:
:

:
:

:
:
:
:

PAR0006.11A / 1046
Area Sq Ft 1,352

M071-11A

Priority  

Total

FY 2008FY 2007FY 2006FY 2005EXPENSE BUDGET
Exterior Architecture $57,800 $7,800
Interior Architecture $15,300 $300
Electrical $18,400 $500
Mechanical $3,600

$95,000 $600 $8,200Total

$57,800 $7,800Priority A
$22,400 $600Priority B
$14,800 $300Priority C

$95,000 $600 $8,200Total

Note :       All $ estimates are in current dollars and are not escalated for potential future inflation. 
                Maintenance $ are aggregated over a ten-year period.
          **  Replacement cost estimated to be beyond ten years is not included in this report.
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DEPT. OF PARKS & RECREATION - 846
RIVERSIDE PARK COMFORT & STORAGE - 011A

Asset # : 1046

Architecture
System

Component
Type

% of 
Total

Fail Date 
(Years)

Estimated Cost

Current Repair

Year 
FY

Estimated Cost

Future Replacement

Estimated Cost

Maintenance 

Cycle 
(Yrs)

Priority
Code

Exterior
Exterior Walls

* *Masonry: Granite %100 Now $21,700 LIFE 3-5 $21,800 A
Jnt Mortar Miss/Erod, Extent : Moderate, Area Affected : 50%

Windows
* *Steel %100 Now $12,300 2028 5 $300 A

Air Infiltration, Extent : Severe, Area Affected : 25%
Location : THROUGHOUT

Corrosion/Rusting, Extent : Moderate, Area Affected : 50%
Glazing Broken/Cracked, Extent : Moderate, Area Affected : 25%
Thermally Inefficient, Extent : Moderate, Area Affected : 50%

Parapets
* *Masonry: Granite %100 Now $9,700 LIFE 3 $4,800 A

Jnt Mortar Miss/Erod, Extent : Moderate, Area Affected : 25%
Roof

* *Cast in Place Concrete %100 Now $14,200 LIFE 5 $800 A
Cracking/Crumbling, Extent : Moderate, Area Affected : 25%

Location : ROADWAY
Water Penetration, Extent : Moderate, Area Affected : 15%

Location : OVER REST ROOM
Interior

Floors
* *Cast in Place Concrete %50 LIFE 5 $300 C
* *Ceramic Tile %50 2028 5 $700 C

Interior Walls
* *SGFT/Glazed Masonry %100 Now $14,800 LIFE C

Cracking/Crumbling, Extent : Moderate, Area Affected : 10%
Location : REST ROOM AREA

Ceilings
* *Plaster %100 Now $400 LIFE 5 $200 B

Water Penetration, Extent : Moderate, Area Affected : 10%
Location : REST ROOM AREA

Electrical
System

Component
Type

% of 
Total

Fail Date 
(Years)

Estimated Cost

Current Repair

Year 
FY

Estimated Cost

Future Replacement

Estimated Cost

Maintenance 

Cycle 
(Yrs)

Priority
Code

Under 600 Volts
Raceway

$18,600Conduit %100 2013 B

Note :       All $ estimates are in current dollars and are not escalated for potential future inflation. 
                Maintenance $ are aggregated over a ten-year period.
          **  Replacement cost estimated to be beyond ten years is not included in this report.
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DEPT. OF PARKS & RECREATION - 846
RIVERSIDE PARK COMFORT & STORAGE - 011A

Asset # : 1046

Electrical
System

Component
Type

% of 
Total

Fail Date 
(Years)

Estimated Cost

Current Repair

Year 
FY

Estimated Cost

Future Replacement

Estimated Cost

Maintenance 

Cycle 
(Yrs)

Priority
Code

Under 600 Volts
Panelboards

$4,800Molded Case Bkrs %50 2012 3 B
* *Molded Case Bkrs %50 2-4 $4,800 2038 3 B

Enclosure Corroded, Extent : Moderate, Area Affected : 100%
Wiring

* *Braided Cloth %100 2-4 $13,000 2038 B
Insulation Aged, Extent : Moderate, Area Affected : 100%

Lighting
General Lighting

$1,800Incandescent %100 2013 2 $2,700 B

Mechanical
System

Component
Type

% of 
Total

Fail Date 
(Years)

Estimated Cost

Current Repair

Year 
FY

Estimated Cost

Future Replacement

Estimated Cost

Maintenance 

Cycle 
(Yrs)

Priority
Code

Plumbing
H/C Water Piping

$2,800Single Type %100 2011 3-5 $200 B

Sanitary Piping
$2,000Single Type %100 2013 B

Sump Pump(s)
$8,800Single Type %100 Now $3,500 2014 4 $1,300 B

Corroded, Extent : Severe, Area Affected : 100%
Location : 1st Floor

Note :       All $ estimates are in current dollars and are not escalated for potential future inflation. 
                Maintenance $ are aggregated over a ten-year period.
          **  Replacement cost estimated to be beyond ten years is not included in this report.
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Asset Name

Program / Asset #

Address
Borough

Areas Surveyed 

RIVERSIDE PARK  COMFORT & STORAGE - 019D
RIVERSIDE DR. TO HUDSON RIVER W. 72 ST. CLAIR PL.

Print Date :

Date of Survey

Agency's Number
Yr Built/Renovated
Project Type
Landmark Status

30-Sep-2003

PARKS

DEPT. OF PARKS & RECREATION - FY 2004

1937 /  

Roof, Floors 1
NONE10-Jun-2002

MANHATTAN

FY 2009 - 2014FY 2005 - 2008CAPITAL BUDGET
Exterior Architecture $127,700

$127,700Total 

:

:
:

:
:

:
:

:
:
:
:

PAR0006.19D / 785
Area Sq Ft 6,120

M071-19D

$127,700APriority  

$127,700Total

FY 2008FY 2007FY 2006FY 2005EXPENSE BUDGET
Exterior Architecture $20,100 $19,900
Interior Architecture
Electrical $15,700 $2,400 $100
Mechanical $6,100 $100 $200

$41,900 $100 $2,500 $20,100Total

$20,100 $19,900Priority A
$21,800 $100 $2,500 $200Priority B

Priority C

$41,900 $100 $2,500 $20,100Total

Note :       All $ estimates are in current dollars and are not escalated for potential future inflation. 
                Maintenance $ are aggregated over a ten-year period.
          **  Replacement cost estimated to be beyond ten years is not included in this report.
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DEPT. OF PARKS & RECREATION - 846
RIVERSIDE PARK COMFORT & STORAGE - 019D

Asset # : 785

Architecture
System

Component
Type

% of 
Total

Fail Date 
(Years)

Estimated Cost

Current Repair

Year 
FY

Estimated Cost

Future Replacement

Estimated Cost

Maintenance 

Cycle 
(Yrs)

Priority
Code

Exterior
Exterior Walls

* *Granite Panels %100 Now $63,600 LIFE 3-5 $58,000 A
Jnt Mortar Miss/Erod, Extent : Moderate, Area Affected : 50%
Water Penetration, Extent : Moderate, Area Affected : 10%

Parapets
* *Masonry: Granite %100 Now $20,100 LIFE 3 $9,900 A

Jnt Mortar Miss/Erod, Extent : Moderate, Area Affected : 50%
Water Penetration, Extent : Moderate, Area Affected : 10%

Roof
* *Cast in Place Concrete %100 Now $64,100 LIFE 5 $3,400 A

Cracking/Crumbling, Extent : Moderate, Area Affected : 20%
Location : ROADWAY

Water Penetration, Extent : Moderate, Area Affected : 15%
Location : REST ROOM AREA

Interior
Floors

* *Cast in Place Concrete %100 LIFE 5 $2,300 C

Interior Walls
* *Cast in Place Concrete %75 LIFE 5 $4,300 C
* *Concr Masonry Unit %25 LIFE 5 $500 C

Ceilings
* *Exposed Concrete %100 LIFE B

Water Penetration, Extent : Light, Area Affected : 15%
Location : REST ROOM AREA

Electrical
System

Component
Type

% of 
Total

Fail Date 
(Years)

Estimated Cost

Current Repair

Year 
FY

Estimated Cost

Future Replacement

Estimated Cost

Maintenance 

Cycle 
(Yrs)

Priority
Code

Under 600 Volts
Raceway

$2,300Conduit %60 2013 B
* *Conduit %40 2-4 $1,600 2043 B

Corroded, Extent : Moderate, Area Affected : 100%
Panelboards

* *Molded Case Bkrs %90 2-4 $7,000 2038 3 $200 B
Enclosure Corroded, Extent : Moderate, Area Affected : 100%

$800Molded Case Bkrs %10 2012 3 B

Note :       All $ estimates are in current dollars and are not escalated for potential future inflation. 
                Maintenance $ are aggregated over a ten-year period.
          **  Replacement cost estimated to be beyond ten years is not included in this report.
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DEPT. OF PARKS & RECREATION - 846
RIVERSIDE PARK COMFORT & STORAGE - 019D

Asset # : 785

Electrical
System

Component
Type

% of 
Total

Fail Date 
(Years)

Estimated Cost

Current Repair

Year 
FY

Estimated Cost

Future Replacement

Estimated Cost

Maintenance 

Cycle 
(Yrs)

Priority
Code

Under 600 Volts
Wiring

* *Braided Cloth %80 2-4 $4,700 2038 B
Insulation Aged, Extent : Moderate, Area Affected : 100%

* *Thermoplastic %20 2023 B

Lighting
General Lighting

$8,300Incandescent %100 2013 2 $12,000 B

Mechanical
System

Component
Type

% of 
Total

Fail Date 
(Years)

Estimated Cost

Current Repair

Year 
FY

Estimated Cost

Future Replacement

Estimated Cost

Maintenance 

Cycle 
(Yrs)

Priority
Code

Plumbing
H/C Water Piping

$12,800Single Type %100 2011 3-5 $1,000 B

Sanitary Piping
$9,300Single Type %100 2013 B

Storm Drain Piping
* *Single Type %100 Now $6,000 2043 B

Corroded, Extent : Severe, Area Affected : 100%
Location : 1st Floor

Note :       All $ estimates are in current dollars and are not escalated for potential future inflation. 
                Maintenance $ are aggregated over a ten-year period.
          **  Replacement cost estimated to be beyond ten years is not included in this report.
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Asset Name

Program / Asset #

Address
Borough

Areas Surveyed 

RIVERSIDE PARK  ROTUNDA - W.79TH ST. - 0006
RIVERSIDE DR. TO HUDSON RIVER W. 72 ST. CLAIR PL.

Print Date :

Date of Survey

Agency's Number
Yr Built/Renovated
Project Type
Landmark Status

30-Sep-2003

PARKS

DEPT. OF PARKS & RECREATION - FY 2004

1937 /  

Basement, Roof, Floors 1
NONE10-Jun-2002

MANHATTAN

FY 2009 - 2014FY 2005 - 2008CAPITAL BUDGET
Exterior Architecture $3,394,200 $147,800
Interior Architecture $2,760,000 $124,100
Electrical $51,900
Mechanical $100,600 $806,500

$6,254,700 $1,130,400Total 

:

:
:

:
:

:
:

:
:
:
:

PAR0006.006 / 214
Area Sq Ft 180,000

M071-06

$3,394,200 $147,800APriority  
$2,177,700 $858,400BPriority  

$682,800 $124,100CPriority  

$6,254,700 $1,130,400Total

FY 2008FY 2007FY 2006FY 2005EXPENSE BUDGET
Exterior Architecture $116,900
Interior Architecture $1,300 $1,100
Electrical $97,800 $1,900 $81,200 $10,400
Mechanical $6,300 $1,400 $52,500 $6,300

$104,200 $4,500 $133,800 $134,700Total

$116,900Priority A
$104,200 $4,500 $133,800 $16,800Priority B

$1,100Priority C

$104,200 $4,500 $133,800 $134,700Total

Note :       All $ estimates are in current dollars and are not escalated for potential future inflation. 
                Maintenance $ are aggregated over a ten-year period.
          **  Replacement cost estimated to be beyond ten years is not included in this report.
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DEPT. OF PARKS & RECREATION - 846
RIVERSIDE PARK ROTUNDA - W.79TH ST. - 0006

Asset # : 214

Architecture
System

Component
Type

% of 
Total

Fail Date 
(Years)

Estimated Cost

Current Repair

Year 
FY

Estimated Cost

Future Replacement

Estimated Cost

Maintenance 

Cycle 
(Yrs)

Priority
Code

Exterior
Exterior Walls

* *Cast in Place Concrete %15 Now $192,100 LIFE 5 $6,900 A
Cracking/Crumbling, Extent : Severe, Area Affected : 25%

Location : VAULTED CEILING BELOW WESTSIDE HIGHWAY
Diagonal Cracks, Extent : Severe, Area Affected : 25%

Location : VAULTED CEILING BELOW WESTSIDE HIGHWAY
* *Masonry: Granite %85 Now $386,900 LIFE 3-5 $388,400 A

Efflorescence, Extent : Moderate, Area Affected : 30%
Location : WALLS FACING WATER FOUNTAIN

Jnt Mortar Miss/Erod, Extent : Moderate, Area Affected : 25%
Location : West Facade

Water Penetration, Extent : Moderate, Area Affected : 15%
Location : West Facade

Windows
* *Steel %100 Now $86,200 2028 5 $2,200 A

Air Infiltration, Extent : Severe, Area Affected : 50%
Location : Throughout

Bent/Warped Elements, Extent : Moderate, Area Affected : 50%
Corrosion/Rusting, Extent : Moderate, Area Affected : 50%
Thermally Inefficient, Extent : Moderate, Area Affected : 100%

Parapets
* *Masonry: Granite %100 Now $71,100 LIFE 3 $17,500 A

Jnt Mortar Miss/Erod, Extent : Moderate, Area Affected : 100%
Location : Throughout

Misaligned/Bulging, Extent : Moderate, Area Affected : 10%
Location : OVER ROTUNDA

Roof
* *Cast in Place Concrete %30 Now $341,900 LIFE 5 $18,200 A

Cracking/Crumbling, Extent : Moderate, Area Affected : 25%
Location : ROADWAY OVER ROTUNDA

Water Penetration, Extent : Severe, Area Affected : 25%
Location : ROADWAY OVER ROTUNDA

* *Panel/Paver: Cer/Brk %20 Now $124,500 LIFE 5 $44,900 A
Jnt Mortar Miss/Erod, Extent : Moderate, Area Affected : 25%

Location : OVER BASEMENT
Water Penetration, Extent : Severe, Area Affected : 15%

Location : OVER BASEMENT
* *Granite Panels %50 Now $2,191,400 LIFE 5 $47,600 A

Gut/DS Non Func/Miss, Extent : Severe, Area Affected : 50%
Location : WATER FOUNTAIN

Water Penetration, Extent : Severe, Area Affected : 50%
Location : OVER BASEMENT

Interior

Note :       All $ estimates are in current dollars and are not escalated for potential future inflation. 
                Maintenance $ are aggregated over a ten-year period.
          **  Replacement cost estimated to be beyond ten years is not included in this report.
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DEPT. OF PARKS & RECREATION - 846
RIVERSIDE PARK ROTUNDA - W.79TH ST. - 0006

Asset # : 214

Architecture
System

Component
Type

% of 
Total

Fail Date 
(Years)

Estimated Cost

Current Repair

Year 
FY

Estimated Cost

Future Replacement

Estimated Cost

Maintenance 

Cycle 
(Yrs)

Priority
Code

Interior
Floors

* *Cast in Place Concrete %95 Now $273,600 LIFE 5 $74,700 C
Cracking/Crumbling, Extent : Moderate, Area Affected : 15%

Location : BASEMENT
Water Penetration, Extent : Moderate, Area Affected : 15%

Location : BASEMENT
* *Vinyl Tile %5 2028 5 $2,200 C

Interior Walls
* *Cast in Place Concrete %85 Now $409,200 LIFE 5 $49,400 C

Broken/Missing Elements, Extent : Severe, Area Affected : 5%
Location : AT COLUMNS

Loose/Delam Surface, Extent : Severe, Area Affected : 5%
Location : AT COLUMNS

Water Penetration, Extent : Severe, Area Affected : 25%
Location : AT COLUMNS AND IN BASEMENT

* *Concr Masonry Unit %15 LIFE 5 $3,300 C

Ceilings
* *AcousTileSusp.Lay-In %5 2016 5 $2,500 B
* *Exposed Concrete %95 Now $2,077,200 LIFE B

Broken/Missing Elements, Extent : Severe, Area Affected : 25%
Location : GARAGE AREA IN BASEMENT

Water Penetration, Extent : Severe, Area Affected : 50%
Location : GARAGE AREA IN BASEMENT

Other Observation, Extent : Severe, Area Affected : 25%
Location : GARAGE AREA IN BASEMENT
Explanation : STRUCTURAL STEEL MEMBERS ARE CORRODED

Electrical
System

Component
Type

% of 
Total

Fail Date 
(Years)

Estimated Cost

Current Repair

Year 
FY

Estimated Cost

Future Replacement

Estimated Cost

Maintenance 

Cycle 
(Yrs)

Priority
Code

Under 600 Volts
Service Equipment

* *Fused Disc Sw %100 2033 5 $13,000 B

Switchgear
* *Fused Disc Sw %100 2033 3-5 $8,000 B

Raceway
* *Conduit %10 2033 B

$10,700Conduit %80 2013 B
* *Conduit %10 2-4 $1,300 2043 B

Corroded, Extent : Moderate, Area Affected : 100%

Note :       All $ estimates are in current dollars and are not escalated for potential future inflation. 
                Maintenance $ are aggregated over a ten-year period.
          **  Replacement cost estimated to be beyond ten years is not included in this report.
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DEPT. OF PARKS & RECREATION - 846
RIVERSIDE PARK ROTUNDA - W.79TH ST. - 0006

Asset # : 214

Electrical
System

Component
Type

% of 
Total

Fail Date 
(Years)

Estimated Cost

Current Repair

Year 
FY

Estimated Cost

Future Replacement

Estimated Cost

Maintenance 

Cycle 
(Yrs)

Priority
Code

Under 600 Volts
Panelboards

* *Molded Case Bkrs %70 2029 3 $6,900 B
$7,700Molded Case Bkrs %20 2012 3 $1,500 B

* *Molded Case Bkrs %10 2-4 $3,900 2038 3 $700 B
Enclosure Corroded, Extent : Moderate, Area Affected : 100%

Wiring
* *Braided Cloth %60 2-4 $12,600 2038 B

Insulation Aged, Extent : Moderate, Area Affected : 100%
* *Thermoplastic %40 2033 B

Lighting
General Lighting

$44,200HID %85 2013 2 $345,200 B
* *HID %10 Now $5,200 2023 2 $32,500 B

Not in Service, Extent : Moderate, Area Affected : 100%
$15,300Incandescent %5 2013 2 $20,300 B

Mechanical
System

Component
Type

% of 
Total

Fail Date 
(Years)

Estimated Cost

Current Repair

Year 
FY

Estimated Cost

Future Replacement

Estimated Cost

Maintenance 

Cycle 
(Yrs)

Priority
Code

Heating
Energy Source

* *Electricity %100 2029 3 $4,400 B

Conversion Equipment
$63,400Unit 

Heater-Stm/HW/Elec
%10 2014 5 $1,700 B

No Component %90 D

Plumbing
H/C Water Piping

$430,200Single Type %100 2011 3-5 $32,500 B

Hot Water Heater
$33,500Single Type %100 2007 3-5 $34,400 B

Sanitary Piping
$312,900Single Type %100 2013 B

Storm Drain Piping
* *Single Type %100 Now $100,600 2033 B

Corroded, Extent : Severe, Area Affected : 100%
Location : 1st Floor

Note :       All $ estimates are in current dollars and are not escalated for potential future inflation. 
                Maintenance $ are aggregated over a ten-year period.
          **  Replacement cost estimated to be beyond ten years is not included in this report.
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Asset Name

Program / Asset #

Address
Borough

Areas Surveyed 

ROCKAWAY BEACH & BOARDWALK  COMFORT STATION
B3 TO B73 B 66TH ST.

Print Date :

Date of Survey

Agency's Number
Yr Built/Renovated
Project Type
Landmark Status

30-Sep-2003

PARKS

DEPT. OF PARKS & RECREATION - FY 2004

Roof, Floors 1
NONE30-Apr-2003

QUEENS

CAPITAL BUDGET

Total 

:

:
:

:
:

:
:

:
:
:
:

PAR0031.B01 / 260
Area Sq Ft 1,120

N/A

Priority  

Total

FY 2008FY 2007FY 2006FY 2005EXPENSE BUDGET
Exterior Architecture $22,500
Interior Architecture $11,900 $500
Electrical $4,400 $400
Mechanical $100 $100 $100

$38,800 $1,000 $100Total

$22,500Priority A
$6,200 $600 $100Priority B

$10,100 $500Priority C

$38,800 $1,000 $100Total

Note :       All $ estimates are in current dollars and are not escalated for potential future inflation. 
                Maintenance $ are aggregated over a ten-year period.
          **  Replacement cost estimated to be beyond ten years is not included in this report.
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DEPT. OF PARKS & RECREATION - 846
ROCKAWAY BEACH & BOARDWALK COMFORT STATION

Asset # : 260

Architecture
System

Component
Type

% of 
Total

Fail Date 
(Years)

Estimated Cost

Current Repair

Year 
FY

Estimated Cost

Future Replacement

Estimated Cost

Maintenance 

Cycle 
(Yrs)

Priority
Code

Exterior
Exterior Walls

* *Masonry: Brick %100 Now $11,600 LIFE 5 $7,000 A
Broken/Missing Elements, Extent : Moderate, Area Affected : 20%

Location : South Facade
Horizontal Cracks, Extent : Moderate, Area Affected : 15%

Location : East Facade,West Facade
Rusting Masonry Supt, Extent : Moderate, Area Affected : 25%

Location : West Facade,East Facade
Roof

* *Roll Roofing %100 Now $10,900 2024 A
Broken/Missing Elements, Extent : Severe, Area Affected : 25%

Location : At Overhangs
Gut/DS Non Func/Miss, Extent : Severe, Area Affected : 100%

Location : East Facade,North Facade,South Facade,West Facade
Seams Open/Split, Extent : Moderate, Area Affected : 50%

Location : Throughout
Water Penetration, Extent : Moderate, Area Affected : 10%

Location : Throughout
Interior

Floors
* *Cast in Place Concrete %5 LIFE 5 C
* *Quarry Tile %95 2027 5 $900 C

Interior Walls
* *Concr Masonry Unit %100 Now $10,100 LIFE 5 $400 C

Horizontal Cracks, Extent : Moderate, Area Affected : 10%
Location : Throughout

Ceilings
* *Plaster %100 Now $1,800 LIFE 5 $200 B

Cracking/Crumbling, Extent : Moderate, Area Affected : 10%
Location : Throughout

Water Penetration, Extent : Moderate, Area Affected : 10%
Location : Throughout

Electrical
System

Component
Type

% of 
Total

Fail Date 
(Years)

Estimated Cost

Current Repair

Year 
FY

Estimated Cost

Future Replacement

Estimated Cost

Maintenance 

Cycle 
(Yrs)

Priority
Code

Under 600 Volts
Service Equipment

* *Fused Disc Sw %100 2-4 $800 2044 5 B
On Extended Life, Extent : Moderate, Area Affected : 100%

Raceway
$18,600Conduit %100 2014 B

Note :       All $ estimates are in current dollars and are not escalated for potential future inflation. 
                Maintenance $ are aggregated over a ten-year period.
          **  Replacement cost estimated to be beyond ten years is not included in this report.
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DEPT. OF PARKS & RECREATION - 846
ROCKAWAY BEACH & BOARDWALK COMFORT STATION

Asset # : 260

Electrical
System

Component
Type

% of 
Total

Fail Date 
(Years)

Estimated Cost

Current Repair

Year 
FY

Estimated Cost

Future Replacement

Estimated Cost

Maintenance 

Cycle 
(Yrs)

Priority
Code

Under 600 Volts
Panelboards

* *Molded Case Bkrs %100 2-4 $1,600 2039 3 B
On Extended Life, Extent : Moderate, Area Affected : 100%

Wiring
* *Braided Cloth %100 2-4 $1,600 2039 B

Insulation Aged, Extent : Moderate, Area Affected : 100%
Lighting

General Lighting
$1,500Incandescent %100 2009 2 $2,200 B

Mechanical
System

Component
Type

% of 
Total

Fail Date 
(Years)

Estimated Cost

Current Repair

Year 
FY

Estimated Cost

Future Replacement

Estimated Cost

Maintenance 

Cycle 
(Yrs)

Priority
Code

Plumbing
H/C Water Piping

$2,300Galv Iron/Steel %100 2012 3-5 $100 B

Hot Water Heater
$100Electric %100 2007 3-5 $200 B

Sanitary Piping
$1,700Cast Iron %100 2014 B

Note :       All $ estimates are in current dollars and are not escalated for potential future inflation. 
                Maintenance $ are aggregated over a ten-year period.
          **  Replacement cost estimated to be beyond ten years is not included in this report.
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Asset Name

Program / Asset #

Address
Borough

Areas Surveyed 

ROCKAWAY BEACH & BOARDWALK  COMFORT STATION
B3 TO B73 B 59TH ST.

Print Date :

Date of Survey

Agency's Number
Yr Built/Renovated
Project Type
Landmark Status

30-Sep-2003

PARKS

DEPT. OF PARKS & RECREATION - FY 2004

Roof, Floors 1
NONE30-Apr-2003

QUEENS

CAPITAL BUDGET

Total 

:

:
:

:
:

:
:

:
:
:
:

PAR0031.E01 / 261
Area Sq Ft 972

N/A

Priority  

Total

FY 2008FY 2007FY 2006FY 2005EXPENSE BUDGET
Exterior Architecture $16,000 $100
Interior Architecture $400 $300
Electrical $400 $400
Mechanical $100 $100

$16,500 $400 $400 $500Total

$16,000 $100Priority A
$200 $400 $100 $400Priority B
$200 $300Priority C

$16,500 $400 $400 $500Total

Note :       All $ estimates are in current dollars and are not escalated for potential future inflation. 
                Maintenance $ are aggregated over a ten-year period.
          **  Replacement cost estimated to be beyond ten years is not included in this report.
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DEPT. OF PARKS & RECREATION - 846
ROCKAWAY BEACH & BOARDWALK COMFORT STATION

Asset # : 261

Architecture
System

Component
Type

% of 
Total

Fail Date 
(Years)

Estimated Cost

Current Repair

Year 
FY

Estimated Cost

Future Replacement

Estimated Cost

Maintenance 

Cycle 
(Yrs)

Priority
Code

Exterior
Exterior Walls

* *Masonry: Brick %100 Now $10,100 LIFE 5 $6,000 A
Horizontal Cracks, Extent : Moderate, Area Affected : 5%

Location : North Facade
Spalling, Extent : Moderate, Area Affected : 10%

Location : East Facade
Vertical Cracks, Extent : Light, Area Affected : 3%

Location : North Facade
Windows

* *Metal Louvers %100 Now $1,400 2039 5 $500 A
Broken/Missing Elements, Extent : Moderate, Area Affected : 25%

Location : Throughout
Corrosion/Rusting, Extent : Severe, Area Affected : 50%

Location : North Facade
Parapets

* *Pre-Cast Concrete %100 Now $500 LIFE 3 $400 A
Jnt Mortar Miss/Erod, Extent : Moderate, Area Affected : 25%

Location : At Roof Overhang
Roof

* *Slate %100 Now $4,100 LIFE 5 $800 A
Broken/Missing Elements, Extent : Light, Area Affected : 10%

Location : Throughout
Interior

Floors
* *Cast in Place Concrete %30 LIFE 5 $200 C
* *Quarry Tile %70 2027 5 $600 C

Interior Walls
* *Plaster %30 LIFE 5 $300 C
* *SGFT/Glazed Masonry %70 LIFE C

Ceilings
* *Plaster %100 LIFE 5 $300 B

Electrical
System

Component
Type

% of 
Total

Fail Date 
(Years)

Estimated Cost

Current Repair

Year 
FY

Estimated Cost

Future Replacement

Estimated Cost

Maintenance 

Cycle 
(Yrs)

Priority
Code

Under 600 Volts
Service Equipment

* *Molded Case Bkrs %100 2024 5 $100 B

Raceway
* *Conduit %100 2024 B

Note :       All $ estimates are in current dollars and are not escalated for potential future inflation. 
                Maintenance $ are aggregated over a ten-year period.
          **  Replacement cost estimated to be beyond ten years is not included in this report.
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DEPT. OF PARKS & RECREATION - 846
ROCKAWAY BEACH & BOARDWALK COMFORT STATION

Asset # : 261

Electrical
System

Component
Type

% of 
Total

Fail Date 
(Years)

Estimated Cost

Current Repair

Year 
FY

Estimated Cost

Future Replacement

Estimated Cost

Maintenance 

Cycle 
(Yrs)

Priority
Code

Under 600 Volts
Panelboards

* *Molded Case Bkrs %100 2022 3 B

Wiring
* *Thermoplastic %100 2024 B

Motor Controllers
$3,600Locally Mounted %100 2012 5 B

Lighting
General Lighting

$1,300Incandescent %100 2014 2 $1,900 B

Mechanical
System

Component
Type

% of 
Total

Fail Date 
(Years)

Estimated Cost

Current Repair

Year 
FY

Estimated Cost

Future Replacement

Estimated Cost

Maintenance 

Cycle 
(Yrs)

Priority
Code

Heating
Energy Source

* *Natural Gas %100 2034 3 B

Conversion Equipment
$800Furnace %100 2014 3 B

Plumbing
H/C Water Piping

* *Galv Iron/Steel %100 2019 3-5 $100 B
Other Observation, Extent : Light, Area Affected : 100%

Explanation : Low Water Pressure From Street
Hot Water Heater

$100Electric %100 2009 3-5 $200 B

Sanitary Piping
* *Cast Iron %100 2024 B

Note :       All $ estimates are in current dollars and are not escalated for potential future inflation. 
                Maintenance $ are aggregated over a ten-year period.
          **  Replacement cost estimated to be beyond ten years is not included in this report.
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Asset Name

Program / Asset #

Address
Borough

Areas Surveyed 

ROCKAWAY BEACH & BOARDWALK  COMFORT STATION
B3 TO B73 B 116TH ST.

Print Date :

Date of Survey

Agency's Number
Yr Built/Renovated
Project Type
Landmark Status

30-Sep-2003

PARKS

DEPT. OF PARKS & RECREATION - FY 2004

Roof, Floors 1
NONE30-Apr-2003

QUEENS

CAPITAL BUDGET

Total 

:

:
:

:
:

:
:

:
:
:
:

PAR0031.003 / 874
Area Sq Ft 620

N/A

Priority  

Total

FY 2008FY 2007FY 2006FY 2005EXPENSE BUDGET
Exterior Architecture $9,800 $3,200
Interior Architecture $700 $300
Electrical $200 $200
Mechanical $100 $700 $800

$10,700 $900 $1,100 $3,400Total

$9,800 $3,200Priority A
$200 $900 $800 $300Priority B
$600 $300Priority C

$10,700 $900 $1,100 $3,400Total

Note :       All $ estimates are in current dollars and are not escalated for potential future inflation. 
                Maintenance $ are aggregated over a ten-year period.
          **  Replacement cost estimated to be beyond ten years is not included in this report.
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DEPT. OF PARKS & RECREATION - 846
ROCKAWAY BEACH & BOARDWALK COMFORT STATION

Asset # : 874

Architecture
System

Component
Type

% of 
Total

Fail Date 
(Years)

Estimated Cost

Current Repair

Year 
FY

Estimated Cost

Future Replacement

Estimated Cost

Maintenance 

Cycle 
(Yrs)

Priority
Code

Exterior
Exterior Walls

* *Glazed Ceramic Panel %100 Now $3,400 LIFE 3-5 $12,400 A
Jnt Mortar Miss/Erod, Extent : Moderate, Area Affected : 20%

Location : Throughout
Windows

* *Aluminum %100 Now $2,500 2039 5 A
Broken/Missing Elements, Extent : Moderate, Area Affected : 50%

Location : East Facade
Glazing Broken/Cracked, Extent : Moderate, Area Affected : 50%

Location : East Facade
Parapets

* *Glazed Ceramic Panel %75 Now $1,100 2034 5 $1,400 A
Jnt Mortar Miss/Erod, Extent : Moderate, Area Affected : 25%

Location : Throughout
* *Metal Rail %25 2023 3 $300 A

Roof
* *Paver: Asphalt %100 Now $2,800 2023 5 $400 A

Expansion Jnt Failure, Extent : Moderate, Area Affected : 100%
Location : Above Restrooms

Water Penetration, Extent : Severe, Area Affected : 20%
Location : Above Restrooms

Interior
Floors

* *Cast in Place Concrete %15 LIFE 5 $100 C
* *Ceramic Tile %85 2042 5 $500 C

Interior Walls
* *Ceramic Tile %70 LIFE 5 $600 C
* *Concr Masonry Unit %20 LIFE 5 $100 C
* *Plaster %10 Now $300 LIFE 5 C

Cracking/Crumbling, Extent : Moderate, Area Affected : 20%
Location : Storage Space Next To Restrooms

Water Penetration, Extent : Severe, Area Affected : 10%
Location : Storage Space Next To Restrooms

Ceilings
* *Exposed Concrete %20 LIFE B
* *Gypsum Board %80 LIFE 5 $100 B

Water Penetration, Extent : Moderate, Area Affected : 10%
Location : Restrooms

Electrical
System

Component
Type

% of 
Total

Fail Date 
(Years)

Estimated Cost

Current Repair

Year 
FY

Estimated Cost

Future Replacement

Estimated Cost

Maintenance 

Cycle 
(Yrs)

Priority
Code

Note :       All $ estimates are in current dollars and are not escalated for potential future inflation. 
                Maintenance $ are aggregated over a ten-year period.
          **  Replacement cost estimated to be beyond ten years is not included in this report.
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DEPT. OF PARKS & RECREATION - 846
ROCKAWAY BEACH & BOARDWALK COMFORT STATION

Asset # : 874

Electrical
System

Component
Type

% of 
Total

Fail Date 
(Years)

Estimated Cost

Current Repair

Year 
FY

Estimated Cost

Future Replacement

Estimated Cost

Maintenance 

Cycle 
(Yrs)

Priority
Code

Under 600 Volts
Service Equipment

* *Fused Disc Sw %100 2024 5 B

Raceway
* *Conduit %100 2024 B

Panelboards
* *Molded Case Bkrs %100 2022 3 B

Wiring
* *Thermoplastic %100 2024 B

Motor Controllers
* *Locally Mounted %100 2019 5 B

Ground
Grounding Devices

* *Metal Water Pipe %100 2019 B

Lighting
General Lighting

$800Fluorescent %100 2014 2 $1,200 B

Mechanical
System

Component
Type

% of 
Total

Fail Date 
(Years)

Estimated Cost

Current Repair

Year 
FY

Estimated Cost

Future Replacement

Estimated Cost

Maintenance 

Cycle 
(Yrs)

Priority
Code

Heating
Energy Source

* *Natural Gas %100 2024 3 B

Conversion Equipment
$500Furnace %100 2014 3 B

Ventilation
Distribution

* *Ductwork/Diffusers %100 LIFE 2 $500 B

Exhaust Fans
* *Interior %100 2022 3-10 $200 B

Other Observation, Extent : Moderate, Area Affected : 100%
Explanation : Fan Motor Gets Wet From Rain

Plumbing
H/C Water Piping

* *Galv Iron/Steel %100 2019 3-5 $100 B

Hot Water Heater
$100Electric %100 2009 3-5 $100 B

Sanitary Piping
* *Cast Iron %100 2024 B

Note :       All $ estimates are in current dollars and are not escalated for potential future inflation. 
                Maintenance $ are aggregated over a ten-year period.
          **  Replacement cost estimated to be beyond ten years is not included in this report.
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DEPT. OF PARKS & RECREATION - 846
ROCKAWAY BEACH & BOARDWALK COMFORT STATION

Asset # : 874

Mechanical
System

Component
Type

% of 
Total

Fail Date 
(Years)

Estimated Cost

Current Repair

Year 
FY

Estimated Cost

Future Replacement

Estimated Cost

Maintenance 

Cycle 
(Yrs)

Priority
Code

Plumbing
Storm Drain Piping

* *Cast Iron %100 2024 B

Sump Pump(s)
* *Rigid Piping %100 2019 4 $1,300 B

Sewage Ejector(s)
$8,800Electric %100 2014 4 $2,000 B

Note :       All $ estimates are in current dollars and are not escalated for potential future inflation. 
                Maintenance $ are aggregated over a ten-year period.
          **  Replacement cost estimated to be beyond ten years is not included in this report.
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Asset Name

Program / Asset #

Address
Borough

Areas Surveyed 

ROCKAWAY BEACH & BOARDWALK  COMFORT STATION
B3 TO B73 B 9TH. ST.

Print Date :

Date of Survey

Agency's Number
Yr Built/Renovated
Project Type
Landmark Status

30-Sep-2003

PARKS

DEPT. OF PARKS & RECREATION - FY 2004

Roof, Floors 1
NONE30-Apr-2003

QUEENS

CAPITAL BUDGET

Total 

:

:
:

:
:

:
:

:
:
:
:

PAR0031.J01 / 896
Area Sq Ft 413

N/A

Priority  

Total

FY 2008FY 2007FY 2006FY 2005EXPENSE BUDGET
Exterior Architecture $7,900 $100
Interior Architecture $500
Electrical $13,100 $200
Mechanical $100

$21,600 $200 $100Total

$7,900 $100Priority A
$13,300 $200Priority B

$400Priority C

$21,600 $200 $100Total

Note :       All $ estimates are in current dollars and are not escalated for potential future inflation. 
                Maintenance $ are aggregated over a ten-year period.
          **  Replacement cost estimated to be beyond ten years is not included in this report.
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DEPT. OF PARKS & RECREATION - 846
ROCKAWAY BEACH & BOARDWALK COMFORT STATION

Asset # : 896

Architecture
System

Component
Type

% of 
Total

Fail Date 
(Years)

Estimated Cost

Current Repair

Year 
FY

Estimated Cost

Future Replacement

Estimated Cost

Maintenance 

Cycle 
(Yrs)

Priority
Code

Exterior
Exterior Walls

* *Concr Masonry Unit %5 LIFE 3-5 $500 A
* *Masonry: Brick %95 LIFE 5 $4,900 A

Windows
* *Metal Louvers %100 Now $400 2039 5 $200 A

Corrosion/Rusting, Extent : Moderate, Area Affected : 100%
Location : Throughout

Deformed/Dented, Extent : Severe, Area Affected : 50%
Location : Throughout

Roof
* *Built-Up (BUR) %100 Now $4,800 2024 A

Broken/Missing Elements, Extent : Severe, Area Affected : 100%
Location : Throughout

Cracking/Crumbling, Extent : Severe, Area Affected : 100%
Location : Throughout

Worn/Eroded, Extent : Severe, Area Affected : 25%
Location : Throughout

Interior
Floors

* *Cast in Place Concrete %30 LIFE 5 $100 C
* *Terrazzo %70 LIFE 8 $500 C

Interior Walls
* *Concr Masonry Unit %100 LIFE 5 $300 C

Ceilings
* *Plaster %100 LIFE 5 $100 B

Electrical
System

Component
Type

% of 
Total

Fail Date 
(Years)

Estimated Cost

Current Repair

Year 
FY

Estimated Cost

Future Replacement

Estimated Cost

Maintenance 

Cycle 
(Yrs)

Priority
Code

Under 600 Volts
Service Equipment

$800Fused Disc Sw %100 2014 5 B

Raceway
$18,600Conduit %100 2014 B

Panelboards
$9,700Molded Case Bkrs %100 2013 3 B

Wiring
* *Braided Cloth %100 2-4 $13,000 2039 B

Insulation Aged, Extent : Moderate, Area Affected : 100%
Motor Controllers

$3,600Locally Mounted %100 2012 5 B

Note :       All $ estimates are in current dollars and are not escalated for potential future inflation. 
                Maintenance $ are aggregated over a ten-year period.
          **  Replacement cost estimated to be beyond ten years is not included in this report.
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DEPT. OF PARKS & RECREATION - 846
ROCKAWAY BEACH & BOARDWALK COMFORT STATION

Asset # : 896

Electrical
System

Component
Type

% of 
Total

Fail Date 
(Years)

Estimated Cost

Current Repair

Year 
FY

Estimated Cost

Future Replacement

Estimated Cost

Maintenance 

Cycle 
(Yrs)

Priority
Code

Lighting
General Lighting

$600Incandescent %100 2009 2 $800 B

Mechanical
System

Component
Type

% of 
Total

Fail Date 
(Years)

Estimated Cost

Current Repair

Year 
FY

Estimated Cost

Future Replacement

Estimated Cost

Maintenance 

Cycle 
(Yrs)

Priority
Code

Heating
Energy Source

$200Natural Gas %100 2014 3 B

Conversion Equipment
$400Furnace %100 Now 2009 3 B

Broken, Extent : Moderate, Area Affected : 5%
Location : STACK CAP FALLING OFF
Explanation : Fan Motor Gets Wet From Rain

Plumbing
H/C Water Piping

$900Galv Iron/Steel %100 2012 3-5 $100 B

Hot Water Heater
Electric %100 2007 3-5 $100 B

Sanitary Piping
$600Cast Iron %100 2014 B

Note :       All $ estimates are in current dollars and are not escalated for potential future inflation. 
                Maintenance $ are aggregated over a ten-year period.
          **  Replacement cost estimated to be beyond ten years is not included in this report.
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Asset Name

Program / Asset #

Address
Borough

Areas Surveyed 

ROCKAWAY BEACH & BOARDWALK  DISTRICT OFFICE
B3 TO B73 B 86TH ST.

Print Date :

Date of Survey

Agency's Number
Yr Built/Renovated
Project Type
Landmark Status

30-Sep-2003

PARKS

DEPT. OF PARKS & RECREATION - FY 2004

NONE02-Jul-2002

QUEENS

CAPITAL BUDGET

Total 

:

:
:

:
:

:
:

:
:
:
:

PAR0031.170 / 877
Area Sq Ft 2,200

N/A

Priority  

Total

FY 2008FY 2007FY 2006FY 2005EXPENSE BUDGET
Exterior Architecture $20,000 $1,000
Mechanical $100

$20,000 $100 $1,000Total

$20,000 $1,000Priority A
$100Priority B

$20,000 $100 $1,000Total

Note :       All $ estimates are in current dollars and are not escalated for potential future inflation. 
                Maintenance $ are aggregated over a ten-year period.
          **  Replacement cost estimated to be beyond ten years is not included in this report.
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DEPT. OF PARKS & RECREATION - 846
ROCKAWAY BEACH & BOARDWALK DISTRICT OFFICE

Asset # : 877

Architecture
System

Component
Type

% of 
Total

Fail Date 
(Years)

Estimated Cost

Current Repair

Year 
FY

Estimated Cost

Future Replacement

Estimated Cost

Maintenance 

Cycle 
(Yrs)

Priority
Code

Exterior
Exterior Walls

* *Masonry: Brick %85 2-4 $4,700 LIFE 5 $2,800 A
Rusting Masonry Supt, Extent : Moderate, Area Affected : 25%

Location : At doors
* *Metal Coiling Doors %15 Now $15,200 2033 3 $2,700 A

Corrosion/Rusting, Extent : Severe, Area Affected : 35%
Location : South Facade

Deformed/Dented, Extent : Severe, Area Affected : 35%
Location : South Facade

Windows
* *Aluminum %50 2029 5 $100 A
* *Glass Block %50 LIFE 5 $100 A

Parapets
* *Masonry: Brick %50 LIFE 3 $200 A

Recent Repair Evident, Extent : Moderate, Area Affected : 10%
Not Accessible %50 D

Roof
Not Accessible %100 D

Other Observation, Extent : Moderate, Area Affected : 100%
Explanation : BUILDING IS CLOSED

Interior
Floors

Not Accessible %100 D

Interior Walls
Not Accessible %100 D

Ceilings
Not Accessible %100 D

Electrical
System

Component
Type

% of 
Total

Fail Date 
(Years)

Estimated Cost

Current Repair

Year 
FY

Estimated Cost

Future Replacement

Estimated Cost

Maintenance 

Cycle 
(Yrs)

Priority
Code

Under 600 Volts
Service Equipment

Not Accessible %100 D

Raceway
Not Accessible %100 D

Panelboards
Not Accessible %100 D

Wiring
Not Accessible %100 D

Ground
Note :       All $ estimates are in current dollars and are not escalated for potential future inflation. 
                Maintenance $ are aggregated over a ten-year period.
          **  Replacement cost estimated to be beyond ten years is not included in this report.
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DEPT. OF PARKS & RECREATION - 846
ROCKAWAY BEACH & BOARDWALK DISTRICT OFFICE

Asset # : 877

Electrical
System

Component
Type

% of 
Total

Fail Date 
(Years)

Estimated Cost

Current Repair

Year 
FY

Estimated Cost

Future Replacement

Estimated Cost

Maintenance 

Cycle 
(Yrs)

Priority
Code

Ground
Grounding Devices

Not Accessible %100 D

Lighting
General Lighting

Not Accessible %100 D

Mechanical
System

Component
Type

% of 
Total

Fail Date 
(Years)

Estimated Cost

Current Repair

Year 
FY

Estimated Cost

Future Replacement

Estimated Cost

Maintenance 

Cycle 
(Yrs)

Priority
Code

Heating
Energy Source

* *Electricity %100 2029 3 $100 B

Conversion Equipment
$7,700Unit 

Heater-Stm/HW/Elec
%100 2014 5 $200 B

Plumbing
H/C Water Piping

* *Single Type %100 2018 3-5 $400 B

Hot Water Heater
Not Accessible %100 D

Sanitary Piping
* *Single Type %100 2023 B

Storm Drain Piping
* *Single Type %100 2023 B

Sump Pump(s)
Not Accessible %100 D

Note :       All $ estimates are in current dollars and are not escalated for potential future inflation. 
                Maintenance $ are aggregated over a ten-year period.
          **  Replacement cost estimated to be beyond ten years is not included in this report.
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Asset Name

Program / Asset #

Address
Borough

Areas Surveyed 

ROCKAWAY BEACH & BOARDWALK  LIFEGUARD STATION
B3 TO B73 B 52ND ST.

Print Date :

Date of Survey

Agency's Number
Yr Built/Renovated
Project Type
Landmark Status

30-Sep-2003

PARKS

DEPT. OF PARKS & RECREATION - FY 2004

Roof, Floors 1
NONE30-Apr-2003

QUEENS

CAPITAL BUDGET

Total 

:

:
:

:
:

:
:

:
:
:
:

PAR0031.G01 / 249
Area Sq Ft 1,120

N/A

Priority  

Total

FY 2008FY 2007FY 2006FY 2005EXPENSE BUDGET
Exterior Architecture $34,100
Interior Architecture $600 $500
Electrical $6,900 $500
Mechanical $100 $200 $100

$41,700 $1,100 $100Total

$34,100Priority A
$7,200 $600 $100Priority B

$400 $500Priority C

$41,700 $1,100 $100Total

Note :       All $ estimates are in current dollars and are not escalated for potential future inflation. 
                Maintenance $ are aggregated over a ten-year period.
          **  Replacement cost estimated to be beyond ten years is not included in this report.
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DEPT. OF PARKS & RECREATION - 846
ROCKAWAY BEACH & BOARDWALK LIFEGUARD STATION

Asset # : 249

Architecture
System

Component
Type

% of 
Total

Fail Date 
(Years)

Estimated Cost

Current Repair

Year 
FY

Estimated Cost

Future Replacement

Estimated Cost

Maintenance 

Cycle 
(Yrs)

Priority
Code

Exterior
Exterior Walls

* *Masonry: Brick %100 Now $23,200 LIFE 5 $7,000 A
Horizontal Cracks, Extent : Moderate, Area Affected : 10%

Location : East Facade,West Facade
Rusting Masonry Supt, Extent : Moderate, Area Affected : 25%

Location : West Facade
Roof

* *Roll Roofing %100 Now $10,900 2024 A
Broken/Missing Elements, Extent : Moderate, Area Affected : 20%

Location : At Overhangs
Seams Open/Split, Extent : Moderate, Area Affected : 25%

Location : Throughout
Worn/Eroded, Extent : Moderate, Area Affected : 25%

Location : Throughout
Interior

Floors
* *Cast in Place Concrete %5 LIFE 5 C
* *Quarry Tile %95 2027 5 $900 C

Interior Walls
* *Concr Masonry Unit %100 LIFE 5 $800 C

Ceilings
* *Plaster %100 LIFE 5 $400 B

Electrical
System

Component
Type

% of 
Total

Fail Date 
(Years)

Estimated Cost

Current Repair

Year 
FY

Estimated Cost

Future Replacement

Estimated Cost

Maintenance 

Cycle 
(Yrs)

Priority
Code

Under 600 Volts
Service Equipment

$800Fused Disc Sw %100 2014 5 $100 B

Raceway
$18,600Conduit %100 2014 B

Panelboards
$4,800Molded Case Bkrs %50 2013 3 B

* *Molded Case Bkrs %50 2022 3 B

Wiring
* *Braided Cloth %50 2-4 $6,500 2039 B

Insulation Aged, Extent : Moderate, Area Affected : 100%
* *Thermoplastic %50 2024 B

Lighting
General Lighting

$1,500Incandescent %100 2009 2 $2,200 B

Note :       All $ estimates are in current dollars and are not escalated for potential future inflation. 
                Maintenance $ are aggregated over a ten-year period.
          **  Replacement cost estimated to be beyond ten years is not included in this report.
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DEPT. OF PARKS & RECREATION - 846
ROCKAWAY BEACH & BOARDWALK LIFEGUARD STATION

Asset # : 249

Mechanical
System

Component
Type

% of 
Total

Fail Date 
(Years)

Estimated Cost

Current Repair

Year 
FY

Estimated Cost

Future Replacement

Estimated Cost

Maintenance 

Cycle 
(Yrs)

Priority
Code

Ventilation
Exhaust Fans

$900Interior %100 2014 3-10 $400 B

Plumbing
H/C Water Piping

* *Galv Iron/Steel %100 2019 3-5 $100 B

Hot Water Heater
$100Electric %100 2007 3-5 $200 B

Sanitary Piping
* *Cast Iron %100 2024 B

Note :       All $ estimates are in current dollars and are not escalated for potential future inflation. 
                Maintenance $ are aggregated over a ten-year period.
          **  Replacement cost estimated to be beyond ten years is not included in this report.
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Asset Name

Program / Asset #

Address
Borough

Areas Surveyed 

ROCKAWAY BEACH & BOARDWALK  MAINTENANCE
B3 TO B73 B 17TH ST.

Print Date :

Date of Survey

Agency's Number
Yr Built/Renovated
Project Type
Landmark Status

30-Sep-2003

PARKS

DEPT. OF PARKS & RECREATION - FY 2004

Roof, Floors 1
NONE02-Jul-2002

QUEENS

CAPITAL BUDGET

Total 

:

:
:

:
:

:
:

:
:
:
:

PAR0031.I01 / 895
Area Sq Ft 6,798

N/A

Priority  

Total

FY 2008FY 2007FY 2006FY 2005EXPENSE BUDGET
Exterior Architecture $45,500 $17,100
Interior Architecture $1,800
Mechanical $200 $900 $1,400 $1,400

$45,800 $900 $1,400 $20,300Total

$45,500 $17,100Priority A
$200 $900 $1,400 $1,400Priority B

$1,800Priority C

$45,800 $900 $1,400 $20,300Total

Note :       All $ estimates are in current dollars and are not escalated for potential future inflation. 
                Maintenance $ are aggregated over a ten-year period.
          **  Replacement cost estimated to be beyond ten years is not included in this report.
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DEPT. OF PARKS & RECREATION - 846
ROCKAWAY BEACH & BOARDWALK MAINTENANCE

Asset # : 895

Architecture
System

Component
Type

% of 
Total

Fail Date 
(Years)

Estimated Cost

Current Repair

Year 
FY

Estimated Cost

Future Replacement

Estimated Cost

Maintenance 

Cycle 
(Yrs)

Priority
Code

Exterior
Exterior Walls

* *Masonry: Brick %70 Now $32,200 LIFE 5 $19,300 A
Diagonal Cracks, Extent : Moderate, Area Affected : 5%

Location : West Facade
Vertical Cracks, Extent : Moderate, Area Affected : 10%

Location : West Facade,East Facade
* *Metal Coiling Doors %25 2026 3 $49,100 A
* *Stucco Cement %5 2029 3-5 $5,400 A

Windows
* *Metal Louvers %100 2029 5 $18,000 A

Parapets
* *Masonry: Brick %50 LIFE 3 $11,300 A

Not Accessible %50 D

Roof
Not Accessible %100 D

Interior
Floors

* *Cast in Place Concrete %65 LIFE 5 $2,200 C
* *Mosaic Tile %15 2033 5 $3,400 C
* *Terrazzo %15 LIFE 8 $1,100 C
* *Vinyl Tile %5 2028 5 $100 C

Interior Walls
* *Masonry: Brick %70 LIFE 5 $700 C
* *SGFT/Glazed Masonry %30 LIFE C

Ceilings
* *Exposed Concrete %50 LIFE B
* *Plaster %50 LIFE 5 $700 B

Electrical
System

Component
Type

% of 
Total

Fail Date 
(Years)

Estimated Cost

Current Repair

Year 
FY

Estimated Cost

Future Replacement

Estimated Cost

Maintenance 

Cycle 
(Yrs)

Priority
Code

Under 600 Volts
Service Equipment

Not Accessible %100 D

Raceway
Not Accessible %100 D

Panelboards
Not Accessible %100 D

Note :       All $ estimates are in current dollars and are not escalated for potential future inflation. 
                Maintenance $ are aggregated over a ten-year period.
          **  Replacement cost estimated to be beyond ten years is not included in this report.
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DEPT. OF PARKS & RECREATION - 846
ROCKAWAY BEACH & BOARDWALK MAINTENANCE

Asset # : 895

Electrical
System

Component
Type

% of 
Total

Fail Date 
(Years)

Estimated Cost

Current Repair

Year 
FY

Estimated Cost

Future Replacement

Estimated Cost

Maintenance 

Cycle 
(Yrs)

Priority
Code

Under 600 Volts
Wiring

Not Accessible %100 D

Ground
Grounding Devices

Not Accessible %100 D

Lighting
General Lighting

Not Accessible %100 D

Mechanical
System

Component
Type

% of 
Total

Fail Date 
(Years)

Estimated Cost

Current Repair

Year 
FY

Estimated Cost

Future Replacement

Estimated Cost

Maintenance 

Cycle 
(Yrs)

Priority
Code

Heating
Energy Source

Not Accessible %100 D

Conversion Equipment
Not Accessible %100 D

Distribution
Not Accessible %100 D

Terminal Devices
Not Accessible %100 D

Ventilation
Distribution

* *Ductwork/Diffusers %100 LIFE 2 $5,500 B

Exhaust Fans
* *Roof %100 2018 2-10 $3,400 B

Plumbing
H/C Water Piping

* *Single Type %100 2026 3-5 $1,600 B

Hot Water Heater
Not Accessible %100 D

Sanitary Piping
* *Single Type %100 2033 B

Storm Drain Piping
* *Single Type %100 2033 B

Note :       All $ estimates are in current dollars and are not escalated for potential future inflation. 
                Maintenance $ are aggregated over a ten-year period.
          **  Replacement cost estimated to be beyond ten years is not included in this report.



Page : 591

Asset Name

Program / Asset #

Address
Borough

Areas Surveyed 

ROCKAWAY BEACH & BOARDWALK  MULTIPURPOSE BLDG.
B3 TO B73 B 97TH ST.

Print Date :

Date of Survey

Agency's Number
Yr Built/Renovated
Project Type
Landmark Status

30-Sep-2003

PARKS

DEPT. OF PARKS & RECREATION - FY 2004

Basement, Roof, Floors 1
NONE02-Jul-2002

QUEENS

CAPITAL BUDGET

Total 

:

:
:

:
:

:
:

:
:
:
:

PAR0031.130 / 876
Area Sq Ft 2,168

Q163-13

Priority  

Total

FY 2008FY 2007FY 2006FY 2005EXPENSE BUDGET
Exterior Architecture $28,500 $1,000
Interior Architecture $21,600
Electrical $23,500 $1,000 $4,300
Mechanical $200 $200 $1,200 $1,900

$73,700 $1,200 $1,200 $7,200Total

$28,500 $1,000Priority A
$26,400 $1,200 $1,200 $6,200Priority B
$18,900Priority C

$73,700 $1,200 $1,200 $7,200Total

Note :       All $ estimates are in current dollars and are not escalated for potential future inflation. 
                Maintenance $ are aggregated over a ten-year period.
          **  Replacement cost estimated to be beyond ten years is not included in this report.
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DEPT. OF PARKS & RECREATION - 846
ROCKAWAY BEACH & BOARDWALK MULTIPURPOSE BLDG.

Asset # : 876

Architecture
System

Component
Type

% of 
Total

Fail Date 
(Years)

Estimated Cost

Current Repair

Year 
FY

Estimated Cost

Future Replacement

Estimated Cost

Maintenance 

Cycle 
(Yrs)

Priority
Code

Exterior
Exterior Walls

* *Masonry: Brick %85 2-4 $4,700 LIFE 5 $2,800 A
Recent Repair Evident, Extent : Moderate, Area Affected : 20%
Rusting Masonry Supt, Extent : Moderate, Area Affected : 25%

Location : At doors
* *Metal Coiling Doors %15 Now $15,000 2033 3 $2,600 A

Corrosion/Rusting, Extent : Severe, Area Affected : 35%
Location : South Facade

Deformed/Dented, Extent : Severe, Area Affected : 35%
Location : South Facade

Windows
* *Glass Block %75 Now $6,600 LIFE 5 $100 A

Glazing Broken/Cracked, Extent : Severe, Area Affected : 25%
Location : North Facade

Jnt Mortar Miss/Erod, Extent : Severe, Area Affected : 50%
Location : North Facade

* *Steel %25 Now $2,200 2028 5 $100 A
Broken/Missing Elements, Extent : Moderate, Area Affected : 25%
Corrosion/Rusting, Extent : Moderate, Area Affected : 35%
Thermally Inefficient, Extent : Moderate, Area Affected : 100%

Parapets
* *Masonry: Brick %50 LIFE 3 $200 A

Recent Repair Evident, Extent : Moderate, Area Affected : 20%
Not Accessible %50 D

Roof
Not Accessible %100 D

Interior
Floors

* *Cast in Place Concrete %75 Now $2,600 LIFE 5 $700 C
Cracking/Crumbling, Extent : Moderate, Area Affected : 15%

Location : Basement
* *Mosaic Tile %25 Now $10,300 2023 5 $800 C

Cracking/Crumbling, Extent : Moderate, Area Affected : 15%
Location : At concession area and mens restroom

Interior Walls
* *Concr Masonry Unit %10 LIFE 5 $100 C
* *Masonry: Brick %15 LIFE 5 $300 C
* *SGFT/Glazed Masonry %75 Now $6,000 LIFE C

Jnt Mortar Miss/Erod, Extent : Moderate, Area Affected : 15%
Location : At basement entrance

Misaligned/Bulging, Extent : Moderate, Area Affected : 10%
Location : At basement entrance

Note :       All $ estimates are in current dollars and are not escalated for potential future inflation. 
                Maintenance $ are aggregated over a ten-year period.
          **  Replacement cost estimated to be beyond ten years is not included in this report.
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DEPT. OF PARKS & RECREATION - 846
ROCKAWAY BEACH & BOARDWALK MULTIPURPOSE BLDG.

Asset # : 876

Architecture
System

Component
Type

% of 
Total

Fail Date 
(Years)

Estimated Cost

Current Repair

Year 
FY

Estimated Cost

Future Replacement

Estimated Cost

Maintenance 

Cycle 
(Yrs)

Priority
Code

Interior
Ceilings

* *Exposed Concrete %30 LIFE B
* *Plaster %70 Now $2,700 LIFE 5 $300 B

Broken/Missing Elements, Extent : Moderate, Area Affected : 15%
Location : Basement

Cracking/Crumbling, Extent : Moderate, Area Affected : 25%
Location : Basement

Electrical
System

Component
Type

% of 
Total

Fail Date 
(Years)

Estimated Cost

Current Repair

Year 
FY

Estimated Cost

Future Replacement

Estimated Cost

Maintenance 

Cycle 
(Yrs)

Priority
Code

Under 600 Volts
Service Equipment

* *Fused Disc Sw %100 2-4 $800 2043 5 $100 B
Obsolete Fixtures, Extent : Moderate, Area Affected : 100%

Raceway
$18,600Conduit %100 2013 B

Panelboards
* *Molded Case Bkrs %100 2-4 $9,700 2038 3 $100 B

Obsolete Fixtures, Extent : Moderate, Area Affected : 100%
Wiring

* *Braided Cloth %100 2-4 $13,000 2038 B
Insulation Aged, Extent : Moderate, Area Affected : 100%

Lighting
General Lighting

$300Fluorescent %10 2008 2 $500 B
$3,000Incandescent %90 2008 2 $4,400 B

Mechanical
System

Component
Type

% of 
Total

Fail Date 
(Years)

Estimated Cost

Current Repair

Year 
FY

Estimated Cost

Future Replacement

Estimated Cost

Maintenance 

Cycle 
(Yrs)

Priority
Code

Heating
Energy Source

$7,500Fuel Oil %100 2013 4 $100 B

Conversion Equipment
* *Furnace %100 2018 3 B

Ventilation
Distribution

* *Ductwork/Diffusers %100 LIFE 2 $1,500 B

Note :       All $ estimates are in current dollars and are not escalated for potential future inflation. 
                Maintenance $ are aggregated over a ten-year period.
          **  Replacement cost estimated to be beyond ten years is not included in this report.
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DEPT. OF PARKS & RECREATION - 846
ROCKAWAY BEACH & BOARDWALK MULTIPURPOSE BLDG.

Asset # : 876

Mechanical
System

Component
Type

% of 
Total

Fail Date 
(Years)

Estimated Cost

Current Repair

Year 
FY

Estimated Cost

Future Replacement

Estimated Cost

Maintenance 

Cycle 
(Yrs)

Priority
Code

Ventilation
Exhaust Fans

$1,400Roof %100 2008 2-10 $900 B

Plumbing
H/C Water Piping

$7,700Single Type %100 2011 3-5 $400 B

Hot Water Heater
$400Single Type %100 2011 3-5 $500 B

Sanitary Piping
$6,600Single Type %100 2013 B

Storm Drain Piping
$2,400Single Type %100 2013 B

Sump Pump(s)
$8,800Single Type %100 2011 4 $1,300 B

Non-Water Piping
* *Single Type %100 2033 3 B

Note :       All $ estimates are in current dollars and are not escalated for potential future inflation. 
                Maintenance $ are aggregated over a ten-year period.
          **  Replacement cost estimated to be beyond ten years is not included in this report.
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Asset Name

Program / Asset #

Address
Borough

Areas Surveyed 

ROCKAWAY BEACH & BOARDWALK  MULTIPURPOSE BUILDING
B3 TO B73 B 106TH ST.

Print Date :

Date of Survey

Agency's Number
Yr Built/Renovated
Project Type
Landmark Status

30-Sep-2003

PARKS

DEPT. OF PARKS & RECREATION - FY 2004

Basement, Floors 1
NONE02-Jul-2002

QUEENS

CAPITAL BUDGET

Total 

:

:
:

:
:

:
:

:
:
:
:

PAR0031.030 / 875
Area Sq Ft 2,500

Q163-03

Priority  

Total

FY 2008FY 2007FY 2006FY 2005EXPENSE BUDGET
Exterior Architecture $14,000 $1,100
Interior Architecture $17,600 $900
Electrical $39,000 $1,100 $9,900
Mechanical $200 $100 $9,600 $2,600

$70,800 $1,200 $9,600 $14,500Total

$14,000 $1,100Priority A
$45,000 $1,200 $9,600 $12,500Priority B
$11,700 $900Priority C

$70,800 $1,200 $9,600 $14,500Total

Note :       All $ estimates are in current dollars and are not escalated for potential future inflation. 
                Maintenance $ are aggregated over a ten-year period.
          **  Replacement cost estimated to be beyond ten years is not included in this report.
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DEPT. OF PARKS & RECREATION - 846
ROCKAWAY BEACH & BOARDWALK MULTIPURPOSE BUILDING

Asset # : 875

Architecture
System

Component
Type

% of 
Total

Fail Date 
(Years)

Estimated Cost

Current Repair

Year 
FY

Estimated Cost

Future Replacement

Estimated Cost

Maintenance 

Cycle 
(Yrs)

Priority
Code

Exterior
Exterior Walls

* *Masonry: Brick %85 2-4 $5,400 LIFE 5 $3,200 A
Recent Construction, Extent : Moderate, Area Affected : 15%
Rusting Masonry Supt, Extent : Moderate, Area Affected : 25%

Location : At doors
* *Metal Coiling Doors %15 Now $8,600 2026 3 $3,000 A

Corrosion/Rusting, Extent : Severe, Area Affected : 35%
Location : South Facade

Deformed/Dented, Extent : Severe, Area Affected : 35%
Location : South Facade

Windows
* *Glass Block %100 LIFE 5 $100 A

Recent Replace Evident, Extent : Moderate, Area Affected : 100%
Parapets

* *Masonry: Brick %50 LIFE 3 $200 A
Recent Repair Evident, Extent : Moderate, Area Affected : 20%

Not Accessible %50 D

Roof
Not Accessible %100 D

Interior
Floors

* *Cast in Place Concrete %75 Now $3,000 LIFE 5 $800 C
Cracking/Crumbling, Extent : Moderate, Area Affected : 15%

Location : 1st Floor
* *Mosaic Tile %25 2033 5 $1,800 C

Interior Walls
* *Concr Masonry Unit %25 LIFE 5 $200 C
* *Masonry: Brick %10 Now $2,700 LIFE 5 $200 C

Jnt Mortar Miss/Erod, Extent : Moderate, Area Affected : 25%
Location : Boiler Room

Worn/Eroded, Extent : Moderate, Area Affected : 25%
Location : Boiler Room

* *SGFT/Glazed Masonry %65 Now $6,000 LIFE C
Cracking/Crumbling, Extent : Moderate, Area Affected : 5%

Location : Near stair to first floor
Jnt Mortar Miss/Erod, Extent : Moderate, Area Affected : 25%

Location : Near stair to first floor

Note :       All $ estimates are in current dollars and are not escalated for potential future inflation. 
                Maintenance $ are aggregated over a ten-year period.
          **  Replacement cost estimated to be beyond ten years is not included in this report.
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DEPT. OF PARKS & RECREATION - 846
ROCKAWAY BEACH & BOARDWALK MULTIPURPOSE BUILDING

Asset # : 875

Architecture
System

Component
Type

% of 
Total

Fail Date 
(Years)

Estimated Cost

Current Repair

Year 
FY

Estimated Cost

Future Replacement

Estimated Cost

Maintenance 

Cycle 
(Yrs)

Priority
Code

Interior
Ceilings

* *Exposed Concrete %25 Now $2,500 LIFE B
Cracking/Crumbling, Extent : Moderate, Area Affected : 15%

Location : Basement
* *Plaster %75 Now $3,400 LIFE 5 $400 B

Cracking/Crumbling, Extent : Moderate, Area Affected : 10%
Location : Basement

Electrical
System

Component
Type

% of 
Total

Fail Date 
(Years)

Estimated Cost

Current Repair

Year 
FY

Estimated Cost

Future Replacement

Estimated Cost

Maintenance 

Cycle 
(Yrs)

Priority
Code

Under 600 Volts
Service Equipment

* *Fused Disc Sw %100 2-4 $1,400 2043 5 $100 B
Obsolete Fixtures, Extent : Moderate, Area Affected : 100%

Raceway
$8,200Conduit %100 2013 B

Panelboards
* *Molded Case Bkrs %100 2-4 $9,700 2038 3 $100 B

Obsolete Fixtures, Extent : Moderate, Area Affected : 100%
Wiring

* *Braided Cloth %100 2-4 $18,600 2038 B
Insulation Aged, Extent : Moderate, Area Affected : 100%

Motor Controllers
* *Locally Mounted %100 2-4 $9,300 2033 5 B

Other Observation, Extent : Moderate, Area Affected : 100%
Explanation : ON EXTENDED LIFE.

Lighting
General Lighting

$900Fluorescent %10 2008 2 $600 B
$7,900Incandescent %90 2008 2 $5,000 B

Mechanical
System

Component
Type

% of 
Total

Fail Date 
(Years)

Estimated Cost

Current Repair

Year 
FY

Estimated Cost

Future Replacement

Estimated Cost

Maintenance 

Cycle 
(Yrs)

Priority
Code

Heating
Energy Source

* *Natural Gas %100 2033 3 B

Conversion Equipment
$2,400Furnace %100 2008 3 $100 B

Note :       All $ estimates are in current dollars and are not escalated for potential future inflation. 
                Maintenance $ are aggregated over a ten-year period.
          **  Replacement cost estimated to be beyond ten years is not included in this report.
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DEPT. OF PARKS & RECREATION - 846
ROCKAWAY BEACH & BOARDWALK MULTIPURPOSE BUILDING

Asset # : 875

Mechanical
System

Component
Type

% of 
Total

Fail Date 
(Years)

Estimated Cost

Current Repair

Year 
FY

Estimated Cost

Future Replacement

Estimated Cost

Maintenance 

Cycle 
(Yrs)

Priority
Code

Plumbing
H/C Water Piping

$8,800Single Type %100 2011 3-5 $400 B

Hot Water Heater
$500Single Type %100 2011 3-5 $500 B

Sanitary Piping
$7,600Single Type %100 2013 B

Storm Drain Piping
* *Single Type %100 2023 B

Sump Pump(s)
$8,800Single Type %100 2007 4 $1,300 B

Note :       All $ estimates are in current dollars and are not escalated for potential future inflation. 
                Maintenance $ are aggregated over a ten-year period.
          **  Replacement cost estimated to be beyond ten years is not included in this report.
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Asset Name

Program / Asset #

Address
Borough

Areas Surveyed 

SARA D ROOSEVELT PARK  COMFORT AND STORAGE
E. HOUSTON TO CANAL STREET BETWEEN DELANCEY AND GRAND ST.

Print Date :

Date of Survey

Agency's Number
Yr Built/Renovated
Project Type
Landmark Status

30-Sep-2003

PARKS

DEPT. OF PARKS & RECREATION - FY 2004

1936 / 2001

Basement, Roof, Floors 1
NONE23-Oct-2001

MANHATTAN

CAPITAL BUDGET

Total 

:

:
:

:
:

:
:

:
:
:
:

PAR0056.06A / 273
Area Sq Ft 422

M105-06A

Priority  

Total

FY 2008FY 2007FY 2006FY 2005EXPENSE BUDGET
Exterior Architecture $1,400

$1,400Total

$1,400Priority A

$1,400Total

Note :       All $ estimates are in current dollars and are not escalated for potential future inflation. 
                Maintenance $ are aggregated over a ten-year period.
          **  Replacement cost estimated to be beyond ten years is not included in this report.
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DEPT. OF PARKS & RECREATION - 846
SARA D ROOSEVELT PARK COMFORT AND STORAGE

Asset # : 273

Architecture
System

Component
Type

% of 
Total

Fail Date 
(Years)

Estimated Cost

Current Repair

Year 
FY

Estimated Cost

Future Replacement

Estimated Cost

Maintenance 

Cycle 
(Yrs)

Priority
Code

Exterior
Exterior Walls

* *Masonry: Brick %100 LIFE 5 $2,600 A
Recent Repair Evident, Extent : Moderate, Area Affected : 25%

Windows
* *Aluminum %100 2038 5 $800 A

Recent Replace Evident, Extent : Moderate, Area Affected : 100%
Parapets

* *Masonry: Brick %100 LIFE 3 $2,900 A
Repairs in Progress, Extent : Moderate, Area Affected : 25%

Roof
Under Construction %100 D

Interior
Floors

Under Construction %100 D

Interior Walls
Under Construction %100 D

Ceilings
Under Construction %100 D

Electrical
System

Component
Type

% of 
Total

Fail Date 
(Years)

Estimated Cost

Current Repair

Year 
FY

Estimated Cost

Future Replacement

Estimated Cost

Maintenance 

Cycle 
(Yrs)

Priority
Code

Under 600 Volts
Service Equipment

Under Construction %100 D

Switchgear
Under Construction %100 D

Raceway
Under Construction %100 D

Panelboards
Under Construction %100 D

Wiring
Under Construction %100 D

Motor Controllers
Under Construction %100 D

Ground
Grounding Devices

Under Construction %100 D

Lighting

Note :       All $ estimates are in current dollars and are not escalated for potential future inflation. 
                Maintenance $ are aggregated over a ten-year period.
          **  Replacement cost estimated to be beyond ten years is not included in this report.
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DEPT. OF PARKS & RECREATION - 846
SARA D ROOSEVELT PARK COMFORT AND STORAGE

Asset # : 273

Electrical
System

Component
Type

% of 
Total

Fail Date 
(Years)

Estimated Cost

Current Repair

Year 
FY

Estimated Cost

Future Replacement

Estimated Cost

Maintenance 

Cycle 
(Yrs)

Priority
Code

Lighting
General Lighting

Under Construction %100 D

Mechanical
System

Component
Type

% of 
Total

Fail Date 
(Years)

Estimated Cost

Current Repair

Year 
FY

Estimated Cost

Future Replacement

Estimated Cost

Maintenance 

Cycle 
(Yrs)

Priority
Code

Heating
Energy Source

Under Construction %100 D

Conversion Equipment
Under Construction %100 D

Distribution
Under Construction %100 D

Terminal Devices
Under Construction %100 D

Plumbing
H/C Water Piping

Under Construction %100 D

Hot Water Heater
Under Construction %100 D

Sanitary Piping
Under Construction %100 D

Storm Drain Piping
Under Construction %100 D

Sump Pump(s)
Under Construction %100 D

Note :       All $ estimates are in current dollars and are not escalated for potential future inflation. 
                Maintenance $ are aggregated over a ten-year period.
          **  Replacement cost estimated to be beyond ten years is not included in this report.
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Asset Name

Program / Asset #

Address
Borough

Areas Surveyed 

SARA D ROOSEVELT PARK  DISTRICT OFFICE NO. 3
E. HOUSTON TO CANAL STREET GRAND STREET

Print Date :

Date of Survey

Agency's Number
Yr Built/Renovated
Project Type
Landmark Status

30-Sep-2003

PARKS

DEPT. OF PARKS & RECREATION - FY 2004

Basement, Roof, Floors 1,2
NONE23-Oct-2001

MANHATTAN

CAPITAL BUDGET

Total 

:

:
:

:
:

:
:

:
:
:
:

PAR0056.007 / 272
Area Sq Ft 1,700

M105-07

Priority  

Total

FY 2008FY 2007FY 2006FY 2005EXPENSE BUDGET
Exterior Architecture $85,600 $3,900
Interior Architecture $6,200 $300
Electrical $10,900 $700 $100
Mechanical $2,700 $400 $800 $300

$105,400 $700 $1,500 $4,200Total

$85,600 $3,900Priority A
$14,500 $400 $1,500 $400Priority B

$5,400 $300Priority C

$105,400 $700 $1,500 $4,200Total

Note :       All $ estimates are in current dollars and are not escalated for potential future inflation. 
                Maintenance $ are aggregated over a ten-year period.
          **  Replacement cost estimated to be beyond ten years is not included in this report.
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DEPT. OF PARKS & RECREATION - 846
SARA D ROOSEVELT PARK DISTRICT OFFICE NO. 3

Asset # : 272

Architecture
System

Component
Type

% of 
Total

Fail Date 
(Years)

Estimated Cost

Current Repair

Year 
FY

Estimated Cost

Future Replacement

Estimated Cost

Maintenance 

Cycle 
(Yrs)

Priority
Code

Exterior
Exterior Walls

* *Cast in Place Concrete %10 Now $4,500 LIFE 5 $500 A
Cracking/Crumbling, Extent : Moderate, Area Affected : 15%

Location : West Facade,East Facade
Exposed Reinforcing, Extent : Moderate, Area Affected : 10%

Location : West Facade
* *Masonry: Brick %85 Now $19,900 LIFE 5 $12,000 A

Horizontal Cracks, Extent : Moderate, Area Affected : 5%
Location : South Facade

Jnt Mortar Miss/Erod, Extent : Moderate, Area Affected : 25%
Spalling, Extent : Moderate, Area Affected : 15%

Location : East Facade,North Facade,South Facade,West Facade
* *Metal Coiling Doors %5 Now $4,300 2018 3 $3,800 A

Corrosion/Rusting, Extent : Moderate, Area Affected : 40%
Location : North Facade

Deformed/Dented, Extent : Moderate, Area Affected : 15%
Location : North Facade

Windows
* *Steel %100 Now $17,600 2028 5 $500 A

Bent/Warped Elements, Extent : Moderate, Area Affected : 15%
Corrosion/Rusting, Extent : Moderate, Area Affected : 25%

Location : BALCONY DOORS AT NORTH SIDE
Thermally Inefficient, Extent : Moderate, Area Affected : 50%
Unit Inoperable, Extent : Moderate, Area Affected : 50%

Parapets
* *Masonry: Brick %100 Now $22,600 LIFE 3 $7,800 A

Jnt Mortar Miss/Erod, Extent : Moderate, Area Affected : 50%
Location : COPING AND INTERIOR FACE

Misaligned/Bulging, Extent : Moderate, Area Affected : 10%
Location : AT COPING

Spalling, Extent : Moderate, Area Affected : 25%
Location : East Facade,West Facade,South Facade

Roof
* *Cast in Place Concrete %8 Now $300 LIFE 5 $100 A

Cracking/Crumbling, Extent : Moderate, Area Affected : 15%
Location : STEPS OVER BASEMENT ENTRANCE

Water Penetration, Extent : Moderate, Area Affected : 10%
Location : AT STAIR TO BASEMENT

* *Modified Bitumen %92 Now $16,400 2023 A
Blisters, Extent : Moderate, Area Affected : 15%
Miss/Damgd Flashings, Extent : Moderate, Area Affected : 20%
Seams Open/Split, Extent : Moderate, Area Affected : 25%
Water Penetration, Extent : Moderate, Area Affected : 10%

Location : SECOND FLOOR
Interior

Note :       All $ estimates are in current dollars and are not escalated for potential future inflation. 
                Maintenance $ are aggregated over a ten-year period.
          **  Replacement cost estimated to be beyond ten years is not included in this report.
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DEPT. OF PARKS & RECREATION - 846
SARA D ROOSEVELT PARK DISTRICT OFFICE NO. 3

Asset # : 272

Architecture
System

Component
Type

% of 
Total

Fail Date 
(Years)

Estimated Cost

Current Repair

Year 
FY

Estimated Cost

Future Replacement

Estimated Cost

Maintenance 

Cycle 
(Yrs)

Priority
Code

Interior
Floors

* *Cast in Place Concrete %60 LIFE 5 $400 C
* *Panel/Paver: Cer/Brk %40 2021 5 $600 C

Interior Walls
* *Cast in Place Concrete %10 Now $2,600 LIFE 5 $200 C

Cracking/Crumbling, Extent : Moderate, Area Affected : 20%
Location : AT STAIR TO BASEMENT

Water Penetration, Extent : Moderate, Area Affected : 10%
Location : AT STAIR TO BASEMENT

* *Masonry: Brick %10 Now $2,700 LIFE 5 $200 C
Diagonal Cracks, Extent : Moderate, Area Affected : 10%

Location : SECOND FLOOR
* *Masonry: Brick %25 LIFE 5 $500 C
* *Plaster %40 LIFE 5 $300 C
* *SGFT/Glazed Masonry %15 LIFE C

Ceilings
* *Exposed Concrete %10 Now $600 LIFE B

Cracking/Crumbling, Extent : Moderate, Area Affected : 25%
Location : AT ENTRANCE TO BASEMENT

Water Penetration, Extent : Moderate, Area Affected : 10%
Location : AT ENTRANCE TO BASEMENT

* *Exposed Concrete %50 LIFE B
* *Plaster %40 0-2 $200 LIFE 5 $100 B

Water Penetration, Extent : Moderate, Area Affected : 10%
Location : SECOND FLOOR

Electrical
System

Component
Type

% of 
Total

Fail Date 
(Years)

Estimated Cost

Current Repair

Year 
FY

Estimated Cost

Future Replacement

Estimated Cost

Maintenance 

Cycle 
(Yrs)

Priority
Code

Under 600 Volts
Service Equipment

$800Fused Disc Sw %100 2013 5 $100 B

Raceway
* *Conduit %20 2033 B

$14,800Conduit %80 2013 B

Panelboards
* *Molded Case Bkrs %100 2029 3 $100 B

Note :       All $ estimates are in current dollars and are not escalated for potential future inflation. 
                Maintenance $ are aggregated over a ten-year period.
          **  Replacement cost estimated to be beyond ten years is not included in this report.
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DEPT. OF PARKS & RECREATION - 846
SARA D ROOSEVELT PARK DISTRICT OFFICE NO. 3

Asset # : 272

Electrical
System

Component
Type

% of 
Total

Fail Date 
(Years)

Estimated Cost

Current Repair

Year 
FY

Estimated Cost

Future Replacement

Estimated Cost

Maintenance 

Cycle 
(Yrs)

Priority
Code

Under 600 Volts
Wiring

* *Braided Cloth %30 2-4 $3,900 2038 B
Insulation Aged, Extent : Moderate, Area Affected : 100%

* *Thermoplastic %70 2033 B

Ground
Grounding Devices

* *Metal Water Pipe %100 0-2 $6,400 2033 B
Corroded, Extent : Severe, Area Affected : 100%

Location : Electrical Room
Lighting

General Lighting
$1,200Fluorescent %50 2013 2 $1,700 B
$1,200Incandescent %50 2013 2 $1,700 B

Mechanical
System

Component
Type

% of 
Total

Fail Date 
(Years)

Estimated Cost

Current Repair

Year 
FY

Estimated Cost

Future Replacement

Estimated Cost

Maintenance 

Cycle 
(Yrs)

Priority
Code

Heating
Energy Source

* *Fuel Oil %100 2023 4 B

Conversion Equipment
* *Steam Boiler %100 2018 3 $400 B

Distribution
$8,300Steam Piping/Pump %100 2013 3 $200 B

Terminal Devices
* *Convector/Radiator %100 2018 2 $800 B

Ventilation
Exhaust Fans

* *Interior %100 Now $1,300 2023 3-6 $300 B
Not in Service, Extent : Moderate, Area Affected : 100%

Plumbing
H/C Water Piping

* *Single Type %100 2018 3-5 $300 B

Hot Water Heater
$300Single Type %100 2011 3-5 $300 B

Sanitary Piping
* *Single Type %100 Now $1,000 2033 B

Cracked, Extent : Severe, Area Affected : 60%
Location : 1st Floor

Note :       All $ estimates are in current dollars and are not escalated for potential future inflation. 
                Maintenance $ are aggregated over a ten-year period.
          **  Replacement cost estimated to be beyond ten years is not included in this report.
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DEPT. OF PARKS & RECREATION - 846
SARA D ROOSEVELT PARK DISTRICT OFFICE NO. 3

Asset # : 272

Mechanical
System

Component
Type

% of 
Total

Fail Date 
(Years)

Estimated Cost

Current Repair

Year 
FY

Estimated Cost

Future Replacement

Estimated Cost

Maintenance 

Cycle 
(Yrs)

Priority
Code

Plumbing
Storm Drain Piping

* *Single Type %100 Now $300 2023 B
Cracked, Extent : Moderate, Area Affected : 20%

Sump Pump(s)
$8,800Single Type %100 2011 4 $1,300 B

Note :       All $ estimates are in current dollars and are not escalated for potential future inflation. 
                Maintenance $ are aggregated over a ten-year period.
          **  Replacement cost estimated to be beyond ten years is not included in this report.
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Asset Name

Program / Asset #

Address
Borough

Areas Surveyed 

SARA D ROOSEVELT PARK  RECREATION CENTER
E. HOUSTON TO CANAL STREET DELANCEY ST.

Print Date :

Date of Survey

Agency's Number
Yr Built/Renovated
Project Type
Landmark Status

30-Sep-2003

PARKS

DEPT. OF PARKS & RECREATION - FY 2004

Basement, Roof, Floors 1
NONE23-Oct-2001

MANHATTAN

FY 2009 - 2014FY 2005 - 2008CAPITAL BUDGET
Mechanical $43,800

$43,800Total 

:

:
:

:
:

:
:

:
:
:
:

PAR0056.005 / 271
Area Sq Ft 6,961

M105-05

$43,800BPriority  

$43,800Total

FY 2008FY 2007FY 2006FY 2005EXPENSE BUDGET
Exterior Architecture $33,300 $1,100
Interior Architecture $13,900 $900 $500
Electrical $11,100 $2,000 $1,300 $18,400
Mechanical $10,300 $1,600 $2,000 $600

$68,700 $4,500 $4,300 $19,500Total

$33,300 $1,100Priority A
$35,400 $4,300 $3,200 $19,000Priority B

$200 $500Priority C

$68,700 $4,500 $4,300 $19,500Total

Note :       All $ estimates are in current dollars and are not escalated for potential future inflation. 
                Maintenance $ are aggregated over a ten-year period.
          **  Replacement cost estimated to be beyond ten years is not included in this report.
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DEPT. OF PARKS & RECREATION - 846
SARA D ROOSEVELT PARK RECREATION CENTER

Asset # : 271

Architecture
System

Component
Type

% of 
Total

Fail Date 
(Years)

Estimated Cost

Current Repair

Year 
FY

Estimated Cost

Future Replacement

Estimated Cost

Maintenance 

Cycle 
(Yrs)

Priority
Code

Exterior
Exterior Walls

* *Masonry: Brick %10 Now $5,100 LIFE 5 $1,500 A
Diagonal Cracks, Extent : Severe, Area Affected : 20%

Location : North Facade
* *Masonry: Brick %85 LIFE 5 $13,100 A
* *Stainless Steel %5 LIFE A

Windows
* *Aluminum %100 Now $28,200 2029 5 $900 A

Air Infiltration, Extent : Moderate, Area Affected : 50%
Ctrwt/Balnc Not Funct, Extent : Moderate, Area Affected : 25%
Thermally Inefficient, Extent : Moderate, Area Affected : 100%
Thin Profile/Gauge, Extent : Moderate, Area Affected : 50%
Weather Strip Missing, Extent : Moderate, Area Affected : 100%

Parapets
* *Metal Rail %100 2022 3 $3,200 A

Roof
* *Modified Bitumen %100 2018 A

Interior
Floors

* *Cast in Place Concrete %10 LIFE 5 $300 C
* *Ceramic Tile %5 2041 5 $400 C
* *Terrazzo %30 LIFE 8 $2,100 C
* *Vinyl Tile %55 2028 5 $1,000 C

Interior Walls
* *Concr Masonry Unit %5 LIFE 5 C
* *Plaster %80 LIFE 5 $1,000 C
* *SGFT/Glazed Masonry %5 LIFE C
* *Wood %10 LIFE 5 $100 C

Ceilings
* *AcousTileConcealSpLn %25 Now $13,900 2028 5 $200 B

Staining/Discoloring, Extent : Severe, Area Affected : 100%
Location : RECREATION ROOM

Worn/Eroded, Extent : Moderate, Area Affected : 50%
Location : RECREATION ROOM

* *AcousTileConcealSpLn %70 2016 5 $1,300 B
* *Plaster %5 LIFE 5 $100 B

Water Penetration, Extent : Moderate, Area Affected : 10%
Location : STORAGE ROOM

Note :       All $ estimates are in current dollars and are not escalated for potential future inflation. 
                Maintenance $ are aggregated over a ten-year period.
          **  Replacement cost estimated to be beyond ten years is not included in this report.
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DEPT. OF PARKS & RECREATION - 846
SARA D ROOSEVELT PARK RECREATION CENTER

Asset # : 271

Electrical
System

Component
Type

% of 
Total

Fail Date 
(Years)

Estimated Cost

Current Repair

Year 
FY

Estimated Cost

Future Replacement

Estimated Cost

Maintenance 

Cycle 
(Yrs)

Priority
Code

Under 600 Volts
Service Equipment

$1,400Fused Disc Sw %100 2013 5 $500 B

Raceway
$5,000Conduit %100 2013 B

Panelboards
$1,000Fused Disc Sw %10 2012 3 B
$6,800Molded Case Bkrs %70 2012 3 $200 B

* *Molded Case Bkrs %20 2021 3 $100 B

Wiring
* *Braided Cloth %75 2-4 $3,500 2038 B

Insulation Aged, Extent : Moderate, Area Affected : 100%
* *Thermoplastic %25 2023 B

Motor Controllers
$4,400Locally Mounted %100 2011 5 $300 B

Ground
Grounding Devices

* *Metal Water Pipe %100 2-4 $6,400 2033 B
Corroded, Extent : Moderate, Area Affected : 100%

Lighting
General Lighting

$200Exit %5 2008 2 $100 B
$14,700Fluorescent %50 2008 2 $8,000 B
$11,800Fluorescent %40 2013 2 $6,400 B

$1,500Incandescent %5 2008 2 $800 B

Mechanical
System

Component
Type

% of 
Total

Fail Date 
(Years)

Estimated Cost

Current Repair

Year 
FY

Estimated Cost

Future Replacement

Estimated Cost

Maintenance 

Cycle 
(Yrs)

Priority
Code

Heating
Energy Source

$14,000Fuel Oil %100 2013 4 $300 B

Conversion Equipment
* *Hot Water Boiler %100 2018 3 $1,900 B

Distribution
* *Hot Wtr Piping/Pump %100 2021 3-4 $1,400 B

Terminal Devices
$5,500Air Handler/Cool/Ht %30 2013 4 $200 B

* *Convector/Radiator %70 2018 2 $2,800 B

Air Conditioning

Note :       All $ estimates are in current dollars and are not escalated for potential future inflation. 
                Maintenance $ are aggregated over a ten-year period.
          **  Replacement cost estimated to be beyond ten years is not included in this report.
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DEPT. OF PARKS & RECREATION - 846
SARA D ROOSEVELT PARK RECREATION CENTER

Asset # : 271

Mechanical
System

Component
Type

% of 
Total

Fail Date 
(Years)

Estimated Cost

Current Repair

Year 
FY

Estimated Cost

Future Replacement

Estimated Cost

Maintenance 

Cycle 
(Yrs)

Priority
Code

Air Conditioning
Energy Source

$9,600Electricity %100 2012 5 $100 B

Conversion Equipment
* *Int Pkg Unit - Cool %60 Now $43,800 2018 B

Not in Service, Extent : Severe, Area Affected : 100%
Location : 1st Floor

No Component %40 D

Heat Rejection
* *Water Cool Tower %100 Now $9,800 2018 B

Not in Service, Extent : Severe, Area Affected : 100%
Location : Roof

Ventilation
Distribution

* *Ductwork/Diffusers %100 LIFE 2 $5,000 B

Exhaust Fans
$6,300Interior %100 2013 3-10 $2,500 B

Plumbing
H/C Water Piping

* *Single Type %100 2018 3-5 $1,200 B

HW Heat Exchanger
* *Single Type %100 2016 B

Sanitary Piping
* *Single Type %100 2023 B

Storm Drain Piping
* *Single Type %100 2023 B

Note :       All $ estimates are in current dollars and are not escalated for potential future inflation. 
                Maintenance $ are aggregated over a ten-year period.
          **  Replacement cost estimated to be beyond ten years is not included in this report.
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Asset Name

Program / Asset #

Address
Borough

Areas Surveyed 

SHEA STADIUM  
ROOSEVELT AVE & 126TH ST 

Print Date :

Date of Survey

Agency's Number
Yr Built/Renovated
Project Type
Landmark Status

30-Sep-2003

PARKS

DEPT. OF PARKS & RECREATION - FY 2004

1961 /  

Roof, Floors 1,2,3,4,5,6
NONE01-Jul-2002

QUEENS

FY 2009 - 2014FY 2005 - 2008CAPITAL BUDGET
Exterior Architecture $1,254,700 $857,000
Interior Architecture $3,044,800 $787,800
Electrical $134,000 $1,953,800
Mechanical $261,400 $152,600

$4,695,000 $3,751,200Total 

:

:
:

:
:

:
:

:
:
:
:

PAR0022.000 / 873
Area Sq Ft 1,054,879

Q099-24

$1,254,700 $857,000APriority  
$2,722,900 $2,106,400BPriority  

$717,300 $787,800CPriority  

$4,695,000 $3,751,200Total

FY 2008FY 2007FY 2006FY 2005EXPENSE BUDGET
Exterior Architecture $128,800 $10,300 $543,800
Interior Architecture $64,100 $6,100
Electrical $469,500 $38,900 $473,600 $41,600
Mechanical $35,800 $246,500 $188,000 $134,200
Elevators/Escalators $23,700 $23,700 $23,700 $23,700

$657,700 $373,200 $701,600 $743,300Total

$128,800 $10,300 $543,800Priority A
$528,900 $309,100 $691,300 $199,500Priority B

$64,100Priority C

$657,700 $373,200 $701,600 $743,300Total

Note :       All $ estimates are in current dollars and are not escalated for potential future inflation. 
                Maintenance $ are aggregated over a ten-year period.
          **  Replacement cost estimated to be beyond ten years is not included in this report.
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DEPT. OF PARKS & RECREATION - 846
SHEA STADIUM 

Asset # : 873

Architecture
System

Component
Type

% of 
Total

Fail Date 
(Years)

Estimated Cost

Current Repair

Year 
FY

Estimated Cost

Future Replacement

Estimated Cost

Maintenance 

Cycle 
(Yrs)

Priority
Code

Exterior
Exterior Walls

* *Masonry: Brick %10 LIFE 5 $144,400 A
* *Metal Panel %60 2033 5 $394,200 A
* *Metal Coiling Doors %5 2026 3 $515,000 A
* *Pre-Cast Concrete %23 LIFE 3-5 $872,000 A
* *Weathering Steel %2 LIFE A

Windows
* *Metal Louvers %5 2029 5 $398,600 A

No Component %95 D

Parapets
* *Cast in Place Concrete %65 Now $582,600 LIFE 3 $416,000 A

Cracking/Crumbling, Extent : Moderate, Area Affected : 15%
Location : AT SEATING AREAS

Expansion Jnt Failure, Extent : Moderate, Area Affected : 25%
Location : AT SEATING AREAS

* *Metal Rail %20 2016 3 $31,000 A
* *Pre-Cast Concrete %15 Now $86,200 LIFE 3 $32,800 A

Cracking/Crumbling, Extent : Moderate, Area Affected : 15%
Location : SOUTH TERRACE ROOF

Exposed Reinforcing, Extent : Moderate, Area Affected : 10%
Location : SOUTH TERRACE ROOF

Roof
* *Cast in Place Concrete %60 Now $388,900 LIFE 5 $41,400 A

Cracking/Crumbling, Extent : Moderate, Area Affected : 15%
Location : AT SEATING AREAS

Expansion Jnt Failure, Extent : Moderate, Area Affected : 25%
Location : VARIOUS LOCATIONS TRHOUGHOUT SEATING AREAS

Water Penetration, Extent : Moderate, Area Affected : 25%
Location : OVER FIELD SEATING EREAS

* *Modified Bitumen %15 2018 A
Not Accessible %25 D

Other Observation, Extent : Moderate, Area Affected : 100%
Location : SOUTH TERRACE ROOF
Explanation : KEYS WERE NOT AVAILABLE AT TIME OF SURVEY

Interior

Note :       All $ estimates are in current dollars and are not escalated for potential future inflation. 
                Maintenance $ are aggregated over a ten-year period.
          **  Replacement cost estimated to be beyond ten years is not included in this report.
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DEPT. OF PARKS & RECREATION - 846
SHEA STADIUM 

Asset # : 873

Architecture
System

Component
Type

% of 
Total

Fail Date 
(Years)

Estimated Cost

Current Repair

Year 
FY

Estimated Cost

Future Replacement

Estimated Cost

Maintenance 

Cycle 
(Yrs)

Priority
Code

Interior
Floors

$327,400Carpet %5 2012 3 $79,700 C
* *Cast in Place Concrete %85 Now $717,300 LIFE 5 $391,800 C

Cracking/Crumbling, Extent : Moderate, Area Affected : 10%
Location : At ramps

Water Penetration, Extent : Moderate, Area Affected : 15%
Location : At ramps

* *Ceramic Tile %5 2041 5 $62,100 C
* *Vinyl Tile %5 2041 5 $13,000 C

Interior Walls
* *Ceramic Tile %5 LIFE 5 $7,500 C
* *Concr Masonry Unit %85 LIFE 5 $68,600 C
* *Gypsum Board %10 LIFE 5 $4,300 C

Ceilings
* *AcousTileSusp.Lay-In %5 2022 5 $12,100 B
* *Exposed Concrete %85 Now $1,496,500 LIFE B

Cracking/Crumbling, Extent : Moderate, Area Affected : 20%
Location : Several areas under the field seats.

Patching Evident, Extent : Moderate, Area Affected : 25%
Location : Throughout

Water Penetration, Extent : Moderate, Area Affected : 25%
Location : Several areas under the field seats.

* *Exposed Struc: Steel %8 4+ $830,900 LIFE B
Corrosion/Rusting, Extent : Moderate, Area Affected : 25%

Location : Beams at electrical room and under field level first base side.
Staining/Discoloring, Extent : Moderate, Area Affected : 20%

Location : Beams under field level first base side and electrical room.
* *Metal Panel %2 LIFE 5 $6,700 B

Electrical
System

Component
Type

% of 
Total

Fail Date 
(Years)

Estimated Cost

Current Repair

Year 
FY

Estimated Cost

Future Replacement

Estimated Cost

Maintenance 

Cycle 
(Yrs)

Priority
Code

Over 600 Volts
Transformers

* *Dry Type %20 2030 5 $21,300 B
Other Observation, Extent : Moderate, Area Affected : 100%

Explanation : 750KVA. 208/4160
$23,000Liquid Filled %80 2011 5 $85,300 B

Switchgear
$3,200Fused Disc Sw %100 2013 3-5 $59,700 B

Note :       All $ estimates are in current dollars and are not escalated for potential future inflation. 
                Maintenance $ are aggregated over a ten-year period.
          **  Replacement cost estimated to be beyond ten years is not included in this report.
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DEPT. OF PARKS & RECREATION - 846
SHEA STADIUM 

Asset # : 873

Electrical
System

Component
Type

% of 
Total

Fail Date 
(Years)

Estimated Cost

Current Repair

Year 
FY

Estimated Cost

Future Replacement

Estimated Cost

Maintenance 

Cycle 
(Yrs)

Priority
Code

Over 600 Volts
Feeders

$900Cable %100 2012 B

Raceway
$3,000Conduit %100 2013 B

Under 600 Volts
Service Equipment

* *Fused Disc Sw %100 2043 5 $76,200 B
Recent Installation, Extent : Moderate, Area Affected : 100%
Other Observation, Extent : Moderate, Area Affected : 100%

Explanation : 4000A MAIN SERVICE.
Transformers

$11,900Dry Type %100 2011 5 $106,600 B
Other Observation, Extent : Moderate, Area Affected : 100%

Explanation : VARIOUS SIZES.
Switchgear

* *Fused Disc Sw %50 2043 3-5 $23,400 B
Recent Installation, Extent : Moderate, Area Affected : 100%

$153,400Molded Case Bkrs %50 2013 3-5 $23,400 B

Raceway
$380,100Conduit %95 2013 B

* *Conduit %5 2039 B

Panelboards
$12,100Fused Disc Sw %5 2012 3 $2,200 B

$217,900Molded Case Bkrs %90 2012 3 $39,200 B
* *Molded Case Bkrs %5 2035 3 $2,900 B

Wiring
$250,200Rubber %80 2012 B

Obsolete Fixtures, Extent : Moderate, Area Affected : 100%
* *Thermoplastic %15 2023 B
* *Thermoplastic %5 2043 B

Recent Installation, Extent : Moderate, Area Affected : 100%
Motor Controllers

* *Locally Mounted %20 2030 5 $7,800 B
$320,100Locally Mounted %80 2011 5 $31,000 B

Ground
Grounding Devices

$6,400Grounding Grid %100 2006 B

Stand-by Power
Transfer Switches

* *Automatic %100 2033 3-5 $35,500 B
Recent Installation, Extent : Moderate, Area Affected : 100%

Note :       All $ estimates are in current dollars and are not escalated for potential future inflation. 
                Maintenance $ are aggregated over a ten-year period.
          **  Replacement cost estimated to be beyond ten years is not included in this report.
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DEPT. OF PARKS & RECREATION - 846
SHEA STADIUM 

Asset # : 873

Electrical
System

Component
Type

% of 
Total

Fail Date 
(Years)

Estimated Cost

Current Repair

Year 
FY

Estimated Cost

Future Replacement

Estimated Cost

Maintenance 

Cycle 
(Yrs)

Priority
Code

Stand-by Power
Generators

* *Diesel %100 2028 5 $6,500 B
Recent Installation, Extent : Moderate, Area Affected : 100%
Other Observation, Extent : Moderate, Area Affected : 100%

Explanation : 437KVA DIESEL CUMMINS GENERATOR.
Batteries

$500Lead/Acid %100 2008 B
Recent Installation, Extent : Moderate, Area Affected : 100%

Lighting
General Lighting

* *Exit %5 2021 2 $10,000 B
$246,800Fluorescent %15 2013 2 $357,000 B

* *HID %25 2021 2 $595,000 B
$251,300HID %55 2013 2 $1,309,000 B

Mechanical
System

Component
Type

% of 
Total

Fail Date 
(Years)

Estimated Cost

Current Repair

Year 
FY

Estimated Cost

Future Replacement

Estimated Cost

Maintenance 

Cycle 
(Yrs)

Priority
Code

Heating
Energy Source

* *Natural Gas %100 2033 3 $14,500 B

Conversion Equipment
* *Hot Water Boiler %20 2026 3 $73,600 B

No Component %80 D

Distribution
* *Hot Wtr Piping/Pump %100 0-2 $16,200 2029 3-4 $144,300 B

Corroded, Extent : Light, Area Affected : 5%
Terminal Devices

* *Air Handler/Cool/Ht %40 2018 4 $47,500 B
* *Convector/Radiator %50 2026 2 $294,700 B
* *Fan Coil Unit/Heat %10 2018 4 $10,400 B

Air Conditioning
Energy Source

* *Electricity %100 2029 5 $8,400 B

Conversion Equipment
* *Reciprocating Compr %20 2022 5 $248,700 B

No Component %80 D

Note :       All $ estimates are in current dollars and are not escalated for potential future inflation. 
                Maintenance $ are aggregated over a ten-year period.
          **  Replacement cost estimated to be beyond ten years is not included in this report.
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DEPT. OF PARKS & RECREATION - 846
SHEA STADIUM 

Asset # : 873

Mechanical
System

Component
Type

% of 
Total

Fail Date 
(Years)

Estimated Cost

Current Repair

Year 
FY

Estimated Cost

Future Replacement

Estimated Cost

Maintenance 

Cycle 
(Yrs)

Priority
Code

Air Conditioning
Distribution

* *Chilled Wtr Pipe/Pmp %10 0-2 $1,200 2023 3-4 $15,300 B
Corroded, Extent : Moderate, Area Affected : 10%

No Component %90 D

Terminal Devices
* *Air Handler/Cool/Ht %100 2018 4 $104,100 B

Heat Rejection
* *Air Condenser Unit %100 2022 B

Ventilation
Distribution

* *Ductwork/Diffusers %100 LIFE 2 $749,200 B

Exhaust Fans
* *Interior %30 2018 3-10 $112,900 B
* *Roof %70 2018 2-10 $316,500 B

Plumbing
H/C Water Piping

* *Single Type %100 2018 3-5 $185,700 B

HW Heat Exchanger
* *Single Type %100 2022 B

Sanitary Piping
* *Single Type %100 2033 B

Storm Drain Piping
* *Single Type %100 2033 B

Sump Pump(s)
$8,800Single Type %100 2011 4 $1,300 B

Non-Water Piping
* *Single Type %100 2033 3 $14,500 B

Note :       All $ estimates are in current dollars and are not escalated for potential future inflation. 
                Maintenance $ are aggregated over a ten-year period.
          **  Replacement cost estimated to be beyond ten years is not included in this report.
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Asset Name

Program / Asset #

Address
Borough

Areas Surveyed 

SILVER LAKE PARK  CLUBHOUSE
VICTORY BLVD & CLOVE RD VICTORY BLVD./SIL. LAKE PK. RD

Print Date :

Date of Survey

Agency's Number
Yr Built/Renovated
Project Type
Landmark Status

30-Sep-2003

PARKS

DEPT. OF PARKS & RECREATION - FY 2004

1936 / 2000

Basement, Roof, Floors 1,2
NONE10-Jan-2002

STATEN ISLAND

FY 2009 - 2014FY 2005 - 2008CAPITAL BUDGET
Exterior Architecture $77,000
Electrical $43,300

$77,000 $43,300Total 

:

:
:

:
:

:
:

:
:
:
:

PAR0085.002 / 303
Area Sq Ft 11,824

R022-02

$77,000APriority  
$43,300BPriority  

$77,000 $43,300Total

FY 2008FY 2007FY 2006FY 2005EXPENSE BUDGET
Exterior Architecture $48,100 $1,800
Interior Architecture $11,300 $2,700 $1,600
Electrical $15,100 $100 $5,900 $400
Mechanical $1,300 $3,400 $700 $2,500

$75,800 $6,200 $6,500 $6,300Total

$48,100 $1,800Priority A
$24,300 $3,500 $6,500 $2,900Priority B

$3,400 $2,700 $1,600Priority C

$75,800 $6,200 $6,500 $6,300Total

Note :       All $ estimates are in current dollars and are not escalated for potential future inflation. 
                Maintenance $ are aggregated over a ten-year period.
          **  Replacement cost estimated to be beyond ten years is not included in this report.
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DEPT. OF PARKS & RECREATION - 846
SILVER LAKE PARK CLUBHOUSE

Asset # : 303

Architecture
System

Component
Type

% of 
Total

Fail Date 
(Years)

Estimated Cost

Current Repair

Year 
FY

Estimated Cost

Future Replacement

Estimated Cost

Maintenance 

Cycle 
(Yrs)

Priority
Code

Exterior
Exterior Walls

* *Masonry: Brick %25 Now $13,400 LIFE 5 $8,000 A
Jnt Mortar Miss/Erod, Extent : Moderate, Area Affected : 50%

Location : BASEMENT WALL IN FRONT OF PATIO
Vegetation Growth, Extent : Moderate, Area Affected : 15%

Location : WALL IN FRONT OF BACKYARD
* *Masonry: Brick %70 LIFE 5 $22,500 A
* *Wood %5 Now $10,100 2023 3-5 $4,400 A

Paint Peeling, Extent : Moderate, Area Affected : 50%
Location : DORMERS AND DOORS

Split/Cracked, Extent : Moderate, Area Affected : 25%
Location : DORMERS AND DOORS

Windows
* *Wood %100 Now $77,000 2038 5 $2,600 A

Deteriorated Finish, Extent : Moderate, Area Affected : 50%
Thermally Inefficient, Extent : Moderate, Area Affected : 100%
Split/Cracked, Extent : Moderate, Area Affected : 50%

Parapets
* *Masonry: Brick %10 LIFE 3 $1,400 A

No Component %90 D

Roof
* *Granite Panels %25 Now $11,400 LIFE 5 $900 A

Vegetation Growth, Extent : Moderate, Area Affected : 15%
Location : PATIO OVER BASEMENT

Water Penetration, Extent : Moderate, Area Affected : 15%
Location : PATIO OVER BASEMENT

* *Slate %75 Now $13,300 LIFE 5 $2,500 A
Broken/Missing Elements, Extent : Moderate, Area Affected : 10%
Other Observation, Extent : Severe, Area Affected : 5%

Location : OVER RIDGE
Explanation : SHEET METAL OVER RIDGE IS LOOSE

Interior
Floors

$12,100Carpet %15 2009 3 $2,900 C
* *Cast in Place Concrete %20 LIFE 5 $1,100 C
* *Ceramic Tile %5 2041 5 $800 C
* *Panel/Paver: Cer/Brk %20 2021 5 $2,700 C
* *Vinyl Tile %30 2028 5 $1,000 C
* *Wood %10 2028 5 $2,300 C

Note :       All $ estimates are in current dollars and are not escalated for potential future inflation. 
                Maintenance $ are aggregated over a ten-year period.
          **  Replacement cost estimated to be beyond ten years is not included in this report.
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DEPT. OF PARKS & RECREATION - 846
SILVER LAKE PARK CLUBHOUSE

Asset # : 303

Architecture
System

Component
Type

% of 
Total

Fail Date 
(Years)

Estimated Cost

Current Repair

Year 
FY

Estimated Cost

Future Replacement

Estimated Cost

Maintenance 

Cycle 
(Yrs)

Priority
Code

Interior
Interior Walls

* *Cast in Place Concrete %20 2-4 $3,400 LIFE 5 $1,000 C
Water Penetration, Extent : Moderate, Area Affected : 10%

Location : BASEMENT
* *Masonry: Brick %15 LIFE 5 $900 C
* *Plaster %55 LIFE 5 $1,400 C
* *Wood %10 LIFE 5 $200 C

Ceilings
* *Exposed Concrete %15 Now $7,900 LIFE B

Cracking/Crumbling, Extent : Moderate, Area Affected : 15%
Location : BASEMENT

Exposed Reinforcing, Extent : Moderate, Area Affected : 15%
Location : BASEMENT

Water Penetration, Extent : Moderate, Area Affected : 10%
Location : BASEMENT

* *Plaster %85 LIFE 5 $2,100 B

Electrical
System

Component
Type

% of 
Total

Fail Date 
(Years)

Estimated Cost

Current Repair

Year 
FY

Estimated Cost

Future Replacement

Estimated Cost

Maintenance 

Cycle 
(Yrs)

Priority
Code

Under 600 Volts
Service Equipment

* *Molded Case Bkrs %100 2023 5 $700 B

Raceway
* *Conduit %50 2023 B

$4,100Conduit %50 2013 B

Panelboards
$3,900Fused Disc Sw %20 2012 3 $100 B

* *Fused Toggle Switch %20 2-4 $3,900 2038 3 $100 B
Other Observation, Extent : Moderate, Area Affected : 100%

Explanation : ON EXTENDED LIFE.
* *Molded Case Bkrs %20 2021 3 $100 B

$7,700Molded Case Bkrs %40 2012 3 $200 B

Wiring
* *Braided Cloth %70 2-4 $5,400 2038 B

Insulation Aged, Extent : Moderate, Area Affected : 100%
* *Thermoplastic %30 2023 B

Lighting

Note :       All $ estimates are in current dollars and are not escalated for potential future inflation. 
                Maintenance $ are aggregated over a ten-year period.
          **  Replacement cost estimated to be beyond ten years is not included in this report.
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DEPT. OF PARKS & RECREATION - 846
SILVER LAKE PARK CLUBHOUSE

Asset # : 303

Electrical
System

Component
Type

% of 
Total

Fail Date 
(Years)

Estimated Cost

Current Repair

Year 
FY

Estimated Cost

Future Replacement

Estimated Cost

Maintenance 

Cycle 
(Yrs)

Priority
Code

Lighting
General Lighting

$43,300Fluorescent %80 2013 2 $23,500 B
$10,800Incandescent %20 2013 2 $5,900 B

Mechanical
System

Component
Type

% of 
Total

Fail Date 
(Years)

Estimated Cost

Current Repair

Year 
FY

Estimated Cost

Future Replacement

Estimated Cost

Maintenance 

Cycle 
(Yrs)

Priority
Code

Heating
Energy Source

* *Natural Gas %100 2039 3 $200 B
Recent Installation, Extent : Moderate, Area Affected : 100%

Conversion Equipment
* *Steam Boiler %100 2030 3 $3,900 B

Recent Installation, Extent : Moderate, Area Affected : 100%
Distribution

* *Steam Piping/Pump %100 2023 3 $2,000 B

Terminal Devices
* *Convector/Radiator %80 2018 2 $5,800 B
* *Fan Coil Unit/Heat %20 2018 4 $300 B

Plumbing
H/C Water Piping

* *Single Type %100 2026 3-5 $2,700 B

Hot Water Heater
$2,400Single Type %100 2014 3-5 $3,200 B

Sanitary Piping
* *Single Type %100 2023 B

Storm Drain Piping
* *Single Type %100 2033 B

Sump Pump(s)
$8,800Single Type %100 2011 4 $1,300 B

Non-Water Piping
* *Single Type %100 2023 3 $200 B

Note :       All $ estimates are in current dollars and are not escalated for potential future inflation. 
                Maintenance $ are aggregated over a ten-year period.
          **  Replacement cost estimated to be beyond ten years is not included in this report.
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Asset Name

Program / Asset #

Address
Borough

Areas Surveyed 

SILVER LAKE PARK  COMFORT AND RECREATION BLDG.
VICTORY BLVD & CLOVE RD HART BLVD. & REVERE ST.

Print Date :

Date of Survey

Agency's Number
Yr Built/Renovated
Project Type
Landmark Status

30-Sep-2003

PARKS

DEPT. OF PARKS & RECREATION - FY 2004

Basement, Roof, Floors 1,2
NONE14-Jan-2002

STATEN ISLAND

CAPITAL BUDGET

Total 

:

:
:

:
:

:
:

:
:
:
:

PAR0085.04A / 601
Area Sq Ft 5,703

R022-04A

Priority  

Total

FY 2008FY 2007FY 2006FY 2005EXPENSE BUDGET
Exterior Architecture $700
Interior Architecture $1,500 $400
Electrical $2,700 $100 $2,700 $400
Mechanical $1,000 $1,600 $1,100 $2,000

$3,700 $3,800 $3,800 $2,900Total

$700Priority A
$3,700 $1,700 $3,800 $2,400Priority B

$1,500 $400Priority C

$3,700 $3,800 $3,800 $2,900Total

Note :       All $ estimates are in current dollars and are not escalated for potential future inflation. 
                Maintenance $ are aggregated over a ten-year period.
          **  Replacement cost estimated to be beyond ten years is not included in this report.
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DEPT. OF PARKS & RECREATION - 846
SILVER LAKE PARK COMFORT AND RECREATION BLDG.

Asset # : 601

Architecture
System

Component
Type

% of 
Total

Fail Date 
(Years)

Estimated Cost

Current Repair

Year 
FY

Estimated Cost

Future Replacement

Estimated Cost

Maintenance 

Cycle 
(Yrs)

Priority
Code

Exterior
Exterior Walls

* *Masonry: Brick %100 LIFE 5 $15,500 A

Windows
* *Aluminum %50 2029 5 $900 A
* *Wood %50 2021 5 $1,300 A

Roof
* *Metal Panel %2 2026 5 $200 A
* *Slate %98 LIFE 5 $1,600 A

Interior
Floors

$13,600Carpet %35 2012 3 $3,300 C
* *Ceramic Tile %10 2041 5 $700 C
* *Vinyl Tile %55 2028 5 $900 C

Interior Walls
* *Gypsum Board %25 LIFE 5 $100 C
* *Plaster %65 LIFE 5 $800 C
* *Wood %10 LIFE 5 $100 C

Ceilings
* *Gypsum Board %30 LIFE 5 $200 B
* *Plaster %65 LIFE 5 $800 B
* *Wood %5 LIFE 5 $200 B

Electrical
System

Component
Type

% of 
Total

Fail Date 
(Years)

Estimated Cost

Current Repair

Year 
FY

Estimated Cost

Future Replacement

Estimated Cost

Maintenance 

Cycle 
(Yrs)

Priority
Code

Under 600 Volts
Service Equipment

* *Fused Disc Sw %100 2023 5 $400 B

Switchgear
* *Fused Disc Sw %100 2023 3-5 $300 B

Raceway
* *Conduit %100 2023 B

Panelboards
* *Fused Disc Sw %20 2021 3 B
* *Molded Case Bkrs %80 2021 3 $200 B

Wiring
* *Thermoplastic %100 2023 B

Note :       All $ estimates are in current dollars and are not escalated for potential future inflation. 
                Maintenance $ are aggregated over a ten-year period.
          **  Replacement cost estimated to be beyond ten years is not included in this report.
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DEPT. OF PARKS & RECREATION - 846
SILVER LAKE PARK COMFORT AND RECREATION BLDG.

Asset # : 601

Electrical
System

Component
Type

% of 
Total

Fail Date 
(Years)

Estimated Cost

Current Repair

Year 
FY

Estimated Cost

Future Replacement

Estimated Cost

Maintenance 

Cycle 
(Yrs)

Priority
Code

Under 600 Volts
Motor Controllers

* *Locally Mounted %100 2018 5 $200 B

Ground
Grounding Devices

* *Metal Water Pipe %100 2018 B

Lighting
General Lighting

$100Exit %5 2013 2 $100 B
$24,800Fluorescent %95 2013 2 $13,400 B

Mechanical
System

Component
Type

% of 
Total

Fail Date 
(Years)

Estimated Cost

Current Repair

Year 
FY

Estimated Cost

Future Replacement

Estimated Cost

Maintenance 

Cycle 
(Yrs)

Priority
Code

Heating
Energy Source

* *Natural Gas %100 2033 3 $100 B

Conversion Equipment
* *Steam Boiler %100 2026 3 $2,500 B

Distribution
* *Steam Piping/Pump %100 2033 3 $700 B

Terminal Devices
* *Air Handler %45 2018 B
* *Convector/Radiator %45 2026 2 $1,600 B
* *Fan Coil Unit/Heat %10 2018 4 $100 B

Air Conditioning
Energy Source

* *Electricity %100 2029 5 $100 B

Conversion Equipment
$32,300Int Pkg Unit - Cool %50 2014 B

No Component %50 D

Ventilation
Distribution

* *Ductwork/Diffusers %100 LIFE 2 $4,500 B

Exhaust Fans
* *Interior %100 2018 3-10 $2,200 B

Plumbing
H/C Water Piping

* *Single Type %100 2026 3-5 $1,300 B

Note :       All $ estimates are in current dollars and are not escalated for potential future inflation. 
                Maintenance $ are aggregated over a ten-year period.
          **  Replacement cost estimated to be beyond ten years is not included in this report.
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DEPT. OF PARKS & RECREATION - 846
SILVER LAKE PARK COMFORT AND RECREATION BLDG.

Asset # : 601

Mechanical
System

Component
Type

% of 
Total

Fail Date 
(Years)

Estimated Cost

Current Repair

Year 
FY

Estimated Cost

Future Replacement

Estimated Cost

Maintenance 

Cycle 
(Yrs)

Priority
Code

Plumbing
Hot Water Heater

$1,200Single Type %100 2014 3-5 $1,500 B

Sanitary Piping
* *Single Type %100 2033 B

Non-Water Piping
* *Single Type %100 2033 3 $100 B

Note :       All $ estimates are in current dollars and are not escalated for potential future inflation. 
                Maintenance $ are aggregated over a ten-year period.
          **  Replacement cost estimated to be beyond ten years is not included in this report.
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Asset Name

Program / Asset #

Address
Borough

Areas Surveyed 

SILVER LAKE PARK  GARAGE
VICTORY BLVD & CLOVE RD CHESHIRE PL. (OFF VICTORY BLVD)

Print Date :

Date of Survey

Agency's Number
Yr Built/Renovated
Project Type
Landmark Status

30-Sep-2003

PARKS

DEPT. OF PARKS & RECREATION - FY 2004

Floors 1,ATT
NONE16-May-2002

STATEN ISLAND

FY 2009 - 2014FY 2005 - 2008CAPITAL BUDGET
Exterior Architecture $79,800

$79,800Total 

:

:
:

:
:

:
:

:
:
:
:

PAR0085.014 / 2681
Area Sq Ft 1,802

R022-14

$79,800APriority  

$79,800Total

FY 2008FY 2007FY 2006FY 2005EXPENSE BUDGET
Exterior Architecture $1,700 $5,500
Interior Architecture $300

$1,700 $300 $5,500Total

$1,700 $5,500Priority A
Priority B

$300Priority C

$1,700 $300 $5,500Total

Note :       All $ estimates are in current dollars and are not escalated for potential future inflation. 
                Maintenance $ are aggregated over a ten-year period.
          **  Replacement cost estimated to be beyond ten years is not included in this report.



Page : 626

DEPT. OF PARKS & RECREATION - 846
SILVER LAKE PARK GARAGE

Asset # : 2681

Architecture
System

Component
Type

% of 
Total

Fail Date 
(Years)

Estimated Cost

Current Repair

Year 
FY

Estimated Cost

Future Replacement

Estimated Cost

Maintenance 

Cycle 
(Yrs)

Priority
Code

Exterior
Exterior Walls

* *Concr Masonry Unit %50 LIFE 3-5 $9,900 A
* *Wood %50 Now $43,300 2033 3-5 $9,400 A

Broken/Missing Elements, Extent : Severe, Area Affected : 40%
Location : Throughout

Dry Rot/Decay, Extent : Severe, Area Affected : 30%
Location : Throughout

Punct/Tear/Impct Dmg, Extent : Severe, Area Affected : 15%
Location : Throughout

Other Observation, Extent : Severe, Area Affected : 5%
Location : South Facade
Explanation : FIRE DAMAGE LIGHT 5%

Windows
* *Wood %100 Now $1,700 2038 5 $100 A

Broken/Missing Elements, Extent : Severe, Area Affected : 60%
Location : Throughout

Dry Rot/Decay, Extent : Severe, Area Affected : 60%
Location : Throughout

Unit Inoperable, Extent : Severe, Area Affected : 80%
Location : Throughout

Roof
* *Slate %100 Now $36,500 LIFE 5 $1,400 A

Broken/Missing Elements, Extent : Severe, Area Affected : 50%
Location : Throughout

Gut/DS Non Func/Miss, Extent : Severe, Area Affected : 100%
Location : Throughout

Punct/Tear/Impct Dmg, Extent : Severe, Area Affected : 10%
Location : Throughout

Water Penetration, Extent : Severe, Area Affected : 10%
Location : Throughout

Interior
Floors

* *Cast in Place Concrete %80 LIFE 5 $700 C
* *Wood %20 2016 5 $700 C

Interior Walls
* *Plaster %30 LIFE 5 C

No Component %70 D

Ceilings
* *Exposed Struc: Wood %70 LIFE B

Water Penetration, Extent : Moderate, Area Affected : 10%
Location : Throughout

* *Plaster %30 LIFE 5 $100 B

Note :       All $ estimates are in current dollars and are not escalated for potential future inflation. 
                Maintenance $ are aggregated over a ten-year period.
          **  Replacement cost estimated to be beyond ten years is not included in this report.
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Asset Name

Program / Asset #

Address
Borough

Areas Surveyed 

SILVER LAKE PARK  GREENHOUSE BLDG.
VICTORY BLVD & CLOVE RD VICTORY BLVD./SIL. LAKE PK. RD

Print Date :

Date of Survey

Agency's Number
Yr Built/Renovated
Project Type
Landmark Status

30-Sep-2003

PARKS

DEPT. OF PARKS & RECREATION - FY 2004

1936 / 2000

Basement, Roof, Floors 1
NONE10-Jan-2002

STATEN ISLAND

FY 2009 - 2014FY 2005 - 2008CAPITAL BUDGET
Exterior Architecture $260,700

$260,700Total 

:

:
:

:
:

:
:

:
:
:
:

PAR0085.010 / 304
Area Sq Ft 7,572

R022-10

$260,700APriority  

$260,700Total

FY 2008FY 2007FY 2006FY 2005EXPENSE BUDGET
Exterior Architecture $16,100 $17,200
Interior Architecture $19,700 $200
Electrical $3,900 $100 $3,900 $400
Mechanical $700 $3,200 $1,300

$40,500 $3,300 $3,900 $19,000Total

$16,100 $17,200Priority A
$17,000 $3,300 $3,900 $1,700Priority B

$7,400 $200Priority C

$40,500 $3,300 $3,900 $19,000Total

Note :       All $ estimates are in current dollars and are not escalated for potential future inflation. 
                Maintenance $ are aggregated over a ten-year period.
          **  Replacement cost estimated to be beyond ten years is not included in this report.
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DEPT. OF PARKS & RECREATION - 846
SILVER LAKE PARK GREENHOUSE BLDG.

Asset # : 304

Architecture
System

Component
Type

% of 
Total

Fail Date 
(Years)

Estimated Cost

Current Repair

Year 
FY

Estimated Cost

Future Replacement

Estimated Cost

Maintenance 

Cycle 
(Yrs)

Priority
Code

Exterior
Exterior Walls

* *Cast in Place Concrete %40 Now $39,300 LIFE 5 $4,300 A
Cracking/Crumbling, Extent : Moderate, Area Affected : 20%
Diagonal Cracks, Extent : Moderate, Area Affected : 20%
Misaligned/Bulging, Extent : Moderate, Area Affected : 10%

Location : AT SOUTHWEST CORNER
Vegetation Growth, Extent : Moderate, Area Affected : 20%

* *Masonry: Brick %10 Now $5,100 LIFE 5 $3,100 A
Diagonal Cracks, Extent : Moderate, Area Affected : 5%

Location : North Facade
Rusting Masonry Supt, Extent : Moderate, Area Affected : 10%

Location : North Facade
* *Window Wall %50 Now $83,700 2018 6 $5,600 A

Glazing Broken/Cracked, Extent : Moderate, Area Affected : 15%
Glazing Clouded, Extent : Moderate, Area Affected : 25%
Paint Peeling, Extent : Moderate, Area Affected : 50%

Location : WOOD FRAMING
Other Observation, Extent : Moderate, Area Affected : 35%

Location : WOOD FRAMING
Explanation : SPLIT DRY CRACKED

Windows
* *Metal Louvers %80 Now $6,100 2029 5 $8,000 A

Bent/Warped Elements, Extent : Moderate, Area Affected : 20%
Location : BASEMENT

Corrosion/Rusting, Extent : Severe, Area Affected : 25%
Location : BASEMENT

Water Penetration, Extent : Moderate, Area Affected : 10%
Location : BASEMENT

* *Wood %20 Now $4,800 2038 5 $200 A
Deteriorated Finish, Extent : Moderate, Area Affected : 50%
Thermally Inefficient, Extent : Moderate, Area Affected : 100%
Split/Cracked, Extent : Moderate, Area Affected : 50%

Roof
* *Slate %15 LIFE 5 $900 A
* *Sloped Glazing %85 Now $137,700 LIFE 3 $51,600 A

Glazing Broken/Cracked, Extent : Moderate, Area Affected : 15%
Glazing Clouded, Extent : Moderate, Area Affected : 15%
Caulking Deteriorated, Extent : Moderate, Area Affected : 35%

Location : WOOD FRAMING
Other Observation, Extent : Moderate, Area Affected : 25%

Location : WOOD FRAMING
Explanation : SPLIT CRACKED

Interior

Note :       All $ estimates are in current dollars and are not escalated for potential future inflation. 
                Maintenance $ are aggregated over a ten-year period.
          **  Replacement cost estimated to be beyond ten years is not included in this report.
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DEPT. OF PARKS & RECREATION - 846
SILVER LAKE PARK GREENHOUSE BLDG.

Asset # : 304

Architecture
System

Component
Type

% of 
Total

Fail Date 
(Years)

Estimated Cost

Current Repair

Year 
FY

Estimated Cost

Future Replacement

Estimated Cost

Maintenance 

Cycle 
(Yrs)

Priority
Code

Interior
Floors

* *Cast in Place Concrete %85 LIFE 5 $3,200 C
* *Vinyl Tile %15 2028 5 $300 C

Interior Walls
* *Cast in Place Concrete %50 Now $7,400 LIFE 5 $400 C

Cracking/Crumbling, Extent : Moderate, Area Affected : 25%
* *Plaster %15 LIFE 5 $100 C

No Component %35 D

Ceilings
* *Exposed Concrete %35 Now $12,300 LIFE B

Cracking/Crumbling, Extent : Moderate, Area Affected : 10%
Location : BASEMENT

Exposed Reinforcing, Extent : Moderate, Area Affected : 10%
Location : BASEMENT

Water Penetration, Extent : Moderate, Area Affected : 10%
Location : BASEMENT

* *Plaster %15 LIFE 5 $200 B
No Component %50 D

Electrical
System

Component
Type

% of 
Total

Fail Date 
(Years)

Estimated Cost

Current Repair

Year 
FY

Estimated Cost

Future Replacement

Estimated Cost

Maintenance 

Cycle 
(Yrs)

Priority
Code

Under 600 Volts
Service Equipment

* *Molded Case Bkrs %100 2033 5 $500 B

Raceway
* *Conduit %100 2023 B

Panelboards
* *Fused Disc Sw %50 2021 3 $200 B
* *Molded Case Bkrs %50 2021 3 $200 B

Wiring
* *Thermoplastic %100 2023 B

Motor Controllers
* *Locally Mounted %100 2018 5 $300 B

Ground
Grounding Devices

Not Accessible %100 D
Other Observation, Extent : Moderate, Area Affected : 100%

Explanation : COVERED WITH INSULATION.
Lighting

Note :       All $ estimates are in current dollars and are not escalated for potential future inflation. 
                Maintenance $ are aggregated over a ten-year period.
          **  Replacement cost estimated to be beyond ten years is not included in this report.
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DEPT. OF PARKS & RECREATION - 846
SILVER LAKE PARK GREENHOUSE BLDG.

Asset # : 304

Electrical
System

Component
Type

% of 
Total

Fail Date 
(Years)

Estimated Cost

Current Repair

Year 
FY

Estimated Cost

Future Replacement

Estimated Cost

Maintenance 

Cycle 
(Yrs)

Priority
Code

Lighting
General Lighting

$4,400Fluorescent %30 2013 2 $5,900 B
$10,300Incandescent %70 2013 2 $13,700 B

Mechanical
System

Component
Type

% of 
Total

Fail Date 
(Years)

Estimated Cost

Current Repair

Year 
FY

Estimated Cost

Future Replacement

Estimated Cost

Maintenance 

Cycle 
(Yrs)

Priority
Code

Heating
Energy Source

* *Fuel Oil %10 2039 4 B
Recent Installation, Extent : Moderate, Area Affected : 100%

* *Natural Gas %90 2039 3 $100 B
Recent Installation, Extent : Moderate, Area Affected : 100%

Conversion Equipment
* *Hot Water Boiler %100 2030 3 $2,300 B

Recent Installation, Extent : Moderate, Area Affected : 100%
Distribution

* *Hot Wtr Piping/Pump %100 2021 3-4 $1,700 B

Terminal Devices
* *Convector/Radiator %100 2018 2 $4,900 B

Ventilation
Exhaust Fans

$10,500Wall Unit %100 2013 B

Plumbing
H/C Water Piping

* *Single Type %100 2018 3-5 $1,500 B

Hot Water Heater
$1,600Single Type %100 2014 3-5 $2,100 B

HW Heat Exchanger
* *Single Type %100 2026 B

Recent Installation, Extent : Moderate, Area Affected : 100%
Sanitary Piping

* *Single Type %100 2023 B

Storm Drain Piping
* *Single Type %100 2023 B

Sump Pump(s)
$8,800Single Type %100 2014 4 $2,000 B

Note :       All $ estimates are in current dollars and are not escalated for potential future inflation. 
                Maintenance $ are aggregated over a ten-year period.
          **  Replacement cost estimated to be beyond ten years is not included in this report.
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Asset Name

Program / Asset #

Address
Borough

Areas Surveyed 

SILVER LAKE PARK  STORAGE BUILDING
VICTORY BLVD & CLOVE RD UNIVERSITY PL. (OFF FOREST AVE)

Print Date :

Date of Survey

Agency's Number
Yr Built/Renovated
Project Type
Landmark Status

30-Sep-2003

PARKS

DEPT. OF PARKS & RECREATION - FY 2004

Roof, Floors 1
NONE10-Jan-2002

STATEN ISLAND

CAPITAL BUDGET

Total 

:

:
:

:
:

:
:

:
:
:
:

PAR0085.015 / 305
Area Sq Ft 800

R022-15

Priority  

Total

FY 2008FY 2007FY 2006FY 2005EXPENSE BUDGET
Exterior Architecture $50,600 $500
Interior Architecture $13,700

$64,300 $500Total

$50,600 $500Priority A
$13,700Priority C

$64,300 $500Total

Note :       All $ estimates are in current dollars and are not escalated for potential future inflation. 
                Maintenance $ are aggregated over a ten-year period.
          **  Replacement cost estimated to be beyond ten years is not included in this report.
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DEPT. OF PARKS & RECREATION - 846
SILVER LAKE PARK STORAGE BUILDING

Asset # : 305

Architecture
System

Component
Type

% of 
Total

Fail Date 
(Years)

Estimated Cost

Current Repair

Year 
FY

Estimated Cost

Future Replacement

Estimated Cost

Maintenance 

Cycle 
(Yrs)

Priority
Code

Exterior
Exterior Walls

* *Masonry: Brick %80 Now $8,200 LIFE 5 $2,500 A
Horizontal Cracks, Extent : Moderate, Area Affected : 25%
Horizontal Cracks, Extent : Severe, Area Affected : 20%

Location : East Facade
* *Wood %20 Now $7,700 2033 3-5 $1,700 A

Broken/Missing Elements, Extent : Severe, Area Affected : 25%
Location : South Facade

Dry Rot/Decay, Extent : Moderate, Area Affected : 20%
Location : South Facade

Split/Cracked, Extent : Severe, Area Affected : 35%
Location : South Facade,South Facade

Roof
* *Wood Shingles %100 Now $34,800 2028 5 $400 A

Broken/Missing Elements, Extent : Severe, Area Affected : 25%
Location : THROUGHOUT

Dry Rot/Decay, Extent : Severe, Area Affected : 35%
Location : THROUGHOUT

Water Penetration, Extent : Severe, Area Affected : 35%
Location : THROUGHOUT

Interior
Floors

* *Cast in Place Concrete %100 Now $13,700 LIFE 5 $400 C
Broken/Missing Elements, Extent : Severe, Area Affected : 35%

Location : STORAGE ROOMS
Deflection Evident, Extent : Severe, Area Affected : 50%

Location : STORAGE ROOMS
Water Penetration, Extent : Severe, Area Affected : 25%

Location : STORAGE ROOMS
Interior Walls

Not Accessible %100 D

Ceilings
Not Accessible %100 D

Note :       All $ estimates are in current dollars and are not escalated for potential future inflation. 
                Maintenance $ are aggregated over a ten-year period.
          **  Replacement cost estimated to be beyond ten years is not included in this report.
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Asset Name

Program / Asset #

Address
Borough

Areas Surveyed 

SILVER LAKE PARK  STORAGE BUILDING
VICTORY BLVD & CLOVE RD CHESHIRE PL. (OFF VICTORY BLVD)

Print Date :

Date of Survey

Agency's Number
Yr Built/Renovated
Project Type
Landmark Status

30-Sep-2003

PARKS

DEPT. OF PARKS & RECREATION - FY 2004

Floors 1
NONE16-May-2002

STATEN ISLAND

CAPITAL BUDGET

Total 

:

:
:

:
:

:
:

:
:
:
:

PAR0085.N01 / 656
Area Sq Ft 210

N/A

Priority  

Total

FY 2008FY 2007FY 2006FY 2005EXPENSE BUDGET
Exterior Architecture $4,700 $1,300
Interior Architecture $4,300

$9,000 $1,300Total

$4,700 $1,300Priority A
$4,300Priority B

Priority C

$9,000 $1,300Total

Note :       All $ estimates are in current dollars and are not escalated for potential future inflation. 
                Maintenance $ are aggregated over a ten-year period.
          **  Replacement cost estimated to be beyond ten years is not included in this report.
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DEPT. OF PARKS & RECREATION - 846
SILVER LAKE PARK STORAGE BUILDING

Asset # : 656

Architecture
System

Component
Type

% of 
Total

Fail Date 
(Years)

Estimated Cost

Current Repair

Year 
FY

Estimated Cost

Future Replacement

Estimated Cost

Maintenance 

Cycle 
(Yrs)

Priority
Code

Exterior
Exterior Walls

* *Masonry: Granite %100 LIFE 3-5 $4,500 A

Windows
* *Wood %100 Now $2,800 2038 5 $100 A

Broken/Missing Elements, Extent : Severe, Area Affected : 100%
Location : Throughout

Roof
* *Asphalt Shingle %100 Now $1,800 2028 5 $100 A

Broken/Missing Elements, Extent : Severe, Area Affected : 25%
Location : Throughout

Water Penetration, Extent : Severe, Area Affected : 25%
Location : Throughout

Worn/Eroded, Extent : Severe, Area Affected : 100%
Location : Throughout

Interior
Floors

* *Cast in Place Concrete %100 LIFE 5 $100 C

Ceilings
* *Exposed Struc: Wood %100 Now $4,300 LIFE B

Water Penetration, Extent : Severe, Area Affected : 100%
Location : DORMER

Note :       All $ estimates are in current dollars and are not escalated for potential future inflation. 
                Maintenance $ are aggregated over a ten-year period.
          **  Replacement cost estimated to be beyond ten years is not included in this report.
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Asset Name

Program / Asset #

Address
Borough

Areas Surveyed 

SOUTH SHORE COUNTRY CLUB  CLUBHOUSE/RESTAURANT
200 HUGUENOT AVENUE RAILY ST. & HUGUENOT AVE.

Print Date :

Date of Survey

Agency's Number
Yr Built/Renovated
Project Type
Landmark Status

30-Sep-2003

PARKS

DEPT. OF PARKS & RECREATION - FY 2004

Basement, Roof, Floors 1,2
NONE15-Apr-2002

STATEN ISLAND

FY 2009 - 2014FY 2005 - 2008CAPITAL BUDGET
Exterior Architecture $61,700 $35,900
Interior Architecture $81,000
Mechanical $125,100

$61,700 $242,000Total 

:

:
:

:
:

:
:

:
:
:
:

PAR0091.002 / 595
Area Sq Ft 26,388

R104-02

$61,700 $35,900APriority  
$125,100BPriority  

$81,000CPriority  

$61,700 $242,000Total

FY 2008FY 2007FY 2006FY 2005EXPENSE BUDGET
Exterior Architecture $96,700 $16,500 $1,700 $25,600
Interior Architecture $44,600 $15,400
Electrical $12,700 $12,800
Mechanical $6,000 $6,000 $18,000 $8,000

$147,300 $50,600 $19,700 $46,300Total

$96,700 $16,500 $1,700 $25,600Priority A
$21,700 $20,100 $18,000 $20,700Priority B
$28,900 $13,900Priority C

$147,300 $50,600 $19,700 $46,300Total

Note :       All $ estimates are in current dollars and are not escalated for potential future inflation. 
                Maintenance $ are aggregated over a ten-year period.
          **  Replacement cost estimated to be beyond ten years is not included in this report.
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DEPT. OF PARKS & RECREATION - 846
SOUTH SHORE COUNTRY CLUB CLUBHOUSE/RESTAURANT

Asset # : 595

Architecture
System

Component
Type

% of 
Total

Fail Date 
(Years)

Estimated Cost

Current Repair

Year 
FY

Estimated Cost

Future Replacement

Estimated Cost

Maintenance 

Cycle 
(Yrs)

Priority
Code

Exterior
Exterior Walls

* *Aluminum %20 2033 3 $32,500 A
Other Observation, Extent : Moderate, Area Affected : 20%

Explanation : RESIDENTIAL TYPE ALUMINUM AND VINYL SIDING
* *Masonry: Brick %50 Now $29,900 LIFE 5 $35,900 A

Horizontal Cracks, Extent : Moderate, Area Affected : 10%
Location : PRO SHOP WING EAST AND WEST SIDE AND RESTAURANT ROTUNDA

Jnt Mortar Miss/Erod, Extent : Severe, Area Affected : 30%
Location : PRO SHOP WING

Water Penetration, Extent : Severe, Area Affected : 15%
Location : PRO SHOP, WEST SIDE WALL

* *Wood %30 2023 3-5 $82,700 A

Windows
* *Aluminum %100 2029 5 $8,200 A

Recent Replace Evident, Extent : Moderate, Area Affected : 100%
Location : Throughout

Parapets
* *Metal Rail %25 2022 3 $1,900 A
* *Wood %25 2033 3-5 $13,200 A

Recent Repair Evident, Extent : Moderate, Area Affected : 70%
Location : OVER RESTAURANT ROTUNDA

* *Wood Cornice %50 Now $61,700 2033 4 $1,200 A
Deteriorated Finish, Extent : Severe, Area Affected : 100%

Location : Throughout
Dry Rot/Decay, Extent : Severe, Area Affected : 50%

Location : PRO SHOP WING, EAST AND WEST SIDE
Split/Cracked, Extent : Moderate, Area Affected : 60%

Location : PRO SHOP WING

Note :       All $ estimates are in current dollars and are not escalated for potential future inflation. 
                Maintenance $ are aggregated over a ten-year period.
          **  Replacement cost estimated to be beyond ten years is not included in this report.
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DEPT. OF PARKS & RECREATION - 846
SOUTH SHORE COUNTRY CLUB CLUBHOUSE/RESTAURANT

Asset # : 595

Architecture
System

Component
Type

% of 
Total

Fail Date 
(Years)

Estimated Cost

Current Repair

Year 
FY

Estimated Cost

Future Replacement

Estimated Cost

Maintenance 

Cycle 
(Yrs)

Priority
Code

Exterior
Roof

* *Asphalt Shingle %20 2022 5 $2,100 A
* *Cement-Fiber Panel %15 Now $26,600 2028 5 $1,200 A

Broken/Missing Elements, Extent : Moderate, Area Affected : 15%
Location : PRO SHOP WING

Cracking/Crumbling, Extent : Moderate, Area Affected : 20%
Location : PRO SHOP WING

Gut/DS Non Func/Miss, Extent : Severe, Area Affected : 30%
Location : PRO SHOP WING

* *Roll Roofing %25 Now $23,000 2023 A
Patching Evident, Extent : Moderate, Area Affected : 10%
Ridging, Extent : Moderate, Area Affected : 20%
Seams Open/Split, Extent : Moderate, Area Affected : 10%
Water Penetration, Extent : Moderate, Area Affected : 5%
Worn/Eroded, Extent : Moderate, Area Affected : 25%

Location : FIRST FLOOR DINING AREA
* *Spray-on Foam %40 2016 5 $4,400 A

Interior
Floors

$18,000Carpet %10 2009 3 $4,400 C
$63,000Carpet %35 2012 3 $15,300 C

* *Cast in Place Concrete %10 LIFE 5 $1,300 C
* *Ceramic Tile %5 2041 5 $1,700 C
* *Quarry Tile %10 2026 5 $2,900 C
* *Wood %10 Now $12,900 2041 5 $2,500 C

Deteriorated Finish, Extent : Moderate, Area Affected : 35%
Split/Cracked, Extent : Moderate, Area Affected : 20%
Worn/Eroded, Extent : Moderate, Area Affected : 30%

Location : PRO SHOP LOCKER ROOM
* *Wood %20 2041 5 $10,100 C

Interior Walls
* *Gypsum Board %30 LIFE 5 $700 C
* *Masonry: Brick %5 LIFE 5 $700 C
* *Plaster %50 LIFE 5 $2,900 C
* *Plaster %15 Now $16,000 LIFE 5 $900 C

Broken/Missing Elements, Extent : Severe, Area Affected : 15%
Location : GARAGE UNDER PRO SHOP

Water Penetration, Extent : Severe, Area Affected : 25%
Location : GARAGE UNDER PRO SHOP

Note :       All $ estimates are in current dollars and are not escalated for potential future inflation. 
                Maintenance $ are aggregated over a ten-year period.
          **  Replacement cost estimated to be beyond ten years is not included in this report.
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DEPT. OF PARKS & RECREATION - 846
SOUTH SHORE COUNTRY CLUB CLUBHOUSE/RESTAURANT

Asset # : 595

Architecture
System

Component
Type

% of 
Total

Fail Date 
(Years)

Estimated Cost

Current Repair

Year 
FY

Estimated Cost

Future Replacement

Estimated Cost

Maintenance 

Cycle 
(Yrs)

Priority
Code

Interior
Ceilings

* *AcousTileSusp.Lay-In %35 2016 5 $2,800 B
* *Exposed Concrete %10 LIFE B
* *Gypsum Board %25 LIFE 5 $900 B
* *Plaster %30 Now $15,700 LIFE 5 $1,700 B

Broken/Missing Elements, Extent : Moderate, Area Affected : 10%
Water Penetration, Extent : Moderate, Area Affected : 15%

Location : LOCKER ROOM AND GARAGE IN PRO SHOP WING

Electrical
System

Component
Type

% of 
Total

Fail Date 
(Years)

Estimated Cost

Current Repair

Year 
FY

Estimated Cost

Future Replacement

Estimated Cost

Maintenance 

Cycle 
(Yrs)

Priority
Code

Under 600 Volts
Service Equipment

$1,000Fused Disc Sw %40 2013 5 $800 B
$1,600Molded Case Bkrs %60 2013 5 $1,000 B

Raceway
$20,900Conduit %100 2013 B

Panelboards
$19,400Molded Case Bkrs %100 2012 3 $1,100 B

Wiring
$22,400Thermoplastic %100 2013 B

Motor Controllers
$13,300Locally Mounted %100 2011 5 $1,000 B

Ground
Grounding Devices

$6,400Metal Water Pipe %100 2011 B
Corroded, Extent : Moderate, Area Affected : 50%

Lighting
General Lighting

* *Emergency %5 2018 2 $300 B
* *Exit %5 2018 2 $300 B
* *Fluorescent %15 2018 2 $9,800 B
* *HID %5 2018 2 $3,300 B
* *Incandescent %70 2018 2 $45,800 B

Other Observation, Extent : Light, Area Affected : 100%
Explanation : PENDANT MOUNTED DECORATIVE FIXTURES THROUGHOUT 
RESTAURAUNT AREAS.

Note :       All $ estimates are in current dollars and are not escalated for potential future inflation. 
                Maintenance $ are aggregated over a ten-year period.
          **  Replacement cost estimated to be beyond ten years is not included in this report.
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DEPT. OF PARKS & RECREATION - 846
SOUTH SHORE COUNTRY CLUB CLUBHOUSE/RESTAURANT

Asset # : 595

Mechanical
System

Component
Type

% of 
Total

Fail Date 
(Years)

Estimated Cost

Current Repair

Year 
FY

Estimated Cost

Future Replacement

Estimated Cost

Maintenance 

Cycle 
(Yrs)

Priority
Code

Heating
Energy Source

* *Natural Gas %100 2033 3 $400 B

Conversion Equipment
$74,700Unit Heater-Dir Fired %100 2011 3 $10,300 B

Distribution
* *Steam Piping/Pump %100 2023 3 $4,400 B

Terminal Devices
* *Convector/Radiator %100 2018 2 $16,200 B

Air Conditioning
Energy Source

* *Electricity %100 2021 5 $200 B

Conversion Equipment
* *Ext Pkg - Cool/Ht %100 2016 B

Ventilation
Distribution

* *Ductwork/Diffusers %100 LIFE 2 $20,600 B

Exhaust Fans
$18,500Roof %100 2013 2-10 $12,400 B

Plumbing
H/C Water Piping

* *Single Type %100 2018 3-5 $5,100 B

Hot Water Heater
$5,400Single Type %100 2011 3-5 $6,400 B

Sanitary Piping
$50,400Single Type %100 2013 B

Storm Drain Piping
$32,400Single Type %100 2013 B

Sump Pump(s)
$8,800Single Type %100 2007 4 $1,300 B

Non-Water Piping
* *Single Type %100 2033 3 $400 B

Note :       All $ estimates are in current dollars and are not escalated for potential future inflation. 
                Maintenance $ are aggregated over a ten-year period.
          **  Replacement cost estimated to be beyond ten years is not included in this report.
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Asset Name

Program / Asset #

Address
Borough

Areas Surveyed 

ST JAMES PARK  COMFORT & RECREATION BLDG.
JEROME AVE, E.191 ST TO E.193 ST E. 192ND ST. & JEROME AVE.

Print Date :

Date of Survey

Agency's Number
Yr Built/Renovated
Project Type
Landmark Status

30-Sep-2003

PARKS

DEPT. OF PARKS & RECREATION - FY 2004

1935 / 2002

Basement, Roof, Floors 1
NONE25-Feb-2002

BRONX

FY 2009 - 2014FY 2005 - 2008CAPITAL BUDGET
Exterior Architecture $131,300

$131,300Total 

:

:
:

:
:

:
:

:
:
:
:

PAR0074.02A / 231
Area Sq Ft 4,759

X044-02A

$131,300APriority  

$131,300Total

FY 2008FY 2007FY 2006FY 2005EXPENSE BUDGET
Exterior Architecture $49,700
Interior Architecture $17,200 $5,500
Electrical $1,900 $1,400 $600 $6,000
Mechanical $100 $100 $100

$69,000 $7,000 $600 $6,100Total

$49,700Priority A
$6,600 $1,500 $600 $6,100Priority B

$12,700 $5,500Priority C

$69,000 $7,000 $600 $6,100Total

Note :       All $ estimates are in current dollars and are not escalated for potential future inflation. 
                Maintenance $ are aggregated over a ten-year period.
          **  Replacement cost estimated to be beyond ten years is not included in this report.
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DEPT. OF PARKS & RECREATION - 846
ST JAMES PARK COMFORT & RECREATION BLDG.

Asset # : 231

Architecture
System

Component
Type

% of 
Total

Fail Date 
(Years)

Estimated Cost

Current Repair

Year 
FY

Estimated Cost

Future Replacement

Estimated Cost

Maintenance 

Cycle 
(Yrs)

Priority
Code

Exterior
Exterior Walls

* *Cast in Place Concrete %20 Now $18,900 LIFE 5 $2,100 A
Cracking/Crumbling, Extent : Moderate, Area Affected : 20%

Location : East Facade,West Facade
Loose/Delam Surface, Extent : Moderate, Area Affected : 15%

Location : East Facade,West Facade
* *Masonry: Brick %80 Now $39,400 LIFE 5 $23,600 A

Horizontal Cracks, Extent : Moderate, Area Affected : 5%
Location : West Facade,South Facade

Vertical Cracks, Extent : Moderate, Area Affected : 5%
Location : West Facade,South Facade

Water Penetration, Extent : Moderate, Area Affected : 15%
Location : West Facade

Windows
* *Steel %100 Now $91,800 2028 5 $2,400 A

Air Infiltration, Extent : Moderate, Area Affected : 25%
Corrosion/Rusting, Extent : Moderate, Area Affected : 25%
Thermally Inefficient, Extent : Moderate, Area Affected : 100%
Unit Inoperable, Extent : Moderate, Area Affected : 50%

Roof
* *Built-Up (BUR) %40 Now $22,300 2023 A

Blisters, Extent : Moderate, Area Affected : 25%
Water Penetration, Extent : Moderate, Area Affected : 15%

Location : THROUGHOUT
Worn/Eroded, Extent : Moderate, Area Affected : 100%

* *Metal Panel %60 Now $8,400 2018 5 $5,500 A
Gut/DS Non Func/Miss, Extent : Moderate, Area Affected : 50%
Water Penetration, Extent : Moderate, Area Affected : 15%

Location : AT OFFICE
Interior

Floors
$3,900Carpet %15 2006 3 $900 C

* *Cast in Place Concrete %5 Now $3,300 LIFE 5 $100 C
Broken/Missing Elements, Extent : Severe, Area Affected : 100%

Location : STAIR TO BASEMENT
Other Observation, Extent : Moderate, Area Affected : 50%

Location : STAIR TO BASEMENT
Explanation : SECTION OF CONCRETE STAIR REPLACED WITH WOOD PLATFORM

* *Ceramic Tile %55 2041 5 $2,700 C
* *Terrazzo %25 LIFE 8 $1,000 C

Note :       All $ estimates are in current dollars and are not escalated for potential future inflation. 
                Maintenance $ are aggregated over a ten-year period.
          **  Replacement cost estimated to be beyond ten years is not included in this report.
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DEPT. OF PARKS & RECREATION - 846
ST JAMES PARK COMFORT & RECREATION BLDG.

Asset # : 231

Architecture
System

Component
Type

% of 
Total

Fail Date 
(Years)

Estimated Cost

Current Repair

Year 
FY

Estimated Cost

Future Replacement

Estimated Cost

Maintenance 

Cycle 
(Yrs)

Priority
Code

Interior
Interior Walls

* *Masonry: Brick %15 LIFE 5 $800 C
* *Plaster %15 Now $9,400 LIFE 5 $300 C

Broken/Missing Elements, Extent : Moderate, Area Affected : 25%
Location : AT STAIRS TO BASEMENT

Water Penetration, Extent : Severe, Area Affected : 20%
Location : STAIRS TO BASEMENT

* *Plaster %25 LIFE 5 $600 C
* *SGFT/Glazed Masonry %45 LIFE C

Ceilings
* *AcousTileSusp.Lay-In %20 Now $1,200 2016 5 $100 B

Broken/Missing Elements, Extent : Moderate, Area Affected : 15%
Location : OFFICE

Water Penetration, Extent : Moderate, Area Affected : 10%
Location : OFFICE

* *Plaster %15 Now $3,400 LIFE 5 $100 B
Broken/Missing Elements, Extent : Severe, Area Affected : 20%

Location : ABOVE STAIRS TO BASEMENT AND BOILER ROOM
Water Penetration, Extent : Severe, Area Affected : 20%

Location : ABOVE STAIRS TO BASEMENT
* *Plaster %65 LIFE 5 $500 B

Electrical
System

Component
Type

% of 
Total

Fail Date 
(Years)

Estimated Cost

Current Repair

Year 
FY

Estimated Cost

Future Replacement

Estimated Cost

Maintenance 

Cycle 
(Yrs)

Priority
Code

Under 600 Volts
Service Equipment

$800Fused Disc Sw %100 2013 5 $300 B

Raceway
$18,600Conduit %100 2013 B

Panelboards
$9,700Molded Case Bkrs %100 2012 3 $200 B

Wiring
$13,000Thermoplastic %100 2013 B

Lighting
General Lighting

* *Fluorescent %30 Now $1,900 2023 2 $2,200 B
Not in Service, Extent : Moderate, Area Affected : 100%

$4,500Fluorescent %70 2008 2 $6,600 B

Note :       All $ estimates are in current dollars and are not escalated for potential future inflation. 
                Maintenance $ are aggregated over a ten-year period.
          **  Replacement cost estimated to be beyond ten years is not included in this report.
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DEPT. OF PARKS & RECREATION - 846
ST JAMES PARK COMFORT & RECREATION BLDG.

Asset # : 231

Mechanical
System

Component
Type

% of 
Total

Fail Date 
(Years)

Estimated Cost

Current Repair

Year 
FY

Estimated Cost

Future Replacement

Estimated Cost

Maintenance 

Cycle 
(Yrs)

Priority
Code

Heating
Energy Source

Under Construction %100 D

Conversion Equipment
Under Construction %100 D

Distribution
Under Construction %100 D

Terminal Devices
Under Construction %100 D

Plumbing
H/C Water Piping

* *Single Type %100 2026 3-5 $900 B

Hot Water Heater
Under Construction %100 D

Sanitary Piping
* *Single Type %100 2023 B

Storm Drain Piping
$4,600Single Type %100 2013 B

Sump Pump(s)
Under Construction %100 D

Non-Water Piping
Under Construction %100 D

Note :       All $ estimates are in current dollars and are not escalated for potential future inflation. 
                Maintenance $ are aggregated over a ten-year period.
          **  Replacement cost estimated to be beyond ten years is not included in this report.
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Asset Name

Program / Asset #

Address
Borough

Areas Surveyed 

ST JAMES PARK  ST. JAMES GOLDEN AGE CENTER
JEROME AVE, E.191 ST TO E.193 ST E. 191ST STREET & JEROME AVE.

Print Date :

Date of Survey

Agency's Number
Yr Built/Renovated
Project Type
Landmark Status

30-Sep-2003

PARKS

DEPT. OF PARKS & RECREATION - FY 2004

1974 /  

Basement, Roof, Floors 1
NONE25-Feb-2002

BRONX

FY 2009 - 2014FY 2005 - 2008CAPITAL BUDGET
Electrical $57,200
Mechanical $35,100

$35,100 $57,200Total 

:

:
:

:
:

:
:

:
:
:
:

PAR0074.003 / 230
Area Sq Ft 15,018

X044-03

$35,100 $57,200BPriority  

$35,100 $57,200Total

FY 2008FY 2007FY 2006FY 2005EXPENSE BUDGET
Exterior Architecture $19,400 $3,100 $700 $7,700
Interior Architecture $4,600 $5,500 $900
Electrical $6,300 $200 $6,300 $800
Mechanical $15,000 $4,400 $12,100 $5,900

$45,200 $13,200 $19,100 $15,300Total

$19,400 $3,100 $700 $7,700Priority A
$21,300 $5,800 $18,400 $6,700Priority B

$4,600 $4,300 $900Priority C

$45,200 $13,200 $19,100 $15,300Total

Note :       All $ estimates are in current dollars and are not escalated for potential future inflation. 
                Maintenance $ are aggregated over a ten-year period.
          **  Replacement cost estimated to be beyond ten years is not included in this report.
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DEPT. OF PARKS & RECREATION - 846
ST JAMES PARK ST. JAMES GOLDEN AGE CENTER

Asset # : 230

Architecture
System

Component
Type

% of 
Total

Fail Date 
(Years)

Estimated Cost

Current Repair

Year 
FY

Estimated Cost

Future Replacement

Estimated Cost

Maintenance 

Cycle 
(Yrs)

Priority
Code

Exterior
Exterior Walls

* *Cast in Place Concrete %3 Now $3,200 LIFE 5 $300 A
Diagonal Cracks, Extent : Moderate, Area Affected : 15%

Location : SMOKE STACK
Vertical Cracks, Extent : Moderate, Area Affected : 10%

Location : SMOKE STACK
* *Cast in Place Concrete %15 LIFE 5 $1,700 A
* *Masonry: Brick %80 LIFE 5 $26,600 A
* *Metal Coiling Doors %2 2018 3 $3,600 A

Windows
* *Aluminum %100 2021 5 $3,800 A

Parapets
* *Cast in Place Concrete %80 Now $16,200 LIFE 3 $23,100 A

Exposed Reinforcing, Extent : Moderate, Area Affected : 5%
Location : East Facade

Vertical Cracks, Extent : Moderate, Area Affected : 2%
Location : East Facade

Water Penetration, Extent : Moderate, Area Affected : 10%
Location : East Facade

$9,400Metal: Cage/Fence %20 2013 3 $2,100 A

Roof
* *Modified Bitumen %100 2018 A

Interior
Floors

$14,200Carpet %15 2012 3 $3,500 C
* *Cast in Place Concrete %10 LIFE 5 $700 C

Other Observation, Extent : Moderate, Area Affected : 10%
Location : Boiler Room
Explanation : GROUND WATER PENETRATION

* *Ceramic Tile %5 2041 5 $900 C
* *Vinyl Tile %50 2028 5 $1,900 C
* *Wood %20 2041 5 $5,300 C

Interior Walls
* *Cast in Place Concrete %5 Now $4,600 LIFE 5 $300 C

Cracking/Crumbling, Extent : Moderate, Area Affected : 10%
Location : SMOKE STACK

* *Ceramic Tile %5 LIFE 5 $200 C
* *Concr Masonry Unit %85 LIFE 5 $1,800 C
* *Glass: Single Pane %5 LIFE 5 $500 C

Note :       All $ estimates are in current dollars and are not escalated for potential future inflation. 
                Maintenance $ are aggregated over a ten-year period.
          **  Replacement cost estimated to be beyond ten years is not included in this report.
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DEPT. OF PARKS & RECREATION - 846
ST JAMES PARK ST. JAMES GOLDEN AGE CENTER

Asset # : 230

Architecture
System

Component
Type

% of 
Total

Fail Date 
(Years)

Estimated Cost

Current Repair

Year 
FY

Estimated Cost

Future Replacement

Estimated Cost

Maintenance 

Cycle 
(Yrs)

Priority
Code

Interior
Ceilings

* *AcousTile,Adhered %25 2016 5 $1,000 B
* *AcousTileSusp.Lay-In %35 2016 5 $1,400 B

Water Penetration, Extent : Light, Area Affected : 5%
Location : EAST EXIT

* *Exposed Concrete %40 LIFE B

Electrical
System

Component
Type

% of 
Total

Fail Date 
(Years)

Estimated Cost

Current Repair

Year 
FY

Estimated Cost

Future Replacement

Estimated Cost

Maintenance 

Cycle 
(Yrs)

Priority
Code

Under 600 Volts
Service Equipment

$1,400Fused Disc Sw %100 2013 5 $1,100 B

Raceway
* *Conduit %100 2023 B

Panelboards
* *Molded Case Bkrs %50 2021 3 $300 B

$9,700Molded Case Bkrs %50 2012 3 $300 B

Wiring
* *Thermoplastic %100 2023 B

Motor Controllers
* *Locally Mounted %100 2018 5 $600 B

Ground
Grounding Devices

Not Accessible %100 D

Lighting
General Lighting

$400Emergency %5 2013 2 $200 B
$300Exit %5 2013 2 $100 B

$57,200Fluorescent %90 2013 2 $31,000 B

Mechanical
System

Component
Type

% of 
Total

Fail Date 
(Years)

Estimated Cost

Current Repair

Year 
FY

Estimated Cost

Future Replacement

Estimated Cost

Maintenance 

Cycle 
(Yrs)

Priority
Code

Heating
Energy Source

* *Natural Gas %100 2033 3 $200 B

Note :       All $ estimates are in current dollars and are not escalated for potential future inflation. 
                Maintenance $ are aggregated over a ten-year period.
          **  Replacement cost estimated to be beyond ten years is not included in this report.
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DEPT. OF PARKS & RECREATION - 846
ST JAMES PARK ST. JAMES GOLDEN AGE CENTER

Asset # : 230

Mechanical
System

Component
Type

% of 
Total

Fail Date 
(Years)

Estimated Cost

Current Repair

Year 
FY

Estimated Cost

Future Replacement

Estimated Cost

Maintenance 

Cycle 
(Yrs)

Priority
Code

Heating
Conversion Equipment

* *Hot Water Boiler %100 2026 3 $5,300 B

Distribution
* *Hot Wtr Piping/Pump %100 Now $12,300 2021 3-4 $2,100 B

Not in Service, Extent : Moderate, Area Affected : 20%
Location : IN FLOOR PIPING

Terminal Devices
$33,000Air Handler %50 2013 B

* *Convector/Radiator %50 2018 2 $4,300 B

Air Conditioning
Energy Source

* *Electricity %100 2029 5 $100 B

Conversion Equipment
* *Reciprocating Compr %100 2022 5 $18,000 B

Distribution
* *Chilled Wtr Pipe/Pmp %100 2023 3-4 $2,700 B

Terminal Devices
* *Air Handler/Cool/Ht %100 2018 4 $1,500 B

Heat Rejection
$35,100Water Cool Tower %100 2007 B

Ventilation
Distribution

* *Ductwork/Diffusers %100 LIFE 2 $10,800 B

Exhaust Fans
* *Interior %20 2018 3-10 $1,100 B
* *Roof %80 2018 2-10 $5,200 B

Plumbing
H/C Water Piping

* *Single Type %100 2026 3-5 $3,100 B

Hot Water Heater
$2,800Single Type %100 2014 3-5 $3,700 B

Sanitary Piping
* *Single Type %100 2033 B

Storm Drain Piping
* *Single Type %100 2033 B

Sump Pump(s)
$8,800Single Type %100 2014 4 $2,000 B

Non-Water Piping
* *Single Type %100 2033 3 $200 B

Note :       All $ estimates are in current dollars and are not escalated for potential future inflation. 
                Maintenance $ are aggregated over a ten-year period.
          **  Replacement cost estimated to be beyond ten years is not included in this report.
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Asset Name

Program / Asset #

Address
Borough

Areas Surveyed 

ST JOHNS RECREATION CENTER  
TROY-BERGEN-PROSPECT PLACE TROY AVE. AND PROSPECT PL.

Print Date :

Date of Survey

Agency's Number
Yr Built/Renovated
Project Type
Landmark Status

30-Sep-2003

PARKS

DEPT. OF PARKS & RECREATION - FY 2004

1954 /  

Basement, Roof, Floors 1,2,3
NONE04-Sep-2002

BROOKLYN

FY 2009 - 2014FY 2005 - 2008CAPITAL BUDGET
Exterior Architecture $278,800 $168,400
Interior Architecture $38,000
Electrical $124,200

$316,700 $292,500Total 

:

:
:

:
:

:
:

:
:
:
:

PAR0113.001 / 958
Area Sq Ft 41,886

B245-01

$278,800 $168,400APriority  
$124,200BPriority  

$38,000CPriority  

$316,700 $292,500Total

FY 2008FY 2007FY 2006FY 2005EXPENSE BUDGET
Exterior Architecture $9,600 $5,100
Interior Architecture $61,500 $4,600
Electrical $1,000 $16,800 $1,500 $16,500
Mechanical $27,900 $3,400 $26,700 $2,700
Elevators/Escalators $7,900 $7,900 $7,900 $7,900

$107,900 $28,100 $40,800 $32,100Total

$9,600 $5,100Priority A
$79,700 $28,100 $36,100 $27,100Priority B
$18,600 $4,600Priority C

$107,900 $28,100 $40,800 $32,100Total

Note :       All $ estimates are in current dollars and are not escalated for potential future inflation. 
                Maintenance $ are aggregated over a ten-year period.
          **  Replacement cost estimated to be beyond ten years is not included in this report.
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DEPT. OF PARKS & RECREATION - 846
ST JOHNS RECREATION CENTER 

Asset # : 958

Architecture
System

Component
Type

% of 
Total

Fail Date 
(Years)

Estimated Cost

Current Repair

Year 
FY

Estimated Cost

Future Replacement

Estimated Cost

Maintenance 

Cycle 
(Yrs)

Priority
Code

Exterior
Exterior Walls

* *Masonry: Brick %100 Now $114,300 LIFE 5 $34,300 A
Diagonal Cracks, Extent : Severe, Area Affected : 15%

Location : Throughout,Corners
Misaligned/Bulging, Extent : Severe, Area Affected : 20%

Location : Corners
Vertical Cracks, Extent : Severe, Area Affected : 15%

Location : Throughout,Corners
Windows

$119,900Aluminum %75 2013 5 $3,700 A
$48,500Steel %25 2010 5 $2,500 A

Parapets
* *Masonry: Brick %80 Now $52,200 LIFE 3 $9,000 A

Diagonal Cracks, Extent : Severe, Area Affected : 25%
Location : Throughout,Corners

Misaligned/Bulging, Extent : Severe, Area Affected : 30%
Location : Throughout,Corners

Vertical Cracks, Extent : Severe, Area Affected : 25%
Location : Throughout,Corners

* *Metal Rail %20 2023 3 $700 A

Roof
* *Built-Up (BUR) %95 Now $112,300 2024 A

Blisters, Extent : Moderate, Area Affected : 35%
Location : Throughout

Vegetation Growth, Extent : Moderate, Area Affected : 5%
Location : Throughout

Worn/Eroded, Extent : Moderate, Area Affected : 50%
Location : Throughout

* *Metal Panel %5 Now $8,200 2034 5 $1,000 A
Deformed/Dented, Extent : Moderate, Area Affected : 10%

Location : Bulkheads
Deteriorated Finish, Extent : Moderate, Area Affected : 25%

Location : Bulkheads
Water Penetration, Extent : Severe, Area Affected : 20%

Location : Bulkheads
Interior

Note :       All $ estimates are in current dollars and are not escalated for potential future inflation. 
                Maintenance $ are aggregated over a ten-year period.
          **  Replacement cost estimated to be beyond ten years is not included in this report.
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DEPT. OF PARKS & RECREATION - 846
ST JOHNS RECREATION CENTER 

Asset # : 958

Architecture
System

Component
Type

% of 
Total

Fail Date 
(Years)

Estimated Cost

Current Repair

Year 
FY

Estimated Cost

Future Replacement

Estimated Cost

Maintenance 

Cycle 
(Yrs)

Priority
Code

Interior
Floors

* *Cast in Place Concrete %5 LIFE 5 $1,900 C
* *Ceramic Tile %10 2042 5 $5,000 C
* *Quarry Tile %10 2027 5 $4,300 C
* *Sheet Vinyl/Rubber %15 2019 C
* *Terrazzo %5 LIFE 8 $4,100 C
* *Vinyl Tile %35 2029 5 $3,700 C
* *Wood %20 Now $38,000 2042 5 $7,400 C

Misaligned/Bulging, Extent : Moderate, Area Affected : 10%
Location : Gymnasium And Dance Studio

Water Penetration, Extent : Severe, Area Affected : 20%
Location : Gymnasium And Dance Studio

Interior Walls
* *Ceramic Tile %10 LIFE 5 $2,200 C
* *Plaster %40 Now $14,500 LIFE 5 $3,100 C

Cracking/Crumbling, Extent : Moderate, Area Affected : 10%
Location : Bulkheads

Water Penetration, Extent : Moderate, Area Affected : 5%
Location : Bulkheads

* *SGFT/Glazed Masonry %50 LIFE C

Ceilings
* *Exposed Concrete %25 Now $20,900 LIFE B

Cracking/Crumbling, Extent : Severe, Area Affected : 15%
Location : Bulkheads

Water Penetration, Extent : Moderate, Area Affected : 20%
Location : Bulkhead @ Center Stair

* *Exposed Struc: Steel %10 LIFE B
Water Penetration, Extent : Moderate, Area Affected : 10%

Location : Gymnasium
* *Metal Panel %10 LIFE 5 $3,200 B
* *Plaster %55 Now $20,500 LIFE 5 $4,300 B

Cracking/Crumbling, Extent : Severe, Area Affected : 15%
Location : 3rd Floor Game Room And Dance Studio

Water Penetration, Extent : Moderate, Area Affected : 10%
Location : 3rd Floor Game Room And Dance Studio

Electrical
System

Component
Type

% of 
Total

Fail Date 
(Years)

Estimated Cost

Current Repair

Year 
FY

Estimated Cost

Future Replacement

Estimated Cost

Maintenance 

Cycle 
(Yrs)

Priority
Code

Under 600 Volts
Switchgear

* *Fused Disc Sw %100 2024 3-5 $1,900 B

Note :       All $ estimates are in current dollars and are not escalated for potential future inflation. 
                Maintenance $ are aggregated over a ten-year period.
          **  Replacement cost estimated to be beyond ten years is not included in this report.
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DEPT. OF PARKS & RECREATION - 846
ST JOHNS RECREATION CENTER 

Asset # : 958

Electrical
System

Component
Type

% of 
Total

Fail Date 
(Years)

Estimated Cost

Current Repair

Year 
FY

Estimated Cost

Future Replacement

Estimated Cost

Maintenance 

Cycle 
(Yrs)

Priority
Code

Under 600 Volts
Raceway

* *Conduit %100 2024 B

Panelboards
* *Molded Case Bkrs %100 2022 3 $1,700 B

Wiring
* *Thermoplastic %100 2024 B

Motor Controllers
* *Locally Mounted %100 2019 5 $1,500 B

Lighting
General Lighting

$1,200Emergency %5 2014 2 $500 B
$900Exit %5 2014 2 $400 B

$124,200Fluorescent %70 2014 2 $67,300 B
$18,700HID %15 2014 2 $14,400 B

$8,900Incandescent %5 2009 2 $4,800 B

Mechanical
System

Component
Type

% of 
Total

Fail Date 
(Years)

Estimated Cost

Current Repair

Year 
FY

Estimated Cost

Future Replacement

Estimated Cost

Maintenance 

Cycle 
(Yrs)

Priority
Code

Heating
Energy Source

* *Fuel Oil %10 2034 4 $200 B
* *Natural Gas %90 2034 3 $500 B

Conversion Equipment
* *Steam Boiler %100 2019 3 $12,900 B

Distribution
* *Steam Piping/Pump %100 Now $11,900 2024 3 $4,900 B

Leak Evident, Extent : Moderate, Area Affected : 100%
Location : Gym

Terminal Devices
* *Convector/Radiator %100 2019 2 $23,800 B

Air Conditioning
Energy Source

* *Electricity %100 Now $1,000 2030 5 $200 B
Other Observation, Extent : Moderate, Area Affected : 5%

Explanation : New Unit Trips Power Circuit

Note :       All $ estimates are in current dollars and are not escalated for potential future inflation. 
                Maintenance $ are aggregated over a ten-year period.
          **  Replacement cost estimated to be beyond ten years is not included in this report.
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DEPT. OF PARKS & RECREATION - 846
ST JOHNS RECREATION CENTER 

Asset # : 958

Mechanical
System

Component
Type

% of 
Total

Fail Date 
(Years)

Estimated Cost

Current Repair

Year 
FY

Estimated Cost

Future Replacement

Estimated Cost

Maintenance 

Cycle 
(Yrs)

Priority
Code

Air Conditioning
Conversion Equipment

* *Reciprocating Compr %20 2027 5 $10,000 B
Not in Service, Extent : Light, Area Affected : 100%

Location : Roof
Recent Installation, Extent : Moderate, Area Affected : 100%

Location : Roof
No Component %80 D

Distribution
* *Chilled Wtr Pipe/Pmp %100 2040 3-4 $6,200 B

Recent Installation, Extent : Moderate, Area Affected : 100%
Location : Throughout

Terminal Devices
* *Air Handler/Cool %100 2022 4 $4,200 B

Recent Installation, Extent : Moderate, Area Affected : 100%
Location : Throughout

Heat Rejection
* *Air Condenser Unit %100 2027 B

Ventilation
Distribution

* *Ductwork/Diffusers %100 LIFE 2 $37,800 B

Exhaust Fans
$27,100Roof %100 Now $2,700 2014 2-6 $10,200 B

Broken, Extent : Moderate, Area Affected : 20%
Location : Gym

Plumbing
H/C Water Piping

* *Galv Iron/Steel %100 2027 3-5 $6,500 B

HW Heat Exchanger
* *Low Temp %100 2024 B

Sanitary Piping
* *Cast Iron %100 2024 B

Storm Drain Piping
* *Cast Iron %100 2024 B

Sump Pump(s)
$8,800Rigid Piping %100 2014 4 $2,000 B

Pool Filter/Treatment
* *Sand %100 2019 B

Note :       All $ estimates are in current dollars and are not escalated for potential future inflation. 
                Maintenance $ are aggregated over a ten-year period.
          **  Replacement cost estimated to be beyond ten years is not included in this report.
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Asset Name

Program / Asset #

Address
Borough

Areas Surveyed 

ST. MARY'S PARK  RECREATION CENTER
ST. MARY'S ST. & ST. ANN'S AVE. ST. ANN'S AVE. & E. 145 ST.

Print Date :

Date of Survey

Agency's Number
Yr Built/Renovated
Project Type
Landmark Status

30-Sep-2003

PARKS

DEPT. OF PARKS & RECREATION - FY 2004

1951 /  

Basement, Roof, Floors 1,2
NONE16-Sep-2002

BRONX

FY 2009 - 2014FY 2005 - 2008CAPITAL BUDGET
Exterior Architecture $453,400 $164,300
Electrical $188,500
Mechanical $98,800 $97,700

$552,200 $450,500Total 

:

:
:

:
:

:
:

:
:
:
:

PAR0075.004 / 1115
Area Sq Ft 55,636

X045-04

$453,400 $164,300APriority  
$98,800 $286,100BPriority  

$552,200 $450,500Total

FY 2008FY 2007FY 2006FY 2005EXPENSE BUDGET
Exterior Architecture $24,600
Interior Architecture $65,100 $12,000
Electrical $24,600 $800 $24,100
Mechanical $55,400 $700 $24,100 $4,700

$120,500 $25,300 $36,800 $53,400Total

$24,600Priority A
$82,200 $25,300 $29,400 $28,800Priority B
$38,400 $7,400Priority C

$120,500 $25,300 $36,800 $53,400Total

Note :       All $ estimates are in current dollars and are not escalated for potential future inflation. 
                Maintenance $ are aggregated over a ten-year period.
          **  Replacement cost estimated to be beyond ten years is not included in this report.
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DEPT. OF PARKS & RECREATION - 846
ST. MARY'S PARK RECREATION CENTER

Asset # : 1115

Architecture
System

Component
Type

% of 
Total

Fail Date 
(Years)

Estimated Cost

Current Repair

Year 
FY

Estimated Cost

Future Replacement

Estimated Cost

Maintenance 

Cycle 
(Yrs)

Priority
Code

Exterior
Exterior Walls

* *Masonry: Brick %100 Now $274,200 LIFE 5 $164,300 A
Jnt Mortar Miss/Erod, Extent : Moderate, Area Affected : 25%

Location : Gym Walls
Spalling, Extent : Moderate, Area Affected : 10%

Location : Gym Wall
Water Penetration, Extent : Moderate, Area Affected : 15%

Location : Above Windows
Weepholes Not Funct, Extent : Moderate, Area Affected : 100%

Location : Above Lintels
Windows

* *Steel %100 Now $72,900 2017 5 $18,800 A
Caulking Deteriorated, Extent : Moderate, Area Affected : 25%

Location : Throughout
Water Penetration, Extent : Moderate, Area Affected : 15%

Location : Throughout
Parapets

* *Masonry: Brick %100 0-2 $106,400 LIFE 3 $73,800 A
Jnt Mortar Miss/Erod, Extent : Light, Area Affected : 10%

Location : Coping
Vegetation Growth, Extent : Light, Area Affected : 5%

Location : Corners
Roof

* *Modified Bitumen %100 2022 A
Recent Replace Evident, Extent : Moderate, Area Affected : 100%

Location : Throughout
Interior

Floors
* *Cast in Place Concrete %18 LIFE 5 $8,900 C
* *Ceramic Tile %10 Now $2,600 2042 5 $3,300 C

Cracking/Crumbling, Extent : Moderate, Area Affected : 5%
Location : P00l Area

* *Mosaic Tile %10 2024 5 $16,600 C
* *Sheet Vinyl/Rubber %2 Now $18,500 2024 C

Seams Open/Split, Extent : Moderate, Area Affected : 50%
Location : Play Room

Worn/Eroded, Extent : Moderate, Area Affected : 25%
Location : Play Room

* *Terrazzo %10 Now $8,900 LIFE 8 $5,500 C
Cracking/Crumbling, Extent : Moderate, Area Affected : 5%

Location : Lobby And Ramp
* *Vinyl Tile %35 2029 5 $4,900 C
* *Wood %15 2042 5 $14,800 C

Note :       All $ estimates are in current dollars and are not escalated for potential future inflation. 
                Maintenance $ are aggregated over a ten-year period.
          **  Replacement cost estimated to be beyond ten years is not included in this report.
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DEPT. OF PARKS & RECREATION - 846
ST. MARY'S PARK RECREATION CENTER

Asset # : 1115

Architecture
System

Component
Type

% of 
Total

Fail Date 
(Years)

Estimated Cost

Current Repair

Year 
FY

Estimated Cost

Future Replacement

Estimated Cost

Maintenance 

Cycle 
(Yrs)

Priority
Code

Interior
Interior Walls

* *Concr Masonry Unit %10 LIFE 5 $1,600 C
* *Gypsum Board %25 LIFE 5 $2,100 C
* *Plaster %20 LIFE 5 $4,200 C
* *SGFT/Glazed Masonry %45 LIFE C

Ceilings
* *AcousTile,Adhered %15 2017 5 $2,300 B
* *AcousTileConcealSpLn %20 2017 5 $3,000 B
* *AcousTileSusp.Lay-In %25 2017 5 $3,800 B
* *Cast in Place Concrete %10 LIFE 5 $4,000 B
* *Exposed Struc: Steel %5 LIFE B
* *Plaster %25 Now $24,700 LIFE 5 $2,600 B

Cracking/Crumbling, Extent : Moderate, Area Affected : 15%
Location : Lobby, Game Room

Water Penetration, Extent : Moderate, Area Affected : 20%
Location : Lobby,Game Room,

Electrical
System

Component
Type

% of 
Total

Fail Date 
(Years)

Estimated Cost

Current Repair

Year 
FY

Estimated Cost

Future Replacement

Estimated Cost

Maintenance 

Cycle 
(Yrs)

Priority
Code

Under 600 Volts
Service Equipment

* *Fused Disc Sw %100 2024 5 $4,000 B

Switchgear
* *Fused Disc Sw %100 2024 3-5 $2,500 B

Enclosure Corroded, Extent : Moderate, Area Affected : 30%
Raceway

* *Conduit %100 2024 B

Panelboards
* *Fused Disc Sw %5 2022 3 $100 B
* *Molded Case Bkrs %95 2022 3 $2,200 B

Wiring
* *Thermoplastic %100 2024 B

Motor Controllers
* *Locally Mounted %100 2019 5 $2,000 B

Ground
Grounding Devices

* *Metal Water Pipe %100 2019 B

Lighting

Note :       All $ estimates are in current dollars and are not escalated for potential future inflation. 
                Maintenance $ are aggregated over a ten-year period.
          **  Replacement cost estimated to be beyond ten years is not included in this report.
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DEPT. OF PARKS & RECREATION - 846
ST. MARY'S PARK RECREATION CENTER

Asset # : 1115

Electrical
System

Component
Type

% of 
Total

Fail Date 
(Years)

Estimated Cost

Current Repair

Year 
FY

Estimated Cost

Future Replacement

Estimated Cost

Maintenance 

Cycle 
(Yrs)

Priority
Code

Lighting
General Lighting

$1,000Emergency %3 2014 2 $400 B
$800Exit %3 2014 2 $300 B

$188,500Fluorescent %80 2014 2 $102,100 B
$23,200HID %14 2014 2 $17,900 B

Mechanical
System

Component
Type

% of 
Total

Fail Date 
(Years)

Estimated Cost

Current Repair

Year 
FY

Estimated Cost

Future Replacement

Estimated Cost

Maintenance 

Cycle 
(Yrs)

Priority
Code

Heating
Energy Source

* *Fuel Oil %10 2034 4 $200 B
* *Natural Gas %90 2034 3 $700 B

Conversion Equipment
* *Steam Boiler %100 2019 3 $17,200 B

Distribution
* *Steam Piping/Pump %100 Now $31,600 2034 3 $6,500 B

Leak Evident, Extent : Light, Area Affected : 10%
Location : Condensate Returns

Terminal Devices
$97,700Air Handler %40 2014 B

* *Convector/Radiator %60 2019 2 $19,000 B

Ventilation
Distribution

* *Ductwork/Diffusers %100 LIFE 2 $50,200 B

Exhaust Fans
* *Interior %80 Now $8,000 2019 3-6 $9,300 B

Broken, Extent : Moderate, Area Affected : 10%
Location : Motor(s)

* *Roof %20 2019 2-10 $4,900 B

Plumbing
H/C Water Piping

* *Galv Iron/Steel %100 2019 3-5 $8,600 B

HW Heat Exchanger
* *Low Temp %100 Now $1,400 2024 B

Leak Evident, Extent : Moderate, Area Affected : 10%
Location : House Tank

Sanitary Piping
* *Cast Iron %100 2024 B

Note :       All $ estimates are in current dollars and are not escalated for potential future inflation. 
                Maintenance $ are aggregated over a ten-year period.
          **  Replacement cost estimated to be beyond ten years is not included in this report.
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DEPT. OF PARKS & RECREATION - 846
ST. MARY'S PARK RECREATION CENTER

Asset # : 1115

Mechanical
System

Component
Type

% of 
Total

Fail Date 
(Years)

Estimated Cost

Current Repair

Year 
FY

Estimated Cost

Future Replacement

Estimated Cost

Maintenance 

Cycle 
(Yrs)

Priority
Code

Plumbing
Storm Drain Piping

* *Cast Iron %100 2024 B

Sump Pump(s)
$8,800Rigid Piping %100 2014 4 $2,000 B

Pool Filter/Treatment
* *Sand %100 Now $98,800 2027 B

Leak Evident, Extent : Moderate, Area Affected : 10%
Location : Branch Lines

Non-Water Piping
* *Natural Gas %100 2034 3 $800 B

Note :       All $ estimates are in current dollars and are not escalated for potential future inflation. 
                Maintenance $ are aggregated over a ten-year period.
          **  Replacement cost estimated to be beyond ten years is not included in this report.
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Asset Name

Program / Asset #

Address
Borough

Areas Surveyed 

SUNSET PARK  BATH HOUSE
41-44 ST & 5TH AND 7TH AVE 43RD ST. AND 7TH AVE.

Print Date :

Date of Survey

Agency's Number
Yr Built/Renovated
Project Type
Landmark Status

30-Sep-2003

PARKS

DEPT. OF PARKS & RECREATION - FY 2004

Basement, Roof, Floors 1,2
NONE22-Sep-1999

BROOKLYN

FY 2009 - 2014FY 2005 - 2008CAPITAL BUDGET
Exterior Architecture $311,700 $142,900
Mechanical $160,300

$472,000 $142,900Total 

:

:
:

:
:

:
:

:
:
:
:

PAR0105.02A / 1191
Area Sq Ft 19,186

B087-02A

$311,700 $142,900APriority  
$160,300BPriority  

$472,000 $142,900Total

FY 2008FY 2007FY 2006FY 2005EXPENSE BUDGET
Exterior Architecture $7,100 $35,800
Interior Architecture $14,400 $800
Electrical $6,500 $1,500 $6,700 $400
Mechanical $28,600 $1,700 $8,500 $2,500

$56,600 $4,000 $15,200 $38,700Total

$7,100 $35,800Priority A
$41,100 $3,200 $15,200 $2,900Priority B

$8,400 $800Priority C

$56,600 $4,000 $15,200 $38,700Total

Note :       All $ estimates are in current dollars and are not escalated for potential future inflation. 
                Maintenance $ are aggregated over a ten-year period.
          **  Replacement cost estimated to be beyond ten years is not included in this report.
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DEPT. OF PARKS & RECREATION - 846
SUNSET PARK BATH HOUSE

Asset # : 1191

Architecture
System

Component
Type

% of 
Total

Fail Date 
(Years)

Estimated Cost

Current Repair

Year 
FY

Estimated Cost

Future Replacement

Estimated Cost

Maintenance 

Cycle 
(Yrs)

Priority
Code

Exterior
Exterior Walls

* *Cast in Place Concrete %5 LIFE 5 $2,800 A
* *Masonry: Brick %90 Now $119,200 LIFE 5 $142,900 A

Jnt Mortar Miss/Erod, Extent : Moderate, Area Affected : 25%
Location : East Facade

Worn/Eroded, Extent : Moderate, Area Affected : 25%
Location : East Facade

* *Pre-Cast Concrete %5 Now $7,100 LIFE 3-5 $20,800 A
Jnt Mortar Miss/Erod, Extent : Moderate, Area Affected : 50%

Location : WINDOW TRIMS
Windows

* *Steel %100 Now $192,500 2026 5 $5,000 A
Air Infiltration, Extent : Moderate, Area Affected : 50%
Broken/Missing Elements, Extent : Moderate, Area Affected : 20%
Corrosion/Rusting, Extent : Moderate, Area Affected : 25%
Other Observation, Extent : Moderate, Area Affected : 100%

Explanation : THERMALLY INEFICIENT
Parapets

* *Masonry: Brick %100 LIFE 3 $88,300 A
Recent Repair Evident, Extent : Moderate, Area Affected : 25%

Roof
* *Single Ply Membrane %100 2019 A

Recent Replace Evident, Extent : Moderate, Area Affected : 100%
Interior

Floors
* *Cast in Place Concrete %40 LIFE 5 $2,900 C
* *Ceramic Tile %10 2039 5 $2,000 C
* *Panel/Paver: Cer/Brk %10 2019 5 $1,700 C
* *Vinyl Tile %40 2026 5 $1,600 C

Interior Walls
* *Masonry: Brick %10 LIFE 5 $2,200 C
* *Plaster %10 Now $8,400 LIFE 5 $900 C

Cracking/Crumbling, Extent : Moderate, Area Affected : 10%
Location : FAN ROOM ON SECOND FLOOR

* *Plaster %45 LIFE 5 $4,100 C
* *SGFT/Glazed Masonry %35 LIFE C

Ceilings
* *Exposed Concrete %10 LIFE B
* *Plaster %10 Now $6,000 LIFE 5 $300 B

Cracking/Crumbling, Extent : Moderate, Area Affected : 20%
Location : FAN ROOM ON SECOND FLOOR

* *Plaster %80 LIFE 5 $2,600 B

Note :       All $ estimates are in current dollars and are not escalated for potential future inflation. 
                Maintenance $ are aggregated over a ten-year period.
          **  Replacement cost estimated to be beyond ten years is not included in this report.
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DEPT. OF PARKS & RECREATION - 846
SUNSET PARK BATH HOUSE

Asset # : 1191

Electrical
System

Component
Type

% of 
Total

Fail Date 
(Years)

Estimated Cost

Current Repair

Year 
FY

Estimated Cost

Future Replacement

Estimated Cost

Maintenance 

Cycle 
(Yrs)

Priority
Code

Under 600 Volts
Service Equipment

* *Molded Case Bkrs %100 2021 5 $1,200 B

Raceway
* *Conduit %90 2021 B
* *Conduit %10 2037 B

Panelboards
* *Molded Case Bkrs %50 2019 3 $400 B

$4,800Molded Case Bkrs %50 2010 3 $400 B

Wiring
* *Thermoplastic %90 2021 B
* *Thermoplastic %10 2037 B

Motor Controllers
* *Locally Mounted %50 2016 5 $400 B

$3,600Locally Mounted %50 2009 5 $400 B

Lighting
General Lighting

* *Emergency %5 2019 2 $200 B
* *Exit %4 2019 2 $100 B

$100Exit %1 2011 2 B
* *Fluorescent %85 2019 2 $32,100 B

$400HID %5 2006 2 $1,900 B

Mechanical
System

Component
Type

% of 
Total

Fail Date 
(Years)

Estimated Cost

Current Repair

Year 
FY

Estimated Cost

Future Replacement

Estimated Cost

Maintenance 

Cycle 
(Yrs)

Priority
Code

Heating
Energy Source

* *Fuel Oil %50 2021 4 $300 B
* *Natural Gas %50 Now $300 2031 3 $100 B

Not in Service, Extent : Light, Area Affected : 100%
Conversion Equipment

* *Steam Boiler %100 Now $26,100 2024 3 $5,100 B
Broken, Extent : Light, Area Affected : 5%
Unit Inoperable, Extent : Severe, Area Affected : 50%

Location : GAS FIRED BOILER IS OUT OF SERVICE
Distribution

* *Steam Piping/Pump %100 2021 3 $1,900 B

Note :       All $ estimates are in current dollars and are not escalated for potential future inflation. 
                Maintenance $ are aggregated over a ten-year period.
          **  Replacement cost estimated to be beyond ten years is not included in this report.
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DEPT. OF PARKS & RECREATION - 846
SUNSET PARK BATH HOUSE

Asset # : 1191

Mechanical
System

Component
Type

% of 
Total

Fail Date 
(Years)

Estimated Cost

Current Repair

Year 
FY

Estimated Cost

Future Replacement

Estimated Cost

Maintenance 

Cycle 
(Yrs)

Priority
Code

Heating
Terminal Devices

* *Convector/Radiator %20 2016 2 $1,900 B
$160,300Fan Coil Unit/Heat %80 2006 4 $1,300 B

Ventilation
Distribution

* *Ductwork/Diffusers %100 LIFE 2 $11,900 B

Exhaust Fans
$10,600Roof %100 2011 2-10 $7,200 B

Plumbing
H/C Water Piping

* *Single Type %100 2016 3-5 $2,500 B

HW Heat Exchanger
$4,200Single Type %100 2007 B

Sanitary Piping
* *Single Type %100 2021 B

Storm Drain Piping
* *Single Type %100 2021 B

Sump Pump(s)
$8,800Single Type %100 2009 4 $2,000 B

Non-Water Piping
* *Single Type %100 2021 3 $200 B

Note :       All $ estimates are in current dollars and are not escalated for potential future inflation. 
                Maintenance $ are aggregated over a ten-year period.
          **  Replacement cost estimated to be beyond ten years is not included in this report.
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Asset Name

Program / Asset #

Address
Borough

Areas Surveyed 

SUNSET PARK  COMFORT STATION
41-44 ST & 5TH AND 7TH AVE 6TH AVE. BET. 41ST & 44TH ST.

Print Date :

Date of Survey

Agency's Number
Yr Built/Renovated
Project Type
Landmark Status

30-Sep-2003

PARKS

DEPT. OF PARKS & RECREATION - FY 2004

Roof, Floors 1
NONE22-Sep-1999

BROOKLYN

CAPITAL BUDGET

Total 

:

:
:

:
:

:
:

:
:
:
:

PAR0105.01A / 600
Area Sq Ft 900

B087-01A

Priority  

Total

FY 2008FY 2007FY 2006FY 2005EXPENSE BUDGET
Exterior Architecture $14,800
Interior Architecture
Electrical $1,600 $400
Mechanical $100 $200 $100

$14,900 $1,600 $200 $400Total

$14,800Priority A
$100 $1,600 $200 $400Priority B

Priority C

$14,900 $1,600 $200 $400Total

Note :       All $ estimates are in current dollars and are not escalated for potential future inflation. 
                Maintenance $ are aggregated over a ten-year period.
          **  Replacement cost estimated to be beyond ten years is not included in this report.
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DEPT. OF PARKS & RECREATION - 846
SUNSET PARK COMFORT STATION

Asset # : 600

Architecture
System

Component
Type

% of 
Total

Fail Date 
(Years)

Estimated Cost

Current Repair

Year 
FY

Estimated Cost

Future Replacement

Estimated Cost

Maintenance 

Cycle 
(Yrs)

Priority
Code

Exterior
Exterior Walls

* *Masonry: Brick %100 LIFE 5 $5,600 A

Windows
* *Steel %100 Now $11,100 2026 5 $300 A

Air Infiltration, Extent : Moderate, Area Affected : 25%
Bent/Warped Elements, Extent : Moderate, Area Affected : 20%
Corrosion/Rusting, Extent : Moderate, Area Affected : 25%
Deteriorated Finish, Extent : Moderate, Area Affected : 100%
Thermally Inefficient, Extent : Moderate, Area Affected : 100%

Roof
* *Slate %100 Now $3,800 LIFE 5 $700 A

Broken/Missing Elements, Extent : Moderate, Area Affected : 10%
Interior

Floors
* *Cast in Place Concrete %50 LIFE 5 $200 C
* *Quarry Tile %50 2024 5 $400 C

Interior Walls
* *Plaster %60 LIFE 5 $300 C
* *SGFT/Glazed Masonry %40 LIFE C

Ceilings
* *Plaster %100 LIFE 5 $200 B

Electrical
System

Component
Type

% of 
Total

Fail Date 
(Years)

Estimated Cost

Current Repair

Year 
FY

Estimated Cost

Future Replacement

Estimated Cost

Maintenance 

Cycle 
(Yrs)

Priority
Code

Under 600 Volts
Service Equipment

* *Fused Disc Sw %100 2021 5 $100 B

Raceway
* *Conduit %100 2021 B

Panelboards
* *Molded Case Bkrs %100 2019 3 B

Wiring
* *Thermoplastic %100 2021 B

Ground
Grounding Devices

Not Accessible %100 D

Lighting
General Lighting

$1,200Fluorescent %100 2006 2 $1,800 B

Note :       All $ estimates are in current dollars and are not escalated for potential future inflation. 
                Maintenance $ are aggregated over a ten-year period.
          **  Replacement cost estimated to be beyond ten years is not included in this report.
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DEPT. OF PARKS & RECREATION - 846
SUNSET PARK COMFORT STATION

Asset # : 600

Mechanical
System

Component
Type

% of 
Total

Fail Date 
(Years)

Estimated Cost

Current Repair

Year 
FY

Estimated Cost

Future Replacement

Estimated Cost

Maintenance 

Cycle 
(Yrs)

Priority
Code

Heating
Energy Source

* *Natural Gas %100 2031 3 B

Conversion Equipment
* *Furnace %100 2016 3 B

Ventilation
Distribution

* *Ductwork/Diffusers %100 LIFE 2 $600 B

Exhaust Fans
$700Interior %100 2011 3-10 $300 B

Plumbing
H/C Water Piping

* *Single Type %100 2016 3-5 $100 B

Hot Water Heater
$100Single Type %100 2009 3-5 $200 B

Sanitary Piping
* *Single Type %100 2021 B

Note :       All $ estimates are in current dollars and are not escalated for potential future inflation. 
                Maintenance $ are aggregated over a ten-year period.
          **  Replacement cost estimated to be beyond ten years is not included in this report.
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Asset Name

Program / Asset #

Address
Borough

Areas Surveyed 

SUNSET PARK  DIVING POOL
44 ST & 5TH AND 7TH AVE 7TH AVE BET. 41 AND 44TH ST.

Print Date :

Date of Survey

Agency's Number
Yr Built/Renovated
Project Type
Landmark Status

30-Sep-2003

PARKS

DEPT. OF PARKS & RECREATION - FY 2004

Floors 1
NONE22-Sep-1999

BROOKLYN

FY 2009 - 2014FY 2005 - 2008CAPITAL BUDGET
Exterior Architecture $50,600
Interior Architecture $58,200

$108,800Total 

:

:
:

:
:

:
:

:
:
:
:

PAR0105.02B / 1192
Area Sq Ft 5,654

B087-02B

$50,600APriority  
$58,200CPriority  

$108,800Total

FY 2008FY 2007FY 2006FY 2005EXPENSE BUDGET
Exterior Architecture
Interior Architecture
Mechanical $9,900

$9,900Total

Priority A
$9,900Priority B

Priority C

$9,900Total

Note :       All $ estimates are in current dollars and are not escalated for potential future inflation. 
                Maintenance $ are aggregated over a ten-year period.
          **  Replacement cost estimated to be beyond ten years is not included in this report.
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DEPT. OF PARKS & RECREATION - 846
SUNSET PARK DIVING POOL

Asset # : 1192

Architecture
System

Component
Type

% of 
Total

Fail Date 
(Years)

Estimated Cost

Current Repair

Year 
FY

Estimated Cost

Future Replacement

Estimated Cost

Maintenance 

Cycle 
(Yrs)

Priority
Code

Exterior
Exterior Walls

* *Cast in Place Concrete %100 Now $50,600 LIFE 5 $5,500 A
Cracking/Crumbling, Extent : Moderate, Area Affected : 15%

Interior
Floors

* *Cast in Place Concrete %100 Now $58,200 LIFE 5 $2,500 C
Cracking/Crumbling, Extent : Moderate, Area Affected : 25%

Mechanical
System

Component
Type

% of 
Total

Fail Date 
(Years)

Estimated Cost

Current Repair

Year 
FY

Estimated Cost

Future Replacement

Estimated Cost

Maintenance 

Cycle 
(Yrs)

Priority
Code

Plumbing
Storm Drain Piping

* *Single Type %100 Now $9,900 2021 B
Leak Evident, Extent : Moderate, Area Affected : 20%

Note :       All $ estimates are in current dollars and are not escalated for potential future inflation. 
                Maintenance $ are aggregated over a ten-year period.
          **  Replacement cost estimated to be beyond ten years is not included in this report.
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Asset Name

Program / Asset #

Address
Borough

Areas Surveyed 

SUNSET PARK  FILTERHOUSE
41-44 ST & 5TH AND 7TH AVE 7TH AVE. BET. 41ST & 44TH ST.

Print Date :

Date of Survey

Agency's Number
Yr Built/Renovated
Project Type
Landmark Status

30-Sep-2003

PARKS

DEPT. OF PARKS & RECREATION - FY 2004

1936 /  

Basement, Roof, Floors 1
NONE22-Sep-1999

BROOKLYN

FY 2009 - 2014FY 2005 - 2008CAPITAL BUDGET
Exterior Architecture $55,600 $107,400
Interior Architecture $130,600
Electrical $99,900 $14,000
Mechanical $384,900

$286,100 $506,300Total 

:

:
:

:
:

:
:

:
:
:
:

PAR0105.02C / 1180
Area Sq Ft 15,600

B087-02C

$55,600 $107,400APriority  
$99,900 $398,800BPriority  

$130,600CPriority  

$286,100 $506,300Total

FY 2008FY 2007FY 2006FY 2005EXPENSE BUDGET
Exterior Architecture $31,600 $19,100
Interior Architecture
Electrical $4,700 $10,700 $200 $10,100
Mechanical $9,500 $7,900 $5,800 $3,000

$45,800 $18,600 $6,000 $32,200Total

$31,600 $19,100Priority A
$14,200 $18,600 $6,000 $13,100Priority B

Priority C

$45,800 $18,600 $6,000 $32,200Total

Note :       All $ estimates are in current dollars and are not escalated for potential future inflation. 
                Maintenance $ are aggregated over a ten-year period.
          **  Replacement cost estimated to be beyond ten years is not included in this report.
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DEPT. OF PARKS & RECREATION - 846
SUNSET PARK FILTERHOUSE

Asset # : 1180

Architecture
System

Component
Type

% of 
Total

Fail Date 
(Years)

Estimated Cost

Current Repair

Year 
FY

Estimated Cost

Future Replacement

Estimated Cost

Maintenance 

Cycle 
(Yrs)

Priority
Code

Exterior
Exterior Walls

* *Masonry: Brick %100 Now $55,600 LIFE 5 $66,600 A
Diagonal Cracks, Extent : Moderate, Area Affected : 5%

Location : West Facade,South Facade
Windows

* *Steel %100 Now $7,200 2026 5 $200 A
Broken/Missing Elements, Extent : Moderate, Area Affected : 25%

Location : AT EAST FACADE
Corrosion/Rusting, Extent : Moderate, Area Affected : 25%

Location : East Facade
Glazing Broken/Cracked, Extent : Severe, Area Affected : 25%

Location : East Facade
Thermally Inefficient, Extent : Moderate, Area Affected : 100%

Parapets
* *Masonry: Brick %65 LIFE 3 $48,200 A

$40,800Metal: Cage/Fence %35 Now $8,200 2011 3 $9,200 A
Broken/Missing Elements, Extent : Moderate, Area Affected : 25%

Location : West Facade
Corrosion/Rusting, Extent : Moderate, Area Affected : 25%

Location : West Facade
Roof

$12,100Built-Up (BUR) %10 2011 A
Debris Present, Extent : Moderate, Area Affected : 10%

Location : ROOFS OVER STRUCTURES AT NORTH AND SOUTH ENDS
* *Cast in Place Concrete %90 Now $16,200 LIFE 5 $5,200 A

Cracking/Crumbling, Extent : Moderate, Area Affected : 10%
Location : AT STANDS

Interior
Floors

* *Cast in Place Concrete %100 LIFE 5 $9,600 C

Interior Walls
* *Cast in Place Concrete %90 Now $130,600 LIFE 5 $15,800 C

Cracking/Crumbling, Extent : Moderate, Area Affected : 5%
Location : FILTER ROOM

* *Masonry: Brick %10 LIFE 5 $2,100 C

Ceilings
* *Exposed Concrete %85 LIFE B
* *Plaster %15 LIFE 5 $600 B

Electrical
System

Component
Type

% of 
Total

Fail Date 
(Years)

Estimated Cost

Current Repair

Year 
FY

Estimated Cost

Future Replacement

Estimated Cost

Maintenance 

Cycle 
(Yrs)

Priority
Code

Note :       All $ estimates are in current dollars and are not escalated for potential future inflation. 
                Maintenance $ are aggregated over a ten-year period.
          **  Replacement cost estimated to be beyond ten years is not included in this report.
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DEPT. OF PARKS & RECREATION - 846
SUNSET PARK FILTERHOUSE

Asset # : 1180

Electrical
System

Component
Type

% of 
Total

Fail Date 
(Years)

Estimated Cost

Current Repair

Year 
FY

Estimated Cost

Future Replacement

Estimated Cost

Maintenance 

Cycle 
(Yrs)

Priority
Code

Under 600 Volts
Service Equipment

$2,600Air Circuit Breaker %100 2011 5 $1,100 B

Raceway
* *Conduit %100 2021 B

Panelboards
* *Molded Case Bkrs %10 2-4 $4,700 2036 3 $100 B

Enclosure Corroded, Extent : Moderate, Area Affected : 100%
$14,000Molded Case Bkrs %30 2010 3 $200 B

* *Molded Case Bkrs %60 2019 3 $400 B

Wiring
* *Thermoplastic %100 2021 B

Motor Controllers
* *Locally Mounted %50 2016 5 $300 B
* *Locally Mounted %50 2028 5 $300 B

Lighting
General Lighting

$99,900Fluorescent %100 2006 2 $49,700 B

Mechanical
System

Component
Type

% of 
Total

Fail Date 
(Years)

Estimated Cost

Current Repair

Year 
FY

Estimated Cost

Future Replacement

Estimated Cost

Maintenance 

Cycle 
(Yrs)

Priority
Code

Heating
Energy Source

* *District Steam %100 2021 5 $3,900 B
Other Observation, Extent : Light, Area Affected : 100%

Explanation : FROM BATH HOUSE
Distribution

* *Steam Piping/Pump %100 2021 3 $2,500 B

Terminal Devices
* *Convector/Radiator %100 2016 2 $12,300 B

Ventilation
Distribution

* *Ductwork/Diffusers %100 LIFE 2 $15,700 B

Exhaust Fans
* *Interior %100 2016 3-10 $7,000 B

Plumbing
H/C Water Piping

* *Single Type %100 2016 3-5 $3,300 B

Note :       All $ estimates are in current dollars and are not escalated for potential future inflation. 
                Maintenance $ are aggregated over a ten-year period.
          **  Replacement cost estimated to be beyond ten years is not included in this report.
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DEPT. OF PARKS & RECREATION - 846
SUNSET PARK FILTERHOUSE

Asset # : 1180

Mechanical
System

Component
Type

% of 
Total

Fail Date 
(Years)

Estimated Cost

Current Repair

Year 
FY

Estimated Cost

Future Replacement

Estimated Cost

Maintenance 

Cycle 
(Yrs)

Priority
Code

Plumbing
Sanitary Piping

* *Single Type %100 2021 B

Storm Drain Piping
* *Single Type %100 2021 B

Sump Pump(s)
$8,800Single Type %100 2005 4 $2,000 B

Pool Filter/Treatment
$384,900Single Type %100 2014 B

Note :       All $ estimates are in current dollars and are not escalated for potential future inflation. 
                Maintenance $ are aggregated over a ten-year period.
          **  Replacement cost estimated to be beyond ten years is not included in this report.
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Asset Name

Program / Asset #

Address
Borough

Areas Surveyed 

SUNSET PARK  OLYMPIC POOL
41-44 ST & 5TH AND 7TH AVE 7TH AVE BET. 41 & 44 ST.

Print Date :

Date of Survey

Agency's Number
Yr Built/Renovated
Project Type
Landmark Status

30-Sep-2003

PARKS

DEPT. OF PARKS & RECREATION - FY 2004

Floors 1
NONE22-Sep-1999

BROOKLYN

FY 2009 - 2014FY 2005 - 2008CAPITAL BUDGET
Interior Architecture $215,200
Mechanical $729,700

$215,200 $729,700Total 

:

:
:

:
:

:
:

:
:
:
:

PAR0105.002 / 599
Area Sq Ft 41,796

B087-02

$729,700BPriority  
$215,200CPriority  

$215,200 $729,700Total

FY 2008FY 2007FY 2006FY 2005EXPENSE BUDGET
Exterior Architecture
Interior Architecture
Mechanical $33,500 $1,200

$33,500 $1,200Total

Priority A
$33,500 $1,200Priority B

Priority C

$33,500 $1,200Total

Note :       All $ estimates are in current dollars and are not escalated for potential future inflation. 
                Maintenance $ are aggregated over a ten-year period.
          **  Replacement cost estimated to be beyond ten years is not included in this report.
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DEPT. OF PARKS & RECREATION - 846
SUNSET PARK OLYMPIC POOL

Asset # : 599

Architecture
System

Component
Type

% of 
Total

Fail Date 
(Years)

Estimated Cost

Current Repair

Year 
FY

Estimated Cost

Future Replacement

Estimated Cost

Maintenance 

Cycle 
(Yrs)

Priority
Code

Exterior
Exterior Walls

* *Cast in Place Concrete %80 LIFE 5 $9,300 A
* *Stainless Steel %20 LIFE A

Interior
Floors

* *Cast in Place Concrete %100 Now $215,200 LIFE 5 $18,300 C
Cracking/Crumbling, Extent : Moderate, Area Affected : 15%

Mechanical
System

Component
Type

% of 
Total

Fail Date 
(Years)

Estimated Cost

Current Repair

Year 
FY

Estimated Cost

Future Replacement

Estimated Cost

Maintenance 

Cycle 
(Yrs)

Priority
Code

Plumbing
H/C Water Piping

* *Single Type %100 Now $32,600 2016 3-5 $6,000 B
Leak Evident, Extent : Light, Area Affected : 5%

Sump Pump(s)
$8,800Single Type %100 Now $900 2009 4 $1,300 B

Broken, Extent : Light, Area Affected : 100%
Pool Filter/Treatment

$729,700Single Type %100 2014 B

Note :       All $ estimates are in current dollars and are not escalated for potential future inflation. 
                Maintenance $ are aggregated over a ten-year period.
          **  Replacement cost estimated to be beyond ten years is not included in this report.
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Asset Name

Program / Asset #

Address
Borough

Areas Surveyed 

SUNSET PARK  WADING POOL
41-44 ST & 5TH AND 7TH AVE 

Print Date :

Date of Survey

Agency's Number
Yr Built/Renovated
Project Type
Landmark Status

30-Sep-2003

PARKS

DEPT. OF PARKS & RECREATION - FY 2004

Floors 1
NONE22-Sep-1999

BROOKLYN

FY 2009 - 2014FY 2005 - 2008CAPITAL BUDGET
Interior Architecture $48,900

$48,900Total 

:

:
:

:
:

:
:

:
:
:
:

PAR0105.N02 / 849
Area Sq Ft 4,750

N/A

$48,900CPriority  

$48,900Total

FY 2008FY 2007FY 2006FY 2005EXPENSE BUDGET
Exterior Architecture
Interior Architecture
Mechanical $100 $100

$100 $100Total

Priority A
$100 $100Priority B

Priority C

$100 $100Total

Note :       All $ estimates are in current dollars and are not escalated for potential future inflation. 
                Maintenance $ are aggregated over a ten-year period.
          **  Replacement cost estimated to be beyond ten years is not included in this report.
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DEPT. OF PARKS & RECREATION - 846
SUNSET PARK WADING POOL

Asset # : 849

Architecture
System

Component
Type

% of 
Total

Fail Date 
(Years)

Estimated Cost

Current Repair

Year 
FY

Estimated Cost

Future Replacement

Estimated Cost

Maintenance 

Cycle 
(Yrs)

Priority
Code

Exterior
Exterior Walls

* *Cast in Place Concrete %100 LIFE 5 $800 A

Interior
Floors

* *Cast in Place Concrete %100 Now $48,900 LIFE 5 $2,100 C
Cracking/Crumbling, Extent : Moderate, Area Affected : 15%
Other Observation, Extent : Moderate, Area Affected : 20%

Explanation : SOFT JOINTS ARE DETERIORATED

Mechanical
System

Component
Type

% of 
Total

Fail Date 
(Years)

Estimated Cost

Current Repair

Year 
FY

Estimated Cost

Future Replacement

Estimated Cost

Maintenance 

Cycle 
(Yrs)

Priority
Code

Plumbing
H/C Water Piping

* *Single Type %100 2024 3-5 $700 B

Storm Drain Piping
* *Single Type %100 2031 B

Note :       All $ estimates are in current dollars and are not escalated for potential future inflation. 
                Maintenance $ are aggregated over a ten-year period.
          **  Replacement cost estimated to be beyond ten years is not included in this report.
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Asset Name

Program / Asset #

Address
Borough

Areas Surveyed 

THOMAS JEFFERSON PARK  POOL BUILDING
1ST AVE TO FDR DRIVE E. 112TH ST. AND 1ST. AVE.

Print Date :

Date of Survey

Agency's Number
Yr Built/Renovated
Project Type
Landmark Status

30-Sep-2003

PARKS

DEPT. OF PARKS & RECREATION - FY 2004

Basement, Roof, Floors 1
NONE19-Sep-2002

MANHATTAN

FY 2009 - 2014FY 2005 - 2008CAPITAL BUDGET
Exterior Architecture $53,800 $60,200

$53,800 $60,200Total 

:

:
:

:
:

:
:

:
:
:
:

PAR0045.02A / 885
Area Sq Ft 5,400

M047-02A

$53,800 $60,200APriority  

$53,800 $60,200Total

FY 2008FY 2007FY 2006FY 2005EXPENSE BUDGET
Exterior Architecture $51,400 $300 $12,400
Interior Architecture $5,700 $1,300
Electrical $400 $2,000 $200 $2,000
Mechanical $9,100 $2,200 $800

$66,600 $2,000 $4,000 $15,200Total

$51,400 $300 $12,400Priority A
$11,200 $2,000 $2,400 $2,800Priority B

$4,000 $1,300Priority C

$66,600 $2,000 $4,000 $15,200Total

Note :       All $ estimates are in current dollars and are not escalated for potential future inflation. 
                Maintenance $ are aggregated over a ten-year period.
          **  Replacement cost estimated to be beyond ten years is not included in this report.
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DEPT. OF PARKS & RECREATION - 846
THOMAS JEFFERSON PARK POOL BUILDING

Asset # : 885

Architecture
System

Component
Type

% of 
Total

Fail Date 
(Years)

Estimated Cost

Current Repair

Year 
FY

Estimated Cost

Future Replacement

Estimated Cost

Maintenance 

Cycle 
(Yrs)

Priority
Code

Exterior
Exterior Walls

* *Cast in Place Concrete %5 Now $2,700 LIFE 5 $600 A
Cracking/Crumbling, Extent : Moderate, Area Affected : 10%

Location : SOUTH FACADE FACING POOLS
* *Masonry: Brick %10 Now $2,800 LIFE 5 $3,400 A

Diagonal Cracks, Extent : Light, Area Affected : 5%
Location : East Facade

Vertical Cracks, Extent : Moderate, Area Affected : 5%
Location : CHIMNEY

* *Masonry: Brick %85 LIFE 5 $57,000 A

Windows
* *Aluminum %95 2030 5 $10,200 A
* *Glass Block %5 LIFE 5 $600 A

Parapets
* *Masonry: Brick %100 Now $53,800 LIFE 3 $37,300 A

Jnt Mortar Miss/Erod, Extent : Moderate, Area Affected : 50%
Location : AT PRECAST CONCRETE COPING

Spalling, Extent : Moderate, Area Affected : 10%
Location : East Facade

Roof
$60,200Built-Up (BUR) %95 Now $12,000 2014 A

Drains Inad/Misposn, Extent : Moderate, Area Affected : 25%
Location : East Facade

Vegetation Growth, Extent : Moderate, Area Affected : 5%
Location : East Facade

Water Penetration, Extent : Moderate, Area Affected : 10%
Location : AT LOBBY AND MENS LOCKER ROOM

* *Skylight, Plastic %5 2034 3 $900 A

Interior
Floors

* *Cast in Place Concrete %10 LIFE 5 $400 C
Water Penetration, Extent : Light, Area Affected : 15%

Location : Boiler Room
* *Ceramic Tile %15 2042 5 $800 C
* *Quarry Tile %25 2027 5 $1,200 C
* *Vinyl Tile %50 2042 5 $600 C

Note :       All $ estimates are in current dollars and are not escalated for potential future inflation. 
                Maintenance $ are aggregated over a ten-year period.
          **  Replacement cost estimated to be beyond ten years is not included in this report.
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DEPT. OF PARKS & RECREATION - 846
THOMAS JEFFERSON PARK POOL BUILDING

Asset # : 885

Architecture
System

Component
Type

% of 
Total

Fail Date 
(Years)

Estimated Cost

Current Repair

Year 
FY

Estimated Cost

Future Replacement

Estimated Cost

Maintenance 

Cycle 
(Yrs)

Priority
Code

Interior
Interior Walls

* *Cast in Place Concrete %5 Now $2,100 LIFE 5 $300 C
Loose/Delam Surface, Extent : Light, Area Affected : 5%

Location : Filter Room
Paint Peeling, Extent : Moderate, Area Affected : 25%

Location : Filter Room
* *Masonry: Brick %5 LIFE 5 $600 C
* *Plaster %55 LIFE 5 $2,800 C
* *SGFT/Glazed Masonry %35 LIFE C

Ceilings
* *AcousTileSusp.Lay-In %5 2023 5 $100 B

Water Penetration, Extent : Light, Area Affected : 5%
Location : Lobby

* *Exposed Concrete %10 Now $1,000 LIFE B
Cracking/Crumbling, Extent : Moderate, Area Affected : 5%

Location : Filter Room
Paint Peeling, Extent : Moderate, Area Affected : 25%

Location : Filter Room
* *Plaster %85 LIFE 5 $1,500 B

Water Penetration, Extent : Light, Area Affected : 5%
Location : LOBBY AND MENS LOCKER ROOM

Electrical
System

Component
Type

% of 
Total

Fail Date 
(Years)

Estimated Cost

Current Repair

Year 
FY

Estimated Cost

Future Replacement

Estimated Cost

Maintenance 

Cycle 
(Yrs)

Priority
Code

Under 600 Volts
Service Equipment

* *Fused Disc Sw %100 2024 5 $400 B

Switchgear
* *Fused Disc Sw %100 2024 3-5 $200 B

Raceway
* *Conduit %100 2024 B

Panelboards
$4,800Molded Case Bkrs %50 2013 3 $100 B

* *Molded Case Bkrs %50 2022 3 $100 B

Wiring
* *Thermoplastic %100 2024 B

Motor Controllers
$1,800Locally Mounted %50 2012 5 $100 B

* *Locally Mounted %50 2019 5 $100 B

Ground

Note :       All $ estimates are in current dollars and are not escalated for potential future inflation. 
                Maintenance $ are aggregated over a ten-year period.
          **  Replacement cost estimated to be beyond ten years is not included in this report.
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DEPT. OF PARKS & RECREATION - 846
THOMAS JEFFERSON PARK POOL BUILDING

Asset # : 885

Electrical
System

Component
Type

% of 
Total

Fail Date 
(Years)

Estimated Cost

Current Repair

Year 
FY

Estimated Cost

Future Replacement

Estimated Cost

Maintenance 

Cycle 
(Yrs)

Priority
Code

Ground
Grounding Devices

Not Accessible %100 D

Lighting
General Lighting

Exit %2 2014 2 B
* *Exit %1 Now 2024 2 B

Not in Service, Extent : Light, Area Affected : 100%
Location : Some Areas

$6,800Fluorescent %92 2014 2 $9,800 B
* *Fluorescent %5 0-2 $400 2024 2 $400 B

Inadequate Ltg Level, Extent : Light, Area Affected : 100%

Mechanical
System

Component
Type

% of 
Total

Fail Date 
(Years)

Estimated Cost

Current Repair

Year 
FY

Estimated Cost

Future Replacement

Estimated Cost

Maintenance 

Cycle 
(Yrs)

Priority
Code

Heating
Energy Source

* *Natural Gas %100 2034 3 $100 B

Conversion Equipment
* *Steam Boiler %100 Now $1,800 2027 3 $1,400 B

Leak Evident, Extent : Moderate, Area Affected : 10%
Location : Boiler Room

Distribution
* *Steam Piping/Pump %100 Now $2,600 2034 3 $500 B

Leak Evident, Extent : Light, Area Affected : 10%
Location : Condensate Returns

Terminal Devices
* *Air Handler %40 2019 B
* *Convector/Radiator %40 2027 2 $1,100 B
* *Fan Coil Unit/Heat %20 2019 4 $100 B

Air Conditioning
Conversion Equipment

* *Ext Pkg Unit - Cool %100 Now $1,700 2023 B
Not in Service, Extent : Moderate, Area Affected : 50%

Location : Roof
Ventilation

Distribution
* *Ductwork/Diffusers %100 LIFE 2 $4,200 B

Exhaust Fans
* *Roof %100 2019 2-10 $2,000 B

Plumbing

Note :       All $ estimates are in current dollars and are not escalated for potential future inflation. 
                Maintenance $ are aggregated over a ten-year period.
          **  Replacement cost estimated to be beyond ten years is not included in this report.
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DEPT. OF PARKS & RECREATION - 846
THOMAS JEFFERSON PARK POOL BUILDING

Asset # : 885

Mechanical
System

Component
Type

% of 
Total

Fail Date 
(Years)

Estimated Cost

Current Repair

Year 
FY

Estimated Cost

Future Replacement

Estimated Cost

Maintenance 

Cycle 
(Yrs)

Priority
Code

Plumbing
H/C Water Piping

* *Galv Iron/Steel %100 Now $1,100 2027 3-5 $700 B
Other Observation, Extent : Moderate, Area Affected : 100%

Location : Water Main
Explanation : Low Water Pressure

HW Heat Exchanger
* *Low Temp %100 Now $500 2034 B

Leak Evident, Extent : Severe, Area Affected : 50%
Location : House Tank

Sanitary Piping
* *Cast Iron %100 2034 B

Storm Drain Piping
* *Cast Iron %100 2034 B

Sump Pump(s)
* *Rigid Piping %100 2019 4 $1,300 B

Pool Filter/Treatment
* *Sand %100 2027 B

Not in Service, Extent : Severe, Area Affected : 50%
Location : Basement

Non-Water Piping
* *Natural Gas %100 2034 3 $100 B

Note :       All $ estimates are in current dollars and are not escalated for potential future inflation. 
                Maintenance $ are aggregated over a ten-year period.
          **  Replacement cost estimated to be beyond ten years is not included in this report.
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Asset Name

Program / Asset #

Address
Borough

Areas Surveyed 

THOMAS JEFFERSON PARK  THOMAS JEFFERSON POOL, OLYMPIC
1ST AVE TO FDR DRIVE 1ST. AVE., E.112 - E.113ST.

Print Date :

Date of Survey

Agency's Number
Yr Built/Renovated
Project Type
Landmark Status

30-Sep-2003

PARKS

DEPT. OF PARKS & RECREATION - FY 2004

Floors 1
NONE19-Sep-2002

MANHATTAN

FY 2009 - 2014FY 2005 - 2008CAPITAL BUDGET
Interior Architecture $87,500

$87,500Total 

:

:
:

:
:

:
:

:
:
:
:

PAR0045.002 / 846
Area Sq Ft 17,000

M047-02

$87,500CPriority  

$87,500Total

FY 2008FY 2007FY 2006FY 2005EXPENSE BUDGET
Exterior Architecture $4,700
Interior Architecture
Electrical $7,700 $7,700
Mechanical $500 $500

$4,700 $8,200 $500 $7,700Total

$4,700Priority A
$8,200 $500 $7,700Priority B

Priority C

$4,700 $8,200 $500 $7,700Total

Note :       All $ estimates are in current dollars and are not escalated for potential future inflation. 
                Maintenance $ are aggregated over a ten-year period.
          **  Replacement cost estimated to be beyond ten years is not included in this report.
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DEPT. OF PARKS & RECREATION - 846
THOMAS JEFFERSON PARK THOMAS JEFFERSON POOL, OLYMPIC

Asset # : 846

Architecture
System

Component
Type

% of 
Total

Fail Date 
(Years)

Estimated Cost

Current Repair

Year 
FY

Estimated Cost

Future Replacement

Estimated Cost

Maintenance 

Cycle 
(Yrs)

Priority
Code

Exterior
Exterior Walls

* *Cast in Place Concrete %100 LIFE 5 $9,500 A

Interior
Floors

* *Cast in Place Concrete %100 Now $87,500 LIFE 5 $7,400 C
Cracking/Crumbling, Extent : Moderate, Area Affected : 15%

Location : Throughout

Electrical
System

Component
Type

% of 
Total

Fail Date 
(Years)

Estimated Cost

Current Repair

Year 
FY

Estimated Cost

Future Replacement

Estimated Cost

Maintenance 

Cycle 
(Yrs)

Priority
Code

Lighting
General Lighting

HID %100 2014 2 $38,400 B

Mechanical
System

Component
Type

% of 
Total

Fail Date 
(Years)

Estimated Cost

Current Repair

Year 
FY

Estimated Cost

Future Replacement

Estimated Cost

Maintenance 

Cycle 
(Yrs)

Priority
Code

Plumbing
H/C Water Piping

* *Galv Iron/Steel %100 2027 3-5 $2,600 B

Storm Drain Piping
* *Cast Iron %100 2034 B

Pool Filter/Treatment
* *Sand %100 2027 B

Note :       All $ estimates are in current dollars and are not escalated for potential future inflation. 
                Maintenance $ are aggregated over a ten-year period.
          **  Replacement cost estimated to be beyond ten years is not included in this report.
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Asset Name

Program / Asset #

Address
Borough

Areas Surveyed 

THOMAS JEFFERSON PARK  WADING POOL
1ST AVE TO FDR DRIVE E. 114TH ST./PLEASANT AVE

Print Date :

Date of Survey

Agency's Number
Yr Built/Renovated
Project Type
Landmark Status

30-Sep-2003

PARKS

DEPT. OF PARKS & RECREATION - FY 2004

Floors 1
NONE19-Sep-2002

MANHATTAN

CAPITAL BUDGET

Total 

:

:
:

:
:

:
:

:
:
:
:

PAR0045.02B / 827
Area Sq Ft 5,500

M047-02B

Priority  

Total

FY 2008FY 2007FY 2006FY 2005EXPENSE BUDGET
Exterior Architecture $1,000
Interior Architecture $14,200
Electrical $2,500 $2,500
Mechanical $200 $200

$15,100 $2,600 $200 $2,500Total

$1,000Priority A
$2,600 $200 $2,500Priority B

$14,200Priority C

$15,100 $2,600 $200 $2,500Total

Note :       All $ estimates are in current dollars and are not escalated for potential future inflation. 
                Maintenance $ are aggregated over a ten-year period.
          **  Replacement cost estimated to be beyond ten years is not included in this report.
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DEPT. OF PARKS & RECREATION - 846
THOMAS JEFFERSON PARK WADING POOL

Asset # : 827

Architecture
System

Component
Type

% of 
Total

Fail Date 
(Years)

Estimated Cost

Current Repair

Year 
FY

Estimated Cost

Future Replacement

Estimated Cost

Maintenance 

Cycle 
(Yrs)

Priority
Code

Exterior
Exterior Walls

* *Cast in Place Concrete %100 LIFE 5 $1,900 A

Interior
Floors

* *Cast in Place Concrete %100 Now $14,200 LIFE 5 $2,400 C
Cracking/Crumbling, Extent : Light, Area Affected : 10%

Location : North Facade,South Facade

Electrical
System

Component
Type

% of 
Total

Fail Date 
(Years)

Estimated Cost

Current Repair

Year 
FY

Estimated Cost

Future Replacement

Estimated Cost

Maintenance 

Cycle 
(Yrs)

Priority
Code

Lighting
General Lighting

HID %100 2014 2 $12,400 B

Mechanical
System

Component
Type

% of 
Total

Fail Date 
(Years)

Estimated Cost

Current Repair

Year 
FY

Estimated Cost

Future Replacement

Estimated Cost

Maintenance 

Cycle 
(Yrs)

Priority
Code

Plumbing
H/C Water Piping

* *Galv Iron/Steel %100 2027 3-5 $800 B

Storm Drain Piping
* *Cast Iron %100 2034 B

Pool Filter/Treatment
* *Sand %100 2027 B

Note :       All $ estimates are in current dollars and are not escalated for potential future inflation. 
                Maintenance $ are aggregated over a ten-year period.
          **  Replacement cost estimated to be beyond ten years is not included in this report.
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Asset Name

Program / Asset #

Address
Borough

Areas Surveyed 

TOMPKINS PARK  VON KING CULTURAL/ARTS CENTER
LAFAYETTE, TOMPKINS, MARCY AVES. 670 LAFAYETTE AVENUE

Print Date :

Date of Survey

Agency's Number
Yr Built/Renovated
Project Type
Landmark Status

30-Sep-2003

PARKS

DEPT. OF PARKS & RECREATION - FY 2004

1973 /  

Basement, Roof, Floors 1
NONE04-Sep-2002

BROOKLYN

FY 2009 - 2014FY 2005 - 2008CAPITAL BUDGET
Exterior Architecture $214,900 $97,100
Interior Architecture $39,900
Electrical $35,600
Mechanical $77,300

$214,900 $249,800Total 

:

:
:

:
:

:
:

:
:
:
:

PAR0106.001 / 1170
Area Sq Ft 12,000

B088-01

$214,900 $97,100APriority  
$112,900BPriority  

$39,900CPriority  

$214,900 $249,800Total

FY 2008FY 2007FY 2006FY 2005EXPENSE BUDGET
Exterior Architecture $8,800 $3,900
Interior Architecture $18,900 $1,900
Electrical $6,400 $5,000 $400 $5,000
Mechanical $14,100 $3,400 $9,100 $1,400

$48,100 $8,400 $11,300 $10,300Total

$8,800 $3,900Priority A
$21,400 $8,400 $9,400 $6,400Priority B
$18,000 $1,900Priority C

$48,100 $8,400 $11,300 $10,300Total

Note :       All $ estimates are in current dollars and are not escalated for potential future inflation. 
                Maintenance $ are aggregated over a ten-year period.
          **  Replacement cost estimated to be beyond ten years is not included in this report.
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DEPT. OF PARKS & RECREATION - 846
TOMPKINS PARK VON KING CULTURAL/ARTS CENTER

Asset # : 1170

Architecture
System

Component
Type

% of 
Total

Fail Date 
(Years)

Estimated Cost

Current Repair

Year 
FY

Estimated Cost

Future Replacement

Estimated Cost

Maintenance 

Cycle 
(Yrs)

Priority
Code

Exterior
Exterior Walls

* *Cast in Place Concrete %95 LIFE 5 $17,500 A
* *Metal Coiling Doors %5 Now $40,500 2034 3 $7,100 A

Corrosion/Rusting, Extent : Moderate, Area Affected : 35%
Location : 1st Floor Game Room

Deformed/Dented, Extent : Moderate, Area Affected : 25%
Location : 1st Floor Game Room

Unit Inoperable, Extent : Moderate, Area Affected : 50%
Location : 1st Floor Game Room

Windows
$97,100Aluminum %100 2013 5 $3,000 A

Deteriorated Finish, Extent : Moderate, Area Affected : 50%
Location : Throughout

Glazing Clouded, Extent : Moderate, Area Affected : 50%
Location : Throughout

Roof
* *Built-Up (BUR) %40 Now $56,700 2024 A

Debris Present, Extent : Moderate, Area Affected : 40%
Location : Throughout

Worn/Eroded, Extent : Moderate, Area Affected : 50%
Location : Throughout

* *Metal Panel %60 2-4 $117,800 2034 5 $14,000 A
Corrosion/Rusting, Extent : Moderate, Area Affected : 60%

Location : Throughout
Interior

Floors
* *Cast in Place Concrete %25 LIFE 5 $2,700 C
* *Ceramic Tile %5 Now $2,800 2042 5 $400 C

Cracking/Crumbling, Extent : Moderate, Area Affected : 25%
Location : Toilet(s) Throughout

* *Quarry Tile %5 2027 5 $600 C
$39,900Sheet Vinyl/Rubber %20 2014 C

* *Vinyl Tile %35 2017 5 $1,100 C
* *Wood %10 2042 5 $2,100 C

Interior Walls
* *Ceramic Tile %5 LIFE 5 $300 C
* *Concr Masonry Unit %60 Now $12,900 LIFE 5 $1,000 C

Water Penetration, Extent : Severe, Area Affected : 10%
Location : Basement,Throughout Corridors And Boiler Room

* *Plaster %35 LIFE 5 $1,600 C

Ceilings
* *Exposed Concrete %60 LIFE B
* *Plaster %40 LIFE 5 $1,800 B

Note :       All $ estimates are in current dollars and are not escalated for potential future inflation. 
                Maintenance $ are aggregated over a ten-year period.
          **  Replacement cost estimated to be beyond ten years is not included in this report.
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DEPT. OF PARKS & RECREATION - 846
TOMPKINS PARK VON KING CULTURAL/ARTS CENTER

Asset # : 1170

Electrical
System

Component
Type

% of 
Total

Fail Date 
(Years)

Estimated Cost

Current Repair

Year 
FY

Estimated Cost

Future Replacement

Estimated Cost

Maintenance 

Cycle 
(Yrs)

Priority
Code

Under 600 Volts
Service Equipment

$1,400Molded Case Bkrs %100 2014 5 $700 B

Raceway
$8,200Conduit %100 2014 B

Panelboards
* *Molded Case Bkrs %100 2022 3 $500 B

Wiring
$7,600Thermoplastic %100 2014 B

Motor Controllers
$8,900Locally Mounted %100 2012 5 $400 B

Ground
Grounding Devices

* *Metal Water Pipe %100 Now $6,400 2034 B
Unconnected Ckt Grnd, Extent : Severe, Area Affected : 100%

Location : Boiler Room
Lighting

General Lighting
$300Emergency %5 2014 2 $100 B
$300Exit %5 2014 2 $100 B

$35,600Fluorescent %70 2014 2 $19,300 B
$1,800HID %5 2014 2 $1,400 B
$7,600Incandescent %15 2014 2 $4,100 B

Mechanical
System

Component
Type

% of 
Total

Fail Date 
(Years)

Estimated Cost

Current Repair

Year 
FY

Estimated Cost

Future Replacement

Estimated Cost

Maintenance 

Cycle 
(Yrs)

Priority
Code

Heating
Energy Source

* *Natural Gas %100 2034 3 $200 B

Conversion Equipment
* *Hot Water Boiler %100 2027 3 $3,200 B

Distribution
* *Hot Wtr Piping/Pump %100 2022 3-4 $2,400 B

Recent Repair Evident, Extent : Light, Area Affected : 5%
Location : Basement

Terminal Devices
* *Air Handler/Cool/Ht %80 2019 4 $700 B
* *Convector/Radiator %20 2019 2 $1,400 B

Air Conditioning

Note :       All $ estimates are in current dollars and are not escalated for potential future inflation. 
                Maintenance $ are aggregated over a ten-year period.
          **  Replacement cost estimated to be beyond ten years is not included in this report.
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DEPT. OF PARKS & RECREATION - 846
TOMPKINS PARK VON KING CULTURAL/ARTS CENTER

Asset # : 1170

Mechanical
System

Component
Type

% of 
Total

Fail Date 
(Years)

Estimated Cost

Current Repair

Year 
FY

Estimated Cost

Future Replacement

Estimated Cost

Maintenance 

Cycle 
(Yrs)

Priority
Code

Air Conditioning
Energy Source

* *Electricity %100 2030 5 $100 B

Conversion Equipment
* *Reciprocating Compr %100 Now $9,900 2023 5 $7,200 B

Not in Service, Extent : Severe, Area Affected : 30%
Location : Compressor(s)

Distribution
* *Chilled Wtr Pipe/Pmp %100 2034 3-4 $2,100 B

Terminal Devices
$77,300Air Handler/Cool/Ht %100 2014 4 $1,200 B

Heat Rejection
* *Air Condenser Unit %100 2017 B

Ventilation
Distribution

* *Ductwork/Diffusers %100 LIFE 2 $10,800 B

Exhaust Fans
$7,800Roof %100 2014 2-10 $5,200 B

Plumbing
H/C Water Piping

* *Brass/Copper %100 2034 3-5 $2,100 B

Hot Water Heater
$1,500Electric %100 2009 3-5 $3,000 B

Sanitary Piping
* *Cast Iron %100 2034 B

Storm Drain Piping
* *Cast Iron %100 2024 B

Sump Pump(s)
$5,400Submersible %100 2007 4 $2,000 B

Note :       All $ estimates are in current dollars and are not escalated for potential future inflation. 
                Maintenance $ are aggregated over a ten-year period.
          **  Replacement cost estimated to be beyond ten years is not included in this report.
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Asset Name

Program / Asset #

Address
Borough

Areas Surveyed 

TOMPKINS SQUARE PARK  MEN & WOMEN COMFORT STATION
E 7 ST-E 10 ST AVE A & B 500 EAST 9TH STREET

Print Date :

Date of Survey

Agency's Number
Yr Built/Renovated
Project Type
Landmark Status

30-Sep-2003

PARKS

DEPT. OF PARKS & RECREATION - FY 2004

1936 /  

Basement, Roof, Floors 1
NONE03-Sep-2002

MANHATTAN

FY 2009 - 2014FY 2005 - 2008CAPITAL BUDGET
Exterior Architecture $39,000 $46,600

$39,000 $46,600Total 

:

:
:

:
:

:
:

:
:
:
:

PAR0051.02A / 894
Area Sq Ft 3,967

M088-02A

$39,000 $46,600APriority  

$39,000 $46,600Total

FY 2008FY 2007FY 2006FY 2005EXPENSE BUDGET
Exterior Architecture $25,700 $3,100 $6,000
Interior Architecture $6,700 $1,600
Electrical $6,400 $1,600 $100 $1,600
Mechanical $600 $1,000 $1,000 $400

$39,400 $2,600 $5,800 $8,000Total

$25,700 $3,100 $6,000Priority A
$10,800 $2,600 $1,100 $2,000Priority B

$2,900 $1,600Priority C

$39,400 $2,600 $5,800 $8,000Total

Note :       All $ estimates are in current dollars and are not escalated for potential future inflation. 
                Maintenance $ are aggregated over a ten-year period.
          **  Replacement cost estimated to be beyond ten years is not included in this report.
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DEPT. OF PARKS & RECREATION - 846
TOMPKINS SQUARE PARK MEN & WOMEN COMFORT STATION

Asset # : 894

Architecture
System

Component
Type

% of 
Total

Fail Date 
(Years)

Estimated Cost

Current Repair

Year 
FY

Estimated Cost

Future Replacement

Estimated Cost

Maintenance 

Cycle 
(Yrs)

Priority
Code

Exterior
Exterior Walls

* *Masonry: Brick %95 Now $39,000 LIFE 5 $23,400 A
Diagonal Cracks, Extent : Moderate, Area Affected : 3%

Location : Boys Room
Jnt Mortar Miss/Erod, Extent : Moderate, Area Affected : 25%
Spalling, Extent : Moderate, Area Affected : 10%

Location : North Facade
* *Masonry: Limestone %5 Now $7,700 LIFE 3-5 $4,400 A

Jnt Mortar Miss/Erod, Extent : Moderate, Area Affected : 20%
Location : North Facade,South Facade

Windows
* *Aluminum %100 2030 5 $7,900 A

Parapets
* *Masonry: Limestone %50 LIFE 3 $19,200 A
* *Metal Panel %50 2034 3 $9,400 A

Roof
$46,600Built-Up (BUR) %100 Now $9,300 2014 A

Blisters, Extent : Moderate, Area Affected : 5%
Miss/Damgd Flashings, Extent : Moderate, Area Affected : 15%

Interior
Floors

* *Cast in Place Concrete %5 LIFE 5 $200 C
* *Ceramic Tile %30 2042 5 $1,200 C
* *Quarry Tile %55 2027 5 $1,900 C
* *Vinyl Tile %10 2029 5 $100 C

Interior Walls
* *Ceramic Tile %75 LIFE 5 $3,900 C
* *Plaster %25 2-4 $900 LIFE 5 $500 C

Paint Peeling, Extent : Moderate, Area Affected : 20%
Location : Storage Area

Ceilings
* *Exposed Concrete %50 Now $3,500 LIFE B

Cracking/Crumbling, Extent : Light, Area Affected : 5%
Paint Peeling, Extent : Moderate, Area Affected : 20%

* *Plaster %50 LIFE 5 $700 B

Electrical
System

Component
Type

% of 
Total

Fail Date 
(Years)

Estimated Cost

Current Repair

Year 
FY

Estimated Cost

Future Replacement

Estimated Cost

Maintenance 

Cycle 
(Yrs)

Priority
Code

Under 600 Volts

Note :       All $ estimates are in current dollars and are not escalated for potential future inflation. 
                Maintenance $ are aggregated over a ten-year period.
          **  Replacement cost estimated to be beyond ten years is not included in this report.
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DEPT. OF PARKS & RECREATION - 846
TOMPKINS SQUARE PARK MEN & WOMEN COMFORT STATION

Asset # : 894

Electrical
System

Component
Type

% of 
Total

Fail Date 
(Years)

Estimated Cost

Current Repair

Year 
FY

Estimated Cost

Future Replacement

Estimated Cost

Maintenance 

Cycle 
(Yrs)

Priority
Code

Under 600 Volts
Service Equipment

$800Fused Disc Sw %100 2014 5 $300 B

Raceway
$18,600Conduit %100 2014 B

Panelboards
$9,700Molded Case Bkrs %100 2013 3 $200 B

Wiring
$13,000Thermoplastic %100 2014 B

Motor Controllers
* *Locally Mounted %100 2027 5 $100 B

Ground
Grounding Devices

* *Metal Water Pipe %100 0-2 $6,400 2034 B
Corroded, Extent : Severe, Area Affected : 100%

Location : Boiler Room
Lighting

General Lighting
$4,300Fluorescent %80 2014 2 $6,200 B

$100HID %5 2014 2 $400 B
$800Incandescent %15 2014 2 $1,200 B

Mechanical
System

Component
Type

% of 
Total

Fail Date 
(Years)

Estimated Cost

Current Repair

Year 
FY

Estimated Cost

Future Replacement

Estimated Cost

Maintenance 

Cycle 
(Yrs)

Priority
Code

Heating
Energy Source

* *Fuel Oil %100 2034 4 $100 B

Conversion Equipment
* *Hot Water Boiler %100 2031 3 $900 B

Distribution
* *Hot Wtr Piping/Pump %100 2030 3-4 $700 B

Terminal Devices
* *Convector/Radiator %100 2019 2 $1,900 B

Ventilation
Exhaust Fans

$3,100Interior %100 2014 3-10 $1,400 B

Plumbing
H/C Water Piping

* *Brass/Copper %10 2040 3-5 $100 B
* *Galv Iron/Steel %90 2019 3-5 $500 B

Note :       All $ estimates are in current dollars and are not escalated for potential future inflation. 
                Maintenance $ are aggregated over a ten-year period.
          **  Replacement cost estimated to be beyond ten years is not included in this report.
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DEPT. OF PARKS & RECREATION - 846
TOMPKINS SQUARE PARK MEN & WOMEN COMFORT STATION

Asset # : 894

Mechanical
System

Component
Type

% of 
Total

Fail Date 
(Years)

Estimated Cost

Current Repair

Year 
FY

Estimated Cost

Future Replacement

Estimated Cost

Maintenance 

Cycle 
(Yrs)

Priority
Code

Plumbing
Hot Water Heater

$400Electric %100 2012 3-5 $700 B

Sanitary Piping
* *Cast Iron %100 2034 B

Storm Drain Piping
* *Cast Iron %100 2034 B

Sump Pump(s)
$8,800Rigid Piping %100 2014 4 $2,000 B

Note :       All $ estimates are in current dollars and are not escalated for potential future inflation. 
                Maintenance $ are aggregated over a ten-year period.
          **  Replacement cost estimated to be beyond ten years is not included in this report.
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Asset Name

Program / Asset #

Address
Borough

Areas Surveyed 

VAN CORTLANDT PARK  BATH HOUSE - 0006
W. 240 STREET TO CITY LINE BDWAY TO JEROME AVE., E. 233 S

Print Date :

Date of Survey

Agency's Number
Yr Built/Renovated
Project Type
Landmark Status

30-Sep-2003

PARKS

DEPT. OF PARKS & RECREATION - FY 2004

1959 /  

Roof, Floors 1
NONE13-Nov-2002

BRONX

FY 2009 - 2014FY 2005 - 2008CAPITAL BUDGET
Exterior Architecture $207,300
Interior Architecture $42,700
Electrical $43,900

$42,700 $251,200Total 

:

:
:

:
:

:
:

:
:
:
:

PAR0077.060 / 325
Area Sq Ft 12,096

X092-20B

$207,300APriority  
$42,700 $43,900BPriority  

$42,700 $251,200Total

FY 2008FY 2007FY 2006FY 2005EXPENSE BUDGET
Exterior Architecture $88,600 $6,000
Interior Architecture $8,700
Electrical $65,100 $4,800 $300
Mechanical $600

$162,400 $5,300 $6,300Total

$88,600 $6,000Priority A
$65,100 $5,300 $300Priority B

$8,700Priority C

$162,400 $5,300 $6,300Total

Note :       All $ estimates are in current dollars and are not escalated for potential future inflation. 
                Maintenance $ are aggregated over a ten-year period.
          **  Replacement cost estimated to be beyond ten years is not included in this report.
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DEPT. OF PARKS & RECREATION - 846
VAN CORTLANDT PARK BATH HOUSE - 0006

Asset # : 325

Architecture
System

Component
Type

% of 
Total

Fail Date 
(Years)

Estimated Cost

Current Repair

Year 
FY

Estimated Cost

Future Replacement

Estimated Cost

Maintenance 

Cycle 
(Yrs)

Priority
Code

Exterior
Exterior Walls

* *Cast in Place Concrete %5 Now $6,000 LIFE 5 $1,300 A
Cracking/Crumbling, Extent : Moderate, Area Affected : 10%

Location : FIRST AID
* *Cast in Place Concrete %85 LIFE 5 $44,300 A
* *Concr Masonry Unit %10 Now $12,900 LIFE 3-5 $21,600 A

Broken/Missing Elements, Extent : Moderate, Area Affected : 5%
Location : CONCESSION

Windows
* *Metal Louvers %100 2-4 $26,400 2022 5 $207,300 A

Corrosion/Rusting, Extent : Moderate, Area Affected : 35%
Location : Throughout

Roof
* *Cast in Place Concrete %100 Now $21,100 LIFE 5 $6,700 A

Water Penetration, Extent : Moderate, Area Affected : 10%
Location : MALE AND FEMALE LOCKERS

Other Observation, Extent : Moderate, Area Affected : 25%
Location : THROUGHOUT
Explanation : SOFT JOINT FAILURE

Interior
Floors

* *Cast in Place Concrete %95 LIFE 5 $8,800 C
* *Vinyl Tile %5 2029 5 $100 C

Interior Walls
* *Concr Masonry Unit %100 LIFE 5 $8,600 C

Ceilings
* *Exposed Concrete %100 Now $42,700 LIFE B

Water Penetration, Extent : Moderate, Area Affected : 10%
Location : MALE AND FEMALE LOCKERS
Explanation : SOFT JOINT FAILURE

Other Observation, Extent : Moderate, Area Affected : 25%
Location : THROUGHOUT
Explanation : SOFT JOINT FAILURE

Electrical
System

Component
Type

% of 
Total

Fail Date 
(Years)

Estimated Cost

Current Repair

Year 
FY

Estimated Cost

Future Replacement

Estimated Cost

Maintenance 

Cycle 
(Yrs)

Priority
Code

Under 600 Volts
Service Equipment

* *Fused Disc Sw %100 2-4 $1,400 2044 5 $400 B
On Extended Life, Extent : Moderate, Area Affected : 100%

Location : Basement

Note :       All $ estimates are in current dollars and are not escalated for potential future inflation. 
                Maintenance $ are aggregated over a ten-year period.
          **  Replacement cost estimated to be beyond ten years is not included in this report.
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DEPT. OF PARKS & RECREATION - 846
VAN CORTLANDT PARK BATH HOUSE - 0006

Asset # : 325

Electrical
System

Component
Type

% of 
Total

Fail Date 
(Years)

Estimated Cost

Current Repair

Year 
FY

Estimated Cost

Future Replacement

Estimated Cost

Maintenance 

Cycle 
(Yrs)

Priority
Code

Under 600 Volts
Switchgear

* *Fused Disc Sw %100 2-4 $24,800 2044 3-5 $400 B
On Extended Life, Extent : Moderate, Area Affected : 100%

Location : Basement
Raceway

$8,200Conduit %100 2014 B

Panelboards
* *Molded Case Bkrs %100 2-4 $15,500 2039 3 $500 B

On Extended Life, Extent : Moderate, Area Affected : 100%
Location : Basement

Wiring
* *Braided Cloth %100 2-4 $18,600 2039 B

Insulation Aged, Extent : Moderate, Area Affected : 100%
Location : Basement

Ground
Grounding Devices

Not Accessible %100 D

Lighting
General Lighting

$43,900Fluorescent %100 2009 2 $23,800 B

Mechanical
System

Component
Type

% of 
Total

Fail Date 
(Years)

Estimated Cost

Current Repair

Year 
FY

Estimated Cost

Future Replacement

Estimated Cost

Maintenance 

Cycle 
(Yrs)

Priority
Code

Plumbing
H/C Water Piping

* *Galv Iron/Steel %100 2019 3-5 $1,600 B

Sanitary Piping
* *Cast Iron %100 2024 B

Storm Drain Piping
* *Cast Iron %100 2024 B

Note :       All $ estimates are in current dollars and are not escalated for potential future inflation. 
                Maintenance $ are aggregated over a ten-year period.
          **  Replacement cost estimated to be beyond ten years is not included in this report.
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Asset Name

Program / Asset #

Address
Borough

Areas Surveyed 

VAN CORTLANDT PARK  DIVING POOL
W. 240 STREET TO CITY LINE 

Print Date :

Date of Survey

Agency's Number
Yr Built/Renovated
Project Type
Landmark Status

30-Sep-2003

PARKS

DEPT. OF PARKS & RECREATION - FY 2004

Floors 1
NONE12-Nov-2002

BRONX

FY 2009 - 2014FY 2005 - 2008CAPITAL BUDGET
Exterior Architecture $121,700
Interior Architecture $70,000
Mechanical $198,300

$390,000Total 

:

:
:

:
:

:
:

:
:
:
:

PAR0077.S01 / 301
Area Sq Ft 6,800

N/A

$121,700APriority  
$198,300BPriority  

$70,000CPriority  

$390,000Total

FY 2008FY 2007FY 2006FY 2005EXPENSE BUDGET
Exterior Architecture
Interior Architecture
Electrical $3,100 $3,100
Mechanical $200 $100 $200

$3,100 $200 $3,100 $200Total

Priority A
$3,100 $200 $3,100 $200Priority B

Priority C

$3,100 $200 $3,100 $200Total

Note :       All $ estimates are in current dollars and are not escalated for potential future inflation. 
                Maintenance $ are aggregated over a ten-year period.
          **  Replacement cost estimated to be beyond ten years is not included in this report.
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DEPT. OF PARKS & RECREATION - 846
VAN CORTLANDT PARK DIVING POOL

Asset # : 301

Architecture
System

Component
Type

% of 
Total

Fail Date 
(Years)

Estimated Cost

Current Repair

Year 
FY

Estimated Cost

Future Replacement

Estimated Cost

Maintenance 

Cycle 
(Yrs)

Priority
Code

Exterior
Exterior Walls

* *Cast in Place Concrete %100 Now $121,700 LIFE 5 $6,600 A
Cracking/Crumbling, Extent : Moderate, Area Affected : 20%

Location : West Facade
Vertical Cracks, Extent : Moderate, Area Affected : 10%

Location : THROUGHOUT
Interior

Floors
* *Cast in Place Concrete %100 Now $70,000 LIFE 5 $3,000 C

Cracking/Crumbling, Extent : Moderate, Area Affected : 20%
Location : THROUGHOUT

Electrical
System

Component
Type

% of 
Total

Fail Date 
(Years)

Estimated Cost

Current Repair

Year 
FY

Estimated Cost

Future Replacement

Estimated Cost

Maintenance 

Cycle 
(Yrs)

Priority
Code

Under 600 Volts
Raceway

Not Accessible %100 D

Wiring
Not Accessible %100 D

Lighting
General Lighting

HID %100 2009 2 $15,300 B

Mechanical
System

Component
Type

% of 
Total

Fail Date 
(Years)

Estimated Cost

Current Repair

Year 
FY

Estimated Cost

Future Replacement

Estimated Cost

Maintenance 

Cycle 
(Yrs)

Priority
Code

Plumbing
H/C Water Piping

$16,300Galv Iron/Steel %100 2012 3-5 $1,000 B
Not in Service, Extent : Severe, Area Affected : 100%

Location : Ground Level
Storm Drain Piping

$7,600Cast Iron %100 2014 B

Pool Filter/Treatment
$198,300Activated Carbon %100 2008 B

Not in Service, Extent : Severe, Area Affected : 100%
Location : Ground Level

Note :       All $ estimates are in current dollars and are not escalated for potential future inflation. 
                Maintenance $ are aggregated over a ten-year period.
          **  Replacement cost estimated to be beyond ten years is not included in this report.



Page : 697

Asset Name

Program / Asset #

Address
Borough

Areas Surveyed 

VAN CORTLANDT PARK  HEADQUARTERS
W. 240 STREET TO CITY LINE BDWAY TO JEROME AVE., E. 233 S

Print Date :

Date of Survey

Agency's Number
Yr Built/Renovated
Project Type
Landmark Status

30-Sep-2003

PARKS

DEPT. OF PARKS & RECREATION - FY 2004

1954 /  

Roof, Floors 1,2
NONE12-Nov-2002

BRONX

CAPITAL BUDGET

Total 

:

:
:

:
:

:
:

:
:
:
:

PAR0077.070 / 1122
Area Sq Ft 2,552

N/A

Priority  

Total

FY 2008FY 2007FY 2006FY 2005EXPENSE BUDGET
Exterior Architecture $21,400 $400
Interior Architecture $5,300
Electrical $2,000 $1,200
Mechanical $600 $100 $600 $200

$29,300 $100 $1,700 $600Total

$21,400 $400Priority A
$3,600 $100 $1,700 $200Priority B
$4,300Priority C

$29,300 $100 $1,700 $600Total

Note :       All $ estimates are in current dollars and are not escalated for potential future inflation. 
                Maintenance $ are aggregated over a ten-year period.
          **  Replacement cost estimated to be beyond ten years is not included in this report.
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DEPT. OF PARKS & RECREATION - 846
VAN CORTLANDT PARK HEADQUARTERS

Asset # : 1122

Architecture
System

Component
Type

% of 
Total

Fail Date 
(Years)

Estimated Cost

Current Repair

Year 
FY

Estimated Cost

Future Replacement

Estimated Cost

Maintenance 

Cycle 
(Yrs)

Priority
Code

Exterior
Exterior Walls

* *Masonry: Brick %90 Now $11,600 LIFE 5 $3,500 A
Diagonal Cracks, Extent : Moderate, Area Affected : 5%

Location : East Facade
Rusting Masonry Supt, Extent : Moderate, Area Affected : 25%

Location : AT WINDOWS
Vertical Cracks, Extent : Moderate, Area Affected : 5%

Location : East Facade
Water Penetration, Extent : Moderate, Area Affected : 10%

Location : East Facade,West Facade
* *Masonry: Limestone %10 Now $2,700 LIFE 3-5 $1,400 A

Jnt Mortar Miss/Erod, Extent : Moderate, Area Affected : 50%
Location : AT MAIN ENTRANCE

Loose Units, Extent : Moderate, Area Affected : 5%
Location : AT MAIN ENTRANCE

Windows
* *Wood %100 Now $5,500 2039 5 $200 A

Air Infiltration, Extent : Moderate, Area Affected : 50%
Location : AT MAIN ENTRANCE

Dry Rot/Decay, Extent : Moderate, Area Affected : 20%
Location : AT MAIN ENTRANCE

Split/Cracked, Extent : Moderate, Area Affected : 100%
Location : AT MAIN ENTRANCE

Water Penetration, Extent : Moderate, Area Affected : 10%
Location : MALE AND FEMALE REST ROOMS

Parapets
* *Panel/Paver: Limestone %100 Now $1,600 LIFE 5 A

Jnt Mortar Miss/Erod, Extent : Moderate, Area Affected : 100%
Location : MALE AND FEMALE REST ROOMS

Loose Units, Extent : Moderate, Area Affected : 5%
Location : MALE AND FEMALE REST ROOMS

Roof
* *Copper/Terne %100 2029 5 $500 A

Interior
Floors

* *Cast in Place Concrete %60 LIFE 5 $1,300 C
* *Terrazzo %40 LIFE 8 $2,000 C

Note :       All $ estimates are in current dollars and are not escalated for potential future inflation. 
                Maintenance $ are aggregated over a ten-year period.
          **  Replacement cost estimated to be beyond ten years is not included in this report.
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DEPT. OF PARKS & RECREATION - 846
VAN CORTLANDT PARK HEADQUARTERS

Asset # : 1122

Architecture
System

Component
Type

% of 
Total

Fail Date 
(Years)

Estimated Cost

Current Repair

Year 
FY

Estimated Cost

Future Replacement

Estimated Cost

Maintenance 

Cycle 
(Yrs)

Priority
Code

Interior
Interior Walls

* *Cast in Place Concrete %30 LIFE 5 $1,000 C
* *Masonry: Brick %20 LIFE 5 $800 C
* *Plaster %20 Now $1,500 LIFE 5 $200 C

Cracking/Crumbling, Extent : Severe, Area Affected : 25%
Location : MALE AND FEMALE REST ROOMS

Water Penetration, Extent : Moderate, Area Affected : 10%
Location : MALE AND FEMALE REST ROOMS

* *Plaster %30 LIFE 5 $500 C

Ceilings
* *Exposed Concrete %50 LIFE B
* *Plaster %30 LIFE 5 $300 B
* *Plaster %20 Now $900 LIFE 5 $100 B

Cracking/Crumbling, Extent : Severe, Area Affected : 25%
Location : MALE AND FEMALE REST ROOMS

Water Penetration, Extent : Moderate, Area Affected : 10%
Location : MALE AND FEMALE REST ROOMS

Electrical
System

Component
Type

% of 
Total

Fail Date 
(Years)

Estimated Cost

Current Repair

Year 
FY

Estimated Cost

Future Replacement

Estimated Cost

Maintenance 

Cycle 
(Yrs)

Priority
Code

Under 600 Volts
Service Equipment

$800Molded Case Bkrs %100 2014 5 $200 B

Raceway
$18,600Conduit %100 2014 B

Panelboards
$9,700Molded Case Bkrs %100 2013 3 $100 B

Wiring
$13,000Thermoplastic %100 2014 B

Lighting
General Lighting

$2,800Fluorescent %70 2009 2 $4,000 B
* *Fluorescent %30 0-2 $1,200 2024 2 $1,400 B

Inadequate Ltg Level, Extent : Light, Area Affected : 100%
Location : Boiler Room

Mechanical
System

Component
Type

% of 
Total

Fail Date 
(Years)

Estimated Cost

Current Repair

Year 
FY

Estimated Cost

Future Replacement

Estimated Cost

Maintenance 

Cycle 
(Yrs)

Priority
Code

Note :       All $ estimates are in current dollars and are not escalated for potential future inflation. 
                Maintenance $ are aggregated over a ten-year period.
          **  Replacement cost estimated to be beyond ten years is not included in this report.
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DEPT. OF PARKS & RECREATION - 846
VAN CORTLANDT PARK HEADQUARTERS

Asset # : 1122

Mechanical
System

Component
Type

% of 
Total

Fail Date 
(Years)

Estimated Cost

Current Repair

Year 
FY

Estimated Cost

Future Replacement

Estimated Cost

Maintenance 

Cycle 
(Yrs)

Priority
Code

Heating
Energy Source

* *Fuel Oil %100 2034 4 $100 B

Conversion Equipment
* *Steam Boiler %100 2019 3 $800 B

Distribution
$14,100Steam Piping/Pump %100 2014 3 $400 B

Terminal Devices
* *Convector/Radiator %100 2019 2 $1,400 B

Plumbing
H/C Water Piping

$6,000Galv Iron/Steel %100 2012 3-5 $400 B

Hot Water Heater
$300Electric %100 2009 3-5 $600 B

Sanitary Piping
$4,400Cast Iron %100 2014 B

Storm Drain Piping
* *Cast Iron %100 2024 B

Note :       All $ estimates are in current dollars and are not escalated for potential future inflation. 
                Maintenance $ are aggregated over a ten-year period.
          **  Replacement cost estimated to be beyond ten years is not included in this report.
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Asset Name

Program / Asset #

Address
Borough

Areas Surveyed 

VAN CORTLANDT PARK  OLYMPIC SWIMMING POOL
W. 240 STREET TO CITY LINE 

Print Date :

Date of Survey

Agency's Number
Yr Built/Renovated
Project Type
Landmark Status

30-Sep-2003

PARKS

DEPT. OF PARKS & RECREATION - FY 2004

Floors 1
NONE12-Nov-2002

BRONX

FY 2009 - 2014FY 2005 - 2008CAPITAL BUDGET
Interior Architecture $44,600
Mechanical $505,200

$44,600 $505,200Total 

:

:
:

:
:

:
:

:
:
:
:

PAR0077.S02 / 302
Area Sq Ft 17,325

N/A

$505,200BPriority  
$44,600CPriority  

$44,600 $505,200Total

FY 2008FY 2007FY 2006FY 2005EXPENSE BUDGET
Exterior Architecture $10,200
Interior Architecture
Electrical $7,800 $7,800
Mechanical $900

$18,000 $8,700Total

$10,200Priority A
$7,800 $8,700Priority B

Priority C

$18,000 $8,700Total

Note :       All $ estimates are in current dollars and are not escalated for potential future inflation. 
                Maintenance $ are aggregated over a ten-year period.
          **  Replacement cost estimated to be beyond ten years is not included in this report.
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DEPT. OF PARKS & RECREATION - 846
VAN CORTLANDT PARK OLYMPIC SWIMMING POOL

Asset # : 302

Architecture
System

Component
Type

% of 
Total

Fail Date 
(Years)

Estimated Cost

Current Repair

Year 
FY

Estimated Cost

Future Replacement

Estimated Cost

Maintenance 

Cycle 
(Yrs)

Priority
Code

Exterior
Exterior Walls

* *Cast in Place Concrete %100 LIFE 5 $20,400 A

Interior
Floors

* *Cast in Place Concrete %100 Now $44,600 LIFE 5 $7,600 C
Cracking/Crumbling, Extent : Moderate, Area Affected : 10%

Location : THROUGHOUT

Electrical
System

Component
Type

% of 
Total

Fail Date 
(Years)

Estimated Cost

Current Repair

Year 
FY

Estimated Cost

Future Replacement

Estimated Cost

Maintenance 

Cycle 
(Yrs)

Priority
Code

Under 600 Volts
Raceway

Not Accessible %100 D

Wiring
Not Accessible %100 D

Lighting
General Lighting

HID %100 2009 2 $39,100 B

Mechanical
System

Component
Type

% of 
Total

Fail Date 
(Years)

Estimated Cost

Current Repair

Year 
FY

Estimated Cost

Future Replacement

Estimated Cost

Maintenance 

Cycle 
(Yrs)

Priority
Code

Plumbing
H/C Water Piping

* *Galv Iron/Steel %100 2019 3-5 $2,600 B

Storm Drain Piping
* *Cast Iron %100 2024 B

Pool Filter/Treatment
$505,200Activated Carbon %100 2012 B

Note :       All $ estimates are in current dollars and are not escalated for potential future inflation. 
                Maintenance $ are aggregated over a ten-year period.
          **  Replacement cost estimated to be beyond ten years is not included in this report.
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Asset Name

Program / Asset #

Address
Borough

Areas Surveyed 

VAN CORTLANDT PARK  STABLE & RIDING ACADEMY - 0002
W. 240 STREET TO CITY LINE BDWAY TO JEROME AVE., E. 233 S

Print Date :

Date of Survey

Agency's Number
Yr Built/Renovated
Project Type
Landmark Status

30-Sep-2003

PARKS

DEPT. OF PARKS & RECREATION - FY 2004

1954 /  

Basement, Roof, Floors 1
NONE13-Nov-2002

BRONX

FY 2009 - 2014FY 2005 - 2008CAPITAL BUDGET
Exterior Architecture $41,100
Mechanical $89,900

$41,100 $89,900Total 

:

:
:

:
:

:
:

:
:
:
:

PAR0077.020 / 232
Area Sq Ft 8,126

X092-16

$41,100APriority  
$89,900BPriority  

$41,100 $89,900Total

FY 2008FY 2007FY 2006FY 2005EXPENSE BUDGET
Exterior Architecture $80,100 $2,700
Interior Architecture $4,600 $400
Electrical $18,700 $3,600
Mechanical $16,500 $1,000 $100 $2,000

$119,800 $1,000 $4,000 $4,700Total

$80,100 $2,700Priority A
$36,500 $1,000 $3,600 $2,000Priority B

$3,200 $400Priority C

$119,800 $1,000 $4,000 $4,700Total

Note :       All $ estimates are in current dollars and are not escalated for potential future inflation. 
                Maintenance $ are aggregated over a ten-year period.
          **  Replacement cost estimated to be beyond ten years is not included in this report.
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DEPT. OF PARKS & RECREATION - 846
VAN CORTLANDT PARK STABLE & RIDING ACADEMY - 0002

Asset # : 232

Architecture
System

Component
Type

% of 
Total

Fail Date 
(Years)

Estimated Cost

Current Repair

Year 
FY

Estimated Cost

Future Replacement

Estimated Cost

Maintenance 

Cycle 
(Yrs)

Priority
Code

Exterior
Exterior Walls

* *Cast in Place Concrete %5 LIFE 5 $1,100 A
* *Masonry: Brick %80 LIFE 5 $48,800 A
* *Masonry: Brick %5 Now $1,300 LIFE 5 $1,500 A

Jnt Mortar Miss/Erod, Extent : Light, Area Affected : 15%
Location : Pilars At North Entrance

Vegetation Growth, Extent : Moderate, Area Affected : 15%
Location : Pilars At North Entrance

Water Penetration, Extent : Moderate, Area Affected : 15%
Location : Pilars At North Entrance

* *Masonry: Fieldstone %5 LIFE 3-5 $7,500 A
* *Wood %5 Now $9,600 2024 3-5 $4,100 A

Deteriorated Finish, Extent : Moderate, Area Affected : 25%
Location : STAIRS

Split/Cracked, Extent : Moderate, Area Affected : 5%
Location : THROUGHOUT

Water Penetration, Extent : Moderate, Area Affected : 20%
Location : At North Entrance

Windows
* *Steel %5 Now $2,500 2029 5 $100 A

Air Infiltration, Extent : Moderate, Area Affected : 100%
Location : Basement

Corrosion/Rusting, Extent : Moderate, Area Affected : 25%
Location : Basement

Glazing Broken/Cracked, Extent : Severe, Area Affected : 25%
Location : Basement

Unit Inoperable, Extent : Moderate, Area Affected : 50%
Location : THROUGHOUT

* *Wood %95 Now $25,000 2039 5 $900 A
Air Infiltration, Extent : Moderate, Area Affected : 25%

Location : Throughout
Deteriorated Finish, Extent : Moderate, Area Affected : 100%

Location : Throughout
Split/Cracked, Extent : Moderate, Area Affected : 50%

Location : THROUGHOUT

Note :       All $ estimates are in current dollars and are not escalated for potential future inflation. 
                Maintenance $ are aggregated over a ten-year period.
          **  Replacement cost estimated to be beyond ten years is not included in this report.
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DEPT. OF PARKS & RECREATION - 846
VAN CORTLANDT PARK STABLE & RIDING ACADEMY - 0002

Asset # : 232

Architecture
System

Component
Type

% of 
Total

Fail Date 
(Years)

Estimated Cost

Current Repair

Year 
FY

Estimated Cost

Future Replacement

Estimated Cost

Maintenance 

Cycle 
(Yrs)

Priority
Code

Exterior
Roof

* *Built-Up (BUR) %50 0-2 $41,100 2024 A
Blisters, Extent : Moderate, Area Affected : 20%

Location : OVER FIRST FLOOR
Vegetation Growth, Extent : Moderate, Area Affected : 25%

Location : OVER FIRST FLOOR
Worn/Eroded, Extent : Moderate, Area Affected : 50%

Location : OVER FIRST FLOOR
* *Slate %50 Now $14,600 LIFE 5 $2,700 A

Broken/Missing Elements, Extent : Moderate, Area Affected : 5%
Location : THROUGHOUT

Interior
Floors

* *Cast in Place Concrete %90 LIFE 5 $6,100 C
* *Quarry Tile %10 2027 5 $800 C

Interior Walls
* *Concr Masonry Unit %80 LIFE 5 $300 C
* *Plaster %10 LIFE 5 C
* *Wood %10 LIFE 5 C

Ceilings
* *Exposed Concrete %40 LIFE B
* *Exposed Struc: Steel %10 LIFE B
* *Exposed Struc: Wood %15 LIFE B

$11,100Fiber Board %15 2012 B
* *Plaster %10 LIFE 5 $300 B
* *Wood %10 Now $1,200 LIFE 5 $400 B

Dry Rot/Decay, Extent : Severe, Area Affected : 10%
Location : PORCH AT NORTH SIDE

Worn/Eroded, Extent : Moderate, Area Affected : 15%
Location : NORTH PORCH

Electrical
System

Component
Type

% of 
Total

Fail Date 
(Years)

Estimated Cost

Current Repair

Year 
FY

Estimated Cost

Future Replacement

Estimated Cost

Maintenance 

Cycle 
(Yrs)

Priority
Code

Under 600 Volts
Service Equipment

* *Fused Disc Sw %100 2-4 $1,400 2044 5 $300 B
On Extended Life, Extent : Moderate, Area Affected : 100%

Raceway
$4,000Conduit %80 2014 B

* *Conduit %20 2024 B

Note :       All $ estimates are in current dollars and are not escalated for potential future inflation. 
                Maintenance $ are aggregated over a ten-year period.
          **  Replacement cost estimated to be beyond ten years is not included in this report.
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DEPT. OF PARKS & RECREATION - 846
VAN CORTLANDT PARK STABLE & RIDING ACADEMY - 0002

Asset # : 232

Electrical
System

Component
Type

% of 
Total

Fail Date 
(Years)

Estimated Cost

Current Repair

Year 
FY

Estimated Cost

Future Replacement

Estimated Cost

Maintenance 

Cycle 
(Yrs)

Priority
Code

Under 600 Volts
Panelboards

* *Molded Case Bkrs %20 2022 3 $100 B
$4,700Molded Case Bkrs %50 2013 3 $200 B

* *Molded Case Bkrs %30 2-4 $2,800 2039 3 $100 B
On Extended Life, Extent : Moderate, Area Affected : 100%

Wiring
* *Braided Cloth %80 2-4 $4,700 2039 B

Insulation Aged, Extent : Moderate, Area Affected : 100%
* *Thermoplastic %20 2024 B

Ground
Grounding Devices

* *Metal Water Pipe %100 0-2 $6,400 2034 B
Corroded, Extent : Severe, Area Affected : 100%

Location : Basement
Lighting

General Lighting
$29,000Fluorescent %90 2009 2 $15,700 B

$3,200Incandescent %10 2009 2 $1,700 B

Mechanical
System

Component
Type

% of 
Total

Fail Date 
(Years)

Estimated Cost

Current Repair

Year 
FY

Estimated Cost

Future Replacement

Estimated Cost

Maintenance 

Cycle 
(Yrs)

Priority
Code

Heating
Energy Source

$15,200Fuel Oil %100 2014 4 $300 B

Conversion Equipment
* *Steam Boiler %100 Now $6,000 2019 3 $2,300 B

On Extended Life, Extent : Severe, Area Affected : 100%
Location : Boiler Room

Distribution
$43,200Steam Piping/Pump %100 2014 3 $1,200 B

Terminal Devices
$46,700Convector/Radiator %80 2012 2 $3,500 B
$18,500Fan Coil Unit/Heat %20 Now $3,700 2014 4 $100 B

Broken, Extent : Severe, Area Affected : 20%
Location : Basement

Plumbing
H/C Water Piping

$18,500Galv Iron/Steel %100 2012 3-5 $1,200 B

Note :       All $ estimates are in current dollars and are not escalated for potential future inflation. 
                Maintenance $ are aggregated over a ten-year period.
          **  Replacement cost estimated to be beyond ten years is not included in this report.
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DEPT. OF PARKS & RECREATION - 846
VAN CORTLANDT PARK STABLE & RIDING ACADEMY - 0002

Asset # : 232

Mechanical
System

Component
Type

% of 
Total

Fail Date 
(Years)

Estimated Cost

Current Repair

Year 
FY

Estimated Cost

Future Replacement

Estimated Cost

Maintenance 

Cycle 
(Yrs)

Priority
Code

Plumbing
Sanitary Piping

* *Cast Iron %100 Now $700 2024 B
Blockage /Clogged, Extent : Severe, Area Affected : 20%

Location : Outside Building
Storm Drain Piping

* *Cast Iron %100 Now $400 2024 B
Leak Evident, Extent : Moderate, Area Affected : 10%

Location : 1 St Floor
Sump Pump(s)

$5,400Submersible %100 Now $5,400 2009 4 $1,300 B
Broken, Extent : Severe, Area Affected : 100%

Location : Basement

Note :       All $ estimates are in current dollars and are not escalated for potential future inflation. 
                Maintenance $ are aggregated over a ten-year period.
          **  Replacement cost estimated to be beyond ten years is not included in this report.
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Asset Name

Program / Asset #

Address
Borough

Areas Surveyed 

VAN CORTLANDT PARK  VAN CORTLANDT MANSION - 0004
W. 240 STREET TO CITY LINE BDWAY TO JEROME AVE., E. 233 S

Print Date :

Date of Survey

Agency's Number
Yr Built/Renovated
Project Type
Landmark Status

30-Sep-2003

PARKS

DEPT. OF PARKS & RECREATION - FY 2004

1748 / 1959

Basement, Roof, Floors 1,2,3
INTERIOR & EXTERIOR LANDMARK12-Nov-2002

BRONX

FY 2009 - 2014FY 2005 - 2008CAPITAL BUDGET
Exterior Architecture $47,700
Electrical $43,000
Mechanical $77,900

$47,700 $120,900Total 

:

:
:

:
:

:
:

:
:
:
:

PAR0077.040 / 242
Area Sq Ft 12,305

X092-10

$47,700APriority  
$120,900BPriority  

$47,700 $120,900Total

FY 2008FY 2007FY 2006FY 2005EXPENSE BUDGET
Exterior Architecture $79,600 $800 $3,100 $16,100
Interior Architecture $28,700 $400
Electrical $100 $5,600 $100 $5,400
Mechanical $17,000 $5,400 $1,000

$125,300 $6,400 $8,900 $22,600Total

$79,600 $800 $3,100 $16,100Priority A
$32,600 $5,600 $5,500 $6,500Priority B
$13,200 $400Priority C

$125,300 $6,400 $8,900 $22,600Total

Note :       All $ estimates are in current dollars and are not escalated for potential future inflation. 
                Maintenance $ are aggregated over a ten-year period.
          **  Replacement cost estimated to be beyond ten years is not included in this report.
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DEPT. OF PARKS & RECREATION - 846
VAN CORTLANDT PARK VAN CORTLANDT MANSION - 0004

Asset # : 242

Architecture
System

Component
Type

% of 
Total

Fail Date 
(Years)

Estimated Cost

Current Repair

Year 
FY

Estimated Cost

Future Replacement

Estimated Cost

Maintenance 

Cycle 
(Yrs)

Priority
Code

Exterior
Exterior Walls

* *Masonry: Brick %10 Now $3,500 LIFE 5 $1,900 A
Diagonal Cracks, Extent : Moderate, Area Affected : 5%

Location : AT WINDOWS
Jnt Mortar Miss/Erod, Extent : Moderate, Area Affected : 50%

Location : AT WINDOWS AND CHIMNEY
Spalling, Extent : Moderate, Area Affected : 10%

Location : AT BASEMENT WINDOWS
* *Masonry: Schist/Gnies %25 LIFE 3-5 $25,100 A
* *Masonry: Schist/Gnies %60 Now $47,700 LIFE 3-5 $41,600 A

Jnt Mortar Miss/Erod, Extent : Moderate, Area Affected : 50%
Location : 1748 WING

* *Wood %5 2024 3-5 $2,900 A

Windows
* *Wood %65 2030 5 $3,400 A
* *Wood %35 Now $11,800 2030 5 $900 A

Deteriorated Finish, Extent : Moderate, Area Affected : 50%
Location : NEW WING

Split/Cracked, Extent : Moderate, Area Affected : 25%
Location : NEW WING

Parapets
* *Wood Cornice %100 Now $32,800 2024 4 $1,100 A

Deteriorated Finish, Extent : Moderate, Area Affected : 50%
Location : NEW WING

Paint Peeling, Extent : Moderate, Area Affected : 50%
Location : NEW WING

Split/Cracked, Extent : Moderate, Area Affected : 20%
Location : NEW WING

Roof
* *Metal Panel %15 2027 5 $6,200 A
* *Panel/Paver: Cer/Brk %2 Now $1,700 LIFE 5 $400 A

Jnt Mortar Miss/Erod, Extent : Severe, Area Affected : 35%
Location : Walkway Between 1748 And 1959 Wings

Water Penetration, Extent : Moderate, Area Affected : 10%
Location : Basement

* *Slate %83 Now $20,300 LIFE 5 $6,900 A
Water Penetration, Extent : Moderate, Area Affected : 5%

Location : AT DORMER IN ATTIC
Interior

Note :       All $ estimates are in current dollars and are not escalated for potential future inflation. 
                Maintenance $ are aggregated over a ten-year period.
          **  Replacement cost estimated to be beyond ten years is not included in this report.
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DEPT. OF PARKS & RECREATION - 846
VAN CORTLANDT PARK VAN CORTLANDT MANSION - 0004

Asset # : 242

Architecture
System

Component
Type

% of 
Total

Fail Date 
(Years)

Estimated Cost

Current Repair

Year 
FY

Estimated Cost

Future Replacement

Estimated Cost

Maintenance 

Cycle 
(Yrs)

Priority
Code

Interior
Floors

* *Ceramic Tile %5 2042 5 $800 C
* *Slate %5 LIFE 5 $500 C
* *Wood %15 Now $11,600 2029 5 $1,700 C

Dry Rot/Decay, Extent : Severe, Area Affected : 20%
Location : BASEMENT

Split/Cracked, Extent : Moderate, Area Affected : 25%
Location : ATTIC

* *Wood %75 2029 5 $16,700 C

Interior Walls
* *Gypsum Board %15 LIFE 5 $200 C
* *Plaster %70 LIFE 5 $2,100 C

Repairs in Progress, Extent : Moderate, Area Affected : 10%
Location : Dining Room

* *Wood %15 LIFE 5 $300 C

Ceilings
* *Exposed Struc: Wood %5 Now $10,200 LIFE B

Dry Rot/Decay, Extent : Moderate, Area Affected : 10%
Location : BASEMENT

* *Exposed Struc: Wood %10 LIFE B
* *Plaster %20 LIFE 5 $1,000 B
* *Plaster %10 Now $2,500 LIFE 5 $200 B

Cracking/Crumbling, Extent : Moderate, Area Affected : 15%
Location : NURSERY ROOM

* *Plaster %50 LIFE 5 $2,400 B
* *Wood %5 Now $1,100 LIFE 5 $300 B

Deteriorated Finish, Extent : Moderate, Area Affected : 15%
Location : TERRACE AT NEW WING

Split/Cracked, Extent : Moderate, Area Affected : 15%
Location : TERRACE AT NEW WING

Electrical
System

Component
Type

% of 
Total

Fail Date 
(Years)

Estimated Cost

Current Repair

Year 
FY

Estimated Cost

Future Replacement

Estimated Cost

Maintenance 

Cycle 
(Yrs)

Priority
Code

Under 600 Volts
Service Equipment

* *Fused Disc Sw %100 2024 5 $900 B

Switchgear
* *Fused Disc Sw %100 2024 3-5 $500 B

Note :       All $ estimates are in current dollars and are not escalated for potential future inflation. 
                Maintenance $ are aggregated over a ten-year period.
          **  Replacement cost estimated to be beyond ten years is not included in this report.
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DEPT. OF PARKS & RECREATION - 846
VAN CORTLANDT PARK VAN CORTLANDT MANSION - 0004

Asset # : 242

Electrical
System

Component
Type

% of 
Total

Fail Date 
(Years)

Estimated Cost

Current Repair

Year 
FY

Estimated Cost

Future Replacement

Estimated Cost

Maintenance 

Cycle 
(Yrs)

Priority
Code

Under 600 Volts
Raceway

* *Conduit %50 2034 B
* *Conduit %50 2024 B

Panelboards
* *Molded Case Bkrs %50 2022 3 $300 B
* *Molded Case Bkrs %50 2030 3 $300 B

Wiring
* *Thermoplastic %100 2034 B

Motor Controllers
* *Locally Mounted %100 2019 5 $500 B

Ground
Grounding Devices

$7,000Metal Water Pipe %100 2012 B

Lighting
General Lighting

$200Emergency %2 2014 2 $100 B
* *Emergency %1 Now $100 2024 2 B

Not in Service, Extent : Light, Area Affected : 100%
Location : Basement

$200Exit %3 2014 2 $100 B
$11,600Fluorescent %20 2014 2 $5,800 B
$43,000Incandescent %74 2014 2 $21,300 B

Mechanical
System

Component
Type

% of 
Total

Fail Date 
(Years)

Estimated Cost

Current Repair

Year 
FY

Estimated Cost

Future Replacement

Estimated Cost

Maintenance 

Cycle 
(Yrs)

Priority
Code

Heating
Energy Source

* *Fuel Oil %100 2044 4 $400 B
No. 2 Fuel Oil, Extent : Moderate, Area Affected : 100%

Location : In Ground
Conversion Equipment

* *Steam Boiler %100 2019 3 $3,900 B

Distribution
$77,900Steam Piping/Pump %100 2014 3 $1,900 B

Terminal Devices
* *Air Handler %20 Now $12,000 2024 B

Unit Inoperable, Extent : Severe, Area Affected : 20%
Location : Basement

* *Convector/Radiator %80 2019 2 $5,700 B

Ventilation
Note :       All $ estimates are in current dollars and are not escalated for potential future inflation. 
                Maintenance $ are aggregated over a ten-year period.
          **  Replacement cost estimated to be beyond ten years is not included in this report.
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DEPT. OF PARKS & RECREATION - 846
VAN CORTLANDT PARK VAN CORTLANDT MANSION - 0004

Asset # : 242

Mechanical
System

Component
Type

% of 
Total

Fail Date 
(Years)

Estimated Cost

Current Repair

Year 
FY

Estimated Cost

Future Replacement

Estimated Cost

Maintenance 

Cycle 
(Yrs)

Priority
Code

Ventilation
Distribution

* *Ductwork/Diffusers %100 LIFE 2 $11,300 B

Plumbing
H/C Water Piping

* *Galv Iron/Steel %100 2019 3-5 $1,900 B

Hot Water Heater
$3,500Oil Fired %100 2009 3-5 $3,100 B

Sanitary Piping
* *Cast Iron %100 2024 B

Storm Drain Piping
* *Cast Iron %100 2024 B

Note :       All $ estimates are in current dollars and are not escalated for potential future inflation. 
                Maintenance $ are aggregated over a ten-year period.
          **  Replacement cost estimated to be beyond ten years is not included in this report.
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Asset Name

Program / Asset #

Address
Borough

Areas Surveyed 

VAN CORTLANDT PARK  VAN CORTLANDT STADIUM - 0008
W. 240 STREET TO CITY LINE BDWAY TO JEROME AVE., E. 233 S

Print Date :

Date of Survey

Agency's Number
Yr Built/Renovated
Project Type
Landmark Status

30-Sep-2003

PARKS

DEPT. OF PARKS & RECREATION - FY 2004

1934 /  

Roof, Floors 1
NONE13-Nov-2002

BRONX

FY 2009 - 2014FY 2005 - 2008CAPITAL BUDGET
Mechanical $38,200

$38,200Total 

:

:
:

:
:

:
:

:
:
:
:

PAR0077.250 / 300
Area Sq Ft 15,984

X092-08

$38,200BPriority  

$38,200Total

FY 2008FY 2007FY 2006FY 2005EXPENSE BUDGET
Exterior Architecture $43,800 $8,300
Interior Architecture $17,100 $1,400
Electrical $29,900 $7,200 $200
Mechanical $6,800 $3,000 $6,900 $2,400

$97,500 $3,000 $15,500 $10,900Total

$43,800 $8,300Priority A
$37,900 $3,000 $14,100 $2,600Priority B
$15,900 $1,400Priority C

$97,500 $3,000 $15,500 $10,900Total

Note :       All $ estimates are in current dollars and are not escalated for potential future inflation. 
                Maintenance $ are aggregated over a ten-year period.
          **  Replacement cost estimated to be beyond ten years is not included in this report.
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DEPT. OF PARKS & RECREATION - 846
VAN CORTLANDT PARK VAN CORTLANDT STADIUM - 0008

Asset # : 300

Architecture
System

Component
Type

% of 
Total

Fail Date 
(Years)

Estimated Cost

Current Repair

Year 
FY

Estimated Cost

Future Replacement

Estimated Cost

Maintenance 

Cycle 
(Yrs)

Priority
Code

Exterior
Exterior Walls

* *Cast in Place Concrete %100 Now $8,200 LIFE 5 $4,400 A
Expansion Jnt Failure, Extent : Moderate, Area Affected : 15%

Location : West Facade
Windows

* *Glass Block %100 Now $15,800 LIFE 5 $2,200 A
Glazing Broken/Cracked, Extent : Moderate, Area Affected : 15%

Location : THROUGHOUT
Glazing Clouded, Extent : Moderate, Area Affected : 15%

Location : West Facade
Parapets

* *Cast in Place Concrete %65 LIFE 3 $29,400 A
* *Metal Rail %35 2023 3 $3,800 A

Roof
* *Cast in Place Concrete %100 Now $11,500 LIFE 5 $3,700 A

Expansion Jnt Failure, Extent : Moderate, Area Affected : 25%
Location : THROUGHOUT

Water Penetration, Extent : Moderate, Area Affected : 10%
Location : MENS AND WOMENS LOCKERS

Interior
Floors

* *Cast in Place Concrete %50 LIFE 5 $7,000 C
* *Ceramic Tile %15 2042 5 $2,800 C
* *Terrazzo %35 LIFE 8 $10,800 C

Interior Walls
* *Cast in Place Concrete %20 Now $5,300 LIFE 5 $600 C

Cracking/Crumbling, Extent : Moderate, Area Affected : 15%
Location : BOILER ROOM

* *Plaster %10 Now $700 LIFE 5 $200 C
Cracking/Crumbling, Extent : Moderate, Area Affected : 10%

Location : LOCKER ROOMS
Water Penetration, Extent : Moderate, Area Affected : 10%

Location : LOCKER ROOMS
* *Plaster %55 LIFE 5 $1,800 C
* *SGFT/Glazed Masonry %15 LIFE C

Ceilings
* *Exposed Concrete %50 LIFE B
* *Plaster %50 LIFE 5 $2,500 B

Water Penetration, Extent : Light, Area Affected : 10%
Location : LOCKER ROOMS

Note :       All $ estimates are in current dollars and are not escalated for potential future inflation. 
                Maintenance $ are aggregated over a ten-year period.
          **  Replacement cost estimated to be beyond ten years is not included in this report.
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DEPT. OF PARKS & RECREATION - 846
VAN CORTLANDT PARK VAN CORTLANDT STADIUM - 0008

Asset # : 300

Electrical
System

Component
Type

% of 
Total

Fail Date 
(Years)

Estimated Cost

Current Repair

Year 
FY

Estimated Cost

Future Replacement

Estimated Cost

Maintenance 

Cycle 
(Yrs)

Priority
Code

Under 600 Volts
Service Equipment

Not Accessible %100 D

Switchgear
Not Accessible %100 D

Raceway
$18,600Conduit %100 2014 B

Panelboards
* *Fused Toggle Switch %100 2-4 $9,700 2039 3 $700 B

On Extended Life, Extent : Moderate, Area Affected : 100%
Location : Basement

Wiring
* *Braided Cloth %100 2-4 $13,000 2039 B

Insulation Aged, Extent : Moderate, Area Affected : 100%
Location : Basement

Lighting
General Lighting

$22,400Fluorescent %90 2009 2 $32,500 B
$700HID %10 2009 2 $3,600 B

Mechanical
System

Component
Type

% of 
Total

Fail Date 
(Years)

Estimated Cost

Current Repair

Year 
FY

Estimated Cost

Future Replacement

Estimated Cost

Maintenance 

Cycle 
(Yrs)

Priority
Code

Heating
Energy Source

$1,700Fuel Oil %100 2014 4 $700 B

Conversion Equipment
$5,000Hot Water Boiler %100 2012 3 $4,200 B

Distribution
* *Hot Wtr Piping/Pump %100 2022 3-4 $3,100 B

Terminal Devices
* *Convector/Radiator %100 2019 2 $8,900 B

Ventilation
Distribution

* *Ductwork/Diffusers %100 LIFE 2 $14,200 B

Exhaust Fans
$4,200Interior %100 2014 3-10 $6,600 B

Plumbing
H/C Water Piping

$38,200Galv Iron/Steel %100 2012 3-5 $2,400 B

Note :       All $ estimates are in current dollars and are not escalated for potential future inflation. 
                Maintenance $ are aggregated over a ten-year period.
          **  Replacement cost estimated to be beyond ten years is not included in this report.
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DEPT. OF PARKS & RECREATION - 846
VAN CORTLANDT PARK VAN CORTLANDT STADIUM - 0008

Asset # : 300

Mechanical
System

Component
Type

% of 
Total

Fail Date 
(Years)

Estimated Cost

Current Repair

Year 
FY

Estimated Cost

Future Replacement

Estimated Cost

Maintenance 

Cycle 
(Yrs)

Priority
Code

Plumbing
Hot Water Heater

$2,000Electric %100 2007 3-5 $3,900 B

Sanitary Piping
* *Cast Iron %100 2024 B

Storm Drain Piping
* *Cast Iron %100 2024 B

Non-Water Piping
Not Accessible %100 D

Note :       All $ estimates are in current dollars and are not escalated for potential future inflation. 
                Maintenance $ are aggregated over a ten-year period.
          **  Replacement cost estimated to be beyond ten years is not included in this report.
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Asset Name

Program / Asset #

Address
Borough

Areas Surveyed 

VAN CORTLANDT PARK  WADING POOL
W. 240 STREET TO CITY LINE 

Print Date :

Date of Survey

Agency's Number
Yr Built/Renovated
Project Type
Landmark Status

30-Sep-2003

PARKS

DEPT. OF PARKS & RECREATION - FY 2004

Floors 1
NONE12-Nov-2002

BRONX

CAPITAL BUDGET

Total 

:

:
:

:
:

:
:

:
:
:
:

PAR0077.S03 / 4238
Area Sq Ft 1,600

N/A

Priority  

Total

FY 2008FY 2007FY 2006FY 2005EXPENSE BUDGET
Exterior Architecture $300
Interior Architecture $4,100
Electrical $700 $700
Mechanical $100

$5,100 $800Total

$300Priority A
$700 $800Priority B

$4,100Priority C

$5,100 $800Total

Note :       All $ estimates are in current dollars and are not escalated for potential future inflation. 
                Maintenance $ are aggregated over a ten-year period.
          **  Replacement cost estimated to be beyond ten years is not included in this report.
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DEPT. OF PARKS & RECREATION - 846
VAN CORTLANDT PARK WADING POOL

Asset # : 4238

Architecture
System

Component
Type

% of 
Total

Fail Date 
(Years)

Estimated Cost

Current Repair

Year 
FY

Estimated Cost

Future Replacement

Estimated Cost

Maintenance 

Cycle 
(Yrs)

Priority
Code

Exterior
Exterior Walls

* *Cast in Place Concrete %100 LIFE 5 $600 A

Interior
Floors

* *Cast in Place Concrete %100 Now $4,100 LIFE 5 $700 C
Cracking/Crumbling, Extent : Moderate, Area Affected : 10%

Location : Courtrooms

Electrical
System

Component
Type

% of 
Total

Fail Date 
(Years)

Estimated Cost

Current Repair

Year 
FY

Estimated Cost

Future Replacement

Estimated Cost

Maintenance 

Cycle 
(Yrs)

Priority
Code

Under 600 Volts
Raceway

Not Accessible %100 D

Wiring
Not Accessible %100 D

Lighting
General Lighting

HID %100 2009 2 $3,600 B

Mechanical
System

Component
Type

% of 
Total

Fail Date 
(Years)

Estimated Cost

Current Repair

Year 
FY

Estimated Cost

Future Replacement

Estimated Cost

Maintenance 

Cycle 
(Yrs)

Priority
Code

Plumbing
H/C Water Piping

* *Galv Iron/Steel %100 2019 3-5 $200 B

Storm Drain Piping
* *Cast Iron %100 2024 B

Note :       All $ estimates are in current dollars and are not escalated for potential future inflation. 
                Maintenance $ are aggregated over a ten-year period.
          **  Replacement cost estimated to be beyond ten years is not included in this report.
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Asset Name

Program / Asset #

Address
Borough

Areas Surveyed 

WEST 59 STREET RECREATION CENTER  GYMNASIUM & INDOOR POOL
533 WEST 59 STREET BET. AMSTERDAM & WEST END AVES.

Print Date :

Date of Survey

Agency's Number
Yr Built/Renovated
Project Type
Landmark Status

30-Sep-2003

PARKS

DEPT. OF PARKS & RECREATION - FY 2004

1906 /  

Basement, Sub Basement, Roof, Floors 1,2
NONE05-Sep-2002

MANHATTAN

FY 2009 - 2014FY 2005 - 2008CAPITAL BUDGET
Exterior Architecture $409,300 $128,400
Electrical $53,800
Mechanical $114,600 $38,200

$523,900 $220,300Total 

:

:
:

:
:

:
:

:
:
:
:

PAR0048.001 / 909
Area Sq Ft 15,674

M063-01

$409,300 $128,400APriority  
$114,600 $92,000BPriority  

$523,900 $220,300Total

FY 2008FY 2007FY 2006FY 2005EXPENSE BUDGET
Exterior Architecture $23,900 $6,300 $5,400 $7,200
Interior Architecture $7,200 $3,500
Electrical $31,600 $6,600 $200 $6,700
Mechanical $9,900 $2,700 $3,700 $4,700

$72,600 $15,600 $12,800 $18,700Total

$23,900 $6,300 $5,400 $7,200Priority A
$44,500 $9,300 $4,000 $11,500Priority B

$4,300 $3,400Priority C

$72,600 $15,600 $12,800 $18,700Total

Note :       All $ estimates are in current dollars and are not escalated for potential future inflation. 
                Maintenance $ are aggregated over a ten-year period.
          **  Replacement cost estimated to be beyond ten years is not included in this report.
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DEPT. OF PARKS & RECREATION - 846
WEST 59 STREET RECREATION CENTER GYMNASIUM & INDOOR POOL

Asset # : 909

Architecture
System

Component
Type

% of 
Total

Fail Date 
(Years)

Estimated Cost

Current Repair

Year 
FY

Estimated Cost

Future Replacement

Estimated Cost

Maintenance 

Cycle 
(Yrs)

Priority
Code

Exterior
Exterior Walls

* *Masonry: Brick %80 Now $208,500 LIFE 5 $41,700 A
Diagonal Cracks, Extent : Moderate, Area Affected : 5%

Location : East Facade
Jnt Mortar Miss/Erod, Extent : Moderate, Area Affected : 50%

Location : East Facade,North Facade
Misaligned/Bulging, Extent : Moderate, Area Affected : 5%

Location : West Facade
Rusting Masonry Supt, Extent : Moderate, Area Affected : 25%

Location : West Facade
Spalling, Extent : Moderate, Area Affected : 10%

Location : East Facade
* *Masonry: Granite %2 Now $7,000 LIFE 3-5 $3,600 A

Jnt Mortar Miss/Erod, Extent : Moderate, Area Affected : 20%
Location : South Facade

* *Pre-Cast Concrete %5 2-4 $4,600 LIFE 3-5 $6,800 A
Jnt Mortar Miss/Erod, Extent : Moderate, Area Affected : 50%

Location : East Facade,South Facade
* *Stucco Cement %13 2039 3-5 $21,300 A

Windows
* *Aluminum %5 2030 5 $300 A
* *Glass Block %10 LIFE 5 $600 A
* *Steel %65 Now $150,100 2029 5 $3,900 A

Bent/Warped Elements, Extent : Moderate, Area Affected : 15%
Location : GYM

Corrosion/Rusting, Extent : Moderate, Area Affected : 25%
Location : GYM

* *Wood %20 2022 5 $1,700 A

Parapets
* *Masonry: Brick %75 Now $50,600 LIFE 3 $11,700 A

Diagonal Cracks, Extent : Moderate, Area Affected : 5%
Location : East Facade

Jnt Mortar Miss/Erod, Extent : Moderate, Area Affected : 50%
Location : East Facade

Misaligned/Bulging, Extent : Moderate, Area Affected : 10%
Location : East Facade

Spalling, Extent : Moderate, Area Affected : 20%
Location : South Facade

* *Pre-Cast Concrete %10 Now $2,700 LIFE 3 $500 A
Jnt Mortar Miss/Erod, Extent : Moderate, Area Affected : 50%

Location : AT COPING
* *Stucco Cement %15 2030 3-5 $3,300 A

Note :       All $ estimates are in current dollars and are not escalated for potential future inflation. 
                Maintenance $ are aggregated over a ten-year period.
          **  Replacement cost estimated to be beyond ten years is not included in this report.
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DEPT. OF PARKS & RECREATION - 846
WEST 59 STREET RECREATION CENTER GYMNASIUM & INDOOR POOL

Asset # : 909

Architecture
System

Component
Type

% of 
Total

Fail Date 
(Years)

Estimated Cost

Current Repair

Year 
FY

Estimated Cost

Future Replacement

Estimated Cost

Maintenance 

Cycle 
(Yrs)

Priority
Code

Exterior
Roof

* *Fiberglass Panel %10 2017 5 $1,100 A
$86,700Modified Bitumen %70 Now $8,700 2014 A

Drains Clogged, Extent : Moderate, Area Affected : 25%
Location : Lower Roof

Drains Inad/Misposn, Extent : Moderate, Area Affected : 25%
Location : Lower Roof

* *Skylight, Metal/Glass %20 2034 3 $12,100 A

Interior
Floors

* *Cast in Place Concrete %15 LIFE 5 $2,100 C
* *Ceramic Tile %15 2042 5 $2,800 C
* *Quarry Tile %25 2027 5 $4,000 C
* *Wood %45 2029 5 $12,500 C

Interior Walls
* *Ceramic Tile %25 LIFE 5 $2,100 C
* *Masonry: Brick %10 LIFE 5 $1,400 C
* *Plaster %45 LIFE 5 $2,600 C
* *Plywood/Hardboard %20 LIFE 5 $300 C

Ceilings
* *AcousTileSusp.Lay-In %5 2017 5 $200 B
* *Exposed Concrete %15 LIFE B
* *Exposed Struc: Steel %5 LIFE B
* *Metal Panel %25 LIFE 5 $3,000 B
* *Plaster %50 LIFE 5 $2,900 B

Electrical
System

Component
Type

% of 
Total

Fail Date 
(Years)

Estimated Cost

Current Repair

Year 
FY

Estimated Cost

Future Replacement

Estimated Cost

Maintenance 

Cycle 
(Yrs)

Priority
Code

Under 600 Volts
Service Equipment

* *Fused Disc Sw %100 2-4 $1,400 2044 5 $600 B
On Extended Life, Extent : Moderate, Area Affected : 100%

Raceway
$6,100Conduit %75 2014 B

* *Conduit %25 2024 B

Note :       All $ estimates are in current dollars and are not escalated for potential future inflation. 
                Maintenance $ are aggregated over a ten-year period.
          **  Replacement cost estimated to be beyond ten years is not included in this report.
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DEPT. OF PARKS & RECREATION - 846
WEST 59 STREET RECREATION CENTER GYMNASIUM & INDOOR POOL

Asset # : 909

Electrical
System

Component
Type

% of 
Total

Fail Date 
(Years)

Estimated Cost

Current Repair

Year 
FY

Estimated Cost

Future Replacement

Estimated Cost

Maintenance 

Cycle 
(Yrs)

Priority
Code

Under 600 Volts
Panelboards

* *Fused Disc Sw %5 2022 3 B
* *Molded Case Bkrs %70 2-4 $13,600 2039 3 $500 B
* *Molded Case Bkrs %25 2022 3 $200 B

On Extended Life, Extent : Moderate, Area Affected : 100%
Wiring

* *Braided Cloth %75 2-4 $5,700 2039 B
Insulation Aged, Extent : Moderate, Area Affected : 100%

* *Thermoplastic %25 2024 B

Motor Controllers
* *Locally Mounted %50 2-4 $4,400 2034 5 $100 B
* *Locally Mounted %50 2019 5 $300 B

Ground
Grounding Devices

* *Metal Water Pipe %100 2-4 $6,400 2034 B
Corroded, Extent : Moderate, Area Affected : 100%

Lighting
General Lighting

$300Emergency %3 2014 2 $100 B
$300Exit %4 2014 2 $100 B

$53,800Fluorescent %81 2014 2 $29,100 B
$2,300HID %5 2014 2 $1,800 B

$900HID %2 2009 2 $700 B
$3,300Incandescent %5 2014 2 $1,800 B

Mechanical
System

Component
Type

% of 
Total

Fail Date 
(Years)

Estimated Cost

Current Repair

Year 
FY

Estimated Cost

Future Replacement

Estimated Cost

Maintenance 

Cycle 
(Yrs)

Priority
Code

Heating
Energy Source

* *Fuel Oil %100 2024 4 $400 B

Conversion Equipment
* *Steam Boiler %100 Now $6,200 2019 3 $4,800 B

Malfunctioning, Extent : Moderate, Area Affected : 10%
Location : Burner(s)

Distribution
* *Steam Piping/Pump %100 2024 3 $1,800 B

Note :       All $ estimates are in current dollars and are not escalated for potential future inflation. 
                Maintenance $ are aggregated over a ten-year period.
          **  Replacement cost estimated to be beyond ten years is not included in this report.
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DEPT. OF PARKS & RECREATION - 846
WEST 59 STREET RECREATION CENTER GYMNASIUM & INDOOR POOL

Asset # : 909

Mechanical
System

Component
Type

% of 
Total

Fail Date 
(Years)

Estimated Cost

Current Repair

Year 
FY

Estimated Cost

Future Replacement

Estimated Cost

Maintenance 

Cycle 
(Yrs)

Priority
Code

Heating
Terminal Devices

* *Convector/Radiator %20 2019 2 $1,800 B
* *Fan Coil Unit/Heat %60 2-4 $114,600 2024 4 $600 B

On Extended Life, Extent : Severe, Area Affected : 100%
Location : THROUGHOUT

$38,200Fan Coil Unit/Heat %20 2014 4 $300 B

Air Conditioning
Energy Source

* *Electricity %100 2030 5 $100 B

Conversion Equipment
* *Reciprocating Compr %10 2023 5 $1,900 B

No Component %90 D

Terminal Devices
$4,000Air Handler/Dir 

Expansion
%100 2014 2 $2,500 B

Heat Rejection
* *Remote Air Cond %100 2019 B

Ventilation
Distribution

* *Ductwork/Diffusers %100 LIFE 2 $14,200 B

Exhaust Fans
$7,100Interior %50 2014 3-10 $3,300 B
$5,100Roof %50 2014 2-10 $3,400 B

Plumbing
H/C Water Piping

* *Brass/Copper %5 2040 3-5 $100 B
* *Galv Iron/Steel %95 2027 3-5 $2,300 B

HW Heat Exchanger
* *Low Temp %100 2024 B

Sanitary Piping
* *Cast Iron %100 2024 B

Storm Drain Piping
* *Cast Iron %100 2024 B

Sump Pump(s)
$8,800Rigid Piping %100 2014 4 $2,000 B

Pool Filter/Treatment
* *Sand %100 2027 B

Note :       All $ estimates are in current dollars and are not escalated for potential future inflation. 
                Maintenance $ are aggregated over a ten-year period.
          **  Replacement cost estimated to be beyond ten years is not included in this report.
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Asset Name

Program / Asset #

Address
Borough

Areas Surveyed 

WEST 59 STREET RECREATION CENTER  INTERMEDIATE OUTDOOR POOL
533 WEST 59 STREET BET. AMSTERDAM & WEST END AVES.

Print Date :

Date of Survey

Agency's Number
Yr Built/Renovated
Project Type
Landmark Status

30-Sep-2003

PARKS

DEPT. OF PARKS & RECREATION - FY 2004

Floors 1
NONE05-Sep-2002

MANHATTAN

FY 2009 - 2014FY 2005 - 2008CAPITAL BUDGET
Interior Architecture $614,100
Mechanical $248,000

$862,200Total 

:

:
:

:
:

:
:

:
:
:
:

PAR0048.004 / 890
Area Sq Ft 7,500

M063-04

$248,000BPriority  
$614,100CPriority  

$862,200Total

FY 2008FY 2007FY 2006FY 2005EXPENSE BUDGET
Interior Architecture
Mechanical $8,400 $200

$8,400 $200Total

$8,400 $200Priority B
Priority C

$8,400 $200Total

Note :       All $ estimates are in current dollars and are not escalated for potential future inflation. 
                Maintenance $ are aggregated over a ten-year period.
          **  Replacement cost estimated to be beyond ten years is not included in this report.
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DEPT. OF PARKS & RECREATION - 846
WEST 59 STREET RECREATION CENTER INTERMEDIATE OUTDOOR POOL

Asset # : 890

Architecture
System

Component
Type

% of 
Total

Fail Date 
(Years)

Estimated Cost

Current Repair

Year 
FY

Estimated Cost

Future Replacement

Estimated Cost

Maintenance 

Cycle 
(Yrs)

Priority
Code

Interior
Floors

* *Cast in Place Concrete %100 Now $386,200 LIFE 5 $3,300 C
Broken/Missing Elements, Extent : Severe, Area Affected : 100%

Location : POOL FLOOR
Cracking/Crumbling, Extent : Severe, Area Affected : 50%

Location : POOL FLOOR
Interior Walls

* *Cast in Place Concrete %100 Now $227,900 LIFE 5 $800 C
Broken/Missing Elements, Extent : Severe, Area Affected : 75%

Location : POOL SIDES
Cracking/Crumbling, Extent : Severe, Area Affected : 50%

Location : POOL SIDES

Mechanical
System

Component
Type

% of 
Total

Fail Date 
(Years)

Estimated Cost

Current Repair

Year 
FY

Estimated Cost

Future Replacement

Estimated Cost

Maintenance 

Cycle 
(Yrs)

Priority
Code

Plumbing
H/C Water Piping

* *Single Type %100 Now $117,100 2034 3-5 $1,100 B
Not in Service, Extent : Severe, Area Affected : 100%

Location : From Basement of Rec. Bldg.
Storm Drain Piping

* *Cast Iron %100 Now $8,400 2044 B
Not in Service, Extent : Severe, Area Affected : 100%

Location : UNDERGROUND
Pool Filter/Treatment

* *Sand %100 Now $130,900 2034 B
Not in Service, Extent : Severe, Area Affected : 100%

Location : Underground

Note :       All $ estimates are in current dollars and are not escalated for potential future inflation. 
                Maintenance $ are aggregated over a ten-year period.
          **  Replacement cost estimated to be beyond ten years is not included in this report.



Page : 726

Asset Name

Program / Asset #

Address
Borough

Areas Surveyed 

WILLIAMSBRIDGE PLAYGROUND  COMFORT AND RECREATION BLDG.
VAN CORTLANDT AVE. EAST AND BAINBRIDGE AVE.

Print Date :

Date of Survey

Agency's Number
Yr Built/Renovated
Project Type
Landmark Status

30-Sep-2003

PARKS

DEPT. OF PARKS & RECREATION - FY 2004

1974 / 2000

Basement, Roof, Floors 1,2
NONE11-Oct-2001

BRONX

FY 2009 - 2014FY 2005 - 2008CAPITAL BUDGET
Electrical $7,200

$7,200Total 

:

:
:

:
:

:
:

:
:
:
:

PAR0078.02A / 2676
Area Sq Ft 11,371

X104-02A

$7,200BPriority  

$7,200Total

FY 2008FY 2007FY 2006FY 2005EXPENSE BUDGET
Exterior Architecture $7,300 $200 $37,100
Interior Architecture $1,400
Electrical $28,600 $1,300 $3,700 $3,600
Mechanical $1,800 $2,400 $3,100

$37,700 $5,200 $3,900 $43,800Total

$7,300 $200 $37,100Priority A
$30,500 $3,700 $3,700 $6,700Priority B

$1,400Priority C

$37,700 $5,200 $3,900 $43,800Total

Note :       All $ estimates are in current dollars and are not escalated for potential future inflation. 
                Maintenance $ are aggregated over a ten-year period.
          **  Replacement cost estimated to be beyond ten years is not included in this report.
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DEPT. OF PARKS & RECREATION - 846
WILLIAMSBRIDGE PLAYGROUND COMFORT AND RECREATION BLDG.

Asset # : 2676

Architecture
System

Component
Type

% of 
Total

Fail Date 
(Years)

Estimated Cost

Current Repair

Year 
FY

Estimated Cost

Future Replacement

Estimated Cost

Maintenance 

Cycle 
(Yrs)

Priority
Code

Exterior
Exterior Walls

* *Masonry: Granite %100 LIFE 3-5 $115,200 A
Recent Repair Evident, Extent : Moderate, Area Affected : 25%

Windows
* *Aluminum %100 Now $2,500 2035 5 $1,900 A

Caulking Deteriorated, Extent : Moderate, Area Affected : 25%
Location : AT LOCKER ROOMS

Parapets
* *Masonry: Brick %40 LIFE 3 $6,000 A
* *Masonry: Granite %40 LIFE 3 $6,300 A
* *Metal Rail %20 2022 3 $700 A

Roof
* *IRMA/Protected 

Membrane
%25 Now $4,800 2021 5 $2,200 A

Miss/Damgd Flashings, Extent : Moderate, Area Affected : 10%
Location : OVER MALE LOCKER ROOM

Paver Block Ballast, Extent : Moderate, Area Affected : 100%
Recent Replace Evident, Extent : Moderate, Area Affected : 100%
Water Penetration, Extent : Moderate, Area Affected : 5%

Location : MALE LOCKER ROOMS
Not Accessible %75 D

Interior
Floors

* *Cast in Place Concrete %70 LIFE 5 $3,500 C
* *Quarry Tile %25 2026 5 $2,900 C
* *Terrazzo %5 LIFE 8 $600 C

Interior Walls
* *Ceramic Tile %5 LIFE 5 $100 C
* *Masonry: Brick %25 LIFE 5 $1,300 C
* *Plaster %35 LIFE 5 $700 C
* *SGFT/Glazed Masonry %25 LIFE C
* *Wood %10 LIFE 5 $200 C

Recent Replace Evident, Extent : Moderate, Area Affected : 100%
Ceilings

* *Plaster %100 LIFE 5 $2,100 B
Water Penetration, Extent : Light, Area Affected : 5%

Location : MALE LOCKERS

Electrical
System

Component
Type

% of 
Total

Fail Date 
(Years)

Estimated Cost

Current Repair

Year 
FY

Estimated Cost

Future Replacement

Estimated Cost

Maintenance 

Cycle 
(Yrs)

Priority
Code

Note :       All $ estimates are in current dollars and are not escalated for potential future inflation. 
                Maintenance $ are aggregated over a ten-year period.
          **  Replacement cost estimated to be beyond ten years is not included in this report.



Page : 728

DEPT. OF PARKS & RECREATION - 846
WILLIAMSBRIDGE PLAYGROUND COMFORT AND RECREATION BLDG.

Asset # : 2676

Electrical
System

Component
Type

% of 
Total

Fail Date 
(Years)

Estimated Cost

Current Repair

Year 
FY

Estimated Cost

Future Replacement

Estimated Cost

Maintenance 

Cycle 
(Yrs)

Priority
Code

Under 600 Volts
Service Equipment

* *Fused Disc Sw %100 2-4 $1,400 2043 5 $400 B
Obsolete Fixtures, Extent : Moderate, Area Affected : 100%

Raceway
$8,200Conduit %100 2013 B

Panelboards
* *Fused Toggle Switch %90 2-4 $17,400 2038 3 $400 B

Obsolete Fixtures, Extent : Moderate, Area Affected : 100%
$1,900Molded Case Bkrs %10 2012 3 B

Wiring
* *Braided Cloth %80 2-4 $6,100 2038 B

Insulation Aged, Extent : Moderate, Area Affected : 100%
$1,500Thermoplastic %20 2013 B

Motor Controllers
$8,900Locally Mounted %100 2011 5 $400 B

Lighting
General Lighting

* *Emergency %5 2021 2 $100 B
* *Exit %5 2021 2 $100 B
* *Fluorescent %70 2021 2 $18,300 B

Recent Installation, Extent : Moderate, Area Affected : 100%
$7,200Fluorescent %15 2008 2 $3,900 B
$2,400Incandescent %5 2008 2 $1,300 B

Mechanical
System

Component
Type

% of 
Total

Fail Date 
(Years)

Estimated Cost

Current Repair

Year 
FY

Estimated Cost

Future Replacement

Estimated Cost

Maintenance 

Cycle 
(Yrs)

Priority
Code

Heating
Energy Source

* *Natural Gas %100 2033 3 $200 B

Conversion Equipment
* *Steam Boiler %100 2026 3 $4,700 B

Distribution
* *Steam Piping/Pump %100 2033 3 $1,300 B

Terminal Devices
* *Convector/Radiator %100 2018 2 $6,500 B

Plumbing
H/C Water Piping

* *Single Type %100 2026 3-5 $2,400 B

Note :       All $ estimates are in current dollars and are not escalated for potential future inflation. 
                Maintenance $ are aggregated over a ten-year period.
          **  Replacement cost estimated to be beyond ten years is not included in this report.
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DEPT. OF PARKS & RECREATION - 846
WILLIAMSBRIDGE PLAYGROUND COMFORT AND RECREATION BLDG.

Asset # : 2676

Mechanical
System

Component
Type

% of 
Total

Fail Date 
(Years)

Estimated Cost

Current Repair

Year 
FY

Estimated Cost

Future Replacement

Estimated Cost

Maintenance 

Cycle 
(Yrs)

Priority
Code

Plumbing
Hot Water Heater

$2,200Single Type %100 2014 3-5 $2,800 B

Sanitary Piping
* *Single Type %100 2023 B

Storm Drain Piping
* *Single Type %100 2033 B

Note :       All $ estimates are in current dollars and are not escalated for potential future inflation. 
                Maintenance $ are aggregated over a ten-year period.
          **  Replacement cost estimated to be beyond ten years is not included in this report.
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Asset Name

Program / Asset #

Address
Borough

Areas Surveyed 

WILLOWBROOK PARK  BOAT HOUSE - 012
RICHMOND AVE. & ETON PLACE 

Print Date :

Date of Survey

Agency's Number
Yr Built/Renovated
Project Type
Landmark Status

30-Sep-2003

PARKS

DEPT. OF PARKS & RECREATION - FY 2004

1932 /  

Roof, Floors 1
NONE21-Oct-1999

STATEN ISLAND

FY 2009 - 2014FY 2005 - 2008CAPITAL BUDGET
Interior Architecture $55,100

$55,100Total 

:

:
:

:
:

:
:

:
:
:
:

PAR0016.010 / 1150
Area Sq Ft 2,440

R030-010

$55,100CPriority  

$55,100Total

FY 2008FY 2007FY 2006FY 2005EXPENSE BUDGET
Exterior Architecture $2,400 $10,500
Interior Architecture $200
Electrical $3,900 $1,300 $1,200
Mechanical $600 $200 $400

$6,500 $12,400 $200 $1,500Total

$2,400 $10,500Priority A
$3,900 $1,900 $200 $1,500Priority B

$200Priority C

$6,500 $12,400 $200 $1,500Total

Note :       All $ estimates are in current dollars and are not escalated for potential future inflation. 
                Maintenance $ are aggregated over a ten-year period.
          **  Replacement cost estimated to be beyond ten years is not included in this report.
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DEPT. OF PARKS & RECREATION - 846
WILLOWBROOK PARK BOAT HOUSE - 012

Asset # : 1150

Architecture
System

Component
Type

% of 
Total

Fail Date 
(Years)

Estimated Cost

Current Repair

Year 
FY

Estimated Cost

Future Replacement

Estimated Cost

Maintenance 

Cycle 
(Yrs)

Priority
Code

Exterior
Exterior Walls

* *Wood %100 2021 3-5 $28,500 A

Windows
* *Wood %100 Now $2,400 2036 5 $100 A

Deteriorated Finish, Extent : Moderate, Area Affected : 50%
Thermally Inefficient, Extent : Moderate, Area Affected : 100%
Split/Cracked, Extent : Moderate, Area Affected : 25%

Roof
* *Wood Shingles %100 2024 5 $2,400 A

Recent Replace Evident, Extent : Moderate, Area Affected : 90%
Interior

Floors
* *Ceramic Tile %5 2039 5 $200 C

$55,100Wood %95 2014 5 $4,300 C

Interior Walls
* *Ceramic Tile %8 Now $200 LIFE 5 C

Broken/Missing Elements, Extent : Moderate, Area Affected : 10%
Location : REST ROOMS

Loose Units, Extent : Moderate, Area Affected : 10%
Location : REST ROOMS

* *Gypsum Board %5 LIFE 5 C
* *Wood %87 LIFE 5 $100 C

Ceilings
* *Exposed Struc: Wood %95 LIFE B
* *Gypsum Board %5 LIFE 5 B

Electrical
System

Component
Type

% of 
Total

Fail Date 
(Years)

Estimated Cost

Current Repair

Year 
FY

Estimated Cost

Future Replacement

Estimated Cost

Maintenance 

Cycle 
(Yrs)

Priority
Code

Under 600 Volts
Service Equipment

* *Molded Case Bkrs %100 2031 5 $100 B

Raceway
* *Conduit %100 2031 B

Panelboards
* *Molded Case Bkrs %100 2027 3 $100 B

Wiring
* *Braided Cloth %30 2-4 $3,900 2036 B

Insulation Aged, Extent : Moderate, Area Affected : 100%
* *Thermoplastic %70 2031 B

Ground
Note :       All $ estimates are in current dollars and are not escalated for potential future inflation. 
                Maintenance $ are aggregated over a ten-year period.
          **  Replacement cost estimated to be beyond ten years is not included in this report.
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DEPT. OF PARKS & RECREATION - 846
WILLOWBROOK PARK BOAT HOUSE - 012

Asset # : 1150

Electrical
System

Component
Type

% of 
Total

Fail Date 
(Years)

Estimated Cost

Current Repair

Year 
FY

Estimated Cost

Future Replacement

Estimated Cost

Maintenance 

Cycle 
(Yrs)

Priority
Code

Ground
Grounding Devices

* *Metal Water Pipe %100 2016 B

Lighting
General Lighting

* *Fluorescent %100 2016 2 $5,900 B

Mechanical
System

Component
Type

% of 
Total

Fail Date 
(Years)

Estimated Cost

Current Repair

Year 
FY

Estimated Cost

Future Replacement

Estimated Cost

Maintenance 

Cycle 
(Yrs)

Priority
Code

Heating
Energy Source

* *Natural Gas %100 2031 3 B

Conversion Equipment
* *Hot Water Boiler %75 2024 3 $500 B

$1,700Unit Heater-Dir Fired %25 2012 3 $200 B

Distribution
* *Hot Wtr Piping/Pump %100 2027 3-4 $400 B

Terminal Devices
* *Convector/Radiator %75 2024 2 $1,100 B
* *Fan Coil Unit/Heat %25 2016 4 B

Plumbing
H/C Water Piping

* *Single Type %100 2024 3-5 $400 B

Hot Water Heater
$500Single Type %100 2012 3-5 $500 B

Sanitary Piping
* *Single Type %100 2031 B

Non-Water Piping
* *Single Type %100 2031 3 B

Note :       All $ estimates are in current dollars and are not escalated for potential future inflation. 
                Maintenance $ are aggregated over a ten-year period.
          **  Replacement cost estimated to be beyond ten years is not included in this report.
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Asset Name

Program / Asset #

Address
Borough

Areas Surveyed 

WILLOWBROOK PARK  CAROUSEL FOR ALL CHILDREN
RICHMOND AVE. & ETON PLACE 

Print Date :

Date of Survey

Agency's Number
Yr Built/Renovated
Project Type
Landmark Status

30-Sep-2003

PARKS

DEPT. OF PARKS & RECREATION - FY 2004

1999 /  

Roof, Floors 1
NONE21-Oct-1999

STATEN ISLAND

CAPITAL BUDGET

Total 

:

:
:

:
:

:
:

:
:
:
:

PAR0016.020 / 4500
Area Sq Ft 3,800

R030-020

Priority  

Total

FY 2008FY 2007FY 2006FY 2005EXPENSE BUDGET
Exterior Architecture $7,900 $17,300
Interior Architecture $300
Electrical $1,500 $100 $1,700 $100

$1,500 $8,300 $19,000 $100Total

$7,900 $17,300Priority A
$1,500 $100 $1,700 $100Priority B

$300Priority C

$1,500 $8,300 $19,000 $100Total

Note :       All $ estimates are in current dollars and are not escalated for potential future inflation. 
                Maintenance $ are aggregated over a ten-year period.
          **  Replacement cost estimated to be beyond ten years is not included in this report.
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DEPT. OF PARKS & RECREATION - 846
WILLOWBROOK PARK CAROUSEL FOR ALL CHILDREN

Asset # : 4500

Architecture
System

Component
Type

% of 
Total

Fail Date 
(Years)

Estimated Cost

Current Repair

Year 
FY

Estimated Cost

Future Replacement

Estimated Cost

Maintenance 

Cycle 
(Yrs)

Priority
Code

Exterior
Exterior Walls

* *Masonry: Brick %10 LIFE 5 $1,200 A
* *Masonry: Brick %10 LIFE 5 $1,200 A
* *Metal Coiling Doors %80 2031 3 $51,900 A

Unit Inoperable, Extent : Light, Area Affected : 25%
Location : DOORS 3 AND 7

Windows
* *Aluminum %100 2036 5 $3,900 A

Roof
* *Metal Panel %100 2031 5 $12,000 A

Interior
Floors

* *Cast in Place Concrete %90 LIFE 5 $1,300 C
* *Wood %10 2051 5 $600 C

Interior Walls
* *Concr Masonry Unit %100 LIFE 5 $300 C

Ceilings
* *Exposed Struc: Steel %100 LIFE B

Electrical
System

Component
Type

% of 
Total

Fail Date 
(Years)

Estimated Cost

Current Repair

Year 
FY

Estimated Cost

Future Replacement

Estimated Cost

Maintenance 

Cycle 
(Yrs)

Priority
Code

Under 600 Volts
Service Equipment

* *Fused Disc Sw %100 2037 5 $300 B

Raceway
* *Conduit %100 2037 B

Panelboards
* *Molded Case Bkrs %100 2033 3 $200 B

Wiring
* *Thermoplastic %100 2037 B

Motor Controllers
* *Locally Mounted %100 2028 5 $100 B

Lighting
General Lighting

* *Fluorescent %30 2019 2 $2,300 B
* *Incandescent %70 2019 2 $5,400 B

Note :       All $ estimates are in current dollars and are not escalated for potential future inflation. 
                Maintenance $ are aggregated over a ten-year period.
          **  Replacement cost estimated to be beyond ten years is not included in this report.
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Asset Name

Program / Asset #

Address
Borough

Areas Surveyed 

YANKEE STADIUM  
E.157TH ST. & RUPPERT PLACE 

Print Date :

Date of Survey

Agency's Number
Yr Built/Renovated
Project Type
Landmark Status

30-Sep-2003

PARKS

DEPT. OF PARKS & RECREATION - FY 2004

1923 / 1974

Basement, Roof, Floors 1,2,3,4,5
NONE01-Jul-2002

BRONX

FY 2009 - 2014FY 2005 - 2008CAPITAL BUDGET
Exterior Architecture $73,800 $5,697,000
Interior Architecture $473,200 $686,800
Electrical $44,600 $821,000
Mechanical $240,500 $1,532,000

$832,100 $8,736,800Total 

:

:
:

:
:

:
:

:
:
:
:

PAR0021.000 / 872
Area Sq Ft 883,857

X237-01

$73,800 $5,697,000APriority  
$758,300 $2,409,200BPriority  

$630,700CPriority  

$832,100 $8,736,800Total

FY 2008FY 2007FY 2006FY 2005EXPENSE BUDGET
Exterior Architecture $134,500 $35,400 $12,100 $316,500
Interior Architecture $33,100 $10,100 $26,000
Electrical $26,700 $378,700 $19,900 $435,800
Mechanical $180,000 $120,900 $234,100 $143,100
Elevators/Escalators $19,700 $19,700 $19,700 $19,700

$361,000 $587,900 $296,000 $941,200Total

$134,500 $35,400 $12,100 $316,500Priority A
$226,400 $519,400 $283,900 $598,700Priority B

$33,100 $26,000Priority C

$361,000 $587,900 $296,000 $941,200Total

Note :       All $ estimates are in current dollars and are not escalated for potential future inflation. 
                Maintenance $ are aggregated over a ten-year period.
          **  Replacement cost estimated to be beyond ten years is not included in this report.



Page : 736

DEPT. OF PARKS & RECREATION - 846
YANKEE STADIUM 

Asset # : 872

Architecture
System

Component
Type

% of 
Total

Fail Date 
(Years)

Estimated Cost

Current Repair

Year 
FY

Estimated Cost

Future Replacement

Estimated Cost

Maintenance 

Cycle 
(Yrs)

Priority
Code

Exterior
Exterior Walls

* *Cast in Place Concrete %70 LIFE 5 $274,500 A
* *Metal Panel %15 2033 5 $77,100 A
* *Metal Coiling Doors %5 2026 3 $402,700 A
* *Pre-Cast Concrete %5 LIFE 3-5 $148,300 A
* *Window Wall %5 2026 6 $41,100 A

Windows
* *Aluminum %15 2029 5 $54,100 A
* *Metal Louvers %85 2029 5 $5,298,700 A

Parapets
* *Cast in Place Concrete %60 LIFE 3 $450,400 A
* *Metal Panel %20 2033 3 $106,100 A
* *Metal Rail %20 2022 3 $36,400 A

Roof
$85,200Built-Up (BUR) %5 2013 A

Patching Evident, Extent : Moderate, Area Affected : 5%
Location : OVER ESCALATOR TOWERS #2 and #6

* *Built-Up (BUR) %5 Now $8,500 2018 A
Vegetation Growth, Extent : Severe, Area Affected : 15%

Location : CANOPYS AT STADIUM ENTRANCES
* *Cast in Place Concrete %20 LIFE 5 $16,200 A
* *Cast in Place Concrete %20 Now $25,300 LIFE 5 $16,200 A

Cracking/Crumbling, Extent : Moderate, Area Affected : 5%
Location : AT BLEACHERS

Expansion Jnt Failure, Extent : Moderate, Area Affected : 15%
Location : AT BLEACHERS

Water Penetration, Extent : Moderate, Area Affected : 10%
Location : STORAGE PLACES BELOW BLEACHERS

* *Roll Roofing %50 Now $35,300 2018 A
Ponding, Extent : Moderate, Area Affected : 2%

Location : THROUGHOUT PERIMETER ROOF
Vegetation Growth, Extent : Moderate, Area Affected : 10%

Location : THROUGHOUT PERIMETER ROOF
Interior

Floors
$274,300Carpet %5 2009 3 $66,800 C

* *Cast in Place Concrete %80 LIFE 5 $309,000 C
* *Ceramic Tile %5 2028 5 $52,000 C
* *Vinyl Tile %10 2041 5 $21,800 C

Note :       All $ estimates are in current dollars and are not escalated for potential future inflation. 
                Maintenance $ are aggregated over a ten-year period.
          **  Replacement cost estimated to be beyond ten years is not included in this report.
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DEPT. OF PARKS & RECREATION - 846
YANKEE STADIUM 

Asset # : 872

Architecture
System

Component
Type

% of 
Total

Fail Date 
(Years)

Estimated Cost

Current Repair

Year 
FY

Estimated Cost

Future Replacement

Estimated Cost

Maintenance 

Cycle 
(Yrs)

Priority
Code

Interior
Interior Walls

* *Cast in Place Concrete %15 LIFE 5 $26,600 C
* *Ceramic Tile %5 LIFE 5 $6,300 C
* *Concr Masonry Unit %70 LIFE 5 $47,300 C
* *Gypsum Board %10 LIFE 5 $3,600 C

Ceilings
* *AcousTileConcealSpLn %5 2022 5 $10,100 B
* *AcousTileSusp.Lay-In %5 2022 5 $10,100 B
* *Exposed Concrete %25 Now $368,800 LIFE B

Misaligned/Bulging, Extent : Severe, Area Affected : 5%
Location : BEAM AT RAMP LANDING ABOVE MAIN LEVEL, SECTION 26

Spalling, Extent : Moderate, Area Affected : 3%
Location : BEAM AT RAMP LANDING ABOVE MAIN LEVEL, SECTION 26

Water Penetration, Extent : Moderate, Area Affected : 5%
Location : BASEMENT CORRIDOR NEAR EMPIRE ROOM, MAIN VIDEO FEED ROOM, 
SECURITY OFFICE AND VARIOUS LOCATIONS IN BASEM

* *Exposed Concrete %30 LIFE B
* *Exposed Struc: Steel %3 4+ $104,400 LIFE B

Corrosion/Rusting, Extent : Moderate, Area Affected : 5%
Location : MECHANICAL ROOM

Water Penetration, Extent : Moderate, Area Affected : 5%
Location : MECHANICAL ROOM

* *Exposed Struc: Steel %12 LIFE B
* *Metal Panel %20 LIFE 5 $56,100 B

Electrical
System

Component
Type

% of 
Total

Fail Date 
(Years)

Estimated Cost

Current Repair

Year 
FY

Estimated Cost

Future Replacement

Estimated Cost

Maintenance 

Cycle 
(Yrs)

Priority
Code

Under 600 Volts
Service Equipment

* *Fused Disc Sw %100 2023 5 $63,900 B

Transformers
* *Dry Type %100 2018 5 $89,300 B

Switchgear
* *Molded Case Bkrs %100 2023 3-5 $46,000 B

Raceway
* *Conduit %100 2023 B

Panelboards
* *Molded Case Bkrs %100 2021 3 $36,500 B

Note :       All $ estimates are in current dollars and are not escalated for potential future inflation. 
                Maintenance $ are aggregated over a ten-year period.
          **  Replacement cost estimated to be beyond ten years is not included in this report.
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DEPT. OF PARKS & RECREATION - 846
YANKEE STADIUM 

Asset # : 872

Electrical
System

Component
Type

% of 
Total

Fail Date 
(Years)

Estimated Cost

Current Repair

Year 
FY

Estimated Cost

Future Replacement

Estimated Cost

Maintenance 

Cycle 
(Yrs)

Priority
Code

Under 600 Volts
Wiring

* *Thermoplastic %100 2023 B

Motor Controllers
* *Locally Mounted %100 2018 5 $32,500 B

Stand-by Power
Transfer Switches

* *Automatic %100 2018 3-5 $29,800 B

Generators
* *Diesel %100 2016 5 $5,400 B

Batteries
$500Nickel Cadium %100 2006 B

Lighting
General Lighting

* *Exit %5 2018 2 $8,400 B
* *Fluorescent %15 2018 2 $299,100 B
* *HID %75 2018 2 $1,495,600 B
* *Incandescent %5 2021 2 $99,700 B

Other Observation, Extent : Light, Area Affected : 100%
Explanation : REPLACABLE FLOODLIGHT LAMPS.

Lightning Protection
Arresters

$776,400Copper %100 2013 B
Other Observation, Extent : Light, Area Affected : 100%

Explanation : LOCATED ON SCOREBOARD.

Mechanical
System

Component
Type

% of 
Total

Fail Date 
(Years)

Estimated Cost

Current Repair

Year 
FY

Estimated Cost

Future Replacement

Estimated Cost

Maintenance 

Cycle 
(Yrs)

Priority
Code

Heating
Energy Source

* *Fuel Oil %100 2033 4 $36,500 B
No. 2 Fuel Oil, Extent : Severe, Area Affected : 100%

Location : Underground
Conversion Equipment

* *Hot Water Boiler %100 2026 3 $308,500 B

Distribution
* *Hot Wtr Piping/Pump %100 2021 3-4 $171,300 B

Note :       All $ estimates are in current dollars and are not escalated for potential future inflation. 
                Maintenance $ are aggregated over a ten-year period.
          **  Replacement cost estimated to be beyond ten years is not included in this report.
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DEPT. OF PARKS & RECREATION - 846
YANKEE STADIUM 

Asset # : 872

Mechanical
System

Component
Type

% of 
Total

Fail Date 
(Years)

Estimated Cost

Current Repair

Year 
FY

Estimated Cost

Future Replacement

Estimated Cost

Maintenance 

Cycle 
(Yrs)

Priority
Code

Heating
Terminal Devices

$455,400Air Handler/Cool/Ht %20 2013 4 $19,900 B
* *Convector/Radiator %60 2018 2 $296,300 B

$90,500Fan Coil Unit/Heat %20 2013 4 $17,500 B

Air Conditioning
Energy Source

* *Electricity %100 2021 5 $7,000 B

Conversion Equipment
$54,900Int Pkg Unit - Cool %20 2011 B

* *Reciprocating Compr %30 2016 5 $312,500 B
No Component %50 D

Terminal Devices
$137,200Air Handler/Dir 

Expansion
%100 2013 2 $137,300 B

Heat Rejection
$274,300Water Cool Tower %100 2011 B

Ventilation
Distribution

* *Ductwork/Diffusers %100 LIFE 2 $627,700 B

Exhaust Fans
$230,900Interior %99 2013 3-10 $312,100 B

$5,600Roof %1 2013 2-10 $3,800 B

Plumbing
H/C Water Piping

* *Single Type %100 2018 3-5 $155,600 B

HW Heat Exchanger
* *HTHW/HW %100 2023 B

Sanitary Piping
* *Single Type %100 Now $49,400 2023 B

Blockage /Clogged, Extent : Severe, Area Affected : 5%
Location : Boiler Room

Storm Drain Piping
* *Single Type %100 2023 B

Sump Pump(s)
$8,800Single Type %100 2011 4 $1,300 B

Non-Water Piping
* *Single Type %100 2033 3 $12,200 B

Note :       All $ estimates are in current dollars and are not escalated for potential future inflation. 
                Maintenance $ are aggregated over a ten-year period.
          **  Replacement cost estimated to be beyond ten years is not included in this report.
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Asset Name

Program / Asset #

Address
Borough

Areas Surveyed 

CENTRAL PARK  110TH ST. ARCH  BIN#: 2-24643-0
5TH AVE. TO CENTRAL PARK W., 110TH & CPW (MONTCLIFF)

Print Date :

Date of Survey

Agency's Number
Yr Built/Renovated
Project Type
Landmark Status

30-Sep-2003

PARKS

DEPT. OF PARKS & RECREATION - FY 2004

1862 /  

HISTORICAL LANDMARK DISTRICT23-Jun-2003

MANHATTAN

CAPITAL BUDGET

Total 

:

:
:

:
:

:
:

:
:
:
:

PAR0018.S50 / 2675
Area Sq Ft 6,120

M010-239

Priority  

Total

FY 2008FY 2007FY 2006FY 2005EXPENSE BUDGET
Park Bridges $39,800 $300 $5,400

$39,800 $300 $5,400Total

$4,100Priority A
$32,000 $3,000Priority B

$3,700 $300 $2,500Priority C

$39,800 $300 $5,400Total

Note :       All $ estimates are in current dollars and are not escalated for potential future inflation. 
                Maintenance $ are aggregated over a ten-year period.
          **  Replacement cost estimated to be beyond ten years is not included in this report.
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DEPT. OF PARKS & RECREATION - 846
CENTRAL PARK 110TH ST. ARCH  BIN#: 2-24643-0

Asset # : 2675

Park Bridges
System

Component
Type

% of 
Total

Fail Date 
(Years)

Estimated Cost

Current Repair

Year 
FY

Estimated Cost

Future Replacement

Estimated Cost

Maintenance 

Cycle 
(Yrs)

Priority
Code

Abutments
Footings

Not Accessible %100 D

Stem (breastwall)
* *Schist/Gneiss %100 Now $17,200 LIFE B

Other Observation, Extent : Moderate, Area Affected : 25%
Location : Throughout
Explanation : Open Joints

Wingwalls
Footings

Not Accessible %100 D

Walls
* *Granite %20 LIFE C

Other Observation, Extent : Moderate, Area Affected : 10%
Explanation : Water Penetration

* *Masonry: Limestone %80 LIFE 3-10 $11,500 C

Stream Channel
Mat (scour & erosion)

* *Asphalt Paving %100 LIFE 5 $8,200 A

Approaches
Embankment

* *Earth %50 LIFE C
* *Riprap %50 LIFE C

Deck Elements
Curbs

* *Concrete %100 2024 A

Railings/Parapets
* *Brownstone/Sandstone %50 LIFE A
* *Steel %50 LIFE A

Sidewalks/Facias
* *Cobblestone %100 2024 5 $2,600 C

Misaligned/Bulging, Extent : Light, Area Affected : 10%
Wearing Surface

$18,200Asphalt %100 2012 5 $600 C

Superstructure
Primary Member

* *Schist/Gneiss %100 LIFE A

Note :       All $ estimates are in current dollars and are not escalated for potential future inflation. 
                Maintenance $ are aggregated over a ten-year period.
          **  Replacement cost estimated to be beyond ten years is not included in this report.
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DEPT. OF PARKS & RECREATION - 846
CENTRAL PARK 110TH ST. ARCH  BIN#: 2-24643-0

Asset # : 2675

Park Bridges
System

Component
Type

% of 
Total

Fail Date 
(Years)

Estimated Cost

Current Repair

Year 
FY

Estimated Cost

Future Replacement

Estimated Cost

Maintenance 

Cycle 
(Yrs)

Priority
Code

Superstructure
Secondary Member

* *Masonry: Brick %80 0-2 $10,900 LIFE 3-5 $9,600 B
Efflorescence, Extent : Moderate, Area Affected : 15%

Location : Throughout
Spalling, Extent : Moderate, Area Affected : 15%

Location : Throughout
* *Steel %20 Now $4,000 LIFE 4-8 $22,700 B

Corrosion, Extent : Severe, Area Affected : 35%
Location : Throughout

Note :       All $ estimates are in current dollars and are not escalated for potential future inflation. 
                Maintenance $ are aggregated over a ten-year period.
          **  Replacement cost estimated to be beyond ten years is not included in this report.



Page : 743

Asset Name

Program / Asset #

Address
Borough

Areas Surveyed 

CENTRAL PARK  ANDRESKI BRIDGE BIN#:2-24646-0
5TH AVE. TO CENTRAL PARK W., 77TH ST. & CPW

Print Date :

Date of Survey

Agency's Number
Yr Built/Renovated
Project Type
Landmark Status

30-Sep-2003

PARKS

DEPT. OF PARKS & RECREATION - FY 2004

1860 /  

HISTORICAL LANDMARK DISTRICT02-Jul-2003

MANHATTAN

FY 2009 - 2014FY 2005 - 2008CAPITAL BUDGET
Park Bridges $336,200

$336,200Total 

:

:
:

:
:

:
:

:
:
:
:

PAR0018.S56 / 3028
Area Sq Ft 5,977

M010-127

$336,200BPriority  

$336,200Total

FY 2008FY 2007FY 2006FY 2005EXPENSE BUDGET
Park Bridges $3,000 $9,100

$3,000 $9,100Total

$1,100Priority A
$9,100Priority B

$1,800Priority C

$3,000 $9,100Total

Note :       All $ estimates are in current dollars and are not escalated for potential future inflation. 
                Maintenance $ are aggregated over a ten-year period.
          **  Replacement cost estimated to be beyond ten years is not included in this report.



Page : 744

DEPT. OF PARKS & RECREATION - 846
CENTRAL PARK ANDRESKI BRIDGE BIN#:2-24646-0

Asset # : 3028

Park Bridges
System

Component
Type

% of 
Total

Fail Date 
(Years)

Estimated Cost

Current Repair

Year 
FY

Estimated Cost

Future Replacement

Estimated Cost

Maintenance 

Cycle 
(Yrs)

Priority
Code

Abutments
Footings

Not Accessible %100 D

Stem (breastwall)
* *Schist/Gneiss %100 LIFE B

Stream Channel
Bank Protection

* *Earth %100 LIFE 5 $500 C
Other Observation, Extent : Light, Area Affected : 100%

Explanation : No stream channel - Rating is for the rip-rap & embankment @ the ped paths
Mat (scour & erosion)

* *Earth %75 LIFE 5 $2,000 A
Other Observation, Extent : Light, Area Affected : 100%

Explanation : No stream channel - Rating is for the rip-rap & embankment @ the ped paths
* *Single Type %25 LIFE 5 $300 A

Other Observation, Extent : Light, Area Affected : 100%
Explanation : No stream channel - Rating is for the rip-rap & embankment @ the ped paths

Approaches
Embankment

* *Riprap %100 LIFE C

Deck Elements
Curbs

* *Concrete %100 2024 A

Railings/Parapets
* *Schist/Gneiss %100 LIFE A

Other Observation, Extent : Moderate, Area Affected : 100%
Location : Throughout
Explanation : Recent Repair Evident

Sidewalks/Facias
$13,200Asphalt %100 Now $1,300 2009 4 $9,000 C

Cracks, Extent : Moderate, Area Affected : 10%
Location : Throughout

Misaligned/Bulging, Extent : Moderate, Area Affected : 10%
Location : Throughout

Wearing Surface
* *Asphalt %100 2015 5 $600 C

Superstructure
Primary Member

* *Schist/Gneiss %100 LIFE A
Efflorescence, Extent : Moderate, Area Affected : 20%

Location : Throughout

Note :       All $ estimates are in current dollars and are not escalated for potential future inflation. 
                Maintenance $ are aggregated over a ten-year period.
          **  Replacement cost estimated to be beyond ten years is not included in this report.



Page : 745

DEPT. OF PARKS & RECREATION - 846
CENTRAL PARK ANDRESKI BRIDGE BIN#:2-24646-0

Asset # : 3028

Park Bridges
System

Component
Type

% of 
Total

Fail Date 
(Years)

Estimated Cost

Current Repair

Year 
FY

Estimated Cost

Future Replacement

Estimated Cost

Maintenance 

Cycle 
(Yrs)

Priority
Code

Superstructure
Secondary Member

* *Masonry: Brick %100 Now $336,200 LIFE 3-5 $29,500 B
Broken/Missing Element, Extent : Severe, Area Affected : 25%

Location : Throughout
Joints Missing, Extent : Severe, Area Affected : 50%

Location : Throughout
Spalling, Extent : Severe, Area Affected : 50%

Location : Throughout

Note :       All $ estimates are in current dollars and are not escalated for potential future inflation. 
                Maintenance $ are aggregated over a ten-year period.
          **  Replacement cost estimated to be beyond ten years is not included in this report.
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Asset Name

Program / Asset #

Address
Borough

Areas Surveyed 

CENTRAL PARK  ARCH DIPWAY - 030
5TH AVE. TO CENTRAL PARK W., 60TH ST. & PARK DRIVE, SOUTH DR.

Print Date :

Date of Survey

Agency's Number
Yr Built/Renovated
Project Type
Landmark Status

30-Sep-2003

PARKS

DEPT. OF PARKS & RECREATION - FY 2004

1862 /  

HISTORICAL LANDMARK DISTRICT30-Jun-2003

MANHATTAN

CAPITAL BUDGET

Total 

:

:
:

:
:

:
:

:
:
:
:

PAR0018.S12 / 879
Area Sq Ft 2,808

M010-030

Priority  

Total

FY 2008FY 2007FY 2006FY 2005EXPENSE BUDGET
Park Bridges $58,400 $11,800

$58,400 $11,800Total

$10,600 $3,600Priority A
$47,700 $8,200Priority B

$100Priority C

$58,400 $11,800Total

Note :       All $ estimates are in current dollars and are not escalated for potential future inflation. 
                Maintenance $ are aggregated over a ten-year period.
          **  Replacement cost estimated to be beyond ten years is not included in this report.
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DEPT. OF PARKS & RECREATION - 846
CENTRAL PARK ARCH DIPWAY - 030

Asset # : 879

Park Bridges
System

Component
Type

% of 
Total

Fail Date 
(Years)

Estimated Cost

Current Repair

Year 
FY

Estimated Cost

Future Replacement

Estimated Cost

Maintenance 

Cycle 
(Yrs)

Priority
Code

Abutments
Stem (breastwall)

* *Granite %10 Now $1,500 LIFE 3-5 $1,400 B
Other Observation, Extent : Moderate, Area Affected : 10%

Explanation : Eroded Mortar Joints
* *Masonry: Brick %90 0-2 $12,100 LIFE 3-5 $10,100 B

Efflorescence, Extent : Severe, Area Affected : 5%
Joints Missing, Extent : Moderate, Area Affected : 20%
Spalling, Extent : Moderate, Area Affected : 20%
Other Observation, Extent : Moderate, Area Affected : 10%

Explanation : Water Penetration
cracking And Crumbling

Wingwalls
Footings

Not Accessible %100 D

Walls
* *Granite %100 LIFE C

Joints Missing, Extent : Moderate, Area Affected : 10%
Stream Channel

Mat (scour & erosion)
* *Asphalt Paving %100 LIFE 5 $10,300 A

Approaches
Embankment

* *Earth %100 LIFE C
Erosion, Extent : Moderate, Area Affected : 10%

Deck Elements
Curbs

* *Concrete %100 2024 A

Railings/Parapets
* *Cast Iron %50 LIFE A
* *Granite %50 LIFE A

Sidewalks/Facias
* *Cobblestone %100 2034 5 $3,300 C

Wearing Surface
* *Asphalt %100 2015 5 $300 C

Superstructure
Primary Member

* *Masonry/Granite %100 LIFE 3-15 $16,900 A

Secondary Member
* *Masonry: Brick %100 Now $34,100 LIFE 3-5 $15,000 B

Efflorescence, Extent : Moderate, Area Affected : 10%
Other Observation, Extent : Moderate, Area Affected : 10%

Explanation : Eroded Mortar Joints

Note :       All $ estimates are in current dollars and are not escalated for potential future inflation. 
                Maintenance $ are aggregated over a ten-year period.
          **  Replacement cost estimated to be beyond ten years is not included in this report.
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Asset Name

Program / Asset #

Address
Borough

Areas Surveyed 

CENTRAL PARK  ARCH GLADE - 105
5TH AVE. TO CENTRAL PARK W., 79TH ST. & 5TH AVE.

Print Date :

Date of Survey

Agency's Number
Yr Built/Renovated
Project Type
Landmark Status

30-Sep-2003

PARKS

DEPT. OF PARKS & RECREATION - FY 2004

1862 / 1988

HISTORICAL LANDMARK DISTRICT01-Jul-2003

MANHATTAN

FY 2009 - 2014FY 2005 - 2008CAPITAL BUDGET
Park Bridges $65,700

$65,700Total 

:

:
:

:
:

:
:

:
:
:
:

PAR0018.S15 / 880
Area Sq Ft 4,992

M010-105

$65,700APriority  

$65,700Total

FY 2008FY 2007FY 2006FY 2005EXPENSE BUDGET
Park Bridges $57,400 $12,100

$57,400 $12,100Total

$25,300Priority A
$31,800 $12,100Priority B

$200Priority C

$57,400 $12,100Total

Note :       All $ estimates are in current dollars and are not escalated for potential future inflation. 
                Maintenance $ are aggregated over a ten-year period.
          **  Replacement cost estimated to be beyond ten years is not included in this report.
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DEPT. OF PARKS & RECREATION - 846
CENTRAL PARK ARCH GLADE - 105

Asset # : 880

Park Bridges
System

Component
Type

% of 
Total

Fail Date 
(Years)

Estimated Cost

Current Repair

Year 
FY

Estimated Cost

Future Replacement

Estimated Cost

Maintenance 

Cycle 
(Yrs)

Priority
Code

Abutments
Footings

Not Accessible %100 D

Stem (breastwall)
* *Masonry/Granite %100 LIFE 3-15 $27,100 B

Stream Channel
Mat (scour & erosion)

* *Asphalt Paving %100 LIFE 5 $14,000 A

Approaches
Embankment

* *Earth %100 LIFE C

Deck Elements
Railings/Parapets

* *Brownstone/Sandstone %50 Now $12,200 LIFE A
Broken/Missing Element, Extent : Moderate, Area Affected : 15%

Location : Throughout
Erosion, Extent : Severe, Area Affected : 25%

Location : Throughout
Joints Missing, Extent : Moderate, Area Affected : 25%

Location : Throughout
* *Cast Stone %50 Now $6,100 LIFE A

Broken/Missing Element, Extent : Moderate, Area Affected : 10%
Location : Throughout

Wearing Surface
* *Asphalt %100 2015 5 $500 C

Superstructure
Primary Member

* *Limestone %100 Now $65,700 LIFE 5 $900 A
Joint Motor Miss/Erod, Extent : Moderate, Area Affected : 25%

Location : Throughout
Other Observation, Extent : Severe, Area Affected : 25%

Location : Throughout
Explanation : Erosion

Secondary Member
* *Masonry: Brick %100 Now $23,200 LIFE 3-5 $20,300 B

Efflorescence, Extent : Moderate, Area Affected : 25%
Location : Throughout

Spalling, Extent : Severe, Area Affected : 20%
Location : Throughout

Other Observation, Extent : Severe, Area Affected : 10%
Location : Throughout
Explanation : Cracking/crumbling

Note :       All $ estimates are in current dollars and are not escalated for potential future inflation. 
                Maintenance $ are aggregated over a ten-year period.
          **  Replacement cost estimated to be beyond ten years is not included in this report.
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Asset Name

Program / Asset #

Address
Borough

Areas Surveyed 

CENTRAL PARK  ARCH K  BIN#: 2-24538-0
5TH AVE. TO CENTRAL PARK W., E 66TH & 5TH AVE.

Print Date :

Date of Survey

Agency's Number
Yr Built/Renovated
Project Type
Landmark Status

30-Sep-2003

PARKS

DEPT. OF PARKS & RECREATION - FY 2004

HISTORICAL LANDMARK DISTRICT24-Jun-2003

MANHATTAN

FY 2009 - 2014FY 2005 - 2008CAPITAL BUDGET
Park Bridges $47,400

$47,400Total 

:

:
:

:
:

:
:

:
:
:
:

PAR0018.S39 / 156
Area Sq Ft 5,772

M010-258

$47,400BPriority  

$47,400Total

FY 2008FY 2007FY 2006FY 2005EXPENSE BUDGET
Park Bridges $49,400 $10,600

$49,400 $10,600Total

$40,900Priority A
$6,800 $10,600Priority B
$1,700Priority C

$49,400 $10,600Total

Note :       All $ estimates are in current dollars and are not escalated for potential future inflation. 
                Maintenance $ are aggregated over a ten-year period.
          **  Replacement cost estimated to be beyond ten years is not included in this report.
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DEPT. OF PARKS & RECREATION - 846
CENTRAL PARK ARCH K  BIN#: 2-24538-0

Asset # : 156

Park Bridges
System

Component
Type

% of 
Total

Fail Date 
(Years)

Estimated Cost

Current Repair

Year 
FY

Estimated Cost

Future Replacement

Estimated Cost

Maintenance 

Cycle 
(Yrs)

Priority
Code

Abutments
Stem (breastwall)

* *Granite %100 LIFE 3-15 $21,300 B
Joints Missing, Extent : Light, Area Affected : 1%

Stream Channel
Mat (scour & erosion)

* *Asphalt Paving %50 LIFE 5 $5,500 A
* *Cobblestone %50 LIFE 5-15 $700 A

Deck Elements
Curbs

* *Concrete w/ Steel Face %100 Now $2,200 LIFE A
Broken/Missing Element, Extent : Moderate, Area Affected : 15%

Location : Throughout
Misaligned/Bulging, Extent : Severe, Area Affected : 10%

Location : Throughout
Railings/Parapets

* *Cast Iron %20 LIFE A
Corrosion, Extent : Light, Area Affected : 5%

* *Granite %80 Now $9,200 LIFE A
Joints Missing, Extent : Moderate, Area Affected : 10%
Vegetation Growth, Extent : Moderate, Area Affected : 5%

Sidewalks/Facias
$7,100Asphalt %100 Now $1,400 2009 4 $4,900 C

Erosion, Extent : Severe, Area Affected : 10%
Misaligned/Bulging, Extent : Moderate, Area Affected : 15%

Wearing Surface
* *Asphalt %100 2015 5 $600 C

Superstructure
Primary Member

* *Granite %100 Now $26,200 LIFE A
Other Observation, Extent : Moderate, Area Affected : 20%

Explanation : Efflorecence, Broken And Missing Elements, Erosion
Secondary Member

* *Masonry/Granite %100 Now $47,400 LIFE 3-5 $19,300 B
Other Observation, Extent : Moderate, Area Affected : 10%

Explanation : Efflorescence And Erosion

Note :       All $ estimates are in current dollars and are not escalated for potential future inflation. 
                Maintenance $ are aggregated over a ten-year period.
          **  Replacement cost estimated to be beyond ten years is not included in this report.
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Asset Name

Program / Asset #

Address
Borough

Areas Surveyed 

CENTRAL PARK  ARCH PLAYMATES  BIN#: 2-24605-0
5TH AVE. TO CENTRAL PARK W., 65 ST. TRANSVERSE & CENTER DR.

Print Date :

Date of Survey

Agency's Number
Yr Built/Renovated
Project Type
Landmark Status

30-Sep-2003

PARKS

DEPT. OF PARKS & RECREATION - FY 2004

1861 /  

HISTORICAL LANDMARK DISTRICT24-Jun-2003

MANHATTAN

CAPITAL BUDGET

Total 

:

:
:

:
:

:
:

:
:
:
:

PAR0018.S11 / 177
Area Sq Ft 4,158

M010-025

Priority  

Total

FY 2008FY 2007FY 2006FY 2005EXPENSE BUDGET
Park Bridges $30,200 $15,100

$30,200 $15,100Total

$11,900 $2,700Priority A
$18,000 $10,100Priority B

$300 $2,300Priority C

$30,200 $15,100Total

Note :       All $ estimates are in current dollars and are not escalated for potential future inflation. 
                Maintenance $ are aggregated over a ten-year period.
          **  Replacement cost estimated to be beyond ten years is not included in this report.
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DEPT. OF PARKS & RECREATION - 846
CENTRAL PARK ARCH PLAYMATES  BIN#: 2-24605-0

Asset # : 177

Park Bridges
System

Component
Type

% of 
Total

Fail Date 
(Years)

Estimated Cost

Current Repair

Year 
FY

Estimated Cost

Future Replacement

Estimated Cost

Maintenance 

Cycle 
(Yrs)

Priority
Code

Abutments
Footings

Not Accessible %100 D

Stem (breastwall)
* *Granite %100 LIFE 3-15 $22,600 B

Wingwalls
Footings

Not Accessible %100 D

Stream Channel
Mat (scour & erosion)

* *Asphalt Paving %100 LIFE 5 $11,700 A

Approaches
Embankment

* *Earth %100 LIFE C

Deck Elements
Curbs

* *Concrete %50 2034 A
* *Granite %50 LIFE A

Guide Railing
* *Timber %100 2034 A

Median
* *Cobblestone %100 2034 A

Railings/Parapets
* *Cast Iron %90 LIFE A
* *Granite %10 Now $600 LIFE A

Other Observation, Extent : Moderate, Area Affected : 5%
Explanation : Open Joints

Sidewalks/Facias
$6,800Asphalt %90 2012 4 $4,700 C

* *Granite Paver %10 LIFE 5 $200 C

Wearing Surface
* *Asphalt %100 2015 5 $400 C

Superstructure
Primary Member

* *Granite %20 LIFE A
* *Masonry: Brick %80 LIFE 3-15 $14,100 A

Secondary Member
* *Masonry: Brick %100 LIFE 3-15 $27,700 B

Efflorescence, Extent : Moderate, Area Affected : 10%

Note :       All $ estimates are in current dollars and are not escalated for potential future inflation. 
                Maintenance $ are aggregated over a ten-year period.
          **  Replacement cost estimated to be beyond ten years is not included in this report.
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Asset Name

Program / Asset #

Address
Borough

Areas Surveyed 

CENTRAL PARK  ARCH RIFTSTONE  BIN#: 2-24614-0
5TH AVE. TO CENTRAL PARK W., W 72ND & CPW

Print Date :

Date of Survey

Agency's Number
Yr Built/Renovated
Project Type
Landmark Status

30-Sep-2003

PARKS

DEPT. OF PARKS & RECREATION - FY 2004

1862 /  

HISTORICAL LANDMARK DISTRICT02-Jul-2003

MANHATTAN

CAPITAL BUDGET

Total 

:

:
:

:
:

:
:

:
:
:
:

PAR0018.S36 / 2674
Area Sq Ft 3,366

M010-136

Priority  

Total

FY 2008FY 2007FY 2006FY 2005EXPENSE BUDGET
Park Bridges $15,000 $4,900

$15,000 $4,900Total

$5,200Priority A
$7,200 $4,900Priority B
$2,600Priority C

$15,000 $4,900Total

Note :       All $ estimates are in current dollars and are not escalated for potential future inflation. 
                Maintenance $ are aggregated over a ten-year period.
          **  Replacement cost estimated to be beyond ten years is not included in this report.
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DEPT. OF PARKS & RECREATION - 846
CENTRAL PARK ARCH RIFTSTONE  BIN#: 2-24614-0

Asset # : 2674

Park Bridges
System

Component
Type

% of 
Total

Fail Date 
(Years)

Estimated Cost

Current Repair

Year 
FY

Estimated Cost

Future Replacement

Estimated Cost

Maintenance 

Cycle 
(Yrs)

Priority
Code

Abutments
Footings

Not Accessible %100 D

Stem (breastwall)
* *Masonry %100 LIFE B

Other Observation, Extent : Moderate, Area Affected : 5%
Explanation : Water Penetration

Wingwalls
Footings

Not Accessible %100 D

Stream Channel
Mat (scour & erosion)

* *Asphalt Paving %75 LIFE 5 $8,200 A
* *Cobblestone %25 LIFE 5-15 $400 A

Approaches
Embankment

* *Riprap %100 LIFE C

Deck Elements
Curbs

* *Concrete %100 Now $800 2024 A
Spalling, Extent : Moderate, Area Affected : 5%

Railings/Parapets
* *Cast Iron %100 LIFE A

Sidewalks/Facias
$7,100Asphalt %100 2009 4 $7,300 C

Wearing Surface
* *Asphalt %100 2015 5 $300 C

Superstructure
Primary Member

* *Schist/Gneiss %100 LIFE A

Secondary Member
* *Masonry: Brownstone %100 LIFE 3-15 $22,800 B

Note :       All $ estimates are in current dollars and are not escalated for potential future inflation. 
                Maintenance $ are aggregated over a ten-year period.
          **  Replacement cost estimated to be beyond ten years is not included in this report.
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Asset Name

Program / Asset #

Address
Borough

Areas Surveyed 

CENTRAL PARK  ARCH SPRINGBANKS - 231
5TH AVE. TO CENTRAL PARK W., 102ND ST. & BET. EAST & WEST DR.

Print Date :

Date of Survey

Agency's Number
Yr Built/Renovated
Project Type
Landmark Status

30-Sep-2003

PARKS

DEPT. OF PARKS & RECREATION - FY 2004

1863 /  

HISTORICAL LANDMARK DISTRICT23-Jun-2003

MANHATTAN

FY 2009 - 2014FY 2005 - 2008CAPITAL BUDGET
Park Bridges $39,300

$39,300Total 

:

:
:

:
:

:
:

:
:
:
:

PAR0018.S17 / 859
Area Sq Ft 3,888

M010-231

$39,300APriority  

$39,300Total

FY 2008FY 2007FY 2006FY 2005EXPENSE BUDGET
Park Bridges $69,100 $8,800

$69,100 $8,800Total

$6,300 $2,400Priority A
$31,500 $6,500Priority B
$31,300Priority C

$69,100 $8,800Total

Note :       All $ estimates are in current dollars and are not escalated for potential future inflation. 
                Maintenance $ are aggregated over a ten-year period.
          **  Replacement cost estimated to be beyond ten years is not included in this report.
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DEPT. OF PARKS & RECREATION - 846
CENTRAL PARK ARCH SPRINGBANKS - 231

Asset # : 859

Park Bridges
System

Component
Type

% of 
Total

Fail Date 
(Years)

Estimated Cost

Current Repair

Year 
FY

Estimated Cost

Future Replacement

Estimated Cost

Maintenance 

Cycle 
(Yrs)

Priority
Code

Abutments
Stem (breastwall)

* *Masonry: Brownstone %100 LIFE 3-15 $13,200 B

Wingwalls
Footings

Not Accessible %100 D

Walls
* *Brownstone/Sandstone %100 Now $22,100 LIFE C

Joints Missing, Extent : Severe, Area Affected : 10%
Misaligned/Bulging, Extent : Severe, Area Affected : 10%
Vegetation Growth, Extent : Severe, Area Affected : 5%

Stream Channel
Bank Protection

* *Single Type %100 LIFE 5 $500 C

Mat (scour & erosion)
* *Concrete %100 LIFE 5-10 $900 A

Approaches
Embankment

* *Earth %50 Now $7,300 LIFE C
Erosion, Extent : Severe, Area Affected : 20%

* *Riprap %25 LIFE C
* *Stone Rough Work %25 Now $1,000 LIFE C

Broken/Missing Element, Extent : Severe, Area Affected : 10%
Loose Elements, Extent : Moderate, Area Affected : 40%

Deck Elements
Railings/Parapets

* *Brownstone/Sandstone %30 Now $2,200 LIFE A
Joints Missing, Extent : Moderate, Area Affected : 50%

* *Cast Iron %70 Now $39,300 LIFE A
Broken/Missing Element, Extent : Severe, Area Affected : 50%

Sidewalks/Facias
* *Earth %100 LIFE 5 $800 C

Wearing Surface
* *Asphalt %100 2015 5 $400 C

Superstructure
Primary Member

* *Masonry: Brownstone %100 LIFE 3-15 $10,900 A

Secondary Member
* *Masonry: Brick %100 Now $27,300 LIFE 3-5 $12,000 B

Efflorescence, Extent : Moderate, Area Affected : 10%
Joints Missing, Extent : Severe, Area Affected : 50%
Spalling, Extent : Moderate, Area Affected : 10%

Note :       All $ estimates are in current dollars and are not escalated for potential future inflation. 
                Maintenance $ are aggregated over a ten-year period.
          **  Replacement cost estimated to be beyond ten years is not included in this report.



Page : 758

Asset Name

Program / Asset #

Address
Borough

Areas Surveyed 

CENTRAL PARK  ARCH TREFOIL  BIN#: 2-24617-0
5TH AVE. TO CENTRAL PARK W., 73RD & EAST DRIVE

Print Date :

Date of Survey

Agency's Number
Yr Built/Renovated
Project Type
Landmark Status

30-Sep-2003

PARKS

DEPT. OF PARKS & RECREATION - FY 2004

1862 / 1985

HISTORICAL LANDMARK DISTRICT01-Jul-2003

MANHATTAN

FY 2009 - 2014FY 2005 - 2008CAPITAL BUDGET
Park Bridges $81,700

$81,700Total 

:

:
:

:
:

:
:

:
:
:
:

PAR0018.S37 / 860
Area Sq Ft 7,490

M010-102

$43,800APriority  
$37,900BPriority  

$81,700Total

FY 2008FY 2007FY 2006FY 2005EXPENSE BUDGET
Park Bridges $17,800 $9,100

$17,800 $9,100Total

$15,600 $4,200Priority A
$4,900Priority B

$2,200Priority C

$17,800 $9,100Total

Note :       All $ estimates are in current dollars and are not escalated for potential future inflation. 
                Maintenance $ are aggregated over a ten-year period.
          **  Replacement cost estimated to be beyond ten years is not included in this report.
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DEPT. OF PARKS & RECREATION - 846
CENTRAL PARK ARCH TREFOIL  BIN#: 2-24617-0

Asset # : 860

Park Bridges
System

Component
Type

% of 
Total

Fail Date 
(Years)

Estimated Cost

Current Repair

Year 
FY

Estimated Cost

Future Replacement

Estimated Cost

Maintenance 

Cycle 
(Yrs)

Priority
Code

Abutments
Footings

Not Accessible %100 D

Stem (breastwall)
* *Masonry: Brick %100 Now $37,900 LIFE 3-5 $15,900 B

Joints Missing, Extent : Moderate, Area Affected : 25%
Location : Throughout

Spalling, Extent : Moderate, Area Affected : 20%
Location : Throughout

Other Observation, Extent : Moderate, Area Affected : 25%
Location : Throughout
Explanation : Efflorescence

Stream Channel
Mat (scour & erosion)

* *Asphalt Paving %100 Now $43,800 LIFE 5 $7,300 A
Cracks, Extent : Moderate, Area Affected : 20%

Location : Throughout
Approaches

Embankment
* *Earth %100 LIFE C

Deck Elements
Curbs

* *Concrete %100 0-2 $1,000 2034 A
Cracks, Extent : Light, Area Affected : 15%

Guide Railing
* *Timber %100 2024 A

Median
* *Concrete %100 0-2 $1,600 LIFE A

Cracks, Extent : Moderate, Area Affected : 15%
Railings/Parapets

* *Brownstone/Sandstone %30 Now $3,800 LIFE A
Erosion, Extent : Moderate, Area Affected : 15%

Location : Throughout
Joints Missing, Extent : Moderate, Area Affected : 15%

Location : Throughout
* *Cast Iron %30 Now $3,000 LIFE A

Rust Stains, Extent : Moderate, Area Affected : 20%
Location : Throughout

* *Cast Stone %40 LIFE A

Note :       All $ estimates are in current dollars and are not escalated for potential future inflation. 
                Maintenance $ are aggregated over a ten-year period.
          **  Replacement cost estimated to be beyond ten years is not included in this report.
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DEPT. OF PARKS & RECREATION - 846
CENTRAL PARK ARCH TREFOIL  BIN#: 2-24617-0

Asset # : 860

Park Bridges
System

Component
Type

% of 
Total

Fail Date 
(Years)

Estimated Cost

Current Repair

Year 
FY

Estimated Cost

Future Replacement

Estimated Cost

Maintenance 

Cycle 
(Yrs)

Priority
Code

Deck Elements
Sidewalks/Facias

$9,500Asphalt %100 Now $1,900 2012 4 $6,500 C
Cracks, Extent : Light, Area Affected : 10%

Location : Throughout
Misaligned/Bulging, Extent : Moderate, Area Affected : 10%

Location : Throughout
Wearing Surface

* *Asphalt %100 2015 5 $700 C

Superstructure
Primary Member

* *Masonry: Brownstone %100 LIFE 3-15 $19,300 A
Vegetation Growth, Extent : Light, Area Affected : 3%
Other Observation, Extent : Moderate, Area Affected : 5%

Explanation : Efflorescence
Secondary Member

Not Accessible %100 D
Other Observation, Extent : Light, Area Affected : 100%

Location : Throughout
Explanation : Surface Is Covered With Wood Boards

Note :       All $ estimates are in current dollars and are not escalated for potential future inflation. 
                Maintenance $ are aggregated over a ten-year period.
          **  Replacement cost estimated to be beyond ten years is not included in this report.
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Asset Name

Program / Asset #

Address
Borough

Areas Surveyed 

CENTRAL PARK  BALCONY BRIDGE  BIN#: 2-24633-0
5TH AVE. TO CENTRAL PARK W., 77TH ST. & WEST DRIVE

Print Date :

Date of Survey

Agency's Number
Yr Built/Renovated
Project Type
Landmark Status

30-Sep-2003

PARKS

DEPT. OF PARKS & RECREATION - FY 2004

1860 / 1982

HISTORICAL LANDMARK DISTRICT02-Jul-2003

MANHATTAN

FY 2009 - 2014FY 2005 - 2008CAPITAL BUDGET
Park Bridges $124,700

$124,700Total 

:

:
:

:
:

:
:

:
:
:
:

PAR0018.S57 / 2562
Area Sq Ft 6,435

M010-125

$124,700APriority  

$124,700Total

FY 2008FY 2007FY 2006FY 2005EXPENSE BUDGET
Park Bridges $63,400 $18,000

$63,400 $18,000Total

$27,800 $4,300Priority A
$20,600 $13,700Priority B
$15,000Priority C

$63,400 $18,000Total

Note :       All $ estimates are in current dollars and are not escalated for potential future inflation. 
                Maintenance $ are aggregated over a ten-year period.
          **  Replacement cost estimated to be beyond ten years is not included in this report.
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DEPT. OF PARKS & RECREATION - 846
CENTRAL PARK BALCONY BRIDGE  BIN#: 2-24633-0

Asset # : 2562

Park Bridges
System

Component
Type

% of 
Total

Fail Date 
(Years)

Estimated Cost

Current Repair

Year 
FY

Estimated Cost

Future Replacement

Estimated Cost

Maintenance 

Cycle 
(Yrs)

Priority
Code

Abutments
Footings

Not Accessible %100 D

Stem (breastwall)
* *Masonry/Granite %100 LIFE 3-15 $27,700 B

Stream Channel
Bank Protection

* *Earth %50 LIFE 5 $200 C
* *Single Type %50 LIFE 5 $300 C

Mat (scour & erosion)
* *Earth %25 LIFE 5 $500 A
* *Stream Bed %50 LIFE 5 $1,100 A
* *Single Type %25 LIFE 5 $200 A

Approaches
Embankment

* *Earth %100 Now $7,300 LIFE C
Erosion, Extent : Moderate, Area Affected : 15%

Location : Throughout
Deck Elements

Curbs
* *Concrete %100 2024 A

Railings/Parapets
* *Brownstone/Sandstone %60 Now $74,800 LIFE A

Broken/Missing Element, Extent : Severe, Area Affected : 35%
Location : Throughout

Erosion, Extent : Severe, Area Affected : 50%
Location : Throughout

Joints Missing, Extent : Severe, Area Affected : 100%
Location : Throughout

Misaligned/Bulging, Extent : Severe, Area Affected : 50%
Location : West Side

* *Cast Stone %40 Now $49,900 LIFE A
Broken/Missing Element, Extent : Severe, Area Affected : 50%

Location : Throughout
Other Observation, Extent : Moderate, Area Affected : 25%

Location : Throughout
Explanation : Erosion

Sidewalks/Facias
$7,000Asphalt %75 0-2 $7,000 2014 4 $4,800 C

Cracking/Crumbling, Extent : Severe, Area Affected : 25%
Spalling, Extent : Moderate, Area Affected : 25%

* *Earth %25 LIFE 5 $300 C

Note :       All $ estimates are in current dollars and are not escalated for potential future inflation. 
                Maintenance $ are aggregated over a ten-year period.
          **  Replacement cost estimated to be beyond ten years is not included in this report.
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DEPT. OF PARKS & RECREATION - 846
CENTRAL PARK BALCONY BRIDGE  BIN#: 2-24633-0

Asset # : 2562

Park Bridges
System

Component
Type

% of 
Total

Fail Date 
(Years)

Estimated Cost

Current Repair

Year 
FY

Estimated Cost

Future Replacement

Estimated Cost

Maintenance 

Cycle 
(Yrs)

Priority
Code

Deck Elements
Wearing Surface

* *Asphalt %100 2015 5 $600 C

Superstructure
Primary Member

* *Masonry: Brownstone %80 0-2 $25,400 LIFE 3-5 $10,300 A
Broken/Missing Element, Extent : Moderate, Area Affected : 10%
Erosion, Extent : Moderate, Area Affected : 25%

Location : Throughout
* *Masonry/Granite %20 LIFE 3-15 $4,700 A

Secondary Member
* *Masonry/Granite %100 LIFE 3-15 $36,800 B

Note :       All $ estimates are in current dollars and are not escalated for potential future inflation. 
                Maintenance $ are aggregated over a ten-year period.
          **  Replacement cost estimated to be beyond ten years is not included in this report.
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Asset Name

Program / Asset #

Address
Borough

Areas Surveyed 

CENTRAL PARK  BOW BRIDGE - 116
5TH AVE. TO CENTRAL PARK W. 73RD STREET & LAKE

Print Date :

Date of Survey

Agency's Number
Yr Built/Renovated
Project Type
Landmark Status

30-Sep-2003

PARKS

DEPT. OF PARKS & RECREATION - FY 2004

1862 / 1974

HISTORICAL LANDMARK DISTRICT02-Jul-2003

MANHATTAN

FY 2009 - 2014FY 2005 - 2008CAPITAL BUDGET
Park Bridges $16,500 $16,500

$16,500 $16,500Total 

:

:
:

:
:

:
:

:
:
:
:

PAR0018.S32 / 155
Area Sq Ft 2,112

M010-116

$16,500 $16,500BPriority  

$16,500 $16,500Total

FY 2008FY 2007FY 2006FY 2005EXPENSE BUDGET
Park Bridges $77,500 $700

$77,500 $700Total

$1,500Priority A
$68,300Priority B

$7,700 $700Priority C

$77,500 $700Total

Note :       All $ estimates are in current dollars and are not escalated for potential future inflation. 
                Maintenance $ are aggregated over a ten-year period.
          **  Replacement cost estimated to be beyond ten years is not included in this report.
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DEPT. OF PARKS & RECREATION - 846
CENTRAL PARK BOW BRIDGE - 116

Asset # : 155

Park Bridges
System

Component
Type

% of 
Total

Fail Date 
(Years)

Estimated Cost

Current Repair

Year 
FY

Estimated Cost

Future Replacement

Estimated Cost

Maintenance 

Cycle 
(Yrs)

Priority
Code

Abutments
Stem (breastwall)

* *Masonry %100 0-2 $7,900 LIFE B
Joints Missing, Extent : Moderate, Area Affected : 15%

Stream Channel
Bank Protection

* *Single Type %100 LIFE 5 $500 C

Mat (scour & erosion)
* *Stream Bed %100 LIFE 5 $3,100 A

Approaches
Embankment

* *Earth %100 Now $7,300 LIFE C
Erosion, Extent : Moderate, Area Affected : 25%

Location : NW CORNER
Deck Elements

Railings/Parapets
* *Cast Iron %100 LIFE A

Wearing Surface
$1,600Asphalt %25 Now $200 2012 5 C

Erosion, Extent : Moderate, Area Affected : 20%
Spalling, Extent : Moderate, Area Affected : 5%

* *Wood Deck %75 2023 5 $1,400 C

Superstructure
Primary Member

* *Brownstone/Sandstone %20 LIFE A
* *Iron %80 LIFE A

Secondary Member
* *Iron %50 LIFE B
* *Steel %50 LIFE 4-8 $214,200 B

Note :       All $ estimates are in current dollars and are not escalated for potential future inflation. 
                Maintenance $ are aggregated over a ten-year period.
          **  Replacement cost estimated to be beyond ten years is not included in this report.
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Asset Name

Program / Asset #

Address
Borough

Areas Surveyed 

CENTRAL PARK  DALEHEAD ARCH  BIN#: 2-24608-0
5TH AVE. TO CENTRAL PARK W., 64TH & WEST DR.

Print Date :

Date of Survey

Agency's Number
Yr Built/Renovated
Project Type
Landmark Status

30-Sep-2003

PARKS

DEPT. OF PARKS & RECREATION - FY 2004

1862 /  

HISTORICAL LANDMARK DISTRICT30-Jun-2003

MANHATTAN

CAPITAL BUDGET

Total 

:

:
:

:
:

:
:

:
:
:
:

PAR0018.S55 / 159
Area Sq Ft 6,314

M010-044

Priority  

Total

FY 2008FY 2007FY 2006FY 2005EXPENSE BUDGET
Park Bridges $118,600 $16,000

$118,600 $16,000Total

$43,500 $3,000Priority A
$45,400 $10,100Priority B
$29,700 $2,900Priority C

$118,600 $16,000Total

Note :       All $ estimates are in current dollars and are not escalated for potential future inflation. 
                Maintenance $ are aggregated over a ten-year period.
          **  Replacement cost estimated to be beyond ten years is not included in this report.
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DEPT. OF PARKS & RECREATION - 846
CENTRAL PARK DALEHEAD ARCH  BIN#: 2-24608-0

Asset # : 159

Park Bridges
System

Component
Type

% of 
Total

Fail Date 
(Years)

Estimated Cost

Current Repair

Year 
FY

Estimated Cost

Future Replacement

Estimated Cost

Maintenance 

Cycle 
(Yrs)

Priority
Code

Abutments
Stem (breastwall)

* *Masonry: Brick %75 0-2 $12,600 LIFE 3-5 $10,600 B
Joints Missing, Extent : Moderate, Area Affected : 10%
Spalling, Extent : Moderate, Area Affected : 10%

* *Masonry: Brownstone %25 Now $6,700 LIFE 3-5 $3,500 B
Other Observation, Extent : Moderate, Area Affected : 10%

Explanation : Joint Erosion
Wingwalls

Footings
Not Accessible %100 D

Walls
* *Brownstone/Sandstone %100 Now $22,100 LIFE C

Other Observation, Extent : Moderate, Area Affected : 10%
Explanation : Cracking And Crumbling 
eroded Joints

Stream Channel
Mat (scour & erosion)

* *Asphalt Paving %95 LIFE 5 $12,300 A
* *Cobblestone %5 LIFE 5-15 $100 A

Approaches
Embankment

* *Earth %100 Now $7,300 LIFE C
Broken/Missing Element, Extent : Moderate, Area Affected : 30%

Location : NW CORNER
Erosion, Extent : Severe, Area Affected : 25%

Deck Elements
Curbs

* *Concrete %100 2024 A

Median
* *Cobblestone %100 2034 A

Railings/Parapets
* *Brownstone/Sandstone %100 0-2 $11,300 LIFE A

Broken/Missing Element, Extent : Moderate, Area Affected : 5%
Erosion, Extent : Moderate, Area Affected : 5%
Joints Missing, Extent : Severe, Area Affected : 50%
Spalling, Extent : Moderate, Area Affected : 10%

Sidewalks/Facias
$8,400Asphalt %100 2012 4 $5,700 C

Wearing Surface
* *Asphalt %100 2015 5 $600 C

Superstructure

Note :       All $ estimates are in current dollars and are not escalated for potential future inflation. 
                Maintenance $ are aggregated over a ten-year period.
          **  Replacement cost estimated to be beyond ten years is not included in this report.
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DEPT. OF PARKS & RECREATION - 846
CENTRAL PARK DALEHEAD ARCH  BIN#: 2-24608-0

Asset # : 159

Park Bridges
System

Component
Type

% of 
Total

Fail Date 
(Years)

Estimated Cost

Current Repair

Year 
FY

Estimated Cost

Future Replacement

Estimated Cost

Maintenance 

Cycle 
(Yrs)

Priority
Code

Superstructure
Primary Member

* *Masonry: Brownstone %80 Now $22,900 LIFE 3-5 $9,300 A
Corrosion, Extent : Light, Area Affected : 75%
Corrosion, Extent : Moderate, Area Affected : 5%
Erosion, Extent : Moderate, Area Affected : 10%
Other Observation, Extent : Moderate, Area Affected : 15%

Explanation : Jiont Erosion
* *Schist/Gneiss %20 Now $3,100 LIFE A

Joints Missing, Extent : Moderate, Area Affected : 75%
Other Observation, Extent : Moderate, Area Affected : 10%

Explanation : Erosion
Secondary Member

* *Masonry: Brick %80 2-4 $17,100 LIFE 3-5 $15,000 B
Broken/Missing Element, Extent : Moderate, Area Affected : 5%

* *Masonry: Brownstone %20 Now $9,000 LIFE 3-5 $3,700 B
Erosion, Extent : Moderate, Area Affected : 10%
Spalling, Extent : Severe, Area Affected : 25%

Location : Throughout

Note :       All $ estimates are in current dollars and are not escalated for potential future inflation. 
                Maintenance $ are aggregated over a ten-year period.
          **  Replacement cost estimated to be beyond ten years is not included in this report.
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Asset Name

Program / Asset #

Address
Borough

Areas Surveyed 

CENTRAL PARK  DENESMOUTH ARCH BIN#: 2-24641-0
5TH AVE. TO CENTRAL PARK W., E 65TH & 5TH AVE.,NR. ZOO

Print Date :

Date of Survey

Agency's Number
Yr Built/Renovated
Project Type
Landmark Status

30-Sep-2003

PARKS

DEPT. OF PARKS & RECREATION - FY 2004

1860 /  

HISTORICAL LANDMARK DISTRICT01-Jul-2003

MANHATTAN

CAPITAL BUDGET

Total 

:

:
:

:
:

:
:

:
:
:
:

PAR0018.S47 / 861
Area Sq Ft 6,298

M010-008

Priority  

Total

FY 2008FY 2007FY 2006FY 2005EXPENSE BUDGET
Park Bridges $69,000 $6,200

$69,000 $6,200Total

$45,300 $1,500Priority A
$17,700 $2,300Priority B

$5,900 $2,500Priority C

$69,000 $6,200Total

Note :       All $ estimates are in current dollars and are not escalated for potential future inflation. 
                Maintenance $ are aggregated over a ten-year period.
          **  Replacement cost estimated to be beyond ten years is not included in this report.
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DEPT. OF PARKS & RECREATION - 846
CENTRAL PARK DENESMOUTH ARCH BIN#: 2-24641-0

Asset # : 861

Park Bridges
System

Component
Type

% of 
Total

Fail Date 
(Years)

Estimated Cost

Current Repair

Year 
FY

Estimated Cost

Future Replacement

Estimated Cost

Maintenance 

Cycle 
(Yrs)

Priority
Code

Wingwalls
Footings

Not Accessible %100 D

Walls
* *Masonry: Brownstone %100 LIFE 3-15 $12,300 C

Other Observation, Extent : Moderate, Area Affected : 10%
Explanation : Erosion
open Joints
cracking And Crumbling

Stream Channel
Mat (scour & erosion)

* *Asphalt Paving %75 LIFE 5 $3,800 A
* *Cobblestone %25 LIFE 5-15 $200 A

Approaches
Embankment

* *Earth %100 LIFE C

Deck Elements
Curbs

* *Concrete w/ Steel Face %100 2-4 $500 LIFE A
Broken/Missing Element, Extent : Moderate, Area Affected : 5%

Location : Throughout
Misaligned/Bulging, Extent : Severe, Area Affected : 5%

Location : Throughout
Railings/Parapets

* *Brownstone/Sandstone %100 Now $8,900 LIFE A
Broken/Missing Element, Extent : Severe, Area Affected : 10%

Location : Throughout
Erosion, Extent : Moderate, Area Affected : 30%
Other Observation, Extent : Moderate, Area Affected : 10%

Location : Throughout
Explanation : Worn Out
spalling

Sidewalks/Facias
$2,600Asphalt %80 2013 4 $2,700 C

* *Cobblestone %20 Now $300 2034 5 $200 C
Other Observation, Extent : Severe, Area Affected : 50%

Location : Throughout
Explanation : Misaligned/Bulging

Wearing Surface
* *Asphalt %100 2015 5 $600 C

Superstructure

Note :       All $ estimates are in current dollars and are not escalated for potential future inflation. 
                Maintenance $ are aggregated over a ten-year period.
          **  Replacement cost estimated to be beyond ten years is not included in this report.
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DEPT. OF PARKS & RECREATION - 846
CENTRAL PARK DENESMOUTH ARCH BIN#: 2-24641-0

Asset # : 861

Park Bridges
System

Component
Type

% of 
Total

Fail Date 
(Years)

Estimated Cost

Current Repair

Year 
FY

Estimated Cost

Future Replacement

Estimated Cost

Maintenance 

Cycle 
(Yrs)

Priority
Code

Superstructure
Primary Member

* *Masonry: Brownstone %100 Now $33,900 LIFE 3-5 $4,600 A
Broken/Missing Element, Extent : Moderate, Area Affected : 5%
Efflorescence, Extent : Moderate, Area Affected : 20%

Location : Throughout
Spalling, Extent : Moderate, Area Affected : 20%

Secondary Member
* *Masonry: Brownstone %100 Now $17,700 LIFE 3-5 $7,200 B

Efflorescence, Extent : Moderate, Area Affected : 3%
Erosion, Extent : Moderate, Area Affected : 10%

Note :       All $ estimates are in current dollars and are not escalated for potential future inflation. 
                Maintenance $ are aggregated over a ten-year period.
          **  Replacement cost estimated to be beyond ten years is not included in this report.
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Asset Name

Program / Asset #

Address
Borough

Areas Surveyed 

CENTRAL PARK  DRIPROCK ARCH BIN#: 2-24605-0
5TH AVE. TO CENTRAL PARK W., E 63 ST. & CENTER DR

Print Date :

Date of Survey

Agency's Number
Yr Built/Renovated
Project Type
Landmark Status

30-Sep-2003

PARKS

DEPT. OF PARKS & RECREATION - FY 2004

1860 / 1990

HISTORICAL LANDMARK DISTRICT24-Jun-2003

MANHATTAN

CAPITAL BUDGET

Total 

:

:
:

:
:

:
:

:
:
:
:

PAR0018.S54 / 3021
Area Sq Ft 5,280

N/A

Priority  

Total

FY 2008FY 2007FY 2006FY 2005EXPENSE BUDGET
Park Bridges $87,400 $300 $15,300

$87,400 $300 $15,300Total

$34,600 $4,000Priority A
$49,500 $11,300Priority B

$3,300 $300Priority C

$87,400 $300 $15,300Total

Note :       All $ estimates are in current dollars and are not escalated for potential future inflation. 
                Maintenance $ are aggregated over a ten-year period.
          **  Replacement cost estimated to be beyond ten years is not included in this report.
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DEPT. OF PARKS & RECREATION - 846
CENTRAL PARK DRIPROCK ARCH BIN#: 2-24605-0

Asset # : 3021

Park Bridges
System

Component
Type

% of 
Total

Fail Date 
(Years)

Estimated Cost

Current Repair

Year 
FY

Estimated Cost

Future Replacement

Estimated Cost

Maintenance 

Cycle 
(Yrs)

Priority
Code

Abutments
Footings

Not Accessible %100 D

Stem (breastwall)
* *Masonry: Brick %60 Now $10,800 LIFE 3-5 $9,100 B

Efflorescence, Extent : Moderate, Area Affected : 10%
Joints Missing, Extent : Moderate, Area Affected : 15%

Location : Throughout
* *Masonry/Granite %40 Now $15,700 LIFE 3-5 $7,300 B

Efflorescence, Extent : Moderate, Area Affected : 10%
Location : Throughout

Spalling, Extent : Moderate, Area Affected : 10%
Location : Throughout

Stream Channel
Bank Protection

* *Single Type %100 LIFE 5 $500 C

Mat (scour & erosion)
* *Asphalt Paving %95 LIFE 5 $13,200 A
* *Riprap %5 LIFE A

Approaches
Embankment

* *Earth %90 LIFE C
* *Riprap %10 LIFE C

Deck Elements
Curbs

* *Concrete %100 2034 A

Guide Railing
* *Timber %100 2034 A

Median
* *Cobblestone %90 0-2 $500 2034 A

Misaligned/Bulging, Extent : Moderate, Area Affected : 10%
* *Concrete %10 LIFE A

Railings/Parapets
* *Brownstone/Sandstone %100 Now $12,100 LIFE A

Erosion, Extent : Moderate, Area Affected : 10%
Location : Throughout

Joints Missing, Extent : Moderate, Area Affected : 10%
Location : Throughout

Spalling, Extent : Light, Area Affected : 10%
Location : Throughout

Sidewalks/Facias
$9,000Asphalt %100 2009 4 $9,200 C

Note :       All $ estimates are in current dollars and are not escalated for potential future inflation. 
                Maintenance $ are aggregated over a ten-year period.
          **  Replacement cost estimated to be beyond ten years is not included in this report.
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DEPT. OF PARKS & RECREATION - 846
CENTRAL PARK DRIPROCK ARCH BIN#: 2-24605-0

Asset # : 3021

Park Bridges
System

Component
Type

% of 
Total

Fail Date 
(Years)

Estimated Cost

Current Repair

Year 
FY

Estimated Cost

Future Replacement

Estimated Cost

Maintenance 

Cycle 
(Yrs)

Priority
Code

Deck Elements
Wearing Surface

$15,700Asphalt %100 2012 5 $500 C

Superstructure
Primary Member

* *Masonry: Brick %95 Now $13,900 LIFE 3-5 $12,200 A
Efflorescence, Extent : Moderate, Area Affected : 10%
Joints Missing, Extent : Moderate, Area Affected : 15%

Location : Throughout
* *Masonry: Brownstone %5 Now $1,500 LIFE 3-5 $600 A

Efflorescence, Extent : Moderate, Area Affected : 5%
Erosion, Extent : Moderate, Area Affected : 10%

Location : Throughout
Other Observation, Extent : Moderate, Area Affected : 10%

Location : Throughout
Explanation : Water Penetration

Secondary Member
* *Masonry: Brick %100 Now $22,900 LIFE 3-5 $20,100 B

Efflorescence, Extent : Moderate, Area Affected : 15%
Spalling, Extent : Moderate, Area Affected : 10%

Location : Throughout
Other Observation, Extent : Moderate, Area Affected : 10%

Location : Throughout
Explanation : Water Penetration

Note :       All $ estimates are in current dollars and are not escalated for potential future inflation. 
                Maintenance $ are aggregated over a ten-year period.
          **  Replacement cost estimated to be beyond ten years is not included in this report.



Page : 775

Asset Name

Program / Asset #

Address
Borough

Areas Surveyed 

CENTRAL PARK  GAPSTOW BRIDGE
5TH AVE. TO CENTRAL PARK W., E 62ND & EAST DR

Print Date :

Date of Survey

Agency's Number
Yr Built/Renovated
Project Type
Landmark Status

30-Sep-2003

PARKS

DEPT. OF PARKS & RECREATION - FY 2004

1886 / 1980

HISTORICAL LANDMARK DISTRICT24-Jun-2003

MANHATTAN

CAPITAL BUDGET

Total 

:

:
:

:
:

:
:

:
:
:
:

PAR0018.S40 / 3022
Area Sq Ft 1,056

N/A

Priority  

Total

FY 2008FY 2007FY 2006FY 2005EXPENSE BUDGET
Park Bridges $19,900 $3,800

$19,900 $3,800Total

$5,700Priority A
$14,100 $3,800Priority B

$200Priority C

$19,900 $3,800Total

Note :       All $ estimates are in current dollars and are not escalated for potential future inflation. 
                Maintenance $ are aggregated over a ten-year period.
          **  Replacement cost estimated to be beyond ten years is not included in this report.
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DEPT. OF PARKS & RECREATION - 846
CENTRAL PARK GAPSTOW BRIDGE

Asset # : 3022

Park Bridges
System

Component
Type

% of 
Total

Fail Date 
(Years)

Estimated Cost

Current Repair

Year 
FY

Estimated Cost

Future Replacement

Estimated Cost

Maintenance 

Cycle 
(Yrs)

Priority
Code

Stream Channel
Bank Protection

* *Masonry %100 LIFE C

Mat (scour & erosion)
* *Stream Bed %100 LIFE 5 $1,300 A

Approaches
Embankment

* *Earth %50 LIFE C
* *Riprap %50 LIFE C

Deck Elements
Railings/Parapets

* *Masonry: Bluestone %50 Now $3,200 2054 A
Broken/Missing Element, Extent : Moderate, Area Affected : 5%
Joint Motor Miss/Erod, Extent : Moderate, Area Affected : 10%
Other Observation, Extent : Moderate, Area Affected : 20%

Explanation : JNT MORTAR MISS/EROD
* *Schist/Gneiss %50 Now $1,900 LIFE A

Other Observation, Extent : Moderate, Area Affected : 10%
Explanation : Open Joints

Wearing Surface
$3,100Asphalt %100 4+ $200 2012 5 $100 C

Cracks, Extent : Moderate, Area Affected : 10%
Superstructure

Primary Member
* *Masonry: Stone %100 LIFE A

Secondary Member
* *Masonry: Brick %100 Now $14,100 LIFE 3-5 $12,400 B

Efflorescence, Extent : Severe, Area Affected : 10%
Location : VARIOUS

Spalling, Extent : Severe, Area Affected : 15%
Location : Throughout

Note :       All $ estimates are in current dollars and are not escalated for potential future inflation. 
                Maintenance $ are aggregated over a ten-year period.
          **  Replacement cost estimated to be beyond ten years is not included in this report.
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Asset Name

Program / Asset #

Address
Borough

Areas Surveyed 

CENTRAL PARK  GLEN SPAN BRIDGE - 225
5TH AVE. TO CENTRAL PARK W., 102ND ST. & WEST DRIVE

Print Date :

Date of Survey

Agency's Number
Yr Built/Renovated
Project Type
Landmark Status

30-Sep-2003

PARKS

DEPT. OF PARKS & RECREATION - FY 2004

1865 /  

HISTORICAL LANDMARK DISTRICT23-Jun-2003

MANHATTAN

CAPITAL BUDGET

Total 

:

:
:

:
:

:
:

:
:
:
:

PAR0018.S22 / 178
Area Sq Ft 3,264

M010-225

Priority  

Total

FY 2008FY 2007FY 2006FY 2005EXPENSE BUDGET
Park Bridges $10,200 $200 $4,100

$10,200 $200 $4,100Total

$3,900Priority A
$6,000 $4,100Priority B

$300 $200Priority C

$10,200 $200 $4,100Total

Note :       All $ estimates are in current dollars and are not escalated for potential future inflation. 
                Maintenance $ are aggregated over a ten-year period.
          **  Replacement cost estimated to be beyond ten years is not included in this report.
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DEPT. OF PARKS & RECREATION - 846
CENTRAL PARK GLEN SPAN BRIDGE - 225

Asset # : 178

Park Bridges
System

Component
Type

% of 
Total

Fail Date 
(Years)

Estimated Cost

Current Repair

Year 
FY

Estimated Cost

Future Replacement

Estimated Cost

Maintenance 

Cycle 
(Yrs)

Priority
Code

Abutments
Footings

Not Accessible %100 D

Stem (breastwall)
* *Schist/Gneiss %100 LIFE B

Stream Channel
Bank Protection

* *Single Type %100 LIFE 5 $500 C

Mat (scour & erosion)
* *Asphalt Paving %50 LIFE 5 $4,500 A
* *Concrete %50 LIFE 5-10 $500 A

Approaches
Embankment

* *Earth %50 LIFE C
* *Riprap %50 LIFE C

Deck Elements
Curbs

* *Concrete %100 Now $1,300 2024 A
Cracking/Crumbling, Extent : Moderate, Area Affected : 10%
Spalling, Extent : Moderate, Area Affected : 5%

Guide Railing
* *Timber %100 2034 A

Railings/Parapets
* *Schist/Gneiss %100 LIFE A

Sidewalks/Facias
* *Cobblestone %100 2034 5 $2,900 C

Wearing Surface
$9,700Asphalt %100 2012 5 $300 C

Superstructure
Primary Member

* *Schist/Gneiss %100 LIFE A
Other Observation, Extent : Moderate, Area Affected : 10%

Explanation : Water Penetration
Secondary Member

* *Masonry %100 LIFE 3-15 $18,800 B

Note :       All $ estimates are in current dollars and are not escalated for potential future inflation. 
                Maintenance $ are aggregated over a ten-year period.
          **  Replacement cost estimated to be beyond ten years is not included in this report.
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Asset Name

Program / Asset #

Address
Borough

Areas Surveyed 

CENTRAL PARK  GREEN GAP ARCH
5TH AVE. TO CENTRAL PARK W., E 64TH & EAST DR

Print Date :

Date of Survey

Agency's Number
Yr Built/Renovated
Project Type
Landmark Status

30-Sep-2003

PARKS

DEPT. OF PARKS & RECREATION - FY 2004

HISTORICAL LANDMARK DISTRICT24-Jun-2003

MANHATTAN

CAPITAL BUDGET

Total 

:

:
:

:
:

:
:

:
:
:
:

PAR0018.S13 / 3020
Area Sq Ft 8,364

N/A

Priority  

Total

FY 2008FY 2007FY 2006FY 2005EXPENSE BUDGET
Park Bridges $101,600 $12,100

$101,600 $12,100Total

$34,400Priority A
$35,000 $9,000Priority B
$32,100 $3,100Priority C

$101,600 $12,100Total

Note :       All $ estimates are in current dollars and are not escalated for potential future inflation. 
                Maintenance $ are aggregated over a ten-year period.
          **  Replacement cost estimated to be beyond ten years is not included in this report.
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DEPT. OF PARKS & RECREATION - 846
CENTRAL PARK GREEN GAP ARCH

Asset # : 3020

Park Bridges
System

Component
Type

% of 
Total

Fail Date 
(Years)

Estimated Cost

Current Repair

Year 
FY

Estimated Cost

Future Replacement

Estimated Cost

Maintenance 

Cycle 
(Yrs)

Priority
Code

Abutments
Stem (breastwall)

* *Masonry: Brick %80 Now $11,700 LIFE 3-5 $9,800 B
Efflorescence, Extent : Moderate, Area Affected : 5%
Joints Missing, Extent : Severe, Area Affected : 10%

Location : Throughout
Spalling, Extent : Light, Area Affected : 5%

* *Masonry: Sandstone %20 Now $4,700 LIFE 3-5 $3,000 B
Erosion, Extent : Moderate, Area Affected : 5%

Location : Throughout
Other Observation, Extent : Moderate, Area Affected : 5%

Explanation : Water Penetration
Wingwalls

Footings
Not Accessible %100 D

Walls
* *Masonry: Limestone %100 Now $26,000 LIFE 3-5 $9,800 C

Spalling, Extent : Light, Area Affected : 5%
Vegetation Growth, Extent : Light, Area Affected : 5%
Other Observation, Extent : Moderate, Area Affected : 15%

Location : Throughout
Explanation : Eroded Mortar Joints

Stream Channel
Mat (scour & erosion)

* *Asphalt Paving %100 LIFE 5 $11,300 A

Approaches
Embankment

* *Earth %100 LIFE C

Deck Elements
Curbs

* *Concrete %100 0-2 $800 2024 A
Cracks, Extent : Moderate, Area Affected : 5%

Median
* *Cobblestone %100 Now $800 2034 A

Broken/Missing Element, Extent : Moderate, Area Affected : 15%
Misaligned/Bulging, Extent : Light, Area Affected : 10%

Railings/Parapets
* *Masonry: Sandstone %100 Now LIFE A

Other Observation, Extent : Moderate, Area Affected : 25%
Location : Throughout
Explanation : Erosion, Eroded Mortar Joints

Note :       All $ estimates are in current dollars and are not escalated for potential future inflation. 
                Maintenance $ are aggregated over a ten-year period.
          **  Replacement cost estimated to be beyond ten years is not included in this report.
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DEPT. OF PARKS & RECREATION - 846
CENTRAL PARK GREEN GAP ARCH

Asset # : 3020

Park Bridges
System

Component
Type

% of 
Total

Fail Date 
(Years)

Estimated Cost

Current Repair

Year 
FY

Estimated Cost

Future Replacement

Estimated Cost

Maintenance 

Cycle 
(Yrs)

Priority
Code

Deck Elements
Sidewalks/Facias

* *Bluestone Paver %100 Now $5,700 LIFE 5 $800 C
Joints Missing, Extent : Moderate, Area Affected : 25%

Location : East Side
Other Observation, Extent : Moderate, Area Affected : 25%

Location : East Side
Explanation : Broken Missing Elements, Erosion

Wearing Surface
* *Asphalt %100 2015 5 $800 C

Superstructure
Primary Member

* *Masonry: Sandstone %100 Now $27,200 LIFE A
Efflorescence, Extent : Moderate, Area Affected : 25%

Location : Throughout
Erosion, Extent : Moderate, Area Affected : 25%

Location : Throughout
Spalling, Extent : Moderate, Area Affected : 5%
Other Observation, Extent : Moderate, Area Affected : 5%

Explanation : Water Pentration
Secondary Member

* *Masonry: Brick %100 0-2 $18,600 LIFE 3-5 $16,300 B
Efflorescence, Extent : Moderate, Area Affected : 25%

Location : Throughout
Joints Missing, Extent : Moderate, Area Affected : 10%

Location : Throughout
Spalling, Extent : Moderate, Area Affected : 10%

Location : Throughout

Note :       All $ estimates are in current dollars and are not escalated for potential future inflation. 
                Maintenance $ are aggregated over a ten-year period.
          **  Replacement cost estimated to be beyond ten years is not included in this report.
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Asset Name

Program / Asset #

Address
Borough

Areas Surveyed 

CENTRAL PARK  GREYSHOT BRIDGE  BIN#: 2-24600-0
5TH AVE. TO CENTRAL PARK W., W 61ST & WEST DR.

Print Date :

Date of Survey

Agency's Number
Yr Built/Renovated
Project Type
Landmark Status

30-Sep-2003

PARKS

DEPT. OF PARKS & RECREATION - FY 2004

1860 /  

HISTORICAL LANDMARK DISTRICT30-Jun-2003

MANHATTAN

FY 2009 - 2014FY 2005 - 2008CAPITAL BUDGET
Park Bridges $43,700

$43,700Total 

:

:
:

:
:

:
:

:
:
:
:

PAR0018.S42 / 157
Area Sq Ft 7,900

M010-042

$43,700BPriority  

$43,700Total

FY 2008FY 2007FY 2006FY 2005EXPENSE BUDGET
Park Bridges $62,600 $20,100

$62,600 $20,100Total

$41,700 $4,200Priority A
$14,200 $12,700Priority B

$6,700 $3,300Priority C

$62,600 $20,100Total

Note :       All $ estimates are in current dollars and are not escalated for potential future inflation. 
                Maintenance $ are aggregated over a ten-year period.
          **  Replacement cost estimated to be beyond ten years is not included in this report.
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DEPT. OF PARKS & RECREATION - 846
CENTRAL PARK GREYSHOT BRIDGE  BIN#: 2-24600-0

Asset # : 157

Park Bridges
System

Component
Type

% of 
Total

Fail Date 
(Years)

Estimated Cost

Current Repair

Year 
FY

Estimated Cost

Future Replacement

Estimated Cost

Maintenance 

Cycle 
(Yrs)

Priority
Code

Abutments
Footings

Not Accessible %100 D

Stem (breastwall)
* *Granite %100 LIFE 3-15 $28,500 B

Wingwalls
Footings

Not Accessible %100 D

Walls
* *Brownstone/Sandstone %50 0-2 $5,500 LIFE C

Broken/Missing Element, Extent : Light, Area Affected : 5%
Joints Missing, Extent : Moderate, Area Affected : 25%

* *Granite %50 LIFE C

Stream Channel
Mat (scour & erosion)

* *Asphalt Paving %100 LIFE 5 $14,700 A

Approaches
Embankment

* *Earth %100 LIFE C

Deck Elements
Curbs

* *Concrete %100 2034 A

Median
* *Cobblestone %100 2034 A

Railings/Parapets
* *Masonry: Bluestone %5 2054 A
* *Brownstone/Sandstone %90 Now $23,100 LIFE A

Broken/Missing Element, Extent : Moderate, Area Affected : 5%
Joints Missing, Extent : Severe, Area Affected : 100%

* *Granite %5 LIFE A

Sidewalks/Facias
$9,500Asphalt %100 2012 4 $6,500 C

Cracks, Extent : Light, Area Affected : 5%
Wearing Surface

$23,500Asphalt %100 0-2 $1,200 2012 5 $400 C
Cracks, Extent : Moderate, Area Affected : 10%

Superstructure
Primary Member

* *Masonry: Brownstone %50 Now $8,200 LIFE 3-5 $6,600 A
Erosion, Extent : Moderate, Area Affected : 10%
Spalling, Extent : Moderate, Area Affected : 5%

* *Masonry %50 LIFE 3-15 $9,700 A

Note :       All $ estimates are in current dollars and are not escalated for potential future inflation. 
                Maintenance $ are aggregated over a ten-year period.
          **  Replacement cost estimated to be beyond ten years is not included in this report.
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DEPT. OF PARKS & RECREATION - 846
CENTRAL PARK GREYSHOT BRIDGE  BIN#: 2-24600-0

Asset # : 157

Park Bridges
System

Component
Type

% of 
Total

Fail Date 
(Years)

Estimated Cost

Current Repair

Year 
FY

Estimated Cost

Future Replacement

Estimated Cost

Maintenance 

Cycle 
(Yrs)

Priority
Code

Superstructure
Secondary Member

* *Masonry: Brick %90 Now $43,700 LIFE 3-5 $19,200 B
Efflorescence, Extent : Moderate, Area Affected : 10%

Location : Throughout
Joints Missing, Extent : Moderate, Area Affected : 25%

Location : Throughout
Spalling, Extent : Severe, Area Affected : 20%

Location : Throughout
* *Masonry: Brownstone %10 Now $5,100 LIFE 3-5 $2,100 B

Broken/Missing Element, Extent : Severe, Area Affected : 5%
Location : West Side

Efflorescence, Extent : Moderate, Area Affected : 20%
Location : Throughout

Other Observation, Extent : Moderate, Area Affected : 10%
Location : Throughout
Explanation : Open Joints

Note :       All $ estimates are in current dollars and are not escalated for potential future inflation. 
                Maintenance $ are aggregated over a ten-year period.
          **  Replacement cost estimated to be beyond ten years is not included in this report.
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Asset Name

Program / Asset #

Address
Borough

Areas Surveyed 

CENTRAL PARK  GREYWACKE ARCH - 147
5TH AVE. TO CENTRAL PARK W., 79TH ST. & EAST DRIVE

Print Date :

Date of Survey

Agency's Number
Yr Built/Renovated
Project Type
Landmark Status

30-Sep-2003

PARKS

DEPT. OF PARKS & RECREATION - FY 2004

1863 / 1985

HISTORICAL LANDMARK DISTRICT01-Jul-2003

MANHATTAN

FY 2009 - 2014FY 2005 - 2008CAPITAL BUDGET
Park Bridges $44,600

$44,600Total 

:

:
:

:
:

:
:

:
:
:
:

PAR0018.S51 / 2729
Area Sq Ft 4,000

M010-147

$44,600BPriority  

$44,600Total

FY 2008FY 2007FY 2006FY 2005EXPENSE BUDGET
Park Bridges $81,300 $9,800

$81,300 $9,800Total

$44,500 $600Priority A
$35,800 $9,200Priority B

$900Priority C

$81,300 $9,800Total

Note :       All $ estimates are in current dollars and are not escalated for potential future inflation. 
                Maintenance $ are aggregated over a ten-year period.
          **  Replacement cost estimated to be beyond ten years is not included in this report.
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DEPT. OF PARKS & RECREATION - 846
CENTRAL PARK GREYWACKE ARCH - 147

Asset # : 2729

Park Bridges
System

Component
Type

% of 
Total

Fail Date 
(Years)

Estimated Cost

Current Repair

Year 
FY

Estimated Cost

Future Replacement

Estimated Cost

Maintenance 

Cycle 
(Yrs)

Priority
Code

Abutments
Footings

Not Accessible %100 D

Stem (breastwall)
* *Masonry: Sandstone %100 Now $44,600 LIFE 3-5 $14,100 B

Erosion, Extent : Moderate, Area Affected : 20%
Spalling, Extent : Moderate, Area Affected : 20%

Explanation : 
mortar Joint Erosion

Stream Channel
Mat (scour & erosion)

* *Asphalt Paving %100 LIFE 5 $10,700 A

Approaches
Embankment

* *Earth %60 LIFE C
* *Riprap %40 LIFE C

Deck Elements
Curbs

* *Concrete %100 Now $800 2034 A
Cracks, Extent : Moderate, Area Affected : 5%
Spalling, Extent : Moderate, Area Affected : 5%

Railings/Parapets
* *Masonry: Bluestone %20 Now $1,500 LIFE A

Broken/Missing Element, Extent : Moderate, Area Affected : 10%
* *Cast Iron %80 Now $11,700 LIFE A

Corrosion, Extent : Moderate, Area Affected : 10%
Rust Stains, Extent : Moderate, Area Affected : 10%

Sidewalks/Facias
* *Bluestone Paver %100 LIFE 5 $1,500 C

Joints Missing, Extent : Moderate, Area Affected : 50%
Wearing Surface

* *Asphalt %100 2015 5 $400 C

Superstructure
Primary Member

* *Brownstone/Sandstone %80 0-2 $20,400 LIFE A
Cracks, Extent : Moderate, Area Affected : 10%

Location : Random Locations
Spalling, Extent : Severe, Area Affected : 10%

* *Masonry: Brownstone %20 Now $4,800 LIFE 3-5 $1,900 A
Spalling, Extent : Moderate, Area Affected : 10%

Location : Throughout

Note :       All $ estimates are in current dollars and are not escalated for potential future inflation. 
                Maintenance $ are aggregated over a ten-year period.
          **  Replacement cost estimated to be beyond ten years is not included in this report.
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DEPT. OF PARKS & RECREATION - 846
CENTRAL PARK GREYWACKE ARCH - 147

Asset # : 2729

Park Bridges
System

Component
Type

% of 
Total

Fail Date 
(Years)

Estimated Cost

Current Repair

Year 
FY

Estimated Cost

Future Replacement

Estimated Cost

Maintenance 

Cycle 
(Yrs)

Priority
Code

Superstructure
Secondary Member

* *Masonry: Brick %80 0-2 $28,400 LIFE 3-5 $12,400 B
Efflorescence, Extent : Moderate, Area Affected : 5%
Spalling, Extent : Moderate, Area Affected : 5%

* *Masonry: Brownstone %20 Now $7,500 LIFE 3-5 $3,000 B
Efflorescence, Extent : Moderate, Area Affected : 5%
Spalling, Extent : Light, Area Affected : 5%
Other Observation, Extent : Moderate, Area Affected : 10%

Explanation : Cracking And Crumbling

Note :       All $ estimates are in current dollars and are not escalated for potential future inflation. 
                Maintenance $ are aggregated over a ten-year period.
          **  Replacement cost estimated to be beyond ten years is not included in this report.
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Asset Name

Program / Asset #

Address
Borough

Areas Surveyed 

CENTRAL PARK  HUDDLESTONE BRIDGE BIN:2-24647-0
5TH AVE. TO CENTRAL PARK W., 106TH & EAST DRIVE

Print Date :

Date of Survey

Agency's Number
Yr Built/Renovated
Project Type
Landmark Status

30-Sep-2003

PARKS

DEPT. OF PARKS & RECREATION - FY 2004

1866 /  

HISTORICAL LANDMARK DISTRICT23-Jun-2003

MANHATTAN

CAPITAL BUDGET

Total 

:

:
:

:
:

:
:

:
:
:
:

PAR0018.S43 / 158
Area Sq Ft 2,970

M010-232

Priority  

Total

FY 2008FY 2007FY 2006FY 2005EXPENSE BUDGET
Park Bridges $21,700 $7,900

$21,700 $7,900Total

$9,800Priority A
$11,500 $7,900Priority B

$400Priority C

$21,700 $7,900Total

Note :       All $ estimates are in current dollars and are not escalated for potential future inflation. 
                Maintenance $ are aggregated over a ten-year period.
          **  Replacement cost estimated to be beyond ten years is not included in this report.
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DEPT. OF PARKS & RECREATION - 846
CENTRAL PARK HUDDLESTONE BRIDGE BIN:2-24647-0

Asset # : 158

Park Bridges
System

Component
Type

% of 
Total

Fail Date 
(Years)

Estimated Cost

Current Repair

Year 
FY

Estimated Cost

Future Replacement

Estimated Cost

Maintenance 

Cycle 
(Yrs)

Priority
Code

Abutments
Footings

Not Accessible %100 D

Stem (breastwall)
* *Schist/Gneiss %100 LIFE B

Wingwalls
Footings

Not Accessible %100 D

Walls
* *Schist/Gneiss %100 LIFE C

Stream Channel
Bank Protection

* *Single Type %100 LIFE 5 $500 C

Mat (scour & erosion)
* *Asphalt Paving %50 LIFE 5 $7,200 A
* *Stream Bed %50 LIFE 5 $1,100 A

Approaches
Embankment

* *Riprap %100 LIFE C

Deck Elements
Curbs

* *Concrete %100 2034 A

Guide Railing
* *Timber %100 Now $5,600 2034 A

Dry Rot, Extent : Light, Area Affected : 10%
Loose Fastenings, Extent : Moderate, Area Affected : 25%
Other Observation, Extent : Moderate, Area Affected : 100%

Location : Section At South Side
Explanation : Recent Replacement Evident

Railings/Parapets
* *Schist/Gneiss %100 LIFE A

Sidewalks/Facias
* *Cobblestone %100 2034 5 $4,600 C

Wearing Surface
* *Asphalt %100 2015 5 $300 C

Superstructure
Primary Member

* *Schist/Gneiss %100 LIFE A

Secondary Member
* *Gnies/Schist-Masonry %100 LIFE 3-15 $36,800 B

Note :       All $ estimates are in current dollars and are not escalated for potential future inflation. 
                Maintenance $ are aggregated over a ten-year period.
          **  Replacement cost estimated to be beyond ten years is not included in this report.
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Asset Name

Program / Asset #

Address
Borough

Areas Surveyed 

CENTRAL PARK  INSCOPE ARCH - 005
5TH AVE. TO CENTRAL PARK W., E 62ND & EAST DR.

Print Date :

Date of Survey

Agency's Number
Yr Built/Renovated
Project Type
Landmark Status

30-Sep-2003

PARKS

DEPT. OF PARKS & RECREATION - FY 2004

1875 / 1973

HISTORICAL LANDMARK DISTRICT24-Jun-2003

MANHATTAN

FY 2009 - 2014FY 2005 - 2008CAPITAL BUDGET
Park Bridges $46,800

$46,800Total 

:

:
:

:
:

:
:

:
:
:
:

PAR0018.S35 / 2719
Area Sq Ft 3,848

M010-005

$46,800APriority  

$46,800Total

FY 2008FY 2007FY 2006FY 2005EXPENSE BUDGET
Park Bridges $66,300 $6,700

$66,300 $6,700Total

$25,700Priority A
$36,400 $6,700Priority B

$4,200Priority C

$66,300 $6,700Total

Note :       All $ estimates are in current dollars and are not escalated for potential future inflation. 
                Maintenance $ are aggregated over a ten-year period.
          **  Replacement cost estimated to be beyond ten years is not included in this report.
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DEPT. OF PARKS & RECREATION - 846
CENTRAL PARK INSCOPE ARCH - 005

Asset # : 2719

Park Bridges
System

Component
Type

% of 
Total

Fail Date 
(Years)

Estimated Cost

Current Repair

Year 
FY

Estimated Cost

Future Replacement

Estimated Cost

Maintenance 

Cycle 
(Yrs)

Priority
Code

Abutments
Footings

Not Accessible %100 D

Stem (breastwall)
* *Granite %10 LIFE 3-15 $2,700 B
* *Schist/Gneiss %90 0-2 $12,900 LIFE B

Other Observation, Extent : Moderate, Area Affected : 5%
Explanation : Open Joints

Stream Channel
Mat (scour & erosion)

* *Asphalt Paving %100 LIFE 5 $13,700 A

Approaches
Embankment

* *Earth %75 LIFE C
* *Rubble Work %25 LIFE C

Deck Elements
Curbs

* *Concrete %100 0-2 $2,000 2034 A
Broken/Missing Element, Extent : Moderate, Area Affected : 5%
Misaligned/Bulging, Extent : Moderate, Area Affected : 10%

Median
* *Cobblestone %100 0-2 $500 2034 A

Misaligned/Bulging, Extent : Moderate, Area Affected : 10%
Railings/Parapets

* *Cast Iron %50 Now $46,800 LIFE A
Broken/Missing Element, Extent : Severe, Area Affected : 25%

Location : Throughout
Other Observation, Extent : Severe, Area Affected : 50%

Location : Throughout
Explanation : Collision Damage, Loose Railing

No Component %50 D

Sidewalks/Facias
$8,900Asphalt %100 2009 4 $9,100 C

Wearing Surface
* *Asphalt %100 Now $1,100 2015 5 $200 C

Cracks, Extent : Light, Area Affected : 10%
Misaligned/Bulging, Extent : Moderate, Area Affected : 5%

Superstructure
Primary Member

* *Granite %100 Now $16,400 LIFE A
Other Observation, Extent : Moderate, Area Affected : 15%

Location : Throughout
Explanation : Open Joints

Note :       All $ estimates are in current dollars and are not escalated for potential future inflation. 
                Maintenance $ are aggregated over a ten-year period.
          **  Replacement cost estimated to be beyond ten years is not included in this report.
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DEPT. OF PARKS & RECREATION - 846
CENTRAL PARK INSCOPE ARCH - 005

Asset # : 2719

Park Bridges
System

Component
Type

% of 
Total

Fail Date 
(Years)

Estimated Cost

Current Repair

Year 
FY

Estimated Cost

Future Replacement

Estimated Cost

Maintenance 

Cycle 
(Yrs)

Priority
Code

Superstructure
Secondary Member

* *Masonry: Brick %100 Now $22,700 LIFE 3-5 $19,900 B
Joints Missing, Extent : Moderate, Area Affected : 50%

Location : Throughout
Spalling, Extent : Moderate, Area Affected : 10%

Location : Throughout
Other Observation, Extent : Moderate, Area Affected : 10%

Explanation : Water Penetration

Note :       All $ estimates are in current dollars and are not escalated for potential future inflation. 
                Maintenance $ are aggregated over a ten-year period.
          **  Replacement cost estimated to be beyond ten years is not included in this report.
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Asset Name

Program / Asset #

Address
Borough

Areas Surveyed 

CENTRAL PARK  TERRACE BRIDGE  BIN#: 2-24615-0
5TH AVE. TO CENTRAL PARK W., 72ND & BETHESDA TERRACE

Print Date :

Date of Survey

Agency's Number
Yr Built/Renovated
Project Type
Landmark Status

30-Sep-2003

PARKS

DEPT. OF PARKS & RECREATION - FY 2004

1863 / 1987

HISTORICAL LANDMARK DISTRICT01-Jul-2003

MANHATTAN

FY 2009 - 2014FY 2005 - 2008CAPITAL BUDGET
Park Bridges $914,500 $47,600

$914,500 $47,600Total 

:

:
:

:
:

:
:

:
:
:
:

PAR0018.S30 / 1051
Area Sq Ft 16,000

M010-110

$384,900APriority  
$482,600BPriority  

$47,000 $47,600CPriority  

$914,500 $47,600Total

FY 2008FY 2007FY 2006FY 2005EXPENSE BUDGET
Park Bridges $59,200 $800 $54,200

$59,200 $800 $54,200Total

$21,300Priority A
$8,600 $49,100Priority B

$29,300 $800 $5,100Priority C

$59,200 $800 $54,200Total

Note :       All $ estimates are in current dollars and are not escalated for potential future inflation. 
                Maintenance $ are aggregated over a ten-year period.
          **  Replacement cost estimated to be beyond ten years is not included in this report.
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DEPT. OF PARKS & RECREATION - 846
CENTRAL PARK TERRACE BRIDGE  BIN#: 2-24615-0

Asset # : 1051

Park Bridges
System

Component
Type

% of 
Total

Fail Date 
(Years)

Estimated Cost

Current Repair

Year 
FY

Estimated Cost

Future Replacement

Estimated Cost

Maintenance 

Cycle 
(Yrs)

Priority
Code

Abutments
Footings

Not Accessible %100 D

Stem (breastwall)
* *Granite %20 LIFE 3-15 $23,900 B
* *Masonry: Sandstone %80 Now $308,800 LIFE 3-5 $65,200 B

Erosion, Extent : Severe, Area Affected : 35%
Location : Throughout

Other Observation, Extent : Severe, Area Affected : 50%
Location : Throughout
Explanation : Eroded Mortar Joints

Wingwalls
Footings

Not Accessible %100 D

Walls
* *Masonry: Sandstone %100 Now $28,300 LIFE 3-5 $9,800 C

Erosion, Extent : Severe, Area Affected : 50%
Location : Throughout

Vegetation Growth, Extent : Light, Area Affected : 5%
Other Observation, Extent : Severe, Area Affected : 25%

Location : Throughout
Explanation : Joints Missing

Stream Channel
Mat (scour & erosion)

* *Bluestone Paver %85 Now $35,500 LIFE 5 $4,900 A
Other Observation, Extent : Moderate, Area Affected : 15%

Explanation : Broken , Missing Elements
* *Terra Cotta Pavers %15 LIFE 5-10 $3,800 A

Approaches
Embankment

* *Earth %50 LIFE C
* *Granite %50 0-2 $1,000 LIFE 5 C

Other Observation, Extent : Moderate, Area Affected : 25%
Location : Throughout
Explanation : Eroded Mortar Joints

Deck Elements
Curbs

* *Concrete %50 Now $4,400 2034 A
Cracking/Crumbling, Extent : Moderate, Area Affected : 15%

Location : Throughout
Spalling, Extent : Moderate, Area Affected : 10%

* *Granite %50 Now $6,400 LIFE A
Other Observation, Extent : Moderate, Area Affected : 10%

Explanation : Missaligned/bulging

Note :       All $ estimates are in current dollars and are not escalated for potential future inflation. 
                Maintenance $ are aggregated over a ten-year period.
          **  Replacement cost estimated to be beyond ten years is not included in this report.
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DEPT. OF PARKS & RECREATION - 846
CENTRAL PARK TERRACE BRIDGE  BIN#: 2-24615-0

Asset # : 1051

Park Bridges
System

Component
Type

% of 
Total

Fail Date 
(Years)

Estimated Cost

Current Repair

Year 
FY

Estimated Cost

Future Replacement

Estimated Cost

Maintenance 

Cycle 
(Yrs)

Priority
Code

Deck Elements
Median

* *Concrete %100 0-2 $7,000 LIFE A
Spalling, Extent : Moderate, Area Affected : 5%

Railings/Parapets
* *Brownstone/Sandstone %95 Now $51,300 LIFE A

Broken/Missing Element, Extent : Moderate, Area Affected : 10%
Location : Throughout

Erosion, Extent : Moderate, Area Affected : 10%
Location : Throughout

* *Granite %5 LIFE A

Sidewalks/Facias
$6,000Asphalt %15 2012 4 $4,100 C

* *Bluestone Paver %15 Now $47,000 LIFE 5 $700 C
Cracks, Extent : Moderate, Area Affected : 10%

Location : Throughout
Misaligned/Bulging, Extent : Moderate, Area Affected : 10%
Spalling, Extent : Severe, Area Affected : 10%

Location : Throughout
* *Brick %70 2034 5 $5,000 C

Wearing Surface
$47,600Asphalt %100 2012 5 $1,500 C

Superstructure
Primary Member

* *Masonry: Sandstone %100 Now $298,200 LIFE A
Efflorescence, Extent : Moderate, Area Affected : 10%

Location : Throughout
Erosion, Extent : Moderate, Area Affected : 25%

Location : Throughout
Secondary Member

* *Cast Iron %15 LIFE 4 $2,900 B
* *Masonry: Brick %85 Now $173,800 LIFE 3-5 $76,300 B

Efflorescence, Extent : Moderate, Area Affected : 20%
Other Observation, Extent : Moderate, Area Affected : 25%

Location : Near West Wall
Explanation : Small Section Of Ceiling Is Missing

Note :       All $ estimates are in current dollars and are not escalated for potential future inflation. 
                Maintenance $ are aggregated over a ten-year period.
          **  Replacement cost estimated to be beyond ten years is not included in this report.
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Asset Name

Program / Asset #

Address
Borough

Areas Surveyed 

CENTRAL PARK  WILLOWDELL ARCH
5TH AVE. TO CENTRAL PARK W., E 67TH & EAST DR

Print Date :

Date of Survey

Agency's Number
Yr Built/Renovated
Project Type
Landmark Status

30-Sep-2003

PARKS

DEPT. OF PARKS & RECREATION - FY 2004

1860 /  

HISTORICAL LANDMARK DISTRICT24-Jun-2003

MANHATTAN

FY 2009 - 2014FY 2005 - 2008CAPITAL BUDGET
Park Bridges $247,700

$247,700Total 

:

:
:

:
:

:
:

:
:
:
:

PAR0018.S14 / 3026
Area Sq Ft 2,867

M010-

$247,700CPriority  

$247,700Total

FY 2008FY 2007FY 2006FY 2005EXPENSE BUDGET
Park Bridges $121,600 $12,800

$121,600 $12,800Total

$60,700 $2,800Priority A
$35,900 $7,900Priority B
$24,900 $2,200Priority C

$121,600 $12,800Total

Note :       All $ estimates are in current dollars and are not escalated for potential future inflation. 
                Maintenance $ are aggregated over a ten-year period.
          **  Replacement cost estimated to be beyond ten years is not included in this report.
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DEPT. OF PARKS & RECREATION - 846
CENTRAL PARK WILLOWDELL ARCH

Asset # : 3026

Park Bridges
System

Component
Type

% of 
Total

Fail Date 
(Years)

Estimated Cost

Current Repair

Year 
FY

Estimated Cost

Future Replacement

Estimated Cost

Maintenance 

Cycle 
(Yrs)

Priority
Code

Abutments
Footings

Not Accessible %100 D

Stem (breastwall)
* *Masonry: Limestone %30 LIFE 3-15 $5,900 B
* *Masonry: Brick %70 Now $17,800 LIFE 3-5 $7,400 B

Broken/Missing Element, Extent : Moderate, Area Affected : 5%
Efflorescence, Extent : Moderate, Area Affected : 25%

Location : Throughout
Joints Missing, Extent : Severe, Area Affected : 50%

Location : Throughout
Spalling, Extent : Severe, Area Affected : 25%

Location : Throughout
Wingwalls

Walls
$247,700Rubble Work %100 Now $24,800 2013 5 $600 C

Broken/Missing Element, Extent : Moderate, Area Affected : 25%
Location : Throughout

Erosion, Extent : Severe, Area Affected : 25%
Location : Throughout

Stream Channel
Mat (scour & erosion)

* *Asphalt Paving %100 Now $14,700 LIFE 5 $4,900 A
Cracks, Extent : Moderate, Area Affected : 25%

Location : Throughout
Approaches

Embankment
* *Earth %100 LIFE C

Deck Elements
Curbs

* *Concrete %100 0-2 $700 2024 A
Cracking/Crumbling, Extent : Moderate, Area Affected : 10%

Location : Throughout
Spalling, Extent : Moderate, Area Affected : 5%

Guide Railing
* *Timber %100 2040 A

Recent Replacement, Extent : Moderate, Area Affected : 100%
Location : Throughout

Median
* *Concrete %100 0-2 $21,900 LIFE A

Broken/Missing Element, Extent : Moderate, Area Affected : 25%
Location : Throughout

Cracks, Extent : Moderate, Area Affected : 25%
Location : Throughout

Note :       All $ estimates are in current dollars and are not escalated for potential future inflation. 
                Maintenance $ are aggregated over a ten-year period.
          **  Replacement cost estimated to be beyond ten years is not included in this report.
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DEPT. OF PARKS & RECREATION - 846
CENTRAL PARK WILLOWDELL ARCH

Asset # : 3026

Park Bridges
System

Component
Type

% of 
Total

Fail Date 
(Years)

Estimated Cost

Current Repair

Year 
FY

Estimated Cost

Future Replacement

Estimated Cost

Maintenance 

Cycle 
(Yrs)

Priority
Code

Deck Elements
Railings/Parapets

* *Masonry: Bluestone %50 2-4 $1,700 LIFE A
Broken/Missing Element, Extent : Moderate, Area Affected : 5%
Joints Missing, Extent : Moderate, Area Affected : 20%
Misaligned/Bulging, Extent : Moderate, Area Affected : 10%

* *Timber %50 0-2 $1,000 LIFE A
Cracks, Extent : Moderate, Area Affected : 10%

Sidewalks/Facias
$6,300Asphalt %100 2012 4 $4,300 C

Wearing Surface
* *Asphalt %100 2015 5 $300 C

Superstructure
Primary Member

* *Masonry: Brick %90 Now $18,500 LIFE 3-5 $8,100 A
Efflorescence, Extent : Severe, Area Affected : 20%

Location : Throughout
Erosion, Extent : Moderate, Area Affected : 10%

Location : Throughout
Joints Missing, Extent : Moderate, Area Affected : 10%

Location : Throughout
Vegetation Growth, Extent : Severe, Area Affected : 10%

* *Masonry: Brownstone %10 0-2 $2,200 LIFE 3-5 $900 A
Erosion, Extent : Moderate, Area Affected : 15%

Location : Throughout
Joints Missing, Extent : Moderate, Area Affected : 20%

Location : Throughout
Secondary Member

* *Masonry: Brick %100 Now $16,100 LIFE 3-5 $14,100 B
Joints Missing, Extent : Severe, Area Affected : 15%

Location : Throughout
Spalling, Extent : Moderate, Area Affected : 10%

Note :       All $ estimates are in current dollars and are not escalated for potential future inflation. 
                Maintenance $ are aggregated over a ten-year period.
          **  Replacement cost estimated to be beyond ten years is not included in this report.
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Asset Name

Program / Asset #

Address
Borough

Areas Surveyed 

CENTRAL PARK  WINTERDALE ARCH  BIN#: 2-24636-0
5TH AVE. TO CENTRAL PARK W., 82ND & WEST DR.

Print Date :

Date of Survey

Agency's Number
Yr Built/Renovated
Project Type
Landmark Status

30-Sep-2003

PARKS

DEPT. OF PARKS & RECREATION - FY 2004

1861 /  

HISTORICAL LANDMARK DISTRICT02-Jul-2003

MANHATTAN

FY 2009 - 2014FY 2005 - 2008CAPITAL BUDGET
Park Bridges $43,600

$43,600Total 

:

:
:

:
:

:
:

:
:
:
:

PAR0018.S52 / 251
Area Sq Ft 4,290

M010-165

$43,600BPriority  

$43,600Total

FY 2008FY 2007FY 2006FY 2005EXPENSE BUDGET
Park Bridges $31,600 $13,600

$31,600 $13,600Total

$13,200 $1,900Priority A
$8,200 $11,400Priority B

$10,300 $400Priority C

$31,600 $13,600Total

Note :       All $ estimates are in current dollars and are not escalated for potential future inflation. 
                Maintenance $ are aggregated over a ten-year period.
          **  Replacement cost estimated to be beyond ten years is not included in this report.
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DEPT. OF PARKS & RECREATION - 846
CENTRAL PARK WINTERDALE ARCH  BIN#: 2-24636-0

Asset # : 251

Park Bridges
System

Component
Type

% of 
Total

Fail Date 
(Years)

Estimated Cost

Current Repair

Year 
FY

Estimated Cost

Future Replacement

Estimated Cost

Maintenance 

Cycle 
(Yrs)

Priority
Code

Abutments
Stem (breastwall)

* *Granite %100 LIFE 3-15 $25,500 B

Walls
Not Accessible %100 D

Wingwalls
Walls

* *Granite %85 Now $9,400 LIFE C
Other Observation, Extent : Moderate, Area Affected : 10%

Explanation : Eroded Joints
vegetation

* *Masonry: Brownstone %15 LIFE 3-15 $1,900 C
Other Observation, Extent : Moderate, Area Affected : 10%

Explanation : Eroded Mortar Joints
Stream Channel

Mat (scour & erosion)
* *Asphalt Paving %35 LIFE 5 $4,600 A
* *Cobblestone %5 LIFE 5-15 $100 A
* *Earth %60 LIFE 5 $1,000 A

Approaches
Embankment

* *Earth %100 LIFE C

Deck Elements
Curbs

* *Concrete %100 Now $7,500 2024 A
Spalling, Extent : Moderate, Area Affected : 40%

Location : East curb
Guide Railing

* *Steel %50 LIFE A
* *Timber %50 2034 A

Railings/Parapets
* *Cast Iron %100 LIFE A

Sidewalks/Facias
* *Cobblestone %100 2034 5 $4,200 C

Wearing Surface
* *Asphalt %100 2015 5 $400 C

Superstructure
Primary Member

* *Granite %50 LIFE A
* *Masonry: Brownstone %50 LIFE 3-15 $8,700 A

Efflorescence, Extent : Moderate, Area Affected : 5%

Note :       All $ estimates are in current dollars and are not escalated for potential future inflation. 
                Maintenance $ are aggregated over a ten-year period.
          **  Replacement cost estimated to be beyond ten years is not included in this report.
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DEPT. OF PARKS & RECREATION - 846
CENTRAL PARK WINTERDALE ARCH  BIN#: 2-24636-0

Asset # : 251

Park Bridges
System

Component
Type

% of 
Total

Fail Date 
(Years)

Estimated Cost

Current Repair

Year 
FY

Estimated Cost

Future Replacement

Estimated Cost

Maintenance 

Cycle 
(Yrs)

Priority
Code

Superstructure
Secondary Member

* *Masonry: Brick %100 Now $43,600 LIFE 3-5 $19,100 B
Spalling, Extent : Severe, Area Affected : 50%

Location : Throughout
Explanation : 
Cracking and Crumbling 20%

Note :       All $ estimates are in current dollars and are not escalated for potential future inflation. 
                Maintenance $ are aggregated over a ten-year period.
          **  Replacement cost estimated to be beyond ten years is not included in this report.
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Asset Name

Program / Asset #

Address
Borough

Areas Surveyed 

PROSPECT PARK  BINNEN BRIDGE
FLATBUSH, OCEAN & PARKSIDE AVES. BINNEN FALLS & BOAT HOUSE

Print Date :

Date of Survey

Agency's Number
Yr Built/Renovated
Project Type
Landmark Status

30-Sep-2003

PARKS

DEPT. OF PARKS & RECREATION - FY 2004

1996 /  

NONE02-Dec-2002

BROOKLYN

CAPITAL BUDGET

Total 

:

:
:

:
:

:
:

:
:
:
:

PAR0020.074 / 13460
Area Sq Ft 874

N/A

Priority  

Total

FY 2008FY 2007FY 2006FY 2005EXPENSE BUDGET
Park Bridges $24,600

$24,600Total

$2,700Priority A
$500Priority B

$21,500Priority C

$24,600Total

Note :       All $ estimates are in current dollars and are not escalated for potential future inflation. 
                Maintenance $ are aggregated over a ten-year period.
          **  Replacement cost estimated to be beyond ten years is not included in this report.
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DEPT. OF PARKS & RECREATION - 846
PROSPECT PARK BINNEN BRIDGE

Asset # : 13460

Park Bridges
System

Component
Type

% of 
Total

Fail Date 
(Years)

Estimated Cost

Current Repair

Year 
FY

Estimated Cost

Future Replacement

Estimated Cost

Maintenance 

Cycle 
(Yrs)

Priority
Code

Abutments
Footings

Not Accessible %100 D

Mat (scour & erosion)
* *Riprap %100 LIFE B

Stem (breastwall)
* *Concrete %50 LIFE 5 $900 B
* *Masonry %50 LIFE B

Other Observation, Extent : Light, Area Affected : 100%
Explanation : Stone Masonry

Wingwalls
Footings

Not Accessible %100 D

Mat (scour & erosion)
* *Riprap %100 LIFE C

Walls
* *Masonry: Stone %100 0-2 $21,500 LIFE C

Other Observation, Extent : Moderate, Area Affected : 40%
Location : Random
Explanation : Spalled And Missing Unit

Stream Channel
Bank Protection

* *Riprap %100 LIFE C

Mat (scour & erosion)
* *Earth %100 LIFE 5 $800 A

Approaches
Pavement

* *Earth %100 LIFE C
Other Observation, Extent : Light, Area Affected : 100%

Explanation : Timber Deck On Top
Embankment

* *Riprap %100 LIFE C

Guide Railing
* *Timber %100 2015 A

Pavement Base
Not Accessible %100 D

Deck Elements
Railings/Parapets

* *Timber %100 2-4 $2,300 LIFE A
Cracks, Extent : Light, Area Affected : 10%

Location : Random

Note :       All $ estimates are in current dollars and are not escalated for potential future inflation. 
                Maintenance $ are aggregated over a ten-year period.
          **  Replacement cost estimated to be beyond ten years is not included in this report.
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DEPT. OF PARKS & RECREATION - 846
PROSPECT PARK BINNEN BRIDGE

Asset # : 13460

Park Bridges
System

Component
Type

% of 
Total

Fail Date 
(Years)

Estimated Cost

Current Repair

Year 
FY

Estimated Cost

Future Replacement

Estimated Cost

Maintenance 

Cycle 
(Yrs)

Priority
Code

Deck Elements
Wearing Surface

* *Timber %100 2015 5 $100 C

Superstructure
Deck,Structural

* *Timber %100 LIFE A

Primary Member
* *Concrete %100 LIFE A

Other Observation, Extent : Light, Area Affected : 100%
Explanation : Covered With Wood

Note :       All $ estimates are in current dollars and are not escalated for potential future inflation. 
                Maintenance $ are aggregated over a ten-year period.
          **  Replacement cost estimated to be beyond ten years is not included in this report.
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Asset Name

Program / Asset #

Address
Borough

Areas Surveyed 

PROSPECT PARK  BOULDER BRIDGE - 019A
FLATBUSH & OCEAN AVE. SULLIVAN HILL & RAVINE

Print Date :

Date of Survey

Agency's Number
Yr Built/Renovated
Project Type
Landmark Status

30-Sep-2003

PARKS

DEPT. OF PARKS & RECREATION - FY 2004

1900 /  

NONE10-Dec-2002

BROOKLYN

CAPITAL BUDGET

Total 

:

:
:

:
:

:
:

:
:
:
:

PAR0020.19A / 1787
Area Sq Ft 275

B073-19A

Priority  

Total

FY 2008FY 2007FY 2006FY 2005EXPENSE BUDGET
Park Bridges $66,800

$66,800Total

$16,900Priority A
$31,700Priority B
$18,200Priority C

$66,800Total

Note :       All $ estimates are in current dollars and are not escalated for potential future inflation. 
                Maintenance $ are aggregated over a ten-year period.
          **  Replacement cost estimated to be beyond ten years is not included in this report.
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DEPT. OF PARKS & RECREATION - 846
PROSPECT PARK BOULDER BRIDGE - 019A

Asset # : 1787

Park Bridges
System

Component
Type

% of 
Total

Fail Date 
(Years)

Estimated Cost

Current Repair

Year 
FY

Estimated Cost

Future Replacement

Estimated Cost

Maintenance 

Cycle 
(Yrs)

Priority
Code

Abutments
Footings

Not Accessible %100 D

Mat (scour & erosion)
* *Riprap %100 0-2 $21,700 LIFE B

Other Observation, Extent : Severe, Area Affected : 20%
Location : East Abutment
Explanation : Earth Erosion

Stem (breastwall)
* *Masonry %100 0-2 $9,900 LIFE B

Other Observation, Extent : Moderate, Area Affected : 30%
Location : East And West Abutment
Explanation : Loose And Missing Mortar Between Stone Masonry.

Wingwalls
Footings

Not Accessible %100 D

Mat (scour & erosion)
* *Riprap %100 LIFE C

Walls
* *Concrete %20 LIFE 5 $400 C
* *Masonry: Stone %80 0-2 $12,900 LIFE C

Other Observation, Extent : Severe, Area Affected : 30%
Location : Throughout
Explanation : Loose Stone And Missing Mortar

Stream Channel
Bank Protection

* *Concrete %100 LIFE C

Mat (scour & erosion)
* *Earth %100 LIFE 5 $400 A

Other Observation, Extent : Light, Area Affected : 100%
Explanation : Mixed With Fine Gravel

Approaches
Pavement

* *Concrete %100 Now $800 2023 4 $800 C
Other Observation, Extent : Severe, Area Affected : 50%

Location : Throughout
Explanation : Cracked And Settled Pavement Areas

Embankment
* *Riprap %100 0-2 $3,600 LIFE C

Erosion, Extent : Moderate, Area Affected : 20%
Location : Northeast

Note :       All $ estimates are in current dollars and are not escalated for potential future inflation. 
                Maintenance $ are aggregated over a ten-year period.
          **  Replacement cost estimated to be beyond ten years is not included in this report.
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DEPT. OF PARKS & RECREATION - 846
PROSPECT PARK BOULDER BRIDGE - 019A

Asset # : 1787

Park Bridges
System

Component
Type

% of 
Total

Fail Date 
(Years)

Estimated Cost

Current Repair

Year 
FY

Estimated Cost

Future Replacement

Estimated Cost

Maintenance 

Cycle 
(Yrs)

Priority
Code

Approaches
Guide Railing

* *Cast Stone %80 Now $1,400 LIFE 5 A
Other Observation, Extent : Light, Area Affected : 10%

Location : Throughout
Explanation : Missing Mortar And Boulders

* *Steel %20 LIFE A

Pavement Base
Not Accessible %100 D

Deck Elements
Railings/Parapets

* *Stone Rough Work %100 LIFE A

Wearing Surface
* *Concrete %100 Now $700 2023 C

Other Observation, Extent : Severe, Area Affected : 50%
Location : Throughout
Explanation : Cracked And Settled Pavement Areas

Superstructure
Primary Member

* *Masonry: Stone %100 0-2 $15,200 LIFE A
Other Observation, Extent : Severe, Area Affected : 20%

Location : Throughout The Surface
Explanation : Delamination, Efflorescence, Missing Joints On Stone Arch

Note :       All $ estimates are in current dollars and are not escalated for potential future inflation. 
                Maintenance $ are aggregated over a ten-year period.
          **  Replacement cost estimated to be beyond ten years is not included in this report.
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Asset Name

Program / Asset #

Address
Borough

Areas Surveyed 

PROSPECT PARK  CLEFT RIDGE ARCH
FLATBUSH, OCEAN & PARKSIDE AVES. WELLHOUSE DRIVE & BOAT HOUSE

Print Date :

Date of Survey

Agency's Number
Yr Built/Renovated
Project Type
Landmark Status

30-Sep-2003

PARKS

DEPT. OF PARKS & RECREATION - FY 2004

1872 /  

NONE18-Dec-2002

BROOKLYN

CAPITAL BUDGET

Total 

:

:
:

:
:

:
:

:
:
:
:

PAR0020.075 / 13461
Area Sq Ft 1,269

N/A

Priority  

Total

FY 2008FY 2007FY 2006FY 2005EXPENSE BUDGET
Park Bridges $3,600

$3,600Total

$2,500Priority A
$1,100Priority C

$3,600Total

Note :       All $ estimates are in current dollars and are not escalated for potential future inflation. 
                Maintenance $ are aggregated over a ten-year period.
          **  Replacement cost estimated to be beyond ten years is not included in this report.
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DEPT. OF PARKS & RECREATION - 846
PROSPECT PARK CLEFT RIDGE ARCH

Asset # : 13461

Park Bridges
System

Component
Type

% of 
Total

Fail Date 
(Years)

Estimated Cost

Current Repair

Year 
FY

Estimated Cost

Future Replacement

Estimated Cost

Maintenance 

Cycle 
(Yrs)

Priority
Code

Abutments
Backwall

Not Accessible %100 D

Footings
Not Accessible %100 D

Mat (scour & erosion)
* *Single Type %100 LIFE B

Other Observation, Extent : Light, Area Affected : 100%
Location : Throughout
Explanation : Paved

Stem (breastwall)
* *Masonry %50 LIFE B

Other Observation, Extent : Light, Area Affected : 100%
Location : Throughout
Explanation : Stone Masonry

Not Accessible %50 D

Wingwalls
Footings

Not Accessible %100 D

Mat (scour & erosion)
* *Single Type %100 LIFE C

Other Observation, Extent : Light, Area Affected : 100%
Location : Throughout
Explanation : Earth Retained By Wooden Logs

Walls
* *Concrete %100 LIFE 5 $2,200 C

Stream Channel
Bank Protection

* *Masonry %100 LIFE C

Mat (scour & erosion)
* *Concrete %100 LIFE 5-10 $1,000 A

Other Observation, Extent : Light, Area Affected : 100%
Location : Throughout
Explanation : Concrete Tiled Pavers

Approaches
Pavement

* *Asphalt %100 2015 C

Embankment
* *Earth %100 LIFE C

Other Observation, Extent : Light, Area Affected : 100%
Location : Throughout
Explanation : Timber Logs

Note :       All $ estimates are in current dollars and are not escalated for potential future inflation. 
                Maintenance $ are aggregated over a ten-year period.
          **  Replacement cost estimated to be beyond ten years is not included in this report.
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DEPT. OF PARKS & RECREATION - 846
PROSPECT PARK CLEFT RIDGE ARCH

Asset # : 13461

Park Bridges
System

Component
Type

% of 
Total

Fail Date 
(Years)

Estimated Cost

Current Repair

Year 
FY

Estimated Cost

Future Replacement

Estimated Cost

Maintenance 

Cycle 
(Yrs)

Priority
Code

Approaches
Guide Railing

* *Concrete %40 2023 A
* *Steel %60 LIFE A

Pavement Base
Not Accessible %100 D

Deck Elements
Curbs

* *Granite %100 4+ $1,800 LIFE A
Other Observation, Extent : Light, Area Affected : 100%

Location : Random
Explanation : Incl Approach Curb Length Of Appx 100 Ft; Blue Stone

Railings/Parapets
* *Concrete %50 2023 A
* *Steel %50 LIFE A

Sidewalks/Facias
* *Single Type %100 2019 C

Other Observation, Extent : Light, Area Affected : 100%
Location : Throughout
Explanation : Incl Approach Sidewalk; Earthen Sidewalk

Wearing Surface
* *Asphalt %100 2015 5 $100 C

Superstructure
Deck,Structural

Not Accessible %100 D
Other Observation, Extent : Light, Area Affected : 100%

Explanation : Covered By Precast Decorated Concrete Panels
Primary Member

Not Accessible %100 D

Secondary Member
* *Concrete %100 LIFE B

Other Observation, Extent : Light, Area Affected : 100%
Location : Random
Explanation : Decorated Concrete Panels. Light Efflorescence.

Note :       All $ estimates are in current dollars and are not escalated for potential future inflation. 
                Maintenance $ are aggregated over a ten-year period.
          **  Replacement cost estimated to be beyond ten years is not included in this report.
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Asset Name

Program / Asset #

Address
Borough

Areas Surveyed 

PROSPECT PARK  EAST DRIVE BRIDGE - 0056
FLATBUSH & EAST DRIVE EAST DRIVE & ZOO

Print Date :

Date of Survey

Agency's Number
Yr Built/Renovated
Project Type
Landmark Status

30-Sep-2003

PARKS

DEPT. OF PARKS & RECREATION - FY 2004

1932 /  

NONE10-Dec-2002

BROOKLYN

FY 2009 - 2014FY 2005 - 2008CAPITAL BUDGET
Park Bridges $201,700

$201,700Total 

:

:
:

:
:

:
:

:
:
:
:

PAR0020.056 / 1143
Area Sq Ft 4,958

B073-56

$89,500APriority  
$112,200CPriority  

$201,700Total

FY 2008FY 2007FY 2006FY 2005EXPENSE BUDGET
Park Bridges $27,200

$27,200Total

$21,900Priority A
$1,500Priority B
$3,800Priority C

$27,200Total

Note :       All $ estimates are in current dollars and are not escalated for potential future inflation. 
                Maintenance $ are aggregated over a ten-year period.
          **  Replacement cost estimated to be beyond ten years is not included in this report.
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DEPT. OF PARKS & RECREATION - 846
PROSPECT PARK EAST DRIVE BRIDGE - 0056

Asset # : 1143

Park Bridges
System

Component
Type

% of 
Total

Fail Date 
(Years)

Estimated Cost

Current Repair

Year 
FY

Estimated Cost

Future Replacement

Estimated Cost

Maintenance 

Cycle 
(Yrs)

Priority
Code

Abutments
Footings

Not Accessible %100 D

Mat (scour & erosion)
* *Single Type %100 LIFE B

Other Observation, Extent : Light, Area Affected : 100%
Location : Throughout
Explanation : Earth Retained With Stone Boulders

Stem (breastwall)
* *Concrete %100 LIFE 5 $3,000 B

Wingwalls
Footings

Not Accessible %100 D

Mat (scour & erosion)
* *Single Type %100 LIFE C

Other Observation, Extent : Light, Area Affected : 100%
Explanation : Earth Retained  With Stone Boulders

Walls
* *Concrete %100 LIFE 5 $2,200 C

Stream Channel
Bank Protection

* *Concrete %50 Now $47,200 LIFE C
Other Observation, Extent : Severe, Area Affected : 25%

Location : south east side fence
Explanation : Twenty Five Percent Of Chain Link Fence On Side  Of Concrete   
 Wall (south) Is Broken

* *Masonry %50 2-4 $65,100 LIFE C
Other Observation, Extent : Light, Area Affected : 10%

Location : On North Side
Explanation : Loose And Missing  Rubble Masonry

Mat (scour & erosion)
* *Earth %100 LIFE 5 $1,300 A

Approaches
Pavement

* *Asphalt %100 2015 C

Embankment
* *Earth %100 LIFE C

Guide Railing
* *Concrete %90 2023 A
* *Steel %10 LIFE A

Pavement Base
Not Accessible %100 D

Deck Elements

Note :       All $ estimates are in current dollars and are not escalated for potential future inflation. 
                Maintenance $ are aggregated over a ten-year period.
          **  Replacement cost estimated to be beyond ten years is not included in this report.
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DEPT. OF PARKS & RECREATION - 846
PROSPECT PARK EAST DRIVE BRIDGE - 0056

Asset # : 1143

Park Bridges
System

Component
Type

% of 
Total

Fail Date 
(Years)

Estimated Cost

Current Repair

Year 
FY

Estimated Cost

Future Replacement

Estimated Cost

Maintenance 

Cycle 
(Yrs)

Priority
Code

Deck Elements
Curbs

* *Concrete %100 Now $8,000 2034 A
Other Observation, Extent : Severe, Area Affected : 70%

Location : More Severe On Northside
Explanation : Incl Approach Curb Of Appx 60 Ft Length; Broken and Missing Units, 
Cracks And Spalled Edges

Railings/Parapets
* *Concrete %100 2023 A

Sidewalks/Facias
* *Concrete %70 Now $2,300 2019 5 $100 C

Other Observation, Extent : Severe, Area Affected : 40%
Location : On Northside
Explanation : Incl Approach Sidewalk; Spalled And Settled Areas; Area Covered W/asphalt

* *Earth %30 LIFE 5 $300 C
Other Observation, Extent : Light, Area Affected : 100%

Location : Southside Including Approach
Explanation : On Southside

Wearing Surface
* *Asphalt %100 2015 5 $500 C

Superstructure
Deck,Structural

* *Concrete %20 4+ $89,500 LIFE 5 $300 A
Other Observation, Extent : Light, Area Affected : 20%

Explanation : Random Concrete Spalls
* *Concrete %80 LIFE 5 $2,400 A

Primary Member
* *Concrete %100 4+ $12,100 LIFE A

Other Observation, Extent : Light, Area Affected : 20%
Location : Random
Explanation : Deteriorated Area With Spalls And Efflorescences

Note :       All $ estimates are in current dollars and are not escalated for potential future inflation. 
                Maintenance $ are aggregated over a ten-year period.
          **  Replacement cost estimated to be beyond ten years is not included in this report.
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Asset Name

Program / Asset #

Address
Borough

Areas Surveyed 

PROSPECT PARK  EASTWOOD ARCH - 0053
FLATBUSH, OCEAN & PARKSIDE AVES. EAST DRIVE & CENTER DRIVE

Print Date :

Date of Survey

Agency's Number
Yr Built/Renovated
Project Type
Landmark Status

30-Sep-2003

PARKS

DEPT. OF PARKS & RECREATION - FY 2004

1868 /  

NONE09-Dec-2002

BROOKLYN

CAPITAL BUDGET

Total 

:

:
:

:
:

:
:

:
:
:
:

PAR0020.053 / 1140
Area Sq Ft 1,400

B073-53

Priority  

Total

FY 2008FY 2007FY 2006FY 2005EXPENSE BUDGET
Park Bridges $102,200 $4,400

$102,200 $4,400Total

$60,000 $1,900Priority A
$4,300 $2,400Priority B

$38,000Priority C

$102,200 $4,400Total

Note :       All $ estimates are in current dollars and are not escalated for potential future inflation. 
                Maintenance $ are aggregated over a ten-year period.
          **  Replacement cost estimated to be beyond ten years is not included in this report.
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DEPT. OF PARKS & RECREATION - 846
PROSPECT PARK EASTWOOD ARCH - 0053

Asset # : 1140

Park Bridges
System

Component
Type

% of 
Total

Fail Date 
(Years)

Estimated Cost

Current Repair

Year 
FY

Estimated Cost

Future Replacement

Estimated Cost

Maintenance 

Cycle 
(Yrs)

Priority
Code

Abutments
Footings

Not Accessible %100 D

Mat (scour & erosion)
* *Riprap %100 LIFE B

Stem (breastwall)
* *Masonry: Brick %75 2-4 $4,300 LIFE 3-5 $7,900 B

Other Observation, Extent : Moderate, Area Affected : 40%
Location : Throughout
Explanation : Needs Pointing

* *Masonry %25 LIFE B
Other Observation, Extent : Light, Area Affected : 100%

Location : Throughout
Explanation : Stone Masonry

Wingwalls
Footings

Not Accessible %100 D

Mat (scour & erosion)
* *Riprap %100 Now $12,400 LIFE C

Other Observation, Extent : Severe, Area Affected : 30%
Location : Upstream And Downstream
Explanation : Erosion

Walls
* *Concrete %50 Now $9,200 LIFE 5 $500 C

Other Observation, Extent : Severe, Area Affected : 20%
Location : Northeast Wingwall
Explanation : Cracks.

* *Masonry: Stone %50 Now $2,700 LIFE C
Other Observation, Extent : Severe, Area Affected : 10%

Location : Northwest Wingwall
Explanation : Misaligned And Bulging Stone. Crack Mortar

Stream Channel
Bank Protection

* *Masonry %100 LIFE C
Other Observation, Extent : Light, Area Affected : 100%

Location : Throughout
Explanation : Stone Masonry

Mat (scour & erosion)
* *Concrete %100 Now $16,300 LIFE 5 $200 A

Spalling, Extent : Severe, Area Affected : 10%
Location : Random

Approaches
Pavement

* *Asphalt %100 2015 C

Note :       All $ estimates are in current dollars and are not escalated for potential future inflation. 
                Maintenance $ are aggregated over a ten-year period.
          **  Replacement cost estimated to be beyond ten years is not included in this report.
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DEPT. OF PARKS & RECREATION - 846
PROSPECT PARK EASTWOOD ARCH - 0053

Asset # : 1140

Park Bridges
System

Component
Type

% of 
Total

Fail Date 
(Years)

Estimated Cost

Current Repair

Year 
FY

Estimated Cost

Future Replacement

Estimated Cost

Maintenance 

Cycle 
(Yrs)

Priority
Code

Approaches
Embankment

* *Earth %100 2-4 $13,400 LIFE C
Erosion, Extent : Moderate, Area Affected : 20%

Location : All Four Corner
Guide Railing

* *Steel %50 LIFE A
Other Observation, Extent : Light, Area Affected : 50%

Location : On South
Explanation : Chain Link Fence On South

* *Timber %50 2015 A

Deck Elements
Curbs

* *Concrete %100 0-2 $5,000 2034 A
Broken/Missing Element, Extent : Moderate, Area Affected : 40%

Location : Southside
Other Observation, Extent : Moderate, Area Affected : 40%

Location : Approach So. Side Appx 100 Ft Length
Explanation : Incl Approach Curbs 100 Ft Appx

Railings/Parapets
* *Steel %50 LIFE A

Other Observation, Extent : Light, Area Affected : 50%
Location : On South
Explanation : Chain Link Fence On Southside

* *Timber %50 LIFE A

Sidewalks/Facias
* *Earth %100 2-4 $300 LIFE 5 $500 C

Other Observation, Extent : Moderate, Area Affected : 20%
Location : So Side
Explanation : Erosion; Incl Approach Sidewalk

Superstructure
Deck,Structural

Not Accessible %100 D
Other Observation, Extent : Light, Area Affected : 100%

Explanation : Covered With Brick
Primary Member

* *Masonry: Brick %70 2-4 $25,900 LIFE 3-5 $6,200 A
Other Observation, Extent : Light, Area Affected : 40%

Location : Throughout
Explanation : Needs Pointing

* *Masonry: Stone %30 2-4 $12,800 LIFE A
Other Observation, Extent : Light, Area Affected : 40%

Location : Throughout
Explanation : Needs Pointing

Note :       All $ estimates are in current dollars and are not escalated for potential future inflation. 
                Maintenance $ are aggregated over a ten-year period.
          **  Replacement cost estimated to be beyond ten years is not included in this report.
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Asset Name

Program / Asset #

Address
Borough

Areas Surveyed 

PROSPECT PARK  ENDALE ARCH  - 0054
FLATBUSH & PROSPECT PARK WEST. EAST DRIVE & PRESIDENT ST.

Print Date :

Date of Survey

Agency's Number
Yr Built/Renovated
Project Type
Landmark Status

30-Sep-2003

PARKS

DEPT. OF PARKS & RECREATION - FY 2004

1869 /  

NONE09-Dec-2002

BROOKLYN

CAPITAL BUDGET

Total 

:

:
:

:
:

:
:

:
:
:
:

PAR0020.054 / 1141
Area Sq Ft 1,100

B073-54

Priority  

Total

FY 2008FY 2007FY 2006FY 2005EXPENSE BUDGET
Park Bridges $32,000

$32,000Total

$20,100Priority A
$11,900Priority C

$32,000Total

Note :       All $ estimates are in current dollars and are not escalated for potential future inflation. 
                Maintenance $ are aggregated over a ten-year period.
          **  Replacement cost estimated to be beyond ten years is not included in this report.
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DEPT. OF PARKS & RECREATION - 846
PROSPECT PARK ENDALE ARCH  - 0054

Asset # : 1141

Park Bridges
System

Component
Type

% of 
Total

Fail Date 
(Years)

Estimated Cost

Current Repair

Year 
FY

Estimated Cost

Future Replacement

Estimated Cost

Maintenance 

Cycle 
(Yrs)

Priority
Code

Abutments
Footings

Not Accessible %100 D

Mat (scour & erosion)
* *Single Type %100 LIFE B

Other Observation, Extent : Light, Area Affected : 100%
Location : Ramdom Locations
Explanation : Earth Retained With Stone Boulders

Stem (breastwall)
* *Brick %70 LIFE B

Other Observation, Extent : Moderate, Area Affected : 100%
Location : Random Locations
Explanation : Partly Covered With Wooden Panels

* *Masonry %30 LIFE B
Other Observation, Extent : Moderate, Area Affected : 100%

Explanation : Missing Wooden Panels Almost 90% Of The Area,
Wingwalls

Footings
Not Accessible %100 D

Mat (scour & erosion)
* *Single Type %100 Now $8,300 LIFE C

Other Observation, Extent : Moderate, Area Affected : 100%
Location : Upstream Both Ends
Explanation : Erosion, Earth Retained With Stone Boulders

Walls
* *Brownstone/Sandstone %100 LIFE C

Stream Channel
Mat (scour & erosion)

* *Concrete %100 Now $12,800 LIFE 5 $200 A
Other Observation, Extent : Severe, Area Affected : 10%

Location : Random
Explanation : Concrete Paver Blocks. Deteriorated And Spalled Pavers.

Approaches
Pavement

* *Asphalt %100 2015 C

Curbs
* *Concrete %100 LIFE A

Embankment
* *Riprap %100 0-2 $3,600 LIFE C

Erosion, Extent : Moderate, Area Affected : 20%
Location : All Four Corners Around Embankment

Guide Railing
* *Timber %100 2015 A

Deck Elements

Note :       All $ estimates are in current dollars and are not escalated for potential future inflation. 
                Maintenance $ are aggregated over a ten-year period.
          **  Replacement cost estimated to be beyond ten years is not included in this report.
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DEPT. OF PARKS & RECREATION - 846
PROSPECT PARK ENDALE ARCH  - 0054

Asset # : 1141

Park Bridges
System

Component
Type

% of 
Total

Fail Date 
(Years)

Estimated Cost

Current Repair

Year 
FY

Estimated Cost

Future Replacement

Estimated Cost

Maintenance 

Cycle 
(Yrs)

Priority
Code

Deck Elements
Curbs

* *Concrete %100 2034 A

Railings/Parapets
* *Timber %100 LIFE A

Wearing Surface
* *Asphalt %100 2015 5 $100 C

Superstructure
Deck,Structural

* *Masonry: Brick %100 Now $7,300 2015 A
Other Observation, Extent : Severe, Area Affected : 20%

Location : Throughout
Explanation : Missing Finishing Wooden Panels, 50% Of Brick Joints Need Pointing 5% 
Area With Brocken Bricks And Efflorescence

Primary Member
* *Masonry: Stone %100 LIFE A

Note :       All $ estimates are in current dollars and are not escalated for potential future inflation. 
                Maintenance $ are aggregated over a ten-year period.
          **  Replacement cost estimated to be beyond ten years is not included in this report.
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Asset Name

Program / Asset #

Address
Borough

Areas Surveyed 

PROSPECT PARK  ESDALE BRIDGE
PROSPECT PARK WEST & 5TH AVE. SULLIVAN HILL & LOWER POOL

Print Date :

Date of Survey

Agency's Number
Yr Built/Renovated
Project Type
Landmark Status

30-Sep-2003

PARKS

DEPT. OF PARKS & RECREATION - FY 2004

1998 /  

NONE10-Dec-2002

BROOKLYN

CAPITAL BUDGET

Total 

:

:
:

:
:

:
:

:
:
:
:

PAR0020.070 / 13456
Area Sq Ft 765

N/A

Priority  

Total

FY 2008FY 2007FY 2006FY 2005EXPENSE BUDGET
Park Bridges $2,700

$2,700Total

$600Priority A
$900Priority B

$1,100Priority C

$2,700Total

Note :       All $ estimates are in current dollars and are not escalated for potential future inflation. 
                Maintenance $ are aggregated over a ten-year period.
          **  Replacement cost estimated to be beyond ten years is not included in this report.
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DEPT. OF PARKS & RECREATION - 846
PROSPECT PARK ESDALE BRIDGE

Asset # : 13456

Park Bridges
System

Component
Type

% of 
Total

Fail Date 
(Years)

Estimated Cost

Current Repair

Year 
FY

Estimated Cost

Future Replacement

Estimated Cost

Maintenance 

Cycle 
(Yrs)

Priority
Code

Abutments
Footings

Not Accessible %100 D

Mat (scour & erosion)
* *Riprap %100 LIFE B

Stem (breastwall)
* *Concrete %100 LIFE 5 $1,800 B

Wingwalls
Footings

Not Accessible %100 D

Mat (scour & erosion)
* *Riprap %100 LIFE C

Walls
* *Concrete %100 LIFE 5 $2,200 C

Stream Channel
Bank Protection

* *Riprap %100 LIFE C

Mat (scour & erosion)
* *Earth %100 LIFE 5 $800 A

Approaches
Pavement

* *Earth %100 LIFE C
Other Observation, Extent : Light, Area Affected : 100%

Location : On top
Explanation : Timber Deck On Top

Embankment
* *Riprap %100 LIFE C

Guide Railing
* *Timber %100 2015 A

Pavement Base
Not Accessible %100 D

Deck Elements
Railings/Parapets

* *Timber %100 LIFE A

Wearing Surface
* *Timber %100 2015 5 $100 C

Superstructure
Deck,Structural

* *Concrete %100 LIFE 5 $500 A

Primary Member
* *Concrete %100 LIFE A

Note :       All $ estimates are in current dollars and are not escalated for potential future inflation. 
                Maintenance $ are aggregated over a ten-year period.
          **  Replacement cost estimated to be beyond ten years is not included in this report.
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Asset Name

Program / Asset #

Address
Borough

Areas Surveyed 

PROSPECT PARK  FALLKILL BRIDGE
PROSPECT PARK WEST & 9TH ST. QUAKER HILL & UPPER POOL

Print Date :

Date of Survey

Agency's Number
Yr Built/Renovated
Project Type
Landmark Status

30-Sep-2003

PARKS

DEPT. OF PARKS & RECREATION - FY 2004

1998 /  

NONE10-Dec-2002

BROOKLYN

CAPITAL BUDGET

Total 

:

:
:

:
:

:
:

:
:
:
:

PAR0020.071 / 13457
Area Sq Ft 281

N/A

Priority  

Total

FY 2008FY 2007FY 2006FY 2005EXPENSE BUDGET
Park Bridges $1,600

$1,600Total

$100Priority A
$400Priority B

$1,100Priority C

$1,600Total

Note :       All $ estimates are in current dollars and are not escalated for potential future inflation. 
                Maintenance $ are aggregated over a ten-year period.
          **  Replacement cost estimated to be beyond ten years is not included in this report.
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DEPT. OF PARKS & RECREATION - 846
PROSPECT PARK FALLKILL BRIDGE

Asset # : 13457

Park Bridges
System

Component
Type

% of 
Total

Fail Date 
(Years)

Estimated Cost

Current Repair

Year 
FY

Estimated Cost

Future Replacement

Estimated Cost

Maintenance 

Cycle 
(Yrs)

Priority
Code

Abutments
Footings

Not Accessible %100 D

Mat (scour & erosion)
* *Riprap %100 LIFE B

Stem (breastwall)
* *Concrete %100 LIFE 5 $800 B

Wingwalls
Footings

Not Accessible %100 D

Mat (scour & erosion)
* *Riprap %100 LIFE C

Walls
* *Concrete %100 LIFE 5 $2,200 C

Stream Channel
Bank Protection

* *Riprap %100 LIFE C

Approaches
Pavement

* *Earth %100 LIFE C
Other Observation, Extent : Light, Area Affected : 25%

Explanation : Timber Deck
Embankment

* *Earth %100 LIFE C
Other Observation, Extent : Light, Area Affected : 25%

Explanation : With Boulders
Guide Railing

* *Timber %100 2015 A

Deck Elements
Railings/Parapets

* *Timber %100 LIFE A

Wearing Surface
* *Timber %100 2015 5 C

Superstructure
Deck,Structural

* *Concrete %100 LIFE 5 $200 A

Primary Member
* *Concrete %100 LIFE A

Other Observation, Extent : Light, Area Affected : 25%
Explanation : Exterior Beam Under Railing Covered With Wooden Member

Note :       All $ estimates are in current dollars and are not escalated for potential future inflation. 
                Maintenance $ are aggregated over a ten-year period.
          **  Replacement cost estimated to be beyond ten years is not included in this report.
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Asset Name

Program / Asset #

Address
Borough

Areas Surveyed 

PROSPECT PARK  LULLWATER BRIDGE - 012C
FLATBUSH, OCEAN & PARKSIDE AVES. LULLWATER & BOAT HOUSE

Print Date :

Date of Survey

Agency's Number
Yr Built/Renovated
Project Type
Landmark Status

30-Sep-2003

PARKS

DEPT. OF PARKS & RECREATION - FY 2004

1890 /  

NONE10-Dec-2002

BROOKLYN

FY 2009 - 2014FY 2005 - 2008CAPITAL BUDGET
Park Bridges $22,800 $22,800

$22,800 $22,800Total 

:

:
:

:
:

:
:

:
:
:
:

PAR0020.12C / 642
Area Sq Ft 1,600

B073-12C

$22,800 $22,800BPriority  

$22,800 $22,800Total

FY 2008FY 2007FY 2006FY 2005EXPENSE BUDGET
Park Bridges $98,200 $8,500

$98,200 $8,500Total

$600 $300Priority A
$91,800 $5,700Priority B

$5,800 $2,500Priority C

$98,200 $8,500Total

Note :       All $ estimates are in current dollars and are not escalated for potential future inflation. 
                Maintenance $ are aggregated over a ten-year period.
          **  Replacement cost estimated to be beyond ten years is not included in this report.
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DEPT. OF PARKS & RECREATION - 846
PROSPECT PARK LULLWATER BRIDGE - 012C

Asset # : 642

Park Bridges
System

Component
Type

% of 
Total

Fail Date 
(Years)

Estimated Cost

Current Repair

Year 
FY

Estimated Cost

Future Replacement

Estimated Cost

Maintenance 

Cycle 
(Yrs)

Priority
Code

Abutments
Footings

Not Accessible %100 D

Mat (scour & erosion)
* *Single Type %100 LIFE B

Stem (breastwall)
* *Masonry/Granite %100 LIFE 3-15 $26,600 B

Wingwalls
Footings

Not Accessible %100 D

Mat (scour & erosion)
* *Single Type %100 LIFE C

Walls
* *Masonry/Granite %100 LIFE 3-15 $12,100 C

Stream Channel
Bank Protection

* *Masonry %100 LIFE C
Other Observation, Extent : Light, Area Affected : 100%

Explanation : Stone Masonry
Mat (scour & erosion)

* *Single Type %100 LIFE 5 $700 A
Other Observation, Extent : Light, Area Affected : 100%

Explanation : Earth
Approaches

Pavement
* *Concrete %100 0-2 $1,000 2023 4 $4,500 C

Other Observation, Extent : Light, Area Affected : 10%
Location : Throughout
Explanation : Missing Mortar In Stone Steps And Concrete Pavers

Embankment
* *Earth %100 LIFE C

Guide Railing
* *Cast Stone %100 LIFE 5 $400 A

Mat (scour & erosion)
* *Single Type %100 LIFE A

Pavement Base
Not Accessible %100 D

Deck Elements

Note :       All $ estimates are in current dollars and are not escalated for potential future inflation. 
                Maintenance $ are aggregated over a ten-year period.
          **  Replacement cost estimated to be beyond ten years is not included in this report.
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DEPT. OF PARKS & RECREATION - 846
PROSPECT PARK LULLWATER BRIDGE - 012C

Asset # : 642

Park Bridges
System

Component
Type

% of 
Total

Fail Date 
(Years)

Estimated Cost

Current Repair

Year 
FY

Estimated Cost

Future Replacement

Estimated Cost

Maintenance 

Cycle 
(Yrs)

Priority
Code

Deck Elements
Railings/Parapets

* *Masonry %40 2023 5 $600 A
Other Observation, Extent : Light, Area Affected : 100%

Explanation : Cast Stone Parapet
* *Steel %60 LIFE A

Other Observation, Extent : Light, Area Affected : 100%
Explanation : Metal Parapet With Brass Railing  On Top

Wearing Surface
* *Concrete %100 0-2 $800 2023 C

Other Observation, Extent : Light, Area Affected : 10%
Location : Throughout
Explanation : Missing Mortar  In Concrete Pavers

Superstructure
Deck,Structural

Not Accessible %100 D
Other Observation, Extent : Light, Area Affected : 100%

Explanation : Covered W/metal Panels Underneath
Joints

* *Single Type %100 LIFE C
Other Observation, Extent : Light, Area Affected : 100%

Explanation : Joint Gaps Poured With Sealant
Primary Member

* *Steel %100 LIFE A
Other Observation, Extent : Light, Area Affected : 100%

Explanation : Three Longitudinal Steel Stringers And Two Metal Arches
Secondary Member

* *Steel %100 LIFE 4-8 $295,400 B
Other Observation, Extent : Light, Area Affected : 100%

Explanation : Steel Diaphragm And Metal Panels

Note :       All $ estimates are in current dollars and are not escalated for potential future inflation. 
                Maintenance $ are aggregated over a ten-year period.
          **  Replacement cost estimated to be beyond ten years is not included in this report.
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Asset Name

Program / Asset #

Address
Borough

Areas Surveyed 

PROSPECT PARK  MEADOWPORT ARCH - 0055
FLATBUSH, OCEAN & PARKSIDE AVES. WEST DRIVE & CARROLL ST.

Print Date :

Date of Survey

Agency's Number
Yr Built/Renovated
Project Type
Landmark Status

30-Sep-2003

PARKS

DEPT. OF PARKS & RECREATION - FY 2004

1870 /  

NONE10-Dec-2002

BROOKLYN

CAPITAL BUDGET

Total 

:

:
:

:
:

:
:

:
:
:
:

PAR0020.055 / 1142
Area Sq Ft 2,054

B073-55

Priority  

Total

FY 2008FY 2007FY 2006FY 2005EXPENSE BUDGET
Park Bridges $6,500

$6,500Total

$1,200Priority A
$5,300Priority C

$6,500Total

Note :       All $ estimates are in current dollars and are not escalated for potential future inflation. 
                Maintenance $ are aggregated over a ten-year period.
          **  Replacement cost estimated to be beyond ten years is not included in this report.
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DEPT. OF PARKS & RECREATION - 846
PROSPECT PARK MEADOWPORT ARCH - 0055

Asset # : 1142

Park Bridges
System

Component
Type

% of 
Total

Fail Date 
(Years)

Estimated Cost

Current Repair

Year 
FY

Estimated Cost

Future Replacement

Estimated Cost

Maintenance 

Cycle 
(Yrs)

Priority
Code

Abutments
Footings

Not Accessible %100 D

Mat (scour & erosion)
* *Single Type %100 LIFE B

Stem (breastwall)
Not Accessible %100 D

Other Observation, Extent : Light, Area Affected : 100%
Explanation : Covered With Wood Paneling

Wingwalls
Footings

Not Accessible %100 D

Mat (scour & erosion)
* *Single Type %100 LIFE C

Walls
* *Granite %100 LIFE C

Stream Channel
Bank Protection

Not Accessible %100 D

Mat (scour & erosion)
* *Concrete %100 LIFE 5-10 $200 A

Approaches
Pavement

* *Asphalt %100 2-4 $5,200 2015 C
Other Observation, Extent : Moderate, Area Affected : 20%

Location : On Surface
Explanation : Random Cracks On Surface

Curbs
* *Granite %100 LIFE 5 A

Other Observation, Extent : Light, Area Affected : 100%
Explanation : Bluestone

Embankment
* *Earth %100 LIFE C

Guide Railing
* *Timber %100 2015 A

Deck Elements
Curbs

* *Granite %100 LIFE A
Other Observation, Extent : Light, Area Affected : 100%

Explanation : Bluestone
Railings/Parapets

* *Timber %100 LIFE A

Note :       All $ estimates are in current dollars and are not escalated for potential future inflation. 
                Maintenance $ are aggregated over a ten-year period.
          **  Replacement cost estimated to be beyond ten years is not included in this report.
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DEPT. OF PARKS & RECREATION - 846
PROSPECT PARK MEADOWPORT ARCH - 0055

Asset # : 1142

Park Bridges
System

Component
Type

% of 
Total

Fail Date 
(Years)

Estimated Cost

Current Repair

Year 
FY

Estimated Cost

Future Replacement

Estimated Cost

Maintenance 

Cycle 
(Yrs)

Priority
Code

Deck Elements
Wearing Surface

* *Asphalt %100 2015 5 $200 C

Superstructure
Deck,Structural

Not Accessible %100 D
Other Observation, Extent : Light, Area Affected : 100%

Explanation : Covered With Wood Paneling But No Sign Of Leakage
Primary Member

* *Masonry: Stone %40 2-4 $1,000 LIFE A
Other Observation, Extent : Light, Area Affected : 10%

Location : Northern Arch
Explanation : Broken Top Section Of Masonry

Not Accessible %60 D
Other Observation, Extent : Moderate, Area Affected : 40%

Location : Random
Explanation : Broken And Deteriorated Wooden Panels. Needs Repair In 0 To 2 Years

Note :       All $ estimates are in current dollars and are not escalated for potential future inflation. 
                Maintenance $ are aggregated over a ten-year period.
          **  Replacement cost estimated to be beyond ten years is not included in this report.
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Asset Name

Program / Asset #

Address
Borough

Areas Surveyed 

PROSPECT PARK  NETHERMEAD ARCHES
PROSPECT PARK SOUTHWEST & 11TH A CENTER DRIVE & NETHERMEAD

Print Date :

Date of Survey

Agency's Number
Yr Built/Renovated
Project Type
Landmark Status

30-Sep-2003

PARKS

DEPT. OF PARKS & RECREATION - FY 2004

1869 /  

NONE09-Dec-2002

BROOKLYN

FY 2009 - 2014FY 2005 - 2008CAPITAL BUDGET
Park Bridges $43,100

$43,100Total 

:

:
:

:
:

:
:

:
:
:
:

PAR0020.072 / 13458
Area Sq Ft 4,336

N/A

$43,100APriority  

$43,100Total

FY 2008FY 2007FY 2006FY 2005EXPENSE BUDGET
Park Bridges $58,100 $1,100

$58,100 $1,100Total

$37,700Priority A
$20,300 $1,100Priority B

$100Priority C

$58,100 $1,100Total

Note :       All $ estimates are in current dollars and are not escalated for potential future inflation. 
                Maintenance $ are aggregated over a ten-year period.
          **  Replacement cost estimated to be beyond ten years is not included in this report.
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DEPT. OF PARKS & RECREATION - 846
PROSPECT PARK NETHERMEAD ARCHES

Asset # : 13458

Park Bridges
System

Component
Type

% of 
Total

Fail Date 
(Years)

Estimated Cost

Current Repair

Year 
FY

Estimated Cost

Future Replacement

Estimated Cost

Maintenance 

Cycle 
(Yrs)

Priority
Code

Abutments
Backwall

Not Accessible %100 D

Footings
Not Accessible %100 D

Mat (scour & erosion)
* *Single Type %100 LIFE B

Other Observation, Extent : Light, Area Affected : 100%
Location : Throughout
Explanation : Earth Retained By Stone Boulders

Stem (breastwall)
* *Masonry: Brick %35 Now $20,300 LIFE 3-5 $3,700 B

Efflorescence, Extent : Moderate, Area Affected : 50%
Location : Outer Arch Area

Joints Missing, Extent : Moderate, Area Affected : 50%
Location : Outer Arch Area

Other Observation, Extent : Light, Area Affected : 100%
Location : Two Piers Of Bridge
Explanation : This Also Includes Stem Solid Pier For Two Piers

* *Masonry %65 LIFE B

Wingwalls
Footings

Not Accessible %100 D

Mat (scour & erosion)
* *Riprap %100 LIFE C

Walls
* *Brownstone/Sandstone %100 LIFE C

Stream Channel
Bank Protection

* *Concrete %33 LIFE C
Other Observation, Extent : Light, Area Affected : 100%

Location : On South Arch
Explanation : Passageway

* *Riprap %34 LIFE C
Other Observation, Extent : Light, Area Affected : 100%

Location : At Center Arch
Explanation : Passing Stream

* *Single Type %33 LIFE 5 $200 C
Other Observation, Extent : Light, Area Affected : 100%

Location : On North Arch
Explanation : Stone Gravel

Note :       All $ estimates are in current dollars and are not escalated for potential future inflation. 
                Maintenance $ are aggregated over a ten-year period.
          **  Replacement cost estimated to be beyond ten years is not included in this report.
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DEPT. OF PARKS & RECREATION - 846
PROSPECT PARK NETHERMEAD ARCHES

Asset # : 13458

Park Bridges
System

Component
Type

% of 
Total

Fail Date 
(Years)

Estimated Cost

Current Repair

Year 
FY

Estimated Cost

Future Replacement

Estimated Cost

Maintenance 

Cycle 
(Yrs)

Priority
Code

Stream Channel
Mat (scour & erosion)

* *Concrete %33 LIFE 5-10 $300 A
Other Observation, Extent : Light, Area Affected : 100%

Location : On South Arch
Explanation : Passageway

* *Riprap %34 LIFE A
Other Observation, Extent : Light, Area Affected : 100%

Location : Center Arch
Explanation : Stream

* *Single Type %33 LIFE 5 $200 A
Other Observation, Extent : Light, Area Affected : 100%

Location : On North Arch
Explanation : Stone Gravel

Pier Protection
* *Concrete %33 LIFE B

Other Observation, Extent : Light, Area Affected : 100%
Location : On South Arch
Explanation : Passageway

* *Riprap %34 LIFE B
Other Observation, Extent : Light, Area Affected : 100%

Location : Center Arch
Explanation : Stream

* *Single Type %33 LIFE B
Other Observation, Extent : Light, Area Affected : 100%

Location : On North Arch
Explanation : Stone Gravel

Approaches
Pavement

* *Asphalt %100 2015 C

Embankment
* *Earth %100 LIFE C

Other Observation, Extent : Light, Area Affected : 100%
Location : Throughout
Explanation : With Stone Riprap

Pavement Base
Not Accessible %100 D

Piers
Cap Beam

* *Masonry %100 LIFE A

Footings
Not Accessible %100 D

Mat (scour & erosion)
* *Single Type %100 LIFE A

Deck Elements

Note :       All $ estimates are in current dollars and are not escalated for potential future inflation. 
                Maintenance $ are aggregated over a ten-year period.
          **  Replacement cost estimated to be beyond ten years is not included in this report.
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DEPT. OF PARKS & RECREATION - 846
PROSPECT PARK NETHERMEAD ARCHES

Asset # : 13458

Park Bridges
System

Component
Type

% of 
Total

Fail Date 
(Years)

Estimated Cost

Current Repair

Year 
FY

Estimated Cost

Future Replacement

Estimated Cost

Maintenance 

Cycle 
(Yrs)

Priority
Code

Deck Elements
Curbs

* *Concrete %100 2034 A
Other Observation, Extent : Light, Area Affected : 100%

Location : Approaches
Explanation : Includes The Curb Length Of Appx. 60 Ft

Railings/Parapets
* *Limestone %100 Now $32,000 LIFE A

Other Observation, Extent : Severe, Area Affected : 20%
Location : East Side
Explanation : Broken Missing Sections; Missing Coping

Sidewalks/Facias
* *Single Type %100 2019 C

Other Observation, Extent : Light, Area Affected : 100%
Location : On Westside Only
Explanation : This Also Includes Approach Sidewalk

Wearing Surface
* *Concrete %100 2023 C

Superstructure
Deck,Structural

* *Masonry: Brick %100 4+ $43,100 2015 A
Other Observation, Extent : Light, Area Affected : 50%

Location : Outer Arches
Explanation : Water Leakage And Efflorescence

Primary Member
* *Masonry: Stone %100 4+ $5,400 LIFE A

Other Observation, Extent : Light, Area Affected : 5%
Location : Outer Arch Member
Explanation : Water Leakage From Stone Joints

Note :       All $ estimates are in current dollars and are not escalated for potential future inflation. 
                Maintenance $ are aggregated over a ten-year period.
          **  Replacement cost estimated to be beyond ten years is not included in this report.
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Asset Name

Program / Asset #

Address
Borough

Areas Surveyed 

PROSPECT PARK  ROCK ARCH BRIDGE - 0052
FLATBUSH, EAST & CENTER DRIVES RAVINE & SULLIVAN HILL

Print Date :

Date of Survey

Agency's Number
Yr Built/Renovated
Project Type
Landmark Status

30-Sep-2003

PARKS

DEPT. OF PARKS & RECREATION - FY 2004

1871 /  

EXTERIOR LANDMARK10-Dec-2002

BROOKLYN

CAPITAL BUDGET

Total 

:

:
:

:
:

:
:

:
:
:
:

PAR0020.052 / 1138
Area Sq Ft 825

B073-52

Priority  

Total

FY 2008FY 2007FY 2006FY 2005EXPENSE BUDGET
Park Bridges $5,400 $3,100

$5,400 $3,100Total

$200Priority A
$5,200 $3,100Priority C

$5,400 $3,100Total

Note :       All $ estimates are in current dollars and are not escalated for potential future inflation. 
                Maintenance $ are aggregated over a ten-year period.
          **  Replacement cost estimated to be beyond ten years is not included in this report.
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DEPT. OF PARKS & RECREATION - 846
PROSPECT PARK ROCK ARCH BRIDGE - 0052

Asset # : 1138

Park Bridges
System

Component
Type

% of 
Total

Fail Date 
(Years)

Estimated Cost

Current Repair

Year 
FY

Estimated Cost

Future Replacement

Estimated Cost

Maintenance 

Cycle 
(Yrs)

Priority
Code

Abutments
Footings

Not Accessible %100 D

Mat (scour & erosion)
Not Accessible %100 D

Stem (breastwall)
* *Masonry %100 LIFE B

Other Observation, Extent : Light, Area Affected : 100%
Explanation : Boulder Masonry

Wingwalls
Footings

Not Accessible %100 D

Mat (scour & erosion)
Not Accessible %100 D

Walls
* *Masonry %100 LIFE 3-15 $15,000 C

Other Observation, Extent : Light, Area Affected : 100%
Explanation : Rubble Masonry

Stream Channel
Bank Protection

* *Riprap %100 LIFE C

Mat (scour & erosion)
* *Riprap %100 LIFE A

Approaches
Pavement

* *Asphalt %100 2015 C

Embankment
* *Riprap %100 LIFE C

Guide Railing
* *Cast Stone %100 LIFE 5 $300 A

Other Observation, Extent : Light, Area Affected : 100%
Explanation : Boulder Set On Mortar

Pavement Base
Not Accessible %100 D

Deck Elements
Railings/Parapets

* *Cast Stone %100 LIFE A
Other Observation, Extent : Light, Area Affected : 100%

Explanation : Boulder Set On Mortar
Wearing Surface

* *Asphalt %100 2015 5 $100 C

Superstructure

Note :       All $ estimates are in current dollars and are not escalated for potential future inflation. 
                Maintenance $ are aggregated over a ten-year period.
          **  Replacement cost estimated to be beyond ten years is not included in this report.
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DEPT. OF PARKS & RECREATION - 846
PROSPECT PARK ROCK ARCH BRIDGE - 0052

Asset # : 1138

Park Bridges
System

Component
Type

% of 
Total

Fail Date 
(Years)

Estimated Cost

Current Repair

Year 
FY

Estimated Cost

Future Replacement

Estimated Cost

Maintenance 

Cycle 
(Yrs)

Priority
Code

Superstructure
Primary Member

* *Masonry: Stone %100 LIFE A
Other Observation, Extent : Light, Area Affected : 100%

Explanation : Boulder Arches

Note :       All $ estimates are in current dollars and are not escalated for potential future inflation. 
                Maintenance $ are aggregated over a ten-year period.
          **  Replacement cost estimated to be beyond ten years is not included in this report.
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Asset Name

Program / Asset #

Address
Borough

Areas Surveyed 

PROSPECT PARK  TERRACE BRIDGE
PARKSIDE & PROSPECT P. SW AVES. BREEZE HILL & WELLHOUSE DRIVE

Print Date :

Date of Survey

Agency's Number
Yr Built/Renovated
Project Type
Landmark Status

30-Sep-2003

PARKS

DEPT. OF PARKS & RECREATION - FY 2004

1890 /  

NONE02-Dec-2002

BROOKLYN

FY 2009 - 2014FY 2005 - 2008CAPITAL BUDGET
Park Bridges $424,700 $28,200

$424,700 $28,200Total 

:

:
:

:
:

:
:

:
:
:
:

PAR0020.076 / 13462
Area Sq Ft 6,572

N/A

$353,900APriority  
$70,800 $28,200BPriority  

$424,700 $28,200Total

FY 2008FY 2007FY 2006FY 2005EXPENSE BUDGET
Park Bridges $231,900 $6,500

$231,900 $6,500Total

$46,000Priority A
$103,300 $4,000Priority B

$82,600 $2,500Priority C

$231,900 $6,500Total

Note :       All $ estimates are in current dollars and are not escalated for potential future inflation. 
                Maintenance $ are aggregated over a ten-year period.
          **  Replacement cost estimated to be beyond ten years is not included in this report.
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DEPT. OF PARKS & RECREATION - 846
PROSPECT PARK TERRACE BRIDGE

Asset # : 13462

Park Bridges
System

Component
Type

% of 
Total

Fail Date 
(Years)

Estimated Cost

Current Repair

Year 
FY

Estimated Cost

Future Replacement

Estimated Cost

Maintenance 

Cycle 
(Yrs)

Priority
Code

Abutments
Footings

Not Accessible %100 D

Mat (scour & erosion)
* *Single Type %100 LIFE B

Stem (breastwall)
* *Masonry: Brick %70 Now $42,500 LIFE 3-5 $13,000 B

Broken/Missing Element, Extent : Moderate, Area Affected : 100%
Location : Throughout

* *Masonry %30 LIFE B
Other Observation, Extent : Light, Area Affected : 100%

Location : At Base
Explanation : Stone Masonry At Base

Wingwalls
Footings

Not Accessible %100 D

Mat (scour & erosion)
* *Single Type %100 Now $12,400 LIFE C

Other Observation, Extent : Severe, Area Affected : 100%
Location : Upstream Both Ends
Explanation : Erosion, Broken Drain Scupper

Walls
* *Masonry: Brownstone %100 Now $6,500 LIFE 3-5 $7,900 C

Misaligned/Bulging, Extent : Moderate, Area Affected : 100%
Location : Upstream

Stream Channel
Bank Protection

* *Masonry %100 Now $26,000 LIFE C
Other Observation, Extent : Light, Area Affected : 10%

Location : Random
Explanation : Missing Stones

Approaches
Pavement

* *Asphalt %100 2015 C

Embankment
* *Earth %100 Now $26,800 LIFE C

Erosion, Extent : Severe, Area Affected : 100%
Location : Upstream Corners

Guide Railing
* *Aluminum %100 LIFE A

Deck Elements

Note :       All $ estimates are in current dollars and are not escalated for potential future inflation. 
                Maintenance $ are aggregated over a ten-year period.
          **  Replacement cost estimated to be beyond ten years is not included in this report.
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DEPT. OF PARKS & RECREATION - 846
PROSPECT PARK TERRACE BRIDGE

Asset # : 13462

Park Bridges
System

Component
Type

% of 
Total

Fail Date 
(Years)

Estimated Cost

Current Repair

Year 
FY

Estimated Cost

Future Replacement

Estimated Cost

Maintenance 

Cycle 
(Yrs)

Priority
Code

Deck Elements
Curbs

* *Granite %100 Now $16,000 LIFE A
Other Observation, Extent : Severe, Area Affected : 50%

Location : Throughout Sidewalk Curb
Explanation : Incl Approach Curb Length Of Appx 50 Ft; Broken and Settled Sections; 
Vegitation Growth

Railings/Parapets
* *Cast Iron %60 2-4 $25,500 LIFE A

Rust Stains, Extent : Light, Area Affected : 100%
Location : Throughout

* *Concrete %40 Now $4,600 2023 A
Other Observation, Extent : Severe, Area Affected : 50%

Location : Upstream Right
Explanation : Broken Or Missing Section

Sidewalks/Facias
* *Concrete %100 Now $7,400 2019 5 $300 C

Other Observation, Extent : Severe, Area Affected : 50%
Location : Throughout
Explanation : Incl Sidewalk On Approach; Spalled Missing Pavement

Wearing Surface
* *Asphalt %100 0-2 $3,600 2015 5 $300 C

Cracks, Extent : Moderate, Area Affected : 25%
Location : Random

Superstructure
Deck,Structural

* *Concrete %100 4+ $296,500 LIFE 5 $2,000 A
Other Observation, Extent : Light, Area Affected : 60%

Location : Throughout
Explanation : General Deterioration

Joints
* *Single Type %100 LIFE C

Primary Member
* *Steel %100 2-4 $57,400 LIFE A

Other Observation, Extent : Light, Area Affected : 50%
Location : At Base
Explanation : Corrosion And Delaminations Of Arch Members

Secondary Member
* *Steel %100 LIFE 4-8 $366,300 B

Note :       All $ estimates are in current dollars and are not escalated for potential future inflation. 
                Maintenance $ are aggregated over a ten-year period.
          **  Replacement cost estimated to be beyond ten years is not included in this report.
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Asset Name

Program / Asset #

Address
Borough

Areas Surveyed 

107TH ST PIER  HARLEM RIVER
107 ST & FDR DRIVE 

Print Date :

Date of Survey

Agency's Number
Yr Built/Renovated
Project Type
Landmark Status

30-Sep-2003

PARKS

DEPT. OF PARKS & RECREATION - FY 2004

NONE24-Apr-2003

MANHATTAN

FY 2009 - 2014FY 2005 - 2008CAPITAL BUDGET
Piers $412,700 $81,200

$412,700 $81,200Total 

:

:
:

:
:

:
:

:
:
:
:

PAR0130.000 / 13497
Area Sq Ft 16,800

N/A

$349,700 $43,500APriority  
$63,000BPriority  

$37,700CPriority  

$412,700 $81,200Total

FY 2008FY 2007FY 2006FY 2005EXPENSE BUDGET
Piers $57,900 $42,600

$57,900 $42,600Total

Priority A
$33,900 $42,600Priority B
$23,900Priority C

$57,900 $42,600Total

Note :       All $ estimates are in current dollars and are not escalated for potential future inflation. 
                Maintenance $ are aggregated over a ten-year period.
          **  Replacement cost estimated to be beyond ten years is not included in this report.



Page : 841

DEPT. OF PARKS & RECREATION - 846
107TH ST PIER HARLEM RIVER

Asset # : 13497

Piers
System

Component
Type

% of 
Total

Fail Date 
(Years)

Estimated Cost

Current Repair

Year 
FY

Estimated Cost

Future Replacement

Estimated Cost

Maintenance 

Cycle 
(Yrs)

Priority
Code

Structural
Deck

* *Concrete %100 4+ $157,800 LIFE 5 $6,400 A
Cracking, Extent : Light, Area Affected : 20%

Location : All
Spalling, Extent : Light, Area Affected : 20%

Location : All
Deck Surface

* *Concrete %100 4+ $23,900 2023 5 $37,700 C
Other Observation, Extent : Light, Area Affected : 20%

Location : All
Explanation : Require Repaving Badly Worn Areas.

Pile Caps
* *Concrete %100 4+ $74,300 LIFE 5 $2,200 A

Other Observation, Extent : Light, Area Affected : 20%
Location : All
Explanation : Some Areas With Slight Deterioration & Spalling.

Piles and Bracing
* *Concrete %100 4+ $117,600 LIFE 5 $43,500 A

Other Observation, Extent : Light, Area Affected : 10%
Location : All
Explanation : Original Concrete Piles Were Further Encased In Concrete.

Fender
Facing

* *Timber %100 4+ $63,000 2023 2 $14,300 B
Other Observation, Extent : Light, Area Affected : 10%

Location : Wharf Face
Explanation : Only Slight Wear Or Damage Observed.

Wales and Chocks
* *Timber %100 4+ $23,800 2023 2 $30,300 B

Other Observation, Extent : Light, Area Affected : 10%
Location : Wharf Face
Explanation : Only Slight Wear Or Damaged Observed.

Piles
* *Timber %100 4+ $10,100 2023 2 $125,800 B

Other Observation, Extent : Light, Area Affected : 10%
Location : Wharf Side
Explanation : Appear In Good Condition.

Note :       All $ estimates are in current dollars and are not escalated for potential future inflation. 
                Maintenance $ are aggregated over a ten-year period.
          **  Replacement cost estimated to be beyond ten years is not included in this report.
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Asset Name

Program / Asset #

Address
Borough

Areas Surveyed 

69TH STREET PIER  CONCRETE FISHING PIER
FOOT OF BAY RIDGE AVE. 

Print Date :

Date of Survey

Agency's Number
Yr Built/Renovated
Project Type
Landmark Status

30-Sep-2003

PARKS

DEPT. OF PARKS & RECREATION - FY 2004

NONE17-Apr-2003

BROOKLYN

FY 2009 - 2014FY 2005 - 2008CAPITAL BUDGET
Piers $91,700 $165,400

$91,700 $165,400Total 

:

:
:

:
:

:
:

:
:
:
:

PAR0133.000 / 13500
Area Sq Ft 35,400

N/A

$91,700 $91,700APriority  
$73,700BPriority  

$91,700 $165,400Total

FY 2008FY 2007FY 2006FY 2005EXPENSE BUDGET
Piers $53,600 $79,000

$53,600 $79,000Total

$18,200Priority A
$35,400 $79,000Priority B

$53,600 $79,000Total

Note :       All $ estimates are in current dollars and are not escalated for potential future inflation. 
                Maintenance $ are aggregated over a ten-year period.
          **  Replacement cost estimated to be beyond ten years is not included in this report.
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DEPT. OF PARKS & RECREATION - 846
69TH STREET PIER CONCRETE FISHING PIER

Asset # : 13500

Piers
System

Component
Type

% of 
Total

Fail Date 
(Years)

Estimated Cost

Current Repair

Year 
FY

Estimated Cost

Future Replacement

Estimated Cost

Maintenance 

Cycle 
(Yrs)

Priority
Code

Structural
Deck

* *Concrete %100 LIFE 5 $27,100 A

Pile Caps
* *Concrete %100 LIFE 5 $9,200 A

Piles and Bracing
* *Concrete %100 LIFE 5 $183,400 A

Fender
Facing

* *Timber %100 4+ $23,200 2023 2 $26,400 B
Rotting,Splitting, Extent : Light, Area Affected : 2%

Location : Random
Piles

* *Steel %100 4+ $12,200 2023 2-5 $363,500 B
Corrosion, Extent : Light, Area Affected : 2%

Location : Random

Note :       All $ estimates are in current dollars and are not escalated for potential future inflation. 
                Maintenance $ are aggregated over a ten-year period.
          **  Replacement cost estimated to be beyond ten years is not included in this report.
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Asset Name

Program / Asset #

Address
Borough

Areas Surveyed 

CONEY ISLAND BEACH & BOARDWALK  STEEPLECHASE PIER
CORBIN PLACE-WEST 37TH STREET WEST 17TH & BOARDWALK

Print Date :

Date of Survey

Agency's Number
Yr Built/Renovated
Project Type
Landmark Status

30-Sep-2003

PARKS

DEPT. OF PARKS & RECREATION - FY 2004

NONE15-Oct-2001

BROOKLYN

FY 2009 - 2014FY 2005 - 2008CAPITAL BUDGET
Piers $52,500 $545,500

$52,500 $545,500Total 

:

:
:

:
:

:
:

:
:
:
:

PAR0111.G97 / 4152
Area Sq Ft 35,998

N/A

$52,500 $545,500APriority  

$52,500 $545,500Total

FY 2008FY 2007FY 2006FY 2005EXPENSE BUDGET
Piers

Total

Priority A

Total

Note :       All $ estimates are in current dollars and are not escalated for potential future inflation. 
                Maintenance $ are aggregated over a ten-year period.
          **  Replacement cost estimated to be beyond ten years is not included in this report.
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DEPT. OF PARKS & RECREATION - 846
CONEY ISLAND BEACH & BOARDWALK STEEPLECHASE PIER

Asset # : 4152

Piers
System

Component
Type

% of 
Total

Fail Date 
(Years)

Estimated Cost

Current Repair

Year 
FY

Estimated Cost

Future Replacement

Estimated Cost

Maintenance 

Cycle 
(Yrs)

Priority
Code

Structural
Deck

* *Timber %100 2-4 $52,500 LIFE 5 $454,100 A
Other Observation, Extent : Light, Area Affected : 15%

Location : TIMBER DECK
Explanation : STAINLESS STEEL DECK SCREWS NEED RETIGHTENING.

Pile Caps
* *Concrete %100 LIFE 5 $4,700 A

Piles and Bracing
* *Concrete %98 LIFE 5 $91,400 A
* *Steel %2 LIFE 5 $5,900 A

Corrosion, Extent : Light, Area Affected : 1%
Location : AT STEEL CROSS-BRACING.

Dents, Holes, Extent : Light, Area Affected : 1%
Location : AT STEEL CROSS-BRACING.

Note :       All $ estimates are in current dollars and are not escalated for potential future inflation. 
                Maintenance $ are aggregated over a ten-year period.
          **  Replacement cost estimated to be beyond ten years is not included in this report.
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Asset Name

Program / Asset #

Address
Borough

Areas Surveyed 

CROMWELL RECREATION CENTER  PIER 6
PIER 6 AT HANNAH ST. & BAY ST. 

Print Date :

Date of Survey

Agency's Number
Yr Built/Renovated
Project Type
Landmark Status

30-Sep-2003

PARKS

DEPT. OF PARKS & RECREATION - FY 2004

NONE23-Apr-2003

STATEN ISLAND

FY 2009 - 2014FY 2005 - 2008CAPITAL BUDGET
Piers $3,704,000 $747,800

$3,704,000 $747,800Total 

:

:
:

:
:

:
:

:
:
:
:

PARR044.000 / 709
Area Sq Ft 96,660

N/A

$3,662,700 $704,400APriority  
$41,300 $43,400CPriority  

$3,704,000 $747,800Total

FY 2008FY 2007FY 2006FY 2005EXPENSE BUDGET
Piers $38,600

$38,600Total

$20,700Priority A
$17,900Priority C

$38,600Total

Note :       All $ estimates are in current dollars and are not escalated for potential future inflation. 
                Maintenance $ are aggregated over a ten-year period.
          **  Replacement cost estimated to be beyond ten years is not included in this report.
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DEPT. OF PARKS & RECREATION - 846
CROMWELL RECREATION CENTER PIER 6

Asset # : 709

Piers
System

Component
Type

% of 
Total

Fail Date 
(Years)

Estimated Cost

Current Repair

Year 
FY

Estimated Cost

Future Replacement

Estimated Cost

Maintenance 

Cycle 
(Yrs)

Priority
Code

Structural
Deck

* *Concrete %75 4+ $340,500 LIFE 5 $27,700 A
Spalling, Extent : Light, Area Affected : 10%

Location : At Deck
* *Concrete %25 2-4 $453,900 LIFE 5 $9,200 A

Spalling, Extent : Moderate, Area Affected : 40%
Location : At Surface

Deck Surface
* *Asphalt %10 2-4 $2,800 2023 5 $15,600 C

Surface Wearing, Extent : Light, Area Affected : 10%
Location : At Surface

* *Asphalt %5 0-2 $1,400 2023 5 $7,800 C
Settlement, Extent : Light, Area Affected : 10%

Location : At Surface
* *Concrete %20 2-4 $13,800 2023 5 $43,400 C

Cracking, Extent : Light, Area Affected : 10%
Location : At Deck

No Component %65 D

Firewalls
* *Concrete %100 4+ $41,300 LIFE 5 $32,500 C

Spalling, Extent : Light, Area Affected : 10%
Location : At Surface

Pile Caps
* *Steel %75 4+ $20,700 2015 5 $7,600 A

Corrosion, Extent : Light, Area Affected : 2%
Location : At Surface

* *Timber %25 2-4 $393,200 LIFE 5 $900 A
Displaced Elements, Extent : Moderate, Area Affected : 40%

Location : At Surface
Piles and Bracing

* *Timber %100 2-4 $2,475,200 LIFE 5 $667,400 A
Displaced Elements, Extent : Moderate, Area Affected : 40%

Location : At Piles

Note :       All $ estimates are in current dollars and are not escalated for potential future inflation. 
                Maintenance $ are aggregated over a ten-year period.
          **  Replacement cost estimated to be beyond ten years is not included in this report.
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Asset Name

Program / Asset #

Address
Borough

Areas Surveyed 

LEON S. KAISER PARK  PIER
CONEY ISLAND CREEK BET W24 & W31 STS.

Print Date :

Date of Survey

Agency's Number
Yr Built/Renovated
Project Type
Landmark Status

30-Sep-2003

PARKS

DEPT. OF PARKS & RECREATION - FY 2004

NONE07-May-2003

BROOKLYN

FY 2009 - 2014FY 2005 - 2008CAPITAL BUDGET
Piers $65,300 $70,400

$65,300 $70,400Total 

:

:
:

:
:

:
:

:
:
:
:

PARB129.002 / 901
Area Sq Ft 10,200

N/A

$65,300 $70,400APriority  

$65,300 $70,400Total

FY 2008FY 2007FY 2006FY 2005EXPENSE BUDGET
Piers $5,700

$5,700Total

$5,700Priority A

$5,700Total

Note :       All $ estimates are in current dollars and are not escalated for potential future inflation. 
                Maintenance $ are aggregated over a ten-year period.
          **  Replacement cost estimated to be beyond ten years is not included in this report.
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DEPT. OF PARKS & RECREATION - 846
LEON S. KAISER PARK PIER

Asset # : 901

Piers
System

Component
Type

% of 
Total

Fail Date 
(Years)

Estimated Cost

Current Repair

Year 
FY

Estimated Cost

Future Replacement

Estimated Cost

Maintenance 

Cycle 
(Yrs)

Priority
Code

Structural
Deck

* *Concrete %99 LIFE 5 $7,700 A
Cracking, Extent : Moderate, Area Affected : 5%
Spalling, Extent : Moderate, Area Affected : 5%

* *Concrete %1 Now $500 LIFE 5 A
Other Observation, Extent : Severe, Area Affected : 100%

Location : Entire Length
Explanation : Concrete Curb Broken, Re-bar Exposed

Pile Caps
* *Concrete %100 LIFE 5 $2,700 A

Piles and Bracing
* *Timber %100 4+ $65,300 LIFE 5 $70,400 A

Rotting,Splitting, Extent : Light, Area Affected : 2%

Note :       All $ estimates are in current dollars and are not escalated for potential future inflation. 
                Maintenance $ are aggregated over a ten-year period.
          **  Replacement cost estimated to be beyond ten years is not included in this report.
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Asset Name

Program / Asset #

Address
Borough

Areas Surveyed 

SHEEPSHEAD BAY PIERS 1 - 10  10 PIERS ON NORTH SIDE OF  BAY
E. 27TH ST TO POOLE LA EMMONS AVE.

Print Date :

Date of Survey

Agency's Number
Yr Built/Renovated
Project Type
Landmark Status

30-Sep-2003

PARKS

DEPT. OF PARKS & RECREATION - FY 2004

NONE19-May-2003

BROOKLYN:QNS.

FY 2009 - 2014FY 2005 - 2008CAPITAL BUDGET
Piers $198,100 $451,000

$198,100 $451,000Total 

:

:
:

:
:

:
:

:
:
:
:

PAR0132.000 / 13499
Area Sq Ft 39,598

N/A

$126,700 $273,400APriority  
$71,300BPriority  

$177,600CPriority  

$198,100 $451,000Total

FY 2008FY 2007FY 2006FY 2005EXPENSE BUDGET
Piers $87,100 $271,200

$87,100 $271,200Total

$20,300Priority A
$66,800 $271,200Priority B

$87,100 $271,200Total

Note :       All $ estimates are in current dollars and are not escalated for potential future inflation. 
                Maintenance $ are aggregated over a ten-year period.
          **  Replacement cost estimated to be beyond ten years is not included in this report.
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DEPT. OF PARKS & RECREATION - 846
SHEEPSHEAD BAY PIERS 1 - 10 10 PIERS ON NORTH SIDE OF  BAY

Asset # : 13499

Piers
System

Component
Type

% of 
Total

Fail Date 
(Years)

Estimated Cost

Current Repair

Year 
FY

Estimated Cost

Future Replacement

Estimated Cost

Maintenance 

Cycle 
(Yrs)

Priority
Code

Structural
Deck

* *Concrete %100 LIFE 5 $30,300 A

Deck Surface
* *Concrete %100 2029 5 $177,600 C

Pile Caps
* *Concrete %100 LIFE 5 $10,300 A

Piles and Bracing
* *Timber %100 4+ $126,700 LIFE 5 $273,400 A

Rotting,Splitting, Extent : Light, Area Affected : 100%
Location : Entire Location

Fender
Buffer

* *Rubber %100 2029 2 $182,100 B

Wales and Chocks
* *Timber %99 4+ $71,000 2029 2 $180,400 B

Rotting,Splitting, Extent : Light, Area Affected : 99%
Location : Entire Location

* *Timber %1 Now $300 2029 2 $1,800 B
Rotting,Splitting, Extent : Light, Area Affected : 100%

Location : Entire Location
Piles

* *Timber %100 4+ $30,400 2029 2 $757,100 B
Worn, Extent : Light, Area Affected : 5%

Note :       All $ estimates are in current dollars and are not escalated for potential future inflation. 
                Maintenance $ are aggregated over a ten-year period.
          **  Replacement cost estimated to be beyond ten years is not included in this report.
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Asset Name

Program / Asset #

Address
Borough

Areas Surveyed 

SNUG HARBOR PIER  RICHMOND TERRACE
EAST OF EASTERN ENTRANCE TO SNUG HARBOR RD.

Print Date :

Date of Survey

Agency's Number
Yr Built/Renovated
Project Type
Landmark Status

30-Sep-2003

PARKS

DEPT. OF PARKS & RECREATION - FY 2004

NONE23-Apr-2003

STATEN ISLAND

CAPITAL BUDGET

Total 

:

:
:

:
:

:
:

:
:
:
:

PAR0131.000 / 13498
Area Sq Ft 300

N/A

Priority  

Total

FY 2008FY 2007FY 2006FY 2005EXPENSE BUDGET
Piers $10,100 $4,200 $400

$10,100 $4,200 $400Total

$5,900Priority A
$4,200 $4,200 $400Priority B

$10,100 $4,200 $400Total

Note :       All $ estimates are in current dollars and are not escalated for potential future inflation. 
                Maintenance $ are aggregated over a ten-year period.
          **  Replacement cost estimated to be beyond ten years is not included in this report.
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DEPT. OF PARKS & RECREATION - 846
SNUG HARBOR PIER RICHMOND TERRACE

Asset # : 13498

Piers
System

Component
Type

% of 
Total

Fail Date 
(Years)

Estimated Cost

Current Repair

Year 
FY

Estimated Cost

Future Replacement

Estimated Cost

Maintenance 

Cycle 
(Yrs)

Priority
Code

Structural
Deck

* *Timber %100 LIFE 5 $7,600 A

Pile Caps
* *Timber %100 LIFE 5 A

Piles and Bracing
* *Timber %100 LIFE 5 $4,100 A

Fender
Buffer

* *Rubber %100 2023 2 $3,100 B

Facing
* *Timber %100 2023 2 $1,800 B

Piles
* *Steel %10 2023 2-5 $2,800 B
* *Timber %90 2023 2 $14,400 B

Note :       All $ estimates are in current dollars and are not escalated for potential future inflation. 
                Maintenance $ are aggregated over a ten-year period.
          **  Replacement cost estimated to be beyond ten years is not included in this report.
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Asset Name

Program / Asset #

Address
Borough

Areas Surveyed 

ASTORIA HOUSES PROMENADE  CONCRETE GRAVITY WALL
EAST RIVER, EAST CHANNEL NORTH SHORE OF HALLETS COVE

Print Date :

Date of Survey

Agency's Number
Yr Built/Renovated
Project Type
Landmark Status

30-Sep-2003

PARKS

DEPT. OF PARKS & RECREATION - FY 2004

NONE01-Jun-2001

QUEENS

FY 2009 - 2014FY 2005 - 2008CAPITAL BUDGET
Bulkheads $2,202,000

$2,202,000Total 

:

:
:

:
:

:
:

:
:
:
:

PARQ226.000 / 707
Linear Ft 1,831

N/A

$1,663,000APriority  
$539,100CPriority  

$2,202,000Total

FY 2008FY 2007FY 2006FY 2005EXPENSE BUDGET
Bulkheads $4,200 $2,100

$4,200 $2,100Total

Priority A
$4,200 $2,100Priority B

Priority C

$4,200 $2,100Total

Note :       All $ estimates are in current dollars and are not escalated for potential future inflation. 
                Maintenance $ are aggregated over a ten-year period.
          **  Replacement cost estimated to be beyond ten years is not included in this report.
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DEPT. OF PARKS & RECREATION - 846
ASTORIA HOUSES PROMENADE CONCRETE GRAVITY WALL

Asset # : 707

Bulkheads
System

Component
Type

% of 
Total

Fail Date 
(Years)

Estimated Cost

Current Repair

Year 
FY

Estimated Cost

Future Replacement

Estimated Cost

Maintenance 

Cycle 
(Yrs)

Priority
Code

Structural
Pile Supported Wall

* *Concrete, 20' Water %75 LIFE 5 $16,300 A
* *Concrete, 20' Water %25 4+ $1,663,000 LIFE 5 $5,400 A

Rip Rap
* *Stone %100 4+ $539,100 LIFE 5 $400 C

Backfill
Fill

Not Accessible %100 D

Surface
* *Concrete %60 2021 5 $4,300 B
* *Concrete %40 Now $4,200 2027 5 $1,400 B

Other Observation, Extent : Light, Area Affected : 2%
Location : NEAR SEAWALL
Explanation : PAVEMENT JOINT RESEALING

Note :       All $ estimates are in current dollars and are not escalated for potential future inflation. 
                Maintenance $ are aggregated over a ten-year period.
          **  Replacement cost estimated to be beyond ten years is not included in this report.



Page : 856

Asset Name

Program / Asset #

Address
Borough

Areas Surveyed 

ASTORIA PARK  GRAVITY WALL / REVETMENT
HELLGATE ALONG SHORE BLVD BET ASTORIA PK SOUTH/DIRMARS BLV

Print Date :

Date of Survey

Agency's Number
Yr Built/Renovated
Project Type
Landmark Status

30-Sep-2003

PARKS

DEPT. OF PARKS & RECREATION - FY 2004

NONE01-Jun-2001

QUEENS

CAPITAL BUDGET

Total 

:

:
:

:
:

:
:

:
:
:
:

PARQ004.001 / 755
Linear Ft 3,080

N/A

Priority  

Total

FY 2008FY 2007FY 2006FY 2005EXPENSE BUDGET
Bulkheads $6,000

$6,000Total

Priority A
$6,000Priority B

Priority C

$6,000Total

Note :       All $ estimates are in current dollars and are not escalated for potential future inflation. 
                Maintenance $ are aggregated over a ten-year period.
          **  Replacement cost estimated to be beyond ten years is not included in this report.
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DEPT. OF PARKS & RECREATION - 846
ASTORIA PARK GRAVITY WALL / REVETMENT

Asset # : 755

Bulkheads
System

Component
Type

% of 
Total

Fail Date 
(Years)

Estimated Cost

Current Repair

Year 
FY

Estimated Cost

Future Replacement

Estimated Cost

Maintenance 

Cycle 
(Yrs)

Priority
Code

Structural
Gravity Wall

* *Concrete %100 LIFE 5 $23,500 A

Rip Rap
* *Stone %100 LIFE 5 $700 C

Backfill
Fill

Not Accessible %100 D

Surface
* *Concrete %100 2021 5 $11,900 B

Note :       All $ estimates are in current dollars and are not escalated for potential future inflation. 
                Maintenance $ are aggregated over a ten-year period.
          **  Replacement cost estimated to be beyond ten years is not included in this report.
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Asset Name

Program / Asset #

Address
Borough

Areas Surveyed 

ASTORIA WHITEY FORD FIELD  CONCRETE GRAVITY WALL
EAST RIVER, EAST CHANNEL 2ND ST & 26 AVE.

Print Date :

Date of Survey

Agency's Number
Yr Built/Renovated
Project Type
Landmark Status

30-Sep-2003

PARKS

DEPT. OF PARKS & RECREATION - FY 2004

NONE01-Jun-2001

QUEENS

FY 2009 - 2014FY 2005 - 2008CAPITAL BUDGET
Bulkheads $4,565,100

$4,565,100Total 

:

:
:

:
:

:
:

:
:
:
:

PARQ215.000 / 706
Linear Ft 648

N/A

$4,183,600APriority  
$381,500CPriority  

$4,565,100Total

FY 2008FY 2007FY 2006FY 2005EXPENSE BUDGET
Bulkheads $400 $100

$400 $100Total

Priority A
$400 $100Priority B

Priority C

$400 $100Total

Note :       All $ estimates are in current dollars and are not escalated for potential future inflation. 
                Maintenance $ are aggregated over a ten-year period.
          **  Replacement cost estimated to be beyond ten years is not included in this report.
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DEPT. OF PARKS & RECREATION - 846
ASTORIA WHITEY FORD FIELD CONCRETE GRAVITY WALL

Asset # : 706

Bulkheads
System

Component
Type

% of 
Total

Fail Date 
(Years)

Estimated Cost

Current Repair

Year 
FY

Estimated Cost

Future Replacement

Estimated Cost

Maintenance 

Cycle 
(Yrs)

Priority
Code

Structural
Gravity Wall

* *Concrete %100 2-4 $4,183,600 LIFE 5 $4,900 A

Rip Rap
* *Stone %100 4+ $381,500 LIFE 5 $100 C

Backfill
Fill

* *Sand %100 2032 5 $300 B

Surface
$27,900Topsoil %100 2010 5 $800 B

Note :       All $ estimates are in current dollars and are not escalated for potential future inflation. 
                Maintenance $ are aggregated over a ten-year period.
          **  Replacement cost estimated to be beyond ten years is not included in this report.
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Asset Name

Program / Asset #

Address
Borough

Areas Surveyed 

BATTERY PARK  SEAWALL
BATTERY PARK PIER 4 TO USCG

Print Date :

Date of Survey

Agency's Number
Yr Built/Renovated
Project Type
Landmark Status

30-Sep-2003

PARKS

DEPT. OF PARKS & RECREATION - FY 2004

NONE01-Jun-2001

MANHATTAN

FY 2009 - 2014FY 2005 - 2008CAPITAL BUDGET
Bulkheads $761,700 $97,700

$761,700 $97,700Total 

:

:
:

:
:

:
:

:
:
:
:

PARM005.000 / 900
Linear Ft 1,569

N/A

$630,600 $97,700APriority  
$131,100BPriority  

$761,700 $97,700Total

FY 2008FY 2007FY 2006FY 2005EXPENSE BUDGET
Bulkheads $10,000 $1,100 $26,300

$10,000 $1,100 $26,300Total

$10,000 $1,100 $26,300Priority B

$10,000 $1,100 $26,300Total

Note :       All $ estimates are in current dollars and are not escalated for potential future inflation. 
                Maintenance $ are aggregated over a ten-year period.
          **  Replacement cost estimated to be beyond ten years is not included in this report.
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DEPT. OF PARKS & RECREATION - 846
BATTERY PARK SEAWALL

Asset # : 900

Bulkheads
System

Component
Type

% of 
Total

Fail Date 
(Years)

Estimated Cost

Current Repair

Year 
FY

Estimated Cost

Future Replacement

Estimated Cost

Maintenance 

Cycle 
(Yrs)

Priority
Code

Structural
Relieving Platform Top

* *Concrete/Stone %100 4+ $260,600 LIFE A
Other Observation, Extent : Moderate, Area Affected : 30%

Location : BETWEEN STONES
Explanation : MISSING GROUT

Piles and Bracing
* *Timber %100 4+ $370,100 2027 5 $97,700 A

Backfill
Fill

Not Accessible %100 D

Surface
* *Asphalt Blocks %100 2021 5 $2,300 B

Fender
Piles

* *Timber %20 2-4 $47,300 2027 2 $53,200 B
* *Timber %15 2021 2 $49,800 B

No Component %65 D

Wales and Chocks
* *Timber %15 Now $83,800 2027 2 $12,100 B

Not Accessible %85 D

Note :       All $ estimates are in current dollars and are not escalated for potential future inflation. 
                Maintenance $ are aggregated over a ten-year period.
          **  Replacement cost estimated to be beyond ten years is not included in this report.
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Asset Name

Program / Asset #

Address
Borough

Areas Surveyed 

BENSONHURST PARK  CONCRETE GRAVITY WALL
GRAVESEND BAY / CROPSEY AVE. BET BAY PARKWAY & 21ST

Print Date :

Date of Survey

Agency's Number
Yr Built/Renovated
Project Type
Landmark Status

30-Sep-2003

PARKS

DEPT. OF PARKS & RECREATION - FY 2004

NONE15-Jun-2001

BROOKLYN

FY 2009 - 2014FY 2005 - 2008CAPITAL BUDGET
Bulkheads $267,500

$267,500Total 

:

:
:

:
:

:
:

:
:
:
:

PARB007.000 / 4082
Linear Ft 1,169

N/A

$267,500APriority  

$267,500Total

FY 2008FY 2007FY 2006FY 2005EXPENSE BUDGET
Bulkheads $17,400

$17,400Total

Priority A
$17,400Priority B

Priority C

$17,400Total

Note :       All $ estimates are in current dollars and are not escalated for potential future inflation. 
                Maintenance $ are aggregated over a ten-year period.
          **  Replacement cost estimated to be beyond ten years is not included in this report.



Page : 863

DEPT. OF PARKS & RECREATION - 846
BENSONHURST PARK CONCRETE GRAVITY WALL

Asset # : 4082

Bulkheads
System

Component
Type

% of 
Total

Fail Date 
(Years)

Estimated Cost

Current Repair

Year 
FY

Estimated Cost

Future Replacement

Estimated Cost

Maintenance 

Cycle 
(Yrs)

Priority
Code

Structural
Pile Supported Wall

* *Conc w/Stone10'Water %98 LIFE 5 $10,700 A
* *Conc w/Stone10'Water %2 Now $267,500 LIFE 5 $200 A

Displaced Elements, Extent : Light, Area Affected : 20%
Other Observation, Extent : Moderate, Area Affected : 50%

Explanation : MISSING GROUT BETWEEN BLOCKS OUTSIDE OF TIDAL ZONE AREA.
Other Observation, Extent : Severe, Area Affected : 95%

Explanation : MISSING GROUT BETWEEN BLOCKS IN TIDAL ZONE AREA.
Rip Rap

* *Stone %100 LIFE 5 $300 C

Backfill
Fill

Not Accessible %100 D

Surface
* *Asphalt %80 2025 5 $1,100 B
* *Asphalt %20 Now $16,900 2027 5 $100 B

Cracking, Extent : Moderate, Area Affected : 100%
Location : SURFACE.

Note :       All $ estimates are in current dollars and are not escalated for potential future inflation. 
                Maintenance $ are aggregated over a ten-year period.
          **  Replacement cost estimated to be beyond ten years is not included in this report.
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Asset Name

Program / Asset #

Address
Borough

Areas Surveyed 

CARL SCHURZ PARK  SEAWALL
EAST RIVER, WEST CHANNEL EAST END AVE. BET E84 & E88 STS.

Print Date :

Date of Survey

Agency's Number
Yr Built/Renovated
Project Type
Landmark Status

30-Sep-2003

PARKS

DEPT. OF PARKS & RECREATION - FY 2004

NONE13-Jun-2001

MANHATTAN

FY 2009 - 2014FY 2005 - 2008CAPITAL BUDGET
Bulkheads $395,900 $168,000

$395,900 $168,000Total 

:

:
:

:
:

:
:

:
:
:
:

PARM081.001 / 751
Linear Ft 1,149

N/A

$395,900 $168,000APriority  

$395,900 $168,000Total

EXPENSE BUDGET

Total

Priority 

Total

Note :       All $ estimates are in current dollars and are not escalated for potential future inflation. 
                Maintenance $ are aggregated over a ten-year period.
          **  Replacement cost estimated to be beyond ten years is not included in this report.
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DEPT. OF PARKS & RECREATION - 846
CARL SCHURZ PARK SEAWALL

Asset # : 751

Bulkheads
System

Component
Type

% of 
Total

Fail Date 
(Years)

Estimated Cost

Current Repair

Year 
FY

Estimated Cost

Future Replacement

Estimated Cost

Maintenance 

Cycle 
(Yrs)

Priority
Code

Structural
Sheet Piles

* *Steel, 20' Water %100 4+ $395,900 LIFE 5 $168,000 A
Broken, Extent : Severe, Area Affected : 10%

Location : HORIZONTAL LOCATIONS, POSSIBLY AT SPLICE POINTS; POSSIBLY LOSS 
OF FILL. MORE DETAILED SURVEY REQD.

Corrosion, Extent : Moderate, Area Affected : 10%
Location : IN SPLASH ZONE. MORE DETAILED SURVEY REQD TO DETERMINE 
EXTENT & DEGREE OF CORROSION.

Backfill
Fill

Not Accessible %100 D

Surface
Not Accessible %100 D

Note :       All $ estimates are in current dollars and are not escalated for potential future inflation. 
                Maintenance $ are aggregated over a ten-year period.
          **  Replacement cost estimated to be beyond ten years is not included in this report.
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Asset Name

Program / Asset #

Address
Borough

Areas Surveyed 

CARL SCHURZ PARK  SEAWALL
EAST RIVER, WEST CHANNEL EAST END AVE. BET E88 & E90 STS.

Print Date :

Date of Survey

Agency's Number
Yr Built/Renovated
Project Type
Landmark Status

30-Sep-2003

PARKS

DEPT. OF PARKS & RECREATION - FY 2004

NONE13-Jun-2001

MANHATTAN

FY 2009 - 2014FY 2005 - 2008CAPITAL BUDGET
Bulkheads $319,200

$319,200Total 

:

:
:

:
:

:
:

:
:
:
:

PARM081.002 / 752
Linear Ft 710

N/A

$319,200APriority  

$319,200Total

FY 2008FY 2007FY 2006FY 2005EXPENSE BUDGET
Bulkheads $10,100

$10,100Total

Priority A
$400Priority B

$9,700Priority C

$10,100Total

Note :       All $ estimates are in current dollars and are not escalated for potential future inflation. 
                Maintenance $ are aggregated over a ten-year period.
          **  Replacement cost estimated to be beyond ten years is not included in this report.
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DEPT. OF PARKS & RECREATION - 846
CARL SCHURZ PARK SEAWALL

Asset # : 752

Bulkheads
System

Component
Type

% of 
Total

Fail Date 
(Years)

Estimated Cost

Current Repair

Year 
FY

Estimated Cost

Future Replacement

Estimated Cost

Maintenance 

Cycle 
(Yrs)

Priority
Code

Structural
Coping

* *Concrete %95 LIFE 5 $800 C
* *Concrete %5 Now $9,700 LIFE 5 C

Displaced Elements, Extent : Moderate, Area Affected : 5%
Location : SOUTH END

Gravity Wall
* *Conc w/Stone Face %95 LIFE 5 $19,800 A
* *Conc w/Stone Face %5 Now $319,200 LIFE 5 $1,000 A

Displaced Elements, Extent : Moderate, Area Affected : 5%
Location : SOUTH END

Missing Part, Extent : Severe, Area Affected : 5%
Location : SOUTH END

Backfill
Fill

Not Accessible %100 D

Surface
* *Asphalt %90 2025 5 $700 B

$3,100Topsoil %10 2011 5 $100 B

Note :       All $ estimates are in current dollars and are not escalated for potential future inflation. 
                Maintenance $ are aggregated over a ten-year period.
          **  Replacement cost estimated to be beyond ten years is not included in this report.
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Asset Name

Program / Asset #

Address
Borough

Areas Surveyed 

CROMWELL RECREATION CENTER  STEEL SHEET PILE BULKHEAD
PIER 6 AT HANNAH ST. & BAY ST. NORTH OF CROMWELL RECREATION CTR

Print Date :

Date of Survey

Agency's Number
Yr Built/Renovated
Project Type
Landmark Status

30-Sep-2003

PARKS

DEPT. OF PARKS & RECREATION - FY 2004

NONE23-Apr-2003

STATEN ISLAND

FY 2009 - 2014FY 2005 - 2008CAPITAL BUDGET
Bulkheads $687,900

$687,900Total 

:

:
:

:
:

:
:

:
:
:
:

PARR044.001 / 2874
Linear Ft 184

N/A

$687,900APriority  

$687,900Total

FY 2008FY 2007FY 2006FY 2005EXPENSE BUDGET
Bulkheads $10,600

$10,600Total

Priority A
$10,600Priority B

$10,600Total

Note :       All $ estimates are in current dollars and are not escalated for potential future inflation. 
                Maintenance $ are aggregated over a ten-year period.
          **  Replacement cost estimated to be beyond ten years is not included in this report.
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DEPT. OF PARKS & RECREATION - 846
CROMWELL RECREATION CENTER STEEL SHEET PILE BULKHEAD

Asset # : 2874

Bulkheads
System

Component
Type

% of 
Total

Fail Date 
(Years)

Estimated Cost

Current Repair

Year 
FY

Estimated Cost

Future Replacement

Estimated Cost

Maintenance 

Cycle 
(Yrs)

Priority
Code

Structural
Relieving Platform Top

* *Concrete %100 0-2 $149,500 LIFE 5 $1,700 A
Excess Deflections, Extent : Moderate, Area Affected : 100%

Piles and Bracing
* *Concrete %100 0-2 $538,400 LIFE 5 $1,900 A

Displaced Elements, Extent : Moderate, Area Affected : 2%
Location : Random

Sheet Piles
Not Accessible %100 D

Backfill
Fill

Not Accessible %100 D

Surface
* *Concrete %100 4+ $10,600 2023 5 $400 B

Spalling, Extent : Light, Area Affected : 20%
Location : Random

Note :       All $ estimates are in current dollars and are not escalated for potential future inflation. 
                Maintenance $ are aggregated over a ten-year period.
          **  Replacement cost estimated to be beyond ten years is not included in this report.
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Asset Name

Program / Asset #

Address
Borough

Areas Surveyed 

DREIR OFFERMAN PARK  RIP-RAP
CONEY ISLAND CREEK BET BAY 44 & W22 ST.

Print Date :

Date of Survey

Agency's Number
Yr Built/Renovated
Project Type
Landmark Status

30-Sep-2003

PARKS

DEPT. OF PARKS & RECREATION - FY 2004

NONE07-May-2003

BROOKLYN

FY 2009 - 2014FY 2005 - 2008CAPITAL BUDGET
Bulkheads $4,959,200 $283,800

$4,959,200 $283,800Total 

:

:
:

:
:

:
:

:
:
:
:

PARB125.000 / 922
Linear Ft 6,580

N/A

$1,472,200 $283,800BPriority  
$3,486,900CPriority  

$4,959,200 $283,800Total

FY 2008FY 2007FY 2006FY 2005EXPENSE BUDGET
Bulkheads $24,900

$24,900Total

Priority B
$24,900Priority C

$24,900Total

Note :       All $ estimates are in current dollars and are not escalated for potential future inflation. 
                Maintenance $ are aggregated over a ten-year period.
          **  Replacement cost estimated to be beyond ten years is not included in this report.
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DEPT. OF PARKS & RECREATION - 846
DREIR OFFERMAN PARK RIP-RAP

Asset # : 922

Bulkheads
System

Component
Type

% of 
Total

Fail Date 
(Years)

Estimated Cost

Current Repair

Year 
FY

Estimated Cost

Future Replacement

Estimated Cost

Maintenance 

Cycle 
(Yrs)

Priority
Code

Structural
Rip Rap

* *Asphalt remnants %10 Now $24,900 LIFE 5 $200 C
Progressing Scour, Extent : Severe, Area Affected : 100%

Location : Random
* *Stone %90 Now $3,486,900 LIFE 5 $1,400 C

Progressing Scour, Extent : Severe, Area Affected : 100%
Location : Random

Backfill
Fill

* *Sand %100 Now $1,188,500 2044 5 $1,500 B
Erosion, Extent : Moderate, Area Affected : 100%

Location : Entire Length
Settlement, Extent : Moderate, Area Affected : 100%

Location : Entire Length
Surface

$283,800Topsoil %100 Now $283,800 2014 5 $4,300 B
Erosion, Extent : Moderate, Area Affected : 100%

Location : Entire Length
Settlement, Extent : Moderate, Area Affected : 100%

Location : Entire Location

Note :       All $ estimates are in current dollars and are not escalated for potential future inflation. 
                Maintenance $ are aggregated over a ten-year period.
          **  Replacement cost estimated to be beyond ten years is not included in this report.
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Asset Name

Program / Asset #

Address
Borough

Areas Surveyed 

EAST RIVER PARK  SEAWALL
EAST RIVER PARK BET JACKSON ST & E 14TH ST

Print Date :

Date of Survey

Agency's Number
Yr Built/Renovated
Project Type
Landmark Status

30-Sep-2003

PARKS

DEPT. OF PARKS & RECREATION - FY 2004

NONE31-May-2001

MANHATTAN

FY 2009 - 2014FY 2005 - 2008CAPITAL BUDGET
Bulkheads $492,800 $60,400

$492,800 $60,400Total 

:

:
:

:
:

:
:

:
:
:
:

PARM144.001 / 690
Linear Ft 6,575

N/A

$445,300 $60,400APriority  
$47,500BPriority  

$492,800 $60,400Total

FY 2008FY 2007FY 2006FY 2005EXPENSE BUDGET
Bulkheads $3,500

$3,500Total

$3,500Priority B

$3,500Total

Note :       All $ estimates are in current dollars and are not escalated for potential future inflation. 
                Maintenance $ are aggregated over a ten-year period.
          **  Replacement cost estimated to be beyond ten years is not included in this report.
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DEPT. OF PARKS & RECREATION - 846
EAST RIVER PARK SEAWALL

Asset # : 690

Bulkheads
System

Component
Type

% of 
Total

Fail Date 
(Years)

Estimated Cost

Current Repair

Year 
FY

Estimated Cost

Future Replacement

Estimated Cost

Maintenance 

Cycle 
(Yrs)

Priority
Code

Structural
Relieving Platform Top

* *Concrete %95 LIFE 5 $57,400 A
* *Concrete %5 Now $445,300 LIFE 5 $3,000 A

Missing Part, Extent : Severe, Area Affected : 5%
Location : MIDAREA

Piles and Bracing
Not Accessible %100 D

Other Observation, Extent : Moderate, Area Affected : 100%
Explanation : DIVER MAKING UNDERWATER INSPECTION REPORTED MARINE 
BORER ACTIVITY.

Rip Rap
Not Accessible %100 D

Backfill
Fill

Not Accessible %100 D

Surface
* *Asphalt %90 2025 5 $6,900 B
* *Asphalt %10 Now $47,500 2027 5 $400 B

Cracking, Extent : Light, Area Affected : 80%
Location : RANDOM

Settlement, Extent : Moderate, Area Affected : 10%
Location : AT OUTFALLS

Note :       All $ estimates are in current dollars and are not escalated for potential future inflation. 
                Maintenance $ are aggregated over a ten-year period.
          **  Replacement cost estimated to be beyond ten years is not included in this report.
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Asset Name

Program / Asset #

Address
Borough

Areas Surveyed 

FABER PARK  GRAVITY WALL/REVETMENT/SEAWALL
FABER PARK-RICHMOND TER/NORTH ST RICHMOND TER/NORTH ST

Print Date :

Date of Survey

Agency's Number
Yr Built/Renovated
Project Type
Landmark Status

30-Sep-2003

PARKS

DEPT. OF PARKS & RECREATION - FY 2004

NONE16-Apr-1999

STATEN ISLAND

FY 2009 - 2014FY 2005 - 2008CAPITAL BUDGET
Bulkheads $272,200

$272,200Total 

:

:
:

:
:

:
:

:
:
:
:

PARR008.000 / 708
Linear Ft 471

N/A

$183,800APriority  
$88,400BPriority  

$272,200Total

FY 2008FY 2007FY 2006FY 2005EXPENSE BUDGET
Bulkheads $19,900 $1,300

$19,900 $1,300Total

Priority A
$1,300Priority B

$19,900Priority C

$19,900 $1,300Total

Note :       All $ estimates are in current dollars and are not escalated for potential future inflation. 
                Maintenance $ are aggregated over a ten-year period.
          **  Replacement cost estimated to be beyond ten years is not included in this report.
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DEPT. OF PARKS & RECREATION - 846
FABER PARK GRAVITY WALL/REVETMENT/SEAWALL

Asset # : 708

Bulkheads
System

Component
Type

% of 
Total

Fail Date 
(Years)

Estimated Cost

Current Repair

Year 
FY

Estimated Cost

Future Replacement

Estimated Cost

Maintenance 

Cycle 
(Yrs)

Priority
Code

Structural
Coping

* *Concrete %50 4+ $12,900 LIFE 5 $300 C
Cracking, Extent : Moderate, Area Affected : 50%

No Component %50 D

Gravity Wall
* *Timber Crib w/Stone %50 2-4 $183,800 LIFE 5 $2,800 A

Rotting,Splitting, Extent : Moderate, Area Affected : 50%
No Component %50 D

Rip Rap
* *Stone %50 4+ $6,900 LIFE 5 $100 C

Erosion, Extent : Moderate, Area Affected : 50%
No Component %50 D

Backfill
Fill

Not Accessible %100 D

Surface
* *Brick Pavers %100 4+ $44,100 2033 5 $3,200 B

Cracking, Extent : Severe, Area Affected : 100%
Fender

Facing
* *Timber %50 4+ $44,300 2020 2 $5,000 B

Worn, Extent : Moderate, Area Affected : 50%
No Component %50 D

Note :       All $ estimates are in current dollars and are not escalated for potential future inflation. 
                Maintenance $ are aggregated over a ten-year period.
          **  Replacement cost estimated to be beyond ten years is not included in this report.
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Asset Name

Program / Asset #

Address
Borough

Areas Surveyed 

FERRY POINT PARK  MARSH/RIP RAP
WESTCHESTER CREEK/EAST RIVER UNDER BRONX-WHITESTONE BRIDGE

Print Date :

Date of Survey

Agency's Number
Yr Built/Renovated
Project Type
Landmark Status

30-Sep-2003

PARKS

DEPT. OF PARKS & RECREATION - FY 2004

NONE14-Jun-2001

BRONX

FY 2009 - 2014FY 2005 - 2008CAPITAL BUDGET
Bulkheads $1,315,100

$1,315,100Total 

:

:
:

:
:

:
:

:
:
:
:

PARX126.000 / 715
Linear Ft 8,934

N/A

$1,315,100CPriority  

$1,315,100Total

FY 2008FY 2007FY 2006FY 2005EXPENSE BUDGET
Bulkheads

Total

Priority C

Total

Note :       All $ estimates are in current dollars and are not escalated for potential future inflation. 
                Maintenance $ are aggregated over a ten-year period.
          **  Replacement cost estimated to be beyond ten years is not included in this report.
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DEPT. OF PARKS & RECREATION - 846
FERRY POINT PARK MARSH/RIP RAP

Asset # : 715

Bulkheads
System

Component
Type

% of 
Total

Fail Date 
(Years)

Estimated Cost

Current Repair

Year 
FY

Estimated Cost

Future Replacement

Estimated Cost

Maintenance 

Cycle 
(Yrs)

Priority
Code

Structural
Rip Rap

* *Stone %55 LIFE 5 $1,100 C
* *Stone %25 0-2 $1,315,100 LIFE 5 $500 C

No Component %20 D

Note :       All $ estimates are in current dollars and are not escalated for potential future inflation. 
                Maintenance $ are aggregated over a ten-year period.
          **  Replacement cost estimated to be beyond ten years is not included in this report.
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Asset Name

Program / Asset #

Address
Borough

Areas Surveyed 

FLUSHING BAY MARINA PROMENADE  RIP RAP
WEST OF PIER 3 TO LA GUARDIA 

Print Date :

Date of Survey

Agency's Number
Yr Built/Renovated
Project Type
Landmark Status

30-Sep-2003

PARKS

DEPT. OF PARKS & RECREATION - FY 2004

NONE19-May-2003

QUEENS

CAPITAL BUDGET

Total 

:

:
:

:
:

:
:

:
:
:
:

PARQ084.004 / 13543
Linear Ft 2,200

N/A

Priority  

Total

FY 2008FY 2007FY 2006FY 2005EXPENSE BUDGET
Bulkheads $500

$500Total

Priority B
$500Priority C

$500Total

Note :       All $ estimates are in current dollars and are not escalated for potential future inflation. 
                Maintenance $ are aggregated over a ten-year period.
          **  Replacement cost estimated to be beyond ten years is not included in this report.



Page : 879

DEPT. OF PARKS & RECREATION - 846
FLUSHING BAY MARINA PROMENADE RIP RAP

Asset # : 13543

Bulkheads
System

Component
Type

% of 
Total

Fail Date 
(Years)

Estimated Cost

Current Repair

Year 
FY

Estimated Cost

Future Replacement

Estimated Cost

Maintenance 

Cycle 
(Yrs)

Priority
Code

Structural
Rip Rap

* *Stone %100 LIFE 5 $1,000 C
Other Observation, Extent : Light, Area Affected : 5%

Location : West End
Explanation : Displacement

Backfill
Fill

Not Accessible %100 D

Surface
* *Asphalt %100 2029 5 $2,600 B

Cracking, Extent : Light, Area Affected : 2%
Settlement, Extent : Light, Area Affected : 2%

Note :       All $ estimates are in current dollars and are not escalated for potential future inflation. 
                Maintenance $ are aggregated over a ten-year period.
          **  Replacement cost estimated to be beyond ten years is not included in this report.
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Asset Name

Program / Asset #

Address
Borough

Areas Surveyed 

FLUSHING BAY MARINA/PROMENADE  RIP-RAP
BOAT RAMP TO PIER 1 

Print Date :

Date of Survey

Agency's Number
Yr Built/Renovated
Project Type
Landmark Status

30-Sep-2003

PARKS

DEPT. OF PARKS & RECREATION - FY 2004

NONE21-Apr-2003

QUEENS

CAPITAL BUDGET

Total 

:

:
:

:
:

:
:

:
:
:
:

PARQ084.001 / 759
Linear Ft 2,040

N/A

Priority  

Total

FY 2008FY 2007FY 2006FY 2005EXPENSE BUDGET
Bulkheads $2,000 $1,200

$2,000 $1,200Total

$1,500Priority A
$1,200Priority B

$400Priority C

$2,000 $1,200Total

Note :       All $ estimates are in current dollars and are not escalated for potential future inflation. 
                Maintenance $ are aggregated over a ten-year period.
          **  Replacement cost estimated to be beyond ten years is not included in this report.
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DEPT. OF PARKS & RECREATION - 846
FLUSHING BAY MARINA/PROMENADE RIP-RAP

Asset # : 759

Bulkheads
System

Component
Type

% of 
Total

Fail Date 
(Years)

Estimated Cost

Current Repair

Year 
FY

Estimated Cost

Future Replacement

Estimated Cost

Maintenance 

Cycle 
(Yrs)

Priority
Code

Structural
Pile Supported Wall

* *Conc w/Stone10'Water %8 LIFE 5 $3,000 A
No Component %92 D

Rip Rap
* *Stone %92 LIFE 5 $900 C

No Component %8 D

Backfill
Fill

Not Accessible %100 D

Surface
* *Asphalt %100 2023 5 $2,400 B

Cracking, Extent : Light, Area Affected : 2%
Settlement, Extent : Light, Area Affected : 2%

Note :       All $ estimates are in current dollars and are not escalated for potential future inflation. 
                Maintenance $ are aggregated over a ten-year period.
          **  Replacement cost estimated to be beyond ten years is not included in this report.
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Asset Name

Program / Asset #

Address
Borough

Areas Surveyed 

FLUSHING BAY MARINA/PROMENADE  RIP-RAP
PIERS 2 & 3 

Print Date :

Date of Survey

Agency's Number
Yr Built/Renovated
Project Type
Landmark Status

30-Sep-2003

PARKS

DEPT. OF PARKS & RECREATION - FY 2004

NONE21-Apr-2003

QUEENS

CAPITAL BUDGET

Total 

:

:
:

:
:

:
:

:
:
:
:

PARQ084.002 / 760
Linear Ft 2,500

N/A

Priority  

Total

FY 2008FY 2007FY 2006FY 2005EXPENSE BUDGET
Bulkheads $600

$600Total

Priority B
$600Priority C

$600Total

Note :       All $ estimates are in current dollars and are not escalated for potential future inflation. 
                Maintenance $ are aggregated over a ten-year period.
          **  Replacement cost estimated to be beyond ten years is not included in this report.
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DEPT. OF PARKS & RECREATION - 846
FLUSHING BAY MARINA/PROMENADE RIP-RAP

Asset # : 760

Bulkheads
System

Component
Type

% of 
Total

Fail Date 
(Years)

Estimated Cost

Current Repair

Year 
FY

Estimated Cost

Future Replacement

Estimated Cost

Maintenance 

Cycle 
(Yrs)

Priority
Code

Structural
Rip Rap

* *Stone %100 LIFE 5 $1,100 C

Backfill
Fill

Not Accessible %100 D
Other Observation, Extent : Severe, Area Affected : 1%

Explanation : WASHOUT
Surface

* *Asphalt %100 2029 5 $2,900 B
Cracking, Extent : Light, Area Affected : 2%
Other Observation, Extent : Light, Area Affected : 100%

Location : Random
Explanation : Displacement

Note :       All $ estimates are in current dollars and are not escalated for potential future inflation. 
                Maintenance $ are aggregated over a ten-year period.
          **  Replacement cost estimated to be beyond ten years is not included in this report.
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Asset Name

Program / Asset #

Address
Borough

Areas Surveyed 

FLUSHING BAY MARINA/PROMENADE  SEAWALL/SHEET PILE
ALONG PROMENADE BEHIND PIER 1 

Print Date :

Date of Survey

Agency's Number
Yr Built/Renovated
Project Type
Landmark Status

30-Sep-2003

PARKS

DEPT. OF PARKS & RECREATION - FY 2004

NONE21-Apr-2003

QUEENS

FY 2009 - 2014FY 2005 - 2008CAPITAL BUDGET
Bulkheads $248,100 $71,400

$248,100 $71,400Total 

:

:
:

:
:

:
:

:
:
:
:

PARQ084.003 / 13542
Linear Ft 960

N/A

$248,100 $71,400APriority  

$248,100 $71,400Total

FY 2008FY 2007FY 2006FY 2005EXPENSE BUDGET
Bulkheads

Total

Priority B

Total

Note :       All $ estimates are in current dollars and are not escalated for potential future inflation. 
                Maintenance $ are aggregated over a ten-year period.
          **  Replacement cost estimated to be beyond ten years is not included in this report.



Page : 885

DEPT. OF PARKS & RECREATION - 846
FLUSHING BAY MARINA/PROMENADE SEAWALL/SHEET PILE

Asset # : 13542

Bulkheads
System

Component
Type

% of 
Total

Fail Date 
(Years)

Estimated Cost

Current Repair

Year 
FY

Estimated Cost

Future Replacement

Estimated Cost

Maintenance 

Cycle 
(Yrs)

Priority
Code

Structural
Sheet Piles

* *Steel, 10' Water %100 4+ $248,100 LIFE 5 $71,400 A
Corrosion, Extent : Moderate, Area Affected : 10%

Location : Entire Length Above Concrete Protection
Backfill

Fill
Not Accessible %100 D

Surface
* *Asphalt %100 2029 5 $1,100 B

Cracking, Extent : Light, Area Affected : 2%
Settlement, Extent : Light, Area Affected : 2%

Note :       All $ estimates are in current dollars and are not escalated for potential future inflation. 
                Maintenance $ are aggregated over a ten-year period.
          **  Replacement cost estimated to be beyond ten years is not included in this report.
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Asset Name

Program / Asset #

Address
Borough

Areas Surveyed 

FRANCIS LEWIS PARK  REVETMENT/STEEL SHEET PILE CELLS
EAST RIVER UNDER BRONX/WHITESTONE BRIDGE

Print Date :

Date of Survey

Agency's Number
Yr Built/Renovated
Project Type
Landmark Status

30-Sep-2003

PARKS

DEPT. OF PARKS & RECREATION - FY 2004

NONE08-Jun-2001

QUEENS

FY 2009 - 2014FY 2005 - 2008CAPITAL BUDGET
Bulkheads $54,100

$54,100Total 

:

:
:

:
:

:
:

:
:
:
:

PARQ126.000 / 705
Linear Ft 918

N/A

$54,100CPriority  

$54,100Total

FY 2008FY 2007FY 2006FY 2005EXPENSE BUDGET
Bulkheads $500 $400

$500 $400Total

Priority A
$500 $400Priority B

Priority C

$500 $400Total

Note :       All $ estimates are in current dollars and are not escalated for potential future inflation. 
                Maintenance $ are aggregated over a ten-year period.
          **  Replacement cost estimated to be beyond ten years is not included in this report.



Page : 887

DEPT. OF PARKS & RECREATION - 846
FRANCIS LEWIS PARK REVETMENT/STEEL SHEET PILE CELLS

Asset # : 705

Bulkheads
System

Component
Type

% of 
Total

Fail Date 
(Years)

Estimated Cost

Current Repair

Year 
FY

Estimated Cost

Future Replacement

Estimated Cost

Maintenance 

Cycle 
(Yrs)

Priority
Code

Structural
Rip Rap

* *Stone %70 LIFE 5 $100 C
* *Stone %10 4+ $54,100 LIFE 5 C

No Component %20 D

Sheet Piles
* *Steel, 10' Water %20 LIFE 5 $13,700 A

No Component %80 D

Backfill
Fill

Not Accessible %100 D

Surface
* *Concrete %20 2021 5 $700 B

$31,700Topsoil %80 2010 5 $1,000 B

Note :       All $ estimates are in current dollars and are not escalated for potential future inflation. 
                Maintenance $ are aggregated over a ten-year period.
          **  Replacement cost estimated to be beyond ten years is not included in this report.
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Asset Name

Program / Asset #

Address
Borough

Areas Surveyed 

FT. WASHINGTON PARK  RIP-RAP
HUDSON RIVER 158TH TO DYCKMAN STS.

Print Date :

Date of Survey

Agency's Number
Yr Built/Renovated
Project Type
Landmark Status

30-Sep-2003

PARKS

DEPT. OF PARKS & RECREATION - FY 2004

NONE30-Oct-2001

MANHATTAN

FY 2009 - 2014FY 2005 - 2008CAPITAL BUDGET
Bulkheads $485,600 $599,700

$485,600 $599,700Total 

:

:
:

:
:

:
:

:
:
:
:

PARM028.000 / 771
Linear Ft 13,904

N/A

$321,900 $599,700BPriority  
$163,700CPriority  

$485,600 $599,700Total

FY 2008FY 2007FY 2006FY 2005EXPENSE BUDGET
Bulkheads $2,900

$2,900Total

$2,900Priority B
Priority C

$2,900Total

Note :       All $ estimates are in current dollars and are not escalated for potential future inflation. 
                Maintenance $ are aggregated over a ten-year period.
          **  Replacement cost estimated to be beyond ten years is not included in this report.



Page : 889

DEPT. OF PARKS & RECREATION - 846
FT. WASHINGTON PARK RIP-RAP

Asset # : 771

Bulkheads
System

Component
Type

% of 
Total

Fail Date 
(Years)

Estimated Cost

Current Repair

Year 
FY

Estimated Cost

Future Replacement

Estimated Cost

Maintenance 

Cycle 
(Yrs)

Priority
Code

Structural
Rip Rap

* *Stone %90 LIFE 5 $2,900 C
* *Stone %10 2-4 $163,700 LIFE 5 $300 C

Settlement, Extent : Moderate, Area Affected : 10%
Backfill

Fill
* *Sand %90 2033 5 $5,700 B
* *Sand %10 Now $251,100 2043 5 $300 B

Erosion, Extent : Moderate, Area Affected : 30%
Surface

$539,700Topsoil %90 4+ $10,800 2011 5 $8,200 B
Other Observation, Extent : Light, Area Affected : 50%

Explanation : HEAVY VEGETATION & WEED COVER.
$60,000Topsoil %10 Now $60,000 2013 5 $900 B

Erosion, Extent : Moderate, Area Affected : 30%

Note :       All $ estimates are in current dollars and are not escalated for potential future inflation. 
                Maintenance $ are aggregated over a ten-year period.
          **  Replacement cost estimated to be beyond ten years is not included in this report.
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Asset Name

Program / Asset #

Address
Borough

Areas Surveyed 

HARLEM RIVER DR.WAY PROMENADE  SEAWALL
3RD AVE. BRIDGE TO TRIBOROUGH BR 

Print Date :

Date of Survey

Agency's Number
Yr Built/Renovated
Project Type
Landmark Status

30-Sep-2003

PARKS

DEPT. OF PARKS & RECREATION - FY 2004

NONE12-Oct-2001

MANHATTAN

FY 2009 - 2014FY 2005 - 2008CAPITAL BUDGET
Bulkheads $3,130,700

$3,130,700Total 

:

:
:

:
:

:
:

:
:
:
:

PARM039.001 / 772
Linear Ft 2,538

N/A

$1,536,700APriority  
$1,594,000BPriority  

$3,130,700Total

FY 2008FY 2007FY 2006FY 2005EXPENSE BUDGET
Bulkheads $15,500 $140,200

$15,500 $140,200Total

Priority A
$15,500 $140,200Priority B

$15,500 $140,200Total

Note :       All $ estimates are in current dollars and are not escalated for potential future inflation. 
                Maintenance $ are aggregated over a ten-year period.
          **  Replacement cost estimated to be beyond ten years is not included in this report.



Page : 891

DEPT. OF PARKS & RECREATION - 846
HARLEM RIVER DR.WAY PROMENADE SEAWALL

Asset # : 772

Bulkheads
System

Component
Type

% of 
Total

Fail Date 
(Years)

Estimated Cost

Current Repair

Year 
FY

Estimated Cost

Future Replacement

Estimated Cost

Maintenance 

Cycle 
(Yrs)

Priority
Code

Structural
Pile Supported Wall

* *Concrete, 20' Water %100 4+ $1,536,700 LIFE 5 $30,100 A
Spalling, Extent : Light, Area Affected : 5%

Location : TOP OF WALL.
Piles and Bracing

Not Accessible %100 D

Backfill
Fill

Not Accessible %100 D

Surface
* *Asphalt %5 2-4 $4,600 2022 5 $100 B

Cracking, Extent : Severe, Area Affected : 50%
Location : Throughout

Missing Part, Extent : Severe, Area Affected : 50%
Location : Throughout

* *Concrete %70 2-4 $308,000 2022 5 $3,400 B
Cracking, Extent : Severe, Area Affected : 70%

Location : Throughout
$27,400Topsoil %25 2-4 $10,900 2011 5 $400 B

Settlement, Extent : Moderate, Area Affected : 40%
Fender

Piles
* *Timber %100 Now $382,600 2028 2 $430,000 B

Missing Pile, Extent : Severe, Area Affected : 100%
Location : Throughout

Wales and Chocks
* *Timber %100 Now $903,300 2028 2 $131,000 B

Missing Part, Extent : Severe, Area Affected : 100%
Location : Throughout

Note :       All $ estimates are in current dollars and are not escalated for potential future inflation. 
                Maintenance $ are aggregated over a ten-year period.
          **  Replacement cost estimated to be beyond ten years is not included in this report.
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Asset Name

Program / Asset #

Address
Borough

Areas Surveyed 

HARLEM RIVER DR.WAY PROMENADE  SEAWALL
3RD AVE BRIDGE TO 145 ST BRIDGE 

Print Date :

Date of Survey

Agency's Number
Yr Built/Renovated
Project Type
Landmark Status

30-Sep-2003

PARKS

DEPT. OF PARKS & RECREATION - FY 2004

NONE12-Oct-2001

MANHATTAN

FY 2009 - 2014FY 2005 - 2008CAPITAL BUDGET
Bulkheads $7,822,500 $494,200

$7,822,500 $494,200Total 

:

:
:

:
:

:
:

:
:
:
:

PARM039.002 / 773
Linear Ft 4,723

N/A

$5,605,000 $310,800APriority  
$2,068,400 $183,300BPriority  

$149,100CPriority  

$7,822,500 $494,200Total

FY 2008FY 2007FY 2006FY 2005EXPENSE BUDGET
Bulkheads $28,100 $177,900

$28,100 $177,900Total

Priority A
$18,300 $177,900Priority B

$9,700Priority C

$28,100 $177,900Total

Note :       All $ estimates are in current dollars and are not escalated for potential future inflation. 
                Maintenance $ are aggregated over a ten-year period.
          **  Replacement cost estimated to be beyond ten years is not included in this report.



Page : 893

DEPT. OF PARKS & RECREATION - 846
HARLEM RIVER DR.WAY PROMENADE SEAWALL

Asset # : 773

Bulkheads
System

Component
Type

% of 
Total

Fail Date 
(Years)

Estimated Cost

Current Repair

Year 
FY

Estimated Cost

Future Replacement

Estimated Cost

Maintenance 

Cycle 
(Yrs)

Priority
Code

Structural
Coping

* *Timber %35 Now $149,100 LIFE 5 $700 C
Missing Part, Extent : Severe, Area Affected : 100%

Location : Throughout
No Component %65 D

Pile Supported Wall
* *Concrete, 20' Water %48 4+ $2,745,300 LIFE 5 $26,900 A

Spalling, Extent : Light, Area Affected : 5%
* *Concrete, 20' Water %5 Now $2,859,700 LIFE 5 $2,800 A

Cracking, Extent : Light, Area Affected : 5%
Other Observation, Extent : Severe, Area Affected : 30%

Location : NORTH END.
Explanation : SINK HOLES BEHIND CONC. WALL, NORTH END, EXTENT NOT 
KNOWN; NO ACCESS TO  AREA EXCEPT TO OBSERVE FROM PED BRDGE.

No Component %47 D

Piles and Bracing
No Component %47 D
Not Accessible %53 D

Rip Rap
* *Stone %7 2-4 $9,700 LIFE 5 $100 C

Progressing Scour, Extent : Light, Area Affected : 2%
No Component %93 D

Sheet Piles
* *Steel, 20' Water %45 LIFE 5 $310,800 A

Corrosion, Extent : Light, Area Affected : 2%
No Component %55 D

Backfill
Fill

Not Accessible %100 D

Surface
* *Brick Pavers %10 4+ $44,200 2029 5 $3,200 B

Missing Part, Extent : Light, Area Affected : 2%
$183,300Topsoil %90 2-4 $18,300 2011 5 $2,800 B

Settlement, Extent : Light, Area Affected : 10%
Other Observation, Extent : Moderate, Area Affected : 10%

Explanation : EXTENSIVE VEGETATION GWOWTH.
Fender

Note :       All $ estimates are in current dollars and are not escalated for potential future inflation. 
                Maintenance $ are aggregated over a ten-year period.
          **  Replacement cost estimated to be beyond ten years is not included in this report.
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DEPT. OF PARKS & RECREATION - 846
HARLEM RIVER DR.WAY PROMENADE SEAWALL

Asset # : 773

Bulkheads
System

Component
Type

% of 
Total

Fail Date 
(Years)

Estimated Cost

Current Repair

Year 
FY

Estimated Cost

Future Replacement

Estimated Cost

Maintenance 

Cycle 
(Yrs)

Priority
Code

Fender
Piles

* *Timber %60 Now $427,200 2028 2 $480,100 B
Missing Pile, Extent : Severe, Area Affected : 100%

Location : Throughout
No Component %40 D

Wales and Chocks
* *Timber %95 Now $1,597,000 2028 2 $231,600 B

Missing Part, Extent : Severe, Area Affected : 100%
Location : Throughout

No Component %5 D

Note :       All $ estimates are in current dollars and are not escalated for potential future inflation. 
                Maintenance $ are aggregated over a ten-year period.
          **  Replacement cost estimated to be beyond ten years is not included in this report.
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Asset Name

Program / Asset #

Address
Borough

Areas Surveyed 

HERMAN A. MACNEIL PARK  GRAVITY WALL/REVETMENT
EAST RIVER POPPENHUSEN AVE

Print Date :

Date of Survey

Agency's Number
Yr Built/Renovated
Project Type
Landmark Status

30-Sep-2003

PARKS

DEPT. OF PARKS & RECREATION - FY 2004

NONE08-Jun-2001

QUEENS

FY 2009 - 2014FY 2005 - 2008CAPITAL BUDGET
Bulkheads $297,100 $35,100

$297,100 $35,100Total 

:

:
:

:
:

:
:

:
:
:
:

PARQ009.000 / 757
Linear Ft 2,714

N/A

$137,200 $35,100BPriority  
$159,800CPriority  

$297,100 $35,100Total

FY 2008FY 2007FY 2006FY 2005EXPENSE BUDGET
Bulkheads $500

$500Total

Priority A
$500Priority B

Priority C

$500Total

Note :       All $ estimates are in current dollars and are not escalated for potential future inflation. 
                Maintenance $ are aggregated over a ten-year period.
          **  Replacement cost estimated to be beyond ten years is not included in this report.



Page : 896

DEPT. OF PARKS & RECREATION - 846
HERMAN A. MACNEIL PARK GRAVITY WALL/REVETMENT

Asset # : 757

Bulkheads
System

Component
Type

% of 
Total

Fail Date 
(Years)

Estimated Cost

Current Repair

Year 
FY

Estimated Cost

Future Replacement

Estimated Cost

Maintenance 

Cycle 
(Yrs)

Priority
Code

Structural
Gravity Wall

* *Concrete %100 LIFE 5 $20,700 A

Rip Rap
* *Stone %10 0-2 $159,800 LIFE 5 $100 C
* *Stone %90 LIFE 5 $600 C

Backfill
Fill

Not Accessible %100 D

Surface
* *Asphalt %70 4+ $137,200 2027 5 $1,100 B

$35,100Topsoil %30 2010 5 $1,100 B

Note :       All $ estimates are in current dollars and are not escalated for potential future inflation. 
                Maintenance $ are aggregated over a ten-year period.
          **  Replacement cost estimated to be beyond ten years is not included in this report.
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Asset Name

Program / Asset #

Address
Borough

Areas Surveyed 

INWOOD HILL PARK  RIP-RAP
HUDSON RIVER DYCKMAN ST. TO COLUMBIA UNIV.

Print Date :

Date of Survey

Agency's Number
Yr Built/Renovated
Project Type
Landmark Status

30-Sep-2003

PARKS

DEPT. OF PARKS & RECREATION - FY 2004

NONE30-Oct-2001

MANHATTAN

FY 2009 - 2014FY 2005 - 2008CAPITAL BUDGET
Bulkheads $335,700 $363,800

$335,700 $363,800Total 

:

:
:

:
:

:
:

:
:
:
:

PARM042.000 / 774
Linear Ft 9,925

N/A

$72,800 $363,800BPriority  
$263,000CPriority  

$335,700 $363,800Total

FY 2008FY 2007FY 2006FY 2005EXPENSE BUDGET
Bulkheads $30,500

$30,500Total

$30,500Priority B
Priority C

$30,500Total

Note :       All $ estimates are in current dollars and are not escalated for potential future inflation. 
                Maintenance $ are aggregated over a ten-year period.
          **  Replacement cost estimated to be beyond ten years is not included in this report.



Page : 898

DEPT. OF PARKS & RECREATION - 846
INWOOD HILL PARK RIP-RAP

Asset # : 774

Bulkheads
System

Component
Type

% of 
Total

Fail Date 
(Years)

Estimated Cost

Current Repair

Year 
FY

Estimated Cost

Future Replacement

Estimated Cost

Maintenance 

Cycle 
(Yrs)

Priority
Code

Structural
Rip Rap

* *Stone %75 4+ $87,700 LIFE 5 $1,700 C
Settlement, Extent : Light, Area Affected : 5%

* *Stone %10 2-4 $175,300 LIFE 5 $200 C
Settlement, Extent : Moderate, Area Affected : 10%

No Component %15 D

Backfill
Fill

* *Sand %85 4+ $30,500 2033 5 $1,900 B
Other Observation, Extent : Moderate, Area Affected : 10%

Explanation : HEAVY VINES & TREE COVERAGE.
No Component %15 D

Surface
$363,800Topsoil %85 4+ $72,800 2011 5 $5,500 B

Settlement, Extent : Light, Area Affected : 10%
No Component %15 D

Note :       All $ estimates are in current dollars and are not escalated for potential future inflation. 
                Maintenance $ are aggregated over a ten-year period.
          **  Replacement cost estimated to be beyond ten years is not included in this report.



Page : 899

Asset Name

Program / Asset #

Address
Borough

Areas Surveyed 

J. DRISCOLL TUCKER PARK  CONCRETE WHARF
SHEEPSHEAD BAY E 27TH ST. AND EMMONS AVE.

Print Date :

Date of Survey

Agency's Number
Yr Built/Renovated
Project Type
Landmark Status

30-Sep-2003

PARKS

DEPT. OF PARKS & RECREATION - FY 2004

NONE15-Oct-2001

BROOKLYN

CAPITAL BUDGET

Total 

:

:
:

:
:

:
:

:
:
:
:

PARB240.000 / 903
Linear Ft 166

N/A

Priority  

Total

FY 2008FY 2007FY 2006FY 2005EXPENSE BUDGET
Bulkheads $21,500 $3,300

$21,500 $3,300Total

Priority A
$21,500 $3,300Priority B

Priority C

$21,500 $3,300Total

Note :       All $ estimates are in current dollars and are not escalated for potential future inflation. 
                Maintenance $ are aggregated over a ten-year period.
          **  Replacement cost estimated to be beyond ten years is not included in this report.



Page : 900

DEPT. OF PARKS & RECREATION - 846
J. DRISCOLL TUCKER PARK CONCRETE WHARF

Asset # : 903

Bulkheads
System

Component
Type

% of 
Total

Fail Date 
(Years)

Estimated Cost

Current Repair

Year 
FY

Estimated Cost

Future Replacement

Estimated Cost

Maintenance 

Cycle 
(Yrs)

Priority
Code

Structural
Coping

* *Concrete %100 LIFE 5 $200 C

Pile Supported Wall
* *Concrete, 10' Water %100 LIFE 5 $1,000 A

Piles and Bracing
Not Accessible %100 D

Backfill
Fill

Not Accessible %100 D

Surface
* *Concrete %85 2022 5 $500 B

$1,100Topsoil %15 2011 5 B

Fender
Facing

* *Timber %100 4+ $15,600 2022 2 $3,500 B
Surface Wearing, Extent : Light, Area Affected : 5%

Wales and Chocks
* *Timber %100 4+ $5,900 2022 2 $8,600 B

Worn, Extent : Light, Area Affected : 5%

Note :       All $ estimates are in current dollars and are not escalated for potential future inflation. 
                Maintenance $ are aggregated over a ten-year period.
          **  Replacement cost estimated to be beyond ten years is not included in this report.



Page : 901

Asset Name

Program / Asset #

Address
Borough

Areas Surveyed 

JOSEPH T. MCGUIRE PARK  SOUTH SHORE OF EAST MILL BASIN
AVE Y TO BELT PARKWAY BRIDGE 

Print Date :

Date of Survey

Agency's Number
Yr Built/Renovated
Project Type
Landmark Status

30-Sep-2003

PARKS

DEPT. OF PARKS & RECREATION - FY 2004

NONE19-May-2003

BROOKLYN

FY 2009 - 2014FY 2005 - 2008CAPITAL BUDGET
Bulkheads $15,801,000 $582,400

$15,801,000 $582,400Total 

:

:
:

:
:

:
:

:
:
:
:

PAR0128.000 / 13496
Linear Ft 3,545

N/A

$15,801,000 $582,400APriority  

$15,801,000 $582,400Total

FY 2008FY 2007FY 2006FY 2005EXPENSE BUDGET
Bulkheads

Total

Priority A

Total

Note :       All $ estimates are in current dollars and are not escalated for potential future inflation. 
                Maintenance $ are aggregated over a ten-year period.
          **  Replacement cost estimated to be beyond ten years is not included in this report.



Page : 902

DEPT. OF PARKS & RECREATION - 846
JOSEPH T. MCGUIRE PARK SOUTH SHORE OF EAST MILL BASIN

Asset # : 13496

Bulkheads
System

Component
Type

% of 
Total

Fail Date 
(Years)

Estimated Cost

Current Repair

Year 
FY

Estimated Cost

Future Replacement

Estimated Cost

Maintenance 

Cycle 
(Yrs)

Priority
Code

Structural
Piles and Bracing

* *Timber %100 Now $8,361,700 2029 5 $220,700 A
Missing Part, Extent : Severe, Area Affected : 100%

Location : Entire Location
Other Observation, Extent : Severe, Area Affected : 100%

Location : Entire Bulkhead
Explanation : No Evidence Of Bulkhead Except Traces Of Piling. May Have Been 
Undermined By Sand Mining Operation In Mill Basin

Sheet Piles
* *Timber, 20' water %100 Now $7,009,100 LIFE 5 $361,800 A

Other Observation, Extent : Severe, Area Affected : 100%
Location : Entire Location
Explanation : Missing Component

Wales
* *Timber %100 Now $430,100 LIFE 5 $1,600 A

Missing Part, Extent : Severe, Area Affected : 100%
Location : Entire Location

Note :       All $ estimates are in current dollars and are not escalated for potential future inflation. 
                Maintenance $ are aggregated over a ten-year period.
          **  Replacement cost estimated to be beyond ten years is not included in this report.



Page : 903

Asset Name

Program / Asset #

Address
Borough

Areas Surveyed 

LEIF ERICKSON DRIVE  GRAVITY WALL/REVETMENT
S.SIDE VERRENANO BRIDGE TO 21ST. FT HAMILTON PARKWAY TO 21 ST.

Print Date :

Date of Survey

Agency's Number
Yr Built/Renovated
Project Type
Landmark Status

30-Sep-2003

PARKS

DEPT. OF PARKS & RECREATION - FY 2004

NONE16-Apr-1999

BROOKLYN

FY 2009 - 2014FY 2005 - 2008CAPITAL BUDGET
Bulkheads $6,272,700 $140,200

$6,272,700 $140,200Total 

:

:
:

:
:

:
:

:
:
:
:

PARB166.000 / 902
Linear Ft 10,280

N/A

$5,880,900 $95,800APriority  
$89,100 $44,300BPriority  

$302,600CPriority  

$6,272,700 $140,200Total

FY 2008FY 2007FY 2006FY 2005EXPENSE BUDGET
Bulkheads $28,200 $700

$28,200 $700Total

$700Priority B
$28,200Priority C

$28,200 $700Total

Note :       All $ estimates are in current dollars and are not escalated for potential future inflation. 
                Maintenance $ are aggregated over a ten-year period.
          **  Replacement cost estimated to be beyond ten years is not included in this report.



Page : 904

DEPT. OF PARKS & RECREATION - 846
LEIF ERICKSON DRIVE GRAVITY WALL/REVETMENT

Asset # : 902

Bulkheads
System

Component
Type

% of 
Total

Fail Date 
(Years)

Estimated Cost

Current Repair

Year 
FY

Estimated Cost

Future Replacement

Estimated Cost

Maintenance 

Cycle 
(Yrs)

Priority
Code

Structural
Coping

* *Concrete %20 4+ $28,200 LIFE 5 $2,300 C
Discolor & Bleeding, Extent : Light, Area Affected : 20%

No Component %80 D

Pile Supported Wall
* *Conc w/Stone10'Water %100 4+ $5,880,900 LIFE 5 $95,800 A

Discolor & Bleeding, Extent : Severe, Area Affected : 100%
Rip Rap

* *Stone %100 4+ $302,600 LIFE 5 $2,400 C
Erosion, Extent : Severe, Area Affected : 100%

Backfill
Fill

Not Accessible %100 D

Surface
* *Asphalt %60 4+ $44,600 2024 5 $3,600 B

Surface Wearing, Extent : Moderate, Area Affected : 60%
* *Asphalt %30 2-4 $44,600 2020 5 $1,800 B

Cracking, Extent : Light, Area Affected : 30%
$44,300Topsoil %10 2011 5 $1,300 B

Note :       All $ estimates are in current dollars and are not escalated for potential future inflation. 
                Maintenance $ are aggregated over a ten-year period.
          **  Replacement cost estimated to be beyond ten years is not included in this report.



Page : 905

Asset Name

Program / Asset #

Address
Borough

Areas Surveyed 

LEON KAISER PARK  SEAWALL/REVETMENT
CONEY ISLAND CREEK BET W24 & W31 STS.

Print Date :

Date of Survey

Agency's Number
Yr Built/Renovated
Project Type
Landmark Status

30-Sep-2003

PARKS

DEPT. OF PARKS & RECREATION - FY 2004

Basement
NONE15-Jun-2001

BROOKLYN

CAPITAL BUDGET

Total 

:

:
:

:
:

:
:

:
:
:
:

PARB129.001 / 2722
Linear Ft 2,280

N/A

Priority  

Total

FY 2008FY 2007FY 2006FY 2005EXPENSE BUDGET
Bulkheads $4,600

$4,600Total

$4,600Priority B
Priority C

$4,600Total

Note :       All $ estimates are in current dollars and are not escalated for potential future inflation. 
                Maintenance $ are aggregated over a ten-year period.
          **  Replacement cost estimated to be beyond ten years is not included in this report.



Page : 906

DEPT. OF PARKS & RECREATION - 846
LEON KAISER PARK SEAWALL/REVETMENT

Asset # : 2722

Bulkheads
System

Component
Type

% of 
Total

Fail Date 
(Years)

Estimated Cost

Current Repair

Year 
FY

Estimated Cost

Future Replacement

Estimated Cost

Maintenance 

Cycle 
(Yrs)

Priority
Code

Structural
Gravity Wall

Not Accessible %100 D

Rip Rap
* *Stone %100 LIFE 5 $500 C

Backfill
Fill

Not Accessible %100 D

Surface
* *Asphalt %98 2025 5 $2,600 B
* *Asphalt %2 Now $3,300 2027 5 B

Cracking, Extent : Moderate, Area Affected : 2%

Note :       All $ estimates are in current dollars and are not escalated for potential future inflation. 
                Maintenance $ are aggregated over a ten-year period.
          **  Replacement cost estimated to be beyond ten years is not included in this report.



Page : 907

Asset Name

Program / Asset #

Address
Borough

Areas Surveyed 

LITTLE BAY PK/CLEARVIEW BEACH  REVETMENT
LITTLE BAY PK/CLEARVIEW BEACH WEST/ EAST OF THROGS NECK BRIDGE

Print Date :

Date of Survey

Agency's Number
Yr Built/Renovated
Project Type
Landmark Status

30-Sep-2003

PARKS

DEPT. OF PARKS & RECREATION - FY 2004

NONE08-Jun-2001

QUEENS

FY 2009 - 2014FY 2005 - 2008CAPITAL BUDGET
Bulkheads $264,200 $157,000

$264,200 $157,000Total 

:

:
:

:
:

:
:

:
:
:
:

PARQ10A.000 / 704
Linear Ft 3,640

N/A

$157,000 $157,000BPriority  
$107,200CPriority  

$264,200 $157,000Total

FY 2008FY 2007FY 2006FY 2005EXPENSE BUDGET
Bulkheads

Total

Priority B
Priority C

Total

Note :       All $ estimates are in current dollars and are not escalated for potential future inflation. 
                Maintenance $ are aggregated over a ten-year period.
          **  Replacement cost estimated to be beyond ten years is not included in this report.



Page : 908

DEPT. OF PARKS & RECREATION - 846
LITTLE BAY PK/CLEARVIEW BEACH REVETMENT

Asset # : 704

Bulkheads
System

Component
Type

% of 
Total

Fail Date 
(Years)

Estimated Cost

Current Repair

Year 
FY

Estimated Cost

Future Replacement

Estimated Cost

Maintenance 

Cycle 
(Yrs)

Priority
Code

Structural
Rip Rap

* *Stone %95 LIFE 5 $800 C
* *Stone %5 4+ $107,200 LIFE 5 C

Backfill
Fill

Not Accessible %100 D

Surface
$157,000Topsoil %100 4+ $157,000 2012 5 $2,400 B

Note :       All $ estimates are in current dollars and are not escalated for potential future inflation. 
                Maintenance $ are aggregated over a ten-year period.
          **  Replacement cost estimated to be beyond ten years is not included in this report.



Page : 909

Asset Name

Program / Asset #

Address
Borough

Areas Surveyed 

MANHATTAN BEACH PARK  RIP-RAP/BEACH
OCEAN AVE TO LANGHAM ST. 

Print Date :

Date of Survey

Agency's Number
Yr Built/Renovated
Project Type
Landmark Status

30-Sep-2003

PARKS

DEPT. OF PARKS & RECREATION - FY 2004

NONE07-May-2003

BROOKLYN

FY 2009 - 2014FY 2005 - 2008CAPITAL BUDGET
Bulkheads $36,900

$36,900Total 

:

:
:

:
:

:
:

:
:
:
:

PAR0129.000 / 13505
Linear Ft 2,141

N/A

$36,900BPriority  

$36,900Total

FY 2008FY 2007FY 2006FY 2005EXPENSE BUDGET
Bulkheads $16,000

$16,000Total

$15,500Priority B
$500Priority C

$16,000Total

Note :       All $ estimates are in current dollars and are not escalated for potential future inflation. 
                Maintenance $ are aggregated over a ten-year period.
          **  Replacement cost estimated to be beyond ten years is not included in this report.



Page : 910

DEPT. OF PARKS & RECREATION - 846
MANHATTAN BEACH PARK RIP-RAP/BEACH

Asset # : 13505

Bulkheads
System

Component
Type

% of 
Total

Fail Date 
(Years)

Estimated Cost

Current Repair

Year 
FY

Estimated Cost

Future Replacement

Estimated Cost

Maintenance 

Cycle 
(Yrs)

Priority
Code

Structural
Rip Rap

* *Stone %100 LIFE 5 $1,000 C

Backfill
Surface

* *Concrete %50 4+ $15,500 2029 5 $2,100 B
Cracking, Extent : Light, Area Affected : 5%

Location : Entire Location
Spalling, Extent : Light, Area Affected : 5%

Location : Entire Location
$36,900Topsoil %40 2014 5 $1,100 B

No Component %10 D

Note :       All $ estimates are in current dollars and are not escalated for potential future inflation. 
                Maintenance $ are aggregated over a ten-year period.
          **  Replacement cost estimated to be beyond ten years is not included in this report.



Page : 911

Asset Name

Program / Asset #

Address
Borough

Areas Surveyed 

MARINE PARK  GRAVITY WALL
BEACH CHANNEL (FAR ROCKAWAY) BET B126 & B116 STS.

Print Date :

Date of Survey

Agency's Number
Yr Built/Renovated
Project Type
Landmark Status

30-Sep-2003

PARKS

DEPT. OF PARKS & RECREATION - FY 2004

NONE15-Oct-2001

QUEENS

FY 2009 - 2014FY 2005 - 2008CAPITAL BUDGET
Bulkheads $1,041,700 $336,900

$1,041,700 $336,900Total 

:

:
:

:
:

:
:

:
:
:
:

PARQ028.000 / 758
Linear Ft 3,291

N/A

$984,600 $280,100APriority  
$57,100 $56,800BPriority  

$1,041,700 $336,900Total

FY 2008FY 2007FY 2006FY 2005EXPENSE BUDGET
Bulkheads $25,600

$25,600Total

Priority A
$25,600Priority B

Priority C

$25,600Total

Note :       All $ estimates are in current dollars and are not escalated for potential future inflation. 
                Maintenance $ are aggregated over a ten-year period.
          **  Replacement cost estimated to be beyond ten years is not included in this report.



Page : 912

DEPT. OF PARKS & RECREATION - 846
MARINE PARK GRAVITY WALL

Asset # : 758

Bulkheads
System

Component
Type

% of 
Total

Fail Date 
(Years)

Estimated Cost

Current Repair

Year 
FY

Estimated Cost

Future Replacement

Estimated Cost

Maintenance 

Cycle 
(Yrs)

Priority
Code

Structural
Coping

* *Concrete %100 LIFE 5 $3,700 C

Sheet Piles
* *Timber, 10' Water %90 2-4 $439,000 LIFE 5 $252,100 A

Rotting,Splitting, Extent : Light, Area Affected : 5%
* *Timber, 10' Water %10 Now $487,800 LIFE 5 $28,000 A

Loose Connections, Extent : Moderate, Area Affected : 5%
Location : WEST END.

Missing Pile, Extent : Moderate, Area Affected : 5%
Location : WEST END.

Other Observation, Extent : Severe, Area Affected : 10%
Location : ALONG LENGTH OF BULKHEAD.
Explanation : HOLES AT LOW WATER LINE.

Wales
* *Timber %95 2-4 $37,900 LIFE 5 $1,400 A

Missing Part, Extent : Light, Area Affected : 5%
Rotting,Splitting, Extent : Light, Area Affected : 10%

* *Timber %5 Now $20,000 LIFE 5 $100 A
Missing Part, Extent : Severe, Area Affected : 5%

Location : WEST END.
Backfill

Fill
Not Accessible %100 D

Surface
* *Asphalt %30 2-4 $14,300 2022 5 $600 B

Other Observation, Extent : Moderate, Area Affected : 5%
Explanation : EVIDENCE OF PATCHED AREAS BEHIND BULKHEAD.

* *Concrete %30 Now $57,100 2022 5 $1,900 B
Cracking, Extent : Moderate, Area Affected : 50%
Settlement, Extent : Moderate, Area Affected : 50%

$56,800Topsoil %40 2-4 $11,400 2011 5 $900 B
Settlement, Extent : Moderate, Area Affected : 15%

Note :       All $ estimates are in current dollars and are not escalated for potential future inflation. 
                Maintenance $ are aggregated over a ten-year period.
          **  Replacement cost estimated to be beyond ten years is not included in this report.
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Asset Name

Program / Asset #

Address
Borough

Areas Surveyed 

ORCHARD BEACH PARK SHORELINE  STONE WALL
PELHAM BAY PARK/ORCHARD BEACH 

Print Date :

Date of Survey

Agency's Number
Yr Built/Renovated
Project Type
Landmark Status

30-Sep-2003

PARKS

DEPT. OF PARKS & RECREATION - FY 2004

NONE13-Jun-2001

BRONX

FY 2009 - 2014FY 2005 - 2008CAPITAL BUDGET
Bulkheads $3,502,400 $41,400

$3,502,400 $41,400Total 

:

:
:

:
:

:
:

:
:
:
:

PARX039.001 / 711
Linear Ft 5,425

N/A

$3,502,400 $41,400APriority  

$3,502,400 $41,400Total

FY 2008FY 2007FY 2006FY 2005EXPENSE BUDGET
Bulkheads $3,900

$3,900Total

$3,900Priority B

$3,900Total

Note :       All $ estimates are in current dollars and are not escalated for potential future inflation. 
                Maintenance $ are aggregated over a ten-year period.
          **  Replacement cost estimated to be beyond ten years is not included in this report.



Page : 914

DEPT. OF PARKS & RECREATION - 846
ORCHARD BEACH PARK SHORELINE STONE WALL

Asset # : 711

Bulkheads
System

Component
Type

% of 
Total

Fail Date 
(Years)

Estimated Cost

Current Repair

Year 
FY

Estimated Cost

Future Replacement

Estimated Cost

Maintenance 

Cycle 
(Yrs)

Priority
Code

Structural
Gravity Wall

* *Concrete %100 4+ $3,502,400 LIFE 5 $41,400 A

Backfill
Fill

Not Accessible %100 D

Surface
* *Asphalt Blocks %100 2021 5 $7,800 B

Note :       All $ estimates are in current dollars and are not escalated for potential future inflation. 
                Maintenance $ are aggregated over a ten-year period.
          **  Replacement cost estimated to be beyond ten years is not included in this report.



Page : 915

Asset Name

Program / Asset #

Address
Borough

Areas Surveyed 

PARK  RIP-RAP
GRAVESEND BAY BAYVIEW AVE. BET OCEAN VIEW AVE. & W37TH ST.

Print Date :

Date of Survey

Agency's Number
Yr Built/Renovated
Project Type
Landmark Status

30-Sep-2003

PARKS

DEPT. OF PARKS & RECREATION - FY 2004

NONE15-Oct-2001

BROOKLYN

CAPITAL BUDGET

Total 

:

:
:

:
:

:
:

:
:
:
:

PARB379.000 / 904
Linear Ft 1,716

N/A

Priority  

Total

EXPENSE BUDGET

Total

Priority 

Total

Note :       All $ estimates are in current dollars and are not escalated for potential future inflation. 
                Maintenance $ are aggregated over a ten-year period.
          **  Replacement cost estimated to be beyond ten years is not included in this report.



Page : 916

DEPT. OF PARKS & RECREATION - 846
PARK RIP-RAP
Asset # : 904

Bulkheads
System

Component
Type

% of 
Total

Fail Date 
(Years)

Estimated Cost

Current Repair

Year 
FY

Estimated Cost

Future Replacement

Estimated Cost

Maintenance 

Cycle 
(Yrs)

Priority
Code

Structural
Rip Rap

Not Accessible %100 D
Other Observation, Extent : Light, Area Affected : 100%

Explanation : POSSIBILITY OF RIP RAP COVERED BY SAND; NO EVIDENCE OF RIP 
RAP.

Backfill
Fill

Not Accessible %100 D

Surface
* *Sand %100 2022 B

Note :       All $ estimates are in current dollars and are not escalated for potential future inflation. 
                Maintenance $ are aggregated over a ten-year period.
          **  Replacement cost estimated to be beyond ten years is not included in this report.



Page : 917

Asset Name

Program / Asset #

Address
Borough

Areas Surveyed 

PARK SHORELINE  RIP-RAP
PELHAM BAY PARK/ORCHARD BEACH SHORE RD. BRIDGE TO WATT AVE.

Print Date :

Date of Survey

Agency's Number
Yr Built/Renovated
Project Type
Landmark Status

30-Sep-2003

PARKS

DEPT. OF PARKS & RECREATION - FY 2004

NONE10-Sep-2001

BRONX

FY 2009 - 2014FY 2005 - 2008CAPITAL BUDGET
Bulkheads $173,000

$173,000Total 

:

:
:

:
:

:
:

:
:
:
:

PARX039.002 / 712
Linear Ft 5,877

N/A

$173,000CPriority  

$173,000Total

FY 2008FY 2007FY 2006FY 2005EXPENSE BUDGET
Bulkheads

Total

Priority C

Total

Note :       All $ estimates are in current dollars and are not escalated for potential future inflation. 
                Maintenance $ are aggregated over a ten-year period.
          **  Replacement cost estimated to be beyond ten years is not included in this report.



Page : 918

DEPT. OF PARKS & RECREATION - 846
PARK SHORELINE RIP-RAP

Asset # : 712

Bulkheads
System

Component
Type

% of 
Total

Fail Date 
(Years)

Estimated Cost

Current Repair

Year 
FY

Estimated Cost

Future Replacement

Estimated Cost

Maintenance 

Cycle 
(Yrs)

Priority
Code

Structural
Rip Rap

* *Stone %100 4+ $173,000 LIFE 5 $1,300 C
Settlement, Extent : Light, Area Affected : 5%

Backfill
Fill

Not Accessible %100 D

Surface
Not Accessible %100 D

Other Observation, Extent : Light, Area Affected : 100%
Explanation : NO ACCESS FROM LAND (HEAVY VEGETATION AND FENCE BEHIND 
RIP RAP).  NO CLOSE BOAT ACCESS FROM WATER (ROCK OUTCROPS).

Note :       All $ estimates are in current dollars and are not escalated for potential future inflation. 
                Maintenance $ are aggregated over a ten-year period.
          **  Replacement cost estimated to be beyond ten years is not included in this report.



Page : 919

Asset Name

Program / Asset #

Address
Borough

Areas Surveyed 

PARK SHORELINE  SEAWALL
PELHAM BAY PARK/ORCHARD BEACH S. OF PELH BAY LANDFILL /WATT ST

Print Date :

Date of Survey

Agency's Number
Yr Built/Renovated
Project Type
Landmark Status

30-Sep-2003

PARKS

DEPT. OF PARKS & RECREATION - FY 2004

NONE10-Sep-2001

BRONX

FY 2009 - 2014FY 2005 - 2008CAPITAL BUDGET
Bulkheads $7,370,000

$7,370,000Total 

:

:
:

:
:

:
:

:
:
:
:

PARX039.003 / 713
Linear Ft 1,876

N/A

$7,267,000APriority  
$103,000BPriority  

$7,370,000Total

FY 2008FY 2007FY 2006FY 2005EXPENSE BUDGET
Bulkheads $1,400

$1,400Total

Priority A
$1,400Priority B

$1,400Total

Note :       All $ estimates are in current dollars and are not escalated for potential future inflation. 
                Maintenance $ are aggregated over a ten-year period.
          **  Replacement cost estimated to be beyond ten years is not included in this report.



Page : 920

DEPT. OF PARKS & RECREATION - 846
PARK SHORELINE SEAWALL

Asset # : 713

Bulkheads
System

Component
Type

% of 
Total

Fail Date 
(Years)

Estimated Cost

Current Repair

Year 
FY

Estimated Cost

Future Replacement

Estimated Cost

Maintenance 

Cycle 
(Yrs)

Priority
Code

Structural
Gravity Wall

* *Concrete %100 2-4 $7,267,000 LIFE 5 $14,300 A
Cracking, Extent : Moderate, Area Affected : 5%
Other Observation, Extent : Moderate, Area Affected : 5%

Explanation : UNEVEN SETTLEMENT IN CENTER; APPEARS TO BE UNDERMINED 
(RANDOM).

Backfill
Fill

Not Accessible %100 D

Surface
* *Asphalt %5 2-4 $1,400 2022 5 $100 B

Cracking, Extent : Moderate, Area Affected : 10%
* *Concrete %95 2-4 $103,000 2022 5 $3,400 B

Cracking, Extent : Light, Area Affected : 10%
Other Observation, Extent : Light, Area Affected : 10%

Explanation : SOME CONC. FAILURES

Note :       All $ estimates are in current dollars and are not escalated for potential future inflation. 
                Maintenance $ are aggregated over a ten-year period.
          **  Replacement cost estimated to be beyond ten years is not included in this report.



Page : 921

Asset Name

Program / Asset #

Address
Borough

Areas Surveyed 

QUEENSBRIDGE PARK  CONCRETE GRAVITY WALL
EAST RIVER, EAST CHANNEL N SIDE QUEENSBORO BR. TO CON ED.

Print Date :

Date of Survey

Agency's Number
Yr Built/Renovated
Project Type
Landmark Status

30-Sep-2003

PARKS

DEPT. OF PARKS & RECREATION - FY 2004

NONE11-Oct-2001

QUEENS

FY 2009 - 2014FY 2005 - 2008CAPITAL BUDGET
Bulkheads $6,902,300

$6,902,300Total 

:

:
:

:
:

:
:

:
:
:
:

PARQ104.000 / 2613
Linear Ft 1,101

N/A

$5,787,600APriority  
$1,114,700BPriority  

$6,902,300Total

FY 2008FY 2007FY 2006FY 2005EXPENSE BUDGET
Bulkheads $5,900

$5,900Total

Priority A
$5,900Priority B

$5,900Total

Note :       All $ estimates are in current dollars and are not escalated for potential future inflation. 
                Maintenance $ are aggregated over a ten-year period.
          **  Replacement cost estimated to be beyond ten years is not included in this report.



Page : 922

DEPT. OF PARKS & RECREATION - 846
QUEENSBRIDGE PARK CONCRETE GRAVITY WALL

Asset # : 2613

Bulkheads
System

Component
Type

% of 
Total

Fail Date 
(Years)

Estimated Cost

Current Repair

Year 
FY

Estimated Cost

Future Replacement

Estimated Cost

Maintenance 

Cycle 
(Yrs)

Priority
Code

Structural
Relieving Platform Top

* *Concrete %100 Now $1,491,400 LIFE 5 $10,100 A
Cracking, Extent : Severe, Area Affected : 100%

Location : Throughout
Settlement, Extent : Severe, Area Affected : 100%

Location : Throughout; AREA IN BACK OF BULKHEAD FENCED OFF. MAJOR 
PORTIONS OF BLKHD LEANING TOWARD THE RIVER.

Gravity Wall
* *Timber Crib w/Stone %100 Now $4,296,200 LIFE 5 $13,100 A

Displaced Elements, Extent : Severe, Area Affected : 100%
Location : Throughout

Settlement, Extent : Severe, Area Affected : 100%
Location : Throughout

Backfill
Fill

Not Accessible %100 D

Surface
* *Asphalt %100 Now $79,500 2028 5 $600 B

Broken, Extent : Severe, Area Affected : 100%
Location : Throughout

Other Observation, Extent : Severe, Area Affected : 100%
Location : Throughout; AREA IS BEHIND BULKHEAD & IS FENCED OFF.
Explanation : COLLAPSED.

Fender
Facing

* *Timber %100 Now $1,035,200 2028 2 $23,500 B
Missing Part, Extent : Severe, Area Affected : 100%

Location : Throughout

Note :       All $ estimates are in current dollars and are not escalated for potential future inflation. 
                Maintenance $ are aggregated over a ten-year period.
          **  Replacement cost estimated to be beyond ten years is not included in this report.



Page : 923

Asset Name

Program / Asset #

Address
Borough

Areas Surveyed 

RAINEY PARK  CONCRETE GRAVITY WALL
EAST RIVER, EAST CHANNEL VERNON BLVD BET 35 AVE & 33 RD

Print Date :

Date of Survey

Agency's Number
Yr Built/Renovated
Project Type
Landmark Status

30-Sep-2003

PARKS

DEPT. OF PARKS & RECREATION - FY 2004

NONE01-Jun-2001

QUEENS

FY 2009 - 2014FY 2005 - 2008CAPITAL BUDGET
Bulkheads $1,392,900 $36,500

$1,392,900 $36,500Total 

:

:
:

:
:

:
:

:
:
:
:

PARQ048.000 / 2713
Linear Ft 847

N/A

$1,093,700APriority  
$36,500BPriority  

$299,200CPriority  

$1,392,900 $36,500Total

FY 2008FY 2007FY 2006FY 2005EXPENSE BUDGET
Bulkheads $600 $100

$600 $100Total

Priority A
$600 $100Priority B

Priority C

$600 $100Total

Note :       All $ estimates are in current dollars and are not escalated for potential future inflation. 
                Maintenance $ are aggregated over a ten-year period.
          **  Replacement cost estimated to be beyond ten years is not included in this report.



Page : 924

DEPT. OF PARKS & RECREATION - 846
RAINEY PARK CONCRETE GRAVITY WALL

Asset # : 2713

Bulkheads
System

Component
Type

% of 
Total

Fail Date 
(Years)

Estimated Cost

Current Repair

Year 
FY

Estimated Cost

Future Replacement

Estimated Cost

Maintenance 

Cycle 
(Yrs)

Priority
Code

Structural
Gravity Wall

* *Concrete %50 LIFE 5 $3,200 A
* *Concrete %50 4+ $1,093,700 LIFE 5 $3,200 A

Rip Rap
* *Stone %100 2-4 $299,200 LIFE 5 $200 C

Backfill
Fill

* *Sand %50 2032 5 $200 B
* *Stone %50 LIFE 5 $100 B

Surface
$36,500Topsoil %100 2010 5 $1,100 B

Note :       All $ estimates are in current dollars and are not escalated for potential future inflation. 
                Maintenance $ are aggregated over a ten-year period.
          **  Replacement cost estimated to be beyond ten years is not included in this report.



Page : 925

Asset Name

Program / Asset #

Address
Borough

Areas Surveyed 

RALPH DEMARCO PARK  REVETMENT
HELLGATE ALONG SHORE BLVD N.OF HELLGATE BRIDGE TO 20TH AVE

Print Date :

Date of Survey

Agency's Number
Yr Built/Renovated
Project Type
Landmark Status

30-Sep-2003

PARKS

DEPT. OF PARKS & RECREATION - FY 2004

NONE01-Jun-2001

QUEENS

FY 2009 - 2014FY 2005 - 2008CAPITAL BUDGET
Bulkheads $493,500 $86,000

$493,500 $86,000Total 

:

:
:

:
:

:
:

:
:
:
:

PARQ004.002 / 756
Linear Ft 1,993

N/A

$258,800 $86,000BPriority  
$234,700CPriority  

$493,500 $86,000Total

FY 2008FY 2007FY 2006FY 2005EXPENSE BUDGET
Bulkheads

Total

Priority B
Priority C

Total

Note :       All $ estimates are in current dollars and are not escalated for potential future inflation. 
                Maintenance $ are aggregated over a ten-year period.
          **  Replacement cost estimated to be beyond ten years is not included in this report.



Page : 926

DEPT. OF PARKS & RECREATION - 846
RALPH DEMARCO PARK REVETMENT

Asset # : 756

Bulkheads
System

Component
Type

% of 
Total

Fail Date 
(Years)

Estimated Cost

Current Repair

Year 
FY

Estimated Cost

Future Replacement

Estimated Cost

Maintenance 

Cycle 
(Yrs)

Priority
Code

Structural
Rip Rap

* *Stone %80 LIFE 5 $400 C
* *Stone %20 2-4 $234,700 LIFE 5 $100 C

Backfill
Fill

* *Sand %90 4+ $129,600 2042 5 $400 B
* *Stone %10 2-4 $43,300 LIFE 5 B

Surface
$86,000Topsoil %100 4+ $86,000 2012 5 $1,300 B

Note :       All $ estimates are in current dollars and are not escalated for potential future inflation. 
                Maintenance $ are aggregated over a ten-year period.
          **  Replacement cost estimated to be beyond ten years is not included in this report.



Page : 927

Asset Name

Program / Asset #

Address
Borough

Areas Surveyed 

RANDALL'S ISLAND  SEAWALL
RANDALL'S ISLAND 

Print Date :

Date of Survey

Agency's Number
Yr Built/Renovated
Project Type
Landmark Status

30-Sep-2003

PARKS

DEPT. OF PARKS & RECREATION - FY 2004

NONE01-Jun-2001

MANHATTAN

FY 2009 - 2014FY 2005 - 2008CAPITAL BUDGET
Bulkheads $24,508,300 $530,600

$24,508,300 $530,600Total 

:

:
:

:
:

:
:

:
:
:
:

PARM104.000 / 185
Linear Ft 10,800

N/A

$24,275,600 $64,800APriority  
$232,600 $465,800BPriority  

$24,508,300 $530,600Total

FY 2008FY 2007FY 2006FY 2005EXPENSE BUDGET
Bulkheads $6,400

$6,400Total

$6,400Priority B
Priority C

$6,400Total

Note :       All $ estimates are in current dollars and are not escalated for potential future inflation. 
                Maintenance $ are aggregated over a ten-year period.
          **  Replacement cost estimated to be beyond ten years is not included in this report.



Page : 928

DEPT. OF PARKS & RECREATION - 846
RANDALL'S ISLAND SEAWALL

Asset # : 185

Bulkheads
System

Component
Type

% of 
Total

Fail Date 
(Years)

Estimated Cost

Current Repair

Year 
FY

Estimated Cost

Future Replacement

Estimated Cost

Maintenance 

Cycle 
(Yrs)

Priority
Code

Structural
Gravity Wall

* *Stone %16 2-4 $13,871,800 LIFE 5 $37,100 A
Other Observation, Extent : Moderate, Area Affected : 100%

Explanation : Displaced Elements, Settlement
* *Stone %4 Now $3,467,900 LIFE 5 $9,300 A

Other Observation, Extent : Severe, Area Affected : 100%
Explanation : Sections of seawall have collapsed

* *Stone %8 4+ $6,935,900 LIFE 5 $18,500 A
Other Observation, Extent : Light, Area Affected : 100%

Explanation : Displaced Elements, Settlement
No Component %72 D

Rip Rap
* *Stone %72 LIFE 5 $1,800 C

No Component %28 D

Backfill
Fill

* *Topsoil %90 2040 B
* *Topsoil %10 Now $186,000 2052 B

Other Observation, Extent : Moderate, Area Affected : 35%
Explanation : Settlement and erosion in back of stone walll and rip-rap

Surface
$419,200Topsoil %90 2010 5 $12,700 B

$46,600Topsoil %10 Now $46,600 2012 5 $700 B
Other Observation, Extent : Moderate, Area Affected : 35%

Explanation : Settlement and erosion in back of stone wall and rip-rap

Note :       All $ estimates are in current dollars and are not escalated for potential future inflation. 
                Maintenance $ are aggregated over a ten-year period.
          **  Replacement cost estimated to be beyond ten years is not included in this report.



Page : 929

Asset Name

Program / Asset #

Address
Borough

Areas Surveyed 

REVETMENT  
EAST CITY ISLAND PARK 

Print Date :

Date of Survey

Agency's Number
Yr Built/Renovated
Project Type
Landmark Status

30-Sep-2003

PARKS

DEPT. OF PARKS & RECREATION - FY 2004

NONE14-Jun-2001

BRONX

FY 2009 - 2014FY 2005 - 2008CAPITAL BUDGET
Bulkheads $2,286,500 $251,000

$2,286,500 $251,000Total 

:

:
:

:
:

:
:

:
:
:
:

PARX253.000 / 2710
Linear Ft 759

N/A

$675,000 $38,800APriority  
$1,447,500 $212,200BPriority  

$164,000CPriority  

$2,286,500 $251,000Total

FY 2008FY 2007FY 2006FY 2005EXPENSE BUDGET
Bulkheads $32,700 $46,000

$32,700 $46,000Total

$32,700 $46,000Priority B
Priority C

$32,700 $46,000Total

Note :       All $ estimates are in current dollars and are not escalated for potential future inflation. 
                Maintenance $ are aggregated over a ten-year period.
          **  Replacement cost estimated to be beyond ten years is not included in this report.



Page : 930

DEPT. OF PARKS & RECREATION - 846
REVETMENT 
Asset # : 2710

Bulkheads
System

Component
Type

% of 
Total

Fail Date 
(Years)

Estimated Cost

Current Repair

Year 
FY

Estimated Cost

Future Replacement

Estimated Cost

Maintenance 

Cycle 
(Yrs)

Priority
Code

Structural
Rip Rap

* *Stone %40 Now $164,000 LIFE 5 $100 C
No Component %60 D

Sheet Piles
* *Timber, 10' Water %60 Now $675,000 LIFE 5 $38,800 A

No Component %40 D

Backfill
Fill

* *Sand %100 Now $137,100 2042 5 $200 B

Surface
$32,700Topsoil %100 Now $32,700 2012 5 $500 B

Fender
Buffer

$212,200Timber %100 Now $212,200 2012 B

Facing
* *Timber %100 Now $713,600 2027 2 $16,200 B

Piles
* *Timber %100 Now $114,400 2027 2 $128,600 B

Wales and Chocks
* *Timber %100 Now $270,100 2027 2 $39,200 B

Note :       All $ estimates are in current dollars and are not escalated for potential future inflation. 
                Maintenance $ are aggregated over a ten-year period.
          **  Replacement cost estimated to be beyond ten years is not included in this report.



Page : 931

Asset Name

Program / Asset #

Address
Borough

Areas Surveyed 

RIVERDALE PARK  RIP-RAP
HUDSON RIVER W 232ND TO W 254TH STS.

Print Date :

Date of Survey

Agency's Number
Yr Built/Renovated
Project Type
Landmark Status

30-Sep-2003

PARKS

DEPT. OF PARKS & RECREATION - FY 2004

NONE30-Oct-2001

BRONX

FY 2009 - 2014FY 2005 - 2008CAPITAL BUDGET
Bulkheads $299,500

$299,500Total 

:

:
:

:
:

:
:

:
:
:
:

PARX142.000 / 716
Linear Ft 6,945

N/A

$299,500BPriority  

$299,500Total

FY 2008FY 2007FY 2006FY 2005EXPENSE BUDGET
Bulkheads $4,500 $1,600

$4,500 $1,600Total

$4,500 $1,600Priority B
Priority C

$4,500 $1,600Total

Note :       All $ estimates are in current dollars and are not escalated for potential future inflation. 
                Maintenance $ are aggregated over a ten-year period.
          **  Replacement cost estimated to be beyond ten years is not included in this report.



Page : 932

DEPT. OF PARKS & RECREATION - 846
RIVERDALE PARK RIP-RAP

Asset # : 716

Bulkheads
System

Component
Type

% of 
Total

Fail Date 
(Years)

Estimated Cost

Current Repair

Year 
FY

Estimated Cost

Future Replacement

Estimated Cost

Maintenance 

Cycle 
(Yrs)

Priority
Code

Structural
Rip Rap

* *Stone %100 LIFE 5 $1,600 C

Backfill
Fill

* *Sand %100 2033 5 $3,200 B

Surface
$299,500Topsoil %100 2011 5 $9,100 B

Note :       All $ estimates are in current dollars and are not escalated for potential future inflation. 
                Maintenance $ are aggregated over a ten-year period.
          **  Replacement cost estimated to be beyond ten years is not included in this report.



Page : 933

Asset Name

Program / Asset #

Address
Borough

Areas Surveyed 

RIVERSIDE PARK NORTH  RIP-RAP
HUDSON RIVER 145TH TO 158TH STS

Print Date :

Date of Survey

Agency's Number
Yr Built/Renovated
Project Type
Landmark Status

30-Sep-2003

PARKS

DEPT. OF PARKS & RECREATION - FY 2004

NONE30-Oct-2001

MANHATTAN

FY 2009 - 2014FY 2005 - 2008CAPITAL BUDGET
Bulkheads $63,600 $155,300

$63,600 $155,300Total 

:

:
:

:
:

:
:

:
:
:
:

PARM072.004 / 764
Linear Ft 3,600

N/A

$155,300BPriority  
$63,600CPriority  

$63,600 $155,300Total

FY 2008FY 2007FY 2006FY 2005EXPENSE BUDGET
Bulkheads $48,000

$48,000Total

$48,000Priority B
Priority C

$48,000Total

Note :       All $ estimates are in current dollars and are not escalated for potential future inflation. 
                Maintenance $ are aggregated over a ten-year period.
          **  Replacement cost estimated to be beyond ten years is not included in this report.



Page : 934

DEPT. OF PARKS & RECREATION - 846
RIVERSIDE PARK NORTH RIP-RAP

Asset # : 764

Bulkheads
System

Component
Type

% of 
Total

Fail Date 
(Years)

Estimated Cost

Current Repair

Year 
FY

Estimated Cost

Future Replacement

Estimated Cost

Maintenance 

Cycle 
(Yrs)

Priority
Code

Structural
Rip Rap

* *Stone %10 4+ $63,600 LIFE 5 $100 C
Settlement, Extent : Moderate, Area Affected : 20%

* *Stone %90 LIFE 5 $700 C

Backfill
Fill

* *Sand %100 4+ $32,500 2033 5 $800 B
Erosion, Extent : Light, Area Affected : 10%

Surface
$155,300Topsoil %100 4+ $15,500 2011 5 $2,400 B

Erosion, Extent : Light, Area Affected : 10%

Note :       All $ estimates are in current dollars and are not escalated for potential future inflation. 
                Maintenance $ are aggregated over a ten-year period.
          **  Replacement cost estimated to be beyond ten years is not included in this report.



Page : 935

Asset Name

Program / Asset #

Address
Borough

Areas Surveyed 

RIVERSIDE PARK SOUTH  RIP-RAP
HUDSON RIVER 100TH TO 125TH STS.

Print Date :

Date of Survey

Agency's Number
Yr Built/Renovated
Project Type
Landmark Status

30-Sep-2003

PARKS

DEPT. OF PARKS & RECREATION - FY 2004

NONE30-Oct-2001

MANHATTAN

FY 2009 - 2014FY 2005 - 2008CAPITAL BUDGET
Bulkheads $113,700 $322,300

$113,700 $322,300Total 

:

:
:

:
:

:
:

:
:
:
:

PARM072.002 / 2714
Linear Ft 7,867

N/A

$113,700 $322,300BPriority  

$113,700 $322,300Total

FY 2008FY 2007FY 2006FY 2005EXPENSE BUDGET
Bulkheads $46,400 $1,600

$46,400 $1,600Total

$34,900 $1,600Priority B
$11,600Priority C

$46,400 $1,600Total

Note :       All $ estimates are in current dollars and are not escalated for potential future inflation. 
                Maintenance $ are aggregated over a ten-year period.
          **  Replacement cost estimated to be beyond ten years is not included in this report.



Page : 936

DEPT. OF PARKS & RECREATION - 846
RIVERSIDE PARK SOUTH RIP-RAP

Asset # : 2714

Bulkheads
System

Component
Type

% of 
Total

Fail Date 
(Years)

Estimated Cost

Current Repair

Year 
FY

Estimated Cost

Future Replacement

Estimated Cost

Maintenance 

Cycle 
(Yrs)

Priority
Code

Structural
Rip Rap

* *Stone %95 LIFE 5 $1,700 C
* *Stone %5 2-4 $11,600 LIFE 5 $100 C

Settlement, Extent : Light, Area Affected : 10%
Other Observation, Extent : Light, Area Affected : 5%

Explanation : RIP-RAP ENDS JUST SOUTH OF 124TH ST.
Backfill

Fill
* *Sand %90 2033 5 $3,300 B
* *Sand %10 2-4 $28,400 2033 5 $200 B

Settlement, Extent : Light, Area Affected : 10%
Surface

* *Concrete %5 Now $113,700 2028 5 $800 B
Broken, Extent : Severe, Area Affected : 60%

Location : NORTH END.
$322,300Topsoil %95 4+ $6,400 2011 5 $4,900 B

Erosion, Extent : Light, Area Affected : 10%

Note :       All $ estimates are in current dollars and are not escalated for potential future inflation. 
                Maintenance $ are aggregated over a ten-year period.
          **  Replacement cost estimated to be beyond ten years is not included in this report.



Page : 937

Asset Name

Program / Asset #

Address
Borough

Areas Surveyed 

RIVERSIDE PARK SOUTH  SEAWALL
HUDSON RIVER 72ND TO 103RD STS.

Print Date :

Date of Survey

Agency's Number
Yr Built/Renovated
Project Type
Landmark Status

30-Sep-2003

PARKS

DEPT. OF PARKS & RECREATION - FY 2004

NONE30-Oct-2001

MANHATTAN

FY 2009 - 2014FY 2005 - 2008CAPITAL BUDGET
Bulkheads $1,239,000 $238,100

$1,239,000 $238,100Total 

:

:
:

:
:

:
:

:
:
:
:

PARM072.001 / 2614
Linear Ft 7,401

N/A

$1,188,300 $158,700APriority  
$50,800 $79,400CPriority  

$1,239,000 $238,100Total

FY 2008FY 2007FY 2006FY 2005EXPENSE BUDGET
Bulkheads $26,200

$26,200Total

$26,200Priority B
Priority C

$26,200Total

Note :       All $ estimates are in current dollars and are not escalated for potential future inflation. 
                Maintenance $ are aggregated over a ten-year period.
          **  Replacement cost estimated to be beyond ten years is not included in this report.



Page : 938

DEPT. OF PARKS & RECREATION - 846
RIVERSIDE PARK SOUTH SEAWALL

Asset # : 2614

Bulkheads
System

Component
Type

% of 
Total

Fail Date 
(Years)

Estimated Cost

Current Repair

Year 
FY

Estimated Cost

Future Replacement

Estimated Cost

Maintenance 

Cycle 
(Yrs)

Priority
Code

Structural
Coping

* *Concrete %50 4+ $50,800 LIFE 5 $4,200 C
Cracking, Extent : Light, Area Affected : 10%

* *Stone %50 LIFE 5 $79,400 C

Gravity Wall
* *Stone %100 4+ $1,188,300 LIFE 5 $158,700 A

Settlement, Extent : Light, Area Affected : 20%
Backfill

Fill
Not Accessible %100 D

Surface
* *Asphalt %95 4+ $25,400 2022 5 $4,100 B

Surface Wearing, Extent : Light, Area Affected : 10%
$16,000Topsoil %5 4+ $800 2011 5 $200 B

Settlement, Extent : Light, Area Affected : 10%

Note :       All $ estimates are in current dollars and are not escalated for potential future inflation. 
                Maintenance $ are aggregated over a ten-year period.
          **  Replacement cost estimated to be beyond ten years is not included in this report.



Page : 939

Asset Name

Program / Asset #

Address
Borough

Areas Surveyed 

SHORE ROAD PARKWAY  CONCRETE GRAVITY WALL
N. SIDE OF VERREZANO BRIDGE 

Print Date :

Date of Survey

Agency's Number
Yr Built/Renovated
Project Type
Landmark Status

30-Sep-2003

PARKS

DEPT. OF PARKS & RECREATION - FY 2004

NONE14-May-2003

BROOKLYN

FY 2009 - 2014FY 2005 - 2008CAPITAL BUDGET
Bulkheads $14,007,200 $98,200

$14,007,200 $98,200Total 

:

:
:

:
:

:
:

:
:
:
:

PARB082.000 / 921
Linear Ft 11,446

N/A

$12,826,400 $98,200APriority  
$81,400BPriority  

$1,099,400CPriority  

$14,007,200 $98,200Total

FY 2008FY 2007FY 2006FY 2005EXPENSE BUDGET
Bulkheads

Total

Priority A
Priority B
Priority C

Total

Note :       All $ estimates are in current dollars and are not escalated for potential future inflation. 
                Maintenance $ are aggregated over a ten-year period.
          **  Replacement cost estimated to be beyond ten years is not included in this report.



Page : 940

DEPT. OF PARKS & RECREATION - 846
SHORE ROAD PARKWAY CONCRETE GRAVITY WALL

Asset # : 921

Bulkheads
System

Component
Type

% of 
Total

Fail Date 
(Years)

Estimated Cost

Current Repair

Year 
FY

Estimated Cost

Future Replacement

Estimated Cost

Maintenance 

Cycle 
(Yrs)

Priority
Code

Structural
Coping

* *Concrete %8 Now $251,400 LIFE 5 $1,000 C
Displaced Elements, Extent : Severe, Area Affected : 100%

Location : Entire Length
Other Observation, Extent : Severe, Area Affected : 100%

Location : Entire Length
Explanation : Wall Settled

* *Concrete %84 4+ $52,800 LIFE 5 $10,800 C
Displaced Elements, Extent : Light, Area Affected : 2%

Location : Random
Missing Part, Extent : Light, Area Affected : 2%

Location : Random
No Component %8 D

Pile Supported Wall
* *Conc w/Stone10'Water %8 Now $10,476,800 LIFE 5 $8,500 A

Displaced Elements, Extent : Severe, Area Affected : 100%
Location : Random

Settlement, Extent : Severe, Area Affected : 100%
Location : random

* *Conc w/Stone10'Water %84 0-2 $2,200,100 LIFE 5 $89,600 A
Displaced Elements, Extent : Light, Area Affected : 2%

Location : Random
Missing Part, Extent : Light, Area Affected : 2%

Location : Random
Other Observation, Extent : Severe, Area Affected : 90%

Location : Random
Explanation : Grout Missing On Vertical And Horizontal Joints

* *Concrete, 10' Water %8 0-2 $149,500 LIFE 5 $5,400 A
Other Observation, Extent : Severe, Area Affected : 80%

Location : Entire Length
Explanation : Grout Missing On Vertical Joints

Piles and Bracing
Not Accessible %100 D

Rip Rap
* *Stone %10 Now $674,000 LIFE 5 $300 C

Settlement, Extent : Severe, Area Affected : 100%
Location : Random

* *Stone %90 4+ $121,300 LIFE 5 $2,400 C
Settlement, Extent : Light, Area Affected : 5%

Location : Random
Other Observation, Extent : Light, Area Affected : 5%

Location : Random
Explanation : Stones Uneven

Backfill

Note :       All $ estimates are in current dollars and are not escalated for potential future inflation. 
                Maintenance $ are aggregated over a ten-year period.
          **  Replacement cost estimated to be beyond ten years is not included in this report.



Page : 941

DEPT. OF PARKS & RECREATION - 846
SHORE ROAD PARKWAY CONCRETE GRAVITY WALL

Asset # : 921

Bulkheads
System

Component
Type

% of 
Total

Fail Date 
(Years)

Estimated Cost

Current Repair

Year 
FY

Estimated Cost

Future Replacement

Estimated Cost

Maintenance 

Cycle 
(Yrs)

Priority
Code

Backfill
Fill

Not Accessible %100 D

Surface
* *Asphalt %8 Now $66,200 2029 5 $500 B

Surface Wearing, Extent : Severe, Area Affected : 5%
Location : Random

* *Asphalt %92 4+ $15,200 2029 5 $6,200 B
Cracking, Extent : Light, Area Affected : 2%

Location : Random
Other Observation, Extent : Moderate, Area Affected : 20%

Location : Area Adjacent To Wall
Explanation : Cracking In Area Adjacent To Wall Due To Wall Displacement Or Erosion

Note :       All $ estimates are in current dollars and are not escalated for potential future inflation. 
                Maintenance $ are aggregated over a ten-year period.
          **  Replacement cost estimated to be beyond ten years is not included in this report.



Page : 942

Asset Name

Program / Asset #

Address
Borough

Areas Surveyed 

SNUG HARBOR  TIMBER BULKHEAD/RIP-RAP
RICHMOND TER BET. SNUG HARBOR RD. & TYSEN ST.

Print Date :

Date of Survey

Agency's Number
Yr Built/Renovated
Project Type
Landmark Status

30-Sep-2003

PARKS

DEPT. OF PARKS & RECREATION - FY 2004

NONE16-Apr-1999

STATEN ISLAND

FY 2009 - 2014FY 2005 - 2008CAPITAL BUDGET
Bulkheads $2,002,500 $187,700

$2,002,500 $187,700Total 

:

:
:

:
:

:
:

:
:
:
:

PARR116.000 / 710
Linear Ft 2,191

N/A

$1,623,700 $93,200APriority  
$249,800 $94,500BPriority  
$129,000CPriority  

$2,002,500 $187,700Total

FY 2008FY 2007FY 2006FY 2005EXPENSE BUDGET
Bulkheads

Total

Priority B
Priority C

Total

Note :       All $ estimates are in current dollars and are not escalated for potential future inflation. 
                Maintenance $ are aggregated over a ten-year period.
          **  Replacement cost estimated to be beyond ten years is not included in this report.



Page : 943

DEPT. OF PARKS & RECREATION - 846
SNUG HARBOR TIMBER BULKHEAD/RIP-RAP

Asset # : 710

Bulkheads
System

Component
Type

% of 
Total

Fail Date 
(Years)

Estimated Cost

Current Repair

Year 
FY

Estimated Cost

Future Replacement

Estimated Cost

Maintenance 

Cycle 
(Yrs)

Priority
Code

Structural
Rip Rap

* *Stone %50 2-4 $129,000 LIFE 5 $300 C
No Component %50 D

Sheet Piles
* *Timber, 10' Water %50 Now $1,623,700 LIFE 5 $93,200 A

Displaced Elements, Extent : Severe, Area Affected : 50%
No Component %50 D

Backfill
Fill

* *Sand %50 Now $197,900 2041 5 $300 B
Loss of Backfill, Extent : Severe, Area Affected : 100%

No Component %50 D

Surface
$47,200Topsoil %50 Now $47,200 2011 5 $700 B

Erosion, Extent : Severe, Area Affected : 50%
$47,200Topsoil %50 4+ $4,700 2010 5 $700 B

Note :       All $ estimates are in current dollars and are not escalated for potential future inflation. 
                Maintenance $ are aggregated over a ten-year period.
          **  Replacement cost estimated to be beyond ten years is not included in this report.
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Asset Name

Program / Asset #

Address
Borough

Areas Surveyed 

SOUNDVIEW PARK  RIP-RAP
SOUNDVIEW PARK 

Print Date :

Date of Survey

Agency's Number
Yr Built/Renovated
Project Type
Landmark Status

30-Sep-2003

PARKS

DEPT. OF PARKS & RECREATION - FY 2004

NONE14-Jun-2001

BRONX

CAPITAL BUDGET

Total 

:

:
:

:
:

:
:

:
:
:
:

PARX118.000 / 714
Linear Ft 12,880

N/A

Priority  

Total

FY 2008FY 2007FY 2006FY 2005EXPENSE BUDGET
Bulkheads

Total

Priority C

Total

Note :       All $ estimates are in current dollars and are not escalated for potential future inflation. 
                Maintenance $ are aggregated over a ten-year period.
          **  Replacement cost estimated to be beyond ten years is not included in this report.
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DEPT. OF PARKS & RECREATION - 846
SOUNDVIEW PARK RIP-RAP

Asset # : 714

Bulkheads
System

Component
Type

% of 
Total

Fail Date 
(Years)

Estimated Cost

Current Repair

Year 
FY

Estimated Cost

Future Replacement

Estimated Cost

Maintenance 

Cycle 
(Yrs)

Priority
Code

Structural
Rip Rap

* *Stone %100 LIFE 5 $3,000 C

Note :       All $ estimates are in current dollars and are not escalated for potential future inflation. 
                Maintenance $ are aggregated over a ten-year period.
          **  Replacement cost estimated to be beyond ten years is not included in this report.



Page : 946

Asset Name

Program / Asset #

Address
Borough

Areas Surveyed 

VETERAN'S MEMORIAL PARK  RIP-RAP
WEIR CREEK/LONG ISLAND SOUND 

Print Date :

Date of Survey

Agency's Number
Yr Built/Renovated
Project Type
Landmark Status

30-Sep-2003

PARKS

DEPT. OF PARKS & RECREATION - FY 2004

NONE14-Jun-2001

BRONX

CAPITAL BUDGET

Total 

:

:
:

:
:

:
:

:
:
:
:

PARX191.000 / 717
Linear Ft 372

N/A

Priority  

Total

FY 2008FY 2007FY 2006FY 2005EXPENSE BUDGET
Bulkheads

Total

Priority C

Total

Note :       All $ estimates are in current dollars and are not escalated for potential future inflation. 
                Maintenance $ are aggregated over a ten-year period.
          **  Replacement cost estimated to be beyond ten years is not included in this report.



Page : 947

DEPT. OF PARKS & RECREATION - 846
VETERAN'S MEMORIAL PARK RIP-RAP

Asset # : 717

Bulkheads
System

Component
Type

% of 
Total

Fail Date 
(Years)

Estimated Cost

Current Repair

Year 
FY

Estimated Cost

Future Replacement

Estimated Cost

Maintenance 

Cycle 
(Yrs)

Priority
Code

Structural
Rip Rap

* *Stone %100 LIFE 5 $100 C

Note :       All $ estimates are in current dollars and are not escalated for potential future inflation. 
                Maintenance $ are aggregated over a ten-year period.
          **  Replacement cost estimated to be beyond ten years is not included in this report.
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Asset Name

Program / Asset #

Address
Borough

Areas Surveyed 

WARDS ISLAND  SEAWALL
WARDS ISLAND 

Print Date :

Date of Survey

Agency's Number
Yr Built/Renovated
Project Type
Landmark Status

30-Sep-2003

PARKS

DEPT. OF PARKS & RECREATION - FY 2004

NONE01-Jun-2001

MANHATTAN

FY 2009 - 2014FY 2005 - 2008CAPITAL BUDGET
Bulkheads $5,536,900 $264,700

$5,536,900 $264,700Total 

:

:
:

:
:

:
:

:
:
:
:

PARM107.000 / 753
Linear Ft 5,120

N/A

$4,110,200 $43,900APriority  
$220,800 $220,800BPriority  

$1,205,900CPriority  

$5,536,900 $264,700Total

FY 2008FY 2007FY 2006FY 2005EXPENSE BUDGET
Bulkheads

Total

Priority B
Priority C

Total

Note :       All $ estimates are in current dollars and are not escalated for potential future inflation. 
                Maintenance $ are aggregated over a ten-year period.
          **  Replacement cost estimated to be beyond ten years is not included in this report.
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DEPT. OF PARKS & RECREATION - 846
WARDS ISLAND SEAWALL

Asset # : 753

Bulkheads
System

Component
Type

% of 
Total

Fail Date 
(Years)

Estimated Cost

Current Repair

Year 
FY

Estimated Cost

Future Replacement

Estimated Cost

Maintenance 

Cycle 
(Yrs)

Priority
Code

Structural
Gravity Wall

* *Stone %10 Now $4,110,200 LIFE 5 $11,000 A
* *Stone %30 LIFE 5 $32,900 A

No Component %60 D

Rip Rap
* *Stone %20 LIFE 5 $200 C
* *Stone %30 4+ $904,400 LIFE 5 $400 C
* *Stone %10 Now $301,500 LIFE 5 $100 C

No Component %40 D

Backfill
Fill

Not Accessible %100 D

Surface
$220,800Topsoil %100 4+ $220,800 2012 5 $3,400 B

Note :       All $ estimates are in current dollars and are not escalated for potential future inflation. 
                Maintenance $ are aggregated over a ten-year period.
          **  Replacement cost estimated to be beyond ten years is not included in this report.
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Asset Name

Program / Asset #

Address
Borough

Areas Surveyed 

WOOD/SW  TIMBER BULKHEAD AND PIER
FOOT BAY43RD ST @ GRAVES END BAY 

Print Date :

Date of Survey

Agency's Number
Yr Built/Renovated
Project Type
Landmark Status

30-Sep-2003

PARKS

DEPT. OF PARKS & RECREATION - FY 2004

NONE15-Jun-2001

BROOKLYN

FY 2009 - 2014FY 2005 - 2008CAPITAL BUDGET
Bulkheads $48,600 $174,000

$48,600 $174,000Total 

:

:
:

:
:

:
:

:
:
:
:

PARB028.000 / 920
Linear Ft 995

N/A

$48,600 $133,300APriority  
$40,800BPriority  

$48,600 $174,000Total

FY 2008FY 2007FY 2006FY 2005EXPENSE BUDGET
Bulkheads $600

$600Total

$600Priority B
Priority C

$600Total

Note :       All $ estimates are in current dollars and are not escalated for potential future inflation. 
                Maintenance $ are aggregated over a ten-year period.
          **  Replacement cost estimated to be beyond ten years is not included in this report.
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DEPT. OF PARKS & RECREATION - 846
WOOD/SW TIMBER BULKHEAD AND PIER

Asset # : 920

Bulkheads
System

Component
Type

% of 
Total

Fail Date 
(Years)

Estimated Cost

Current Repair

Year 
FY

Estimated Cost

Future Replacement

Estimated Cost

Maintenance 

Cycle 
(Yrs)

Priority
Code

Structural
Piles and Bracing

* *Steel %100 LIFE 5 $97,100 A
Corrosion, Extent : Severe, Area Affected : 10%

Location : AT TOP.
Missing Part, Extent : Severe, Area Affected : 10%

Location : MISSING STEEL CHANNELS AT TOP.
Other Observation, Extent : Light, Area Affected : 100%

Explanation : STATUS IS BASED ON PRESENT USAGE.  REPAIR OR REPLACEMENT 
MAY BE NEEDED DEPENDING ON FUTURE USAGE.

Rip Rap
* *Stone %100 LIFE 5 $200 C

Sheet Piles
* *Timber, 10' Water %100 LIFE 5 $84,700 A

Backfill
Surface

* *Gravel %5 2025 5 $100 B
$40,800Topsoil %95 2011 5 $1,200 B

Note :       All $ estimates are in current dollars and are not escalated for potential future inflation. 
                Maintenance $ are aggregated over a ten-year period.
          **  Replacement cost estimated to be beyond ten years is not included in this report.
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Asset Name

Program / Asset #

Address
Borough

Areas Surveyed 

CENTRAL PARK  PERIMETER WALL
5TH AVE. TO CENTRAL PARK W., AVE. OF THE AMERICAS - 5TH AVE

Print Date :

Date of Survey

Agency's Number
Yr Built/Renovated
Project Type
Landmark Status

30-Sep-2003

PARKS

DEPT. OF PARKS & RECREATION - FY 2004

1870 /  

HISTORICAL LANDMARK DISTRICT25-Apr-2000

MANHATTAN

FY 2009 - 2014FY 2005 - 2008CAPITAL BUDGET
Parks' Walls $35,900

$35,900Total 

:

:
:

:
:

:
:

:
:
:
:

PAR0018.S91 / 180
Area Sq Ft 9,000

N/A

$35,900BPriority  

$35,900Total

FY 2008FY 2007FY 2006FY 2005EXPENSE BUDGET
Parks' Walls $26,300

$26,300Total

$800Priority A
$18,000Priority B

$7,500Priority C

$26,300Total

Note :       All $ estimates are in current dollars and are not escalated for potential future inflation. 
                Maintenance $ are aggregated over a ten-year period.
          **  Replacement cost estimated to be beyond ten years is not included in this report.
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DEPT. OF PARKS & RECREATION - 846
CENTRAL PARK PERIMETER WALL

Asset # : 180

Park Wall
System

Component
Type

% of 
Total

Fail Date 
(Years)

Estimated Cost

Current Repair

Year 
FY

Estimated Cost

Future Replacement

Estimated Cost

Maintenance 

Cycle 
(Yrs)

Priority
Code

Wall
Coping

* *Masonry:Brownstone %95 4+ $800 LIFE 5 $100 A
Broken/Missing Elem, Extent : Light, Area Affected : 1%

Location : Opposite Park Lane Hotel
Jnt Mortar Miss/Erod, Extent : Moderate, Area Affected : 50%

Location : Throughout Both Sides
* *Masonry:Granite %5 LIFE 5 A

Wall/Fence
* *Masonry:Brick %2 LIFE B

Other Observation, Extent : Light, Area Affected : 2%
Location : Opposite 24 Central Park South
Explanation : At Subway Entrance

* *Masonry:Brownstone %60 4+ $35,900 LIFE 5 $2,400 B
Jnt Mortar Miss/Erod, Extent : Moderate, Area Affected : 50%

Location : Throughout Both Sides
Misaligned/Bulging, Extent : Light, Area Affected : 2%

Location : Opposite 40 Central Park South
Vertical Cracks, Extent : Moderate, Area Affected : 1%

Location : Opposite Plaza Hotel Oak Room Entrance
* *Masonry:Granite %3 LIFE 5 $200 B

Jnt Mortar Miss/Erod, Extent : Light, Area Affected : 10%
Location : Bolivar Plaza

* *Masonry:Schst/Gnies %30 4+ $18,000 LIFE 5 $1,900 B
Jnt Mortar Miss/Erod, Extent : Moderate, Area Affected : 40%

Location : Throughout Both Sides
* *Steel Grating %5 2031 B

Other Observation, Extent : Moderate, Area Affected : 5%
Location : Eastern End on Park Side
Explanation : Subway Ventilation Openings

Base
* *Concrete %5 Now $5,300 LIFE 5 C

Cracking/Crumbling, Extent : Severe, Area Affected : 25%
Location : At Subway Ventilation Openings, Park Side

Spalling, Extent : Severe, Area Affected : 25%
Location : At Subway Ventilation Openings, Park Side

* *Masonry:Schst/Gnies %95 4+ $2,200 LIFE 5 $1,600 C
Jnt Mortar Miss/Erod, Extent : Moderate, Area Affected : 40%

Location : Throughout

Note :       All $ estimates are in current dollars and are not escalated for potential future inflation. 
                Maintenance $ are aggregated over a ten-year period.
          **  Replacement cost estimated to be beyond ten years is not included in this report.
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Asset Name

Program / Asset #

Address
Borough

Areas Surveyed 

CENTRAL PARK  PERIMETER WALL
5TH AVE. TO CENTRAL PARK W., E. 102 ST. TO CENTRAL PARK NORTH

Print Date :

Date of Survey

Agency's Number
Yr Built/Renovated
Project Type
Landmark Status

30-Sep-2003

PARKS

DEPT. OF PARKS & RECREATION - FY 2004

1904 /  

HISTORICAL LANDMARK DISTRICT27-Apr-2000

MANHATTAN

FY 2009 - 2014FY 2005 - 2008CAPITAL BUDGET
Parks' Walls $134,300

$134,300Total 

:

:
:

:
:

:
:

:
:
:
:

PAR0018.S82 / 235
Area Sq Ft 20,800

N/A

$134,300BPriority  

$134,300Total

FY 2008FY 2007FY 2006FY 2005EXPENSE BUDGET
Parks' Walls $7,000

$7,000Total

$1,900Priority A
Priority B

$5,200Priority C

$7,000Total

Note :       All $ estimates are in current dollars and are not escalated for potential future inflation. 
                Maintenance $ are aggregated over a ten-year period.
          **  Replacement cost estimated to be beyond ten years is not included in this report.



Page : 955

DEPT. OF PARKS & RECREATION - 846
CENTRAL PARK PERIMETER WALL

Asset # : 235

Park Wall
System

Component
Type

% of 
Total

Fail Date 
(Years)

Estimated Cost

Current Repair

Year 
FY

Estimated Cost

Future Replacement

Estimated Cost

Maintenance 

Cycle 
(Yrs)

Priority
Code

Wall
Coping

* *Masonry:Brownstone %97 4+ $1,900 LIFE 5 $200 A
Jnt Mortar Miss/Erod, Extent : Moderate, Area Affected : 75%

Location : Throughout
No Component %3 D

Wall/Fence
* *Cast Iron Fence %3 LIFE 4-8 $500 B

Other Observation, Extent : Moderate, Area Affected : 100%
Location : Conservatory Garden Opposite E.105 Street
Explanation : Recent Restoration

* *Masonry:Brownstone %97 4+ $134,300 LIFE 5 $9,000 B
Impact Damage, Extent : Light, Area Affected : 2%

Location : Pedestrian Entrance Opposite E.106 Street
Explanation : Impact Damage

Jnt Mortar Miss/Erod, Extent : Moderate, Area Affected : 50%
Misaligned/Bulging, Extent : Severe, Area Affected : 2%

Location : Wall Displaced by Tree Roots South of E.108 Street
Spalling, Extent : Moderate, Area Affected : 1%

Location : Pedestrian Entrance Opposite E.106 Street
Explanation : Spalling

Other Observation, Extent : Moderate, Area Affected : 100%
Explanation : Memorials/Monuments not Included

Base
* *Masonry:Granite %3 LIFE 5 $100 C
* *Masonry:Schst/Gnies %97 4+ $5,200 LIFE 5 $3,800 C

Jnt Mortar Miss/Erod, Extent : Moderate, Area Affected : 35%
Location : Throughout

Other Observation, Extent : Moderate, Area Affected : 10%
Location : Throughout
Explanation : Vegetation Growth

Note :       All $ estimates are in current dollars and are not escalated for potential future inflation. 
                Maintenance $ are aggregated over a ten-year period.
          **  Replacement cost estimated to be beyond ten years is not included in this report.
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Asset Name

Program / Asset #

Address
Borough

Areas Surveyed 

CENTRAL PARK  PERIMETER WALL
5TH AVE. TO CENTRAL PARK W., E. 97TH TO E. 102ND STREET

Print Date :

Date of Survey

Agency's Number
Yr Built/Renovated
Project Type
Landmark Status

30-Sep-2003

PARKS

DEPT. OF PARKS & RECREATION - FY 2004

1872 /  

HISTORICAL LANDMARK DISTRICT27-Apr-2000

MANHATTAN

FY 2009 - 2014FY 2005 - 2008CAPITAL BUDGET
Parks' Walls $42,600

$42,600Total 

:

:
:

:
:

:
:

:
:
:
:

PAR0018.S83 / 236
Area Sq Ft 6,400

N/A

$42,600BPriority  

$42,600Total

FY 2008FY 2007FY 2006FY 2005EXPENSE BUDGET
Parks' Walls $2,200

$2,200Total

$600Priority A
Priority B

$1,600Priority C

$2,200Total

Note :       All $ estimates are in current dollars and are not escalated for potential future inflation. 
                Maintenance $ are aggregated over a ten-year period.
          **  Replacement cost estimated to be beyond ten years is not included in this report.
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DEPT. OF PARKS & RECREATION - 846
CENTRAL PARK PERIMETER WALL

Asset # : 236

Park Wall
System

Component
Type

% of 
Total

Fail Date 
(Years)

Estimated Cost

Current Repair

Year 
FY

Estimated Cost

Future Replacement

Estimated Cost

Maintenance 

Cycle 
(Yrs)

Priority
Code

Wall
Coping

* *Masonry:Brownstone %100 4+ $600 LIFE 5 $100 A
Cracking/Crumbling, Extent : Light, Area Affected : 5%
Jnt Mortar Miss/Erod, Extent : Severe, Area Affected : 50%

Location : Throughout
Wall/Fence

* *Masonry:Brownstone %100 4+ $42,600 LIFE 5 $2,800 B
Jnt Mortar Miss/Erod, Extent : Severe, Area Affected : 50%

Location : Throughout
Other Observation, Extent : Moderate, Area Affected : 100%

Location : Opposite E.101 Street
Explanation : Memorials/Monuments Not Included

Base
* *Masonry:Schst/Gnies %100 4+ $1,600 LIFE 5 $1,200 C

Jnt Mortar Miss/Erod, Extent : Severe, Area Affected : 50%
Location : Throughout

Note :       All $ estimates are in current dollars and are not escalated for potential future inflation. 
                Maintenance $ are aggregated over a ten-year period.
          **  Replacement cost estimated to be beyond ten years is not included in this report.
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Asset Name

Program / Asset #

Address
Borough

Areas Surveyed 

CENTRAL PARK  PERIMETER WALL
5TH AVE. TO CENTRAL PARK W., E. 90TH TO E.97TH ST.

Print Date :

Date of Survey

Agency's Number
Yr Built/Renovated
Project Type
Landmark Status

30-Sep-2003

PARKS

DEPT. OF PARKS & RECREATION - FY 2004

1871 /  

HISTORICAL LANDMARK DISTRICT27-Apr-2000

MANHATTAN

FY 2009 - 2014FY 2005 - 2008CAPITAL BUDGET
Parks' Walls $258,300

$258,300Total 

:

:
:

:
:

:
:

:
:
:
:

PAR0018.S84 / 237
Area Sq Ft 19,600

N/A

$258,300BPriority  

$258,300Total

FY 2008FY 2007FY 2006FY 2005EXPENSE BUDGET
Parks' Walls $1,800

$1,800Total

$1,800Priority A
Priority B

$1,800Total

Note :       All $ estimates are in current dollars and are not escalated for potential future inflation. 
                Maintenance $ are aggregated over a ten-year period.
          **  Replacement cost estimated to be beyond ten years is not included in this report.
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DEPT. OF PARKS & RECREATION - 846
CENTRAL PARK PERIMETER WALL

Asset # : 237

Park Wall
System

Component
Type

% of 
Total

Fail Date 
(Years)

Estimated Cost

Current Repair

Year 
FY

Estimated Cost

Future Replacement

Estimated Cost

Maintenance 

Cycle 
(Yrs)

Priority
Code

Wall
Coping

* *Masonry:Granite %100 4+ $1,800 LIFE 5 $200 A
Jnt Mortar Miss/Erod, Extent : Severe, Area Affected : 75%

Location : Throughout
Spalling, Extent : Severe, Area Affected : 15%

Location : Throughout
Wall/Fence

* *Masonry:Brownstone %99 4+ $258,300 LIFE 5 $8,600 B
Excess Worn/Erod Mat, Extent : Severe, Area Affected : 25%

Location : Throughout
Jnt Mortar Miss/Erod, Extent : Severe, Area Affected : 75%

Location : Throughout
Vegetation Growth, Extent : Light, Area Affected : 5%

Explanation : Vegetation Growth
Other Observation, Extent : Moderate, Area Affected : 100%

Location : Throughout
Explanation : Memorials/Monuments Not Included

* *Masonry:Granite %1 LIFE 5 $100 B

Base
Not Accessible %100 D

Note :       All $ estimates are in current dollars and are not escalated for potential future inflation. 
                Maintenance $ are aggregated over a ten-year period.
          **  Replacement cost estimated to be beyond ten years is not included in this report.
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Asset Name

Program / Asset #

Address
Borough

Areas Surveyed 

CENTRAL PARK  PERIMETER WALL
5TH AVE. TO CENTRAL PARK W., E. 85TH TO E. 90TH STREET

Print Date :

Date of Survey

Agency's Number
Yr Built/Renovated
Project Type
Landmark Status

30-Sep-2003

PARKS

DEPT. OF PARKS & RECREATION - FY 2004

1871 /  

HISTORICAL LANDMARK DISTRICT27-Apr-2000

MANHATTAN

FY 2009 - 2014FY 2005 - 2008CAPITAL BUDGET
Parks' Walls $191,800

$191,800Total 

:

:
:

:
:

:
:

:
:
:
:

PAR0018.S85 / 238
Area Sq Ft 14,700

N/A

$191,800BPriority  

$191,800Total

FY 2008FY 2007FY 2006FY 2005EXPENSE BUDGET
Parks' Walls $1,400

$1,400Total

$1,400Priority A
Priority B

$1,400Total

Note :       All $ estimates are in current dollars and are not escalated for potential future inflation. 
                Maintenance $ are aggregated over a ten-year period.
          **  Replacement cost estimated to be beyond ten years is not included in this report.
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DEPT. OF PARKS & RECREATION - 846
CENTRAL PARK PERIMETER WALL

Asset # : 238

Park Wall
System

Component
Type

% of 
Total

Fail Date 
(Years)

Estimated Cost

Current Repair

Year 
FY

Estimated Cost

Future Replacement

Estimated Cost

Maintenance 

Cycle 
(Yrs)

Priority
Code

Wall
Coping

* *Masonry:Granite %100 4+ $1,400 LIFE 5 $100 A
Jnt Mortar Miss/Erod, Extent : Severe, Area Affected : 75%

Location : Throughout
Wall/Fence

* *Masonry:Brownstone %98 4+ $191,800 LIFE 5 $6,400 B
Broken/Missing Elem, Extent : Light, Area Affected : 1%

Location : A Few Missing Small Stones on Street Side
Jnt Mortar Miss/Erod, Extent : Severe, Area Affected : 75%

Location : Throughout
Other Observation, Extent : Light, Area Affected : 5%

Location : Street Side
Explanation : Vegetation Growth

* *Masonry:Granite %2 LIFE 5 $200 B

Base
Not Accessible %100 D

Note :       All $ estimates are in current dollars and are not escalated for potential future inflation. 
                Maintenance $ are aggregated over a ten-year period.
          **  Replacement cost estimated to be beyond ten years is not included in this report.
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Asset Name

Program / Asset #

Address
Borough

Areas Surveyed 

CENTRAL PARK  PERIMETER WALL
5TH AVE. TO CENTRAL PARK W., E. 84TH TO E. 85TH STREET

Print Date :

Date of Survey

Agency's Number
Yr Built/Renovated
Project Type
Landmark Status

30-Sep-2003

PARKS

DEPT. OF PARKS & RECREATION - FY 2004

1871 /  

HISTORICAL LANDMARK DISTRICT25-Apr-2000

MANHATTAN

CAPITAL BUDGET

Total 

:

:
:

:
:

:
:

:
:
:
:

PAR0018.S86 / 239
Area Sq Ft 1,750

N/A

Priority  

Total

FY 2008FY 2007FY 2006FY 2005EXPENSE BUDGET
Parks' Walls $12,300

$12,300Total

$200Priority A
$11,700Priority B

$400Priority C

$12,300Total

Note :       All $ estimates are in current dollars and are not escalated for potential future inflation. 
                Maintenance $ are aggregated over a ten-year period.
          **  Replacement cost estimated to be beyond ten years is not included in this report.
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DEPT. OF PARKS & RECREATION - 846
CENTRAL PARK PERIMETER WALL

Asset # : 239

Park Wall
System

Component
Type

% of 
Total

Fail Date 
(Years)

Estimated Cost

Current Repair

Year 
FY

Estimated Cost

Future Replacement

Estimated Cost

Maintenance 

Cycle 
(Yrs)

Priority
Code

Wall
Coping

* *Masonry:Brownstone %70 4+ $100 LIFE 5 A
Cracking/Crumbling, Extent : Moderate, Area Affected : 10%

Location : Throughout
Jnt Mortar Miss/Erod, Extent : Moderate, Area Affected : 75%

Location : Throughout
* *Masonry:Schst/Gnies %30 4+ LIFE 5 A

Jnt Mortar Miss/Erod, Extent : Severe, Area Affected : 75%
Location : Throughout

Wall/Fence
* *Masonry:Brownstone %70 4+ $8,200 LIFE 5 $500 B

Cracking/Crumbling, Extent : Light, Area Affected : 5%
Location : Throughout

Jnt Mortar Miss/Erod, Extent : Severe, Area Affected : 75%
Location : Throughout

* *Masonry:Schst/Gnies %30 4+ $3,500 LIFE 5 $400 B
Cracking/Crumbling, Extent : Light, Area Affected : 5%

Location : Throughout
Jnt Mortar Miss/Erod, Extent : Severe, Area Affected : 75%

Location : Throughout
Base

* *Masonry:Schst/Gnies %100 4+ $400 LIFE 5 $300 C
Jnt Mortar Miss/Erod, Extent : Severe, Area Affected : 30%

Location : Throughout

Note :       All $ estimates are in current dollars and are not escalated for potential future inflation. 
                Maintenance $ are aggregated over a ten-year period.
          **  Replacement cost estimated to be beyond ten years is not included in this report.



Page : 964

Asset Name

Program / Asset #

Address
Borough

Areas Surveyed 

CENTRAL PARK  PERIMETER WALL
5TH AVE. TO CENTRAL PARK W., E. 72ND TO E. 80TH STREET

Print Date :

Date of Survey

Agency's Number
Yr Built/Renovated
Project Type
Landmark Status

30-Sep-2003

PARKS

DEPT. OF PARKS & RECREATION - FY 2004

1870 /  

HISTORICAL LANDMARK DISTRICT25-Apr-2000

MANHATTAN

FY 2009 - 2014FY 2005 - 2008CAPITAL BUDGET
Parks' Walls $64,400

$64,400Total 

:

:
:

:
:

:
:

:
:
:
:

PAR0018.S88 / 240
Area Sq Ft 24,700

N/A

$64,400BPriority  

$64,400Total

FY 2008FY 2007FY 2006FY 2005EXPENSE BUDGET
Parks' Walls $1,100

$1,100Total

$1,100Priority A
Priority B
Priority C

$1,100Total

Note :       All $ estimates are in current dollars and are not escalated for potential future inflation. 
                Maintenance $ are aggregated over a ten-year period.
          **  Replacement cost estimated to be beyond ten years is not included in this report.



Page : 965

DEPT. OF PARKS & RECREATION - 846
CENTRAL PARK PERIMETER WALL

Asset # : 240

Park Wall
System

Component
Type

% of 
Total

Fail Date 
(Years)

Estimated Cost

Current Repair

Year 
FY

Estimated Cost

Future Replacement

Estimated Cost

Maintenance 

Cycle 
(Yrs)

Priority
Code

Wall
Coping

* *Masonry:Brownstone %98 4+ $1,100 LIFE 5 $200 A
Jnt Mortar Miss/Erod, Extent : Light, Area Affected : 40%

Location : Throughout Both Sides
* *Masonry:Granite %1 LIFE 5 A
* *Masonry: Limestone %1 LIFE A

Wall/Fence
* *Masonry:Brownstone %98 4+ $64,400 LIFE 5 $10,700 B

Jnt Mortar Miss/Erod, Extent : Light, Area Affected : 40%
Location : Throughout Both Sides

Misaligned/Bulging, Extent : Light, Area Affected : 2%
Location : South of E.72 Street, Opposite 905 Fifth Avenue

* *Masonry:Granite %1 LIFE 5 $200 B
* *Masonry: Limestone %1 LIFE B

Base
* *Masonry:Schst/Gnies %100 LIFE 5 $4,600 C

Note :       All $ estimates are in current dollars and are not escalated for potential future inflation. 
                Maintenance $ are aggregated over a ten-year period.
          **  Replacement cost estimated to be beyond ten years is not included in this report.



Page : 966

Asset Name

Program / Asset #

Address
Borough

Areas Surveyed 

CENTRAL PARK  PERIMETER WALL
5TH AVE. TO CENTRAL PARK W., E. 60TH TO E. 72ND STREET

Print Date :

Date of Survey

Agency's Number
Yr Built/Renovated
Project Type
Landmark Status

30-Sep-2003

PARKS

DEPT. OF PARKS & RECREATION - FY 2004

1870 /  

HISTORICAL LANDMARK DISTRICT25-Apr-2000

MANHATTAN

FY 2009 - 2014FY 2005 - 2008CAPITAL BUDGET
Parks' Walls $67,800

$67,800Total 

:

:
:

:
:

:
:

:
:
:
:

PAR0018.S89 / 241
Area Sq Ft 26,000

N/A

$67,800BPriority  

$67,800Total

FY 2008FY 2007FY 2006FY 2005EXPENSE BUDGET
Parks' Walls $1,200

$1,200Total

$1,200Priority A
Priority B
Priority C

$1,200Total

Note :       All $ estimates are in current dollars and are not escalated for potential future inflation. 
                Maintenance $ are aggregated over a ten-year period.
          **  Replacement cost estimated to be beyond ten years is not included in this report.



Page : 967

DEPT. OF PARKS & RECREATION - 846
CENTRAL PARK PERIMETER WALL

Asset # : 241

Park Wall
System

Component
Type

% of 
Total

Fail Date 
(Years)

Estimated Cost

Current Repair

Year 
FY

Estimated Cost

Future Replacement

Estimated Cost

Maintenance 

Cycle 
(Yrs)

Priority
Code

Wall
Coping

* *Masonry:Brownstone %100 4+ $1,200 LIFE 5 $200 A
Broken/Missing Elem, Extent : Moderate, Area Affected : 1%

Location : Subway Entrance
Jnt Mortar Miss/Erod, Extent : Light, Area Affected : 40%

Location : Throughout
Wall/Fence

* *Masonry:Brick %2 LIFE B
Other Observation, Extent : Moderate, Area Affected : 2%

Explanation : At Subway Entrance
* *Masonry:Brownstone %98 4+ $67,800 LIFE 5 $11,300 B

Jnt Mortar Miss/Erod, Extent : Light, Area Affected : 30%
Location : Throughout Both Sides

Vertical Cracks, Extent : Moderate, Area Affected : 1%
Location : South side of Pedestrian Entrance, South of E.67 Street

Other Observation, Extent : Light, Area Affected : 5%
Explanation : Moss Growth

Other Observation, Extent : Moderate, Area Affected : 100%
Location : THROUGHOUT
Explanation : Monuments/Memorials Not Included

Base
* *Masonry:Schst/Gnies %100 LIFE 5 $4,800 C

Misaligned/Bulging, Extent : Light, Area Affected : 5%
Location : Throughout

Note :       All $ estimates are in current dollars and are not escalated for potential future inflation. 
                Maintenance $ are aggregated over a ten-year period.
          **  Replacement cost estimated to be beyond ten years is not included in this report.
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Asset Name

Program / Asset #

Address
Borough

Areas Surveyed 

CENTRAL PARK  PERIMETER WALL
5TH AVE. TO CENTRAL PARK W., E. 59TH TO E. 60TH STREET

Print Date :

Date of Survey

Agency's Number
Yr Built/Renovated
Project Type
Landmark Status

30-Sep-2003

PARKS

DEPT. OF PARKS & RECREATION - FY 2004

1870 /  

HISTORICAL LANDMARK DISTRICT25-Apr-2000

MANHATTAN

CAPITAL BUDGET

Total 

:

:
:

:
:

:
:

:
:
:
:

PAR0018.S90 / 250
Area Sq Ft 3,000

N/A

Priority  

Total

FY 2008FY 2007FY 2006FY 2005EXPENSE BUDGET
Parks' Walls

Total

Priority A
Priority B
Priority C

Total

Note :       All $ estimates are in current dollars and are not escalated for potential future inflation. 
                Maintenance $ are aggregated over a ten-year period.
          **  Replacement cost estimated to be beyond ten years is not included in this report.



Page : 969

DEPT. OF PARKS & RECREATION - 846
CENTRAL PARK PERIMETER WALL

Asset # : 250

Park Wall
System

Component
Type

% of 
Total

Fail Date 
(Years)

Estimated Cost

Current Repair

Year 
FY

Estimated Cost

Future Replacement

Estimated Cost

Maintenance 

Cycle 
(Yrs)

Priority
Code

Wall
Coping

* *Masonry:Brownstone %100 LIFE 5 A

Wall/Fence
* *Masonry:Brownstone %100 LIFE 5 $1,300 B

Base
* *Masonry:Schst/Gnies %100 LIFE 5 $600 C

Note :       All $ estimates are in current dollars and are not escalated for potential future inflation. 
                Maintenance $ are aggregated over a ten-year period.
          **  Replacement cost estimated to be beyond ten years is not included in this report.
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Asset Name

Program / Asset #

Address
Borough

Areas Surveyed 

CENTRAL PARK  PERIMETER WALL
5TH AVE. TO CENTRAL PARK W., A.C. POWELL BLVD TO CENT. PARK W

Print Date :

Date of Survey

Agency's Number
Yr Built/Renovated
Project Type
Landmark Status

30-Sep-2003

PARKS

DEPT. OF PARKS & RECREATION - FY 2004

1873 /  

HISTORICAL LANDMARK DISTRICT27-Apr-2000

MANHATTAN

FY 2009 - 2014FY 2005 - 2008CAPITAL BUDGET
Parks' Walls $62,200

$62,200Total 

:

:
:

:
:

:
:

:
:
:
:

PAR0018.S79 / 252
Area Sq Ft 9,350

N/A

$62,200BPriority  

$62,200Total

FY 2008FY 2007FY 2006FY 2005EXPENSE BUDGET
Parks' Walls $3,300

$3,300Total

$900Priority A
Priority B

$2,400Priority C

$3,300Total

Note :       All $ estimates are in current dollars and are not escalated for potential future inflation. 
                Maintenance $ are aggregated over a ten-year period.
          **  Replacement cost estimated to be beyond ten years is not included in this report.



Page : 971

DEPT. OF PARKS & RECREATION - 846
CENTRAL PARK PERIMETER WALL

Asset # : 252

Park Wall
System

Component
Type

% of 
Total

Fail Date 
(Years)

Estimated Cost

Current Repair

Year 
FY

Estimated Cost

Future Replacement

Estimated Cost

Maintenance 

Cycle 
(Yrs)

Priority
Code

Wall
Coping

* *Masonry:Brownstone %100 4+ $900 LIFE 5 $100 A
Cracking/Crumbling, Extent : Light, Area Affected : 2%
Jnt Mortar Miss/Erod, Extent : Severe, Area Affected : 75%

Location : Throughout
Misaligned/Bulging, Extent : Moderate, Area Affected : 5%

Wall/Fence
* *Masonry:Brownstone %100 4+ $62,200 LIFE 5 $4,200 B

Jnt Mortar Miss/Erod, Extent : Severe, Area Affected : 75%
Location : Throughout

Other Observation, Extent : Light, Area Affected : 5%
Explanation : Vegetation Growth

Base
* *Masonry:Schst/Gnies %100 4+ $2,400 LIFE 5 $1,700 C

Jnt Mortar Miss/Erod, Extent : Severe, Area Affected : 75%
Location : Throughout

Other Observation, Extent : Moderate, Area Affected : 5%
Explanation : Vegetation Growth

Note :       All $ estimates are in current dollars and are not escalated for potential future inflation. 
                Maintenance $ are aggregated over a ten-year period.
          **  Replacement cost estimated to be beyond ten years is not included in this report.



Page : 972

Asset Name

Program / Asset #

Address
Borough

Areas Surveyed 

CENTRAL PARK  PERIMETER WALL
5TH AVE. TO CENTRAL PARK W., LENOX  AVE. TO A.C. POWELL BLVD.

Print Date :

Date of Survey

Agency's Number
Yr Built/Renovated
Project Type
Landmark Status

30-Sep-2003

PARKS

DEPT. OF PARKS & RECREATION - FY 2004

1873 /  

HISTORICAL LANDMARK DISTRICT27-Apr-2000

MANHATTAN

FY 2009 - 2014FY 2005 - 2008CAPITAL BUDGET
Parks' Walls $59,900

$59,900Total 

:

:
:

:
:

:
:

:
:
:
:

PAR0018.S80 / 253
Area Sq Ft 9,000

N/A

$59,900BPriority  

$59,900Total

FY 2008FY 2007FY 2006FY 2005EXPENSE BUDGET
Parks' Walls $3,100

$3,100Total

$800Priority A
Priority B

$2,300Priority C

$3,100Total

Note :       All $ estimates are in current dollars and are not escalated for potential future inflation. 
                Maintenance $ are aggregated over a ten-year period.
          **  Replacement cost estimated to be beyond ten years is not included in this report.



Page : 973

DEPT. OF PARKS & RECREATION - 846
CENTRAL PARK PERIMETER WALL

Asset # : 253

Park Wall
System

Component
Type

% of 
Total

Fail Date 
(Years)

Estimated Cost

Current Repair

Year 
FY

Estimated Cost

Future Replacement

Estimated Cost

Maintenance 

Cycle 
(Yrs)

Priority
Code

Wall
Coping

* *Masonry:Brownstone %100 4+ $800 LIFE 5 $100 A
Jnt Mortar Miss/Erod, Extent : Severe, Area Affected : 75%

Location : Throughout
Misaligned/Bulging, Extent : Moderate, Area Affected : 5%

Wall/Fence
* *Masonry:Brownstone %100 4+ $59,900 LIFE 5 $4,000 B

Jnt Mortar Miss/Erod, Extent : Severe, Area Affected : 75%
Location : Throughout

Base
* *Masonry:Schst/Gnies %100 4+ $2,300 LIFE 5 $1,700 C

Jnt Mortar Miss/Erod, Extent : Severe, Area Affected : 50%
Location : Throughout

Other Observation, Extent : Light, Area Affected : 5%
Explanation : Vegetation Growth

Note :       All $ estimates are in current dollars and are not escalated for potential future inflation. 
                Maintenance $ are aggregated over a ten-year period.
          **  Replacement cost estimated to be beyond ten years is not included in this report.
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Asset Name

Program / Asset #

Address
Borough

Areas Surveyed 

CENTRAL PARK  PERIMETER WALL
5TH AVE. TO CENTRAL PARK W., FIFTH AVE. TO LENOX AVE.

Print Date :

Date of Survey

Agency's Number
Yr Built/Renovated
Project Type
Landmark Status

30-Sep-2003

PARKS

DEPT. OF PARKS & RECREATION - FY 2004

1873 /  

HISTORICAL LANDMARK DISTRICT27-Apr-2000

MANHATTAN

FY 2009 - 2014FY 2005 - 2008CAPITAL BUDGET
Parks' Walls $56,600

$56,600Total 

:

:
:

:
:

:
:

:
:
:
:

PAR0018.S81 / 254
Area Sq Ft 8,500

N/A

$56,600BPriority  

$56,600Total

FY 2008FY 2007FY 2006FY 2005EXPENSE BUDGET
Parks' Walls $3,000

$3,000Total

$800Priority A
Priority B

$2,200Priority C

$3,000Total

Note :       All $ estimates are in current dollars and are not escalated for potential future inflation. 
                Maintenance $ are aggregated over a ten-year period.
          **  Replacement cost estimated to be beyond ten years is not included in this report.



Page : 975

DEPT. OF PARKS & RECREATION - 846
CENTRAL PARK PERIMETER WALL

Asset # : 254

Park Wall
System

Component
Type

% of 
Total

Fail Date 
(Years)

Estimated Cost

Current Repair

Year 
FY

Estimated Cost

Future Replacement

Estimated Cost

Maintenance 

Cycle 
(Yrs)

Priority
Code

Wall
Coping

* *Masonry:Brownstone %100 4+ $800 LIFE 5 $100 A
Cracking/Crumbling, Extent : Light, Area Affected : 5%

Location : Throughout
Jnt Mortar Miss/Erod, Extent : Severe, Area Affected : 75%

Location : Throughout
Wall/Fence

* *Masonry:Brownstone %100 4+ $56,600 LIFE 5 $3,800 B
Jnt Mortar Miss/Erod, Extent : Severe, Area Affected : 75%

Location : Throughout Both Sides
Other Observation, Extent : Light, Area Affected : 5%

Explanation : Vegetation Growth
Base

* *Masonry:Schst/Gnies %100 4+ $2,200 LIFE 5 $1,600 C
Jnt Mortar Miss/Erod, Extent : Moderate, Area Affected : 50%

Location : Throughout
Other Observation, Extent : Light, Area Affected : 5%

Explanation : Vegetation Growth

Note :       All $ estimates are in current dollars and are not escalated for potential future inflation. 
                Maintenance $ are aggregated over a ten-year period.
          **  Replacement cost estimated to be beyond ten years is not included in this report.



Page : 976

Asset Name

Program / Asset #

Address
Borough

Areas Surveyed 

CENTRAL PARK  PERIMETER WALL
5TH AVE. TO CENTRAL PARK W., W. 90TH TO W. 81ST STREET

Print Date :

Date of Survey

Agency's Number
Yr Built/Renovated
Project Type
Landmark Status

30-Sep-2003

PARKS

DEPT. OF PARKS & RECREATION - FY 2004

1873 /  

HISTORICAL LANDMARK DISTRICT28-Apr-2000

MANHATTAN

FY 2009 - 2014FY 2005 - 2008CAPITAL BUDGET
Parks' Walls $140,200

$140,200Total 

:

:
:

:
:

:
:

:
:
:
:

PAR0018.S97 / 1064
Area Sq Ft 21,060

N/A

$140,200BPriority  

$140,200Total

FY 2008FY 2007FY 2006FY 2005EXPENSE BUDGET
Parks' Walls $7,300

$7,300Total

$2,000Priority A
Priority B

$5,300Priority C

$7,300Total

Note :       All $ estimates are in current dollars and are not escalated for potential future inflation. 
                Maintenance $ are aggregated over a ten-year period.
          **  Replacement cost estimated to be beyond ten years is not included in this report.



Page : 977

DEPT. OF PARKS & RECREATION - 846
CENTRAL PARK PERIMETER WALL

Asset # : 1064

Park Wall
System

Component
Type

% of 
Total

Fail Date 
(Years)

Estimated Cost

Current Repair

Year 
FY

Estimated Cost

Future Replacement

Estimated Cost

Maintenance 

Cycle 
(Yrs)

Priority
Code

Wall
Coping

* *Masonry:Brownstone %100 4+ $2,000 LIFE 5 $200 A
Jnt Mortar Miss/Erod, Extent : Moderate, Area Affected : 50%

Location : Throughout
Misaligned/Bulging, Extent : Severe, Area Affected : 3%

Location : At Rock Outcropping
Recent Replace Evident, Extent : Light, Area Affected : 1%

Location : Opposite W.88 and North of W.86 Street
Wall/Fence

* *Masonry:Brownstone %100 4+ $140,200 LIFE 5 $9,300 B
Jnt Mortar Miss/Erod, Extent : Moderate, Area Affected : 50%

Location : Throughout Both Sides
Other Observation, Extent : Light, Area Affected : 5%

Location : Stone Joints
Explanation : Vegetation Growth

Base
* *Concrete %1 LIFE 5 C

Other Observation, Extent : Moderate, Area Affected : 100%
Location : 89-90th Streets
Explanation : Subway Ventilation Openings

* *Masonry:Schst/Gnies %99 4+ $5,300 LIFE 5 $3,900 C
Jnt Mortar Miss/Erod, Extent : Severe, Area Affected : 30%

Location : Throughout
Other Observation, Extent : Light, Area Affected : 5%

Location : Joints Between Stones
Explanation : Vegetation Growth

Note :       All $ estimates are in current dollars and are not escalated for potential future inflation. 
                Maintenance $ are aggregated over a ten-year period.
          **  Replacement cost estimated to be beyond ten years is not included in this report.
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Asset Name

Program / Asset #

Address
Borough

Areas Surveyed 

CENTRAL PARK  PERIMETER WALL
5TH AVE. TO CENTRAL PARK W., W. 100TH TO W. 90TH STREET

Print Date :

Date of Survey

Agency's Number
Yr Built/Renovated
Project Type
Landmark Status

30-Sep-2003

PARKS

DEPT. OF PARKS & RECREATION - FY 2004

1873 /  

HISTORICAL LANDMARK DISTRICT27-Apr-2000

MANHATTAN

FY 2009 - 2014FY 2005 - 2008CAPITAL BUDGET
Parks' Walls $155,700

$155,700Total 

:

:
:

:
:

:
:

:
:
:
:

PAR0018.S98 / 1065
Area Sq Ft 23,400

N/A

$155,700BPriority  

$155,700Total

FY 2008FY 2007FY 2006FY 2005EXPENSE BUDGET
Parks' Walls $8,200

$8,200Total

$2,200Priority A
Priority B

$6,000Priority C

$8,200Total

Note :       All $ estimates are in current dollars and are not escalated for potential future inflation. 
                Maintenance $ are aggregated over a ten-year period.
          **  Replacement cost estimated to be beyond ten years is not included in this report.



Page : 979

DEPT. OF PARKS & RECREATION - 846
CENTRAL PARK PERIMETER WALL

Asset # : 1065

Park Wall
System

Component
Type

% of 
Total

Fail Date 
(Years)

Estimated Cost

Current Repair

Year 
FY

Estimated Cost

Future Replacement

Estimated Cost

Maintenance 

Cycle 
(Yrs)

Priority
Code

Wall
Coping

* *Masonry:Brownstone %100 4+ $2,200 LIFE 5 $200 A
Cracking/Crumbling, Extent : Light, Area Affected : 2%

Location : Throughout
Jnt Mortar Miss/Erod, Extent : Severe, Area Affected : 70%

Location : Throughout
Misaligned/Bulging, Extent : Moderate, Area Affected : 1%

Location : Displaced Coping North of W.90 Street
Other Observation, Extent : Light, Area Affected : 2%

Location : North of W.96 Street
Explanation : Reconstruction Work in Progress

Wall/Fence
* *Masonry:Brownstone %100 4+ $155,700 LIFE 5 $10,400 B

Jnt Mortar Miss/Erod, Extent : Moderate, Area Affected : 60%
Location : Throughout

Other Observation, Extent : Light, Area Affected : 2%
Location : North of W.96 Street
Explanation : Reconstruction Work in Progress

Base
* *Masonry:Schst/Gnies %100 4+ $6,000 LIFE 5 $4,400 C

Jnt Mortar Miss/Erod, Extent : Moderate, Area Affected : 50%
Location : Throughout

Other Observation, Extent : Light, Area Affected : 5%
Explanation : Vegetation Growth

Note :       All $ estimates are in current dollars and are not escalated for potential future inflation. 
                Maintenance $ are aggregated over a ten-year period.
          **  Replacement cost estimated to be beyond ten years is not included in this report.



Page : 980

Asset Name

Program / Asset #

Address
Borough

Areas Surveyed 

CENTRAL PARK  PERIMETER WALL
5TH AVE. TO CENTRAL PARK W., 7TH TO AVE. OF THE AMERICAS

Print Date :

Date of Survey

Agency's Number
Yr Built/Renovated
Project Type
Landmark Status

30-Sep-2003

PARKS

DEPT. OF PARKS & RECREATION - FY 2004

1870 /  

HISTORICAL LANDMARK DISTRICT25-Apr-2000

MANHATTAN

FY 2009 - 2014FY 2005 - 2008CAPITAL BUDGET
Parks' Walls $42,600

$42,600Total 

:

:
:

:
:

:
:

:
:
:
:

PAR0018.S92 / 1076
Area Sq Ft 6,400

N/A

$42,600BPriority  

$42,600Total

FY 2008FY 2007FY 2006FY 2005EXPENSE BUDGET
Parks' Walls $600

$600Total

$600Priority A
Priority B
Priority C

$600Total

Note :       All $ estimates are in current dollars and are not escalated for potential future inflation. 
                Maintenance $ are aggregated over a ten-year period.
          **  Replacement cost estimated to be beyond ten years is not included in this report.



Page : 981

DEPT. OF PARKS & RECREATION - 846
CENTRAL PARK PERIMETER WALL

Asset # : 1076

Park Wall
System

Component
Type

% of 
Total

Fail Date 
(Years)

Estimated Cost

Current Repair

Year 
FY

Estimated Cost

Future Replacement

Estimated Cost

Maintenance 

Cycle 
(Yrs)

Priority
Code

Wall
Coping

* *Masonry:Brownstone %100 4+ $600 LIFE 5 $100 A
Cracking/Crumbling, Extent : Moderate, Area Affected : 2%

Location : Opposite 150 - 160 Central Park South
Jnt Mortar Miss/Erod, Extent : Moderate, Area Affected : 50%

Location : Throughout Both Sides
Loose/Delam Surface, Extent : Moderate, Area Affected : 1%

Location : Opposite 150 Central Park South
Wall/Fence

* *Masonry:Brownstone %100 4+ $42,600 LIFE 5 $2,800 B
Broken/Missing Elem, Extent : Light, Area Affected : 1%

Location : Park Side, Opposite 116 - 120 Central Park South
Jnt Mortar Miss/Erod, Extent : Moderate, Area Affected : 50%

Location : Throughout Both Sides
Base

* *Masonry:Schst/Gnies %100 LIFE 5 $1,200 C

Note :       All $ estimates are in current dollars and are not escalated for potential future inflation. 
                Maintenance $ are aggregated over a ten-year period.
          **  Replacement cost estimated to be beyond ten years is not included in this report.



Page : 982

Asset Name

Program / Asset #

Address
Borough

Areas Surveyed 

CENTRAL PARK  PERIMETER WALL
5TH AVE. TO CENTRAL PARK W., COLUMBUS CIRCLE TO 7TH AVE.

Print Date :

Date of Survey

Agency's Number
Yr Built/Renovated
Project Type
Landmark Status

30-Sep-2003

PARKS

DEPT. OF PARKS & RECREATION - FY 2004

1870 /  

HISTORICAL LANDMARK DISTRICT25-Apr-2000

MANHATTAN

FY 2009 - 2014FY 2005 - 2008CAPITAL BUDGET
Parks' Walls $35,900

$35,900Total 

:

:
:

:
:

:
:

:
:
:
:

PAR0018.S93 / 1077
Area Sq Ft 5,400

N/A

$35,900BPriority  

$35,900Total

FY 2008FY 2007FY 2006FY 2005EXPENSE BUDGET
Parks' Walls $500

$500Total

$500Priority A
Priority B
Priority C

$500Total

Note :       All $ estimates are in current dollars and are not escalated for potential future inflation. 
                Maintenance $ are aggregated over a ten-year period.
          **  Replacement cost estimated to be beyond ten years is not included in this report.



Page : 983

DEPT. OF PARKS & RECREATION - 846
CENTRAL PARK PERIMETER WALL

Asset # : 1077

Park Wall
System

Component
Type

% of 
Total

Fail Date 
(Years)

Estimated Cost

Current Repair

Year 
FY

Estimated Cost

Future Replacement

Estimated Cost

Maintenance 

Cycle 
(Yrs)

Priority
Code

Wall
Coping

* *Masonry:Brownstone %100 4+ $500 LIFE 5 A
Cracking/Crumbling, Extent : Moderate, Area Affected : 3%

Location : Opposite 200-210 Central Park South
Jnt Mortar Miss/Erod, Extent : Moderate, Area Affected : 50%

Location : Throughout Both Sides
Loose/Delam Surface, Extent : Light, Area Affected : 2%

Location : Opposite 220 Central Park South
Recent Replace Evident, Extent : Moderate, Area Affected : 1%

Location : Artisans' Gate
Wall/Fence

* *Masonry:Brownstone %100 4+ $35,900 LIFE 5 $2,400 B
Jnt Mortar Miss/Erod, Extent : Moderate, Area Affected : 50%

Location : Throughout Both Sides
Recent Replace Evident, Extent : Moderate, Area Affected : 1%

Location : Artisans' Gate
Base

* *Masonry:Schst/Gnies %100 LIFE 5 $1,000 C

Note :       All $ estimates are in current dollars and are not escalated for potential future inflation. 
                Maintenance $ are aggregated over a ten-year period.
          **  Replacement cost estimated to be beyond ten years is not included in this report.



Page : 984

Asset Name

Program / Asset #

Address
Borough

Areas Surveyed 

CENTRAL PARK  PERIMETER WALL
5TH AVE. TO CENTRAL PARK W., W. 72ND ST. TO COLUMBUS CIRCLE

Print Date :

Date of Survey

Agency's Number
Yr Built/Renovated
Project Type
Landmark Status

30-Sep-2003

PARKS

DEPT. OF PARKS & RECREATION - FY 2004

1870 /  

HISTORICAL LANDMARK DISTRICT28-Apr-2000

MANHATTAN

FY 2009 - 2014FY 2005 - 2008CAPITAL BUDGET
Parks' Walls $176,400

$176,400Total 

:

:
:

:
:

:
:

:
:
:
:

PAR0018.S94 / 1078
Area Sq Ft 26,500

N/A

$176,400BPriority  

$176,400Total

FY 2008FY 2007FY 2006FY 2005EXPENSE BUDGET
Parks' Walls $9,300

$9,300Total

$2,500Priority A
Priority B

$6,800Priority C

$9,300Total

Note :       All $ estimates are in current dollars and are not escalated for potential future inflation. 
                Maintenance $ are aggregated over a ten-year period.
          **  Replacement cost estimated to be beyond ten years is not included in this report.



Page : 985

DEPT. OF PARKS & RECREATION - 846
CENTRAL PARK PERIMETER WALL

Asset # : 1078

Park Wall
System

Component
Type

% of 
Total

Fail Date 
(Years)

Estimated Cost

Current Repair

Year 
FY

Estimated Cost

Future Replacement

Estimated Cost

Maintenance 

Cycle 
(Yrs)

Priority
Code

Wall
Coping

* *Masonry:Brownstone %100 4+ $2,500 LIFE 5 $200 A
Cracking/Crumbling, Extent : Light, Area Affected : 10%

Location : Throughout
Jnt Mortar Miss/Erod, Extent : Severe, Area Affected : 75%

Location : Throughout
Wall/Fence

* *Masonry:Brownstone %100 4+ $176,400 LIFE 5 $11,800 B
Jnt Mortar Miss/Erod, Extent : Severe, Area Affected : 50%

Location : Throughout Both Sides
Recent Replace Evident, Extent : Light, Area Affected : 1%

Location : Opposite W.70 Street
Other Observation, Extent : Severe, Area Affected : 1%

Location : At Pedestrian Entrance Opposite W.65 Street
Explanation : Impact Damage

Base
* *Masonry:Schst/Gnies %100 4+ $6,800 LIFE 5 $4,900 C

Jnt Mortar Miss/Erod, Extent : Severe, Area Affected : 30%
Location : Throughout

Other Observation, Extent : Light, Area Affected : 5%
Location : Joints Between Stones
Explanation : Vegetation Growth

Note :       All $ estimates are in current dollars and are not escalated for potential future inflation. 
                Maintenance $ are aggregated over a ten-year period.
          **  Replacement cost estimated to be beyond ten years is not included in this report.
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Asset Name

Program / Asset #

Address
Borough

Areas Surveyed 

CENTRAL PARK  PERIMETER WALL
5TH AVE. TO CENTRAL PARK W., W. 78TH TO W. 72ND STREET

Print Date :

Date of Survey

Agency's Number
Yr Built/Renovated
Project Type
Landmark Status

30-Sep-2003

PARKS

DEPT. OF PARKS & RECREATION - FY 2004

1873 /  

HISTORICAL LANDMARK DISTRICT28-Apr-2000

MANHATTAN

FY 2009 - 2014FY 2005 - 2008CAPITAL BUDGET
Parks' Walls $168,400

$168,400Total 

:

:
:

:
:

:
:

:
:
:
:

PAR0018.S95 / 1079
Area Sq Ft 25,300

N/A

$168,400BPriority  

$168,400Total

FY 2008FY 2007FY 2006FY 2005EXPENSE BUDGET
Parks' Walls $8,800

$8,800Total

$2,400Priority A
Priority B

$6,400Priority C

$8,800Total

Note :       All $ estimates are in current dollars and are not escalated for potential future inflation. 
                Maintenance $ are aggregated over a ten-year period.
          **  Replacement cost estimated to be beyond ten years is not included in this report.



Page : 987

DEPT. OF PARKS & RECREATION - 846
CENTRAL PARK PERIMETER WALL

Asset # : 1079

Park Wall
System

Component
Type

% of 
Total

Fail Date 
(Years)

Estimated Cost

Current Repair

Year 
FY

Estimated Cost

Future Replacement

Estimated Cost

Maintenance 

Cycle 
(Yrs)

Priority
Code

Wall
Coping

* *Masonry:Brownstone %99 4+ $2,300 LIFE 5 $200 A
Jnt Mortar Miss/Erod, Extent : Severe, Area Affected : 75%

Location : Throughout
* *Masonry:Granite %1 4+ LIFE 5 A

Jnt Mortar Miss/Erod, Extent : Moderate, Area Affected : 100%
Location : Throughout

Wall/Fence
* *Masonry:Brownstone %100 4+ $168,400 LIFE 5 $11,200 B

Jnt Mortar Miss/Erod, Extent : Severe, Area Affected : 50%
Location : Throughout

Recent Replace Evident, Extent : Light, Area Affected : 2%
Location : North Side of Womens' Gate at W.72 Street

Other Observation, Extent : Light, Area Affected : 5%
Location : Throughout Joints
Explanation : Vegetation Growth

Other Observation, Extent : Moderate, Area Affected : 1%
Location : Throughout
Explanation : Impact Damage- Misaligned Stones

Other Observation, Extent : Severe, Area Affected : 1%
Location : Throughout
Explanation : Impact Damage-Broken Stones

Base
* *Concrete %1 LIFE 5 C

Other Observation, Extent : Moderate, Area Affected : 100%
Location : Park Side of Wall
Explanation : Subway Ventilation Openings

* *Masonry:Schst/Gnies %99 4+ $6,400 LIFE 5 $4,700 C
Jnt Mortar Miss/Erod, Extent : Severe, Area Affected : 30%

Location : Throughout
Other Observation, Extent : Light, Area Affected : 5%

Location : Stone Joints
Explanation : Vegetation Growth

Note :       All $ estimates are in current dollars and are not escalated for potential future inflation. 
                Maintenance $ are aggregated over a ten-year period.
          **  Replacement cost estimated to be beyond ten years is not included in this report.



Page : 988

Asset Name

Program / Asset #

Address
Borough

Areas Surveyed 

CENTRAL PARK  PERIMETER WALL
5TH AVE. TO CENTRAL PARK W., W. 81ST TO W. 78TH STREET

Print Date :

Date of Survey

Agency's Number
Yr Built/Renovated
Project Type
Landmark Status

30-Sep-2003

PARKS

DEPT. OF PARKS & RECREATION - FY 2004

1873 /  

HISTORICAL LANDMARK DISTRICT28-Apr-2000

MANHATTAN

FY 2009 - 2014FY 2005 - 2008CAPITAL BUDGET
Parks' Walls $43,600

$43,600Total 

:

:
:

:
:

:
:

:
:
:
:

PAR0018.S96 / 1080
Area Sq Ft 6,900

N/A

$43,600BPriority  

$43,600Total

FY 2008FY 2007FY 2006FY 2005EXPENSE BUDGET
Parks' Walls $4,700

$4,700Total

$600Priority A
$2,300Priority B
$1,800Priority C

$4,700Total

Note :       All $ estimates are in current dollars and are not escalated for potential future inflation. 
                Maintenance $ are aggregated over a ten-year period.
          **  Replacement cost estimated to be beyond ten years is not included in this report.



Page : 989

DEPT. OF PARKS & RECREATION - 846
CENTRAL PARK PERIMETER WALL

Asset # : 1080

Park Wall
System

Component
Type

% of 
Total

Fail Date 
(Years)

Estimated Cost

Current Repair

Year 
FY

Estimated Cost

Future Replacement

Estimated Cost

Maintenance 

Cycle 
(Yrs)

Priority
Code

Wall
Coping

* *Masonry:Brownstone %5 4+ LIFE 5 A
Jnt Mortar Miss/Erod, Extent : Severe, Area Affected : 75%

Location : Throughout
* *Masonry:Granite %95 4+ $600 LIFE 5 $100 A

Cracking/Crumbling, Extent : Light, Area Affected : 5%
Location : Throughout

Jnt Mortar Miss/Erod, Extent : Severe, Area Affected : 75%
Location : Throughout

Misaligned/Bulging, Extent : Moderate, Area Affected : 10%
Location : Throughout

Wall/Fence
* *Masonry:Granite %5 4+ $2,300 LIFE 5 $200 B

Jnt Mortar Miss/Erod, Extent : Severe, Area Affected : 50%
Location : Throughout Both Sides

* *Masonry:Schst/Gnies %95 4+ $43,600 LIFE 5 $4,600 B
Jnt Mortar Miss/Erod, Extent : Severe, Area Affected : 50%

Location : Throughout Both Sides
Base

* *Masonry:Schst/Gnies %100 4+ $1,800 LIFE 5 $1,300 C
Jnt Mortar Miss/Erod, Extent : Severe, Area Affected : 30%

Location : Throughout
Other Observation, Extent : Light, Area Affected : 5%

Location : Stone Joints
Explanation : Vegetation Growth

Note :       All $ estimates are in current dollars and are not escalated for potential future inflation. 
                Maintenance $ are aggregated over a ten-year period.
          **  Replacement cost estimated to be beyond ten years is not included in this report.
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Asset Name

Program / Asset #

Address
Borough

Areas Surveyed 

CENTRAL PARK  PERIMETER WALL
5TH AVE. TO CENTRAL PARK W., CENTRAL PARK N. TO W. 100TH ST.

Print Date :

Date of Survey

Agency's Number
Yr Built/Renovated
Project Type
Landmark Status

30-Sep-2003

PARKS

DEPT. OF PARKS & RECREATION - FY 2004

1873 /  

HISTORICAL LANDMARK DISTRICT27-Apr-2000

MANHATTAN

FY 2009 - 2014FY 2005 - 2008CAPITAL BUDGET
Parks' Walls $328,800

$328,800Total 

:

:
:

:
:

:
:

:
:
:
:

PAR0018.S99 / 2731
Area Sq Ft 24,700

N/A

$328,800BPriority  

$328,800Total

FY 2008FY 2007FY 2006FY 2005EXPENSE BUDGET
Parks' Walls $10,600

$10,600Total

$4,600Priority A
Priority B

$6,000Priority C

$10,600Total

Note :       All $ estimates are in current dollars and are not escalated for potential future inflation. 
                Maintenance $ are aggregated over a ten-year period.
          **  Replacement cost estimated to be beyond ten years is not included in this report.



Page : 991

DEPT. OF PARKS & RECREATION - 846
CENTRAL PARK PERIMETER WALL

Asset # : 2731

Park Wall
System

Component
Type

% of 
Total

Fail Date 
(Years)

Estimated Cost

Current Repair

Year 
FY

Estimated Cost

Future Replacement

Estimated Cost

Maintenance 

Cycle 
(Yrs)

Priority
Code

Wall
Coping

* *Masonry:Brownstone %100 Now $4,600 LIFE 5 $200 A
Cracking/Crumbling, Extent : Moderate, Area Affected : 5%
Jnt Mortar Miss/Erod, Extent : Severe, Area Affected : 75%

Location : Throughout
Misaligned/Bulging, Extent : Moderate, Area Affected : 5%
Other Observation, Extent : Light, Area Affected : 5%

Explanation : Vegetation Growth
Wall/Fence

* *Masonry:Brownstone %100 4+ $328,800 LIFE 5 $11,000 B
Jnt Mortar Miss/Erod, Extent : Severe, Area Affected : 60%

Location : Throughout
Vertical Cracks, Extent : Moderate, Area Affected : 1%
Other Observation, Extent : Moderate, Area Affected : 100%

Location : Opposite W.104 Street
Explanation : Subway Emergency Exit Headhouse Not Included

Other Observation, Extent : Severe, Area Affected : 1%
Location : Opposite W.104 Street
Explanation : Impact Damage

Base
* *Concrete %5 LIFE 5 C

Other Observation, Extent : Moderate, Area Affected : 100%
Location : W.110th Street Station
Explanation : At Subway Entrance

* *Masonry:Schst/Gnies %95 4+ $6,000 LIFE 5 $4,400 C
Jnt Mortar Miss/Erod, Extent : Severe, Area Affected : 70%

Location : Throughout
Other Observation, Extent : Light, Area Affected : 5%

Explanation : Vegetation Growth

Note :       All $ estimates are in current dollars and are not escalated for potential future inflation. 
                Maintenance $ are aggregated over a ten-year period.
          **  Replacement cost estimated to be beyond ten years is not included in this report.



Page : 992

Asset Name

Program / Asset #

Address
Borough

Areas Surveyed 

RIVERSIDE PARK  PERIMETER WALL
RIVERSIDE DRIVE W. 92 TO W.95 STREETS

Print Date :

Date of Survey

Agency's Number
Yr Built/Renovated
Project Type
Landmark Status

30-Sep-2003

PARKS

DEPT. OF PARKS & RECREATION - FY 2004

NONE19-Apr-2001

MANHATTAN

FY 2009 - 2014FY 2005 - 2008CAPITAL BUDGET
Parks' Walls $163,500 $46,900

$163,500 $46,900Total 

:

:
:

:
:

:
:

:
:
:
:

PAR0006.S95 / 215
Area Sq Ft 67,200

N/A

$163,500 $46,900BPriority  

$163,500 $46,900Total

FY 2008FY 2007FY 2006FY 2005EXPENSE BUDGET
Parks' Walls $21,400

$21,400Total

$5,800Priority A
$15,700Priority C

$21,400Total

Note :       All $ estimates are in current dollars and are not escalated for potential future inflation. 
                Maintenance $ are aggregated over a ten-year period.
          **  Replacement cost estimated to be beyond ten years is not included in this report.



Page : 993

DEPT. OF PARKS & RECREATION - 846
RIVERSIDE PARK PERIMETER WALL

Asset # : 215

Park Wall
System

Component
Type

% of 
Total

Fail Date 
(Years)

Estimated Cost

Current Repair

Year 
FY

Estimated Cost

Future Replacement

Estimated Cost

Maintenance 

Cycle 
(Yrs)

Priority
Code

Wall
Coping

* *Masonry:Granite %100 Now $5,800 LIFE 5 $600 A
Jnt Mortar Miss/Erod, Extent : Severe, Area Affected : 75%

Location : Throughout
Wall/Fence

* *Masonry:Schst/Gnies %100 Now $163,500 LIFE 5 $46,900 B
Jnt Mortar Miss/Erod, Extent : Severe, Area Affected : 50%

Location : Throughout
Other Observation, Extent : Severe, Area Affected : 20%

Location : Park Side of Wall
Explanation : Vegetation Growth

Base
* *Masonry:Schst/Gnies %100 Now $15,700 LIFE 5 $12,500 C

Jnt Mortar Miss/Erod, Extent : Severe, Area Affected : 75%
Location : Park Side of Wall

Other Observation, Extent : Severe, Area Affected : 20%
Location : Park Side of Wall
Explanation : Vegetation Growth

Note :       All $ estimates are in current dollars and are not escalated for potential future inflation. 
                Maintenance $ are aggregated over a ten-year period.
          **  Replacement cost estimated to be beyond ten years is not included in this report.



Page : 994

Asset Name

Program / Asset #

Address
Borough

Areas Surveyed 

RIVERSIDE PARK  PERIMETER WALL
RIVERSIDE DRIVE W. 96 TO W.102 STREETS

Print Date :

Date of Survey

Agency's Number
Yr Built/Renovated
Project Type
Landmark Status

30-Sep-2003

PARKS

DEPT. OF PARKS & RECREATION - FY 2004

NONE19-Apr-2001

MANHATTAN

FY 2009 - 2014FY 2005 - 2008CAPITAL BUDGET
Parks' Walls $203,400 $44,200

$203,400 $44,200Total 

:

:
:

:
:

:
:

:
:
:
:

PAR0006.S96 / 216
Area Sq Ft 70,400

N/A

$203,400 $44,200BPriority  

$203,400 $44,200Total

FY 2008FY 2007FY 2006FY 2005EXPENSE BUDGET
Parks' Walls $22,200

$22,200Total

$5,700Priority A
Priority B

$16,400Priority C

$22,200Total

Note :       All $ estimates are in current dollars and are not escalated for potential future inflation. 
                Maintenance $ are aggregated over a ten-year period.
          **  Replacement cost estimated to be beyond ten years is not included in this report.



Page : 995

DEPT. OF PARKS & RECREATION - 846
RIVERSIDE PARK PERIMETER WALL

Asset # : 216

Park Wall
System

Component
Type

% of 
Total

Fail Date 
(Years)

Estimated Cost

Current Repair

Year 
FY

Estimated Cost

Future Replacement

Estimated Cost

Maintenance 

Cycle 
(Yrs)

Priority
Code

Wall
Coping

* *Masonry:Granite %95 Now $5,700 LIFE 5 $600 A
Jnt Mortar Miss/Erod, Extent : Severe, Area Affected : 75%

Location : Throughout
Other Observation, Extent : Severe, Area Affected : 2%

Location : 101 - 102 Streets
Explanation : Cracked and Displaced Units

Under Construction %5 D
Other Observation, Extent : Moderate, Area Affected : 100%

Explanation : Over West 96 Street
Wall/Fence

* *Masonry:Granite %5 Now $49,200 LIFE 5 $2,500 B
Jnt Mortar Miss/Erod, Extent : Severe, Area Affected : 100%

Location : John Meryen Carrere Memorial
Other Observation, Extent : Severe, Area Affected : 5%

Location : Opposite West 100 Street, John Meryen Carrere Memorial
Explanation : Lateral Displacement

* *Masonry:Schst/Gnies %90 Now $154,100 LIFE 5 $44,200 B
Broken/Missing Elem, Extent : Moderate, Area Affected : 2%

Location : Opposite West 99 Street And Between 101-102 Streets
Jnt Mortar Miss/Erod, Extent : Severe, Area Affected : 75%

Location : Throughout
Other Observation, Extent : Severe, Area Affected : 20%

Location : Park Side of Wall
Explanation : Vegetation Growth

Under Construction %5 D
Other Observation, Extent : Moderate, Area Affected : 100%

Explanation : Over West 96 Street
Base

* *Masonry:Schst/Gnies %100 Now $16,400 LIFE 5 $13,100 C
Jnt Mortar Miss/Erod, Extent : Severe, Area Affected : 75%

Location : Park Side of Wall
Other Observation, Extent : Severe, Area Affected : 10%

Location : Park Side of Wall
Explanation : Vegetation Growth

Note :       All $ estimates are in current dollars and are not escalated for potential future inflation. 
                Maintenance $ are aggregated over a ten-year period.
          **  Replacement cost estimated to be beyond ten years is not included in this report.
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Asset Name

Program / Asset #

Address
Borough

Areas Surveyed 

RIVERSIDE PARK  PERIMETER WALL
RIVERSIDE DRIVE W.102 TO W.108 STREETS

Print Date :

Date of Survey

Agency's Number
Yr Built/Renovated
Project Type
Landmark Status

30-Sep-2003

PARKS

DEPT. OF PARKS & RECREATION - FY 2004

NONE19-Apr-2001

MANHATTAN

FY 2009 - 2014FY 2005 - 2008CAPITAL BUDGET
Parks' Walls $179,000 $51,300

$179,000 $51,300Total 

:

:
:

:
:

:
:

:
:
:
:

PAR0006.S97 / 217
Area Sq Ft 73,600

N/A

$179,000 $51,300BPriority  

$179,000 $51,300Total

FY 2008FY 2007FY 2006FY 2005EXPENSE BUDGET
Parks' Walls $29,800

$29,800Total

$12,600Priority A
$17,200Priority C

$29,800Total

Note :       All $ estimates are in current dollars and are not escalated for potential future inflation. 
                Maintenance $ are aggregated over a ten-year period.
          **  Replacement cost estimated to be beyond ten years is not included in this report.



Page : 997

DEPT. OF PARKS & RECREATION - 846
RIVERSIDE PARK PERIMETER WALL

Asset # : 217

Park Wall
System

Component
Type

% of 
Total

Fail Date 
(Years)

Estimated Cost

Current Repair

Year 
FY

Estimated Cost

Future Replacement

Estimated Cost

Maintenance 

Cycle 
(Yrs)

Priority
Code

Wall
Coping

* *Masonry:Granite %100 Now $12,600 LIFE 5 $700 A
Jnt Mortar Miss/Erod, Extent : Severe, Area Affected : 90%

Location : Throughout
Other Observation, Extent : Severe, Area Affected : 2%

Location : Opposite 106 Street
Explanation : Lateral Displacement

Wall/Fence
* *Masonry:Schst/Gnies %100 Now $179,000 LIFE 5 $51,300 B

Broken/Missing Elem, Extent : Severe, Area Affected : 3%
Location : Opposite 102-103 Streets - Park Side

Jnt Mortar Miss/Erod, Extent : Severe, Area Affected : 90%
Location : Throughout

Other Observation, Extent : Severe, Area Affected : 20%
Location : Park Side of Wall
Explanation : Vegetation Growth

Base
* *Masonry:Schst/Gnies %100 Now $17,200 LIFE 5 $13,700 C

Jnt Mortar Miss/Erod, Extent : Severe, Area Affected : 90%
Location : Park Side of Wall

Other Observation, Extent : Severe, Area Affected : 20%
Location : Park Side of Wall
Explanation : Vegetation Growth

Note :       All $ estimates are in current dollars and are not escalated for potential future inflation. 
                Maintenance $ are aggregated over a ten-year period.
          **  Replacement cost estimated to be beyond ten years is not included in this report.



Page : 998

Asset Name

Program / Asset #

Address
Borough

Areas Surveyed 

RIVERSIDE PARK  PERIMETER WALL
RIVERSIDE DRIVE W.108 TO W.115 STREETS

Print Date :

Date of Survey

Agency's Number
Yr Built/Renovated
Project Type
Landmark Status

30-Sep-2003

PARKS

DEPT. OF PARKS & RECREATION - FY 2004

NONE19-Apr-2001

MANHATTAN

FY 2009 - 2014FY 2005 - 2008CAPITAL BUDGET
Parks' Walls $186,800 $53,600

$186,800 $53,600Total 

:

:
:

:
:

:
:

:
:
:
:

PAR0006.S98 / 218
Area Sq Ft 76,800

N/A

$186,800 $53,600BPriority  

$186,800 $53,600Total

FY 2008FY 2007FY 2006FY 2005EXPENSE BUDGET
Parks' Walls $24,500

$24,500Total

$6,600Priority A
$17,900Priority C

$24,500Total

Note :       All $ estimates are in current dollars and are not escalated for potential future inflation. 
                Maintenance $ are aggregated over a ten-year period.
          **  Replacement cost estimated to be beyond ten years is not included in this report.



Page : 999

DEPT. OF PARKS & RECREATION - 846
RIVERSIDE PARK PERIMETER WALL

Asset # : 218

Park Wall
System

Component
Type

% of 
Total

Fail Date 
(Years)

Estimated Cost

Current Repair

Year 
FY

Estimated Cost

Future Replacement

Estimated Cost

Maintenance 

Cycle 
(Yrs)

Priority
Code

Wall
Coping

* *Masonry:Granite %100 Now $6,600 LIFE 5 $700 A
Jnt Mortar Miss/Erod, Extent : Severe, Area Affected : 75%

Location : Throughout
Wall/Fence

* *Masonry:Schst/Gnies %100 Now $186,800 LIFE 5 $53,600 B
Broken/Missing Elem, Extent : Moderate, Area Affected : 2%

Location : Park Side Opposite West 109 Street
Jnt Mortar Miss/Erod, Extent : Severe, Area Affected : 75%

Location : Throughout
Other Observation, Extent : Severe, Area Affected : 20%

Location : Park Side of Wall
Explanation : Vegetation Growth

Base
* *Masonry:Schst/Gnies %100 Now $17,900 LIFE 5 $14,300 C

Jnt Mortar Miss/Erod, Extent : Severe, Area Affected : 75%
Location : Park Side of Wall

Other Observation, Extent : Severe, Area Affected : 20%
Location : Park Side of Wall
Explanation : Vegetation Growth

Note :       All $ estimates are in current dollars and are not escalated for potential future inflation. 
                Maintenance $ are aggregated over a ten-year period.
          **  Replacement cost estimated to be beyond ten years is not included in this report.



Page : 1,000

Asset Name

Program / Asset #

Address
Borough

Areas Surveyed 

RIVERSIDE PARK  PERIMETER WALL
RIVERSIDE DRIVE W.115 TO W.120 STREETS

Print Date :

Date of Survey

Agency's Number
Yr Built/Renovated
Project Type
Landmark Status

30-Sep-2003

PARKS

DEPT. OF PARKS & RECREATION - FY 2004

NONE19-Apr-2001

MANHATTAN

FY 2009 - 2014FY 2005 - 2008CAPITAL BUDGET
Parks' Walls $179,000 $51,300

$179,000 $51,300Total 

:

:
:

:
:

:
:

:
:
:
:

PAR0006.S99 / 219
Area Sq Ft 73,600

N/A

$179,000 $51,300BPriority  

$179,000 $51,300Total

FY 2008FY 2007FY 2006FY 2005EXPENSE BUDGET
Parks' Walls $23,500

$23,500Total

$6,300Priority A
$17,200Priority C

$23,500Total

Note :       All $ estimates are in current dollars and are not escalated for potential future inflation. 
                Maintenance $ are aggregated over a ten-year period.
          **  Replacement cost estimated to be beyond ten years is not included in this report.



Page : 1,001

DEPT. OF PARKS & RECREATION - 846
RIVERSIDE PARK PERIMETER WALL

Asset # : 219

Park Wall
System

Component
Type

% of 
Total

Fail Date 
(Years)

Estimated Cost

Current Repair

Year 
FY

Estimated Cost

Future Replacement

Estimated Cost

Maintenance 

Cycle 
(Yrs)

Priority
Code

Wall
Coping

* *Masonry:Granite %100 Now $6,300 LIFE 5 $700 A
Jnt Mortar Miss/Erod, Extent : Severe, Area Affected : 75%

Location : Throughout
Wall/Fence

* *Masonry:Schst/Gnies %100 Now $179,000 LIFE 5 $51,300 B
Jnt Mortar Miss/Erod, Extent : Severe, Area Affected : 75%

Location : Throughout
Other Observation, Extent : Severe, Area Affected : 20%

Location : Park Side of Wall
Explanation : Vegetation Growth

Base
* *Masonry:Schst/Gnies %100 Now $17,200 LIFE 5 $13,700 C

Jnt Mortar Miss/Erod, Extent : Severe, Area Affected : 75%
Location : Park Side of Wall

Other Observation, Extent : Severe, Area Affected : 20%
Location : Park Side of Wall
Explanation : Vegetation Growth

Note :       All $ estimates are in current dollars and are not escalated for potential future inflation. 
                Maintenance $ are aggregated over a ten-year period.
          **  Replacement cost estimated to be beyond ten years is not included in this report.



Page : 1,002

Asset Name

Program / Asset #

Address
Borough

Areas Surveyed 

CONEY ISLAND BEACH & BOARDWALK  BOARDWALK - EAST
CONEY IS. AV TO BRIGHTON 15 ST. BRIGHTON BEACH

Print Date :

Date of Survey

Agency's Number
Yr Built/Renovated
Project Type
Landmark Status

30-Sep-2003

PARKS

DEPT. OF PARKS & RECREATION - FY 2004

NONE06-Jun-2001

BROOKLYN

FY 2009 - 2014FY 2005 - 2008CAPITAL BUDGET
Parks' Boardwalks $299,900 $299,900

$299,900 $299,900Total 

:

:
:

:
:

:
:

:
:
:
:

PAR0111.F97 / 605
Area Sq Ft 35,000

N/A

$299,900 $299,900APriority  

$299,900 $299,900Total

FY 2008FY 2007FY 2006FY 2005EXPENSE BUDGET
Parks' Boardwalks $75,100

$75,100Total

$65,100Priority A
$10,000Priority C

$75,100Total

Note :       All $ estimates are in current dollars and are not escalated for potential future inflation. 
                Maintenance $ are aggregated over a ten-year period.
          **  Replacement cost estimated to be beyond ten years is not included in this report.



Page : 1,003

DEPT. OF PARKS & RECREATION - 846
CONEY ISLAND BEACH & BOARDWALK BOARDWALK - EAST

Asset # : 605

Boardwalks
System

Component
Type

% of 
Total

Fail Date 
(Years)

Estimated Cost

Current Repair

Year 
FY

Estimated Cost

Future Replacement

Estimated Cost

Maintenance 

Cycle 
(Yrs)

Priority
Code

Superstructure
Deck

* *Timber %100 Now $16,700 2017 5 $27,400 A
Other Observation, Extent : Moderate, Area Affected : 5%

Location : Throughout
Explanation : Loose Fastenings

Railing
* *Aluminum %100 Now $10,000 2032 C

Other Observation, Extent : Severe, Area Affected : 10%
Location : Throughout
Explanation : Broken/Missing Elements

Substructure
Beams

* *Timber %100 2017 5 $599,800 A

Piers
* *Concrete %100 LIFE 5 $5,800 A

Girders
* *Concrete %100 4+ $33,300 LIFE 5 $5,800 A

Cracking/Crumbling, Extent : Moderate, Area Affected : 5%
Location : Cantelevered Ends

Underside Enclosure
* *Chain Link Fence %5 Now $15,100 2032 A

Broken/Missing Elements, Extent : Severe, Area Affected : 40%
Location : Beach Side of Boardwalk

Deformed/Dented, Extent : Severe, Area Affected : 100%
Location : Throughout

Vandalism, Extent : Severe, Area Affected : 100%
Location : Throughout

No Component %95 D

Note :       All $ estimates are in current dollars and are not escalated for potential future inflation. 
                Maintenance $ are aggregated over a ten-year period.
          **  Replacement cost estimated to be beyond ten years is not included in this report.



Page : 1,004

Asset Name

Program / Asset #

Address
Borough

Areas Surveyed 

CONEY ISLAND BEACH & BOARDWALK  BOARDWALK - EAST
BRIGHTON 1 ST. TO CONEY IS. AVE. BRIGHTON BEACH

Print Date :

Date of Survey

Agency's Number
Yr Built/Renovated
Project Type
Landmark Status

30-Sep-2003

PARKS

DEPT. OF PARKS & RECREATION - FY 2004

NONE06-Jun-2001

BROOKLYN

FY 2009 - 2014FY 2005 - 2008CAPITAL BUDGET
Parks' Boardwalks $891,300 $700,800

$891,300 $700,800Total 

:

:
:

:
:

:
:

:
:
:
:

PAR0111.F98 / 606
Area Sq Ft 75,000

N/A

$891,300 $700,800APriority  

$891,300 $700,800Total

FY 2008FY 2007FY 2006FY 2005EXPENSE BUDGET
Parks' Boardwalks $32,400

$32,400Total

$10,900Priority A
$21,500Priority C

$32,400Total

Note :       All $ estimates are in current dollars and are not escalated for potential future inflation. 
                Maintenance $ are aggregated over a ten-year period.
          **  Replacement cost estimated to be beyond ten years is not included in this report.



Page : 1,005

DEPT. OF PARKS & RECREATION - 846
CONEY ISLAND BEACH & BOARDWALK BOARDWALK - EAST

Asset # : 606

Boardwalks
System

Component
Type

% of 
Total

Fail Date 
(Years)

Estimated Cost

Current Repair

Year 
FY

Estimated Cost

Future Replacement

Estimated Cost

Maintenance 

Cycle 
(Yrs)

Priority
Code

Superstructure
Deck

* *Paver: Asphalt %1 2-4 $4,400 LIFE 5 $100 A
Broken Paver Block, Extent : Moderate, Area Affected : 20%

Location : Throughout
Cracking/Crumbling, Extent : Moderate, Area Affected : 40%

Location : Throughout
Loose Units, Extent : Moderate, Area Affected : 20%

Location : Throughout
* *Timber %99 Now $177,300 2025 5 $58,100 A

Dry Rot, Extent : Moderate, Area Affected : 2%
Location : Near Coney Island Avenue

Other Observation, Extent : Moderate, Area Affected : 5%
Location : Near Coney Island Avenue
Explanation : Uneven Surface - Trip Hazard

Other Observation, Extent : Severe, Area Affected : 10%
Location : Throughout
Explanation : Loose Fastenings

Railing
* *Aluminum %100 Now $21,500 2032 C

Other Observation, Extent : Severe, Area Affected : 10%
Location : Throughout
Explanation : Broken/Missing Elements

Substructure
Beams

* *Timber %100 2017 5 $1,285,400 A

Piers
* *Concrete %100 LIFE 5 $12,500 A

Girders
* *Concrete %100 4+ $71,300 LIFE 5 $12,500 A

Cracking/Crumbling, Extent : Moderate, Area Affected : 5%
Location : Cantelevered Ends

Underside Enclosure
* *Chain Link Fence %10 Now $6,500 2017 A

Broken/Missing Elements, Extent : Severe, Area Affected : 10%
Location : Throughout Inland Side

Vandalism, Extent : Severe, Area Affected : 10%
Location : Throughout Inland Side

No Component %90 D

Note :       All $ estimates are in current dollars and are not escalated for potential future inflation. 
                Maintenance $ are aggregated over a ten-year period.
          **  Replacement cost estimated to be beyond ten years is not included in this report.



Page : 1,006

Asset Name

Program / Asset #

Address
Borough

Areas Surveyed 

CONEY ISLAND BEACH & BOARDWALK  BOARDWALK - WEST
W. 37TH ST. TO BRIGHTON 1 ST. RIEGELMANN BOARDWALK

Print Date :

Date of Survey

Agency's Number
Yr Built/Renovated
Project Type
Landmark Status

30-Sep-2003

PARKS

DEPT. OF PARKS & RECREATION - FY 2004

NONE06-Jun-2001

BROOKLYN

FY 2009 - 2014FY 2005 - 2008CAPITAL BUDGET
Parks' Boardwalks $8,784,300 $6,967,300

$8,784,300 $6,967,300Total 

:

:
:

:
:

:
:

:
:
:
:

PAR0111.F99 / 607
Area Sq Ft 720,000

N/A

$8,681,000 $6,967,300APriority  
$103,400CPriority  

$8,784,300 $6,967,300Total

FY 2008FY 2007FY 2006FY 2005EXPENSE BUDGET
Parks' Boardwalks $2,100

$2,100Total

$2,100Priority A

$2,100Total

Note :       All $ estimates are in current dollars and are not escalated for potential future inflation. 
                Maintenance $ are aggregated over a ten-year period.
          **  Replacement cost estimated to be beyond ten years is not included in this report.



Page : 1,007

DEPT. OF PARKS & RECREATION - 846
CONEY ISLAND BEACH & BOARDWALK BOARDWALK - WEST

Asset # : 607

Boardwalks
System

Component
Type

% of 
Total

Fail Date 
(Years)

Estimated Cost

Current Repair

Year 
FY

Estimated Cost

Future Replacement

Estimated Cost

Maintenance 

Cycle 
(Yrs)

Priority
Code

Superstructure
Deck

* *Paver: Asphalt %1 Now $2,100 LIFE 5 $1,100 A
Other Observation, Extent : Moderate, Area Affected : 5%

Location : W21 and W27 Streets
Explanation : Broken/Missing Elements

* *Timber %99 Now $1,702,500 2025 5 $557,900 A
Dry Rot, Extent : Moderate, Area Affected : 5%

Location : Throughout
Loose Fastenings, Extent : Severe, Area Affected : 10%

Location : THROUGHOUT
Other Observation, Extent : Light, Area Affected : 2%

Location : At W22, W33 and W35 Streetsts
Explanation : Fire Damage

Other Observation, Extent : Moderate, Area Affected : 5%
Location : Along Center of Boardwalk
Explanation : Misaligned Boards

Other Observation, Extent : Severe, Area Affected : 1%
Location : East of West 5th Street
Explanation : Broken Boards

Railing
* *Aluminum %100 Now $103,400 2032 C

Other Observation, Extent : Moderate, Area Affected : 5%
Location : Throughout
Explanation : Broken/Missing Sections

Substructure
Beams

* *Timber %100 2017 5 $12,339,400 A
Other Observation, Extent : Light, Area Affected : 2%

Location : W22 and W33 Streets
Explanation : Fire Damage

Piers
* *Concrete %100 LIFE 5 $119,800 A

Girders
* *Concrete %100 4+ $684,500 LIFE 5 $119,800 A

Cracking/Crumbling, Extent : Moderate, Area Affected : 5%
Location : Cantelevered Ends

Underside Enclosure
* *Chain Link Fence %10 Now $124,300 2017 A

Broken/Missing Elements, Extent : Moderate, Area Affected : 30%
Location : Throughout

Deformed/Dented, Extent : Moderate, Area Affected : 30%
Location : Throughout

Vandalism, Extent : Moderate, Area Affected : 30%
Location : Throughout

No Component %90 D

Note :       All $ estimates are in current dollars and are not escalated for potential future inflation. 
                Maintenance $ are aggregated over a ten-year period.
          **  Replacement cost estimated to be beyond ten years is not included in this report.



Page : 1,008

DEPT. OF PARKS & RECREATION - 846
CONEY ISLAND BEACH & BOARDWALK BOARDWALK - WEST

Asset # : 607

Asset Name

Program / Asset #

Address
Borough

Areas Surveyed 

CONEY ISLAND BEACH & BOARDWALK  STEEPLECHASE PIER
W. 17 STREET - ATLANTIC OCEAN 

Print Date :

Date of Survey

Agency's Number
Yr Built/Renovated
Project Type
Landmark Status

30-Sep-2003

PARKS

DEPT. OF PARKS & RECREATION - FY 2004

NONE06-Jun-2001

BROOKLYN

FY 2009 - 2014FY 2005 - 2008CAPITAL BUDGET
Parks' Boardwalks $78,800 $78,800

$78,800 $78,800Total 

:

:
:

:
:

:
:

:
:
:
:

PAR0111.F96 / 13428
Area Sq Ft 9,200

N/A

$78,800 $78,800APriority  

$78,800 $78,800Total

FY 2008FY 2007FY 2006FY 2005EXPENSE BUDGET
Parks' Boardwalks $14,400

$14,400Total

$7,200Priority A
$7,200Priority C

$14,400Total

Note :       All $ estimates are in current dollars and are not escalated for potential future inflation. 
                Maintenance $ are aggregated over a ten-year period.
          **  Replacement cost estimated to be beyond ten years is not included in this report.



Page : 1,009

DEPT. OF PARKS & RECREATION - 846
CONEY ISLAND BEACH & BOARDWALK STEEPLECHASE PIER

Asset # : 13428

Boardwalks
System

Component
Type

% of 
Total

Fail Date 
(Years)

Estimated Cost

Current Repair

Year 
FY

Estimated Cost

Future Replacement

Estimated Cost

Maintenance 

Cycle 
(Yrs)

Priority
Code

Superstructure
Deck

* *Timber %100 2025 5 $14,400 A
Other Observation, Extent : Moderate, Area Affected : 2%

Location : Throughout
Explanation : Loose Fastenings

Railing
* *Timber %100 2025 5 $14,400 C

Excess Worn/Erod Mat, Extent : Light, Area Affected : 10%
Location : Throughout

Other Observation, Extent : Light, Area Affected : 2%
Location : Throughout
Explanation : Broken/Missing Elements

Substructure
Beams

* *Timber %100 2025 5 $157,700 A

Piers
* *Concrete %100 LIFE 5 $1,500 A

Girders
* *Concrete %100 LIFE 5 $1,500 A

Note :       All $ estimates are in current dollars and are not escalated for potential future inflation. 
                Maintenance $ are aggregated over a ten-year period.
          **  Replacement cost estimated to be beyond ten years is not included in this report.



Page : 1,010

Asset Name

Program / Asset #

Address
Borough

Areas Surveyed 

FDR BOARDWALK & BEACH  BOARDWALK
FT WADSWORTH TO MILLER FIELD FLAGPOLE PLAZA - SEAVIEW AVE.

Print Date :

Date of Survey

Agency's Number
Yr Built/Renovated
Project Type
Landmark Status

30-Sep-2003

PARKS

DEPT. OF PARKS & RECREATION - FY 2004

NONE26-Aug-1994

STATEN ISLAND

FY 2009 - 2014FY 2005 - 2008CAPITAL BUDGET
Parks' Boardwalks $41,800

$41,800Total 

:

:
:

:
:

:
:

:
:
:
:

PAR0089.F97 / 611
Area Sq Ft 7,921

N/A

$41,800APriority  

$41,800Total

FY 2008FY 2007FY 2006FY 2005EXPENSE BUDGET
Parks' Boardwalks $19,100

$19,100Total

$19,100Priority A
Priority C

$19,100Total

Note :       All $ estimates are in current dollars and are not escalated for potential future inflation. 
                Maintenance $ are aggregated over a ten-year period.
          **  Replacement cost estimated to be beyond ten years is not included in this report.



Page : 1,011

DEPT. OF PARKS & RECREATION - 846
FDR BOARDWALK & BEACH BOARDWALK

Asset # : 611

Boardwalks
System

Component
Type

% of 
Total

Fail Date 
(Years)

Estimated Cost

Current Repair

Year 
FY

Estimated Cost

Future Replacement

Estimated Cost

Maintenance 

Cycle 
(Yrs)

Priority
Code

Superstructure
Deck

$41,800Asphalt Macadam %40 2005 5 $600 A
Other Observation, Extent : Moderate, Area Affected : 5%

Location : Throughout
Explanation : Cracking

* *Paver: Asphalt %60 LIFE 5 $700 A

Railing
* *Chain Link Fence %60 2018 C
* *Steel %40 LIFE 4-8 $700 C

Substructure
Beams

Not Accessible %100 D

Piers
Not Accessible %100 D

Girders
Not Accessible %100 D

Underside Enclosure
* *Poured in Place Concrete %100 Now $18,800 LIFE 5 $1,300 A

Other Observation, Extent : Moderate, Area Affected : 5%
Explanation : Exposed Reinforcing Bars

Other Observation, Extent : Severe, Area Affected : 5%
Location : Throughout
Explanation : Spalling

Note :       All $ estimates are in current dollars and are not escalated for potential future inflation. 
                Maintenance $ are aggregated over a ten-year period.
          **  Replacement cost estimated to be beyond ten years is not included in this report.



Page : 1,012

Asset Name

Program / Asset #

Address
Borough

Areas Surveyed 

FDR BOARDWALK & BEACH  BOARDWALK
FT WADSWORTH TO MILLER FIELD SAND LANE TO SEAVIEW AVE.

Print Date :

Date of Survey

Agency's Number
Yr Built/Renovated
Project Type
Landmark Status

30-Sep-2003

PARKS

DEPT. OF PARKS & RECREATION - FY 2004

NONE25-Apr-2001

STATEN ISLAND

FY 2009 - 2014FY 2005 - 2008CAPITAL BUDGET
Parks' Boardwalks $955,900 $2,156,100

$955,900 $2,156,100Total 

:

:
:

:
:

:
:

:
:
:
:

PAR0089.F98 / 612
Area Sq Ft 200,000

N/A

$955,900 $2,156,100APriority  

$955,900 $2,156,100Total

FY 2008FY 2007FY 2006FY 2005EXPENSE BUDGET
Parks' Boardwalks

Total

Priority A
Priority C

Total

Note :       All $ estimates are in current dollars and are not escalated for potential future inflation. 
                Maintenance $ are aggregated over a ten-year period.
          **  Replacement cost estimated to be beyond ten years is not included in this report.



Page : 1,013

DEPT. OF PARKS & RECREATION - 846
FDR BOARDWALK & BEACH BOARDWALK

Asset # : 612

Boardwalks
System

Component
Type

% of 
Total

Fail Date 
(Years)

Estimated Cost

Current Repair

Year 
FY

Estimated Cost

Future Replacement

Estimated Cost

Maintenance 

Cycle 
(Yrs)

Priority
Code

Superstructure
Deck

* *Panel/Paver: Concrete %5 2038 A
Other Observation, Extent : Moderate, Area Affected : 5%

Location : Opposite South Beach Psychiatric Center
Explanation : Recent Installation

* *Timber %90 4+ $86,000 2025 5 $140,900 A
Other Observation, Extent : Moderate, Area Affected : 5%

Location : Throughout
Explanation : Loose Fastenings

* *Timber %5 2029 5 $15,700 A
Recent Replace Evident, Extent : Moderate, Area Affected : 5%

Location : Opposite South Beach Psychiatric Center
Railing

* *Chain Link Fence %50 2017 C
* *Steel %50 LIFE 4-8 $22,200 C

Corroded, Extent : Light, Area Affected : 25%
Location : Throughout

Substructure
Beams

* *Timber %100 4+ $165,000 2025 5 $1,713,800 A
Dry Rot, Extent : Moderate, Area Affected : 5%

Location : Throughout
Other Observation, Extent : Light, Area Affected : 2%

Explanation : Fire Damage
Piers

* *Concrete %5 LIFE 5 $1,700 A
* *Timber %95 2025 5 $301,400 A

Girders
* *Concrete %5 LIFE 5 $1,700 A
* *Timber %95 Now $209,100 2025 5 $150,700 A

Dry Rot, Extent : Severe, Area Affected : 10%
Location : Canterlevered Ends

Underside Enclosure
* *Chain Link Fence %100 Now $345,200 2017 A

Broken/Missing Elements, Extent : Severe, Area Affected : 50%
Location : Throughout

Vandalism, Extent : Severe, Area Affected : 50%
Location : Throughout

Note :       All $ estimates are in current dollars and are not escalated for potential future inflation. 
                Maintenance $ are aggregated over a ten-year period.
          **  Replacement cost estimated to be beyond ten years is not included in this report.



Page : 1,014

Asset Name

Program / Asset #

Address
Borough

Areas Surveyed 

FDR BOARDWALK & BEACH  BOARDWALK
FT WADSWORTH TO MILLER FIELD LILYPOND AVE. TO SAND LANE

Print Date :

Date of Survey

Agency's Number
Yr Built/Renovated
Project Type
Landmark Status

30-Sep-2003

PARKS

DEPT. OF PARKS & RECREATION - FY 2004

NONE26-Aug-1994

STATEN ISLAND

FY 2009 - 2014FY 2005 - 2008CAPITAL BUDGET
Parks' Boardwalks $1,159,400 $2,921,300

$1,159,400 $2,921,300Total 

:

:
:

:
:

:
:

:
:
:
:

PAR0089.F99 / 613
Area Sq Ft 76,000

N/A

$1,159,400 $2,921,300APriority  

$1,159,400 $2,921,300Total

FY 2008FY 2007FY 2006FY 2005EXPENSE BUDGET
Parks' Boardwalks

Total

Priority C

Total

Note :       All $ estimates are in current dollars and are not escalated for potential future inflation. 
                Maintenance $ are aggregated over a ten-year period.
          **  Replacement cost estimated to be beyond ten years is not included in this report.



Page : 1,015

DEPT. OF PARKS & RECREATION - 846
FDR BOARDWALK & BEACH BOARDWALK

Asset # : 613

Boardwalks
System

Component
Type

% of 
Total

Fail Date 
(Years)

Estimated Cost

Current Repair

Year 
FY

Estimated Cost

Future Replacement

Estimated Cost

Maintenance 

Cycle 
(Yrs)

Priority
Code

Superstructure
Deck

* *Timber %100 4+ $36,300 2018 5 $59,500 A
Other Observation, Extent : Moderate, Area Affected : 5%

Location : Throughout
Explanation : Loose Fastenings

Railing
* *Chain Link Fence %50 2018 C
* *Steel %50 LIFE 4-8 $8,400 C

Substructure
Beams

$1,253,800Timber %100 2010 5 $1,302,500 A

Piers
$836,300Timber %100 2010 5 $120,600 A

Girders
* *Timber %100 Now $83,600 2018 5 $60,300 A

Dry Rot, Extent : Severe, Area Affected : 10%
Location : Canterlevered Ends, Beach Side

Other Observation, Extent : Light, Area Affected : 5%
Explanation : Fire Damage

Underside Enclosure
* *Chain Link Fence %100 Now $327,900 2018 A

Broken/Missing Elements, Extent : Severe, Area Affected : 50%
Location : Beach Side

Vandalism, Extent : Severe, Area Affected : 50%
Location : Throughout

Note :       All $ estimates are in current dollars and are not escalated for potential future inflation. 
                Maintenance $ are aggregated over a ten-year period.
          **  Replacement cost estimated to be beyond ten years is not included in this report.



Page : 1,016

Asset Name

Program / Asset #

Address
Borough

Areas Surveyed 

ROCKAWAY BEACH & BOARDWALK  BOARDWALK
SHORE FRONT PKWY & BEACH BEACH 59 - BEACH 68 STREET

Print Date :

Date of Survey

Agency's Number
Yr Built/Renovated
Project Type
Landmark Status

30-Sep-2003

PARKS

DEPT. OF PARKS & RECREATION - FY 2004

NONE30-Apr-2001

QUEENS

FY 2009 - 2014FY 2005 - 2008CAPITAL BUDGET
Parks' Boardwalks $105,300 $69,000

$105,300 $69,000Total 

:

:
:

:
:

:
:

:
:
:
:

PAR0031.F95 / 244
Area Sq Ft 90,000

N/A

$105,300 $69,000APriority  

$105,300 $69,000Total

FY 2008FY 2007FY 2006FY 2005EXPENSE BUDGET
Parks' Boardwalks

Total

Priority A

Total

Note :       All $ estimates are in current dollars and are not escalated for potential future inflation. 
                Maintenance $ are aggregated over a ten-year period.
          **  Replacement cost estimated to be beyond ten years is not included in this report.



Page : 1,017

DEPT. OF PARKS & RECREATION - 846
ROCKAWAY BEACH & BOARDWALK BOARDWALK

Asset # : 244

Boardwalks
System

Component
Type

% of 
Total

Fail Date 
(Years)

Estimated Cost

Current Repair

Year 
FY

Estimated Cost

Future Replacement

Estimated Cost

Maintenance 

Cycle 
(Yrs)

Priority
Code

Superstructure
Deck

* *Paver: Asphalt %2 LIFE 5 $300 A
* *Timber %98 Now $105,300 2025 5 $69,000 A

Dry Rot, Extent : Moderate, Area Affected : 5%
Other Observation, Extent : Moderate, Area Affected : 5%

Explanation : Loose Fastenings
Railing

* *Aluminum %100 2032 C

Substructure
Beams

Not Accessible %100 D
Other Observation, Extent : Severe, Area Affected : 100%

Location : Throughout
Explanation : Buried in Sand

Piers
Not Accessible %100 D

Other Observation, Extent : Severe, Area Affected : 100%
Location : Throughout
Explanation : Buried in Sand

Girders
Not Accessible %100 D

Other Observation, Extent : Severe, Area Affected : 100%
Location : Throughout
Explanation : Buried in Sand

Note :       All $ estimates are in current dollars and are not escalated for potential future inflation. 
                Maintenance $ are aggregated over a ten-year period.
          **  Replacement cost estimated to be beyond ten years is not included in this report.



Page : 1,018

Asset Name

Program / Asset #

Address
Borough

Areas Surveyed 

ROCKAWAY BEACH & BOARDWALK  BOARDWALK
SHORE FRONT PKWY & BEACH BEACH 68 - BEACH 69 STREET

Print Date :

Date of Survey

Agency's Number
Yr Built/Renovated
Project Type
Landmark Status

30-Sep-2003

PARKS

DEPT. OF PARKS & RECREATION - FY 2004

NONE30-May-2001

QUEENS

CAPITAL BUDGET

Total 

:

:
:

:
:

:
:

:
:
:
:

PAR0031.F96 / 245
Area Sq Ft 11,700

N/A

Priority  

Total

FY 2008FY 2007FY 2006FY 2005EXPENSE BUDGET
Parks' Boardwalks

Total

Priority A

Total

Note :       All $ estimates are in current dollars and are not escalated for potential future inflation. 
                Maintenance $ are aggregated over a ten-year period.
          **  Replacement cost estimated to be beyond ten years is not included in this report.



Page : 1,019

DEPT. OF PARKS & RECREATION - 846
ROCKAWAY BEACH & BOARDWALK BOARDWALK

Asset # : 245

Boardwalks
System

Component
Type

% of 
Total

Fail Date 
(Years)

Estimated Cost

Current Repair

Year 
FY

Estimated Cost

Future Replacement

Estimated Cost

Maintenance 

Cycle 
(Yrs)

Priority
Code

Superstructure
Deck

* *Panel/Paver: Concrete %100 2022 A
Other Observation, Extent : Moderate, Area Affected : 60%

Location : Between Concrete Panels
Explanation : Caulked Joints Deteriorated

Railing
* *Aluminum %100 2032 C

Substructure
Piers

* *Concrete %20 LIFE 5 $400 A
Not Accessible %80 D

Girders
* *Concrete %100 LIFE 5 $1,900 A

Other Observation, Extent : Moderate, Area Affected : 25%
Location : Cantelevered Ends
Explanation : Patching Evident

Note :       All $ estimates are in current dollars and are not escalated for potential future inflation. 
                Maintenance $ are aggregated over a ten-year period.
          **  Replacement cost estimated to be beyond ten years is not included in this report.



Page : 1,020

Asset Name

Program / Asset #

Address
Borough

Areas Surveyed 

ROCKAWAY BEACH & BOARDWALK  BOARDWALK
SHORE FRONT PKWY & BEACH BEACH 69 - BEACH 73 STREET

Print Date :

Date of Survey

Agency's Number
Yr Built/Renovated
Project Type
Landmark Status

30-Sep-2003

PARKS

DEPT. OF PARKS & RECREATION - FY 2004

NONE30-May-2001

QUEENS

FY 2009 - 2014FY 2005 - 2008CAPITAL BUDGET
Parks' Boardwalks $107,500

$107,500Total 

:

:
:

:
:

:
:

:
:
:
:

PAR0031.F97 / 246
Area Sq Ft 45,000

N/A

$107,500APriority  

$107,500Total

FY 2008FY 2007FY 2006FY 2005EXPENSE BUDGET
Parks' Boardwalks $38,400

$38,400Total

$38,400Priority A
Priority C

$38,400Total

Note :       All $ estimates are in current dollars and are not escalated for potential future inflation. 
                Maintenance $ are aggregated over a ten-year period.
          **  Replacement cost estimated to be beyond ten years is not included in this report.



Page : 1,021

DEPT. OF PARKS & RECREATION - 846
ROCKAWAY BEACH & BOARDWALK BOARDWALK

Asset # : 246

Boardwalks
System

Component
Type

% of 
Total

Fail Date 
(Years)

Estimated Cost

Current Repair

Year 
FY

Estimated Cost

Future Replacement

Estimated Cost

Maintenance 

Cycle 
(Yrs)

Priority
Code

Superstructure
Deck

* *Paver: Asphalt %1 LIFE 5 $100 A
* *Timber %99 2025 5 $69,700 A

Railing
* *Steel %100 LIFE 4-8 $10,000 C

Substructure
Beams

Not Accessible %100 D
Other Observation, Extent : Severe, Area Affected : 100%

Location : Throughout
Explanation : Buried in Sand

Piers
Not Accessible %100 D

Other Observation, Extent : Severe, Area Affected : 100%
Location : Throughout
Explanation : Buried in Sand

Girders
Not Accessible %100 D

Other Observation, Extent : Severe, Area Affected : 90%
Location : Throughout
Explanation : Buried in Sand

Underside Enclosure
$107,500Timber %10 2010 5 $7,000 A

No Component %90 D

Note :       All $ estimates are in current dollars and are not escalated for potential future inflation. 
                Maintenance $ are aggregated over a ten-year period.
          **  Replacement cost estimated to be beyond ten years is not included in this report.



Page : 1,022

Asset Name

Program / Asset #

Address
Borough

Areas Surveyed 

ROCKAWAY BEACH & BOARDWALK  BOARDWALK
SHORE FRONT PKWY & BEACH BEACH 73 - BEACH 109 STREET

Print Date :

Date of Survey

Agency's Number
Yr Built/Renovated
Project Type
Landmark Status

30-Sep-2003

PARKS

DEPT. OF PARKS & RECREATION - FY 2004

NONE30-May-2001

QUEENS

FY 2009 - 2014FY 2005 - 2008CAPITAL BUDGET
Parks' Boardwalks $892,400 $392,500

$892,400 $392,500Total 

:

:
:

:
:

:
:

:
:
:
:

PAR0031.F98 / 247
Area Sq Ft 417,000

N/A

$892,400 $392,500APriority  

$892,400 $392,500Total

FY 2008FY 2007FY 2006FY 2005EXPENSE BUDGET
Parks' Boardwalks

Total

Priority A

Total

Note :       All $ estimates are in current dollars and are not escalated for potential future inflation. 
                Maintenance $ are aggregated over a ten-year period.
          **  Replacement cost estimated to be beyond ten years is not included in this report.



Page : 1,023

DEPT. OF PARKS & RECREATION - 846
ROCKAWAY BEACH & BOARDWALK BOARDWALK

Asset # : 247

Boardwalks
System

Component
Type

% of 
Total

Fail Date 
(Years)

Estimated Cost

Current Repair

Year 
FY

Estimated Cost

Future Replacement

Estimated Cost

Maintenance 

Cycle 
(Yrs)

Priority
Code

Superstructure
Deck

* *Paver: Asphalt %1 LIFE 5 $600 A
* *Timber %99 Now $197,200 2017 5 $323,100 A

Dry Rot, Extent : Moderate, Area Affected : 2%
Location : Beach 74 Street

Excess Worn/Erod Mat, Extent : Moderate, Area Affected : 3%
Location : Beach 80 Street

Loose Fastenings, Extent : Moderate, Area Affected : 3%
Recent Replace Evident, Extent : Severe, Area Affected : 2%

Location : Beach 108-109 Streets
Other Observation, Extent : Severe, Area Affected : 5%

Explanation : Reconstruction in Progress
Railing

* *Aluminum %100 2022 C
Other Observation, Extent : Moderate, Area Affected : 1%

Location : Beach 82 Street
Explanation : Missing Horizontal Rail

Substructure
Beams

Not Accessible %100 D
Other Observation, Extent : Severe, Area Affected : 100%

Location : Throughout
Explanation : Buried in Sand

Piers
Not Accessible %100 D

Other Observation, Extent : Severe, Area Affected : 100%
Location : Throughout
Explanation : Buried in Sand

Girders
* *Concrete %100 4+ $396,500 LIFE 5 $69,400 A

Cracking/Crumbling, Extent : Moderate, Area Affected : 5%
Location : Cantelevered Ends

Underside Enclosure
* *Timber %10 Now $298,800 2025 5 $32,600 A

Broken/Missing Elements, Extent : Severe, Area Affected : 30%
Location : B77, B81, B82, B97, B101, B103

Vandalism, Extent : Severe, Area Affected : 30%
Location : B77, B81, B82, B97, B101, B103

No Component %90 D

Note :       All $ estimates are in current dollars and are not escalated for potential future inflation. 
                Maintenance $ are aggregated over a ten-year period.
          **  Replacement cost estimated to be beyond ten years is not included in this report.



Page : 1,024

Asset Name

Program / Asset #

Address
Borough

Areas Surveyed 

ROCKAWAY BEACH & BOARDWALK  BOARDWALK
SHORE FRONT PKWY & BEACH BETWEN BEACH 109-110 STREETS

Print Date :

Date of Survey

Agency's Number
Yr Built/Renovated
Project Type
Landmark Status

30-Sep-2003

PARKS

DEPT. OF PARKS & RECREATION - FY 2004

NONE30-May-2001

QUEENS

CAPITAL BUDGET

Total 

:

:
:

:
:

:
:

:
:
:
:

PAR0031.F99 / 248
Area Sq Ft 3,750

N/A

Priority  

Total

FY 2008FY 2007FY 2006FY 2005EXPENSE BUDGET
Parks' Boardwalks

Total

Priority A
Priority C

Total

Note :       All $ estimates are in current dollars and are not escalated for potential future inflation. 
                Maintenance $ are aggregated over a ten-year period.
          **  Replacement cost estimated to be beyond ten years is not included in this report.



Page : 1,025

DEPT. OF PARKS & RECREATION - 846
ROCKAWAY BEACH & BOARDWALK BOARDWALK

Asset # : 248

Boardwalks
System

Component
Type

% of 
Total

Fail Date 
(Years)

Estimated Cost

Current Repair

Year 
FY

Estimated Cost

Future Replacement

Estimated Cost

Maintenance 

Cycle 
(Yrs)

Priority
Code

Superstructure
Deck

* *Timber %100 2029 5 $5,900 A

Railing
* *Steel %100 LIFE 4-8 $800 C

Substructure
Beams

* *Timber %100 2029 5 $64,300 A

Piers
* *Timber %100 2029 5 $5,900 A

Girders
* *Timber %100 2029 5 $5,900 A

Note :       All $ estimates are in current dollars and are not escalated for potential future inflation. 
                Maintenance $ are aggregated over a ten-year period.
          **  Replacement cost estimated to be beyond ten years is not included in this report.



Page : 1,026

Asset Name

Program / Asset #

Address
Borough

Areas Surveyed 

ROCKAWAY BEACH & BOARDWALK  BOARDWALK
OCEAN PROMENADE BEACH 110- BEACH 126 STREET

Print Date :

Date of Survey

Agency's Number
Yr Built/Renovated
Project Type
Landmark Status

30-Sep-2003

PARKS

DEPT. OF PARKS & RECREATION - FY 2004

NONE30-May-2001

QUEENS

FY 2009 - 2014FY 2005 - 2008CAPITAL BUDGET
Parks' Boardwalks $214,800 $111,600

$214,800 $111,600Total 

:

:
:

:
:

:
:

:
:
:
:

PAR0031.F91 / 262
Area Sq Ft 144,000

N/A

$214,800 $111,600APriority  

$214,800 $111,600Total

FY 2008FY 2007FY 2006FY 2005EXPENSE BUDGET
Parks' Boardwalks $8,300

$8,300Total

Priority A
$8,300Priority C

$8,300Total

Note :       All $ estimates are in current dollars and are not escalated for potential future inflation. 
                Maintenance $ are aggregated over a ten-year period.
          **  Replacement cost estimated to be beyond ten years is not included in this report.



Page : 1,027

DEPT. OF PARKS & RECREATION - 846
ROCKAWAY BEACH & BOARDWALK BOARDWALK

Asset # : 262

Boardwalks
System

Component
Type

% of 
Total

Fail Date 
(Years)

Estimated Cost

Current Repair

Year 
FY

Estimated Cost

Future Replacement

Estimated Cost

Maintenance 

Cycle 
(Yrs)

Priority
Code

Superstructure
Deck

* *Paver: Asphalt %1 LIFE 5 $200 A
* *Timber %99 2025 5 $223,100 A

Railing
* *Aluminum %100 Now $8,300 2032 C

Other Observation, Extent : Moderate, Area Affected : 5%
Location : Throughout
Explanation : Broken/Missing Elements

Substructure
Beams

Not Accessible %100 D
Other Observation, Extent : Severe, Area Affected : 100%

Location : Throughout
Explanation : Buried in Sand

Piers
Not Accessible %100 D

Other Observation, Extent : Severe, Area Affected : 100%
Location : Throughout
Explanation : Buried in Sand

Girders
Not Accessible %100 D

Other Observation, Extent : Severe, Area Affected : 100%
Location : Throughout
Explanation : Buried in Sand

Underside Enclosure
* *Timber %5 Now $103,200 2025 5 $5,600 A

Other Observation, Extent : Severe, Area Affected : 80%
Location : Throughout
Explanation : Rotted and Missing Elements

No Component %95 D

Note :       All $ estimates are in current dollars and are not escalated for potential future inflation. 
                Maintenance $ are aggregated over a ten-year period.
          **  Replacement cost estimated to be beyond ten years is not included in this report.
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Asset Name

Program / Asset #

Address
Borough

Areas Surveyed 

ROCKAWAY BEACH & BOARDWALK  BOARDWALK
SHORE FRONT PKWY & BEACH BEACH 19 - BEACH 29 STREET

Print Date :

Date of Survey

Agency's Number
Yr Built/Renovated
Project Type
Landmark Status

30-Sep-2003

PARKS

DEPT. OF PARKS & RECREATION - FY 2004

NONE30-Apr-2001

QUEENS

FY 2009 - 2014FY 2005 - 2008CAPITAL BUDGET
Parks' Boardwalks $1,117,700 $861,200

$1,117,700 $861,200Total 

:

:
:

:
:

:
:

:
:
:
:

PAR0031.F92 / 263
Area Sq Ft 92,250

N/A

$1,117,700 $861,200APriority  

$1,117,700 $861,200Total

FY 2008FY 2007FY 2006FY 2005EXPENSE BUDGET
Parks' Boardwalks $13,200

$13,200Total

Priority A
$13,200Priority C

$13,200Total

Note :       All $ estimates are in current dollars and are not escalated for potential future inflation. 
                Maintenance $ are aggregated over a ten-year period.
          **  Replacement cost estimated to be beyond ten years is not included in this report.



Page : 1,029

DEPT. OF PARKS & RECREATION - 846
ROCKAWAY BEACH & BOARDWALK BOARDWALK

Asset # : 263

Boardwalks
System

Component
Type

% of 
Total

Fail Date 
(Years)

Estimated Cost

Current Repair

Year 
FY

Estimated Cost

Future Replacement

Estimated Cost

Maintenance 

Cycle 
(Yrs)

Priority
Code

Superstructure
Deck

* *Paver: Asphalt %2 LIFE 5 $300 A
* *Timber %98 Now $108,000 2025 5 $70,800 A

Dry Rot, Extent : Moderate, Area Affected : 5%
Location : Throughout

Other Observation, Extent : Moderate, Area Affected : 5%
Location : B26-B27 and B28-B29
Explanation : Broken/Missing Wood Steps

Other Observation, Extent : Severe, Area Affected : 5%
Location : Throughout
Explanation : Loose Fastenings

Railing
* *Aluminum %100 Now $13,200 2032 C

Other Observation, Extent : Light, Area Affected : 5%
Location : Throughout
Explanation : Loose Fastenings

Other Observation, Extent : Moderate, Area Affected : 2%
Location : B29
Explanation : Missing Section

Substructure
Beams

* *Timber %100 2017 5 $1,581,000 A
Other Observation, Extent : Light, Area Affected : 5%

Location : Throughout
Explanation : Fire Damage

Other Observation, Extent : Moderate, Area Affected : 50%
Location : Throughout
Explanation : Partially Buried in Sand

Piers
Not Accessible %100 D

Other Observation, Extent : Severe, Area Affected : 100%
Location : Throughout
Explanation : Concrete Piers Buried in Sand

Girders
* *Concrete %100 Now $219,300 LIFE 5 $15,400 A

Cracking/Crumbling, Extent : Moderate, Area Affected : 10%
Location : Cantelevered Ends, B29

Note :       All $ estimates are in current dollars and are not escalated for potential future inflation. 
                Maintenance $ are aggregated over a ten-year period.
          **  Replacement cost estimated to be beyond ten years is not included in this report.



Page : 1,030

Asset Name

Program / Asset #

Address
Borough

Areas Surveyed 

ROCKAWAY BEACH & BOARDWALK  BOARDWALK
SHORE FRONT PKWY & BEACH BEACH 29 - BEACH 39 STREET

Print Date :

Date of Survey

Agency's Number
Yr Built/Renovated
Project Type
Landmark Status

30-Sep-2003

PARKS

DEPT. OF PARKS & RECREATION - FY 2004

NONE30-Apr-2001

QUEENS

FY 2009 - 2014FY 2005 - 2008CAPITAL BUDGET
Parks' Boardwalks $1,476,600 $1,067,700

$1,476,600 $1,067,700Total 

:

:
:

:
:

:
:

:
:
:
:

PAR0031.F93 / 264
Area Sq Ft 108,000

N/A

$1,476,600 $1,067,700APriority  

$1,476,600 $1,067,700Total

FY 2008FY 2007FY 2006FY 2005EXPENSE BUDGET
Parks' Boardwalks $11,100

$11,100Total

$4,900Priority A
$6,200Priority C

$11,100Total

Note :       All $ estimates are in current dollars and are not escalated for potential future inflation. 
                Maintenance $ are aggregated over a ten-year period.
          **  Replacement cost estimated to be beyond ten years is not included in this report.



Page : 1,031

DEPT. OF PARKS & RECREATION - 846
ROCKAWAY BEACH & BOARDWALK BOARDWALK

Asset # : 264

Boardwalks
System

Component
Type

% of 
Total

Fail Date 
(Years)

Estimated Cost

Current Repair

Year 
FY

Estimated Cost

Future Replacement

Estimated Cost

Maintenance 

Cycle 
(Yrs)

Priority
Code

Superstructure
Deck

* *Paver: Asphalt %2 Now $600 LIFE 5 $300 A
Patching Evident, Extent : Light, Area Affected : 5%
Other Observation, Extent : Moderate, Area Affected : 5%

Explanation : Broken/Missing Units
* *Timber %98 Now $50,600 2025 5 $82,800 A

Other Observation, Extent : Severe, Area Affected : 5%
Location : Throughout
Explanation : Loose Fastenings

Railing
* *Aluminum %100 Now $6,200 2032 C

Other Observation, Extent : Moderate, Area Affected : 2%
Location : B36
Explanation : Broken/Missing

Substructure
Beams

* *Timber %100 2017 5 $1,850,900 A

Piers
* *Concrete %95 Now $243,900 LIFE 5 $17,100 A

Cracking/Crumbling, Extent : Moderate, Area Affected : 10%
Location : Throughout

Erosion, Extent : Moderate, Area Affected : 5%
Location : B32

Spalling, Extent : Severe, Area Affected : 5%
Location : B32

Other Observation, Extent : Severe, Area Affected : 5%
Location : B32
Explanation : Patching Evident

$59,400Timber %5 2010 5 $8,600 A
Split/Dry/Cracked, Extent : Moderate, Area Affected : 100%

Location : Ramps at B33, B34 and B35
Girders

* *Concrete %100 Now $256,700 LIFE 5 $18,000 A
Cracking/Crumbling, Extent : Moderate, Area Affected : 10%

Location : Throughout
Spalling, Extent : Severe, Area Affected : 5%

Location : B32
Other Observation, Extent : Moderate, Area Affected : 5%

Location : B32
Explanation : Patching Evident

Note :       All $ estimates are in current dollars and are not escalated for potential future inflation. 
                Maintenance $ are aggregated over a ten-year period.
          **  Replacement cost estimated to be beyond ten years is not included in this report.
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Asset Name

Program / Asset #

Address
Borough

Areas Surveyed 

ROCKAWAY BEACH & BOARDWALK  BOARDWALK
SHORE FRONT PKWY & BEACH BEACH 39 - BEACH 59 STREET

Print Date :

Date of Survey

Agency's Number
Yr Built/Renovated
Project Type
Landmark Status

30-Sep-2003

PARKS

DEPT. OF PARKS & RECREATION - FY 2004

NONE30-Apr-2001

QUEENS

FY 2009 - 2014FY 2005 - 2008CAPITAL BUDGET
Parks' Boardwalks $572,700 $252,000

$572,700 $252,000Total 

:

:
:

:
:

:
:

:
:
:
:

PAR0031.F94 / 265
Area Sq Ft 270,000

N/A

$572,700 $252,000APriority  

$572,700 $252,000Total

FY 2008FY 2007FY 2006FY 2005EXPENSE BUDGET
Parks' Boardwalks

Total

Priority A

Total

Note :       All $ estimates are in current dollars and are not escalated for potential future inflation. 
                Maintenance $ are aggregated over a ten-year period.
          **  Replacement cost estimated to be beyond ten years is not included in this report.



Page : 1,033

DEPT. OF PARKS & RECREATION - 846
ROCKAWAY BEACH & BOARDWALK BOARDWALK

Asset # : 265

Boardwalks
System

Component
Type

% of 
Total

Fail Date 
(Years)

Estimated Cost

Current Repair

Year 
FY

Estimated Cost

Future Replacement

Estimated Cost

Maintenance 

Cycle 
(Yrs)

Priority
Code

Superstructure
Deck

* *Paver: Asphalt %2 LIFE 5 $800 A
* *Timber %98 Now $316,000 2025 5 $207,100 A

Dry Rot, Extent : Moderate, Area Affected : 3%
Location : B56,B58

Other Observation, Extent : Light, Area Affected : 1%
Location : B57
Explanation : Tripping Hazard

Other Observation, Extent : Moderate, Area Affected : 10%
Location : Ramps at B49-B51
Explanation : Vegetation Growth

Other Observation, Extent : Severe, Area Affected : 5%
Location : B47,B50,B59
Explanation : Loose Fastenings

Railing
* *Aluminum %100 2032 C

Other Observation, Extent : Light, Area Affected : 2%
Explanation : Loose Fastenings

Substructure
Beams

Not Accessible %100 D
Other Observation, Extent : Severe, Area Affected : 70%

Location : Throughout
Explanation : Partially Buried in Sand

Piers
Not Accessible %100 D

Other Observation, Extent : Severe, Area Affected : 100%
Location : Throughout
Explanation : Buried in Sand

Girders
* *Concrete %100 Now $256,700 LIFE 5 $44,900 A

Cracking/Crumbling, Extent : Moderate, Area Affected : 5%
Location : B44

Other Observation, Extent : Severe, Area Affected : 75%
Location : Throughout
Explanation : Partially Buried in Sand

Note :       All $ estimates are in current dollars and are not escalated for potential future inflation. 
                Maintenance $ are aggregated over a ten-year period.
          **  Replacement cost estimated to be beyond ten years is not included in this report.



Page : 1,034

DEPT. OF PARKS & RECREATION - 846
PARKSProject Type :

CAPITAL BUDGET FY 2005 - 2008 FY 2009 - 2014
2,852,30019,931,000

EXPENSE BUDGET FY 2005 FY 2006 FY 2007 FY 2008
1,678,000 438,000 1,461,400 766,900

Miscellaneous Buildings

Miscellaneous Buildings

Note :       All $ estimates are in current dollars and are not escalated for potential future inflation. 
                Maintenance $ are aggregated over a ten-year period.
          **  Replacement cost estimated to be beyond ten years is not included in this report.



Page : 1,035

DEPT. OF PARKS & RECREATION - 846

SQFTNAMEASSET # CAPITAL EXPENSE

VAN CORTLANDT PARK CART STORAGE - 0018 800266 4,50016,400
VAN CORTLANDT PARK WOODLAWN 
COMFORT STATION - 0019

400267 11,100

VAN CORTLANDT PARK MAINTENANCE 
STORAGE - 0017

1,800275 11,00039,800

VAN CORTLANDT PARK PUMP HOUSE - 0013 200282 4,700
VAN CORTLANDT PARK MOSHOLU 
CLUBHOUSE - 0014

6,100283 20,200176,500

VAN CORTLANDT PARK CONCESSION STAND - 
0015

400284 11,000

VAN CORTLANDT PARK GOLF COMFORT 
STATION - 0016

600285 15,300

CENTRAL PARK ARCH I - 256 4,000286 13,100114,900
CENTRAL PARK ARCH B - 249 4,000287 13,100114,900
CENTRAL PARK ARCH C - 250 4,000288 13,100114,900
CENTRAL PARK ARCH D - 251 4,000289 13,100114,900
CENTRAL PARK BRIDGE GILL (21) - 122 4,000290 13,100114,900
CENTRAL PARK BRIDGE GILL 22T - 123 4,000291 13,100114,900
CENTRAL PARK BRIDGE,AZALEA POND - 124 4,000292 13,100114,900
CENTRAL PARK PEDESTRIAN BRIDGE - 186A 4,000293 13,100114,900
CENTRAL PARK FOOT BRIDGE - 226A 4,000294 13,100114,900
CENTRAL PARK RUSTIC BRIDGE (32) - 230 4,000295 13,100114,900
CENTRAL PARK DUCK POND BRIDGE - 012S 4,000306 13,100114,900
CENTRAL PARK ZOO CHILDRENS ZOO & ADMIN 
- 012B

6,100307 20,000175,200

CENTRAL PARK ARCH E - 252 4,000308 13,100114,900
CENTRAL PARK ARCH F - 253 4,000309 13,100114,900
CENTRAL PARK ARCH G - 254 4,000310 13,100114,900
PLAYGROUND & POOL WADING POOL 700560 19,000
WAGNER HOUSES POOL INTERMEDIATE POOL 4,500561 14,800129,300
WAGNER HOUSES POOL WADING POOL 600562 16,000
CROTONA PARK AND (OLD BORO HALL) BRICK 
BUILDING

1,200563 7,30026,200

JOHN MULLALY PARK STRUCTURE 2,200571 7,30064,100
JOHN MULLALY PARK STRUCTURE 1,700572 10,00036,100
MARCUS GARVEY MEMORIAL PARK COMFORT 
STATION

1,600573 9,70034,900

CARL SCHURZ PARK SHED 200574 5,100
CARL SCHURZ PARK GUARDHOUSE 100575 2,100
CARL SCHURZ PARK GUARDHOUSE 0576 1,300
TOMPKINS SQUARE PARK MINI POOL 4,700577 15,400134,500
RANDALLS ISLAND TENNIS FIELD HOUSE WITH 
LOCKERS

4,400578 14,500127,200

EAST RIVER PARK COMFORT STATION 4,200579 13,800121,100
EAST RIVER PARK COMFORT STATION 1,100580 6,70024,100
SHELTERING ARMS PARK INDOOR POOL 4,600581 15,000131,000
SHELTERING ARMS PARK WADING POOL 600582 16,700
PLAYGROUND & POOL SZOLD POOL, 
INTERMEDIATE

4,600583 15,200132,800

Note :       All $ estimates are in current dollars and are not escalated for potential future inflation. 
                Maintenance $ are aggregated over a ten-year period.
          **  Replacement cost estimated to be beyond ten years is not included in this report.



Page : 1,036

DEPT. OF PARKS & RECREATION - 846

SQFTNAMEASSET # CAPITAL EXPENSE

MARCUS GARVEY MEMORIAL PARK COMFORT 
STATION

2,100593 12,90046,400

MARCUS GARVEY MEMORIAL PARK COMFORT 
STATION

1,600594 9,70034,900

KISSENA PARK PUMPHOUSE - 04 400614 11,100
KISSENA PARK RANGER & STORAGE - 05 2,900615 9,50082,700
ALLEY POND PARK OFFICE & COMFORT 
STATION - 02

1,200616 7,30026,200

ALLEY POND PARK TENNIS BLDG - 02 2,100617 12,70045,900
PROSPECT PARK WELL HOUSE - 014C 900623 5,70020,600
PROSPECT PARK CHILDRENS FARM - 015A 5,800624 19,100167,200
PROSPECT PARK COMFORT & STORAGE - 015G 1,000625 6,20022,500
PROSPECT PARK GRECIAN PILLARS - 015J 400626 11,100
CUNNINGHAM PARK PRE-SCHOOL BUILDING - 
0005

2,100627 12,90046,500

CUNNINGHAM PARK COMFORT STATION - 0006 900628 5,70020,400
CUNNINGHAM PARK COMFORT STATION - 0007 1,100629 6,70024,000
KISSENA PARK RECREATION & MAINTENANCE 
- 01

3,400630 11,10096,800

KISSENA PARK STORAGE - 02 1,100631 6,50023,500
KISSENA PARK CLUBHOUSE - 03 4,200632 13,600119,500
FORT TRYON PARK COTTAGE - 07 1,700633 10,50037,700
FORT TRYON PARK GAZEBO - 08 700634 18,300
FORT TRYON PARK COTTAGE - 09 200635 4,800
PROSPECT PARK GAZEBO - 0062 100636 1,800
PROSPECT PARK GAZEBO - 0065 100637 1,800
PROSPECT PARK GAZEBO - 0066 400638 11,100
PROSPECT PARK GUARD HOUSE - 0067 0639 1,000
PROSPECT PARK LINCOLN COMFORT STATION - 
009A

600640 17,500

PROSPECT PARK COMFORT STATION - 010A 500641 13,400
PELHAM BAY PARK LOCKER TRAILER - 0021 700643 4,40015,700
PELHAM BAY PARK RODMAN ARSENAL - 0022 1,600644 9,40034,000
PELHAM BAY PARK COMFORT STATION - 0023 800645 4,90017,700
PELHAM BAY PARK RODMAN MESS HALL - 0024 4,900646 16,100141,300
VEST POCKET POOL (FISHER) FISHER POOL, 
INTERMEDIATE

4,600647 15,200133,200

VEST POCKET POOL (FISHER) WADING POOL 600648 17,400
BATTERY PARK MULTIPURPOSE BLDG. 4,900649 16,200141,400
BATTERY PARK COMFORT STATION 1,200650 7,00025,100
BATTERY PARK COMFORT STATION 700651 4,30015,600
FORT TRYON PARK FIELD HOUSE BLDG D - 0005 1,400652 8,60031,100
FORT TRYON PARK COMFORT STATION & 
STORAGE - 002A

1,700653 10,20036,600

PS 129 MAPES POOL WADING POOL 600654 17,400
FABER PARK FABER POOL, OLYMPIC 10,800655 35,400310,000
SILVER LAKE PARK NEW PUMP HOUSE 100657 2,500
PELHAM BAY PARK PELHAM MAINTENANCE - 
0013

2,700658 8,70076,400

Note :       All $ estimates are in current dollars and are not escalated for potential future inflation. 
                Maintenance $ are aggregated over a ten-year period.
          **  Replacement cost estimated to be beyond ten years is not included in this report.
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PELHAM BAY PARK H. JOHNSON DISTRICT 
OFFICE-0014

2,600659 8,60075,000

PELHAM BAY PARK COMFORT STATION - 0015 600660 16,700
PELHAM BAY PARK HORSE STABLE - 0016 3,000661 9,80085,500
PELHAM BAY PARK PELHAM BIT STABLES - 
0017

7,300662 24,100210,500

PELHAM BAY PARK RODMAN CLASSROOM - 
0019

3,200663 10,50091,900

PELHAM BAY PARK N.Y. HOUSING TRAILER - 
0020

700664 4,40015,700

VAN CORTLANDT PARK CHEMICAL STORAGE - 
0021

500669 15,000

VAN CORTLANDT PARK GREENHOUSE - 0022 12,700670 41,800365,900
VAN CORTLANDT PARK V.C. GOLF STORAGE - 
0023

1,400671 8,70031,400

WILLIAMSBRIDGE PLAYGROUND HISTORICAL 
HOUSE

4,600672 14,900130,800

HAFFEN PARK INTERMEDIATE POOL 4,600673 15,000131,400
HAFFEN PARK WADING POOL 600674 17,400
PERKINS GARDENS GREENHOUSE 5,200675 17,000148,700
PS 129 MAPES POOL PS 129 MAPES POOL, 
INTERMEDIATE

4,900676 16,100141,200

BUSHWICK HOUSES PLAYGRND & POOL 
WADING POOL

600700 16,700

KOSCIUSKO POOL WADING POOL 1,400701 8,40030,300
FOREST PARK OLD STORAGE TRAILER - 24 400718 11,700
FOREST PARK DRY HARBOR  - 25 3,400719 11,10097,500
FOREST PARK TENNIS HOUSE - 26 1,600720 9,80035,400
FOREST PARK TENNIS STARTERS BOOTH - 27 0721 1,200
JUNIPER VALLEY PARK COMFORT STATION  - 
01

900722 5,20018,800

JUNIPER VALLEY PARK OFFICE & COMFORT 
STATION  - 02

4,000723 13,100114,300

ASTORIA PARK CONCESSION - 04 500724 13,400
ASTORIA PARK COMFORT STATION - 05 700725 18,800
ASTORIA PARK COMFORT STATION - 06 400726 10,400
SOUND VIEW PARK COMFORT STATION  - 01 400727 11,100
BRONX PARK BRONX ZOO COMFORT 
STATION-0001

400728 11,100

FOREST PARK GREENHOUSE OFFICE - 20 800738 4,70017,100
FOREST PARK POLYHOUSE - 22 1,900739 11,60041,900
PELHAM BAY PARK HOUSE OF CORR. 
CLASSROOM-0034

2,200741 13,10047,100

PELHAM BAY PARK BOY SHOOTING RANGE - 
0035

3,200742 10,60092,700

PELHAM BAY PARK ADAM FIRING RANGE - 
0036

1,300743 7,60027,500

PELHAM BAY PARK CLASSROOM #2 - 0025 1,000744 6,10021,800
PELHAM BAY PARK #3 OFFFICE & STORAGE - 
0027

1,000745 6,10021,800

Note :       All $ estimates are in current dollars and are not escalated for potential future inflation. 
                Maintenance $ are aggregated over a ten-year period.
          **  Replacement cost estimated to be beyond ten years is not included in this report.
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PELHAM BAY PARK #4 CLASSROOM - 0028 1,000746 6,10021,800
PELHAM BAY PARK #5 CLASSROOM - 0029 1,000747 6,10021,800
PELHAM BAY PARK #6 HOUSE OF CORR. 
CLASSROOM-0030

1,000748 6,10021,800

PELHAM BAY PARK #14 - WORKSHOP - 0031 3,000761 10,00087,300
PELHAM BAY PARK #9-CLASSROOM - 0032 2,000762 12,10043,600
PELHAM BAY PARK #10-CLASSROOM/STRG - 
0033

1,700763 10,40037,300

RIVERSIDE PARK COMFORT & STORAGE - 026A 400765 11,100
HIGHBRIDGE PARK COMFORT STATION  - 03A 400766 11,100
HIGHBRIDGE PARK COMFORT STATION  - 04A 1,800767 11,00039,500
CUNNINGHAM PARK EXPEDITORS OFFICE - 
0001

400768 11,100

CUNNINGHAM PARK GARAGE OFFICE & 
REPAIR - 0002

7,000769 23,000201,600

CUNNINGHAM PARK MAINTENANCE & SHOP - 
0003

8,000770 26,300230,200

RIVERSIDE PARK FIELD HOUSE - 021A 200776 6,300
CENTRAL PARK MAINTENANCE OFFICE(WEST) 
- 162D

2,400777 7,90069,600

CENTRAL PARK MODEL BOATHOUSE - 023 2,400778 7,90069,300
CENTRAL PARK BLOCK HOUSE - 242 400779 11,100
CENTRAL PARK UTILITY BUILDING - 188A 0780 1,300
CENTRAL PARK NORTH GATE HOUSE(RES.) - 
184

600781 18,100

RIVERSIDE PARK FIELD HOUSE - 015A 100782 2,300
RIVERSIDE PARK FIELD HOUSE 100 - 016A 2,800783 9,20080,400
RIVERSIDE PARK COMFORT STATION - 018A 2,400784 7,80068,300
RIVERSIDE PARK FIELD HOUSE #108 - 019G 100786 1,500
CENTRAL PARK ZOO VISITOR SERVICES - A002 3,200788 10,60092,500
CENTRAL PARK ZOO SCHOOL BUILDING - A008 3,400789 11,00096,600
CENTRAL PARK ZOO GIFT SHOP - A009 3,400790 11,00096,600
CENTRAL PARK ZOO ADMIN BUILDING - A009 2,500791 8,10070,800
CENTRAL PARK DAIRY BUILDING(VISITORS) - 
018

3,100792 10,30090,200

CENTRAL PARK CONCESSION & COMFORT ST. - 
219

1,500793 8,90032,200

CENTRAL PARK NEWS STAND - 040 300795 8,000
CENTRAL PARK COMFORT ST. AND STORAGE - 
236A

400798 12,300

FLUSHING MEADOWS CORONA PARK 
COMFORT STATION - A007

1,400799 8,20029,400

FLUSHING MEADOWS CORONA PARK 
CONCESSION - A008

3,000800 9,80085,600

FLUSHING MEADOWS CORONA PARK BISON 
SHELTER - A009

1,100801 6,40023,100

FLUSHING MEADOWS CORONA PARK ZOO 
ADMINISTRATION - A010

6,200802 20,400178,300

FLUSHING MEADOWS CORONA PARK BEAR 
DENS - A011

1,100803 6,60023,800

Note :       All $ estimates are in current dollars and are not escalated for potential future inflation. 
                Maintenance $ are aggregated over a ten-year period.
          **  Replacement cost estimated to be beyond ten years is not included in this report.
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CENTRAL PARK BLOCK HOUSE - 169A 100804 2,300
CENTRAL PARK SWEDISH HOUSE - 158 2,500805 8,20071,400
FLUSHING MEADOWS CORONA PARK 
DRESSING ROOM BLDG #2 - 0046

2,000808 12,40044,600

FLUSHING MEADOWS CORONA PARK OLMSTED 
RECORD & STAGE - 0047

400809 11,300

FLUSHING MEADOWS CORONA PARK WOLF'S 
EXHIBIT - A048

15,400810 50,500442,300

FLUSHING MEADOWS CORONA PARK 
WAPITI/ELK EXHIBIT - A049

24,000811 78,800689,500

FLUSHING MEADOWS CORONA PARK 
PUMA/BOBCAT EXHIBIT - A050

11,000812 36,100316,000

FLUSHING MEADOWS CORONA PARK ZOO 
ENTRANCE - A0001

300813 8,600

FLUSHING MEADOWS CORONA PARK AVIARY 
ANCILLARY/SERV ENTR -A005

600816 16,300

FLUSHING MEADOWS CORONA PARK SEA LION 
DENS - A006

1,100817 6,40023,000

FLUSHING MEADOWS CORONA PARK RACOON 
EXHIBIT - A057

1,600818 9,70034,900

FLUSHING MEADOWS CORONA PARK 
OBSERVATION TOWER - 0060

600819 16,700

PROSPECT PARK PUMP HOUSE - 001A 200820 5,800
PROSPECT PARK SHELTER GRECIAN - 0029 2,800821 9,30081,500
PROSPECT PARK COMFORT STATION - 0042 1,800822 10,80038,900
FLUSHING MEADOWS CORONA PARK 
DRESSING ROOM BLDG #1 - 0039

2,000823 12,40044,600

FLUSHING MEADOWS CORONA PARK WAPITI 
OVERLOOK - A03A

700824 4,40015,900

FLUSHING MEADOWS CORONA PARK 
COMFORT STATION - 0044

400825 11,100

FLUSHING MEADOWS CORONA PARK 
AMPITHEATRE CONCESSION - 0045

400826 9,800

MORNINGSIDE PARK COMFORT STATION / 
OFFICE

2,900828 9,50083,100

MORNINGSIDE PARK COMFORT STATION 400829 11,100
MARCUS GARVEY MEMORIAL PARK MINI POOL 2,400830 7,80068,300
MARCUS GARVEY MEMORIAL PARK SOUND 
BOOTH BLDG.

300831 7,000

FLUSHING MEADOWS CORONA PARK SEA LION 
EXHIBIT - A051

1,300832 7,60027,300

FLUSHING MEADOWS CORONA PARK BISON 
EXHIBIT - A052

7,200833 23,600206,900

FLUSHING MEADOWS CORONA PARK 
SANDHILL CRANE EXHIBIT - A054

2,800834 9,20080,400

FLUSHING MEADOWS CORONA PARK PRAIRIE 
DOG EXHIBIT - A055

2,000835 12,10043,600

FLUSHING MEADOWS CORONA PARK BEAR 
EXHIBIT - A056

1,200836 7,30026,200

PELHAM BAY PARK CONCESSION - 0044 400837 11,700
PELHAM BAY PARK BUS TERMINAL - 0045 1,800838 10,90039,200

Note :       All $ estimates are in current dollars and are not escalated for potential future inflation. 
                Maintenance $ are aggregated over a ten-year period.
          **  Replacement cost estimated to be beyond ten years is not included in this report.
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PELHAM BAY PARK CONCESSION - 0047 400839 11,700
PELHAM BAY PARK ELECTRICAL STORAGE - 
0048

400840 11,700

PELHAM BAY PARK REGATTA TOWER - 0049 700841 4,40015,700
HAMILTON FISH PARK HAMILTON FISH 
INDOOR POOL,OLYMPI

17,000842 55,800488,400

HAMILTON FISH PARK DIVING POOL 8,100843 26,700233,900
HAMILTON FISH PARK COMFORT STATION 1,000845 6,00021,500
METROPOLITAN BATH & INDOOR POOL 
METROPOLITAN INDOOR POOL

2,300847 7,40064,600

SUNSET PARK COMFORT STATION 900848 5,40019,600
BROOKLYN WAR MEMORIAL COMFORT 
STATION

700850 18,900

BROOKLYN WAR MEMORIAL COMFORT 
STATION

600851 16,700

PELHAM BAY PARK CHARLIE FIRING RANGE - 
0037

3,200852 10,60092,700

PELHAM BAY PARK DAVID FIRING RANGE - 
0038

1,700853 10,00036,000

PELHAM BAY PARK EDWARD FIRING RANGE - 
0039

1,700854 10,00036,000

PELHAM BAY PARK FRANK FIRING RANGE - 
0040

1,700855 10,00036,000

PELHAM BAY PARK BOMB SQUAD - 0041 1,800856 10,90039,200
PELHAM BAY PARK RANGER & COMFORT 
STATION - 0042

2,000857 12,30044,500

PELHAM BAY PARK ELECTRICAL STORAGE - 
0043

400858 11,700

FDR BOARDWALK & BEACH SOUTH BEACH 
PUMPHOUSE

600862 16,200

PARK (S SHORE COUNTRY CLUB) 
MAINTENANCE SHED

3,200863 10,50091,900

PARK (S SHORE COUNTRY CLUB) PUMPHOUSE 300864 7,100
TOTTENVILLE POOL JOLINE POOL, 
INTERMEDIATE

4,800865 15,800137,900

TOTTENVILLE POOL SMALL POOL 700866 18,800
COM JOHN BARRY PARK & PLAYGROUND 
WADING POOL

800867 4,70017,100

MCCARREN PARK BATHHOUSE 2,800868 9,30081,400
FOREST PARK TRANSFORMER BUILDING - 17 100911 2,800
FOREST PARK CONCESSION - 18 900912 5,50019,900
FLUSHING MEADOWS CORONA PARK 
CONCESSION - 0037

2,200923 7,30063,800

FOREST PARK GREENHOUSE STORAGE - 19 300924 7,500
FOREST PARK JACKSON POND REC. CENTER - 
03

2,100925 13,00046,700

FOREST PARK REC STORAGE SHED - 05 300926 8,900
FOREST PARK GREENHOUSE REC & COMFORT - 
06

2,400927 8,00069,800

FOREST PARK CLUBHOUSE - 07 13,800928 45,300396,500

Note :       All $ estimates are in current dollars and are not escalated for potential future inflation. 
                Maintenance $ are aggregated over a ten-year period.
          **  Replacement cost estimated to be beyond ten years is not included in this report.
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FOREST PARK GOLF STORAGE - 08 100929 3,500
FOREST PARK GOLF MAINTENANCE - 09 1,200930 7,50027,100
FOREST PARK PUMP HOUSE - 10 300931 8,900
FOREST PARK METAL STORAGE - 15 6,100932 19,900174,100
FOREST PARK ENGINEERS OFFICE - 16 800933 5,00018,100
FLUSHING MEADOWS CORONA PARK EDUC. 
BARN ENTR. BOOTH - A021

0934 1,000

FLUSHING MEADOWS CORONA PARK GOOSE 
SHED - A022

100935 1,700

FLUSHING MEADOWS CORONA PARK DUCK 
SHED - A023

100936 2,500

FLUSHING MEADOWS CORONA PARK WOLF'S 
DEN - A025

600937 16,700

FLUSHING MEADOWS CORONA PARK 
COMFORT STATION - 0028

400938 11,100

FLUSHING MEADOWS CORONA PARK ALLIED 
STORAGE - 0029

1,200939 7,30026,200

FLUSHING MEADOWS CORONA PARK 
COMFORT STATION - 0030

400940 11,100

FLUSHING MEADOWS CORONA PARK 
COMFORT STATION - 0034

400941 11,100

FLUSHING MEADOWS CORONA PARK 
BOATHOUSE - 0036

3,600942 11,700102,400

PROSPECT PARK ZOO SEA LION AREA - A0A1 3,900943 12,700111,000
PROSPECT PARK ZOO WORLD OF ANIMALS - 
A00C

7,400944 24,200211,500

PROSPECT PARK ZOO ANIMAL LIFE STYLES - 
A00D

9,400945 30,800269,200

PROSPECT PARK ZOO ANIMALS IN OUR LIFES - 
A00E

7,400946 24,200211,500

PROSPECT PARK ZOO ORIENTATION BLDG. - 
A00F

2,100947 12,70045,800

PROSPECT PARK ZOO ANIMAL HOLDING - A00G 10,300948 33,900296,600
PROSPECT PARK ZOO EXIT PAVILION - A00I 400949 10,600
PROSPECT PARK ZOO ENTRANCE PAVILION - 
A00J

400950 10,600

PROSPECT PARK ZOO GATE HOUSE - A00K 0951 1,200
PROSPECT PARK ZOO BARN - A00L 2,400952 8,00070,200
PROSPECT PARK ZOO EMU/WALLABY HOLDING 
- 100O

800953 4,60016,500

CONEY ISLAND BEACH & BOARDWALK 
COMFORT STATION

900954 5,60020,100

CONEY ISLAND BEACH & BOARDWALK 
COMFORT STATION

900955 5,60020,200

CONEY ISLAND BEACH & BOARDWALK 
COMFORT STATION

900956 5,50020,000

CONEY ISLAND BEACH & BOARDWALK 
GARAGE

2,400957 8,00070,200

ST JOHNS RECREATION CENTER INDOOR POOL 3,400959 11,10097,300
HOWARD HOUSE PLAYGROUND & POOL 
HOWARD HOUSES POOL, INTERMEDIATE

4,900960 16,000139,800

Note :       All $ estimates are in current dollars and are not escalated for potential future inflation. 
                Maintenance $ are aggregated over a ten-year period.
          **  Replacement cost estimated to be beyond ten years is not included in this report.
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HOWARD HOUSE PLAYGROUND & POOL 
WADING POOL

700961 19,100

BROWNSVILLE REC CENTER & PLYGRND 
BROWNSVILLE RECREATION CENTER

58,800962 193,0001,689,100

BROWNSVILLE REC CENTER & PLYGRND 
BROWNSVILLE INDOOR POOL, INTERM.

2,300963 7,40064,600

BUSHWICK HOUSES PLAYGRND & POOL 
INTERMEDIATE POOL

4,500964 14,800129,300

FLUSHING MEADOWS CORONA PARK RABBIT 
HUTCH - A017

0965 900

FLUSHING MEADOWS CORONA PARK CHICKEN 
COOP - A018

100966 3,300

FLUSHING MEADOWS CORONA PARK SHEEP 
SHED - A019

100967 3,300

FLUSHING MEADOWS CORONA PARK 
MAINTENANCE - A016

1,000976 6,00021,600

FLUSHING MEADOWS CORONA PARK FARM 
HOUSE - A012

800984 4,80017,400

FLUSHING MEADOWS CORONA PARK 
EDUCATION BARN & SILO - A014

3,000985 9,70085,000

FLUSHING MEADOWS CORONA PARK COW & 
OXEN BARN - A015

700986 4,40015,800

CENTRAL PARK RUSTIC STONE ARCH - 126 4,0001028 13,100114,900
CENTRAL PARK RUSTIC BRIDGE (30) - 223 4,0001029 13,100114,900
CENTRAL PARK BRIDGE 28 - 183 4,0001030 13,100114,900
CENTRAL PARK BRIDGE 27 - 182 4,0001031 13,100114,900
CENTRAL PARK BRIDAL PATH BRIDGE - 180 4,0001032 13,100114,900
CENTRAL PARK PINE BANK ARCH - 043 4,0001033 13,100114,900
CENTRAL PARK RUSTIC STONE ARCH - 186 4,0001034 13,100114,900
CENTRAL PARK ARCHWAY A -248 4,0001035 13,100114,900
CENTRAL PARK ARCH H - 255 4,0001041 13,100114,900
RIVERSIDE PARK COMFORT STATION - 003B 1,4001042 8,20029,400
RIVERSIDE PARK COMFORT STATION - 004A 4001043 11,100
RIVERSIDE PARK WORK SHED/BARGE - 007A 6001044 16,000
RIVERSIDE PARK COMFORT STATION 83 - 008A 1,0001045 5,90021,200
RIVERSIDE PARK COMFORT STATION 42 - 012A 3001047 9,000
CENTRAL PARK ENTRANCE BRIDGE - 46C 4,0001048 13,100114,900
CENTRAL PARK ENTRANCE BRIDGE - 046B 4,0001049 13,100114,900
CENTRAL PARK MARBLE ARCH BRIDGE - 046A 4,0001050 13,100114,900
CENTRAL PARK ARCH J - 257 4,0001052 13,100114,900
RIVERSIDE PARK 79TH ST. MARINA - 0007 8001058 4,60016,700
RIVERSIDE PARK COMFORT STATION - 0024 1,3001059 7,80027,900
RIVERSIDE PARK GREECIAN PAVILION - 0028 1,4001060 8,50030,500
RIVERSIDE PARK COMFORT & STORAGE - 0031 3001061 9,000
RIVERSIDE PARK COMFORT STATION MENS - 
003A

1,4001062 8,20029,400

VAN CORTLANDT PARK VC SO. COMFORT 
STATION - 0010

4001105 11,100

VAN CORTLANDT PARK TENNIS COMFORT 
STATION - 0011

4001114 11,100

Note :       All $ estimates are in current dollars and are not escalated for potential future inflation. 
                Maintenance $ are aggregated over a ten-year period.
          **  Replacement cost estimated to be beyond ten years is not included in this report.
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ST MARYS PARK INDOOR POOL, 
INTERMEDIATE

3,3001116 10,80094,100

ST MARYS PARK CHILDCARE BUILDING 1,3001117 7,70027,900
ST MARYS PARK COMFORT STATION 1,6001118 9,70035,000
ST MARYS PARK SHED 1001119 2,800
VAN CORTLANDT PARK ROCKWOOK COMFORT 
STATION - 0003

6001120 16,700

VAN CORTLANDT PARK MANSION COMFORT 
STATION - 0005

2,2001121 7,10062,500

VAN CORTLANDT PARK CLUBHOUSE & 
RANGER STATION-0008

9,3001123 30,500266,900

VAN CORTLANDT PARK GOLF MAINTENANCE - 
0009

1,0001124 5,90021,100

JOHN MULLALY PARK STRUCTURE 5001125 14,700
JOHN MULLALY PARK WADING POOL 6001126 17,400
PELHAM BAY PARK OFFICE & GARAGE BLDG - 
0001

7,6001127 24,900217,700

PELHAM BAY PARK TRACTOR STORAGE - 0002 8,4001128 27,600241,300
PELHAM BAY PARK SHOP STORAGE 
MATERIALS - 0003

4,4001129 14,300125,600

PELHAM BAY PARK TURTLE COVE 
CONCESSION - 0004

2,1001130 12,90046,400

PELHAM BAY PARK BARTOW CARRIAGE 
HOUSE - 0006

1,5001131 9,20033,100

PELHAM BAY PARK CART STORAGE - 0008 2,9001132 9,50082,700
PELHAM BAY PARK CART UTILITY - 0009 1,0001133 6,10021,800
PELHAM BAY PARK COURSE CONCESSION - 
0010

1,1001134 6,50023,300

PELHAM BAY PARK SPLIT ROCK PUMP HOUSE - 
0011

6001135 15,600

PELHAM BAY PARK PELHAM PUMP HOUSE - 
0012

2001136 6,200

PROSPECT PARK TOLL GATE - 0050 01137 700
PROSPECT PARK SHELTER AT GATE - 0047 8001139 4,70017,000
PROSPECT PARK GATEHOUSE - 0058 01144 700
PROSPECT PARK GATEHOUSE - 0059 01145 700
PROSPECT PARK GATEHOUSE - 0060 01146 700
PROSPECT PARK GATEHOUSE - 0061 01147 700
HIGHLAND PARK COMFORT STATION - 02 6001148 17,800
HIGHLAND PARK FORM STORAGE SHED - 03 3001149 8,400
CENTRAL PARK CONCESSION STAND - 218 2001151 5,500
CENTRAL PARK CONCESSION BUILDING - 216 2001152 5,500
CENTRAL PARK CONCESSION STAND - 0987 3001153 7,000
CENTRAL PARK CHESS & CHECKERS BUILDING 
- 019

1,1001155 6,50023,400

CENTRAL PARK BOATHOUSE EAST - 217 1,9001156 11,60041,900
CENTRAL PARK BOATHOUSE (MODEL BOATS) - 
098

5,0001157 16,400143,100

PROSPECT PARK SHELTER - 0048 4001158 11,200

Note :       All $ estimates are in current dollars and are not escalated for potential future inflation. 
                Maintenance $ are aggregated over a ten-year period.
          **  Replacement cost estimated to be beyond ten years is not included in this report.
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BRONX PARK WARING COMFORT STATION - 
0004

6001159 16,700

BRONX PARK ABRAMS COMFORT STATION - 
0005

5001160 12,500

BRONX PARK BRADY COMFORT STATION - 0006 3001161 8,000
MARINE PARK FIELDHOUSE - 0003 3,0001162 9,80086,200
MARINE PARK FIELD HOUSE - 01C 1,3001163 8,10029,300
DYKER BEACH PARK COMFORT STATION AND 
STORE - 03A

5001164 14,600

INWOOD HILL PARK BOATHOUSE - 0005 2,6001165 8,40073,800
INWOOD HILL PARK CONCESSION - OCTAGON - 
0007

1001166 3,600

INWOOD HILL PARK COMFORT -207 SEANS - 
002A

8001168 4,80017,400

HIGHLAND PARK COMFORT STATION & REC - 
01

2,5001169 8,30072,400

BRONX PARK ROSEWOOD COMFORT STATION - 
0003

6001179 16,700

PROSPECT PARK SHELTER AT GATE - 047A 8001766 4,70017,000
PROSPECT PARK ZOO ADMINISTRATION BLDG. 
- A00A

9,2001767 30,100263,400

PROSPECT PARK ZOO REFRESHMENT STAND - 
A00B

4,1001768 13,300116,400

RUFUS KING PARK COMFORT & STORAGE 
BLDG.

4,5001779 14,600128,100

LIBERTY PARK TOT POOL 6001780 16,700
LIBERTY PARK WADING POOL 2,2001781 7,20063,300
ROCKAWAY BEACH & BOARDWALK COMFORT 
STATION

7,2001782 23,500206,100

ROCKAWAY BEACH & BOARDWALK COMFORT 
STATION

7001783 4,40015,800

DOUGLASTON PARK GOLF COURSE STORAGE 
BLDG.

1,8001784 10,90039,200

PROSPECT PARK PAVILION - 016A 2,1001785 12,90046,600
PROSPECT PARK ENTRANCE TO ZOO - 016J 4001786 11,100
PROSPECT PARK COMFORT STATION & 
STORAGE - 020A

1,7001788 10,00036,100

PROSPECT PARK GUARD SHACK - 025I 1001789 2,200
CLEARVIEW PARK & GOLF COURSE GOLF 
CARTSHED

2,9001801 9,50082,900

CLEARVIEW PARK & GOLF COURSE SHED 9001802 5,30019,200
RUFUS KING PARK KING MANSION HISTORIC 
HOUSE

17,1001803 56,200492,200

CROTONA PARK AND (OLD BORO HALL) 
COMFORT STATION

4002610 11,100

MARCUS GARVEY MEMORIAL PARK COMFORT 
STATION

2,3002611 7,50066,100

CLEARVIEW PARK & GOLF COURSE 
PUMPHOUSE BLDG.

4002639 11,900

VAN CORTLANDT PARK SHANDLER COMFORT 
STATION - 0012

4002680 11,100

Note :       All $ estimates are in current dollars and are not escalated for potential future inflation. 
                Maintenance $ are aggregated over a ten-year period.
          **  Replacement cost estimated to be beyond ten years is not included in this report.
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SQFTNAMEASSET # CAPITAL EXPENSE

TOMPKINS SQUARE PARK POOL 8002699 5,10018,300
FOREST PARK OVERLOOK MAINT. & COMFORT 
ST.-02

6002701 15,600

CUNNINGHAM PARK DISTRICT OFFICE - 0004 2,2002702 7,30063,700
FORT TRYON PARK FIELD HOUSE BLDG C - 06 6002703 16,700
FORT TRYON PARK CONCESSION STAND - 0004 4,2002704 13,700119,600
PELHAM BAY PARK 18 RODMAN 
ADMINISTRATION - 0018

3,2002705 10,50091,900

PERKINS GARDENS GREENHOUSE 7002706 4,50016,100
BRONX PARK ALLERTON COMFORT STATION - 
0002

9002709 5,20018,800

FOREST PARK GREENHOUSE MAINTENANCE - 
23

1,7002711 10,10036,500

CENTRAL PARK COMFORT STATION & 
STORAGE - 169A

4002716 10,500

FLUSHING MEADOWS CORONA PARK PITCH & 
PUTT BUILDING - 0038

2002717 6,000

HAMILTON FISH PARK COMFORT STATION 1,0002718 6,00021,500
COM JOHN BARRY PARK & PLAYGROUND 
INTERMEDIATE POOL

6,2002720 20,300177,500

FLUSHING MEADOWS CORONA PARK FARM 
ENTRANCE BOOTH - A024

02723 1,000

MANHATTAN BEACH PARK UMBRELLA STAND 6002724 17,000
FLUSHING MEADOWS CORONA PARK GOAT 
SHED - A020

2002725 6,400

RIVERSIDE PARK COMFORT/CLASS - 013A 9002730 5,50019,900
LIBERTY PARK INTERMEDIATE POOL 4,5002776 14,800129,300
FLUSHING MEADOWS CORONA PARK HORSE 
STABLE & TOOL SHED - A013

1,1002849 6,90024,900

PELHAM BAY PARK CLASSROOM 1B - 0024 1,00010464 6,10021,800

PARKSProject Type :

CAPITAL BUDGET FY 2005 - 2008 FY 2009 - 2014
103,700,00093,700,000

EXPENSE BUDGET FY 2005 FY 2006 FY 2007 FY 2008
23,484,000 23,484,000 23,484,000 23,484,000

Special Systems

Special Systems

NAMEASSET # CAPITAL EXPENSE

PARK UTILITIES WATER AND SEWER4502 48,400,000120,500,000
PARK UTILITIES ELECTRICAL4503 15,136,00037,800,000
PARK STREETS AND ROADS STREETS AND 
ROADS

4504 30,400,00039,100,000

Note :       All $ estimates are in current dollars and are not escalated for potential future inflation. 
                Maintenance $ are aggregated over a ten-year period.
          **  Replacement cost estimated to be beyond ten years is not included in this report.




