NEW TAP OF GENERATOR
BUS TO FEED FIRE ALARM.

500kW/625kVA EMERGENCY
GENERATOR WITH SUB-BASE
FUEL TANK, WEATHERPROOF,

SOUND ATTENUATING
ENCLOSURE
NEW
500KW/480V
GEN
1200A,
° 3PH
6 2-HR FIRE RATED BULKHEAD
FEEDER 113-5"
N El  FaaTSA
L 100A, 480V
2-HR FIRE RATED
FEEDER
LEVEL 08
101-5"
LEVEL 07
90-5"
LEVEL 06
79-5"
LEVEL 05
68-5"
LEVEL 04
575"
LEVEL 03
46-5"
INCOMING 27KV CON EDISON INCOMING 27KV CON EDISON INCOMING 27KV CON EDISON
FEEDER FEEDER FEEDER
Q T1 b T2 A T3
Y s000kva Y Y 3000kvA YT s000kva
26 4KV-480V 26.4KV-480V 26.4KV-480V
| |
| |
| |
| |
| |
| |
| v
NEW SWBD-H-3 SERVES HOUSE
| AND TENANTS ON LEVELS 3-8
| |
| |
| |
! +® I
| YV LsiG )B000AF |
| I 5000AT |
| 5000AF °\5000AF  5000AF 5000AF 5000AF  5000AF 5000AF *\50004F <) A4 |
5000AT ¢/ 5000AT 5000AT 5000AT 5000AT  5000AT 5000AT ¢/ 5000€T
! I I N I I N G| !
| TIE BREAKER TIE BREAKER |
N.C NC SWBD-H-3
| EXISTING SWITCHGEAR BUS 5000A, 480V, 3PH, 3 5000A, 480V, 3PH, 3W, 200KAIC |
L L ______ e e N N s s e e e e e e e AR & & — m m m e — — e —— — — — = — — |
2 HR FIRE RATED
WIRING
. ’ : : LEVEL 02
New fire alarm fused disconnect switch for primary power 35-5"
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