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Objective
To provide an overview of design methodology that can be used on projects that require a 

Stormwater Construction Permit and stormwater management practices (SMPs). 

Å Using a case study for reference, this presentation is intended to 

communicate the appropriate design methodology for establishing and 

complying with stormwater management permit requirements. 

Å The presentation will also refer to supporting documentation and calculations 

that are key to the design process.

Å This presentation was given in two parts, as listed below:

o SWPPP Design Workshop Part I took place on April 29, 2025.

o SWPPP Design Workshop Part II took place on May 27, 2025.

Published slides have been compiled into a single deck for clarity.
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1. Introduction

2. SWPPP Design Process (Part I)

Å Permit Applicability

Å Criteria Applicability

Å Geotechnical Planning

Å SMP Siting

3. SWPPP Design Process (Part II)

Å Tier 1 & 2 SMP Design 

Å Tier 3 SMP Design (CSS Only)

Å Confirming all Requirement are Met

4. Questions
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Introduction
Overview of Case Study Scope

Counseling center on a lot that drains to Combined Sewer System 

(CSS) is expanding to include in-patient services

Concept Map : Existing Site Concept Map: Proposed Development
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Introduction
Important Notes

The SWPPP Design process is highly nuanced and project-specific.

This workshop discusses applicability triggered by the 

following case study parameters: 

V Disturbance occurs both on-site and in the ROW

V New impervious area is proposed

V Development activity modifies site hydrology

V Project discharges to a combined sewer system

This workshop is not intended to:

r Represent all possible design scenarios

r Cover all regulated elements of the NYC DEP 

Stormwater Permitting Program

r List all required supporting documentation
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Introduction
Important Notes

The SWPPP Design process is highly nuanced and project-specific.

Considerations:

ü Consideration 1

ü Consideration 2

Topic
ñConsiderationsò slides were added for various 

topics throughout the presentation to:

ü Help communicate nuances in the design process

ü Provide general guidance on elements that may 

be outside the scope of the case study
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Introduction
Visual Examples

Throughout this workshop, example Concept Maps will 

be used to communicate a design concept visually.

ü Contents inform SWPPP design components, including 

drawings, calculations, and construction processes

ü Representations of design elements are schematic

ü Maps are tagged with the term ñPreliminaryò when the 

plan will change throughout the design process

Concept Map:  Site Contributing Area 

(Preliminary)
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Introduction
Visual Examples

The Concept Maps shown throughout this 

presentation do not include the level of detail 

required in SWPPP submissions. 

SWPPP submissions must include:

ü All documents listed in Appendix A of the SWPPP 

template, in the form of engineering drawings that 

include all contents listed in bullets under each plan. 

ü If a plan was not included, a justification that states 

the reason it is not necessary



Design Process



Permit Applicability
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ü Can the development project drain to an NYC-owned 

sewer system?

ü How much soil is disturbed?

ü How much new impervious cover is created?

Permit Applicability
Goal:  Determine whether a project needs a Stormwater Construction Permit

Key Questions
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Permit Applicability
Stormwater Construction Permit Applicability Flow Chart

Project creates 5,000 SF 

or more 

of new impervious area

Project disturbs 20,000 SF 

or more of soil
YES

YES

Project requires  a NYC 

DEP Stormwater 

Construction Permit

All development or 

redevelopment projects 

that drain to City-owned 

sewer systems*

Project Scope Applicability Conditions Requirement

OR

*Direct discharges to Waters of the State of New York from or through NYC-Owned 

properties may also be considered covered development projects that require a 

Stormwater Construction Permit. 
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Permit Applicability
Can the development project drain to an NYC -owned sewer system?

Counseling center on a lot that drains to Combined Sewer System 

(CSS) is expanding to include in-patient services

Concept Map : Existing Site
Concept Map: Proposed Development 

& Existing Sewer Connection



22 January 2026 17

Permit Applicability
How much soil is disturbed?

LEGEND

Property Limits: 15,900 sf 

Existing Structures

Proposed Structures

Construction Staging & Egress Areas

On-Site Disturbance: 11,996 sf 

Off-Site Disturbance: 1,241 sf

Concept Map: Proposed Development, Construction Activities, and 

Disturbance Delineations

Disturbed areas include construction 

support activities, such as construction 

staging areas, stockpiling, egress, etc. 

Disturbed areas are characterized as 

soil disturbed by development activities 

such as clearing, grading, excavation, 

demolition & construction

Disturbance extending outside of the property 

boundary (within an easement or the right-of-way) 

must be accounted for in overall disturbance value.
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Permit Applicability
How much soil is disturbed?

LEGEND

Property Limits: 15,900 sf 

Existing Structures

Proposed Structures

Construction Staging & Egress Areas

On-Site Disturbance: 11,996 sf 

Off-Site Disturbance: 1,241 sf

Limit of Disturbance: 13,237 sf 

Concept Map: Soil Disturbance

Disturbed areas include construction 

support activities, such as construction 

staging areas, stockpiling, egress, etc. 

Disturbed areas are characterized as 

soil disturbed by development activities 

such as clearing, grading, excavation, 

demolition & construction

Disturbance extending outside of the property 

boundary (within an easement or the right-of-way) 

must be accounted for in overall disturbance value.
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Considerations:

ü To avoid delays and costs associated with SWPPP amendments, estimate soil disturbance 

conservatively 

ü Planned limits of work itself, as well as construction support activities.

ü In some cases, all areas within the contract limit lines should be included if the contractor is likely to 

disturb as part of construction support. 

ü Projects that are close to the 20,000-sf threshold should consider submitting a SWPPP to avoid 

significant delays if the contractor disturbs more than anticipated. 

Estimating Soil Disturbance

Permit Applicability
How much soil is disturbed?
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LEGEND

Property Limits: 15,900 sf 

Existing Structures

Proposed Structures

Concept Map: Proposed Development Activities

Impervious area are hard surfaces that cannot 

effectively infiltrate rainfall, such as rooftops, 

pavements, sidewalks, and driveways.
Permit Applicability
How much new impervious cover 

is created?
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Concept Map : Existing Site

Permit Applicability
How much new impervious cover is created?

Concept Map: Proposed Development

Change in impervious cover is calculated from pre- to 

post- development conditions for the disturbed area.
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LEGEND

Property Limits: 15,900 sf 

Total Disturbance: 13,237 sf 

On-Site Disturbance: 11,996 sf 

Right-of-Way Disturbance: 1,241 sf

Existing Structures (Undisturbed)

Existing Pervious in Disturbed Area: 5,916 sf

Existing Impervious in Disturbed Area: 1,987 sf

New Impervious in Disturbed Area: 5,662 sf

Change in impervious cover 

is calculated from pre- to 

post- development conditions 

for the disturbed area.

Impervious area are hard surfaces 

that cannot effectively infiltrate 

rainfall, such as rooftops, 

pavements, sidewalks, and 

driveways.Permit Applicability
How much new impervious cover 

is created?

Concept Map: Change in Impervious Area
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Project adds 5,000 SF of 

new impervious area

Project disturbs 20,000 SF 

or more of soil
NO

YES

Project requires  a NYC 

DEP Stormwater 

Construction Permit

All development or 

redevelopment projects 

that drain to City-owned 

sewer systems

Project Scope Applicability Conditions Requirement

OR

A Stormwater Construction 

Permit is required

Limit of Disturbance: 13,327 sf

New Impervious Area: 5,661 sf

Counseling center that drains to Combined 

Sewer System (CSS) is expanding their 

building to include in-patient services

Ṏ

Permit Applicability
Stormwater Construction Permit Applicability Flow Chart
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ü Can the development project drain to an NYC-owned 

sewer system?

ü How much soil is disturbed?

ü How much new impervious cover is created?

Key Questions

A Stormwater Construction Permit is 

required for this project.

Permit Applicability
Goal:  Determine whether a project needs a Stormwater Construction Permit



Criteria Applicability
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ü Are Erosion & Sediment Controls required?

ü Are long-term SMPs required?

ü Do any MS4-Only criteria apply?

Criteria Applicability
Goal:  Establish which stormwater management criteria apply to my project

Key Questions
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When a Stormwater Construction Permit is applicable, a Stormwater Pollution Prevention Plan (SWPPP) 

must  be prepared. The contents of the SWPPP will depend on which of the following criteria apply:

CSS & MS4 MS4 Only

Erosion & Sediment 

Control (ESC)

Goal: Designed to minimize 

discharge of pollutants during 

construction activities

Water Quality (WQ)

Goal: Aims to manage runoff from 

small, frequent storm events that 

can impact water quality

Runoff 

Reduction (RR)

Goal: Aims to preserve natural 

hydrologic functions

No-Net 

Increase (NNI)

Goal: Aims to reduce pollutants of 

concern in MS4 areas that 

discharge to an impaired waterbody 

Sewer Operations 

(VV & QDRR)

Goal: Aims to manage runoff from 

larger storm events to maintain 

optimal flow rates in the City sewer 

system

Channel 

Protection ( CpV)

Goal: To protect stream channels 

from erosion and prevent flooding

Overbank and Extreme 

Flood Control (Q P & QF)

Goal: To prevent an increase in the 

frequency and magnitude floods

During Construction Post -Construction

Criteria Applicability
Criteria Regulated under Stormwater Construction Permits
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Erosion and Sediment Control criteria are always  required. 

Criteria Applicability
Are Erosion & Sediment Controls required?

ESC WQV RRV NNI
VV

QDRR

CpV

QP

QF
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NYC SWM Table 2.2 lists covered 

development projects that only require the 

implementation of ESC during 

construction, and therefore ñESC-Onlyò 

SWPPP.

If any  proposed activities on a project are 

not listed within this table, long-term 

stormwater management is required as 

well as ESC.  In this case, an ñESC&SMPò 

SWPPP must be prepared.

Criteria Applicability
Are long -term SMPs required?

ESC WQV RRV NNI
VV

QDRR

CpV

QP

QF

Notes:
Projects should cross reference this table with the 2025 CGP 

Appendix B Table 1.
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NYC SWM Table 2.3 is a non-exhaustive list of 

covered development projects that require long-

term stormwater management, as well as ESC. 

These projects require an ñESC&SMPò SWPPP.

Criteria Applicability
Are long -term SMPs required?

ESC WQV RRV NNI
VV

QDRR

CpV

QP

QF

Notes:
Projects should cross reference this table with the 2025 CGP 

Appendix B Table 2.
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Case Study Scope: Counseling center is 

expanding to include in-patient services

Å Not listed in NYC SWM Table 2.2Ṏ

Criteria Applicability
Are long -term SMPs required?

ESC WQV RRV NNI
VV

QDRR

CpV

QP

QF
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Case Study Scope: Counseling center is 

expanding to include in-patient services

Å Not listed in NYC SWM Table 2.2

            &

Å Listed in NYC SWM Table 2.3

Ṏ

Criteria Applicability
Are long -term SMPs required?

ESC WQV RRV NNI
VV

QDRR

CpV

QP

QF
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Project requires an ñESC&SMPò SWPPP.

Once this is established, projects must check for the 

applicability of each of the long -term stormwater 

management criteria.

Criteria Applicability
Are long -term SMPs required?

ESC WQV RRV NNI
VV

QDRR

CpV

QP

QF

Case Study Scope: Counseling center is 

expanding to include in-patient services

Å Not listed in NYC SWM Table 2.2

            &

Å Listed in NYC SWM Table 2.3

Ṏ



WQv and RRv apply to all  projects that require long-term stormwater 

management, and therefore an ñESC&SMPò SWPPP.
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ESC WQV RRV NNI
VV

QDRR

CpV

QP

QF

Criteria Applicability
Are long -term SMPs required?
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Sewer Operations criteria apply when a site discharges to City sewers.

ESC WQV RRV NNI
VV

QDRR

CpV

QP

QF

Criteria Applicability
Are long -term SMPs required?



36

NNI
VV

QDRR

CpV

QP

QF

Apply when project discharges 

to a City-owned sewer

ESC WQV RRV

LEGEND
Property Lot: 15,900 sf 

Total Disturbance: 13,237 sf 

On-Site Disturbance: 11,996 sf 

ROW Disturbance: 1,241 sf

Existing Structures

Landscaped Area

Proposed Building Roof Areas

Paved Areas

Drainage Point and ID

Proposed Inlet

Proposed Internal Drainage

Existing Sewer Connection

NYC Combined Sewer System

Proposed Site Sewer Connection

Flow Control Structure

Spot Elevations (FT EL.)

`

DP- #

Concept Map: Proposed Cover and Contributing Area Drainage (Preliminary)

Criteria Applicability
Are long -term SMPs required?
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No-Net-Increase criteria apply when a project meets all  of 

the following conditions:

1. Project disturbs 20,000 SF or more of soil, or creates 5,000 sf or 

more of new impervious area

2. Project increases site imperviousness

3. Project discharges to MS4 system

4. Project discharges to an impaired waterbody

ESC WQV RRV

VV

QDRR

NNI CpV

QP

QF

Criteria Requirements
Do any MS4 -Only criteria apply?

Must be confirmed.
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ESC WQV RRV NNI
VV

QDRR

CpV

QP

QF

Channel Protection, Overbank Flood Control, and Extreme 

Flood Control criteria apply when a project meets all  of the 

following conditions:

1. Project disturbs 20,000 sf or more of soil, or creates 5,000 sf or more 

of new impervious area

2. Project discharges to MS4 system

3. Site discharges to non-tidal waters.

Criteria Requirements
Do any MS4 -Only criteria apply?

Ṏ

Must be confirmed.

Notes:
Channel protection, overbank flood control, and extreme flood control 
requirements are not common in NYC projects. However, Designers must 
review the applicability criteria in the New York State Construction General 
Permit (2025 CGP Part II.C.2.a.iii) to confirm applicability. 
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The following steps may be used to determine the sewershed type:

1. Locate project on NYC DEP MS4 Interactive Map

2. Confirm findings by requesting official record via NYC DEP PARIS

3. Resolve any inconsistencies by requesting a Pre-Application Meeting with 

DEP (as needed)

ESC WQV RRV NNI
VV

QDRR

CpV

QP

QF

Criteria Requirements
Do any MS4 -Only criteria apply?

http://www.nyc.gov/dep/ms4map
https://www.nyc.gov/site/dep/about/request-records.page
https://www.nyc.gov/site/dep/water/stormwater-permits.page
https://www.nyc.gov/site/dep/water/stormwater-permits.page
https://www.nyc.gov/site/dep/water/stormwater-permits.page


ESC WQV RRV NNI
VV

QDRR

CpV

QP

QF

Project lot does not 

appear to be in MS4 

Drainage Area

Criteria Requirements
Do any MS4 -Only criteria apply?

1. Locate project on NYC DEP 

MS4 Interactive Map

Notes:
Å MS4 Interactive Map provides approximate 

boundaries for areas discharging to MS4 

system and impaired waterbodies. 

Å It is helpful in determining an MS4 areaôs 

receiving waterbody and impairment. 

Å In some cases, the ownership and 

discharge area is inaccurate or unknown 

and must be verified separately.

http://www.nyc.gov/dep/ms4map
http://www.nyc.gov/dep/ms4map
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ESC WQV RRV NNI
VV

QDRR

CpV

QP

QF

Criteria Requirements
Do any MS4 -Only criteria apply?

Note:
Detailed PARIS steps are not 

shown on this slide, but 

verification was completed for 

the case study.

2. Confirm findings by requesting official record via NYC DEP PARIS

https://www.nyc.gov/site/dep/about/request-records.page


3. Resolve any inconsistencies by requesting a 

Pre-Application Meeting with DEP via the 

Stormwater Permit Inquiry Form (as needed)
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ESC WQV RRV NNI
VV

QDRR

CpV

QP

QF

Criteria Requirements
Do any MS4 -Only criteria apply?

https://outreached.wufoo.com/forms/k1bv156n0fow645/
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No-Net-Increase criteria apply when a project meets all  of 

the following conditions:

1. Project disturbs 20,000 SF or more of soil, or creates 5,000 sf or 

more of new impervious area

2. Project increases site imperviousness

3. Project discharges to MS4 system

4. Project discharges to an impaired waterbody

ESC WQV RRV

VV

QDRR

NNI CpV

QP

QF

Criteria Requirements
Do any MS4 -Only criteria apply?

Ṏ

Ṏ

Ṏ
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ESC WQV RRV NNI
VV

QDRR

CpV

QP

QF

Channel Protection, Overbank Flood Control, and Extreme 

Flood Control criteria apply when a project meets all  of the 

following conditions:

1. Project disturbs 20,000 sf or more of soil, or creates 5,000 sf or more 

of new impervious area

2. Project discharges to MS4 system

3. Site discharges to non-tidal waters.

Criteria Requirements
Do any MS4 -Only criteria apply?

Ṏ

Ṏ Ṏ

Ṏ

Ṏ

Notes:
Channel protection, overbank flood control, and extreme flood control 
requirements are not common in NYC projects. However, Designers must 
review the applicability criteria in the New York State Construction General 
Permit (2025 CGP Part II.C.2.a.iii) to confirm applicability. 
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The following criteria apply:

V Erosion and Sediment Control (ESC)

V Water Quality Volume (WQV)

V Runoff Reduction Volume (RRV)

V Sewer Operations Volume (VV) & Maximum 

Release Rate (QDRR)

ü Are Erosion & Sediment Controls required?

ü Are long-term SMPs required?

ü Do any MS4-Only criteria apply?

Criteria Applicability
Goal:  Establish which stormwater management criteria apply to my project

Key Questions



Geotechnical Planning
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ü What site constraints limit the geotechnical testing area?

ü Where should boring and permeability tests be conducted?

ü What are the infiltration rates on site? 

ü Was groundwater or bedrock discovered?

Geotechnical Planning
Goal:  Develop and Implement a Geotechnical Investigation Plan

Key Questions
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On-site geotechnical investigations are required*  when a 

stormwater management practices (SMP) is proposed to comply 

with the NYC DEP Stormwater Construction Permit.

Note:

* Geotechnical investigations are not required when a lot line 

building is proposed that does not increase impervious surface.

Geotechnical Planning
Applicability
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Soil 

Constraints

Considers ability of soils 

to infiltrate runoff

Subsurface 

Constraints

Considers groundwater 

and bedrock elevation

Hotspot 

Constraints

Considers risk of runoff 

contamination

Space 

Constraints

Considers required site 

feature setbacks

Surface 

Constraints

Considers required 

surface cover types

The type of proposed SMP should be determined based on a constraints analysis. 

The SWPPP must  document constraints analyzed that impact SMP selection.

A geotechnical investigation will inform on these 

constraints, which must be reported in the SWPPP.

Geotechnical Planning
Purpose



LEGEND

Property Limit

Limit of Disturbance

Surface Constraints

Space Constraints

Boring Log

Permeability Test
References: 

1. NYC Stormwater Manual Appendix C

Concept Map: Geotechnical Testing Constraints

Surface Constraints:  

V Parking lot in adjacent property 

V Paved building access pathways

V Sidewalk requirement in ROW

Space Constraints:

V 10 ft Setback from Building Foundations 

V 5 ft Setback from Property Line

Other Potential Constraints:

V Areas of contamination

V Areas of historical high groundwater or bedrock

Geotechnical Planning
What site constraints limit the 

geotechnical testing area?

https://www.nyc.gov/assets/dep/downloads/pdf/water/stormwater/unified-stormwater-rule/uswr_nyc_stormwater_manual_appendix-c_smp-siting-criteria.pdf
https://www.nyc.gov/assets/dep/downloads/pdf/water/stormwater/unified-stormwater-rule/uswr_nyc_stormwater_manual_appendix-c_smp-siting-criteria.pdf


References: 

1. NYS DEC Stormwater Management Design Manual ï Appendix D 

2. BEPA PERM Geotech Investigation Workshop

Geotechnical Planning
Where should boring and permeability 

tests be conducted?

LEGEND

Property Line

Limit of Disturbance

Surface Constraints

Space Constraints

Boring Log

Permeability Test

Concept Map: Boring Plan

Select testing locations based on:

V Desktop analysis 
of existing site conditions

V Review regulatory guidance 
that may impact SMP location & design

V Create a preliminary constraints map 
to determine where SMPs cannot be located

V Create a preliminary boring plan 
to ensure the minimum number of tests will be performed at all 

feasible SMP locations

V Review results as they are performed
to confirm current investigation is consistent with historic borings
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Considerations:

ü Project may choose to conduct geotechnical testing in two roundsðfirst to confirm hydrologic 

soil groups and constraints across the site, then to confirm suitable soil conditions for each 

proposed infiltration practice.

ü Alternatively, projects could choose to conduct one round of more comprehensive testing to 

avoid a second geotechnical mobilization. This more comprehensive testing may also help 

eliminate additional geotechnical work if practices are found to be infeasible during construction.

ü In all cases, DEP recommends having the geotechnical professional communicate closely with 

the design professional during geotechnical investigation testing in order to effectively alter the 

testing plan based on site conditions and design requirements.

Geotechnical Investigation Planning

Geotechnical Planning
How many boring and permeability tests should be conducted?
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Refer to the Geotechnical Investigation Workshop for additional guidance 

on reviewing and interpreting results from a geotechnical investigation. 

Geotechnical Planning
Results Analysis

https://www.nyc.gov/assets/dep/downloads/pdf/water/stormwater/geotech-investigation-workshop-presentation.pdf


References: 

1. NYS DEC Stormwater Management Design Manual ï Appendix D 

2. BEPA PERM Geotech Investigation Workshop

Geotechnical Planning
What are the infiltration rates on site? 

LEGEND

Property Line

Limit of Disturbance

Surface Constraints

Space Constraints

Boring Log

Permeability Test

Concept Map: Boring Plan

All permeability tests found 

infiltration rates below 0.5 in/hr.



References: 

1. NYS DEC Stormwater Management Design Manual ï Appendix D 

2. BEPA PERM Geotech Investigation Workshop

Geotechnical Planning
Was groundwater or bedrock 

discovered?

LEGEND

Property Line

Limit of Disturbance

Surface Constraints

Space Constraints

Boring Log

Permeability Test

Concept Map: Boring Plan

Boring tests did not discover 

groundwater or bedrock.
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ü What site constraints limit the geotechnical testing area?

ü Where should boring and permeability tests be conducted?

ü What are the infiltration rates on site? 

ü Was groundwater or bedrock discovered?

Geotechnical Planning
Goal:  Develop and Implement a Geotechnical Investigation Plan

Key Questions

Geotechnical Investigation results:

V Infiltration rate < 0.5 in/hr across site

V No shallow groundwater or bedrock



SMP Siting



22 January 2026 58

ü What soil, subsurface, and hotspot constraints are present?

ü What space and subsurface constraints are present?

ü Which Tier 1 SMPs are feasible?

ü Where can I site Tier 1 SMPs?

SMP Siting
Goal:  Establish Potential SMP Types & Locations

Key Questions
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CSS Areas MS4 Areas

Å The SMP hierarchy creates 

clear and consistent approach 

for the selection of SMPs. 

Å Designers must assess and 

implement SMPs in higher tiers 

to the maximum extent 

practicable before moving to 

lower tier systems.

Å Tiers for SMPs are intended to 

guide designs towards SMPs 

most effective at meeting NYC 

goals. 

SMP Siting
SMP Hierarchy
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Projects must  document constraints that limit the use of Tier 1 or Tier 2 practices 

when lower tier practices are used:

Soil 

Constraints

Considers ability of soils 

to infiltrate runoff

Subsurface 

Constraints

Considers groundwater 

and bedrock elevation

Hotspot 

Constraints

Considers risk of runoff 

contamination

Surface 

Constraints

Considers required 

surface cover types

Space 

Constraints

Considers required site 

feature setbacks

SMP Siting
Constraints
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Soil Subsurface Hotspot Surface Space

SMP Siting
What soil, subsurface, and hotspot constraints are present?

Å Soil: Areas where permeability tests indicate soil 

infiltration rates <0.5 in/hr

Å Subsurface: Areas where boring tests indicate that 

the bottom of the SMP would be <3 ft from groundwater 

or bedrock, or <4 ft for sole source aquifers.

Å Hotspot:  Areas where land use, soil conditions, or 

other factors pose risk of contaminating infiltration

Tier 1:
V Vegetated Evapotranspiration SMPs

r Vegetated Infiltration SMPs

Tier 2:
r Non-Vegetated Infiltration SMPs

Constraint Impact on 

SMP Siting*

Legend: V Constraint evaluated does not limit use of SMP function

r Constraint evaluated limits use of SMP function

*Guidance is generalized; designer must comply with NYC SWM Section 4.2 when siting practices. 
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LEGEND

Property Line

Limit of Disturbance

Surface Constraints

Space Constraints

Soil Constraints

Subsurface Constraints (N/A)

Hotspot Constraints (N/A)

Concept Map: Soil, Subsurface and Hotspot Constraints

SMP Siting
What soil, subsurface, and hotspot 

constraints are present?

Soil, Subsurface, and Hotspot Constraint Plan  

must be included in the SWPPP submission when 

these constraints impact the use of SMPs. 

Notes:
Å The constraints plan shown was simplified for clarity. 

Å SWPPP submissions should include notes with justification of each 

constraint and references to supporting documentation
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Soil Subsurface Hotspot Surface Space

SMP Siting
What surface and space constraints are present?

Å Surface: Areas where regulations require the use of 

paved surfaces

Tier 1:
r Vegetated Evapotranspiration SMPs

r Vegetated Infiltration SMPs

Tier 2:
V Non-Vegetated Infiltration SMPs

Constraint Impact on 

SMP Siting*

Legend: V Constraint evaluated does not limit use of SMP function

r Constraint evaluated limits use of SMP function

Constraint Impact on 

SMP Siting

*Guidance is generalized; designer must comply with NYC SWM Section 4.2 when siting practices. 
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Soil Subsurface Hotspot Surface Space

Å Space: Areas where regulations require setbacks 

from structures, utilities, property lines, existing trees, or 

other site features

Tier 1:
V Vegetated Evapotranspiration SMPs

r Vegetated Infiltration SMPs

Tier 2:
r Non-Vegetated Infiltration SMPs

Constraint Impact on 

SMP Siting*

Legend: V Constraint evaluated does not limit use of SMP function

r Constraint evaluated limits use of SMP function

Constraint Impact on 

SMP Siting

*Guidance is generalized; designer must comply with NYC SWM Section 4.2 when siting practices. 

SMP Siting
What surface and space constraints are present?



Surface Constraints:  

V Parking lot in adjacent property 

V Paved building access pathways

V Sidewalk requirement in ROW

Space Constraints (At Grade):

V 10 ft Setback from Building Foundations 

V 5 ft Setback from Property Line

LEGEND

Limit of Property

Limit of Disturbance

Surface Constraints

Space Constraints

Concept Map: Constraints at Grade

SMP Siting
What surface and space constraints 

are present?



LEGEND

SMP Siting
What surface and space constraints 

are present?

References: 

1. RCNY Chapter 5, FDNY Requirements Section 504.4 

2. Local Laws 92/94: Solar & Green Roofs

3. FDNY Clearances Presentation

Surface Constraints:  

V Parking lot in adjacent property 

V Paved building access pathways

V Sidewalk requirement in ROW

Space Constraints (At Grade):

V 10 ft Setback from Building Foundations 

V 5 ft Setback from Property Line

Space Constraints (Roof Only):

V 6 ft Perimeter Access on Building Frontage 

V 3 ft Radius Clearance from Roof Door

V 6 ft Clear Paths every 100 ft

V 3 ft clearance from Mechanical Equipment
Existing Structures

Proposed Structures Roof Area

Surface Constraints

Space Constraints at Grade

Perimeter Access Clearance

Clear Path

Roof Access Structure & Door Clearance

Mechanical Equipment clearance

Proposed Recreational Area (not a constraint)

Sustainable Roofing Zone

Concept Map: Constraints at Grade and on Roof

https://www.nyc.gov/assets/fdny/downloads/pdf/about/Chapter-05.pdf
https://www.nyc.gov/assets/fdny/downloads/pdf/about/Chapter-05.pdf
https://www.nyc.gov/site/buildings/codes/ll92-solar-green-roofs.page
https://www.nyc.gov/site/buildings/codes/ll92-solar-green-roofs.page
https://nysolarmap.com/media/2125/2021-fdny-rooftop-cuny-presentation-002.pdf
https://nysolarmap.com/media/2125/2021-fdny-rooftop-cuny-presentation-002.pdf


Concept Map:  Surface and Space Constraints Plan
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Space Constraints

LEGEND

Sustainable Roofing Zone

Notes:
Å The constraints plan shown was simplified for clarity. 

Å Constraints plans submitted with the SWPPP may be separated or combined 

as needed for clarity. 

Å SWPPP submissions should include notes with justification of each constraint 

and references to supporting documentation

References: 

1. NYC DEP SWPPP Template ï Appendix A

Existing Structures

Proposed Structures Roof Area

Surface Constraints

Space Constraints

Surface and Space Constraint Plan  must be 

included in the SWPPP submission when these 

constraints impact the use of SMPs. 

SMP Siting
What surface and space constraints 

are present?

https://www.nyc.gov/assets/dep/downloads/pdf/water/stormwater/ms4/swppp-template.docx
https://www.nyc.gov/assets/dep/downloads/pdf/water/stormwater/ms4/swppp-template.docx
https://www.nyc.gov/assets/dep/downloads/pdf/water/stormwater/ms4/swppp-template.docx
https://www.nyc.gov/assets/dep/downloads/pdf/water/stormwater/ms4/swppp-template.docx
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References: 

1. NYS DEC Stormwater Management Design Manual 

ï Appendix A

SMP Siting
What Tier 1 SMPs are feasible?

This project has surface, space, soil 

constraints.

Feasible Tier 1 SMPs are all 

Evapotranspiration Practices

https://www.nyc.gov/assets/dep/downloads/pdf/water/stormwater/unified-stormwater-rule/uswr_nyc_stormwater_manual_appendix-a_smp-hierarchy-checklist.pdf
https://www.nyc.gov/assets/dep/downloads/pdf/water/stormwater/unified-stormwater-rule/uswr_nyc_stormwater_manual_appendix-a_smp-hierarchy-checklist.pdf
https://www.nyc.gov/assets/dep/downloads/pdf/water/stormwater/unified-stormwater-rule/uswr_nyc_stormwater_manual_appendix-a_smp-hierarchy-checklist.pdf
https://www.nyc.gov/assets/dep/downloads/pdf/water/stormwater/unified-stormwater-rule/uswr_nyc_stormwater_manual_appendix-a_smp-hierarchy-checklist.pdf


Concept Map:  Tier 1 SMP Feasibility
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Space Constraints

LEGEND

Space Constraints

Feasible Tier 1 SMP Locations 

(ET Only)

Existing Structures

Proposed Structures Roof Area

Surface Constraints

SMP Siting
Where Can I Site Tier 1 SMPs?

Evapotranspiration Practices can be sited:

V On all unconstrained roof areas

V On space constraints at property lines and building 

foundations

V On unconstrained spaces outside the planned 

development area (if needed)
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Considerations:

ü 15 RCNY Chapter 19.1 requires projects to maximize the use of vegetated retention 

practices, defined in NYC SWM as ñTier 1ò.

ü Projects are required to site Tier 1 practices to the maximum extent practicable first. 

Once Tier 1 SMPs have been sited, projects must then revisit their constraints plan to 

evaluate the feasibility of Tier 2 SMPs, then and Tier 3 SMPs, progressively.

ü Recreational areas excluded in the Sustainable Roofing Zone may still be feasible for 

stormwater management requirements; they are not considered a valid constraint.

Prioritizing Vegetated Retention Practices

SMP Siting
Where Can I Site Tier 1 SMPs?
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ü What soil, subsurface, and hotspot constraints are present?

ü What space and subsurface constraints are present?

ü Where can I site SMPs?

Key Questions

This project has surface, space, soil constraints.

Feasible vegetated retention SMPs (Tier 1) include:
V Green Roofs

V Stormwater Planters

V Rain Gardens

SMP Siting
Goal:  Establish Potential SMP Types & Locations



Tier 1 & 2 SMP Design
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ü What is the site-wide WQV and RRV?

ü What are the Tier 1 SMP design requirements?

ü What are the Tier 2 SMP design requirements?

ü Are all requirements met?

Tier 1 & 2 SMP Design
Goal:  Design SMPs to Meet the Applicable Tier 1 & 2 Stormwater Management Criteria 

Key Questions
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Designers must use technical guidance in NYC SWM Chapter 2 to 

calculate numerical requirements for the applicable criteria:

V Water Quality Volume (WQV)

V Runoff Reduction Volume (RRV)

V Sewer Operations Volume (VV)

V Maximum Release Rate (QDRR)

SMP Design
Numerical Criteria
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Tier 1 & 2 SMP Design
What are the site -wide WQ V and RRV?

Calculating Site WQv:

Å Step 1: Identify Equation

Å Step 2: Identify Site Contributing Area

Å Step 3: Calculate Runoff Coefficient

Å Step 4: Complete Site-Wide Calculation
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Tier 1 & 2 SMP Design
What are the site -wide WQ V and RRV?

WQV Step 1: Identify Equation

Use NYC SWM Eq. 2.1 to calculate WQV 
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Space Constraints

LEGEND

Contributing Area in LOD: 6,408 sf 

Non-Contributing Areas in LOD: 7,237 sf

Non-Contributing Areas outside LOD

Limit of Property: 15,900 sf 

Limit of Disturbance (LOD): 13,237 sf 

On-Site Disturbance: 11,996 sf 

ROW Disturbance: 1,241 sf

Tier 1 & 2 SMP Design
What are the site -wide WQ V and RRV?

WQV Step 2: Identify Site Contributing Area

The Contributing Area (A) includes all areas within 

the Limit of Disturbance that are listed in NYC SWM 

Table 2.3, as well as areas outside the Limit of 

Disturbance that drain to those areas. 

Concept Map:  Site Contributing Area (Preliminary)
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Considerations:

ü Areas disturbed for construction support that are restored to pervious conditions and do not drain to 

developed areas are typically not included in the site Contributing Area (A), except in cases where DEP 

determines that these areas pose significant pollution risks

ü Areas disturbed by activities listed in NYC SWM Table 2.2 must be included in the site Contributing Area 

(A) if they drain to portions of the site that have development activities listed in NYC SWM Table 2.3.

ü Areas outside the Limit of Disturbance or Property Line that drain to portions of the site that have 

development activities listed in NYC SWM Table 2.3 must be included in the site Contributing Area (A).

Establishing the Contributing Area

Tier 1 & 2 SMP Design
What are the site -wide WQ V and RRV?



WQV Step 3: Calculate Runoff Coefficient 

This coefficient relates the total rainfall to runoff on 

the project site and is based on the percent 

impervious cover (I) in the proposed condition.
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Tier 1 & 2 SMP Design
What are the site -wide WQ V and RRV?
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Space Constraints

LEGEND

Contributing Area in LOD: 6,408 sf 

Non-Contributing Areas in LOD: 7,237 sf

Non-Contributing Areas outside LOD

Limit of Property: 15,900 sf 

Limit of Disturbance (LOD): 13,237 sf 

On-Site Disturbance: 11,996 sf 

ROW Disturbance: 1,241 sf

Concept Map:  Site Contributing Area (Preliminary)
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SMP Design
What are the site -wide WQ V and RRV?
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Space Constraints

LEGEND

Contributing Area in LOD: 6,408 sf 

Non-Contributing Areas in LOD: 7,237 sf

Non-Contributing Areas outside LOD

Limit of Property: 15,900 sf 

Limit of Disturbance (LOD): 13,237 sf 

On-Site Disturbance: 11,996 sf 

ROW Disturbance: 1,241 sf

Concept Map:  Site Contributing Area (Preliminary)

WQV Step 4: Complete Site -Wide Calculation

Use NYC SWM Eq. 2.1 to calculate WQV 
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Tier 1 & 2 SMP Design
What are the site -wide WQ V and RRV?

Calculating Site WQv:

Å Step 1: Identify Equation

Å Step 2: Identify Site Contributing Area

Å Step 3: Calculate Runoff Coefficient

Å Step 4: Complete Site-Wide Calculation

╦╠╥ȟ╢░◄▄  ╬█
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Tier 1 & 2 SMP Design
What are the site -wide WQ V and RRV?

Calculating Target RR V and Minimum RR V:

Å Step 1: Establish Target RRV

Å Step 2: Identify Minimum RRV Equation

Å Step 3: Establish New Impervious Area Proposed

Å Step 4: Calculate the Specific Reduction Factor

Å Step 5: Complete Site-Wide Minimum RRV Calculation
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Tier 1 & 2 SMP Design
What are the site -wide WQ V and RRV?

RRV Step 1:  Establish Target RR V

15 RCNY Chapter 19.1 requires the use of vegetated retention 

practices to the maximum extent practicable. Therefore, projects 

should always aim to reduce the entire WQV using Tier 1 practices.

Target RRV  is met when the site WQV is managed using Tier 1 and 

Tier 2 practices. 
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Tier 1 & 2 SMP Design
What are the site -wide WQ V and RRV?

RRV Step 2:  Identify Minimum RR V Equation

Use NYC SWM Eq. 2.2 to calculate Minimum RRV 

Minimum RRV must be met for all projects, without exception. 

Meeting Minimum RRV does not exempt projects from having to 

demonstrate that they have met Target RRV to the maximum 

extent practicable. 
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Concept Map: Site Contributing Area 

(Preliminary)

Concept Map: Existing Site

Tier 1 & 2 SMP Design
What are the site -wide WQ V and RRV?

RRV Step 3:  Establish New Impervious Area Proposed

Compare pre- and post-development site plans to determine how much new impervious area is 

proposed in the developed area. 

Concept Map: Site Contributing Area 

& Existing Impervious Area
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Space Constraints

LEGEND

Contributing Area in LOD: 6,408 sf 

Non-Contributing Areas in LOD: 7,237 sf

Non-Contributing Areas outside LOD

Existing Impervious in Contributing Area: 

747 sf

Limit of Property: 15,900 sf 

Limit of Disturbance (LOD): 13,237 sf 

On-Site Disturbance: 11,996 sf 

ROW Disturbance: 1,241 sf

Tier 1 & 2 SMP Design
What are the site -wide WQ V and RRV?

RRV Step 3:  Establish New Impervious 

Area Proposed

Compare pre- and post-development site plans to 

determine how much new impervious area is 

proposed in the developed area. 

Concept Map: Site Contributing Area & Existing Impervious Area

═░╬ ȟ  ▼█
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Tier 1 & 2 SMP Design
What are the site -wide WQ V and RRV?

RRV Step 4:  Calculate the Specific Reduction Factor

This value depends on the soils on the project site and can be calculated 

as follows:

Å Establish Hydrologic Soil Groups (HSG) on the project site.
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Considerations:

ü Projects may use their own geotechnical tests or the USGS Web Soil 

Survey Map to establish HSG on their site.

ü Unranked soils should be classified per the USDA NRCS Part 630 

National Engineering Handbook Ch. 7. Otherwise, the soil should 

assume the properties of HSG-A for the Minimum RRV requirement.

Establishing Hydrologic Soil Groups

Tier 1 & 2 SMP Design
What are the site -wide WQ V and RRV?
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Tier 1 & 2 SMP Design
What are the site -wide WQ V and RRV?

RRV Step 4:  Calculate the Specific Reduction Factor

This value depends on the soils on the project site and can be calculated as follows:

Å Establish Hydrologic Soil Groups (HSG) on the project site.

Å Refer to NYC SWM Table 2.5 to identify reduction factors for each HSG
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Tier 1 & 2 SMP Design
What are the site -wide WQ V and RRV?

HSG Reduction Factor
% of Map Unit 
(NRCS WSS 

Report)

Specific Reduction 
Factors

HSG-A 0.55 81% 0.446

HSG-B 0.40 17% 0.068

HSG-C 0.30 2% 0.006

HSG-D 0.20 0% 0

Specific Reduction Factor S 0.52

RRV Step 4:  Calculate the Specific Reduction Factor

This value depends on the soils on the project site and can be calculated as follows:

Å Establish Hydrologic Soil Groups (HSG) on the project site.

Å Refer to NYC SWM Table 2.5 to identify reduction factors for each HSG.

Å Calculate the Specific Reduction Factor based on findings. 
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Tier 1 & 2 SMP Design
What are the site -wide WQ V and RRV?

Conceptual Preliminary Site Contributing Area Plan with Existing 

Impervious Areas
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Space Constraints

LEGEND

Contributing Area in LOD: 6,408 sf 

Non-Contributing Areas in LOD: 7,237 sf

Non-Contributing Areas outside LOD

Existing Impervious in Contributing Area: 

747 sf

Property Lot: 15,900 sf 

Limit of Disturbance (LOD): 13,237 sf 

On-Site Disturbance: 11,996 sf 

ROW Disturbance: 1,241 sf
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RRV Step 5:  Calculate Site -Wide Minimum 

RRV Calculation

Use NYC SWM Eq. 2.2 to calculate Minimum RRV 
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Tier 1 & 2 SMP Design
What are the site -wide WQ V and RRV?

Calculating Target RR V and Minimum RR V:

Å Step 1: Establish Target RRV

Å Step 2: Identify Minimum RRV Equation

Å Step 3: Establish New Impervious Area Proposed

Å Step 4: Calculate the Specific Reduction Factor

Å Step 5: Complete Site-Wide Minimum RRV Calculation

Calculating Site WQv:

Å Step 1: Identify Equation

Å Step 2: Identify Site Contributing Area

Å Step 3: Calculate Runoff Coefficient

Å Step 4: Complete Site-Wide Calculation

╜░▪ ╡╡╥  ╬█
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Tier 1 & 2 SMP Design
Practice -Based Requirements

In addition to Site-Wide Requirements, Designers must 

calculate the practice-based WQV for each SMP using 

the practice contributing area.

SMP design consists of establishing:

V Required WQ V,SMP
This is the volumetric requirement that each SMP must meet, based on its 

contributing area.

V VSMP 
This is the storage volume that the SMP is designed to provide.

V Provided WQ V, RRV, VV 
These are the contributions that the SMP makes to each  requirement, 

based on its VSMP and function.
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Tier 1 & 2 SMP Design
What are the Tier 1 SMP design requirements?

SMPs Design Steps:

Å Step 1: Review Drainage Areas & Constraints

Å Step 2: Site SMP Footprint

Å Step 3: Determine SMP Contributing Area

Å Step 4: Determine Runoff Coefficient of SMP Contributing Area

Å Step 5: Calculate SMP Required WQV,SMP

Å Step 6: Design SMP VSMP to Meet Required WQV,SMP

Å Step 7: Check SMP Contributions to Site-Wide Requirements 

Iterate process until all 

requirements are met



Tier 1 & 2 SMP Design
What are the Tier 1 SMP WQ V 

requirements?

SMP Step 1:  Review Drainage Areas & Constraints

Constraints may be limited to one portion of the site. It is 

helpful to evaluate constraints within individual, non-

overlapping drainage areas to site SMPs. 
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Space Constraints

LEGEND

Soil Constraint

Sustainable Roofing Zone

Drainage Area Delineation

Existing Structures

Proposed Structures Roof Area

Surface Constraints

Space Constraints

Concept Map:  Constraints and Drainage Area Delineation



Tier 1 & 2 SMP Design
What are the Tier 1 SMP requirements?

SMP Step 2:  Site SMP Footprint

Site Tier 1 practices on unconstrained areas to the 

maximum extent practicable, based on site constraints.
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Space Constraints

LEGEND

Soil Constraint

Green Roof

Drainage Area Delineation

Proposed Recreational Area 

(not a constraint)

Existing Structures

Proposed Structures Roof Area

Surface Constraints

Space Constraints

Concept Map:  Proposed Tier 1 SMPs (Preliminary)

Notes:
Å The sustainable roofing zone definition allows the exclusion of recreational 

spaces that are integral to the principal use of the building. However, they are 

not considered a constraints under 15 RCNY Chapter 19.1.

ÅMeeting the stormwater management requirements outlined in 15 RCNY 

Chapter 19.1 takes precedence over Local Laws 92/94. 

SMP ID
SMP Footprint 

(sf)

GR-1 371

GR-2 643

GR-3 891



LEGEND

SMP Contributing Areas

Non-Contributing Areas

Non-Contributing Areas 

outside LOD

Limit of Property: 15,900 sf 

Limit of Disturbance (LOD): 13,237 sf 

On-Site Disturbance: 11,996 sf 

ROW Disturbance: 1,241 sf

Tier 1 & 2 SMP Design
What are the Tier 1 SMP requirements?

SMP Step 3:  Determine SMP Contributing Area

Refer to NYC SWM Design Table 4.3 to identify any limits 

to SMP loading ratio or contributing area for ET SMPs.

Concept Map:  Green Roof Contributing Areas (Preliminary)

SMP ID
SMP Footprint 

(sf)

SMP 

Contributing 
Area, A (sf)

GR-1 371 371

GR-2 643 643

GR-3 891 891
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SMP ID
SMP Footprint 

(sf)

SMP 

Contributing 
Area, A (sf)

Percent 

Impervious 
Cover, I (%)

Runoff 

Coefficient, R V 

(-)

GR-1 371 371 100 0.95

GR-2 643 643 100 0.95

GR-3 891 891 100 0.95

SMP Step 4:  Determine Runoff Coefficient of SMP Contributing Area

This coefficient relates the total rainfall to runoff on the project site and is 

based on the percent impervious cover (I) in the proposed condition.
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LEGEND

Limit of Property: 15,900 sf 

Limit of Disturbance (LOD): 13,237 sf 

On-Site Disturbance: 11,996 sf 

ROW Disturbance: 1,241 sf

Practice-Based Contributing Areas

Non-Contributing Areas

Non-Contributing Areas outside LOD

Tier 1 & 2 SMP Design
What are the Tier 1 SMP 

requirements?

Concept Map:  Green Roof 

Contributing Areas (Preliminary)

Note: When calculating WQV for a vegetated SMP, 

the SMP footprint should be considered 100% 

impervious in order for the practice to manage itself. 
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SMP Step 5:  Calculate SMP Required WQV,SMP

Use NYC SWM Eq. 2.1 to calculate WQV 

Å The Total WQV,SMP is based on the entire contributing area to a practice

SMP ID
SMP Footprint 

(sf)

SMP 

Contributing 
Area, A (sf)

Percent 

Impervious 
Cover, I (%)

Runoff 

Coefficient, R V 

(-)

Total 

WQV,SMP 

(cf )

GR-1 371 371 100 0.95 44

GR-2 643 643 100 0.95 76

GR-3 891 891 100 0.95 106

LEGEND

Limit of Property: 15,900 sf 

Limit of Disturbance (LOD): 13,237 sf 

On-Site Disturbance: 11,996 sf 

ROW Disturbance: 1,241 sf

Practice-Based Contributing Areas

Non-Contributing Areas

Non-Contributing Areas outside LOD

Tier 1 & 2 SMP Design
What are the Tier 1 SMP 

requirements?

Concept Map:  Green Roof 

Contributing Areas (Preliminary)
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SMP Step 5:  Calculate SMP Required WQV,SMP

Use NYC SWM Eq. 2.1 to calculate WQV 

Å The Total WQV,SMP is based on the entire contributing area to a practice

Å When upstream practices are present, the volume they managed must be 

subtracted from the Total WQV,SMP to establish the practiceôs Required WQV,SMP 

SMP ID
SMP Footprint 

(sf)

SMP 

Contributing 
Area, A (sf)

Percent 

Impervious 
Cover, I (%)

Runoff 

Coefficient, R V 

(-)

Total 

WQV,SMP 

(cf )

Volume 

Managed by 

Upstream SMPs

Required

WQV,SMP

(cf )

GR-1 371 371 100 0.95 44 - 44

GR-2 643 643 100 0.95 76 - 76

GR-3 891 891 100 0.95 106 - 106

LEGEND

Limit of Property: 15,900 sf 

Limit of Disturbance (LOD): 13,237 sf 

On-Site Disturbance: 11,996 sf 

ROW Disturbance: 1,241 sf

Practice-Based Contributing Areas

Non-Contributing Areas

Non-Contributing Areas outside LOD

Tier 1 & 2 SMP Design
What are the Tier 1 SMP 

requirements?

Concept Map:  Green Roof 

Contributing Areas (Preliminary)
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Tier 1 & 2 SMP Design
What are the Tier 1 SMP requirements?

SMP Step 6:  Design SMP VSMP to Meet Required WQV,SMP

Use NYC SWM Eq. 4.1 to calculate VSMP
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Tier 1 & 2 SMP Design
What are the Tier 1 SMP requirements?

Å VP is not applicable Ą GR cannot pond 

Å VS is applicable

Å VI is not applicable Ą GR do not have internal storage structures 

Å VD is not applicable Ą GR drainage media cannot store water

SMP Step 6:  Design SMP VSMP to Meet Required WQV,SMP

Use NYC SWM Eq. 4.1 to calculate VSMP

Å Determine Applicable Volume Parameters for each SMP type

╥╢╜╟ȟ╖╡  ╥╢ȟ╖╡
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Tier 1 & 2 SMP Design
What are the Tier 1 SMP requirements?

SMP Step 6:  Design SMP VSMP to Meet Required WQV,SMP

Use NYC SWM Eq. 4.1 to calculate VSMP

Å Determine Applicable Volume Parameters for each SMP type

Å Refer to the appropriate equations in NYC SWM Section 4.3 to 

calculate the storage volume provided by each applicable parameter

╥╢╜╟ȟ╖╡  ╥╢ȟ╖╡ ═╢╜╟ * ╓╢ z ▪╢
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Tier 1 & 2 SMP Design
What are the Tier 1 SMP requirements?

SMP Step 6:  Design SMP VSMP to Meet Required WQV,SMP

Use NYC SWM Eq. 4.1 to calculate VSMP

Å Determine Applicable Volume Parameters for each SMP type

Å Refer to the appropriate equations in NYC SWM Section 4.3 to 

calculate the storage volume provided by each applicable parameter

Å Refer to NYC SWM Design Table 4.3 to identify design requirements 

for ET SMPs and complete design calculation.

╥╢╜╟ȟ╖╡  ╥╢ȟ╖╡ ═╢╜╟ * ╓╢ z ▪╢
SMP ID

ASMP

(sf)

DS

(in)

nS

(cf/cf)

VS = V SMP 

(cf )

GR-1 371 8 0.2 45

GR-2 643 8 0.2 78

GR-3 891 8 0.2 108
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Tier 1 & 2 SMP Design
What are the Tier 1 SMP requirements?

SMP Step 6:  Design SMP VSMP to Meet Required WQV,SMP

Use NYC SWM Eq. 4.1 to calculate VSMP

Å Determine Applicable Volume Parameters for each SMP type

Å Refer to the appropriate equations in NYC SWM Section 4.3 to 

calculate the storage volume provided by each applicable parameter

Å Refer to NYC SWM Design Table 4.3 to identify design requirements 

for ET SMPs and complete design calculation.

Å Confirm that storage volume is sufficient to meet Required WQV,SMP

VS = Volume of voids in the soil media layer [cf]

ASMP = Area of SMP [sf]

DS = Depth of soil media layer [ft]

nS = Available porosity of soil media [cf/cf]

╥╢╜╟ȟ╖╡  ╥╢ȟ╖╡ ═╢╜╟ * ╓╢ z ▪╢

SMP ID
ASMP

(sf)

DS

(in)

nS

(cf/cf)

VS = V SMP 

(cf )

Required

WQV,SMP

(cf )

GR-1 371 8 0.2 45 44

GR-2 643 8 0.2 78 76

GR-3 891 8 0.2 108 106

Ó

Ó

Ó
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Considerations:

ü Green roof depth must be greater than 7.125 inches to manage its full 

water quality volume.

ü Green roofs may be designed with smaller depths, but remaining 

unmanaged volume will need to be routed to downstream practices. 

Green Roof Depth

Tier 1 & 2 SMP Design
What are the Tier 1 SMP requirements?



Tier 1 & 2 SMP Design
What are the Tier 1 SMP requirements?

SMP Step 7:  Check SMP Contributions to Site-Wide Requirements 

Use NYC SWM Table 4.1 to determine the percent contributions of each SMP. 
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SMP ID
Required WQ V,SMP

(cf )
V SMP (cf )

GR-1 44 49

GR-2 76 86

GR-3 106 119



Tier 1 & 2 SMP Design
What are the Tier 1 SMP requirements?

SMP Step 7:  Check SMP Contributions to Site-Wide Requirements 

Use NYC SWM Table 4.1 to determine the percent contributions of each SMP. 
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Note:
Oversizing an SMP will not increase the volume it receives from a 1.5-in rain event 

and therefore does not increase its contribution to the Provided WQV. Therefore, 

when V SMP > Required WQ V,SMP, Provided WQ V,SMP = FA x Required WQ V,SMP

SMP ID
Required WQ V,SMP

(cf )
V SMP (cf )

Provided WQ V,

(cf )

Provided RR V

(cf )

Provided V V

(cf )

GR-1 44 49 44 44 0

GR-2 76 86 76 76 0

GR-3 106 119 106 106 0



Tier 1 & 2 SMP Design
What are the Tier 1 SMP requirements?

SMP Step 7:  Check SMP Contributions to Site-Wide Requirements 

Use NYC SWM Table 4.1 to determine the percent contributions of each SMP. 
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SMP ID
Required WQ V,SMP

(cf )
V SMP (cf )

Provided WQ V,

(cf )

Provided RR V

(cf )

Provided V V

(cf )

GR-1 44 49 44 44 0

GR-2 76 86 76 76 0

GR-3 106 119 106 106 0

Site-Wide Parameters
WQV

(cf )

RRV

(cf)

VV

(cf )

Total Volume Provided 226 226 0

Total Volume Required 761 350 (Minimum) TBD*

Remaining Volume to be Managed 535 124 TBD*

*The sewer operations volume VV requirements depends on the site cover types in the proposed conditions. 

Therefore, it must be calculated after Tier 1 and Tier surface SMPs have been sited. 

The sum of the 

volumes provided by 

each SMP should be 

greater than the site-

wide requirements. 
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Tier 1 & 2 SMP Design
What are the Tier 1 SMP design requirements?

SMPs Design Steps:

Å Step 1: Review Drainage Areas & Constraints

Å Step 2: Site SMP Footprint

Å Step 3: Determine SMP Contributing Area

Å Step 4: Determine Runoff Coefficient of SMP Contributing Area

Å Step 5: Calculate SMP Required WQV,SMP

Å Step 6: Design SMP VSMP to Meet Required WQV,SMP

Å Step 7: Check SMP Contributions to Site-Wide Requirements 

Iterate process until all 

requirements are met

Á Iteration 1: Three Green Roofs proposedṎ

Note:
Green roofs alone will never meet site-wide WQv 

requirements because:

1. Their contributing area is always equal to their footprint

2. Roof constraints will always prevent a green roof 

footprint from covering the full roof area
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Considerations:

ü There are no exceptions to meeting Minimum RRv.

ü Recreational areas excluded in the Sustainable Roofing Zone may still be feasible for 

stormwater management requirements.

ü To meet Minimum RRv, project must include enough retention practice either on the 

rooftop or at grade.

Meeting Minimum RRv

Tier 1 & 2 SMP Design
What are the Tier 1 SMP requirements?
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Tier 1 & 2 SMP Design
What are the Tier 1 SMP requirements?

SMPs Tier 1 & 2 Design Steps:

Å Step 1: Review Drainage Areas & Constraints

Å Step 2: Site SMP Footprint

Å Step 3: Determine SMP Contributing Area

Å Step 4: Determine Runoff Coefficient of SMP Contributing Area

Å Step 5: Calculate SMP Required WQV,SMP

Å Step 6: Design SMP VSMP to Meet Required WQV,SMP

Å Step 7: Check SMP Contributions to Site-Wide Requirements 

Iterate process until all 

requirements are met

Á Iteration 1: Three Green Roofs proposed

Á Iteration 2: Four Green Roofs and Two 

Stormwater Planters proposed

Ĕ Contributing Area Expanded

Ṏ



Tier 1 & 2 SMP Design
What are the Tier 1 SMP requirements?

SMP Step 1:  Review Drainage Areas & Constraints

Constraints may be limited to one portion of the site. It is 

helpful to evaluate constraints within individual, non-

overlapping drainage areas to site SMPs. 

22 January 2026 11322 January 2026 11322 January 2026 113
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Space Constraints

LEGEND

Soil Constraint

Drainage Area Delineation

Sustainable Roofing Zone

Existing Structures

Proposed Structures Roof Area

Surface Constraints

Space Constraints

Concept Map:  Constraints and Drainage Area Delineation



SMP Step 1:  Review Drainage Areas & Constraints

Constraints may be limited to one portion of the site. It is 

helpful to evaluate constraints within individual, non-

overlapping drainage areas to site SMPs. 

Concept Map:  Tier 1 SMP Feasibility
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Space Constraints

LEGEND

Space Constraints

Feasible Tier 1 SMP Locations 

(ET Only)

Existing Structures

Proposed Structures Roof Area

Surface Constraints

Tier 1 & 2 SMP Design
Where Can I Site Tier 1 SMPs?



Tier 1 & 2 SMP Design
What are the Tier 1 SMP requirements?

SMP Step 2:  Site SMP Footprint

Site Tier 1 practices on unconstrained areas to the 

maximum extent practicable, based on site constraints.
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Space Constraints

LEGEND

Green Roof

Stormwater Planter

Drainage Area Delineation

Proposed Recreational Area 

(not a constraint)

Existing Structures

Proposed Structures Roof Area

Surface Constraints

Space Constraints

Soil Constraint

Concept Map:  Proposed Tier 1 SMPs (Preliminary)

SMP ID
SMP Footprint 

(sf)

GR-1 371

GR-2 643

GR-3A 891

GR-3B 223

SP-1 371

SP-2 643
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Space Constraints

LEGEND

Contributing Area in LOD: 6,408 sf 

Non-Contributing Areas in LOD: 7,237 sf

Non-Contributing Areas outside LOD

Limit of Property: 15,900 sf 

Limit of Disturbance (LOD): 13,237 sf 

On-Site Disturbance: 11,996 sf 

ROW Disturbance: 1,241 sf

Tier 1 & 2 SMP Design
What are the site -wide WQ V and RRV?

In WQV Step 2, the Contributing Area (A) was 

defined as areas within the Limit of Disturbance 

that are listed in NYC SWM Table 2.3, as well 

as areas outside the Limit of Disturbance that 

drain to those areas. 

Concept Map:  Site Contributing Area (Preliminary)
Return to Previous Section



ὃ φȟτπψίὪ

Tier 1 & 2 SMP Design
What are the site -wide WQ V and RRV?

The addition of the two planters at grate expanded the site contributing area (A).

WQV and RRV must be re -calculated.
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Concept Map: Site Contributing Area (Preliminary)

═╢░◄▄ ȟ  ▼█
Concept Map: Site Contributing Area (Updated)

Return to Previous Section



Tier 1 & 2 SMP Design
What are the site -wide WQ V and RRV?

Return to Previous Section

Design steps below were completed but are not 

shown in detail.

Calculating Site WQv:

Å Step 1: Identify Equation

Å Step 2: Identify Site Contributing Area

Å Step 3: Calculate Runoff Coefficient

Å Step 4: Complete Site-Wide Calculation

Calculating Target RR V and Minimum RR V:

Å Step 1: Establish Target RRV

Å Step 2: Identify Minimum RRV Equation

Å Step 3: Establish New Impervious Area Proposed

Å Step 4: Calculate the Specific Reduction Factor

Å Step 5: Complete Site-Wide Minimum RRV Calculation
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╜░▪ ╡╡╥  ╬█

╦╠╥ȟ╢░◄▄  ╬█

╣╪►▌▄◄ ╡╡╥  ╬█

*The Minimum RRV requirement does not increase because the stormwater 

planters (pervious surface) are proposed on an existing pervious surface. 

ᶻ
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SMP Contributing Areas

Non-Contributing Areas

Non-Contributing Areas 

outside LOD

Limit of Property: 15,900 sf 

Limit of Disturbance (LOD): 13,237 sf 

On-Site Disturbance: 11,996 sf 

ROW Disturbance: 1,241 sf

Tier 1 & 2 SMP Design
What are the Tier 1 SMP 

requirements?

Concept Map:  Green Roof Contributing Areas (Preliminary)

Design steps completed for GR -3B but not 

shown:

Å Step 3: Determine SMP Contributing Area

Å Step 4: Determine Runoff Coefficient of SMP Contributing Area

Å Step 5: Calculate SMP Required WQV,SMP

Å Step 6: Design SMP VSMP to Meet Required WQV,SMP

Å Step 7: Check SMP Contributions to Site-Wide Requirements 

Return to Previous Section



Tier 1 & 2 SMP Design
What are the Tier 1 SMP requirements?

SMP Step 2:  Site SMP Footprint

Site Tier 1 practices on unconstrained areas to the 

maximum extent practicable, based on site constraints.

22 January 202622 January 202622 January 2026
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Space Constraints

LEGEND

Drainage Point and ID

Proposed Inlet

Proposed Internal Drainage

Existing Sewer Connection

NYC Combined Sewer System

Proposed Site Sewer 

Connection

Flow Control Structure

Existing Structures

Proposed Structures Roof Area

Surface Constraints

Space Constraints

Soil Constraint

Green Roof

Stormwater Planter

Drainage Area Delineation

Proposed Recreational Area 

(not a constraint)

Concept Map:  Proposed Tier 1 SMPs (Preliminary)

SMP ID
SMP Footprint 

(sf)

SP-1 371

SP-2 643

Resume Stormwater Planter Design

DP- #



Tier 1 & 2 SMP Design
What are the Tier 1 SMP requirements?

SMP Step 3:  Determine SMP 

Contributing Area

LEGEND

SMP Contributing Areas

Non-Contributing Areas

Non-Contributing Areas outside LOD

Areas Managed Upstream

Limit of Property: 15,900 sf 

Limit of Disturbance (LOD): 13,237 sf 

On-Site Disturbance: 11,996 sf 

ROW Disturbance: 1,241 sf

Concept Map:  Stormwater Planter 1 Contributing Area

Notes:
ÅMultiple green roofs can be designed simultaneously because their contributing 

areas are restricted to their footprints and independent from each other. 

Å In cases where SMPs have upstream managed areas, the design must be 

performed for each practice individually, starting with the upstream-most practice. 
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LEGEND

Property Lot: 15,900 sf 

Limit of Disturbance (LOD): 13,237 sf 

On-Site Disturbance: 11,996 sf 

ROW Disturbance: 1,241 sf

Practice-Based Contributing Areas

Non-Contributing Areas

Non-Contributing Areas outside LOD

Upstream Contributing Areas

Tier 1 & 2 SMP Design
What are the Tier 1 SMP 

requirements?

Å Identify the true contributing area to the practice, based on 

the sum of its drainage areas.

SMP Step 3:  Determine SMP 

Contributing Area

Contributing drainage areas to SP-1 are DA-1 & DA-4

Concept Map:  Stormwater Planter 1 

Contributing Area

SMP ID
SMP Footprint 

(sf)

SMP Total 

Contributing 
Area (sf)

SP-1 251 1,402



LEGEND

Property Lot: 15,900 sf 

Limit of Disturbance (LOD): 13,237 sf 

On-Site Disturbance: 11,996 sf 

ROW Disturbance: 1,241 sf

Practice-Based Contributing Areas

Non-Contributing Areas

Non-Contributing Areas outside LOD

Upstream Contributing Areas

Å Identify the true contributing area to the practice, based on 

the sum of its drainage areas.

Å Refer to NYC SWM Design Table 4.3 to identify any limits to 

SMP contributing area or loading ratio for ET SMPs. 

SMP Step 3:  Determine SMP 

Contributing Area

For stormwater planters, the maximum contributing area is the lesser of:

Å 15,000 sf

Å A 5:1 practice-to-contributing area ratio (i.e. 5x the practice footprint)

Concept Map:  Stormwater Planter 1 

Contributing Area

SMP ID
SMP Footprint 

(sf)

SMP Total 

Contributing 
Area (sf)

Max. 

Contributing 
Area (sf)

SP-1 251 1,402 1,255

Tier 1 & 2 SMP Design
What are the Tier 1 SMP 

requirements?
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LEGEND

Property Lot: 15,900 sf 

Limit of Disturbance (LOD): 13,237 sf 

On-Site Disturbance: 11,996 sf 

ROW Disturbance: 1,241 sf

Practice-Based Contributing Areas

Non-Contributing Areas

Non-Contributing Areas outside LOD

Upstream Contributing Areas

SMP Step 4:  Determine Runoff Coefficient of SMP Contributing Area

This coefficient relates the total rainfall to runoff on the project site and is 

based on the percent impervious cover (I) in the proposed condition.

Concept Map:  Stormwater Planter 1 

Contributing Area

SMP ID
SMP Footprint 

(sf)

SMP Total 

Contributing 
Area (sf)

Max. 

Contributing 
Area (sf)

Runoff 

Coefficient, 

RV (-)

SP-1 251 1,402 1,255 0.95

Note: When calculating WQV for a vegetated SMP, 

the SMP footprint should be considered 100% 

impervious in order for the practice to manage itself. 

Tier 1 & 2 SMP Design
What are the Tier 1 SMP 

requirements?

Ὑ πȢπυπȢππωzὍ
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Property Lot: 15,900 sf 

Limit of Disturbance (LOD): 13,237 sf 

On-Site Disturbance: 11,996 sf 

ROW Disturbance: 1,241 sf

Practice-Based Contributing Areas

Non-Contributing Areas

Non-Contributing Areas outside LOD

Upstream Contributing Areas

SMP ID
SMP Footprint 

(sf)

SMP Total 

Contributing 
Area (sf)

Max. 

Contributing 
Area (sf)

Runoff 

Coefficient, 

RV (-)

Total 

WQV,SMP 

(cf )

SP-1 251 1,402 1,255 0.95 166

SMP Step 5:  Calculate SMP Required WQV,SMP

Use NYC SWM Eq. 2.1 to calculate WQV 

Å The Total WQV,SMP is based on the entire contributing area to a practice

Å When upstream practices are present, the volume they managed must be 

subtracted from the Total WQV,SMP to establish the practiceôs Required WQV,SMP 

ὡὗȟ
ρȢυͼ

ρς
ὃz Ὑz

Total WQV,SMP was calculated based on 

the SMP Total Contributing Area

Concept Map:  Stormwater Planter 1 

Contributing Area

Tier 1 & 2 SMP Design
What are the Tier 1 SMP 

requirements?
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LEGEND

Property Lot: 15,900 sf 

Limit of Disturbance (LOD): 13,237 sf 

On-Site Disturbance: 11,996 sf 

ROW Disturbance: 1,241 sf

Practice-Based Contributing Areas

Non-Contributing Areas

Non-Contributing Areas outside LOD

Upstream Contributing Areas

SMP ID
SMP Footprint 

(sf)

SMP Total 

Contributing 
Area (sf)

Max. 

Contributing 
Area (sf)

Runoff 

Coefficient, 

RV (-)

Total 

WQV,SMP 

(cf)

Volume 

Managed by 

Upstream 

SMPs

SP-1 251 1,402 1,255 0.95 166 44

SMP Step 5:  Calculate SMP Required WQV,SMP

Use NYC SWM Eq. 2.1 to calculate WQV 

Å The Total WQV,SMP is based on the entire contributing area to a practice

Å When upstream practices are present, the volume they managed must be 

subtracted from the Total WQV,SMP to establish the practiceôs Required WQV,SMP 

ὡὗȟ
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Provided WQV,SMP of GR-1, 

which is upstream of SP-1

Concept Map:  Stormwater Planter 1 

Contributing Area

Tier 1 & 2 SMP Design
What are the Tier 1 SMP 

requirements?
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LEGEND

Property Lot: 15,900 sf 

Limit of Disturbance (LOD): 13,237 sf 

On-Site Disturbance: 11,996 sf 

ROW Disturbance: 1,241 sf

Practice-Based Contributing Areas

Non-Contributing Areas

Non-Contributing Areas outside LOD

Upstream Contributing Areas

SMP ID
SMP Footprint 

(sf)

SMP Total 

Contributing 
Area (sf)

Max. 

Contributing 
Area (sf)

Runoff 

Coefficient, 

RV (-)

Total 

WQV,SMP 

(cf )

Volume 

Managed by 

Upstream 

SMPs

Required

WQV,SMP

(cf )

SP-1 251 1,402 1,255 0.95 166 44 122

SMP Step 5:  Calculate SMP Required WQV,SMP

Use NYC SWM Eq. 2.1 to calculate WQV 

Å The Total WQV,SMP is based on the entire contributing area to a practice

Å When upstream practices are present, the volume they managed must be 

subtracted from the Total WQV,SMP to establish the practiceôs Required WQV,SMP 

ὡὗȟ
ρȢυͼ
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Calculated by 

subtracting the 

upstream 

managed 

volume from the 

Total WQV,SMP 

Concept Map:  Stormwater Planter 1 

Contributing Area

Tier 1 & 2 SMP Design
What are the Tier 1 SMP 

requirements?

(       )     -      (    )       =    (      )
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LEGEND

Property Lot: 15,900 sf 

Limit of Disturbance (LOD): 13,237 sf 

On-Site Disturbance: 11,996 sf 

ROW Disturbance: 1,241 sf

Practice-Based Contributing Areas

Non-Contributing Areas

Non-Contributing Areas outside LOD

Upstream Contributing Areas

SMP ID
SMP Footprint 

(sf)

SMP Total 

Contributing 
Area (sf)

Max. 

Contributing 
Area (sf)

Runoff 

Coefficient, 

RV (-)

Total 

WQV,SMP 

(cf )

Volume 

Managed by 

Upstream 

SMPs

Required

WQV,SMP

(cf )

Max.

WQV,SMP

(cf )

SP-1 251 1,402 1,255 0.95 166 44 122 149

SMP Step 5:  Calculate SMP Required WQV,SMP

Use NYC SWM Eq. 2.1 to calculate WQV 

Å The Total WQV,SMP is based on the entire contributing area to a practice

Å When upstream practices are present, the volume they managed must be 

subtracted from the Total WQV,SMP to establish the practiceôs Required WQV,SMP 

ὡὗȟ
ρȢυͼ
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The Required WQV,SMP Required 

may not exceed that Max. WQV,SMP 

Concept Map:  Stormwater Planter 1 

Contributing Area

Tier 1 & 2 SMP Design
What are the Tier 1 SMP 

requirements?
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LEGEND

Property Lot: 15,900 sf 

Limit of Disturbance (LOD): 13,237 sf 

On-Site Disturbance: 11,996 sf 

ROW Disturbance: 1,241 sf

Practice-Based Contributing Areas

Non-Contributing Areas

Non-Contributing Areas outside LOD

Upstream Contributing Areas

SMP ID
SMP Footprint 

(sf)

SMP Total 

Contributing 
Area (sf)

Max. 

Contributing 
Area (sf)

Runoff 

Coefficient, 

RV (-)

Total 

WQV,SMP 

(cf )

Volume 

Managed by 

Upstream 

SMPs

Required

WQV,SMP

(cf )

Max.

WQV,SMP

(cf )

SP-1 251 1,402 1,255 0.95 166 44 122 149

SMP Step 5:  Calculate SMP Required WQV,SMP

Use NYC SWM Eq. 2.1 to calculate WQV 

Å The Total WQV,SMP is based on the entire contributing area to a practice

Å When upstream practices are present, the volume they managed must be 

subtracted from the Total WQV,SMP to establish the practiceôs Required WQV,SMP 

ὡὗȟ
ρȢυͼ

ρς
ὃz Ὑz

The Required WQV,SMP Required 

may not exceed that Max. WQV,SMP 

Ò

Concept Map:  Stormwater Planter 1 

Contributing Area

Tier 1 & 2 SMP Design
What are the Tier 1 SMP 

requirements?
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Tier 1 & 2 SMP Design
What are the Tier 1 SMP requirements?

SMP Step 6:  Design SMP VSMP to Meet Required WQV,SMP

Use NYC SWM Eq. 4.1 to calculate VSMP

Å Determine Applicable Volume Parameters for each SMP type

Å Refer to the appropriate equations in NYC SWM Section 4.3 to 

calculate the storage volume provided by each applicable parameter

Å Refer to NYC SWM Design Table 4.3 to identify design requirements 

for ET SMPs and complete design calculation.

SMP ID
ASMP

(sf)

DP

(ft)

VP

(cf )

DS

(ft)

nS

(cf /cf )

VS

(cf )

V SMP 

(cf )

Required SMP 

WQV (cf )

SP-1 251 0.25 62.75 1.5 0.2 75.3 138 122

╥╢╜╟  ╥╟ ╥╢ ╥╘ ╥╓

╥╢╜╟ȟ╢╟ ╥╟ȟ╢╟  ╥╢ȟ╢╟
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Concept Map:  Stormwater Planter 2 Contributing Area

Design steps completed for SP -2 but not shown:

Å Step 3: Determine SMP Contributing Area

Å Step 4: Determine Runoff Coefficient of SMP Contributing Area

Å Step 5: Calculate SMP Required WQV,SMP

Å Step 6: Design SMP VSMP to Meet Required WQV,SMP

LEGEND

SMP Contributing Areas

Non-Contributing Areas

Non-Contributing Areas outside LOD

Areas Managed Upstream

Limit of Property: 15,900 sf 

Limit of Disturbance (LOD): 13,237 sf 

On-Site Disturbance: 11,996 sf 

ROW Disturbance: 1,241 sf

Tier 1 & 2 SMP Design
What are the Tier 1 SMP requirements?




