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Client: Liro Engineers, Inc.

Date (Time) Received: 09/24/2022 14:40

Matrix: Potable Water

Laboratory ID: 2092404-01

ELAP: #11693

Sample ID: Point of Entry

Client ID: Riis Houses Bldg 11

Date (Time) Collected: 09/24/2022 09:45

Total Metals Analysis
Parameter Result Units FlagDate Analyzed Method LOQ

ug/L<0.500Arsenic 09/27/2022 EPA 200.9 Rev.

2.2(1994)

0.500

Date Prepared: 09/27/2022 Preparation Method: DW-N/A
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Client: Liro Engineers, Inc.

Date (Time) Received: 09/24/2022 14:40

Matrix: Potable Water

Laboratory ID: 2092404-01

ELAP: #11693

Sample ID: Point of Entry

Client ID: Riis Houses Bldg 11

Date (Time) Collected: 09/24/2022 09:45

Microbiological Parameters
Parameter Result Units FlagDate Analyzed Method LOQ

E. Coli Colisure09/24/2022 15:14 NA Absent

Total Coliforms Colisure09/24/2022 15:14 NA Negative

Date Prepared: 09/24/2022 Preparation Method: Micro-No Prep

Parameter Result Units FlagDate Analyzed Method LOQ

Heterotrophic Plate Count MPN/mLSimPlate09/24/2022 15:24 2.00 23.0

Date Prepared: 09/24/2022 Preparation Method: Micro-No Prep

Parameter Result Units FlagDate Analyzed Method LOQ

Total Residual Chlorine by

Sampler

0.200Total Residual

Chlorine by Sampler

09/24/2022 09:45 0.100 mg/L

Date Prepared: 09/24/2022 Preparation Method: No Preparation
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Client: Liro Engineers, Inc.

Date (Time) Received: 09/24/2022 14:40

Matrix: Potable Water

Laboratory ID: 2092404-06

ELAP: #11693

Sample ID: Roof Tank

Client ID: Riis Houses Bldg 11

Date (Time) Collected: 09/24/2022 10:09

Total Metals Analysis
Parameter Result Units FlagDate Analyzed Method LOQ

ug/L<0.500Arsenic 09/27/2022 EPA 200.9 Rev.

2.2(1994)

0.500

Date Prepared: 09/27/2022 Preparation Method: DW-N/A
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Client: Liro Engineers, Inc.

Date (Time) Received: 09/24/2022 14:40

Matrix: Potable Water

Laboratory ID: 2092404-06

ELAP: #11693

Sample ID: Roof Tank

Client ID: Riis Houses Bldg 11

Date (Time) Collected: 09/24/2022 10:09

Microbiological Parameters
Parameter Result Units FlagDate Analyzed Method LOQ

E. Coli Colisure09/24/2022 15:14 NA Absent

Total Coliforms Colisure09/24/2022 15:14 NA Negative

Date Prepared: 09/24/2022 Preparation Method: Micro-No Prep

Parameter Result Units FlagDate Analyzed Method LOQ

Heterotrophic Plate Count MPN/mLSimPlate09/24/2022 15:24 2.00 4.00

Date Prepared: 09/24/2022 Preparation Method: Micro-No Prep

Parameter Result Units FlagDate Analyzed Method LOQ

Total Residual Chlorine by

Sampler

0.200Total Residual

Chlorine by Sampler

09/24/2022 10:09 0.100 mg/L

Date Prepared: 09/24/2022 Preparation Method: No Preparation

Data Qualifiers Key Reference:

Minimum Detection LimitMDL

LOQ Limit of Quantitation

H Holding Time Exceeded
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Client: Liro Engineers, Inc.

Date (Time) Received: 09/24/2022 14:40

Matrix: Potable Water

Laboratory ID: 2092410-01

ELAP: #11693

Sample ID: Point of Entry

Client ID: Riis Houses Bldg 8

Date (Time) Collected: 09/24/2022 10:56

Total Metals Analysis
Parameter Result Units FlagDate Analyzed Method LOQ

ug/L<0.500Arsenic 09/27/2022 EPA 200.9 Rev.

2.2(1994)

0.500

Date Prepared: 09/27/2022 Preparation Method: DW-N/A
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Client: Liro Engineers, Inc.

Date (Time) Received: 09/24/2022 14:40

Matrix: Potable Water

Laboratory ID: 2092410-01

ELAP: #11693

Sample ID: Point of Entry

Client ID: Riis Houses Bldg 8

Date (Time) Collected: 09/24/2022 10:56

Microbiological Parameters
Parameter Result Units FlagDate Analyzed Method LOQ

E. Coli Colisure09/24/2022 15:14 NA Absent

Total Coliforms Colisure09/24/2022 15:14 NA Negative

Date Prepared: 09/24/2022 Preparation Method: Micro-No Prep

Parameter Result Units FlagDate Analyzed Method LOQ

Heterotrophic Plate Count MPN/mLSimPlate09/24/2022 15:24 2.00 2.00

Date Prepared: 09/24/2022 Preparation Method: Micro-No Prep

Parameter Result Units FlagDate Analyzed Method LOQ

Total Residual Chlorine by

Sampler

0.200Total Residual

Chlorine by Sampler

09/24/2022 10:56 0.100 mg/L

Date Prepared: 09/24/2022 Preparation Method: No Preparation
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Client: Liro Engineers, Inc.

Date (Time) Received: 09/24/2022 14:40

Matrix: Potable Water

Laboratory ID: 2092410-06

ELAP: #11693

Sample ID: Roof Tank

Client ID: Riis Houses Bldg 8

Date (Time) Collected: 09/24/2022 11:05

Total Metals Analysis
Parameter Result Units FlagDate Analyzed Method LOQ

ug/L<0.500Arsenic 09/27/2022 EPA 200.9 Rev.

2.2(1994)

0.500

Date Prepared: 09/27/2022 Preparation Method: DW-N/A
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Client: Liro Engineers, Inc.

Date (Time) Received: 09/24/2022 14:40

Matrix: Potable Water

Laboratory ID: 2092410-06

ELAP: #11693

Sample ID: Roof Tank

Client ID: Riis Houses Bldg 8

Date (Time) Collected: 09/24/2022 11:05

Microbiological Parameters
Parameter Result Units FlagDate Analyzed Method LOQ

E. Coli Colisure09/24/2022 15:14 NA Absent

Total Coliforms Colisure09/24/2022 15:14 NA Negative

Date Prepared: 09/24/2022 Preparation Method: Micro-No Prep

Parameter Result Units FlagDate Analyzed Method LOQ

Heterotrophic Plate Count MPN/mLSimPlate09/24/2022 15:24 2.00 4.00

Date Prepared: 09/24/2022 Preparation Method: Micro-No Prep

Parameter Result Units FlagDate Analyzed Method LOQ

Total Residual Chlorine by

Sampler

0.200Total Residual

Chlorine by Sampler

09/24/2022 11:05 0.100 mg/L

Date Prepared: 09/24/2022 Preparation Method: No Preparation

Data Qualifiers Key Reference:

Minimum Detection LimitMDL

LOQ Limit of Quantitation

H Holding Time Exceeded










































































