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SKETCH #1 

Sketch #1 depicts a service arrangement for a Fire Alarm Service Switch. 

a‐ Is this an acceptable wiring arrangement? 
b‐ For a 30A Fire Alarm Service Switch may the Grounding Electrode Conductor be sized  for 30A and 

a # 10 awg wire be used? 

 

SKETCH #2 

Sketch #2 depicts a service arrangement for a Fire Alarm Service Switch and a Multi‐Story Fire Alarm 
Power Riser 

a‐ Is this an acceptable wiring arrangement? 

 

SKETCH #3 

Sketch #3 depicts a service arrangement for a Fire Alarm Service Switch at 265/460v  and a step down 
transformer  indicating the bonding of the neutral at the transformer. 

a‐ Is this an acceptable wiring arrangement? 

 

SKETCH #4 

Sketch #4 depicts a service arrangement for a Fire Alarm Service Switch at 265/460v  and a step down 
transformer  indicating the bonding of the neutral at the Fire Alarm disconnect on the load side of the 
transformer. 

a‐ Is this an acceptable wiring arrangement? 

 

SKETCH #5 

Sketch #5 depicts a service arrangement for a Fire Alarm Service Switch and a dedicated 3‐Pole 
Automatic Transfer Switch. 

a‐ Is this an acceptable wiring arrangement? 

 

 

 

 

 



 

 

SKETCH #6 

Sketch #6 depicts a service arrangement for a Fire Alarm Service Switch and a dedicated 4‐Pole 
Automatic Transfer Switch. 

a‐ Is this an acceptable wiring arrangement? 

 

SKETCH #7 

Sketch #7 depicts a service arrangement for a Dedicated Fire Alarm ATS in a building with Multiple 
Emergency Generators.   

a‐ Is this an acceptable wiring arrangement? 

 

SKETCH #8 

Sketch #8 depicts a service arrangement for a Dedicated Fire Alarm ATS in a building with Multiple 
Emergency Generators.   

a‐ Is this an acceptable wiring arrangement? 
 

SKETCH #9 

Sketch #9 depicts a service arrangement for a Dedicated Fire Alarm ATS in a building with Multiple 
Emergency Generators and a Paralleling Switchboard. 

a‐ Is this an acceptable wiring arrangement? 
 

SKETCH #10 

Sketch #10 depicts a service arrangement for a Sub‐System Fire Alarm Fused Cut‐Out. 

a‐ Is this an acceptable wiring arrangement? 
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SERVICE SWITCH MUST BE RATED FOR AVAILABLE FAULT CURRENT AT SERVICE POINT.

ALL NPLFA DISTRIBUTION DEVICES AND PULL BOXES MUST BE LABELED AND PAINTED RED.

ALL CONDUIT TO BE RMC, IMC, OR  MI CABLE.  

RMC MAY BE RGS OR ALUMINUM
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