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jq. Borough Superintendent*
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Deputy Commissioner

Procedure for Compliance 
Smoke and Heat Venting p 
as Amended by Local Law 
September 13, 1980

BJECT with Piling 
rovislons of 
I 86/1979 and

Requirements 
Local Law 4 

e f f c c t i v «>

for
5

The folloving'Sprocedur e is to be followed in order to 
provide an expeditious means of filing and review for 
compliance with the Local Lav # 5 provisions required to be 
compiled with by September 13, 1980.
The timetable for compliance has now reached the point 
where plans and permits for smoke control or pressurization 
plus compartmentatlon (or aprinklcrlsatlon) must be filed 
and a permit obtained by September 13, 1980. (See 
Attachment A for complete timetable of compliance with 
Local Law 4 5).

The requirements shall be met in two phases consisting of 
an initial filing of che as£h£msi^a^Blayout of the proposed 
system (Phase I) indicating by means of vertical and horizontal 
cross sections.the basic components of the proposed system.
No detailed plana ere required, bat- computations
shoving compliance with requirements of Reference Standard RS 3-18 
(as amended by LL # 84/1979) together with pertinent notes and 
general performance speciflcstions shall be submitted 
if the pressurization altarnA.tS 1| _».el_ecte<J. _ (The .basic 
design elements of Reference Standard RS 3-18 are shown on 
Attachment B).
Smoke and Heat Venting

bpon acceptance by fRC department of Phase I ^^p^rmlj^can be 
obtained, prior to the start of actual work. The applicant 
shall submit Che final plans (Phase II) -pursuant to Directive 6 14, 
and commence work in order to complete the installation 
on schedule. Inspection of the installation shall be subject 
to controlled Inspection. Testing of the finished installation 
shall be witnessed by a representative of the Building 
Department designated by the Borough Superintendent.

Sprinklers
Examination of sprinkler applications fnr
Local Law # 5 option shall remain unchansed the nool1cahility 
of Directive f 14 shall apply as provided in previous memorandums, 
'.’hem the hicklog of applications awaiting examination ex.cceds 
one week then t hi s 0 f f 11 be notified so that the appropriate
number of applications can be transferred to the Borough of 
Brooklyn for examination. 17 2 7
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Typ» of lullBt"»
Office Bulldfttw* 
Over 100' Peat 
with or without 
Central
Air Condltloathrsi

TnirvACiK run conruAtirr. u
7s .*MKHPEU BY LOCAL LAM NO

Wcqwl ;-. fjfc>ite

In;crlrr Stairway Ro-antry
Slyaa at elevatoro and 
atafrwaya
Sh'tvrooa apriahlera

later'oT fire a Lara and 
.4'aMiitcettM ayatiaa, 
file ronaaod atatlaa 
elevator reedineae

elevator interlock wiring

Office Buildlnga 
Over 100 feet 
with Central 
Air Conditioning

Option A 
Saoke Control 
Mew Buildlnga 
(Sooke Shaft)

Eaietlng Buildlnga 
(Freaaurleatlon
PLUS
ConpartnentatIon on
aprinklerliatlon
of individual floora.)

M

0&

Tlnetable Ondar Local Law Moa. 84.84/HTf
2/1/73

2/1/11

2/1/73

Flana for all itcoa nuet he 
filed within 6 aontha, 
peralt taken out within 
S aontha and work auat 
he completed 1 year and 
9 aontha of eff. date

Work auat ha eoapleted
1 year and 6 aontha 
froa effective data

Flana auat ha filed and 
peralt taken out within 
9 aontha of eff. data 
Work auat ha coaplatad
2 yaara and 9 aontha^roa 
effective date.
Inetallation of preaaur- 
isatlon ayatea ahall he 
ae per Reference Standard 
RS-18 aa emended hy 
Local Law No. 84/1979 
Plane auat ha filed and 
peralt taken out within 
9 aontha. i/ork auat ha 
done: (1) in couree of 
alteration and (ii) 
within 2 yaara of off.date 12/13/81 
2/3 hy 8/7/84 and 8/7/84
whole building by 2/7/88 2/7/B8

6/13/80

9/13/80

9/13/81

6/13/81

9/13/80

9/13/82

9/13/82

9/13/80
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Typa of building

T1META1LE FOl COMPLIANCE WITH LOCAL LAW # S
AS AkfEllDED IY LOCAL LAW NO. IU/1979------ tfnrrn—s—UJmmLm

Raquircaanta Tiaatabla Onftr Local Law Moo.84.86/197^ a
Optioa ■
Sprlaklarftaa astir* Plans mat bo filed-and parait
building offocLivo Roto* t/13/aoWork oa 1/3 of baildlag aaot 

bo coaplated wltkio 2 years 12/13/81of affeefttva Rata
2/3 wlthla 3 years 12/13/82sad the ontftra building 
within 4 yoaro. 12/13/83

•Effective ftti Daceaber 13* 1S79



RESCINDED BY BUILDINGS
BULLETIN 2024-002

ATTACHMENT B
Basle Design elements of Prciiurliatlon Systems (For 
complete data not KS 5-18 ti amended by Local Law f 86/1979)

Air Supply
Fans supplying 100X outdoor air at one or more levels shall be 
activated by detectors and controlled from local start/stop 
station at the fans and the fire command station.
Total air supply shall not be less than 34,000 cfa plus 200 cfm 
per story par stair.

Maximum velocity of Air at opening into stair shall not exceed 
J,000 feet per minute.

Operating Conditions

Max positive dlffcrcntial pressure ■ .4

Min positive differential pressure (1)
All doors closed ■ .1
Three doors opened • .05

(1) Or a min. average velocity of 400 ft per minutes in the 
plane of any opon door with three doors open.

17 30


