
LAA / REPLACEMENT INSTALLATIONS: Fire Suppression 1   

 

 

REPLACEMENT INSTALLATIONS: 

FIRE SUPPRESSION 
 

 

 
ITEM 

 

CATEGORY 

(ADMIN CODE 

§28-101.5) 
 

 

ADDITIONAL 

DOCUMENTS 

REQUIRED 
 

 
COMMENTS 

 
e-File 

Cut & Cap Sprinkler 

System 

1  FDNY letter of No Objection 

required 
 

Cut & Cap Sprinkler 

System Associated with 

Demolition 

1  FDNY letter of No Objection 

required 
 

Rearrangement of 

sprinkler heads up to 20 

- light hazard 

1   
 

Rearrangement of 

sprinkler heads up to 20 

- or light hazard Group 2 

mercantile areas 

1   
 

Rearrangement of 

sprinkler heads up to 20 

- or ordinary Hazard 

Group 1 restaurant 

1   
 

Rearrangement of 

Sprinkler Piping 

1   
 



LAA / REPLACEMENT INSTALLATIONS: Fire Suppression 2   

 

 
ITEM 

 

CATEGORY 

(ADMIN CODE 

§28-101.5) 
 

 

ADDITIONAL 

DOCUMENTS 

REQUIRED 
 

 
COMMENTS 

 
e-File 

Relocate Auxiliary Hose 

Cabinets - up to 10 feet 

1   
 

Repair of Fire Pump Off 

Standpipe 

1   
 

Repair of Sprinkler 

Systems 

1   
 

Repair Standpipe 

(Combined System Only) 

1   
 

Replace Standpipe 

(Combined System Only) 

1   
 

Replacement of Sprinkler 

Heads - same type, size 

and position 

2   
 

Replacement of Sprinkler 

Piping 

1   
 

Replacement of Standpipe 

System Parts (Combined 

System Only) 

1   
 

Special Service Fire Pump 1   
 

Fire Sprinkler Booster 

Pump 

1   
 



LAA / REPLACEMENT INSTALLATIONS: Fire Suppression 3   

 

 
ITEM 

 

CATEGORY 

(ADMIN CODE 

§28-101.5) 
 

 

ADDITIONAL 

DOCUMENTS 

REQUIRED 
 

 
COMMENTS 

 
e-File 

Sprinkler System Removal 1  FDNY Letter of No 

Objection required 
 

 

**FOR APPLIANCES NOT LISTED REFER TO LAA UNIT** 

 


