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Indirect Waste Connec tions in Commerci a l Kitchens 

To c lar ify e xisting code pcovisi o ns pectaining t o the connect io n 
of Food Handling Devices to a dcainage system. 

Specifics: 

Cu linary and open sinks in co mmercial food es t ab l i shments s hall 
be c~nnected to the building dcainag2 system in a manner that 
pcevents the contaminati on of food. drinks. or utensil s used 
f or the preparation oc serving of fo o ds due to backing up o f 
waste wate r o r sewage from the drainage sys t e m. 

The connection shall be made pucsuant to Section P 111.1 of 
Reference Standard RS-16. Paragraph (1) , Subdivision (a) and 
Subdivision (c) which requires that an air break be provided 
for indirect waste by terminating the open end of the pipe 
at least 1 i nch above the flood level r i m of the recei ving 
fix ture or receptacle. 
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