
1 RCNY §40-21 
 

CHAPTER 40 INSTALLATION AND MAINTENANCE OF GAS-FUELED WATER AND SPACE 
HEATERS IN ALL PORTIONS OF DWELLINGS USED OR OCCUPIED FOR LIVING 

PURPOSES 
 

§40-21 Substitution for Central Heating or Hot Water Supply. [REPEALED] 
* AC §28-101.4.3 requires the application of current FGC, MC and Plumbing Code (“PC”) provisions to equipment installed in 
accordance with prior codes. 


